
2017 EMISSIONS PERFORMANCE 
TESTING AND CEMS RATAAT THE 
DESERT VIEW POWER, MECCA PLANT 

PREPARED FOR: 

DESERT VIEW POWER 
62-300 GENE WELMAS DRIVE 
MECCA, CALIFORNIA 92254-0758 

FOR SU BM ITT AL TO: 

SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT 
21865 COPLEY DRIVE 
DIAMOND BAR, CALIFORNIA 91765-4178 

PREPARED BY: 

DELTA AIR QUALITY SERVICES, INCORPORATED 
AN AFFILIATE OF MONTROSE AIR QUALITY SERVICES, LLC 
1631 E. ST. ANDREW PL. 
SANTA ANA, CALIFORNIA 92705 
(714) 279-6777 

DAVE WONDERLY 

PROJECT NUMBER: 002-AQS-119592 

PRODUCTION DATE: JUNE 6, 2017 

REPORT NUMBER: R1414999 

1/592 

MONTROSE 
AIR QlJALlrY SIRVIClS 



2/592 

CONFIDENTIALITY STATEMENT 

Except as otherwise required by law or regulation, this information contained in 
this communication is intended exclusively for the individual or entity to which it 
is addressed. This communication may contain information that is proprietary, 
privileged or confidential or otherwise legally exempt from disclosure. If you are 
not the named addressee, you are not authorized to read, print, retain, copy, or 
disseminate this message or any part of it. 
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REPORT REVIEW AND CERTIFICATION 

I certify that all work performed in the preparation and production of this report were 
performed by me or under my supervision and that all data presented are authentic. 

Dave Wonderly 
Project Manager 

Date 

I certify that I have reviewed this report , both in form and content, and that all data, 
calculations, and presentations are authentic, accurate, and complete. 

To the best of our knowledge, the report has been checked for completeness, and the 
results presented are accurate, error-free, legible, and representative of the actual 
emissions measured during the test, and conform to the requirements of ASTM D7036-
04, Standard Practice for Co etenc o · Emission Testing Bodies (AETBs). 

f ;P 

Arlene I? II 
Vice President, Arralytical Services 
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1.0 INTRODUCTION 

Delta Air Quality Services (Delta), an affiliate of Montrose Air Quality Services, LLC 
(MAQS-SNA), was contracted by Desert View Power, to conduct performance emissions 
testing at the Desert View Power Project located in Mecca, California. Testing was 
conducted on March 28-30, and April 14, 2017. The Delta test team consisted of Dave 
Wonderly, Arlene Bell, Rik Dupont and Patrick Whitman. Greg Studer of Desert View 
Power, coordinated plant operations and data retrieval during the test program. The 
South Coast Air Quality Management District (SCAQMD) was notified of the test date but 
did not send a representative . 

The emissions tests included measurements on Unit 1 and Unit 2 for hydrogen chloride 
(HCI) . particulate, sulfur dioxide, oxides of nitrogen, carbon monoxide, and hydrocarbons. 
Exhaust flow rate and moisture measurements were performed in conjunction with the 
testing. Relative Accuracy Test Audits (RA TA) were conducted on the plant's continuous 
emissions monitoring system (CEMS). 

The Desert View Power Facility met all em1ss1ons limits required by the U.S. 
Environmental Protection Agency 40 CFR Part 63 Subpart DODOO the Boiler MACT, the 
U.S. Environmental Protection Agency Operating Permit NSR 4-4-11 ;SE 87-01 including 
amendments through August 14, 2003: 7th Amendment Title V permit to operate CB-OP 
99-01 dated 8/1/2000. The plant CEMS met all RATA requirements of CFR 40 Appendix 
F. 

Tables 1-1 and 1-2 summarize the results of the emissions tests and Tables 1-3 and 1-4 
present the results of the RATA tests for Unit 1 and Unit 2. 

R1414999 
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TABLE 1-1 
SUMMARY OF EMISSIONS RESULTS 

DESERT VIEW POWER, UNIT 1 
MARCH 28 AND APRIL 14, 2017 

Parameter Average Emission Results Permit Limit Comment 

Hydrochloric Acid 
mg/dscm 19.45 
lb/hr (as HCI) 6.36 
lb/MM Btu 0.018 0.022 Pass 

Total Solid Particulate: 
gr/dscf 0.0021 
gr/dscf@ 12% C02 0.0021 0.010 Pass 
lb/hr (PM10} 1.56 3.9 Pass 

Sulfur Dioxide: 
ppm @3% 02 12.20 27 Pass 
lb/hr 8.13 12 Pass 

NOx: 
ppm at 3% 0 2 60.20 94 Pass 
lb/hr 28.84 30 Pass 

CO: 
ppm@ 3% 02 0 231 Pass 
lb/hr 0 13 Pass 

Hydrocarbons: 
ppm @3% 0 2 5.68 
lb/hr 0.96 5.9 Pass 

Note: NOx CO and S02 results are from RATA Runs 1, 2 and 3. Hydrocarbons are total non-methane 
hydrocarbons reported as methane. The EPA factor of 1.086 for SCAQMD Method 25.3 was used. 

R1414999 2 t. \MUNllU~t 



Parameter 

Hydrochloric Acid 
mg/dscm 
lb/hr (as HCI) 
lb/MM Btu 

Total Solid Particu late: 
gr/dscf 
gr/dscf@ 12% C02 
lb/hr 

Sulfur Dioxide: 
ppm @3% 0 2 
lb/hr 

NOx: 

CO: 

ppm at 3% 0 2 
lb/hr 

ppm@ 3% 02 
lb/hr 

Hydrocarbons: 
ppm@ 3% 02 
lb/hr 

TABLE 1-2 
SUMMARY OF EMISSIONS RESULTS 

DESERT VIEW POWER, UNIT 2 
MARCH 29, 2017 

Average Emission Results 

13.18 
4.27 
0.011 

0.0021 
0.0020 

1.55 

12.85 
8.18 

52.22 
23.87 

0 
0 

4.68 
0.74 

Permit Limit 

0.022 

0.010 
3.9 

27 
12 

94 
30 

231 
13 

5.9 
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Comment 

Pass 

Pass 
Pass 

Pass 
Pass 

Pass 
Pass 

Pass 
Pass 

Pass 

Note: NO, CO and S02 results are from RATA Runs 3, 4 and 5. Hydrocarbons are total non-methane 
hydrocarbons reported as methane. The EPA factor of 1.086 for SCAQMD Method 25.3 was used. 
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TABLE 1-3 
RELATIVE ACCURACY RESULT SUMMARY 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

CEMS RA Limit 

NOx ppm 5.61% 20% 

NOx@3% 02 6.37% 20% 

NOx lb/hr 16.27% 20% 

02 dry 2.59% 20% 

CO ppm<1> -2 .17 <5 ppmP> 

C0@3% 02<1> -2.87 <5 ppmP> 

CO lb/hr 2.59% 5%(2) 

S02 ppm 16.53% 20% 

S02@3% 02 17.32% 20% 

S02 lb/hr 10.37% 20% 

(1) PS 4A Criteria, average difference less than 5ppm. 
(2) Of applicable standard 

CEMS 

NOx ppm 

NOx@3% 02 

NOx lb/hr 

02 dry 

CO ppmP> 

C0@3% 02<1> 

CO lb/hr 

S02 ppm 

S02@3% 02 

S02 lb/hr 

TABLE 1-4 
RELATIVE ACCURACY RESULT SUMMARY 

DESERT VIEW POWER, UNIT 2 
MARCH 29-30, 2017 

RA Limit 

7.68% 20% 

7.40% 20% 

4.02% 20% 

0.80% 20% 

-1.56 <5 ppmP> 

-2.14 <5 ppm<1> 

1.26% 5%(2) 

13.97% 20% 

13.89% 20% 

10.54% 20% 

(1) PS 4A Criteria, average difference less than 5ppm. 
(2) Of applicable standard 

9/592 

Comment 

Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 

Comment 

Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
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2.0 UNIT DESCRIPTION 

The Desert View Power, plant consists of two 297 MMBtu/hour, circulating bed, biomass
fired boilers. The combined units are designed to produce 4 7 MW of net electrica l 
output. Each unit is equipped with the following pollution control systems: 

1. An ammonia injection system for control of NOx emissions; 

2. Cyclonic mixing of injected ammonia with flue gas to provide for a minimum 
amount of ammonia slip (emission); 

3. A limestone injection system to limit emissions of S02; 

4 . A reverse air baghouse to control opacity and emissions of sulfates and 
particulate to very low levels; 

The plant CEMS system for each unit includes measurements of NOx, CO, 0 2, 0 2 wet, 
S02, C02, flow and opacity. It is an extractive system with a heated line extending from 
the probe to the CEMS unit. Table 2-1 presents the current CEMS configuration. 

Species 

NOx 

co 

0 2 Dry 

S02 

C02 

0 2Wet 

Flow 

Opacity 

N02 Converter 

R1414999 

TABLE 2-1 
CONTINUOUS EMISSION MONITOR SYSTEM 

DESERT VIEW POWER 

Manufacturer 

CAI 

CAI 

CAI 

CAI 

CAI 

Thermox 

Dietrick 
Standard/Rosemont 

Monitor Labs 

CAI 

UNITS 1AND2 

Unit 1, Model/Serial Unit 2, Model/Serial 
Number Number 

ZRE/A3F4992T 

ZRE/A3F4992T 

ZRE/A3F4992T 

ZRE/A3F4992T 

ZRE/A3F4992T 

WDG 

0260938 

Lighthawk 560 

ZDL04001 

ZRE/A3F4993T 

ZRE/A3F4993T 

ZRE/A3F4993T 

ZRE/A3F4993T 

ZRE/A3F4993T 

WDG 

Lighthawk 560 

ZDL04001 

Range 

100 and 500 ppm 

100 and 500 ppm 

25% 

50 and 500 ppm 

20% 

25% 

Msdcfh 

100% 

5 rn/\ /\10 N I t\.U~ [: 
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2.1 TEST CONDITIONS 

The tests were conducted at or near maximum steady state unit load conditions. 
Limestone injection rate , fuel combustion rate, ammonia injection rate, ash handling 
operations, excess air level, combustion air distribution, and combustor temperature were 
set to maintain stable unit operation. Pertinent operating conditions were recorded by 
Desert View Power personnel during the tests as presented in Table 2-2. 

Date 

3/28/2017 

3/29/201 7 

3/30/2017 

4/14/2017 

TABLE 2-2 
AVERAGE DAILY UNIT DATA 

DESERT VIEW POWER 
MARCH AND APRIL 2017 

Unit No. Steam Flow klbm/hr 

208 

2 209 

2 205 

204 

2.2 SAMPLE LOCATIONS 

Boiler Input 
MM Btu/hr 

361 

392 

363 

361 

Samples were collected at the stack breaching ducts to the stack. Desert View Power 
previously conducted three dimensional flow testing and stratification testing on the 
baghouse exhaust ducts on each unit. This testing was performed in accordance to 
SCAQMD Chapter X, Section 1 and 13 and was presented in the report titled "Stack Gas 
Stratification and Absence of Flow Disturbance Testing at Desert View Power" 
(R106E622.T) submitted to SCAQMD in October of 1994. A copy of the sample location 
certification report can be found in the appendices. The sample locations meet the 
requirements. All testing for both Unit 1 and 2 was conducted at the sample location 
presented in Figure 2-1 . 

R1414999 6 tvHJ N l t '-1 ~ f:: 
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0 
0 

Unit 2 
0 
0 

Unit 1 

0 
0 

3' 15 X' 

Equivalent Diameter = 5. 7 ft. 

Note: Unit 2 is mirror image of Unit 1 

1+------- Unit 1 

3' 11 " 

STACK 

3' 11 " 

1+------- Unit 2 

Figure 2-1. Schematic of the Desert View Power, Sample Location 

7 R1414999 ~¥ MlJN 1 t l).)t 
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3.0 TEST DESCRIPTIONS 

The test procedures that were used are listed in Table 3-1 . Tables 3-2 and 3-3 present 
the test schedule. The performance test runs for gaseous plant emissions were in some 
cases also used for RATA test runs . A minimum of nine reference method tests are 
required for all gaseous species relative accuracy (RA) determinations. 

TABLE 3-1 
TEST MATRIX PER UNIT 

FOR DESERT VIEW POWER 

Parameter No. of Measurement Principle Reference 
Duration per Test Tests Method 

NOx 9(1) Chemiluminescence EPA 7E 60130 minutes 

co 9(1) Non-Dispersive Infrared Modified EPA 10 60130 minutes 

C02 9(1) Non-Dispersive Infrared EPA3A 60130 minutes 

0 2 9(1) Electrochemical EPA3A 60130 minutes 

120 minutes, 
HCL 3 ion chromatography EPA 26A minimum of 2 DSCM 

of sample volume 

PM 3 Gravimetric EPA5 120 minutes 

S02 9(1) Barium Thorin Titration EPA6 60/30 minutes 

Hydrocarbons 2 GC/FID SCAQMD25.3 -60 minutes 

Stack Gas Flow Rate S-Type Pitot Traverse EPA2 

Moisture Condensation/Gravimetric EPA4 

(1 ) Includes compliance and RATA test runs. 

R1414999 8 t. V'\ MUN I h..U)l: 
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TABLE 3-2 
TEST SCHEDULE 

DESERT VIEW POWER, UNIT 1 

Test No. Date Time Test Parameter 

1-RA-U1 3/29/201 7 8:30 NOx, CO,S02 & C02 RM data 

2-RA-U1 3/29/2017 9:43 NOx, CO,S02 & C02 RM data 

3-RA-U1 3/29/2017 12:10 NOx, CO,S02 & C02 RM data 

4-RA-U1 3/29/2017 13:30 NOx, CO,S02 & C02 RM data 

5-RA-U1 3/29/2017 14:55 NOx, CO,S02 & C02 RM data 

6-RA-U1 3/29/2017 16:09 NOx, CO,S02 & C02 RM data 

7-RA-U1 3/29/2017 16:52 NOx, CO,S02 & C02 RM data 

8-RA-U1 3/30/2017 7:46 NOx, CO,S02 & C02 RM data 

9-RA-U1 3/30/2017 8:30 NOx, CO,S02 & C02 RM data 

10-RA-U1 3/30/2017 9:14 NOx, CO,S02 & C02 RM data 

11 -RA-U1 3/30/2017 10:50 NOx, CO,S02 & C02 RM data 

1-HCL-U1 3/28/2017 8:45 HCL RM data 

2-HCL-U1 33/28/2017 12:03 HCL RM data L 

3-HCL-U1 3/28/2017 14:50 HCL RM data 

1A&B-VOC-U1 3/28/2017 8:54 Hydrocarbon 

1-PM-U1 4/14/2017 7:09 PM, RM data 

2-PM-U1 4/14/2017 9:33 PM, RM data 

3-PM-U1 4/14/2017 11 :55 PM, RM data 

11 CEMS runs for the RATA were performed. RATA runs 1, 2, and 3 were used for NOx, CO and S02 
compliance. 

R1414999 9 r. w , ·1 l) i\J I lO ~ l· 
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TABLE 3-3 
TEST SCHEDULE 

DESERT VIEW POWER, UNIT 2 

Test No. Date Time Test Parameter 

1-RA-U2 3/29/2017 8:30 NOx, CO,S02 & C02 RM data 

2-RA-U2 3/29/2017 9:43 NOx, CO,S02 & C02 RM data 

3-RA-U2 3/29/2017 12:10 NOx, CO,S02 & C02 RM data 

4-RA-U2 3/29/2017 13:30 NOx, CO,S02 & C02 RM data 

5-RA-U2 3/29/2017 14:55 NOx, CO,S02 & C02 RM data 

6-RA-U2 3/29/2017 16:09 NOx, CO,S02 & C02 RM data 

7-RA-U2 3/29/2017 16:52 NOx, CO,S02 & C02 RM data 

8-RA-U2 3/30/2017 7:46 NOx, CO,S02 & C02 RM data 

9-RA-U2 3/30/2017 8:30 NOx, CO,S02 & C02 RM data 

10-RA-U2 3/30/2017 9:14 NOx, CO,S02 & C02 RM data 

11-RA-U2 3/30/2017 10:50 NOx, CO,S02 & C02 RM data 

12-RA-U2 3/30/2017 11 :33 NOx, CO,S02 & C02 RM data 

1-HCL-U2 3/29/2017 8:30 HCL RM data 

2-HCL-U2 33/29/2017 12: 10 HCL RM data L 

3-HCL-U2 3/29/2017 14:55 HCL RM data 

1A&B-VOC-U2 3/29/2017 9:35 Hydrocarbon 

1-PM-U2 3/29/2017 8:30 PM, RM data 

2-PM-U2 3/29/2017 12:10 PM, RM data 

3-PM-U2 3/29/2017 14:55 PM, RM data 

12 CEMS runs for the RATA were performed. RATA runs 3, 4, and 5 were used for compliance. 

R1414999 10 r. ~ M<JN I K.UJl: 
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3.1 NOx, CO, 02, AND C02 

NOx, 02, C02 and CO were measured according to EPA reference methods using Delta's 
continuous emissions monitoring system (CEM). NOx, 02, C02 and CO concentrations 
were determined using Delta's mobile emission measurement laboratory. The laboratory 
is housed in a truck outfitted to provide a clean, quiet, environmentally controlled base for 
the testing operations. The laboratory has lighting, electrical distribution, air conditioning 
and heating to support the test instruments and provide for optimal test performance. 

Concentrations of these gaseous species were measured using an extractive sampling 
system consisting of a stainless steel probe to minimize reactions, a heat traced Teflon 
sample line connected to a thermo-electrically cooled sample dryer. Following the dryer, 
the sample is drawn into a Teflon lined pump where it is pressurized and then filtered for 
delivery to the gas analysis portion of the system. Gaseous samples were collected at a 
single point. Three 60-minute compliance tests were performed. 

NOx concentration was determined using a California Analytical Model 600. The analyzer 
full scale range was 100 ppm. The analyzer is equipped with a N02 - NO converter for 
the determination of total nitrogen oxides without interference from other nitrogen 
containing compounds. 

Oxygen concentration was determined using an AMI electro-chemical cell analyzer 
(model #201 ). The analyzer full scale range was 20%. The cell contains an electrolytic 
fluid that reacts with oxygen to generate an electrical signal proportional to the 
concentration. 

C02 was measured using a non-dispersive infrared analyzer manufactured by Horiba 
(model #PIR 2000). The analyzer full scale range was 20%. 

CO was measured using a non-dispersive infrared/gas filter correlation analyzer 
manufactured by TECO (model 48i). The analyzer full scale range was 10 ppm. 

The analyzers and sampling system were subjected to a variety of calibration and quality 
assurance procedures including leak checks, linearity and calibration error 
determinations before sampling, and system bias and drift determinations as part of each 
test run. Data are corrected for any observed bias or drift in accordance with the 
reference methods. 

3.2 HYDROGEN CHLORIDE MEASUREMENTS 

Triplicate hydrogen chloride (HCI), samples were collected using EPA Method 26A. 
Sampling and analysis for HF and Cb which is included in EPA Method 26A will not be 
performed. 

R1414999 11 1 -w ,,uN1lO.)I 
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The sampling train consists of: 

• A glass nozzle and heated glass probe heated to between 248°F and 273°F 

• A Teflon Mat out-of-stack filter in a glass filter holder heated to 248°F ± 25°F 

• Two impingers containing 100 ml of 0.1 N H2SQ4 for collection of HCI 

• One empty impinger 

• An impinger containing silica gel 

Samples are withdrawn isokinetically from the stack. The Teflon Mat filter collects 
particulate matter. The acidic absorbing solution collect gaseous HCI and is analyzed for 
HCI by ion chromatography. 

The samples are recovered in the following sample fraction : 

Back half of filter holder, H2SQ4 lmpinger Catch - Weighed for moisture content and 
recovered with DI water into pre-cleaned HOPE bottle. 

The filter and probe wash were not recovered for this test program. 

Quality assurance samples collected in the field are: 

• A field blank 

• A reagent blank: 200 ml of 0.1 N H2SQ4 

• A reagent blank: 200 ml of DI water 

The samples were analyzed by ion chromatography by AAC in Ventura. 

R1414999 12 "~ I 10N J l{U~t: 
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3.3 PARTICULATE 

EPA method 5 was used to measure the particulate emissions from both the Desert View 
Power, units. The sampling system consists of a nozzle, glass probe, 250°F heated 
filter, two impingers containing DI water, an empty impinger, and a fourth impinger 
containing silica gel. 

The analysis for particulate is summarized in Table 3-4. Gravimetric analysis was 
performed on the probe/nozzle wash and filter according to EPA and SCAQMD 
procedures. 

TABLE 3-4 
EPA METHOD 5 ANALYSES 

Sample Component Analysis Procedure 

1. Probe and Nozzle (Front 1/2) Evaporation/gravimetric 

2. Heated Filter (83 mm) Dry/gravimetric 

3.4 SULFUR DIOXIDE 

Sulfur dioxide was measured according to EPA Method 6. Three runs were used to 
demonstrate compliance. A barium thorin titration of the hydrogen peroxide impinger 
samples yielded S02 concentrations for a minimum of nine relative accuracy tests. The 
sample system consisted of heated glass probe and filter connected by Teflon tubing to 
the glass sample train consisting of a series of hydrogen peroxide filled impingers. Prior 
to the titrimetric analysis, all SOx samples were passed through an ion exchange resin . 
This removes interferences associated with ammonium (NH4). 

3.5 HYDROCARBONS 

Samples for hydrocarbon analysis were collected in clean 6-liter Summa canisters and 
mini water impingers and analyzed according to SCAQMD 25.3. The samples were 
analyzed by AtmAA in Calabasas, CA using TCNFID. 

3.6 VELOCITY AND MOISTURE 

Stack gas velocity and moisture content were determined by EPA Methods 2 and 4 
during the particulate testing. Velocity traverses were performed during each set of 
compliance tests (NOx, CO, S02 and hydrocarbons) and RATA test runs. 
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3.7 FUEL ANALYSIS 

Daily fuel samples were collected by Desert View Power personnel. Hourly samples were 
taken during each HCI test run and composited by the lab prior to analysis. Sampling was 
consistent with ASTM D6323 sample collection methodology. Desert View power sent 
the samples out to be analyzed for higher heating value for heat rate calculations, for 
Btu/lb for calculating the HCL emissions in lb/MMBtu using ASTM E711 , for moisture 
content using ASTM D3173 and for chlorine content using ASTM E776. Copies of the 
analysis can be found in the appendices. 

3.8 RATA TEST PROCEDURES 

Relative accuracy tests were performed on NOx, 802, CO and C02 sub-systems of each 
unit's CEMS. Relative accuracy was determined by comparing the CEMS data to the 
corresponding reference method (RM) data over nine test runs. A minimum of nine-30 
minute runs were performed on Units 1 and 2 for the NOx, 802, CO, and C02. Relative 
accuracy is expressed in terms of the absolute value of the mean of the difference 
between the monitor value and the reference method va lue. It is reported in terms of a 
percentage of the mean reference method value. The computational procedure is 
summarized by the following equations: 

s d 

R1414999 

- l " 
RM = - LRM, 

n 1= 1 

- j n 

d =- I d. 
n •=I 

n 

:L d / 
i = I n 
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RM 
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where: 

RM = mean value of the reference method 

d = average difference between RM and CEMS (RM - CEMS) 

= absolute value of the difference between RM and CEMS 

= sample standard deviation of the difference between RM and CEMS 

RA = Relative Accuracy 

I o.975 = t value at 95% confidence interval 

n = number of valid tests 
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4.0 RESULTS 

This section presents the results of the performance tests conducted at Desert View 
Power, during March of 2017. Test results are presented in the following sections: 

4.1 Unit 1 Performance Tests and RATA Results 

4.2 Unit 2 Performance Tests and RATA Results 

4.3 Fuel Analysis Results 

All supporting data sheets, CEM data, instrument strip charts, and plant data are 
included in Appendix A. Laboratory reports and sample chain of custody records are 
contained in Appendix B. Emissions and Load calculations are presented in Appendix C. 
Quality assurance information is contained in Appendix D. The test plan that was 
submitted is contained in Appendix E. 

4.1 UNIT 1 PERFORMANCE TESTS AND RATA RESULTS 

The results of the HCL testing are presented in Table 4-1 . HCL emissions for Unit 1 
were 0.018 lb/MMBtu. This is below the permit limit of 0.022 lb/MMBtu. The results of 
the total solid particulate testing are presented in Table 4-2. Total solid particulate 
emissions for Unit 1 were 1.56 lb/hr. This is below the permit limit of 3.9 lb/hr. Gaseous 
emissions results are presented in Tables 4-3, and 4-4. NOx, CO, S02 and hydrocarbon 
emissions results were below established permit limits. Results from the hydrocarbon 
tests can be found in Appendix C.1 .5.1 and C.1.5.2. 

Tables 4-5 through 4-14 present the CEMS RATA for Unit 1. The results demonstrate 
that the CEMS for Unit 1 is in control as defined in CFR 40 Appendix F. The results of 
the RATA are presented in units of ppm dry, ppm @ 3% 0 2, and lb/hr for NOx, CO and 
S02. 0 2 results are presented in concentration units of%. 
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TABLE 4-1 
HYDROCHLORIC ACID TEST RESULTS 

DESERT VIEW POWER UNIT 1 
MARCH 28, 2016 

Test Number 1-HCL-U1 2-HCL-U1 3-HCL-U1 Average Limit 

Date 03/28/2017 03/28/2017 03/28/2017 
Start/Stop Time 845/1115 1203/1428 1450/1655 
Stack Flow Rate, dscfm 88,750 87,633 86, 166 87,516 
Sample Volume, dscf 84.981 87.955 84.976 85.971 
02,% 7.22 7.29 7.12 7.21 
C02,% 13.31 13.21 13.39 13.30 

mg/sample 38.2 44.5 59.2 47.3 
mg/dscm 15.872 17.865 24.599 19.445 
ppm (as HCI) 10.463 11 .777 16.216 12.819 
lb/hr (as HCI) 5.2724 5.8595 7.9334 6.3551 
MM Btu/Hr 361 361 361 361 
lb/MM Btu 0.015 0.016 0.022 0.018 0.022 
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TABLE 4-2 
PARTICULATE EMISSIONS PERFORMANCE TEST 

DESERT VIEW POWER, UNIT 1 
APRIL 14, 2017 

Test No. 1-PM-U1 2-PM-U1 3-PM-U1 
Date: 4/14/2017 4/14/2017 4/14/2017 
Time: 709/915 933/1139 1155/1402 

0 2, % 8.4 8.6 8.7 8.6 
C02. % 11 .9 11 .9 11.8 11 .9 
H20, % 12.3% 12.1% 12.1% 12.2% 
Stack Temperature (°F) 347.1 339.3 342.7 343.0 

Gas Flow: 
wacfm 149,841 150,964 151,429 150,745 
dscfm 86,298 87,960 87,844 87,367 

lsokinetic Ratio, % 100.4 99.0 99.2 99.5 

Total Solid Particulate: 
Grain Load ing, gr/dscf 0.0018 0.0022 0.0023 0.0021 
Grain Loading @ 12% C02 0.0018 0.0022 0.0023 0.0021 
lb/hr 1.33 1.64 1.70 1.56 

R1414999 18 t.¥\ f\r ON l KU~l 
I ~ '. t" 



24/592 

TABLE 4-3 
NOx, co, SOx EMISSIONS PERFORMANCE TESTS 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

Test No. 1-Compliance -U1 2-Compliance-U 1 3-Compliance-U1 
Data From: 1-RA-U1 2-RA-U1 3-RA-U1 
Date: 3/28/2017 3/28/2017 3/28/2017 
Time: 8:45 10:05 12:03 Average 

0 2. % 7.3 7.2 7.3 7.3 
C02, % 13.3 13.4 13.3 13.3 
H20, % 12.76 13.26 13.31 13.11 
Stack Temperature, °F 335 339 343 339 

Gas Flow: 
wacfm 150,739 151 ,706 152,203 151 ,549 
dscfm 88,065 87,655 87,459 87,726 

NOx, ppm 46.6 46.6 44.5 45.9 
NOx, ppm @ 3% 0 2 61 .3 60.9 58.5 60.20 
NOx, lb/hr 29.40 29.24 27.89 28.84 

CO, ppm -0.33 -0.32 -0.36 -0.33 
CO, ppm @ 3% 02 -0.43 -0.42 -0.47 -0.44 
CO, lb/hr -0.13 -0.12 -0.14 -0.13 

SOx, ppm 9.56 9.05 9.30 9.30 
SOx, ppm @ 3% 0 2 12.57 11.82 12.22 12.20 
SOx, lb/hr 8.39 7.90 8.11 8.13 
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TABLE 4-4 
HYDROCARBON EMISSIONS PERFORMANCE TEST 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

Test No. 1A-HC-U1 
Date: 3/28/2017 
Time: 854/946 

02, % 7.22 
C02, % 13.31 
H20, % 13.41 % 

Gas Flow: 
wacfm 153,397 
dscfm 88,750 

EPA Correction Factor 1.086 
TNMHC ppm 4.06 
TNMHC ppm @ 3% 02 5.31 
TNMHC, lb/hr 0.90 

Note: Flow rates from HCL Run 1 

R1414999 20 

1 B-HC-U1 
3/28/2017 
854/946 

7.22 
13.31 

13.41% 

153,397 
88,750 

1.086 
4.62 
6.04 
1.02 

Average 

7.22 
13.31 

13.41% 

153,397 
88,750 

1.086 
4.34 
5.68 
0.96 
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TABLE 4-5 
RELATIVE ACCURACY TEST AUDIT SUMARY NOx, PPM 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time NOx, ppm dry NOx, ppm dry Difference (Y or N) 

1 3/28/2017 8:45 46.6 49.3 -2.7 y 
2 3/28/2017 10:05 46.6 49.2 -2.6 y 
3 3/28/2017 12:03 44.5 47.3 -2.8 y 
4 3/28/2017 13:42 46.2 48.4 -2.2 y 
5 3/28/2017 14:50 50.0 52.7 -2.7 y 
6 3/28/2017 15:38 48.6 50.9 -2.2 y 
7 3/28/2017 16:21 49.4 51.3 -1.9 N 
8 3/28/2017 17:05 47.1 49.5 -2.4 y 
9 3/28/2017 17:51 48.6 50.1 -1 .5 y 
10 3/28/2017 18:34 46.6 49.0 -2.4 y 
11 3/28/2017 19:19 45.0 47.2 -2.2 y 

Ref. Method Average: 46.99 ppm 
CEMS Average: 49.36 ppm 

Average Difference: -2.37 ppm 
Number of Tests: 10 

Standard Deviation: 0.37 ppm 
t Value: 2.262 

Confidence Coefficient: 0.26 ppm 
Relative Accuracy: 5.61 % of Reference Method 
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3 
4 
5 
6 
7 
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TABLE 4-6 
RELATIVE ACCURACY TEST AUDIT SUMARY NOx, PPM@ 3% 02 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS 
Date Time NOx eem @ 3% 02 NOx eem @ 3% 0 2 Difference 

3/28/2017 8:45 61 .3 65.1 -3 .8 
3/28/2017 10:05 60.9 64.8 -3.9 
3/28/2017 12:03 58.5 62.6 -4.1 
3/28/2017 13:42 60.9 64.2 -3.3 
3/28/2017 14:50 65.2 69.3 -4.0 
3/28/2017 15:38 63.6 67.3 -3.7 
3/28/2017 16:21 63.7 66.9 -3.2 
3/28/2017 17:05 62.5 66.5 -3.9 
3/28/2017 17:51 62.4 65.3 -2 .9 
3/28/201 7 18:34 60.5 64.2 -3 .6 
3/28/201 7 19:19 59.0 62.4 -3.3 

Ref. Method Average: 61 .50 ppmc 
CEMS Average: 65.12 ppmc 

Average Difference: -3 .62 ppmc 
Number of Tests: 10 

Standard Deviation: 0.41 ppmc 
t Value: 2.262 

Confidence Coefficient: 0.30 
Relative Accuracy: 6.37 % of Reference Method 

27/592 

Use Data? 
{Y or N} 

y 
y 
y 
y 
y 
N 
y 
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y 
y 
y 

R1414999 22 r.W"'\ MUN 11\.tJ.)l: 
I" ' "I \ < ": 



28/592 

TABLE 4-7 
RELATIVE ACCURACY TEST AUDIT SUMMARY NOx, LB/HR 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time NOx lb/hr NOx lb/hr Difference {Y or N} 

1 3/28/2017 8:45 29.40 25.30 4.09 y 
2 3/28/2017 10:05 29.24 24.96 4.28 y 
3 3/28/2017 12:03 27.89 25.20 2.69 y 
4 3/28/2017 13:42 28.55 24.84 3.71 y 
5 3/28/2017 14:50 30.86 27.05 3.81 y 
6 3/28/2017 15:38 30.04 25.24 4.80 y 
7 3/28/2017 16:21 33.92 24.85 9.07 N 
8 3/28/2017 17:05 29.43 24.38 5.05 y 
9 3/28/2017 17:51 29.86 24.68 5.17 y 
10 3/28/2017 18:34 29.33 24.61 4.72 y 
11 3/28/2017 19:19 28.09 24.18 3.91 y 

Ref. Method Average: 29.268 lb/hr 
CEMS Average: 25.044 lb/hr 

Average Difference: 4.224 lb/hr 
Number of Tests: 10 

Standard Deviation: 0.751 lb/hr 
t Value: 2.262 

Confidence Coefficient: 0.5370 
Relative Accuracy: 16.27 % of Reference Method 
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TABLE 4-8 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02, PPM 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time S02, eem d~ S02, eem d~ Difference (Y or N) 

1 3/28/2017 8:45 9.6 10.6 -1 .1 y 
2 3/28/2017 10:05 9.0 10.5 -1.4 y 
3 3/28/2017 12:03 9.3 10.7 -1.4 y 
4 3/28/2017 13:42 8.0 10.2 -2.2 y 
5 3/28/2017 14:50 9.6 11 .0 -1 .4 y 
6 3/28/2017 15:38 9.8 10.5 -0.7 y 
7 3/28/201 7 16:21 0.0 14.0 -14.0 N 
8 3/28/2017 17:05 10.0 10.9 -0.9 y 
9 3/28/2017 17:51 9.9 10.9 -1.0 y 
10 3/28/2017 18:34 9.4 11 .0 -1 .6 y 
11 3/28/2017 19:19 11 .075 11 .260 -0.186 y 

Ref. Method Average: 9.57 ppm 
CEMS Average: 10.76 ppm 

Average Difference: -1 .19 ppm 
Number of Tests: 10 

Standard Deviation: 0.55 ppm 
t Value: 2.262 

Confidence Coefficient: 0.39 ppm 
Relative Accuracy: 16.53 % of Reference Method 

R1414999 24 ~W"\ MON 11 0.)t: 
q ,._.I' !. 'r• 



Run# 

1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 

TABLE 4-9 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02, PPM@ 3% 0 2 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS 
Date Time S02, ppm @ 3% 0 2 S02, ppm @ 3% 0 2 Difference 

3/28/2017 8:45 12.6 14.1 -1.5 
3/28/2017 10:05 11.8 13.8 -1.9 
3/28/2017 12:03 12.2 14.1 -1.9 
3/28/2017 13:42 10.6 13.6 -3.0 
3/28/2017 14:50 12.4 14.4 -1.9 
3/28/2017 15:38 12.8 13.9 -1. 1 
3/28/2017 16:21 0.0 18.2 -18.2 
3/28/2017 17:05 13.2 14.6 -1.3 
3/28/2017 17:51 12.8 14.3 -1.5 
3/28/2017 18:34 12.3 14.4 -2.1 
3/28/2017 19:19 14.5 14.9 -0.36 

Ref. Method Average: 12.52 ppmc 
CEMS Average: 14.19 ppmc 

Average Difference: -1.67 ppmc 
Number of Tests: 10 

Standard Deviation: 0.70 ppmc 
t Value: 2.262 

Confidence Coefficient: 0.50 ppmc 
Relative Accuracy: 17.32 % of Reference Method 
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TABLE 4-10 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02, LB/HR 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time S02 lb/hr S02 lb/hr Difference (Y or N) 

1 3/28/2017 8:45 8.39 7.60 0.79 y 
2 3/28/2017 10:05 7.90 7.39 0.52 y 
3 3/28/2017 12:03 8.11 7.97 0.14 y 
4 3/28/2017 13:42 6.90 7.31 -0.41 y 
5 3/28/2017 14:50 8.20 7.81 0.38 y 
6 3/28/2017 15:38 8.41 7.24 1.17 y 
7 3/28/2017 16:21 0.00 9.42 -9.42 N 
8 3/28/2017 17:05 8.66 7.45 1.22 y 
9 3/28/2017 17:51 8.50 7.50 1.00 y 
10 3/28/2017 18:34 12.28 14.40 -2.12 y 
11 3/28/2017 19:19 14.516 14.875 -0.359 y 

Ref. Method Average: 9.19 lb/hr 
CEMS Average: 8.95 lb/hr 

Average Difference: 0.23 lb/hr 
Number of Tests: 10 

Standard Deviation: 1.01 lb/hr 
t Value: 2.262 

Confidence Coefficient: 0.72 ppmc 
Relative Accuracy: 10.37 % of Reference Method 
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TABLE 4-11 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO PPM 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time CO, ppm dry CO, ppm dry Difference (Y o.r N) 

1 3/28/2017 8:45 -0.3 3.0 -3. 3 y 
2 3/28/2017 10:05 -0.3 4.8 -5.1 y 
3 3/28/2017 12:03 -0.4 3.9 -4.2 y 
4 3/28/2017 13:42 -0.4 3.5 -3.9 y 
5 3/28/2017 14:50 -0.4 0.4 -0 .8 y 
6 3/28/2017 15:38 -0.4 0.5 -0.8 y 
7 3/28/2017 16:21 -0.4 0.0 -0.4 N 
8 3/28/201 7 17:05 -0.4 0.0 -0.4 y 
9 3/28/2017 17:51 -0.4 0.1 -0.4 y 
10 3/28/2017 18:34 -0.4 0.5 -0.8 y 
11 3/28/2017 19: 19 -0.4 1.5 -1 .9 y 

Ref. Method Average: -0.36 ppm 
CEMS Average: 1.81 ppm 

Average Difference: -2 .17 (PS 4A Criteria: Avg. Diff. less than 5 ppm) 
Number of Tests: 10 

Standard Deviation: 1.80 ppm 
t Value: 2.262 

Confidence Coefficient: 1.29 ppm 
Relative Accuracy: N/A % of Reference Method 
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TABLE 4-12 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO PPM @3% 02 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Date Time CO, ppm @ 3% 02 CO, ppm @ 3% 02 Difference (Y or N) 

3/28/2017 8:45 -0.4 3.9 -4.3 y 
3/28/2017 10:05 -0.4 6.3 -6.7 y 
3/28/2017 12:03 -0.5 5.2 -5.7 y 
3/28/2017 13:42 -0.6 4.7 -5.3 y 

3/28/2017 14:50 -0.5 0.6 -1.0 y 
3/28/2017 15:38 -0.5 0.6 -1.1 y 

3/28/2017 16:21 -0.5 0.0 -0.5 N 
3/28/2017 17:05 -0.5 0.0 -0.5 y 

3/28/2017 17:51 -0.5 0.1 -0.5 y 

3/28/2017 18:34 -0.5 0.6 -1.1 y 
3/28/2017 19: 19 -0.5 2.0 -2.5 y 

Ref. Method Average: -0.47 ppmc 
CEMS Average: 2.40 ppmc 

Average Difference: -2.87 (PS 4A Criteria: Avg . Diff. less than 5 ppm) 
Number of Tests: 10 

Standard Deviation: 2.39 ppmc 
t Value: 2.262 

Confidence Coefficient: 1.71 ppmc 
Relative Accuracy: N/A % of Reference Method 
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TABLE 4-13 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO, LB/HR 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time CO, lb/hr CO, lb/hr Difference (Yor N) 

1 3/28/2017 8:45 -0 .13 0.91 -1 .03 y 
2 3/28/2017 10:05 -0 .12 1.47 -1 .59 y 
3 3/28/2017 12:03 -0.14 1.27 -1.40 y 
4 3/28/2017 13:42 -0.16 1.09 -1 .25 y 
5 3/28/2017 14:50 -0.13 0.13 -0.26 y 
6 3/28/2017 15:38 -0.14 0.14 -0.27 y 
7 3/28/2017 16:21 -0.16 0.00 -0.16 N 
8 3/28/2017 17:05 -0.15 0.00 -0.15 y 
9 3/28/2017 17:51 -0.13 0.02 -0.1 5 y 
10 3/28/2017 18:34 -0.14 0.00 -0.14 y 
11 3/28/2017 19:19 45.40 0.00 45.40 y 

Ref. Method Average: -0.14 lb/hr 
CEMS Average: 0.56 lb/hr 

Average Difference: -0 .70 lb/hr 
Number of Tests: 9 

Standard Deviation: 0.612 
t Value: 2.306 

Confidence Coefficient: 0.470 
Applicable Standard: 45.0 lb/hr 

Relative Accuracy: N/A % of Reference Method 
Relative Accuracy: 2.59 % of Applicable Standard 
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TABLE 4-14 
RELATIVE ACCURACY TEST AUDIT SUMMARY 02, % 

DESERT VIEW POWER, UNIT 1 
MARCH 28, 2017 

RM CEMS Use Data? 
Run# Date Time 02, % dry 02, % dry Difference (Y or N) 

1 3/28/2017 8:45 7.29 7.39 -0.10 y 
2 3/28/2017 10:05 7.20 7.34 -0.14 y 
3 3/28/2017 12:03 7.27 7.46 -0.19 y 
4 3/28/2017 13:42 7.31 7.49 -0.19 y 
5 3/28/2017 14:50 7.17 7.30 -0.13 y 
6 3/28/2017 15:38 7.21 7.40 -0.20 y 
7 3/28/2017 16:21 7.02 7.23 -0. 21 N 
8 3/28/2017 17:05 7.43 7.58 -0.16 y 
9 3/28/2017 17:51 6.97 7.19 -0.22 y 

10 3/28/2017 18:34 7.1 3 7.25 -0. 12 y 
11 3/28/2017 19:19 7.24 7.41 -0. 17 y 

Ref. Method Average: 7.22 
CEMS Average: 7.38 

Average Difference: -0.16 
Number of Tests: 10 

Standard Deviation: 0.04 
t Value: 2.262 

Confidence Coefficient: 0.03 
Relative Accuracy: 2.59 % of Reference Method 
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4.2 UNIT 2 PERFORMANCE TESTS AND RATA RESULTS 

The results of the HCL testing are presented in Table 4-15. HCL emissions for Unit 1 
were 0.011 lb/MMBtu. This is below !he permit limit of 0.022 lb/MMBtu. The results of 
the total solid particulate testing are~ presented in Table 4-16. Total solid particulate 
emissions for Unit 2 were 1.56 lb/hr. this is below the permit limit of 3.9 lb/hr. Gaseous 
emissions results are presented in Tables 4-17, and 4-18. NOx, CO, S02 and 
hydrocarbon emissions results were also below established permit limits. 

Tables 4-19 through 4-28 present the CEMS RATA results for Unit 2. The results 
demonstrate that the CEMS for Unit 2 is in control as defined in CFR 40 Appendix F. 
The results of the RATA are presented in units of ppm dry, ppm @ 3% 0 2 and lb/hr for 
NOx, CO and S02. 0 2 results are presented in concentration units of%. 
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TABLE 4-15 
HYDROCHLORIC ACID TEST RESULTS 

DESERT VIEW POWER UNIT 2 
MARCH 29, 2017 

Test Number 1-HCL-U2 2-HCL-U2 3-HCL-U2 Average Limit 

Date 03/29/17 03/29/17 03/29/17 
Start/Stop Time 830/1049 1210/1432 1455/1715 
Stack Flow Rate, dscfm 86,460 86,259 86,561 86,427 
Sample Volume, dscf 86.074 85.686 84.346 85.369 
0 2, % 7.70 7.68 7.59 7.65 
C02, % 12.92 12.72 12.92 12.85 

mg/sample 20.5 32.4 42.5 31.8000 
mg/dscm 8.410 13.352 17.792 13.184 
ppm (as HCI) 5.544 8.802 11.729 8.691 
lb/hr (as HCI) 2.721 4 4.3105 5.7643 4.2654 
MM Btu/Hr 392 392 392 392 
lb/MM Btu 0.007 0.01 1 0.015 0.011 0.022 
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TABLE 4-16 
PARTICULATE EMISSIONS PERFORMANCE TESTS 

DESERT VIEW POWER, UNIT 2 
MARCH 29, 2017 

Test No. 1-PM-U2 2-PM-U2 3-PM-U2 
Date: 3/29/2017 3/29/2017 3/29/2017 
Time: 830/1049 1210/1432 1455/1710 

02, % 7.7 7.7 7.6 7.7 
C02, % 12.9 12.7 12.9 12.9 
HzO, % 14.3% 13.9% 13.8% 14.0% 
Stack Temperature , °F 322.1 333.6 338.9 331.5 

Gas Flow: 
wacfm 148,087 149,945 149,516 149, 182 
dscfm 86,262 86,514 85,966 86,247 

lsokinetic Ratio, % 101 .7 101.8 101 .2 101.6 

Total Solid Particulate: 
Grain Load ing gr/dscf 0.0020 0.0023 0.0020 0.0021 
Grain Loading @ 12% C02 0.0019 0.0021 0.0019 0.0020 
lb/hr 1.50 1.67 1.47 1.55 
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Test No. 
Data From: 
Date: 
Time: 

0 2, % 
C02, % 
H20 , % 

TABLE 4-17 
NOx, SOx, & co EMl,SSIONS PERFORMANCE TESTS 

DESERT VIEW POWER, UNIT 2 
MARCH 29, 2017 

1-Compliance-U2 2-Compliance-U2 3-Compliance-U2 
3-RA-U2 . 4-RA-U2 5-RA-U2 

3/29/2017 3/29/2017 3/29/2017 
12:10 13:30 14:55 

7.7 7.8 7.8 
12.9 12.7 12.8 

13.11 13.69 13.33 
Stack Temperature, °F 329 337 339 

Gas Flow: 
wacfm 149, 172 148,928 150,757 
dscfm 87,388 85,785 86,988 

NOx, ppm 38.4 38.0 38.9 
NOx, ppm @ 3% 0 2 51.9 51.8 53.0 
NOx, lb/hr 24.01 23.36 24.23 

CO, ppm -0.33 -0.31 -0.38 
CO, ppm @ 3% 02 -0.45 -0.42 -0.52 
CO, lb/hr -0.13 -0.11 -0.15 

SOx, ppm 9.82 7.34 11.19 
SOx, ppm @ 3% 0 2 13.28 10.00 15.25 
SOx, lb/hr 8.55 6.27 9.70 

Results are from RATA runs 3, 4 and 5 
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Average 

7.7 
12.8 

13.38 
335 

149,619 
86,720 

38.4 
52.22 
23.87 

-0.34 
-0.46 
-0.1 3 

9.45 
12.85 
8.18 
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TABLE 4-18 
HYDROCARBON EMISSIONS PERFORMANCE TEST 

DESERT VIEW POWER, UNIT 2 
MARCH 29, 2017 

Test No. 1A-HC-U2 18-HC-U2 
Date: 3/29/2017 3/29/2017 
Time: 935/1018 935/1018 

02, % 7.70 7.70 
C02, % 12.92 12.92 
H20 , % 14.30% 14.30% 

Gas Flow: 
wacfm 148,087 148,087 
dscfm 86,262 86,262 

EPA Correction Factor 1.086 1.086 
TNMHC ppm 4.31 2.60 
TNMHC ppm @ 3% 02 5.85 3.52 
TNMHC, lb/hr 0.93 0.56 
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Average 

7.70 
12.92 

14.30% 

148,087 
86,262 

1.086 
3.45 
4.68 
0.74 

Note: Flow rates from PM Run 1, the higher of the two runs was used to demonstrate compliance since the 
difference of the individual results was >20% of the average result per SCAQMD Method 25 .3 
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TABLE 4-19 
RELATIVE ACCURACY TEST AUDIT SUMMARY NOx, PPM 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM GEMS Use Data? 
Run# Date Time NOx, eem dr~ NOx, eem d~ Difference {Y or N} 

1 3/29/2017 8:30 55.9 60.1 -4.2 n 
2 3/29/2017 9:43 62.9 67.3 -4.4 n 
3 3/29/2017 12:10 38.4 40.9 -2 .6 y 
4 3/29/2017 13:30 38.0 40.4 -2.4 y 
5 3/29/2017 14:55 38.9 40.5 -1 .6 y 
6 3/29/2017 16:09 39.0 40.5 -1.5 y 
7 3/29/2017 16:52 37.3 38.6 -1.4 y 
8 3/30/2017 7:46 40.2 43.0 -2 .8 y 
9 3/30/2017 8:30 40.4 43.5 -3.1 y 
10 3/30/2017 9:14 42.0 45.4 -3 .5 y 
11 3/30/2017 10:50 42.8 45.9 -3.1 y 

Ref. Method Average: 39.66 ppm 
GEMS Average: 42.10 ppm 

Average Difference: -2.44 ppm 
Number of Tests : 9 

Standard Deviation: 0.79 ppm 
t Value : 2.306 

Confidence Coefficient: 0.60 ppm 
Relative Accuracy: 7.68 % of Reference Method 
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Run# 

1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 

TABLE 4-20 
RELATIVE ACCURACY TEST AUDIT SUMMARY NOx, PPM@ 3% 0 2 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS 
Date Time NOx ppm @ 3% 0 2 NOx ppm @ 3% 0 2 Difference 

3/29/2017 8:30 75.8 81.7 -5.8 
3/29/2017 9:43 85.4 91.5 -6.2 
3/29/2017 12:10 51 .9 55.4 -3.5 
3/29/2017 13:30 51.8 55.2 -3.4 
3/29/2017 14:55 53.0 55.2 -2.2 
3/29/2017 16:09 53.0 54.9 -1 .9 
3/29/2017 16:52 51.5 53.4 -1.8 
3/30/2017 7:46 54.6 58.2 -3 .6 
3/30/2017 8:30 54.8 58.8 -4.0 
3/30/2017 9:14 59.2 64.0 -4 .8 
3/30/2017 10:50 58.0 61.9 -3.9 

Ref. Method Average: 54.19 ppmc 
CEMS Average: 57.43 ppmc 

Average Difference: -3.23 ppmc 
Number of Tests: 9 

Standard Deviation: 1.02 ppmc 
t Value: 2.306 

Confidence Coefficient: 0.78 
Relative Accuracy: 7.40 % of Reference Method 
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Use Data? 
(Y or N) 

N 
N 
y 
y 
y 
y 
y 
y 
y 
y 
y 
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TABLE 4-21 
RELATIVE ACCURACY TEST AUDIT SUMMARY NOx, LB/HR 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time NOx lb/hr NOx lb/hr Difference (Y or N) 

1 3/29/2017 8:30 34.58 22.72 11.86 N 
2 3/29/2017 9:43 38.99 23.59 15.40 N 
3 3/29/2017 12:10 24.01 24.84 -0.82 y 
4 3/29/2017 13:30 23.36 24.56 -1 .20 y 
5 3/29/2017 14:55 24.23 24.84 -0.61 y 
6 3/29/2017 16:09 24.67 24.95 -0.28 y 
7 3/29/2017 16:52 23.21 23.82 -0.61 y 
8 3/30/2017 7:46 24.32 25.09 -0 .77 y 
9 3/30/2017 8:30 24.27 23.16 1.10 y 
10 3/30/2017 9:14 25.62 24.35 1.27 y 
11 3/30/2017 10:50 26.07 26.89 -0.82 y 

Ref. Method Average: 24.417 lb/hr 
CEMS Average: 24.721 lb/hr 

Average Difference: -0.304 lb/hr 
Number of Tests: 9 

Standard Deviation: 0.880 lb/hr 
t Value: 2.306 

Confidence Coefficient: 0.6766 
Relative Accuracy: 4.02 % of Reference Method 
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TABLE 4-22 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02 PPM 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time S02, ppm dry S02, ppm dry Difference (Y or N) 

1 3/29/2017 8:30 6.1 6.5 -0.5 N 
2 3/29/2017 9:43 3.8 4.1 -0 .3 N 
3 3/29/2017 12: 10 9.8 11.3 -1.5 y 
4 3/29/2017 13:30 7.3 8.8 -1.5 y 
5 3/29/2017 14:55 11 .2 13.1 -1.9 y 
6 3/29/2017 16:09 9.1 9.4 -0.3 y 
7 3/29/2017 16:52 9.8 9.2 0.6 y 
8 3/30/2017 7:46 8.1 7.3 0.8 y 
9 3/30/2017 8:30 9.5 9.7 -0.2 y 

10 3/30/2017 9:14 7.2 7.4 -0.3 y 
11 3/30/2017 10:50 5.183 4.997 0.186 y 

Ref. Method Average: 8.58 ppm 
CEMS Average: 9.03 ppm 

Average Difference: -0.46 ppm 
Number of Tests : 9 

Standard Deviation: 0.96 ppm 
t Value: 2.306 

Confidence Coefficient: 0.74 ppm 
Relative Accuracy: 13.97 % of Reference Method 
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Run# 

1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 

TABLE 4-23 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02 PPM@ 3% 02 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS 
Date Time S02, ppm @ 3% 02 S02, ppm @ 3% 0 2 Difference 

3/29/2017 8:30 8.2 8.8 -0.6 
3/29/2017 9:43 5.2 7.4 -2.2 
3/29/2017 12: 10 13.3 15.3 -2.0 
3/29/2017 13:30 10.0 12.1 -2.1 
3/29/2017 14:55 15.3 17.9 -2 .6 
3/29/2017 16:09 12.3 12.7 -0.3 
3/29/2017 16:52 13.5 12.7 0.8 
3/30/2017 7:46 11 .0 9.9 1.1 
3/30/2017 8:30 12.9 13.0 -0.1 
3/30/2017 9:14 10.1 10.5 -0.4 
3/30/201 7 10:50 7.019 6.721 0.298 

Ref. Method Average: 11 . 71 ppmc 
CEMS Average: 12.31 ppmc 

Average Difference: -0.59 ppmc 
Number of Tests: 9 

Standard Deviation: 1.35 ppmc 
t Value: 2.306 

Confidence Coefficient: 1.03 ppmc 
Relative Accuracy: 13.89 % of Reference Method 
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Use Data? 
(Y or N) 

N 
N 
y 
y 
y 
y 
y 
y 
y 
y 
y 
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TABLE 4-24 
RELATIVE ACCURACY TEST AUDIT SUMMARY S02 LB/HR 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time S02 lb/hr S02 lb/hr Difference {Y or N) 

1 3/29/2017 8:30 5.21 3.53 1.69 N 
2 3/29/2017 9:43 3.28 2.00 1.29 N 
3 3/29/2017 12:10 8.55 9.55 -0.99 y 
4 3/29/2017 13:30 6.27 7.46 -1.18 y 
5 3/29/2017 14:55 9.70 11.20 -1.50 y 
6 3/29/2017 16:09 8.00 8.04 -0.04 y 
7 3/29/2017 16:52 8.48 7.88 0.59 y 
8 3/30/2017 7:46 6.79 5.94 0.85 y 
9 3/30/2017 8:30 7.97 7.22 0.76 y 
10 3/30/2017 9:14 10.11 10.48 -0.37 y 
11 3/30/2017 10:50 7.019 6.721 0.298 y 

Ref. Method Average: 8.10 lb/hr 
CEMS Average: 8.28 lb/hr 

Average Difference: -0.18 lb/hr 
Number of Tests: 9 

Standard Deviation: 0.88 lb/hr 
t Value: 2.306 

Confidence Coefficient: 0.68 ppmc 
Relative Accuracy: 10.54 % of Reference Method 
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TABLE 4-25 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO, PPM 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time CO, ppm dry CO, ppm dry Difference (Y or N) 

1 3/29/2017 8:30 -0.4 3.2 -3.6 N 
2 3/29/2017 9:43 -0.4 3.4 -3.8 N 
3 3/29/2017 12:10 -0 .3 1.4 -1 .7 y 
4 3/29/2017 13:30 -0 .3 1.2 -1 .5 y 
5 3/29/2017 14:55 -0.4 0.1 -0.5 y 
6 3/29/2017 16:09 -0.4 0.7 -1.0 y 
7 3/29/2017 16:52 -0.3 0.3 -0.6 y 
8 3/30/2017 7:46 -0.3 1.2 -1.5 y 
9 3/30/2017 8:30 -0.4 1.3 -1 .6 y 
10 3/30/2017 9:14 -0.4 2.7 -3.1 y 
11 3/30/2017 10:50 -0.4 2.0 -2.4 y 

Ref. Method Average: -0.36 ppm 
CEMS Average: 1.20 ppm 

Average Difference: -1 .56 (PS 4A Criteria: Avg. Diff. less than 5 ppm) 
Number of Tests : 9 

Standard Deviation: 0.82 ppm 
t Value: 2.306 

Confidence Coefficient: 0.63 ppm 
Relative Accuracy: N/A % of Reference Method 
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Run# 

1 
2 
3 
4 
5 
6 
7 
8 
9 

10 
11 

TABLE 4-26 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO, PPM@ 3% 02 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS 
Date Time CO, 1212m @ 3% 0 2 CO, 1212m @ 3% 0 2 Difference 

3/29/2017 8:30 -0.5 4.8 -5.3 
3/29/2017 9:43 -0.5 4.3 -4.8 
3/29/2017 12:10 -0.4 1.9 -2.3 
3/29/2017 13:30 -0.4 1.7 -2.1 
3/29/2017 14:55 -0.5 0.1 -0.7 
3/29/2017 16:09 -0.5 0.9 -1.4 
3/29/2017 16:52 -0.5 0.4 -0.9 
3/30/2017 7:46 -0.5 1.6 -2.1 
3/30/2017 8:30 -0.5 1.7 -2.2 
3/30/2017 9:14 -0.5 3.8 -4.4 
3/30/2017 10:50 -0.5 2.7 -3.3 

Ref. Method Average: -0.49 ppmc 
CEMS Average: 1.65 ppmc 
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Use Data? 
{Y or N} 

N 
N 
y 
y 
y 
y 
y 
y 
y 
y 
y 

Average Difference: -2 .14 (PS 4A Criteria: Avg. Diff. less than 5 ppm) 
Number of Tests : 9 

Standard Deviation: 1. 15 ppmc 
t Value : 2.306 

Confidence Coefficient: 0.88 ppmc 
Relative Accuracy : N/A % of Reference Method 
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TABLE 4-27 
RELATIVE ACCURACY TEST AUDIT SUMMARY CO LB/HR 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time CO, lb/hr CO, lb/hr Difference (Y or N) 

1 3/29/2017 8:30 -0 .14 0.89 -1.04 N 
2 3/29/201 7 9:43 -0.15 0.66 -0.82 N 
3 3/29/201 7 12:10 -0.13 0.51 -0.63 y 
4 3/29/2017 13:30 -0.11 0.45 -0.57 y 
5 3/29/2017 14:55 -0.15 0.04 -0.18 y 
6 3/29/2017 16:09 -0.15 0.25 -0.40 y 
7 3/29/2017 16:52 -0.12 0.1 2 -0.24 y 
8 3/30/2017 7:46 -0.13 0.41 -0.54 y 
9 3/30/2017 8:30 -0.13 0.40 -0.54 y 
10 3/30/201 7 9:14 -0 .14 0.00 -0.14 y 
11 3/30/2017 10:50 43.22 0.00 43.22 y 

Ref. Method Average: -0.13 lb/hr 
CEMS Average: 0.27 lb/hr 

Average Difference: -0.40 lb/hr 
Number of Tests: 8 

Standard Deviation: 0.194 
t Value: 2.365 

Confidence Coefficient: 0.162 
Applicable Standard: 45.0 lb/hr 

Relative Accuracy: N/A % of Reference Method 
Relative Accuracy: 1.26 % of Applicable Standard 
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TABLE 4-28 
RELATIVE ACCURACY TEST AUDIT SUMMARY 02, % 

DESERT VIEW POWER, UNIT 2 
MARCH 29 AND 30, 2017 

RM CEMS Use Data? 
Run# Date Time 0 2, % dry 0 2, % dry Difference (Y or N) 

1 3/29/2017 8:30 7.71 7.71 0.00 N 
2 3/29/2017 9:43 7.72 7.75 -0.03 N 
3 3/29/201 7 12:10 7.66 7.71 -0.05 y 
4 3/29/2017 13:30 7.76 7.84 -0.07 y 
5 3/29/2017 14:55 7.76 7.84 -0.08 y 
6 3/29/2017 16:09 7.73 7.76 -0.03 y 
7 3/29/2017 16:52 7.95 8.00 -0.05 y 
8 3/30/2017 7:46 7.72 7.72 0.00 y 
9 3/30/2017 8:30 7.69 7.71 -0.02 y 
10 3/30/2017 9:14 8.21 8.26 -0.05 y 
11 3/30/2017 10:50 7.683 7.652 0.030 y 

Ref. Method Average: 7.80 
CEMS Average: 7.83 

Average Difference: -0.04 
Number of Tests: 9 

Standard Deviation: 0.04 
t Value: 2.306 

Confidence Coefficient: 0.03 
Relative Accuracy: 0.80 % of Reference Method 
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4.3 FUEL ANALYSIS 

The fuel sample analysis results are presented in Appendix 8.4. 
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APPENDIX A FIELD AND PLANT OPERATING DATA 
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Appendix A.1 Unit 1 Data 
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Appendix A.1 .1 Unit 1 Sample Location 
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Client: Desert View Power Date: 3/1/2016 

Sample Location: Unit 1-2 Prepared By: Dave Wonderly 

------119'.1> 

i 
47 

l l 
A B c D E F 

Point No. Sample Point 
H (in.) 119.0 

4.7 17.7 

W (in.) 47.0 2 14.1 27.1 

3 23.5 36.5 
Nipple length 13.0 4 32.9 45.9 

5 42.3 55.3 
istance between points 9.40 

Stack Area (ft"2) 38.84 
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Appendix A.1.2 Unit 1 CEM Data 
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Date Time 02% C02% NOx ppm CO ppm 
3/28/2017 7:08 19.1 0.132 1.573 -0.002 
3/28/2017 7:09 19.029 14.143 90.102 2.004 
3/28/2017 7:10 18.981 18.812 94.008 9.194 
3/28/2017 7:11 18.98 10.191 94.134 9.551 
3/28/2017 7:12 18.98 18.622 94.468 9.562 
3/28/2017 7:13 18.96 18.621 94.742 9.547 
3/28/2017 7:14 18.956 18.626 94.804 9.519 
3/28/2017 7:15 18.936 18.619 94.892 9.564 
3/28/2017 7:161 18.932 18.632 94.867 9.553IHigh 

3/28/2017 7:17 14.716 13.922 70.076 9.172 
3/28/2017 7:18 10.841 10.953 48.84 5.719 
3/28/2017 7:19 10.841 10.944 48.825 4.42 

3/28/2017 7:201 10.853 10.943 48.813 4.401 IMid 

3/28/2017 7:21 2.874 2.259 10.14 3.567 
3/28/2017 7:22 0.05 0.058 0.113 0.445 
3/28/2017 7:23 0.037 0.054 0.099 0.012 

3/28/2017 7:24 0.035 0.053 0.094 0.021 Zero 

3/28/2017 7:25 0.036 0.052 0.105 -0.008 NO Mode Zero 

3/28/2017 7:26 0.036 0.052 73.121 0 

3/28/2017 7:27 0.036 0.0521 94.971 -0 .011 NO Mode High 

3/28/2017 7:28 0.036 0.051 47.092 0.009 

3/28/2017 7:29 0.037 0.0521 0.2561 -0 .016 N02 Gas NO Mode 

3/28/2017 7:30 0.036 0.051 29.829 0.013 

3/28/2017 7:31 2.624 0.1351 43.5761 0.014 N02 Gas NOx Mode 

3/28/2017 7:32 20.687 0.468 10.82 0.023 
3/28/2017 7:33 20.848 0.349 1.583 0.089 
3/28/2017 7:34 21 .1 0.134 0.499 0.113 
3/28/2017 7:35 9.097 11 .743 40.501 0.044 

3/28/2017 7:36 7.334 13.143 49.067 -0.348 

3/28/2017 7:37 7.391 13.111 50.285 -0.407 
3/28/2017 7:38 6.796 13.627 57.783 -0.432 
3/28/2017 7:39 7.965 12.495 46.039 -0.444 
3/28/2017 7:40 7.346 13.114 46.466 -0.424 
3/28/2017 7:41 8.14 12.295 39.439 -0.429 
3/28/2017 7:42 7.678 12.779 42.311 -0.415 
3/28/2017 7:43 7.718 12.749 42.177 -0.414 
3/28/2017 7:44 7.74 12.665 44.417 -0.426 
3/28/2017 7:45 7.682 12.775 48.648 -0.415 
3/28/2017 7:46 7.137 13.297 53.776 -0.433 
3/28/2017 7:47 6.924 13.492 58.388 -0.419 
3/28/2017 7:48 7.407 12.988 50.562 -0.409 
3/28/2017 7:49 7.995 12.45 42.043 -0.421 
3/28/2017 7:50 6.745 13.69 51 .198 -0.413 
3/28/2017 7:51 7.075 13.342 52.239 -0.411 
3/28/2017 7:52 7.368 13.049 47.356 -0.39 
3/28/2017 7:53 7.298 13. 111 45.48 -0 .381 
3/28/2017 7:54 7.649 12.778 41 .053 -0.401 
3/28/2017 7:55 6.814 13.656 48.481 -0.395 
3/28/2017 7:56 6.301 14.113 58.446 -0.424 
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3/28/2017 7:57 6 .903 13.494 56.945 -0.414 
3/28/2017 7:58 6.707 13.727 60.104 -0.397 
3/28/2017 7:59 7.396 12.999 49.552 -0.382 
3/28/2017 8:00 7.944 12.509 39.694 -0.372 
3/28/2017 8:01 7.832 12.659 40.038 -0.392 
3/28/2017 8:02 7.933 12.548 39.512 -0.391 
3/28/2017 8:03 7.826 12.636 46.832 -0.413 
3/28/2017 8:04 7.663 12.842 45.976 -0.399 
3/28/2017 8:05 7.115 13.366 47.946 -0.377 
3/28/2017 8:06 7.39 13.085 45.542 -0.387 
3/28/2017 8:07 6.981 13.511 48.448 -0.41 
3/28/2017 8:08 7.178 13.29 46.719 -0.403 
3/28/2017 8:09 6.858 13.577 55.244 -0.38 
3/28/2017 8:10 6.786 13.667 51 .914 -0.388 

3/28/2017 8: 11 6.906 13.512 50.314 -0.376 
3/28/2017 8:12 7.145 13.279 45.898 -0.394 

3/28/2017 8:13 4.098 6.081 50.175 -0.368 
3/28/2017 8:14 0.049 0.082 48.55 -0.181 

3/28/2017 8:151 0.036 0.071 48.561 -0.002INOx Bias 

3/28/2017 8:16 0.037 0.067 11 .653 0.676 
3/28/2017 8:17 0.036 0.064 0.188 3.817 

3/28/2017 8:18 0.036 0.0631 0.163 4.389lco Bias 

3/28/2017 8:19 5.763 6.191 0.146 4.163 

3/28/2017 8:201 10.742 10.8881 0.137 1.095 02 C02 Bias 

3/28/2017 8:21 9.214 12.019 17.585 -0.477 
3/28/2017 8:22 6.368 13.995 63.296 -0.42 

3/28/2017 8:23 6.435 13.951 61.345 -0.379 
3/28/2017 8:24 7.1 13.251 46.582 -0.359 
3/28/2017 8:25 8.239 12.161 32.236 -0.382 
3/28/2017 8:26 8.843 11 .529 25.426 -0.37 
3/28/2017 8:27 7.938 12.537 34.17 -0.342 
3/28/2017 8:28 7.454 12.982 42.585 -0.356 
3/28/2017 8:29 7.5 12.921 45.502 -0.369 
3/28/2017 8:30 7.147 13.286 55.033 -0.396 
3/28/2017 8:31 7.429 12.976 52.006 -0.398 
3/28/2017 8:32 7.623 12.82 46.037 -0.385 
3/28/2017 8:33 8.218 12.2 37.87 -0.374 
3/28/2017 8:34 8.048 12.411 35.908 -0.349 
3/28/2017 8:35 7.258 13.198 45.003 -0.364 
3/28/2017 8:36 6.584 13.795 60.673 -0.37 
3/28/2017 8:37 6.962 13.435 57.623 -0.38 
3/28/2017 8:38 7.138 13.275 53.444 -0.38 
3/28/2017 8:39 6.773 13.617 53.336 -0.391 

3/28/2017 8:40 6.774 13.57 53.444 -0.39 
3/28/2017 8:41 7.42 12.968 44.087 -0.387 

3/28/2017 8:42 6.797 13.591 49.381 -0.418 

3/28/2017 8:43 6.708 13.654 54.765 -0.371 
3/28/2017 8:44 6.043 14.255 63.56 -0.369 
3/28/2017 8:45 7.505 12.788 47.338 -0.406 
3/28/2017 8:46 7.34 13.016 46.2 -0 .378 

3/28/2017 8:47 7.015 13.317 51 .319 -0.351 

3/28/2017 8:48 7.658 12.639 42.509 -0.358 
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3/28/2017 8:49 7.556 12.827 40.538 -0.351 
3/28/2017 8:50 7.378 12.949 42.574 -0.386 
3/28/2017 8:51 8.201 12.111 33.929 -0.364 
3/28/2017 8:52 8.14 12.198 34.718 -0.337 
3/28/2017 8:53 8.201 12.167 33.322 -0.351 
3/28/2017 8:54 8.016 12.349 34.961 -0.354 
3/28/2017 8:55 7.194 13.168 41 .079 -0.403 
3/28/2017 8:56 7.481 12.872 43.724 -0.392 
3/28/2017 8:57 7.591 12.802 42.466 -0.393 
3/28/2017 8:58 6.693 13.654 55.738 -0.384 
3/28/2017 8:59 6.737 13.606 58.113 -0 .349 
3/28/2017 9:00 6.274 14.029 64.668 -0.373 
3/28/2017 9:01 6.936 13.432 54.629 -0.361 
3/28/2017 9:02 6.695 13.651 51 .099 -0.367 
3/28/2017 9:03 6.406 13.936 50.805 -0.347 
3/28/2017 9:04 7.174 13.158 46.011 -0 .349 
3/28/2017 9:05 7.44 12.925 45.51 -0 .334 
3/28/2017 9:06 6.893 13.49 49.299 -0 .331 
3/28/2017 9:07 6.781 13.55 51 .684 -0.335 
3/28/2017 9:08 6.944 13.399 53.063 -0.35 
3/28/2017 9:09 7.125 13.228 48.767 -0.352 
3/28/2017 9:10 7.263 13.084 47.599 -0.329 
3/28/2017 9:11 7.37 12.977 44.451 -0.315 
3/28/2017 9:12 7.811 12.527 39.282 -0.336 
3/28/2017 9:13 7.53 12.817 42.767 -0 .355 
3/28/2017 9:14 7.028 13.306 49.737 -0.362 
3/28/2017 9:15 7.018 13.237 52.292 -0.348 
3/28/2017 9:16 7.148 13.169 51 .575 -0.328 
3/28/2017 9:17 7.282 13.019 48.415 -0.317 
3/28/2017 9:18 7.246 13.04 45.916 -0.364 
3/28/2017 9:19 7.4 12.918 46.494 -0.343 
3/28/2017 9:20 7.099 13.162 50.063 -0.328 
3/28/2017 9:21 6.686 13.578 56.55 -0.36 
3/28/2017 9:22 6.912 13.355 53.878 -0.345 
3/28/2017 9:23 7.176 13.088 46.491 -0.33 
3/28/2017 9:24 7.11 13.134 47.453 -0.327 
3/28/2017 9:25 7.717 12.558 42.676 -0.335 
3/28/2017 9:26 6.719 13.573 50.307 -0.299 
3/28/2017 9:27 7.336 12.92 48.434 -0.346 
3/28/2017 9:28 7.637 12.665 42.746 -0.337 
3/28/2017 9:29 7.255 13.051 47.69 -0.354 
3/28/2017 9:30 7.108 13.168 49.809 -0.343 
3/28/2017 9:31 7.386 12.948 46.721 -0.37 
3/28/2017 9:32 7.246 13.056 49.676 -0.367 
3/28/2017 9:33 7.28 13.023 50.846 -0.392 
3/28/2017 9:34 7.543 12.788 44.781 -0.347 
3/28/2017 9:35 7.512 12.787 45.614 -0.349 
3/28/2017 9:36 7.723 12.585 38.322 -0.374 
3/28/2017 9:37 6.621 13.699 50.618 -0.376 
3/28/2017 9:38 6.381 13.89 54.804 -0.357 
3/28/201 7 9:39 6.759 13.484 53.025 -0.349 
3/28/2017 9:40 7.643 12.596 44.177 -0.371 



60/592 

3/28/2017 9:41 7.762 12.537 37.15 -0.349 
3/28/2017 9:42 7.332 12.925 42.404 -0.319 
3/28/2017 9:43 6.938 13.324 44.563 -0.348 
3/28/2017 9:44 7.633 12.588 41.006 -0.337 
3/28/2017 9:45 7.632 12.674 40.451 -0.333 
Run 1 Average I 7.25 13.06 46.76 -0.351 
3/28/2017 9:46 7.756 12.796 39.901 -0.346 
3/28/2017 9:471 10.691 10.849 0.2221 -0.413 02 C02 Bias 
3/28/2017 9:48 9.503 9.376 2.633 -0.473 
3/28/2017 9:49 0.105 0.115 48.004 -0.36 
3/28/2017 9:501 0.037 0.082 48.36 -0.0431NOx Bias 
3/28/2017 9:51 2.633 6.491 50.413 -0.006 
3/28/2017 9:52 6.473 13.696 52.982 -0.205 
3/28/2017 9:53 2.42 4.861 28.455 -0.103 
3/28/2017 9:54 0.036 0.074 0.186 2.771 
3/28/2017 9:55 0.036 0.072 0.157 4.36 
3/28/2017 9:56 0.037 0.065 0.1341 4.4131co Bias 
3/28/2017 9:57 9.705 9.952 38.059 4.42 
3/28/2017 9:581 10.89 10.881 48.811 4.4041Span 
3/28/2017 9:59 2.915 2.299 10.469 3.651 
3/28/2017 10:00 0.037 0.057 0.111 0.529 
3/28/2017 10:011 0.037 0.054 0.099 0.0361Zero 
3/28/2017 10:02 4.941 9.236 33.689 0.013 
3/28/2017 10:03 7.151 13.192 46.072 -0.205 
3/28/2017 10:04 7.114 13.241 49.668 -0.319 
3/28/2017 10:05 7.202 13.133 49.965 -0.307 
3/28/2017 10:06 7.469 12.858 48.356 -0.316 
3/28/2017 10:07 7.813 12.582 40.615 -0.342 
3/28/2017 10:08 7.55 12.829 43.099 -0.328 
3/28/2017 10:09 7.409 12.953 45.661 -0 .327 
3/28/2017 10:10 7.278 13.073 50.101 -0 .321 
3/28/2017 10: 11 7.516 12.862 49.851 -0.319 
3/28/2017 10:12 7.394 12.956 50.205 -0.325 
3/28/2017 10:13 6.946 13.441 51.551 -0.361 
3/28/2017 10:14 7.289 13.062 43.707 -0.321 
3/28/2017 10:15 6.982 13.375 44.76 -0.331 
3/28/2017 10:16 6.597 13.748 53.47 -0.331 
3/28/2017 10:17 6.586 13.714 56.779 -0.32 
3/28/2017 10:18 7.255 13.094 48.894 -0.299 
3/28/2017 10:19 6.619 13.697 51.426 -0.317 
3/28/2017 10:20 7.646 12.668 45.405 -0.296 
3/28/2017 10:21 7.922 12.437 38.73 -0.318 
3/28/2017 10:22 6.556 13.747 53.11 -0.295 
3/28/2017 10:23 7.173 13.118 47.977 -0.317 
3/28/2017 10:24 7.427 12.878 48.224 -0.317 
3/28/2017 10:25 7.388 12.908 45.733 -0.313 
3/28/2017 10:26 7.131 13.158 48.199 -0.302 
3/28/2017 10:27 7.231 13.052 48.052 -0.29 
3/28/2017 10:28 6.806 13.47 55.952 -0.329 
3/28/2017 10:29 6.549 13.691 57.168 -0.321 
3/28/2017 10:30 7.158 13.1 48.118 -0.331 
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3/28/2017 10:31 7.828 12.443 31 .134 -0.328 
3/28/2017 10:32 7.6 12.692 34.557 -0.3 
3/28/2017 10:33 6.561 13.714 48.152 -0.32 
3/28/2017 10:34 6.62 13.615 52.286 -0.324 
3/28/2017 10:35 8.036 12.223 37.215 -0.322 
3/28/2017 10:36 7.425 12.913 37.42 -0.298 
3/28/2017 10:37 7.371 12.918 39.755 -0.3 
3/28/2017 10:38 7.222 13.089 42.99 -0.309 
3/28/2017 10:39 7.524 12.772 41 .325 -0.309 
3/28/2017 10:40 7.075 13.27 45.207 -0.335 
3/28/2017 10:41 6.953 13.37 44.975 -0.34 
3/28/2017 10:42 7.305 13.011 43.647 -0.347 
3/28/2017 10:43 6.738 13.607 49.551 -0.348 
3/28/2017 10:44 6.445 13.873 55.606 -0.342 
3/28/2017 10:45 6.581 13.759 53.856 -0 .35 
3/28/2017 10:46 6.852 13.493 49.513 -0 .348 
3/28/2017 10:47 7.615 12.745 40.555 -0.337 
3/28/2017 10:48 8.062 12.314 31 .8 -0.33 
3/28/2017 10:49 7.395 13.009 38.157 -0.309 
3/28/2017 10:50 6.888 13.487 45.111 -0.304 
3/28/2017 10:51 6.588 13.751 53.586 -0 .328 
3/28/2017 10:52 7.396 12.962 49.875 -0.335 
3/28/2017 10:53 7.385 12.953 45.542 -0.36 
3/28/2017 10:54 6.937 13.397 48.252 -0.361 
3/28/2017 10:55 7.764 12.525 42.089 -0.345 
3/28/2017 10:56 7.509 12.799 43.258 -0.349 
3/28/2017 10:57 7.825 12.481 37.295 -0.348 
3/28/2017 10:58 7.533 12.764 41 .946 -0.344 
3/28/2017 10:59 7.584 12.71 42.254 -0.341 
3/28/2017 11 :00 7.004 13.285 47.562 -0.337 
3/28/2017 11 :01 6.511 13.762 57.617 -0.348 
3/28/2017 11 :02 6.46 13.801 58.666 -0.397 
3/28/2017 11 :03 6.763 13.511 56.789 -0.389 
3/28/2017 11 :04 6.95 13.338 50.502 -0.364 
3/28/2017 11 :05 6.964 13.298 47.972 -0.344 

Run 2 Average I 7.18 13.14 46.69 -0.331 
3/28/2017 11 :06 7.388 12.918 41 .502 -0.338 
3/28/2017 11 :07 7.525 12.77 41 .628 -0.331 
3/28/2017 11 :08 7.386 12.905 47.117 -0.338 
3/28/2017 11 :09 6.845 13.485 57.922 -0.331 
3/28/2017 11 : 10 7.584 12.703 50.6 -0.336 
3/28/2017 11 : 11 7.589 12.742 44.532 -0.353 
3/28/2017 11 : 12 7.519 12.808 39.605 -0.342 
3/28/2017 11 : 13 6.932 13.389 44.127 -0.326 
3/28/2017 11 : 14 7.126 13.197 43.675 -0.341 
3/28/2017 11 : 15 6.627 13.672 49.059 -0.368 
3/28/2017 11 :16 1.344 2.081 11 .193 0.306 
3/28/2017 11 : 17 0.037 0.081 0.17 3.521 

3/28/2017 11 :181 0.037 0.07 0.15 4.381 lco Bias 

3/28/2017 11 : 19 0.037 0.069 13.359 4.337 
3/28/2017 11 :20 0.036 0.067 48.455 1.997 
3/28/2017 11 :21 0.037 0.066 48.532 0.068 
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3/28/2017 11 :22 0.036 0.0621 48.474 0.026INOx Bias 
3/28/2017 11 :23 7.967 8.32 15.616 -0.088 
3/28/2017 11 :241 10.792 10.8591 0.185 -0.367 02 C02 Bias 

3/28/2017 11 :25 1.171 1.07 0.134 -0.028 
3/28/2017 11 :261 0.036 0.054 0.11 0.047,Zero 

3/28/2017 11 :27 8.381 9.382 39.774 1.644 
3/28/2017 11 :28 10.842 10.869 48.846 4.385 

3/28/2017 11 :291 10.842 10.872 48.829 4.379,Span 
3/28/2017 11 :30 8.429 12.418 43.592 3.709 
3/28/2017 11 :31 7.235 13.088 44 0.089 
3/28/2017 11 :32 7.078 13.228 45.52 -0.387 
3/28/2017 11 :33 6.939 13.38 47.657 -0.362 
3/28/2017 11 :34 7.306 12.982 44.92 -0.378 
3/28/2017 11 :35 7.74 12.551 40.096 -0.36 
3/28/2017 11 :36 7.728 12.59 37.666 -0.36 
3/28/2017 11 :37 7.445 12.882 37.784 -0.331 
3/28/2017 11 :38 7.65 12.659 35.459 -0.324 
3/28/2017 11 :39 7.573 12.751 37.075 -0.316 
3/28/2017 11 :40 6.993 13.324 44.627 -0.291 
3/28/2017 11 :41 6.648 13.648 46.902 -0.34 
3/28/2017 11 :42 6.543 13.736 52.989 -0.332 
3/28/2017 11 :43 6.837 13.455 49.796 -0.327 
3/28/2017 11 :44 7.275 13.03 43.425 -0.303 
3/28/2017 11 :45 7.447 12.859 39.261 -0.293 
3/28/2017 11 :46 7.964 12.363 34.315 -0.306 
3/28/2017 11 :47 7.982 12.354 31 .923 -0.329 
3/28/2017 11 :48 6.86 13.466 44.248 -0.312 
3/28/2017 11 :49 6.747 13.541 48.114 -0.352 
3/28/2017 11 :50 7.232 13.084 39.493 -0.332 
3/28/2017 11 :51 7.261 13.063 39.841 -0.302 
3/28/2017 11 :52 7.501 12.82 34.018 -0.278 
3/28/2017 11 :53 7.747 12.565 30.353 -0.325 
3/28/2017 11 :54 7.895 12.468 27.311 -0.322 
3/28/2017 11 :55 7.545 12.799 31 .509 -0 .306 
3/28/2017 11 :56 7.481 12.827 39.636 -0.315 
3/28/2017 11 :57 6.707 13.589 49.954 -0.334 
3/28/2017 11 :58 6.385 13.89 56.228 -0.349 
3/28/2017 11 :59 7.258 13.022 41.722 -0.393 
3/28/2017 12:00 6.94 13.371 44.253 -0.359 
3/28/2017 12:01 6.884 13.405 42.963 -0.325 
3/28/2017 12:02 7.462 12.813 39.05 -0.333 
3/28/2017 12:03 8.325 11 .973 24.924 -0.324 
3/28/2017 12:04 7.647 12.659 29.892 -0.27 
3/28/2017 12:05 7.661 12.608 32.04 -0.258 
3/28/2017 12:06 7.794 12.475 31 .649 -0.286 
3/28/2017 12:07 7.053 13.214 42.955 -0.293 
3/28/2017 12:08 6.662 13.558 50.053 -0.31 
3/28/2017 12:09 6.531 13.677 56.905 -0.347 
3/28/2017 12:10 6.803 13.406 49.151 -0 .327 
3/28/2017 12: 11 7.659 12.514 38.059 -0.315 
3/28/2017 12:12 8.396 11 .814 28.549 -0.333 
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3/28/2017 12:13 8.144 12.093 27.851 -0.304 
3/28/2017 12:14 6.936 13.302 45.339 -0 .331 
3/28/2017 12:15 6.571 13.654 47.806 -0.383 
3/28/2017 12:16 6.284 13.895 59.175 -0 .332 
3/28/2017 12:17 6.735 13.458 53.928 -0.335 
3/28/2017 12:18 7.877 12.331 37.278 -0.332 
3/28/2017 12:19 7.416 12.865 43.188 -0.323 
3/28/2017 12:20 6.252 13.968 60.768 -0.3 
3/28/2017 12:21 6.417 13.798 60.224 -0.337 
3/28/2017 12:22 6.738 13.475 58.299 -0 .325 
3/28/2017 12:23 7.569 12.686 38.49 -0.329 
3/28/2017 12:24 7.606 12.672 32.259 -0.307 
3/28/2017 12:25 7.615 12.676 32.456 -0.298 
3/28/2017 12:26 6.979 13.31 38.679 -0.342 
3/28/2017 12:27 6.587 13.679 52.547 -0 .353 
3/28/2017 12:28 6.933 13.329 48.492 -0 .341 
3/28/2017 12:29 7.722 12.537 39.674 -0.332 
3/28/2017 12:30 8.79 11 .511 25.948 -0 .276 
3/28/2017 12:31 8.483 11 .816 27.301 -0.28 
3/28/2017 12:32 7.438 12.886 38.376 -0.284 
3/28/2017 12:33 8.295 12.008 33.083 -0.331 
3/28/2017 12:34 7.799 12.509 39.682 -0.325 
3/28/2017 12:35 8.589 11 .717 35.292 -0 .312 
3/28/2017 12:36 7.175 13.167 47.482 -0.337 
3/28/2017 12:37 6.98 13.317 51 .979 -0 .325 
3/28/2017 12:38 6.715 13.563 55.277 -0 .327 
3/28/2017 12:39 6.632 13.664 60.176 -0 .339 
3/28/2017 12:40 6.709 13.56 58.17 -0.341 
3/28/2017 12:41 7.408 12.884 43.776 -0.306 
3/28/2017 12:42 7.844 12.445 35.033 -0.305 
3/28/2017 12:43 7.96 12.365 36.605 -0.308 
3/28/2017 12:44 7.649 12.667 40.075 -0.325 
3/28/2017 12:45 7.086 13.223 46.284 -0.307 
3/28/2017 12:46 7.136 13.128 49.942 -0.348 
3/28/2017 12:47 6.99 13.3 47.329 -0.331 
3/28/2017 12:48 7.612 12.646 41 .35 -0.329 
3/28/2017 12:49 8.041 12.245 38.889 -0.314 
3/28/2017 12:50 8.275 12.025 37.926 -0.315 
3/28/2017 12:51 7.903 12.383 37.777 -0.327 
3/28/2017 12:52 7.531 12.779 44.517 -0.35 
3/28/2017 12:53 7.403 12.86 47.637 -0.335 
3/28/2017 12:54 6.648 13.619 56.571 -0.345 
3/28/2017 12:55 6.909 13.306 54.12 -0.36 
3/28/2017 12:56 7.242 13.02 47.284 -0.333 
3/28/2017 12:57 6.623 13.625 52.089 -0.325 
3/28/2017 12:58 6.543 13.665 52.981 -0.296 
3/28/2017 12:59 6.453 13.751 56.595 -0.307 
3/28/2017 13:00 6.458 13.723 55.135 -0.339 
3/28/2017 13:01 6.661 13.528 51 .272 -0.346 
3/28/2017 13:02 6.522 13.67 49.487 -0.306 
3/28/2017 13:03 6.907 13.305 48.878 -0.308 

Run 3 Average I 7.27 12.99 44.67 -0.321 
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3/28/2017 13:04 4.879 8.154 43.031 -0.314 
3/28/2017 13:05 0.047 0.095 48.508 -0.129 
3/28/2017 13:061 0.036 0.077 48.428 0.0441Nox Bias 
3/28/2017 13:07 0.037 0.072 16.243 1.017 
3/28/2017 13:08 0.036 0.075 0.217 4.265 
3/28/2017 13:09 0.036 0.0651 0.178 4.433lco Bias 
3/28/2017 13:10 8.668 9.011 0.157 3.025 
3/28/2017 13: 11 I 10.743 10.8021 0.153 -0.15 02 C02 Bias 
3/28/2017 13:12 3.215 3.191 0.145 -0.004 
3/28/2017 13: 131 0.037 0.053 0.124 0.0631Zero 
3/28/2017 13:14 5.255 6.407 25.746 0.55 
3/28/2017 13:15 10.793 10.856 48.987 4.01 
3/28/2017 13:161 10.793 10.854 48.838 4.3551Span 
3/28/2017 13:17 9.571 11 .579 45.921 4.2 
3/28/2017 13:18 7.053 13.173 44.659 0.835 
3/28/2017 13:19 6.891 13.304 47.861 -0.416 
3/28/2017 13:20 7.383 12.813 41.674 -0.419 
3/28/2017 13:21 7.586 12.591 45.97 -0.39 
3/28/2017 13:22 7.606 12.604 43.452 -0.417 
3/28/2017 13:23 7.515 12.691 44.374 -0.395 
3/28/2017 13:24 7.258 12.941 46.406 -0.454 
3/28/2017 13:25 6.667 13.513 55.014 -0.432 
3/28/2017 13:26 6.628 13.537 57.533 -0.447 
3/28/2017 13:27 6.956 13.211 50.645 -0.444 
3/28/2017 13:28 7.319 12.884 44.636 -0.407 
3/28/2017 13:29 7.19 12.999 48.271 -0.398 
3/28/2017 13:30 7.493 12.707 40.58 -0.419 
3/28/2017 13:31 6.825 13.349 53.345 -0.422 
3/28/2017 13:32 7.184 12.969 49.742 -0.398 
3/28/2017 13:33 7.459 12.717 46.904 -0.443 
3/28/201 7 13:34 7.188 12.981 47.549 -0.393 
3/28/2017 13:35 7.095 13.056 53.001 -0.451 
3/28/2017 13:36 7.728 12.431 39.512 -0.415 
3/28/2017 13:37 8.219 11.94 34.274 -0.368 
3/28/2017 13:38 7.914 12.274 34.153 -0.389 
3/28/2017 13:39 7.378 12.795 37.997 -0.401 
3/28/2017 13:40 7.627 12.543 37.804 -0.406 
3/28/2017 13:41 7.293 12.869 42.293 -0.419 
3/28/2017 13:42 6.666 13.479 50.672 -0.412 
3/28/2017 13:43 6.427 13.689 55.922 -0.422 
3/28/2017 13:44 6.975 13.155 52.321 -0.419 
3/28/2017 13:45 6.769 13.374 53.516 -0.412 
3/28/2017 13:46 6.83 13.293 53.773 -0.401 
3/28/201 7 13:47 7.067 13.068 51.327 -0.395 
3/28/2017 13:48 6.417 13.715 56.121 -0.386 
3/28/201 7 13:49 6.515 13.586 55.404 -0.419 
3/28/2017 13:50 7.641 12.468 43.606 -0.431 
3/28/2017 13:51 7.582 12.576 41.143 -0.409 
3/28/2017 13:52 8.703 11.427 27.746 -0.386 
3/28/2017 13:53 8.609 11 .563 27.901 -0.378 
3/28/2017 13:54 7.924 12.236 33.261 -0.396 
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3/28/2017 13:55 8.194 11 .954 32.312 -0.395 
3/28/2017 13:56 8.031 12.14 35.949 -0.417 
3/28/2017 13:57 8.68 11.481 31 .772 -0.405 
3/28/2017 13:58 7.579 12.606 43.918 -0.387 
3/28/2017 13:59 7.346 12.813 44.887 -0.389 
3/28/2017 14:00 7.283 12.891 47.958 -0.418 
3/28/2017 14:01 7.066 13.077 51 .25 -0.404 
3/28/2017 14:02 6.65 13.494 57.098 -0.425 
3/28/2017 14:03 6.936 13.193 53.001 -0.456 
3/28/2017 14:04 6.916 13.245 50.75 -0.441 
3/28/2017 14:05 6.515 13.611 56.676 -0.397 
3/28/2017 14:06 7.192 12.958 47.534 -0.411 
3/28/2017 14:07 6.79 13.389 48.291 -0.413 
3/28/2017 14:08 7.099 13.046 47.627 -0.402 
3/28/2017 14:09 6.56 13.614 53.147 -0 .41 
3/28/2017 14:10 6.726 13.428 52.874 -0.427 
3/28/2017 14:11 7.12 13.05 46.98 -0.431 
3/28/2017 14:12 7.676 12.512 38.732 -0.397 

Run 4 Average I 7.26 12.89 46.43 -0.41 I 
3/28/2017 14:13 9.141 11 .634 22.245 -0.353 

3/28/2017 14:141 10.67 10.798 0.2091 -0.464 02 C02 Bias 

3/28/2017 14:15 2.877 2.788 32.188 -0.441 
3/28/2017 14:16 0.041 0.089 48.478 -0.118 

3/28/2017 14:171 0.036 0.077 48.534 -0.0191NOx Bias 

3/28/2017 14:18 0.036 0.073 25.701 0.416 
3/28/2017 14:19 0.036 0.065 0.219 3.904 

3/28/2017 14:20 0.036 0.065 0.1691 4.3931co Bias 

3/28/2017 14:21 9.987 10.27 39.354 4.393 

3/28/2017 14:221 10. 719 10.842 48.771 4.3891Span 

3/28/2017 14:23 2.124 1.549 7.976 2.664 
3/28/2017 14:24 0.036 0.05 0.134 0.035 

3/28/2017 14:251 0.036 0.052 0.125 o.o271Zero 

3/28/2017 14:26 4.991 8.915 25.839 -0.081 
3/28/2017 14:27 7.014 13.121 50.086 -0.351 
3/28/2017 14:28 7.695 12.459 44.692 -0.408 
3/28/2017 14:29 7.659 12.506 41.811 -0.419 
3/28/2017 14:30 7.699 12.457 38.368 -0.382 
3/28/2017 14:31 6.853 13.288 47.199 -0.364 
3/28/2017 14:32 6.472 13.638 54.471 -0.384 
3/28/2017 14:33 7.057 13.054 52.992 -0.386 
3/28/2017 14:34 6.649 13.476 57.855 -0.398 
3/28/2017 14:35 6.99 13.113 48.513 -0.404 
3/28/2017 14:36 6.572 13.542 49.214 -0.394 
3/28/2017 14:37 6.443 13.67 47.175 -0.366 
3/28/2017 14:38 6.212 13.865 49.307 -0.38 
3/28/2017 14:39 6.466 13.616 50.517 -0.37 
3/28/2017 14:40 6.422 13.677 49.959 -0.396 
3/28/2017 14:41 6.733 13.362 46.274 -0.358 
3/28/2017 14:42 7.446 12.641 41 .985 -0.338 
3/28/2017 14:43 7.506 12.609 38.643 -0.353 
3/28/2017 14:44 7.964 12.164 34.954 -0.357 
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3/28/2017 14:45 7.422 12.714 39.27 -0.367 
3/28/2017 14:46 6.996 13.124 47.345 -0.325 
3/28/2017 14:47 7.445 12.67 41.426 -0.348 
3/28/2017 14:48 7.721 12.379 38.428 -0.368 
3/28/2017 14:49 8.118 12.018 33.885 -0.369 
3/28/2017 14:50 7.855 12.268 37.872 -0.336 
3/28/2017 14:51 7.287 12.846 47.021 -0.381 
3/28/2017 14:52 7.58 12.55 44.568 -0.363 
3/28/2017 14:53 7.214 12.908 46.692 -0.36 
3/28/2017 14:54 7.399 12.74 46.1 9 -0 .359 
3/28/2017 14:55 6.422 13.664 57.322 -0.384 
3/28/2017 14:56 7.736 12.378 43.796 -0.384 
3/28/2017 14:57 7.65 12.47 40.905 -0.372 
3/28/2017 14:58 6.948 13.171 48.309 -0.358 
3/28/2017 14:59 6.885 13.217 51 .508 -0.376 
3/28/2017 15:00 6.581 13.522 52.581 -0.372 
3/28/2017 15:01 7.241 12.846 47.371 -0.408 
3/28/2017 15:02 7.306 12.829 45.13 -0.383 
3/28/2017 15:03 7.59 12.527 44.891 -0.369 
3/28/2017 15:04 7.267 12.862 46.605 -0.37 
3/28/2017 15:05 7.079 13.022 50.305 -0.352 
3/28/2017 15:06 7.369 12.759 45.345 -0.363 
3/28/2017 15:07 7.4 12.688 47.576 -0.354 
3/28/2017 15:08 7.674 12.435 47.549 -0.359 
3/28/2017 15:09 6.711 13.403 56.952 -0.322 
3/28/2017 15:10 6.265 13.809 60.77 -0.323 
3/28/2017 15: 11 7.394 12.679 49.156 -0.359 
3/28/2017 15:12 7.361 12.761 43.858 -0.357 
3/28/2017 15:13 7.213 12.891 49.354 -0.341 
3/28/2017 15:14 6.882 13.226 53.36 -0.375 
3/28/2017 15:15 6.716 13.387 54.758 -0.373 
3/28/2017 15:16 6.894 13.214 52.905 -0.389 
3/28/2017 15:17 7.024 13.088 52.053 -0.37 
3/28/2017 15:18 7.044 13.079 50.112 -0.344 
3/28/2017 15:19 6.428 13.669 59.784 -0.353 
3/28/2017 15:20 6.004 14.051 69.778 -0.303 
Run 5 Average I 7.09 13.02 50.22 -0.361 
3/28/2017 15:21 7.555 12.198 48.048 -0.302 
3/28/2017 15:221 10.623 10.7641 0.264 -0.309 

3/28/2017 15:23 9.128 9.071 2.628 -0.46 
3/28/2017 15:24 0.086 0.117 47.838 -0.277 
3/28/2017 15:251 0.037 0.079 48.446 0.001 INOx Bias 

3/28/2017 15:26 0.037 0.073 48.531 0.028 
3/28/2017 15:27 0.036 0.067 48.516 0.044 
3/28/2017 15:28 0.036 0.065 24.19 0.589 
3/28/2017 15:29 0.036 0.06 0.241 4.036 
3/28/2017 15:30 0.035 0.0641 0.192 4.4121co Bias 

3/28/2017 15:31 6.732 7.783 34.21 3.939 
3/28/2017 15:32 10.719 10.863 48.819 4.298 
3/28/2017 15:331 10.719 10.862 48.872 4.401 ISpan 
3/28/2017 15:34 4.571 4.016 17.604 3.545 
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3/28/2017 15:35 0.036 0.057 0.129 0.213 

3/28/2017 15:361 0.035 0.058 0.136 0.031Zero 

3/28/2017 15:37 2.412 4.875 18.845 0.009 
3/28/2017 15:38 7.044 13.109 45.079 -0.252 
3/28/2017 15:39 7.22 12.959 43.188 -0.376 
3/28/2017 15:40 7.332 12.835 42.106 -0.383 
3/28/2017 15:41 6.959 13.209 48.616 -0.368 
3/28/2017 15:42 7.14 13.037 49.256 -0.377 
3/28/2017 15:43 7.73 12.419 47.433 -0.388 
3/28/2017 15:44 7.543 12.646 42.33 -0.381 
3/28/2017 15:45 6.944 13.228 47.945 -0.374 
3/28/2017 15:46 6.348 13.812 59.455 -0.346 
3/28/2017 15:47 6.554 13.575 63.929 -0.356 
3/28/2017 15:48 8.108 12.028 43.385 -0.382 
3/28/2017 15:49 8.161 12.034 32.076 -0.393 
3/28/2017 15:50 6.723 13.432 50.782 -0.367 
3/28/2017 15:51 6.843 13.318 51 .726 -0.392 
3/28/2017 15:52 7.151 13.016 49.331 -0.372 
3/28/2017 15:53 7.187 12.99 48.821 -0.364 
3/28/2017 15:54 6.823 13.359 55.719 -0.323 
3/28/2017 15:55 6.771 13.392 57.858 -0.324 
3/28/2017 15:56 6.746 13.415 54.723 -0.309 
3/28/2017 15:57 7.278 12.88 47.882 -0.351 
3/28/2017 15:58 7.213 12.985 47.039 -0.361 
3/28/2017 15:59 7.348 12.835 44.514 -0.32 
3/28/2017 16:00 6.945 13.251 47.329 -0.342 
3/28/2017 16:01 6.56 13.581 51 .274 -0.338 
3/28/2017 16:02 6.521 13.604 60.27 -0.345 
3/28/2017 16:03 6.978 13.204 49.386 -0.398 
3/28/2017 16:04 6.808 13.336 48.31 -0.366 
3/28/2017 16:05 8.087 12.071 33.909 -0.337 
3/28/2017 16:06 7.28 12.89 45.176 -0.31 
3/28/2017 16:07 7.809 12.348 43.941 -0.319 
3/28/2017 16:08 6.83 13.346 55.657 -0.344 

Run 6 Average I 7.13 13.03 48.78 -0.361 

3/28/2017 16:09 1.098 1.8 47.311 -0.1 17 

3/28/2017 16:101 0.037 0.079 48.42 0.01 I 
3/28/2017 16: 11 0.037 0.071 38.728 0.108 
3/28/2017 16:12 0.037 0.066 0.314 3.263 

3/28/2017 16:13 0.037 0.061 0.197 4.426lco Bias 

3/28/2017 16:14 5.084 5.405 0.176 3.216 

3/28/2017 16:151 10.688 10.781 0.159 0.125 02 C02 bias 

3/28/2017 16:16 1.348 1.384 0.143 0.022 

3/28/2017 16:171 0.037 0.052 0.127 -0.0171Zero 

3/28/2017 16:18 3.699 4.663 19.07 0.306 
3/28/2017 16:19 10.736 10.897 48.879 3.787 

3/28/2017 16:201 10.744 10.898 48.807 4.4121Span 

3/28/2017 16:21 7.97 12.73 54.943 3.088 
3/28/2017 16:22 6.362 13.912 63.389 -0.198 
3/28/2017 16:23 6.047 14.164 62.819 -0.429 
3/28/2017 16:24 6.964 13.263 50.475 -0.412 
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3/28/2017 16:25 7.144 13.096 46.239 -0.392 
3/28/2017 16:26 7.165 13.087 42.859 -0.364 
3/28/2017 16:27 7.646 12.606 40.058 -0.333 
3/28/2017 16:28 6.792 13.454 53.293 -0.351 
3/28/2017 16:29 7.816 12.387 42.814 -0.381 
3/28/2017 16:30 8.17 12.104 38.214 -0 .379 
3/28/2017 16:31 6.722 13.529 53.598 -0.382 
3/28/2017 16:32 7.633 12.585 43.454 -0.369 
3/28/2017 16:33 6.894 13.371 49.71 -0.393 
3/28/2017 16:34 6.483 13.711 58.658 -0.395 
3/28/2017 16:35 7.246 12.97 48.66 -0.382 
3/28/2017 16:36 7.215 13.025 47.957 -0.39 
3/28/2017 16:37 7.172 13.078 43.959 -0.386 
3/28/2017 16:38 6.287 13.939 54.816 -0.366 
3/28/2017 16:39 6.502 13.708 54.959 -0.345 
3/28/2017 16:40 6.825 13.39 50.998 -0.338 
3/28/2017 16:41 6.74 13.466 50.071 -0.371 
3/28/2017 16:42 6.159 14.042 55.706 -0.382 
3/28/2017 16:43 6.423 13.771 55.867 -0 .357 
3/28/2017 16:44 6.739 13.49 50.767 -0.327 
3/28/2017 16:45 6.694 13.497 54.816 -0.315 
3/28/2017 16:46 6.501 13.721 54.997 -0.353 
3/28/2017 16:47 6.902 13.288 51.162 -0.358 
3/28/2017 16:48 7.53 12.665 43.12 -0.379 
3/28/2017 16:49 8.013 12.228 33.182 -0.35 
3/28/2017 16:50 7.268 12.982 40.608 -0.373 
3/28/2017 16:51 6.858 13.347 49.445 -0.319 
Run 7 Average I 6.96 13.26 49.56 -0.361 
3/28/2017 16:52 2.787 3.296 42.549 -0.307 
3/28/2017 16:53 0.037 0.084 48.443 -0.04 
3/28/2017 16:541 0.036 0.074 48.449 0.031INOx Bias 
3/28/2017 16:55 0.039 0.076 24.083 0.557 
3/28/2017 16:56 0.037 0.067 0.242 4.045 
3/28/2017 16:57 0.037 0.0631 0.179 4.382ICO Bias 
3/28/2017 16:58 8.023 8.501 0.164 2.865 
3/28/2017 16:591 10.682 10.8371 0.154 0.089 02 C02 Bias 
3/28/2017 17:00 1.241 1.275 0.142 0.035 CO Zero 
3/28/2017 17:01 0.037 0.053 0.124 1.347 Zero 
3/28/2017 17:02 8.36 9.406 40.949 4.365 
3/28/2017 17:031 10.74 10.881 48.847 4.4481Span 
3/28/2017 17:04 8.882 12.013 50.121 3.753 
3/28/2017 17:05 6.98 13.246 52.276 0.026 
3/28/2017 17:06 7.235 12.979 45.461 -0.385 
3/28/2017 17:07 7.508 12.716 39.31 -0.384 
3/28/2017 17:08 6.559 13.676 49.415 -0.391 
3/28/2017 17:09 6.986 13.218 44.731 -0.386 
3/28/2017 17:10 6.551 13.673 52.151 -0.394 
3/28/2017 17: 11 6.988 13.22 53.263 -0.385 
3/28/2017 17:12 7.433 12.806 43.328 -0.394 
3/28/2017 17:13 6.967 13.268 48.276 -0.362 
3/28/2017 17:14 6.956 13.271 47.86 -0.365 
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3/28/2017 17:15 6.803 13.408 47.299 -0.356 
3/28/2017 17:16 6.612 13.603 55.506 -0.347 
3/28/2017 17:17 7.78 12.436 40.613 -0.403 
3/28/2017 17:18 7.983 12.247 37.646 -0.36 
3/28/2017 17:19 8.12 12.11 39.789 -0.363 
3/28/2017 17:20 7.974 12.272 42.281 -0.372 
3/28/2017 17:21 7.441 12.824 50.166 -0.316 
3/28/2017 17:22 8.107 12.127 44.254 -0.347 
3/28/2017 17:23 7.074 13.186 55.462 -0.372 
3/28/2017 17:24 7.69 12.547 45.177 -0.362 
3/28/2017 17:25 8.184 12.047 40.59 -0.318 
3/28/2017 17:26 7.765 12.485 43.854 -0.327 
3/28/2017 17:27 7.807 12.413 42.663 -0.351 
3/28/2017 17:28 7.529 12.721 51.407 -0.331 
3/28/2017 17:29 6.738 13.493 59.43 -0.341 
3/28/2017 17:30 7.782 12.409 51.477 -0.334 
3/28/2017 17:31 7.544 12.71 1 46.941 -0.32 
3/28/2017 17:32 7.326 12.908 48.116 -0.35 
3/28/2017 17:33 7.872 12.33 42.538 -0.329 
3/28/2017 17:34 6.763 13.47 52.875 -0.322 
3/28/2017 17:35 6.707 13.493 54.83 -0.377 
Run 8 Average I 7.36 12.87 47.22 -0.361 

3/28/2017 17:36 6.981 13.238 51 .702 -0.392 
3/28/2017 17:37 3.037 4.423 44.723 -0.333 
3/28/2017 17:38 0.037 0.088 48.358 -0.083 
3/28/2017 17:391 0.036 0.074 48.448 0.042INOx Bias 

3/28/2017 17:40 0.036 0.07 23.342 0.551 
3/28/2017 17:41 0.037 0.065 0.236 4.094 
3/28/2017 17:42 0.036 0.0661 0.185 4.437lco Bias 
3/28/2017 17:43 6.539 6.858 0.183 3.773 
3/28/2017 17:441 10.67 10.8151 0.165 0.009 02 C02 Bias 

3/28/2017 17:45 2.456 2.496 0.165 -0.355 
3/28/2017 17:46 0.037 0.054 0.133 -0.02 
3/28/2017 17:471 0.031 0.052 0.125 0.011 lzero 

3/28/2017 17:48 8.701 9.795 43.996 1.88 
3/28/2017 17:49 10.735 10.89 48.858 4.4 

3/28/2017 17:501 10.745 10.9 48.899 4.3831Span 

3/28/2017 17:51 8.169 12.613 44.935 2.544 
3/28/2017 17:52 7.11 13.124 49.221 -0.253 
3/28/2017 17:53 6.979 13.254 51 .348 -0.337 
3/28/2017 17:54 7.029 13.205 52.744 -0.363 
3/28/2017 17:55 7.398 12.817 45.715 -0.364 
3/28/2017 17:56 7.31 12.915 43.838 -0 .327 
3/28/2017 17:57 6.588 13.631 51 .818 -0 .346 
3/28/2017 17:58 6.544 13.654 53.578 -0 .325 
3/28/2017 17:59 7.269 12.931 47.307 -0 .312 
3/28/2017 18:00 7.394 12.802 42.453 -0.345 
3/28/2017 18:01 6.992 13.207 45.377 -0.334 
3/28/2017 18:02 7.058 13.143 44.654 -0.318 
3/28/2017 18:03 6.974 13.211 49.274 -0.355 
3/28/2017 18:04 6.974 13.233 50.401 -0.359 
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3/28/2017 18:05 6.599 13.607 49.059 -0.309 
3/28/2017 18:06 6.839 13.353 48.879 -0.292 
3/28/2017 18:07 6.874 13.324 52.097 -0.337 
3/28/2017 18:08 6.104 14.104 59.07 -0.361 
3/28/2017 18:09 6.533 13.639 56.357 -0.326 
3/28/2017 18:10 7.377 12.82 46.218 -0.337 
3/28/2017 18: 11 6.797 13.409 47.555 -0.339 
3/28/2017 18:12 6.356 13.848 52.247 -0.33 
3/28/2017 18:13 5.804 14.367 59.629 -0.339 
3/28/2017 18:14 5.871 14.275 63.644 -0.359 
3/28/2017 18:15 7.319 12.853 45.56 -0.358 
3/28/2017 18:16 7.96 12.232 33.787 -0.356 
3/28/2017 18:17 7.58 12.645 33.149 -0.32 
3/28/2017 18:18 7.188 13.031 39.888 -0.339 
3/28/2017 18:19 6.735 13.453 48.289 -0.34 
3/28/2017 18:20 7.076 13.139 46.576 -0.373 
3/28/2017 18:21 6.784 13.424 50.148 -0.346 
Run 9 Average I 6.91 13.29 48.66 -0.341 
3/28/2017 18:22 1.199 1.632 46.645 -0.308 
3/28/2017 18:23 0.036 0.082 48.458 -0.028 
3/28/2017 18:241 0.036 0.074 48.31 0.0041Nox Bias 

3/28/2017 18:25 0.036 0.067 12.472 1.256 
3/28/2017 18:26 0.036 0.067 0.223 4.299 

3/28/2017 18:27 0.036 0.0631 0.184 4.374lco Bias 

3/28/2017 18:28 8.956 9.401 0.174 2.879 

3/28/2017 18:291 10.698 10.8311 0.158 -0.108 02 C02 Bias 

3/28/2017 18:30 8.36 9.612 0.148 -0.007 CO Zero 

3/28/2017 18:31 0.05 0.06 0.146 0.987 Zero 

3/28/2017 18:32 8.734 8.717 33.307 4.237 

3/28/2017 18:331 10.744 10.858 48.802 4.3691Span 

3/28/2017 18:34 7.935 12.611 45.449 3.352 
3/28/2017 18:35 7.403 12.806 45.412 -0.087 
3/28/2017 18:36 7.06 13.176 49.682 -0.366 
3/28/2017 18:37 6.645 13.556 57.317 -0.375 
3/28/2017 18:38 7.003 13.173 50.929 -0.384 
3/28/2017 18:39 7.511 12.708 45.937 -0.377 
3/28/2017 18:40 7.063 13.148 44.878 -0.367 
3/28/2017 18:41 6.75 13.455 49.306 -0.346 
3/28/2017 18:42 6.631 13.56 51.88 -0.344 
3/28/2017 18:43 6.973 13.231 48.431 -0.365 
3/28/2017 18:44 6.902 13.288 45.499 -0.336 
3/28/2017 18:45 6.941 13.284 45.239 -0.361 
3/28/2017 18:46 6.634 13.567 46.08 -0.403 
3/28/201 7 18:47 6.6 13.592 50.04 -0.356 
3/28/2017 18:48 7.552 12.629 40.182 -0.368 
3/28/2017 18:49 7.83 12.404 37.17 -0.362 
3/28/2017 18:50 7.527 12.687 42.325 -0.345 
3/28/2017 18:51 6.989 13.245 47.693 -0.331 
3/28/2017 18:52 6.853 13.351 50.47 -0.361 
3/28/2017 18:53 7.085 13.143 47.923 -0.374 
3/28/2017 18:54 6.974 13.251 47.2 -0.379 
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3/28/2017 18:55 6.909 13.325 45.274 -0.36 
3/28/2017 18:56 6.1 89 13.997 57.333 -0.375 
3/28/2017 18:57 6.894 13.299 49.532 -0.381 
3/28/2017 18:58 7.025 13.208 46.402 -0.376 
3/28/2017 18:59 6.703 13.535 46.681 -0.373 
3/28/2017 19:00 6.759 13.457 48.732 -0.356 
3/28/2017 19:01 7.503 12.703 42.47 -0.354 
3/28/2017 19:02 8.012 12.212 34.136 -0.393 
3/28/2017 19:03 7.699 12.546 36.25 -0.354 
3/28/2017 19:04 6.957 13.28 48.93 -0.354 
Run 10 Average I 7.05 13.16 46.64 -0.361 
3/28/2017 19:05 2.301 4.175 46.566 -0.36 
3/28/2017 19:06 0.036 0.082 48.501 -0.1 04 
3/28/2017 19:071 0.036 0.071 48.415 0.023INOx Bias 

3/28/2017 19:08 0.036 0.068 30.989 0.245 
3/28/2017 19:09 0.036 0.065 0.257 3.633 

3/28/2017 19:10 0.036 0.0611 0.184 4.384ICO Bias 

3/28/2017 19: 11 8.331 8.826 0.173 2.547 

3/28/2017 19:121 10.62 10.8281 0.156 0.043 02 C02 Bias 

3/28/2017 19:13 1.558 0.804 0.142 0.032 
3/28/2017 19:1 41 0.036 0.052 0.142 -0.0031Zero 
3/28/2017 19:15 6.811 7.798 35.437 1.164 
3/28/2017 19:16 10.621 10.877 48.846 4.26 

3/28/2017 19:171 10.621 10.873 48.766 4.3791Span 
3/28/2017 19:18 8.08 12.516 48.436 3.622 
3/28/2017 19:19 6.986 13.151 48.974 -0.003 
3/28/2017 19:20 7.147 12.951 47.58 -0.384 
3/28/2017 19:21 8.264 11 .853 34.98 -0.365 
3/28/2017 19:22 7.359 12.784 39.935 -0.362 
3/28/2017 19:23 7.032 13.102 46.2 -0.368 
3/28/2017 19:24 6.3 13.84 59.578 -0.385 
3/28/2017 19:25 6.464 13.646 59.926 -0.395 
3/28/2017 19:26 6.999 13.144 48.401 -0.394 
3/28/2017 19:27 6.961 13.185 47.854 -0.366 
3/28/2017 19:28 7.864 12.275 35.836 -0.37 
3/28/2017 19:29 8.081 12.096 31.918 -0.353 
3/28/2017 19:30 7.159 13.026 44.31 -0.344 
3/28/2017 19:31 6.948 13.233 47.688 -0.352 
3/28/2017 19:32 6.816 13.366 53.855 -0.362 
3/28/2017 19:33 6.969 13.224 48.212 -0.381 
3/28/2017 19:34 5.698 14.461 64.56 -0.363 
3/28/2017 19:35 6.456 13.684 54.318 -0.385 
3/28/2017 19:36 7.018 13.171 42.197 -0.368 
3/28/2017 19:37 6.877 13.32 46.259 -0.39 
3/28/2017 19:38 7.442 12.749 37.137 -0.393 
3/28/2017 19:39 7.701 12.495 36.16 -0.346 
3/28/2017 19:40 8.235 11 .974 29.258 -0.341 
3/28/2017 19:41 7.469 12.778 38.24 -0.353 
3/28/2017 19:42 7.032 13.17 45.193 -0.379 
3/28/2017 19:43 6.938 13.287 46.679 -0.383 
3/28/2017 19:44 6.854 13.361 50.895 -0.388 
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3/28/2017 19:45 6.658 13.548 52.487 -0.367 
3/28/2017 19:46 7.332 12.869 41 .964 -0.381 
3/28/2017 19:47 7.394 12.822 39.805 -0.366 
3/28/2017 19:48 7.522 12.691 42.757 -0.403 
3/28/2017 19:49 7.738 12.499 40.681 -0.39 
Run 11 Average I 7.16 13.02 45.16 -0.371 
3/28/2017 19:50 2.003 2.88 45.076 -0 .246 
3/28/2017 19:51 0.036 0.081 48.447 -0.028 NOx Bias 
3/28/2017 19:52 0.036 0.071 14.484 1.053 
3/28/2017 19:53 0.036 0.073 0.231 4.227 
3/28/2017 19:54 0.036 0.065 0.178 4.372 CO Bias 
3/28/2017 19:55 3.773 4.121 0.161 3.325 
3/28/2017 19:56 10.668 10.794 0.157 0.141 02 C02 Bias 
3/28/2017 19:57 2.724 1.974 0.151 0.015 CO Zero 
3/28/2017 19:58 0.037 0.052 0.123 1.22 Zero 
3/28/2017 19:59 8.703 8.775 33.589 4.249 
3/28/2017 20:00 10.695 10.886 48.861 4.353 Span 
3/28/2017 20:01 16.195 14.97 87.665 5.403 
3/28/2017 20:02 18.717 18.402 94.799 8.042 
3/28/2017 20:03 18.704 18.515 94.94 9.216 
3/28/2017 20:04 18.686 18.512 94.988 9.465 High 
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Date Time 02% C02% 
4/14/2017 6:39 18.96 18.68 
4/14/2017 6:40 18.98 18.66 

4/14/2017 6:41 I 18.96 18.67 IHigh 
4/14/2017 6:42 13.86 12.96 
4/14/2017 6:43 10.68 10.41 

4/14/2017 6:441 10.67 10.40 IMid 

4/14/2017 6:45 10.67 10.40 
4/14/2017 6:46 10.67 10.40 
4/14/2017 6:47 5.07 4.36 
4/14/2017 6:48 0.10 0.05 

4/14/2017 6:491 0.07 o.o5 IZero 
4/14/2017 6:50 9.85 0.08 
4/14/2017 6:51 15.89 5.12 
4/14/2017 6:52 8.05 12.44 
4/14/2017 6:53 7.97 12.50 
4/14/2017 6:54 8.00 12.41 
4/14/2017 6:55 8.30 12.14 

4/14/2017 6:56 8.45 11 .99 
4/14/2017 6:57 10.11 10.42 

4/14/2017 6:581 10.65 10.33 102 C02 Bias 

4/14/2017 6:59 7.61 6.96 
4/14/2017 7:00 0.09 0.08 

4/14/2017 7:01 I 0.06 0.06 lzero Bias 

4/14/2017 7:02 3.81 6.03 
4/14/2017 7:03 7.89 12.55 
4/14/2017 7:04 8.02 12.41 
4/14/2017 7:05 8.65 11.82 
4/14/2017 7:06 8.72 11 .76 
4/14/2017 7:07 8.37 12.09 
4/14/2017 7:08 8.35 12.11 
4/14/2017 7:09 8.83 11.64 
4/14/2017 7:10 8.75 11 .72 
4/14/2017 7:11 8.03 12.45 
4/14/2017 7:12 8.37 12.06 
4/14/2017 7:13 8.49 12.02 
4/14/2017 7:14 8.45 12.00 
4/14/2017 7:15 8.65 11 .84 
4/14/2017 7:16 8.37 12.10 
4/14/2017 7:17 8.43 12.04 
4/14/2017 7:18 8.08 12.37 
4/14/2017 7:19 8.27 12.22 
4/14/2017 7:20 8.15 12.30 
4/14/2017 7:21 8.08 12.38 
4/14/2017 7:22 8.37 12.09 
4/14/2017 7:23 8.11 12.33 
4/14/2017 7:24 8.23 12.22 
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4/14/2017 7:25 7.81 12.65 
4/14/2017 7:26 8.37 12.05 
4/14/2017 7:27 8.01 12.44 
4/14/2017 7:28 8.23 12.20 
4/14/2017 7:29 7.87 12.58 
4/14/2017 7:30 7.11 13.32 
4/14/2017 7:31 7.47 12.92 
4/14/2017 7:32 8.17 12.27 
4/14/2017 7:33 7.61 12.81 
4/14/2017 7:34 8.15 12.27 
4/14/2017 7:35 7.81 12.60 
4/14/2017 7:36 8.25 12.15 
4/14/2017 7:37 8.81 11.57 
4/14/2017 7:38 10.12 10.32 
4/14/2017 7:39 8.46 12.03 
4/14/2017 7:40 7.22 13.20 
4/14/2017 7:41 7.76 12.58 
4/14/2017 7:42 7.70 12.77 
4/14/2017 7:43 7.16 13.25 
4/14/2017 7:44 7.24 13.16 
4/14/2017 7:45 8.70 11 .69 
4/14/2017 7:46 8.91 11.51 
4/14/2017 7:47 8.88 11 .58 
4/14/2017 7:48 7.50 12.98 
4/14/2017 7:49 7.70 12.73 
4/14/2017 7:50 8.00 12.42 
4/14/2017 7:51 8.15 12.29 
4/14/2017 7:52 8.43 12.02 
4/14/2017 7:53 8.06 12.40 
4/14/2017 7:54 8.27 12.15 
4/14/2017 7:55 8.65 11.80 
4/14/2017 7:56 8.91 11.51 
4/14/2017 7:57 9.32 11 .12 
4/14/2017 7:58 8.62 11 .85 
4/14/2017 7:59 8.95 11.48 
4/14/2017 8:00 8.38 12.12 
4/14/2017 8:01 8.67 11 .73 
4/14/2017 8:02 9.43 11.02 
4/14/2017 8:03 8.44 12.06 
4/14/2017 8:04 7.34 13.12 
4/14/2017 8:05 7.25 13.18 
4/14/2017 8:06 7.29 13.14 
4/14/2017 8:07 7.73 12.68 
4/14/2017 8:08 8.67 11.73 
4/14/2017 8:09 8.88 11 .58 
4/14/2017 8:10 8.70 11 .70 
4/14/2017 8:11 8.47 11 .99 
4/14/2017 8:12 8.53 11 .91 
4/14/2017 8:13 12.42 7.90 
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4/14/2017 8:14 13.55 6.62 
4/14/2017 8:15 11 .96 7.61 
4/14/2017 8:16 10.56 8.66 
4/14/2017 8:17 9.27 9.91 
4/14/2017 8:18 9.92 9.21 
4/1 4/2017 8:19 10.22 8.90 
4/14/2017 8:20 10.68 8.49 
4/14/2017 8:21 10.27 8.91 
4/14/2017 8:22 9.74 9.39 
4/14/2017 8:23 9.85 9.25 
4/14/2017 8:24 9.56 9.55 
4/14/2017 8:25 9.53 9.61 
4/14/2017 8:26 7.59 11 .73 
4/14/2017 8:27 10.05 9.68 
4/14/2017 8:28 10.56 9.48 
4/14/2017 8:29 10.16 9.85 
4/14/201 7 8:30 9.44 10.62 
4/14/2017 8:31 7.43 12.74 
4/14/2017 8:32 7.23 12.88 
4/14/2017 8:33 7.38 12.80 
4/14/2017 8:34 6.96 13.29 
4/14/2017 8:35 7.55 12.80 
4/14/2017 8:36 7.97 12.45 
4/14/2017 8:37 8.69 11 .68 
4/14/2017 8:38 9.17 11 .27 
4/14/2017 8:39 8.35 12.10 
4/14/2017 8:40 7.73 12.70 
4/14/2017 8:41 7.47 12.96 
4/14/2017 8:42 8.47 11 .90 
4/14/2017 8:43 8.49 11 .95 
4/14/2017 8:44 7.77 12.65 
4/14/2017 8:45 7.51 12.92 
4/14/2017 8:46 8.07 12.33 
4/14/2017 8:47 8.55 11 .86 
4/14/2017 8:48 8.53 11 .87 
4/14/2017 8:49 8.28 12.15 
4/14/2017 8:50 8.49 11.94 
4/14/2017 8:51 8.87 11 .54 
4/14/2017 8:52 8.58 11 .84 
4/14/2017 8:53 8.10 12.31 
4/14/2017 8:54 7.52 12.93 
4/14/2017 8:55 8.01 12.38 
4/14/2017 8:56 8.29 12.13 
4/14/2017 8:57 8.49 11 .90 
4/14/2017 8:58 7.92 12.49 
4/14/2017 8:59 8.23 12.17 
4/14/2017 9:00 8.06 12.37 
4/14/201 7 9:01 8.02 12.36 
4/14/201 7 9:02 8.18 12.22 
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4/14/2017 9:03 8.45 11 .95 
4/14/2017 9:04 7.74 12.67 
4/14/2017 9:05 7.24 13.18 
4/14/2017 9:06 7.02 13.35 
4/14/2017 9:07 7.71 12.67 
4/14/2017 9:08 7.69 12.70 
4/14/2017 9:09 8.35 12.04 
4/14/2017 9:1 0 8.22 12.16 
4/14/2017 9:11 9.14 11 .23 
4/14/2017 9:12 9.42 10.98 
4/14/2017 9:13 9.02 11 .38 
4/14/2017 9:14 8.76 11 .63 
4/14/2017 9:15 8.54 11 .86 

Run 1 Average I 8.49 11 .79 I 
4/14/2017 9:16 1.58 1.14 

4/14/2017 9:171 0.05 0.06 lzero Bias 

4/14/2017 9:18 8.32 8.41 

4/14/2017 9:191 10.57 10.33102 C02 Bias 

4/14/2017 9:20 1.38 1.29 

4/14/2017 9:21f 0.04 0.04 IZero 

4/14/2017 9:22 9.25 8.95 

4/14/2017 9:231 10.67 10.40 lspan 

4/14/2017 9:24 9.52 11 .32 
4/14/2017 9:25 8.98 11.49 
4/14/2017 9:26 9.06 11.48 
4/14/2017 9:27 8.37 12.12 
4/14/2017 9:28 8.85 11 .63 
4/14/2017 9:29 8.53 11 .99 
4/14/2017 9:30 8.22 12.26 
4/14/2017 9:31 8.28 12.21 
4/14/2017 9:32 9.19 11.28 
4/14/2017 9:33 9.67 10.82 
4/14/2017 9:34 9.29 11.23 
4/14/2017 9:35 9.02 11 .52 
4/14/2017 9:36 8.60 11 .94 
4/14/2017 9:37 8.28 12.26 
4/14/2017 9:38 8.33 12.20 
4/14/2017 9:39 7.88 12.65 
4/14/2017 9:40 7.85 12.67 
4/14/2017 9:41 7.78 12.76 
4/14/2017 9:42 8.06 12.43 
4/14/2017 9:43 8.75 11 .75 
4/14/2017 9:44 8.37 12.14 
4/14/2017 9:45 8.74 11 .76 
4/14/2017 9:46 8.45 12.06 
4/14/2017 9:47 8.94 11 .53 
4/14/2017 9:48 9.58 10.90 
4/1 4/2017 9:49 9.25 11 .27 
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4/14/2017 9:50 8.00 12.50 
4/14/2017 9:51 7.80 12.66 
4/14/2017 9:52 8.27 12.18 
4/14/2017 9:53 8.78 11 .66 
4/14/2017 9:54 9.35 11 .11 
4/14/2017 9:55 9.00 11.48 
4/14/2017 9:56 8.85 11 .61 
4/14/2017 9:57 9.33 11 .12 
4/14/2017 9:58 8.69 11.80 
4/14/2017 9:59 9.20 11 .24 
4/14/2017 10:00 9.31 11.18 
4/14/2017 10:01 9.33 11.12 
4/14/2017 10:02 9.61 10.88 
4/14/2017 10:03 9.26 11.22 
4/14/2017 10:04 7.98 12.53 
4/14/2017 10:05 7.63 12.82 
4/14/2017 10:06 8.08 12.36 
4/14/2017 10:07 8.69 11 .81 
4/14/2017 10:08 8.36 12.10 
4/14/2017 10:09 8.40 12.07 
4/14/2017 10:10 8.56 11.89 
4/14/2017 10: 11 8.71 11 .74 
4/14/2017 10:12 8.55 11.90 
4/14/2017 10: 13 8.35 12.09 
4/14/2017 10:14 8.64 11.79 
4/14/2017 10:15 8.94 11.48 
4/14/2017 10:16 8.81 11.65 
4/14/2017 10:17 8.27 12. 17 
4/14/2017 10:18 8.35 12. 10 
4/14/2017 10:19 8.58 11 .84 
4/14/2017 10:20 9.26 11 .14 
4/14/2017 10:21 8.42 12.04 
4/14/2017 10:22 8.08 12.34 
4/14/2017 10:23 8.53 11 .87 
4/14/2017 10:24 7.89 12.54 
4/14/2017 10:25 8.32 12.09 
4/14/2017 10:26 8.09 12.34 
4/14/2017 10:27 7.96 12.46 
4/14/2017 10:28 8.44 11 .97 
4/14/2017 10:29 8.75 11.65 
4/14/2017 10:30 9.06 11 .37 
4/14/2017 10:31 8.34 12.10 
4/14/2017 10:32 7.94 12.51 
4/14/2017 10:33 8.57 11.83 
4/14/2017 10:34 9.26 11.16 
4/14/2017 10:35 10.04 10.42 
4/14/2017 10:36 9.41 11 .05 
4/14/2017 10:37 8.91 11.54 
4/14/2017 10:38 9.01 11.44 
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4/14/2017 10:39 9.27 11 .16 
4/14/2017 10:40 9.83 10.62 
4/14/2017 10:41 9.36 11 .11 
4/14/2017 10:42 8.20 12.28 
4/14/2017 10:43 8.06 12.37 
4/14/2017 10:44 7.92 12.55 
4/14/2017 10:45 8.33 12.08 
4/14/2017 10:46 8.23 12.20 
4/14/2017 10:47 8.02 12.42 
4/14/2017 10:48 8.14 12.29 
4/14/2017 10:49 8.49 11 .93 
4/14/2017 10:50 9.16 11 .25 
4/14/2017 10:51 9.17 11 .26 
4/14/201 7 10:52 9.06 11.40 
4/14/2017 10:53 8.85 11 .60 
4/14/2017 10:54 8.65 11 .80 
4/14/2017 10:55 8.56 11 .89 
4/14/2017 10:56 8.72 11 .72 
4/14/2017 10:57 8.88 11 .57 
4/14/2017 10:58 7.87 12.61 
4/14/2017 10:59 8.24 12.20 
4/14/2017 11 :00 8.51 11 .93 
4/14/2017 11 :01 8.75 11 .67 
4/14/2017 11 :02 8.88 11 .54 
4/14/2017 11 :03 8.93 11 .50 
4/14/2017 11 :04 8.41 12.05 
4/14/2017 11 :05 8.53 11 .92 
4/14/2017 11 :06 8.55 11 .89 
4/14/2017 11 :07 8.28 12.18 
4/14/2017 11 :08 8.51 11 .92 
4/14/2017 11 :09 9.13 11 .29 
4/14/2017 11: 10 8.86 11 .59 
4/14/2017 11: 11 8.11 12.35 
4/14/2017 11 : 12 7.73 12.69 

4/14/2017 11 : 13 8.94 11 .46 
4/14/2017 11 : 14 8.85 11 .57 

4/14/2017 11 : 15 9.12 11.31 
4/14/2017 11 : 16 9.03 11.38 
4/14/2017 11 : 17 9.15 11 .28 
4/14/2017 11 : 18 9.00 11.43 

4/1 4/2017 11 : 19 9.06 11.36 
4/14/2017 11 :20 8.27 12.17 
4/14/2017 11 :21 7.54 12.91 
4/14/2017 11:22 7.44 12.98 
4/14/2017 11 :23 7.69 12.72 
4/14/2017 11 :24 8.29 12.10 
4/14/2017 11 :25 9.11 11 .29 
4/14/2017 11 :26 9.38 11 .04 

4/14/2017 11 :27 9.31 11 .08 
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4/14/2017 11 :28 9.32 11 .13 
4/14/2017 11 :29 8.58 11.86 
4/14/2017 11 :30 8.40 12.03 
4/14/2017 11 :31 7.47 12.97 
4/14/2017 11 :32 7.50 12.90 
4/14/2017 11 :33 8.29 12.12 
4/14/2017 11 :34 8.24 12.17 
4/14/2017 11 :35 9.07 11 .34 
4/14/2017 11 :36 9.31 11 .11 
4/14/2017 11 :37 9.52 10.88 
4/14/2017 11 :38 9.33 11 .10 
4/14/2017 11 :39 9.00 11.43 

Run 2 Average I 8.63 11 .82 I 
4/14/2017 11 :40 10.49 10.20 

4/14/2017 11 :41 f 10.53 10.34 102 C02 Bias 

4/14/2017 11 :42 2.30 1.90 

4/14/2017 11 :431 0.06 0.07 lzero Bias 
4/14/2017 11 :44 9.37 9.34 

4/14/2017 11 :451 10.62 10.40 lspan 

4/14/2017 11 :46 1.50 1.61 

4/14/2017 11 :471 0.04 0.04 IZero 

4/14/2017 11 :48 6.41 9.19 
4/14/2017 11 :49 8.36 12.10 
4/14/2017 11 :50 8.97 11.48 
4/14/2017 11 :51 8.14 12.37 
4/14/2017 11 :52 7.68 12.79 
4/14/2017 11 :53 8.64 11 .81 
4/ 14/2017 11 :54 8.20 12.26 
4/14/2017 11 :55 8.45 11 .98 
4/14/2017 11 :56 8.26 12.21 
4/14/2017 11 :57 8.38 12.06 
4/14/2017 11 :58 8.27 12.15 
4/14/2017 11:59 8.67 11 .78 
4/14/2017 12:00 8.98 11.44 
4/14/2017 12:01 8.92 11.51 

4/ 14/2017 12:02 9.12 11 .31 
4/14/2017 12:03 8.25 12.20 
4/14/2017 12:04 8.19 12.25 

4/14/2017 12:05 7.79 12.66 

4/14/2017 12:06 8.42 11 .99 
4/14/2017 12:07 8.90 11 .54 

4/14/2017 12:08 9.00 11.42 

4/14/2017 12:09 8.38 12.06 

4/14/2017 12:10 8.10 12.33 
4/14/2017 12: 11 8.03 12.39 
4/1 4/2017 12:12 8.78 11 .63 
4/1 4/2017 12:13 8.40 12.05 
4/14/2017 12: 14 8.45 11 .94 
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4/14/2017 12:15 8.87 11 .55 
4/14/2017 12:16 8.12 12.31 
4/14/2017 12:17 8.34 12.08 
4/14/2017 12:18 8.08 12.35 
4/14/2017 12:19 7.78 12.61 
4/14/2017 12:20 9.06 11 .33 
4/14/2017 12:21 8.47 11 .96 
4/14/2017 12:22 8.35 12.06 
4/14/2017 12:23 8.43 11 .97 
4/14/2017 12:24 8.28 12.17 
4/14/2017 12:25 8.23 12.17 
4/14/2017 12:26 8.19 12.23 
4/14/2017 12:27 8.18 12.24 
4/14/2017 12:28 8.06 12.37 
4/14/2017 12:29 8.32 12.08 
4/14/2017 12:30 9.33 11.07 
4/14/2017 12:31 8.98 11.42 
4/14/2017 12:32 8.73 11 .69 
4/14/2017 12:33 8.13 12.30 
4/14/2017 12:34 7.69 12.73 
4/14/2017 12:35 8.40 12.00 
4/14/2017 12:36 8.72 11.68 
4/14/2017 12:37 8.83 11.56 
4/14/2017 12:38 8.31 12.11 
4/14/2017 12:39 8.44 11 .99 
4/14/2017 12:40 8.39 12.01 
4/14/2017 12:41 8.46 11 .94 
4/14/2017 12:42 9.07 11 .31 
4/14/2017 12:43 8.85 11 .55 
4/14/2017 12:44 8.11 12.31 
4/14/2017 12:45 7.89 12.51 
4/14/2017 12:46 7.95 12.43 
4/14/2017 12:47 8.33 12.03 
4/14/2017 12:48 8.87 11.46 
4/14/2017 12:49 9.23 11 .14 
4/14/2017 12:50 8.59 11 .75 
4/14/2017 12:51 9.29 11.05 
4/14/2017 12:52 9.19 11.15 
4/14/2017 12:53 9.28 11 .06 
4/14/2017 12:54 9.50 10.85 
4/14/2017 12:55 8.77 11 .60 
4/14/2017 12:56 8.49 11 .85 
4/14/2017 12:57 8.57 11 .77 
4/14/2017 12:58 8.63 11.70 
4/14/2017 12:59 9.16 11 .15 
4/14/2017 13:00 9.75 10.58 
4/14/2017 13:01 9.61 10.72 
4/14/2017 13:02 10.07 10.25 
4/14/2017 13:03 10.02 10.39 
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4/14/2017 13:04 9.55 10.79 
4/14/2017 13:05 9.16 11.18 
4/14/2017 13:06 9.11 11 .22 
4/14/2017 13:07 8.94 11.40 
4/14/2017 13:08 9.08 11.24 
4/14/2017 13:09 9.46 10.88 
4/14/2017 13:10 8.94 11.40 
4/14/2017 13: 11 8.84 11.50 
4/14/2017 13:12 8.74 11.60 
4/14/2017 13:13 8.21 12.15 
4/14/2017 13:14 8.15 12.20 
4/14/2017 13:15 8.42 11 .90 
4/14/2017 13:16 9.17 11 .15 
4/14/2017 13:1 7 9.45 10.89 
4/14/2017 13:18 9.33 11.01 
4/14/2017 13:19 8.83 11.53 
4/14/2017 13:20 8.84 11.49 
4/14/2017 13:21 8.92 11.43 
4/14/2017 13:22 8.60 11 .76 
4/14/2017 13:23 8.76 11 .57 
4/14/2017 13:24 9.42 10.91 
4/14/2017 13:25 9.36 11 .06 
4/14/2017 13:26 9.22 11 .17 
4/14/2017 13:27 8.35 12.01 
4/14/2017 13:28 8.25 12.10 
4/14/2017 13:29 8.06 12.31 
4/14/2017 13:30 7.58 12.80 
4/14/2017 13:31 7.70 12.66 
4/14/2017 13:32 7.90 12.48 
4/14/2017 13:33 8.32 12.06 
4/14/2017 13:34 8.66 11. 71 
4/14/2017 13:35 9.27 11.10 
4/14/2017 13:36 8.93 11.47 
4/14/2017 13:37 8.81 11 .59 
4/14/2017 13:38 8.83 11.53 
4/14/2017 13:39 8.66 11 .72 
4/14/2017 13:40 9.16 11.21 
4/14/2017 13:41 8.98 11.44 
4/14/2017 13:42 8.83 11.56 
4/14/2017 13:43 8.84 11.57 
4/14/2017 13:44 8.60 11 .80 
4/14/2017 13:45 9.12 11.28 
4/14/2017 13:46 8.96 11.45 
4/14/2017 13:47 8.38 12.02 
4/14/2017 13:48 8.99 11.42 
4/14/2017 13:49 9.05 11 .35 
4/14/2017 13:50 9.19 11 .20 
4/14/2017 13:51 7.96 12.48 
4/14/2017 13:52 8.04 12.38 
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4/14/2017 13:53 8.17 12.20 
4/14/2017 13:54 8.72 11 .65 
4/14/2017 13:55 8.95 11 .44 
4/14/2017 13:56 8.76 11 .63 
4/14/2017 13:57 9.03 11 .32 
4/14/2017 13:58 8.92 11 .48 
4/14/2017 13:59 8.63 11 .77 
4/14/2017 14:00 8.02 12.37 
4/14/2017 14:01 8.19 12.20 
4/14/2017 14:02 8.36 12.03 
Run 3 Average I 8.67 11. 11 I 
4/14/2017 14:03 1.39 1.24 
4/1 4/2017 14:041 0.05 0.06 lzero Bias 
4/14/2017 14:05 8.45 8.59 
4/1 4/2017 14:061 10.57 10.34102 C02 Bias 
4/14/2017 14:07 0.97 1.06 
4/14/2017 14:081 0.04 0.04 IZero 
4/14/2017 14:09 9.19 8.86 
4/1 4/2017 14:101 10.64 10.40 lspan 
4/14/2017 14:11 17.35 16.96 
4/14/2017 14:121 19.13 18.71 IHigh 
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Appendix A.1 .3 Unit 1 Instrument Strip Charts 

R1414999 A-5 v 1 IU1 It ~t 
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Appendix A.1.4 Unit 1 Hydrogen Chloride Data 

R1414999 A-6 



HCL Page \ Of 2 ~ MONTRO~E 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: ___ 7_,__~S--=---..------
LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: ___ 3~- ~'°~·'-"''~),__ ____ _ 
DATE: March 2't 2017 ASSUMED MOISTURE: ___ ---'1=2=.5 ______ _ 
~UN NO: 1-HCL-U1 PITOT TUBE COEFF, Cp: __ ~0=.8~4~------
0PERATOR: Rik Dupont PROBE ID NO/MATERIAL: # Li=l Glass 
METER BOX NO: 18-WCS PROBE LENGTH: 6' 
METER L\H@: 1.850 NOZZLE ID NO/ MATERIAL: __ ~#=5~S=S _____ _ 
METER Yd: 0.995 NOZZLE DIAMETER: ____ ~0~.2~4~2 _____ _ 

9.sTACK AREA, FT2: 38.8 FILTER NO/TYPE: __ ___,._gu=a"'-rtz=-- --------
!fRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: Lo.t:o1__. CFM@ j > in. Hg. 
~L\H= J....o.l_ X L\P: \ "\ POST-TEST LEAK RATE: : l'.oJa:>'t CFM@ ft) in. Hg. 
Probe Condition, pre/post test· c-c,~ PITOT LEAK CHECK - PRE: L,,.....--: POST: ~ 
Silica Gel Expanded, Y/N: CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 
Filter Condition after Test: SAMPLER RD 
Check Weight: c c. SAMPLE CUSTODIAN OW 

Meter L\P L\H Stack Probe Filter Imp. Out 
Point Time Volume, ft3 in. H20 in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 

r· <;rlj-) 2,. ->/, 3/)(.) 6 7 s< I~~' 7., i') -Z..)3 (__ -))-, ~o 
t l 11-1 , r-·~' s 71 ,1n /. - 7-?-) --z_...,-y- l.-') .> )v 
·~ < 5""1 3\o-z. J')2..' 'lR< I ~ I -;~5 2-? J '"'L-5"' , S"u 

~ ?tn -~<..S',<..90-~ • 1.:>:> I -1 I 3) s-- 2- Y-'1 ~') :>-..._ )0 
~ 

., ' o t-' <!. ,.,/ ':1. "A 'l..- Q{A< f, I 7, "3 '\ '--]') '2-"l" L-1 L/ °'I 
E. co~ 3&>'1. <,.Jv,L ... 5 9\f"'l ~°1. </,{A(.. . ~c; \,< ~"$) 2.5"3 '7-y ~ 1....1 er 
'( ~ ILj 5r::i. ~n '2- ~ ,...,- \.3 A~ "5 "'2.-")I c">'-1 UG 
'3 '1 'I "ZS '375 , IS's ,05" I • I )3') '-..:> u '--) I L-1 CJ 
"2. "' ''2..-Z. <.11 . :o,-;5 I • ";)O \ .. t..I ) '35"" z..) 3 '-)J.., \...J "t 
\ 9 2...b ~'Do ,01 t..J ~<=Jo LY 3 3') -z..<) "'\.....,-- ~ q~ ,:: q-SU -.... 9. 2 ;11Ac 

~ oi3S ls<0z...-, ~ca • CC>~ I .~ ~s-> L.;-Lf .,___)- ~ L-1 er 
lf ci .<,er 3~5. 405 »l ..,... /.,,' "2, '3.> {.-))__ L.....,-~ ;-,U 

~ °11-/~ ?:.<iS/ ,91 ~ . \D.., i1 ~ -~>3i {_ 5'-1 '7..-SS- 50 
·z. "1LJ7 ~,o ) 7 ~ ~-.; 1 .. "" 5 3 'f -z.. -,-:i. L-5/ 50 
I 1 .n ~9 3. 7,o I ,~3 t·w ..-,, 3 '1 <-.,-1 <. ")J- 'lU 

AveraQe:E '155 ~.0z..-f 

Comments: l ' 9 fr- <..J"r f1 q L{ _) 

Imp. #Contents Post-Test- Pre-Test= Difference 

_1_ 0.1NH2S0493~~\S {;_Cr(; b 

_2_ 0 .1N H2S04 222._~ }'L&- · 7 

_3_ Empty__66S:3 {V> o 

_4_ Silica Ge1---5rfi l/ S&-3 7 

Line rinse_ 50 ____ _ 

Total: ____ ------- ___ _ 

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. Hi:i. % in. H20 

I< '-? 2 .'"'1 
7-r 11- ~ 
/':) 71_ ~ 
IT (2.. ~ 
7) 77-- ~ 

)c;- I~ 3 ,.., 17 \ 
7-::-- f) 'Z 

/) .... ~ _3 
1< IL 3 

-u. .. ., 13 ~ 
I~ -, ~ ~ 
/l '7~ :z 
/7 1'-1 ~ 
77 IL/ -~ 

Data sheet HCL 

' (;::> 

~ 
~ 
~ 



CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: March 27. 2017 
~UN NO: 1-HCL-U1 
l>PERATOR: Rik Dupont 
METER BOX NO: 18-WCS 
METER AH@: 1.850 
METER Yd: 0.995 
tiTACK AREA, FT2~: -~3~8.~8 ___ _ 
t RAVERSE POINTS, MIN/POINT: 4x30 
6H=~XAP: 
Probe Condition, pre/post test: ____ _ 
Silica Gel Expanded, Y/N: _____ _ 
Filter Condition after Test: _____ _ 
Check Weight: _________ _ 

Meter AP 
Point Time Volume, ft3 in. H20 

5 IOO< 3"\(.:. ,b"Z..5 \ ~ I 
!..( 1001 ;,q ~ ·4 '2.J \, 0 
5 t0\.3 q., I , q '2.'-1 \ , 0 
l \ Of/ i..1ot.\. °l.2. I \· 0 

i I 101. 1 ll ~ -. q;< .1 ') . e 102...?" L..\\O I ~")/" 

" 5 \c3o l..-1 i C' • :> > 5'" IU 
'1 I 0.3--1 L\ \ L\ ,O<;t:'Lj I ' <{ 

"" 
\ <"?3~ L\\l·~') \. " 

1 lo'-1'2.. \..-f'l..1 ,1t.J4 , .o 
I lvLfl.:. L-\.2. Y, I c:.Y \ ,Q 

? lo )"\) L/). 7 11.:iY 
£ I\'./'.)> '-·1?--I · I le Ci I ., I 
q \oa or I\ t,O • 31--Z, 1,. I 
~ \(03 L\3~-4$ L l.). 

I.. I {o7 Ll ·~c,,.os .3 I o I 

' ! I I I t.139 • .53"'! I .. \ 
~verage: 6 \ \ t f l.\ L-\.3.,'1 l "\' 

Comments: \ ~ q 2... Q. \0 L3 

HCL Page ')__ Of L 
~ MON I ROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: _________ _ Imp. # Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: _________ _ 
ASSUMED MOISTURE: ________ 12=·=.5 ______ _ 0 .1N H2S04 
PITOT TUBE COEFF, Cp: __ ~0~.8~4 ______ _ 
PROBE ID NO/MATERIAL: # Glass _2_ 0 .1N H2S04 
PROBE LENGTH: ~ 

NOZZLE ID NO/ MATERIAL: __ -'-'-#"""5_S=-S=------- _3_ Empty __ ------
NOZZLE DIAMETER: ____ ~0~.2~4=2 _____ _ 
FILTER NO/lYPE: __ -'q,...u=a"'"rtz=---------- _ 4_ Silica Gel_ ------- ___ _ 
PRE-TEST LEAK RATE:: CFM@ in. Hg. 
POST-TEST LEAK RATE:: CFM@ in. Hg. 
PITOT LEAK CHECK - PRE: POST: __ _ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW Line rinse_ 50 ____ _ 

SAMPLER RD 
SAMPLE CUSTODIAN OW Total: ____ ------ ---

AH Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Ho. % in. H20 

'1 .• I ~3b t<l... 'l.. > '\ "50 15< , ..,- ~ 
\· 9 3-Z.b '{_-}2, -z. _) ~ .,c.) )<is 7" s 
1·9 7>37 c")) "L-r'-( :ro /"1, I) "5" 
) . '1 3.3"/ 1...)J- '(__, ")') ')<.) /er; -, 'S"' 5" 
Io L\ '3Y7 'C....rl '7...-)J-- 'JU 'I 5"; -, 5"' ) 

·-i~1 '::( 3°% '-~ ~ :5 3 --> r 1<0 7~ I 
-z. • -, ~ ~~ "L5V -C... T ( --<I )~ 15 7 

:) , "<!• ""2, ~ 'i1 L....,....-3 .,__ :> .)_ ".) I 7~ I> ~ 
I 'c 3.34' '?.-~( '- .,- 3 "r l /<)i' ...... , Y" 
\ ' (~ ...,,,~ 7..5'-f L...>J <J-- I ii 11" ~ 

'2 ~ I ~3Gi 2.0.)..., 7 1 I 5).. '-, <;< -, ,b f,.; 
'"2_ .. I 33£: '·") I "'t..) ~ "\- ).._ !Ci >b ~ 
'-· ~ 33 '7. S-3 "1.....)\ '\)._ /q 7(; L:? 

'Z-- ' \ 33 'f '1.-.J) rt)..)... ) .:L -so ll 0 
z. I I 3 3 '1 '(_ ')'L.{ 7...")- 3 )d-- ~() /1 ( /) 

Data sheet HCL 
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HCL __ Page ) Of 1__ ~ M ON'I ROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERA TURE: ____ l_J _____ _ 
LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: ___ 3 .... 0""· ~· .._\ +1------
DATE: March 2'1>. 2017 ASSUMED MOISTURE: ___ ~1=2=.5 ______ _ 

. RUN NO: 2-HCL-U1 PITOT TUBE COEFF, Cp:_~~0~.8~4 ______ _ 
i OPERATOR: Rik Dupont PROBE ID NO/MATERIAL: 4J # Z. Glass 

METER BOX NO: 18-WCS PROBE LENGTH: 6' 
METER ~H@: 1.850 NOZZLE ID NO/ MATERIAL: __ """#_,.5--:;S=S _____ _ 

.. METER Yd: 0.995 NOZZLE DIAMETER: _____ 0~.2~4=2~------
. STACK AREA, FT2: 38.8 FILTER NO/TYPE: __ ~au~a~rt=z ________ _ 

{ TRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: ?ti.C?o,5""CFM@ I H in. Hg. 
~ ~H=.hl,_X~P: ~ · / POST-TESTLEAKRATE::L-o.oo") CFM@ 4 in . Hg. 
t Probe Condition, pre/post te~st: ~ ~~(UY'.....re/ PITOT LEAK CHECK - PRE: 1 ~ POST: 

Silica Gel Expanded, Y/N: _____ J/ CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 
Filter Condition after Test: ~ - ./ SAMPLER __ _,_R=D'------
Check Weight: /jct-9 ~ l c[C( L SAMPLE CUSTODIAN OW 

l 
Meter ~p ~H Stack Probe Filter Imp. Out 

Point Time Volume, ft3 in. H20 in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 
,.... \ '"2.o ~ 4y4 , \00 ' ~.,- '. lo '°2>1.\.'L 1..5~ 'L)<.l y g 
/ 

'1 l 'lDl t\ 4-L 1\0 . l:) 1 • '""' '7,/..i L.. (. :s-3 '- ·r"? Lj 'X' 
~ \L.1 I '1"1<'.1 ,l lo" I (., 5" '. 2 7.,Yl.. '?.:) I "'L:rS- L\ ~ 

?._ l ~l ')" 1.-/5) ... . '1..)3 • 'A 0 1.s ?., '-l 1- "L) 'f <-)-I y '8 
I \',}-\"\ tf 5 L\,<\53 ~ "D') \ .,b ')'-'{/ --L)-) 7_ "!"" '-( L{ 'i! 

t:: \ )._'), 3 4 >7 ,'61'7<' 
, 

5 .. "1.,'2. "3 L.\5l.<7>"1CZS' I 'Eb l. <;.? ~i...\{ 1.. ::> I ?... '-\ q '-\S 
LI 1-Z.~1.... \..\ ~o • 17 2- ·~D \,I -., L.\ 1 l .,-'\ '-1"' .:t. <-\ <;<, 

t 
~ \?.~(,.,. ~ 1 i.>3,~ 3 ,/0 I • s-' )'-{ ~ '"'- :::>> 1.... s-s.. \....\ 'D 

"Z. 11-\..\0 l\ ~{p.\..\c;,O • ""5 5" I"' I )Y~ 'l ") 1 ..,_,....., \....\'3 
l I "l--l\'1' 4 GS.01\ 5"" MG.:.O I· 5 )'-\~ 1....')U 'l.:1""t....( ''{ '5' 
r I .}. l.'(71' 1-fl\,L\~I 
5 n.:n l.-\"ll .i.-{57 . <?.-:5' I , "IS <, 4 <- 'L ')} l 5 ~ Lf 9 
Lt \( ) / \.f1<..\,t1 '1 I ' f / \. 5 '")'-( '5 'Ly (, 'l. 5 I yq 
7, I f)o \ \.\Ii , )...oC,, 11.:>_S \ . '-\ )t..(3 'l.. .,..... , '"L) '-1 L(q 

(...... l,O) V\ \o,,,q1 \ •73 \. S -:'.>'-"! 3' <...<;"l-- -i-~ I Y'i 
\ l)o"[ \..\'P,;-,3c., '77, I• 5' )'-1) 2..5" _) (_)(_) L..{ S' 

Averaoe:t:" 13\~ U..~) •:5°'0 I 

Comments : ?.;\ f v..( b-r Ii} \ 2- 2... '3 

Imp.# Contents Post-Test - Pre-Test= Difference 

0 .1N H2S04 <J<j<jd(<-/C ·) 

_2_ 0 .1 N H2S04 ?ifi.Y ] 1 I. I 

_3_ Empty_5~f:S°' S- l1 ') . > ---
- 4_ Silica Gel_ 9-_<g() , 6 '] ' 2 8 ---

Line rinse_ 50 ____ _ 

Total: ____ ------ ---

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. Ho .. % in. H20 

31 15 "':L 5 
'31 ~ l. s 
~9s 9, l.. .3 
<;s '7< <;) 7... .> 
'3 en' "f5' 'L- -> 

~ '8 ~ 5 
45 "Q S.3 5" 

:'.s"~ 5>'1 L/ 
'6?> ~\..j !:-/ 
81) -BC..1 L--J 

?)/ '5S"S' _) 

~7 xs- Lf 
'7sl - '35" Lf 
~~ 5'') V( 

~(o s.) IJj 
I 

Data sheet HCL 
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HCL Page Of 
i/''1 MON I ROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: Imp. #Contents Post-Test - Pre-Test = Difference 
LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: 
DATE: March 27. 2017 ASSUMED MOISTURE: 12.5 _1_ 0 .1N H2S04 
RUN NO: 2-HCL-U1 

~ · oPERATOR: Rik Dupont 
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: # Glass _2_ 0.1N H2S04 

t METER BOX NO: 18-WCS PROBE LENGTH: 6' 
METER AH@: 1.850 NOZZLE ID NO/ MATERIAL: #5 SS _3_ Empty __ 
METER Yd: 0.995 NOZZLE DIAMETER: 0.242 
STACK AREA, FT2,_: --=38,,,.,..><-8 ___ _ FILTER NO/TYPE: guartz _4_ Silica Gel -

" . TRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: CFM@ in. Hg. 
.6H=~X.6P: POST-TEST LEAK RATE: : CFM@ in. Hg. 
Probe Condition, pre/post test:. ____ _ PITOT LEAK CHECK - PRE: POST: 
Silica Gel Expanded, Y/N: _____ _ CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow - Line rinse - 50 -
Filter Condition after Test: _____ _ SAMPLER RD 
Check Weight: _________ _ SAMPLE CUSTODIAN ow Total: 

Meter AP AH Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
Point Time Volume, ft3 in. H20 in. H20 Temo, °F Temo, °F Temo, °F Temp, °F In Out in. Ho. % in. H20 

5 \ '?:,\ 'B \.\,"OS' 5o \ I , <../ ?,_.Cj '34 s- 'L,,"5 J l- ....,- I '5"0 31 fl<)' 7 
Lf \.3 22.. I..\ '39.Lj 11 J • ..., '2- ' '1 ~'-P -z... 5' I l.y-1 <D ~;;;' 5'.5 7 
3 I :2;2.L ~~ 3,33Co ) ,u ? , \ ~y '\' 4...)5 '1....5' 3 yo ~q "D"k. L1 
z 1330 i.t9.b < L\ l"l , ,o z. .. 1 '3<...fS c -<\.../ 'L.) I S-\ .::ra 'D''=> ~ 
I I 33'-f \.\qq ,(,.,2....3 •CJ f I -9 /)l..i'} l..-'.) l 'L;-5 ')/ '\ J 'tl ) vJ 
e... \ 33~ "'....,A ~' ,J ~c;;. I I 

• 5 \ 3 i1 3 50)-.. U,.,<f;. \ g ( _]•I ~LlS 1...5/ 'L. )') .::>1 "\ \ ~I <.;" 

lf \31..-\( <GS' ,q 3 'B' I I ')...,~ ~'-!. s- "'L~lo '?...){,., s- I ~'- -o<g; ")' 

2-> I '2, 5l <>o9 .).. I I \ . I L.. 2.. ~Li') L-)- / <.... ;-1.1 ')).. °i .,, ~s < 
z. I -;5,5" ')\ 'l.,<-1 l l I· I 'L ... L '""'>Y ) (. ).) -c_y) c;-J- 4L/ ~~ ) 

I I I 3.>·q 5' I :)114~ I . i 'Z.. ... )..__ ~'-i >' (...,5"~ C..5<;< ) )- q u -0 '-'} s-
c2... \t...\o < "'\C\, O \ ~ 

. s 140~ 5 \ q ,o\ <b \ . ( '2- .. ? 3 4 ")" l.."" 1 l :') ~ )).... q~ '1D '-5"' 
l../ ll.-\1 7 $ i.:z.., ·z._9, I I ' 'D '2. I <-> 3'-\ 5' <.. ~t.\ e. >I 5"2.. '15' qo '5" 
~ I\.,\ I \o 5) .. ~ . $"\.\~ \ 0 'L, 0 7>'-15 ""L-r 3 '-- '\...) ) 1 qJ q () J 
l \L..\ 1.o 'S'L~ . h~l. 0 '1 ") \ ' CJ )4-~ -z. ") 0 L. y '-\ ) J ')LP qo ') 

I \L.( <....Lf s~ \.ll\t 1Q <) I ,q ~\..\ -< -z.. ') :).- L... ) ) .> 1 qlp qo '--1 
~ Average: " ~ I l...\ i.-n 5 ;)1-1 . 1>4 'i 

Comments: ).__ iO ===============;;;;;~===~ 
Data sheet HCL 
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CLIENT: Desert View Power 

~
OCATION: Unit 1 Stack Breachini:i 
ATE: March 27. 2017 
UN NO: 3-HCL-U1 
PERATOR: Rik Dupont 

METER BOX NO: 18-WCS 
METER 6H@: 1.850 

TACKAREA, FT2~: __ 3=8~.8~---
RAVERSE POINTS, MIN/POINT: 4x30 I
ETER Yd: 0.995 

H=...l.Q_X6P: 
Probe Condition, pre/post test: C, 
Silica Gel Expanded, Y/N:-"'-~--___,.'-
Filter Condition after Test:._,,..'----..<-::~~~ 
Check Weight:_~-°'-' ~co-· _1 _~~-~ 

Meter 6P 
Point Time Volume, ft3 in. H20 

5 \\.\ c:;O <; ?/.p , ~o0 .~o 

'i I'-\ 5"'-J 53qJ_3'?\ .-70 
~ \ '-\5q SL-\ I .~<1 < (ID 

I 1 1f3 0.).. 'S l-)v\ • \,..t,.J :l r/'D 

I I \ J'"O(o .:>Ul ).c,.,<. .. !~ 

• e. \ <)\ 0 s'1 C\ ,"f 45 Z.. - 5' 1<1 I 5\.-\q,"i).. • 'O 5 
~ 11 ~,5 $<;~ .'Oii .. 1~ 

"?. J ::5'\t\ SS.{' ,5,;i..j , 7 ') 
. 1. J'S").~ 554;.1..;< I 5'r" 

\ I Y.l.l 5'CO- ·1f '4 , '>) 
l e. I :1'3 \ 5c....~. n~ 
I 5 \ 5"3 "2._ 5(? ~' 11 "" ' 'i5 :> 

l1 \ 5 31.::> ~1d~ I~~ •lo 
s \5"\.\V t::,f,,,9. , I Co CJ ,{() 

1. \ "S"\..l(.j C:."Jl,t-IDJ ,Cf/:) 

I \ l <;4 5' 5l(-f,1_l,q ,@ 

fi,verage: t? 1 ) 5J... 517,,i),) . 
Comments: 

HCL . ____ Page \ Of ;).__ 
~ MONl ROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: 0 _3 
BAROMETRIC PRESSURE: __ p~-' ~\+/------
ASSUMED MOISTURE: ___ ~12=·~5 ______ _ 
PITOT TUBE COEFF, Cp: __ ___,0""'.8._,4'---------
PROBE ID NO/MATERIAL: #H,:7 Glass 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: __ -=#=-5_S=-S=-------
NOZZLE DIAMETER: ____ -'0=.2~4=2 _____ _ 
FILTER NO/TYPE: ___ g=u=a~rtz~----..,,,.-----
PRE-TEST LEAK RATE:: lo,po:> CFM@ J 5 in. Hg. 
POST-TEST LEAK RATE:: 1-o.a.n CFM@ IU in. Hg. 
PITOT LEAK CHECK - PRE: L-- POST: __ _ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 

SAMPLER RD 
SAMPLE CUSTODIAN OW 

6H Stack Probe Filter Imp. Out 
in. H20 Temo. °F Temo, °F Temo, °F Temp, °F 
J. ,b ~L\ '1 '2- ~ '2, Zs'-{ ?O 

1-L ') \.\ q '"t? I (._ ') ~ L\ 3 
\ ..... 1>\..\ Gf (_~~ '(_ '\ . ~ L\7 
I . !..'.~ '?>"4'1 --LS 2. l.. <l L..\) 
1 <"'"' . '\ '1"-iCI 'L-5"" \ '7 ~J UI 

\.I ~\..\C 'L s-J.... -z._~ ~ ~I 
f, ,<; ~4t '1.-<\f ? -rL/ L.i( 

l· f )4c 'L-'),l {_")( \....,\ 7 
I. I '°3U <: ?,_,5~ -Z...j)._ \..,( '8 
I• J ~ \.{ c, "'L.)1... 1..-.) <. 'Y g' 

f •• 7 -i,ya- '1.. '.I I L. ::)'-! \1 '6 
I . l- °'>'-1" L..)(o 'Li? \..j ct 
\ I..( 3L-f (7 '1-.> -,)._ -Z...) '?. y <\ 
I , c.; 7, yq "2,...y-f 'l-"J I L{ ~ 
I . (a )L-\ '1 '- )'" < '"l .)~1 4 '1 

~ 

Imp. #Contents Post-Test- Pre-Test= Difference 

_1_ 0.1NH2S045f970 376. lf __ 

_2_ 0.1NH2S04~ 0/!,Sd __ _ 

_3_ Empty__f{t6Z hf3iJ __ 

_4_ SilicaGel~,g 9C~V __ _ 

Line rinse_ 50 ____ _ 

Total: ____ ------- ___ _ 

Meter Temp, °F Vacuum 02 Pstatic 
In Out in. Hi:i. % in. H20 

Cj (..., ""t-l s 
q1 9'{ L-( 

q7 Of s- 4 
qg- q~ L{ 

" 5> "I~ L( 

a <i, '1 s- '-'1 
C\ 3 Cf<; y 
9 '\ a -; 1..-( 

~"\ C) b Lf 
9'1 1-b Lf 

I 

Lf 'i 9!a l-f 
gq QL, i...r 
<\ '1 q { . ., y 
qc; q~ tA 
9ct '1(.., L:../ 

-~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~-
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 

(

. ATE: March 27. 2017 
UN NO: 3-HCL-U1 
PERATOR: Rik Dupont 

METER BOX NO: 18-WCS 
METER 6H@: 1.850 
METER Yd: 0.995 
JTACK AREA, FT2~: -~3~8.~8 ___ _ 

IRAVERSE POINTS, MIN/POINT: 4x30 
H= '.2.. a X 6P: 

~robe Condition , pre/post test: ____ _ 
Silica Gel Expanded, YIN: _____ _ 
Filter Condition after Test: _____ _ 
Check Weight: _________ _ 

Meter 6P 
Point Time Volume, ft3 in. H20 

' 15')~ '.51/ . , 3"J I ,o 
l-\ '5''51 5'5o ,J. ._-.2... l.10 

~ I bo\ 5J} >. 'SC,'D 1. 0 

' 't., \\noS- 59:l,.., u7t..., I . O 
i I I !.n~Y:? S" 'lPl • {,r, f 51..'1 . e... I c ~I -z, 5'"Gf?, • 5" 5ll . 
l ) It<? \y 5'\:::V'\S4 i" I 

y \G\"b :>cr:>r1CJq \ 0 \ 

~ \L,:;l..2 '5"""19·0 .,,-; \ .,\ 
7 \\,,)., ~ (oo) ,)..<y I 1., I 

t I \(p30 (oo5 • .:>~b I o I 
i /? I lP 7..\..\ (oa'p . l"i! ~ 

J ,.. IV35' !oOCD, /$.;t 1.4 
<../ I(,:, 3 <:y r,.,\ )_ • L.\ ln<i< \ 1 4 
~ \1g \..\ 3 <O l\.o.161 f , O 

7 \\p\..\I (n\q A.II 1.0 
I l \ L?5 \ lp:l_). ~1) 7 ·9u 
tweraoe:<L. ll..o?5 lP2)· ')).. < . 

HCL Page 2._ Of 2._ 
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~ I I I 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: _________ _ Imp.# Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: _________ _ 
ASSUMED MOISTURE: ___ ~12=.5~------ 0.1N H2S04 
PITOT TUBE COEFF, Cp: ___ 0=·=-84"--------
PROBE ID NO/MATERIAL: # Glass _2_ 0.1 N H2S04 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: __ """"#~5~SS"'------- _3_ Empty __ ------
NOZZLE DIAMETER: ____ ~0~.2~4=2 _____ _ 
FILTER NOfTYPE: ___ g=u=a"-"rtz=---------- _ 4_ Silica Gel __________ _ 
PRE-TEST LEAK RATE:: CFM@ in. Hg. 
POST-TEST LEAK RATE:: CFM@ in . Hg. 
PITOT LEAK CHECK - PRE: POST: __ _ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW Line rinse_ 50 ____ _ 

SAMPLER RD 
SAMPLE CUSTODIAN OW Total: __________ _ 

6H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Ho. % in. H20 

.2 .1) ';2, yq '2-5 5 .. l ')I l-j Cj qq q (,., l-/ 
Z.6 ;,u, q .. LS-I 'L)) L\ c,\ Cf 'I' qt,., L/ 
1....o 34c( "Z.5) 7 .. '5' 3 50 ID::.> qc..., L 

"-·D :5Y '1 25.)., --z ~ I 50 ID<.) Cf L... <... 

1.1 ~L{Cj '2...:) ~ <. ) "'l_ y() \b\ °' to 
L... 

J .. '.). '<. \..\ q L.)/ '?...) )....._ c;-o I DD °' (_ G 
Ao 2. 31.\ "I '1_ 5'<f) z. )-(._, ~( ,, .. ,.,. '1L <:; 

l... L '7,~~ 1......7.;i_ 7_."1-'.f )/ foC> °IL ..;-
"2 • 2.. -'3Lt'=\ -Z..5) 1-.,-.;L ,-~ lo<..> Cf lo ) 

1, L.. SL\9 1..J:-3 <...:ru -<:' "\ I rir) <t~ ) 

;;l... 55 "3 4°1 Lr .l l.. J ') ~.)...__ IO<'~ '1 ( ..... n-
·;i. ~~ 5Y~ z ')\.{ z. J ( 5~ Joo 9G ' ').,O ~4 '1 "Ly> 

'1.. ~ ' 
-;;-- 2. /00 \C:, ) 

?.. 0 ~4 9 <-:> 3 '1..... °) .)._ .,-3 100 9(:, ~ 
\ ,..<;< \y °' ~::).1_ '1.. ...,-\.. I :r"l.., lou aL s 

i 
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 4 - 14 - 2017 

I RUN NO: 1-PM Unit 1 
OPERATOR: Patrick Whitman 
METER BOX N0:-'-17._-W"'-'-"'C=S _____ _ 
METER 6H@: _ __,_1 =·5=59"---------
METER Yd: 0.987 
STACK AREA, FT2.._: __ 3=8=.8~--
TRAVERSE POINTS, MIN/POINT: 4x30 

I t.H= Xt.P: 
Probe Cond1t1on, pre/post test:--'v'-?c_-=---
Silica Gel Expanded, YIN : 11...., 

Filter Condition after Test: v 
Check Weight: Lr ...., 5 . a I ) --t.>-> 

/. G 1 .. f 7r f. $'<l 

Meter 6P 
Point Time Volume, ft3 in. H20 

5 7:J "1 ~/>.)?a I ,1 
4 7 11 ~ /S- . l..(v/ c • (5";2 

1 111 '6~1 . /5'-( ."77 
/l. "7l1 '?1. 3 . 7C,G .?~ 

I 7:;5 <6-~l :a'?' ' 6c.r 
e "3..B. ct 'K2~ . 7) I 
) 7'31 E;J.(f- ? f { .~? I 

I <f 73~ g}/, "J{,'7' .z7 
7 7"J'1 "l)'-f .6S1.. J 7t-( 

< 7'-13 in . :t.<"1 '1 .. '-f7 
I 7117 09. L/'7'i ~ 51.. 

' I 
f 75 1 'lfl{ ( . t 1--< 
? 7'2 "it'-ft. C3'-< • ~ j, 
~ 1 71 c. 3'1'1 . '5 'j;J ~ g> 
'9 ~'.) Stt?. L./t > ,~o 
-t... '(,O'-f ~}J, f)..C, 6 • 'fj'{ 
I ~r.>g S-53 . I ~ :1-. p7 "7 

t 
Averagef <{.; 1 ·i. g-){; ,r;, { 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: ·22 ~ { Imp. # Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: "l... \.<j "i 

ASSUMED MOISTURE: 13% _ 1_ Dl-H20_g;/· ( { L(l •( 

PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: #27 Glass _2_ Dl-H20 _ 12..'--> ]1 6. 7. 

PROBE LENGTH: 6' Y# P0v 
NOZZLE ID NO/ MATERIAL: # 151 SS _3_ Empty__ · 3 5-;> I 
NOZZLE DIAMETER: 0.242 

t::])~ > FILTER NO/TYPE: 83-3138 _4_ Silica Gel _ C]7¥-r 
PRE-TEST LEAK RATE: : ('. o . .,.., 1 CFM@ 75' in. Hg. 
POST-TEST LEAK RATE: : ( J 111 CFM@ ) 1 ~Hg. 
PITOT LEAK CHECK - PRE: / POST: 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow 

SAMPLER PW 
SAMPLE CUSTODIAN ow Total: 

6H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
in . H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Hg. % in. H20 
LI )l-{O 15":J !2. s' I 51.. t o C l ')' + . 54 
f , '-{ 7 '-/Q '1.f'y tJ. 's'"i :;-9 C't 6~ ':f " 
I• 5 °J'-ft.f '15 2. /).D 4'g 6.t Cf '1'' 

I "J. '3L/) !lS ""3 1.57 Vt er {;'( if/' 

f . / ""3'-l'f J..)' ~>-;)... <-() ~ 8" C5 <{" 

/ .7 -~C/'-f PS'< in 'f C ti Cl 5 ~/ 

/ . f :t '-! r 2 rt '2 r~ 47 7'2.. CI Y '' 

1·3 J&-fC 1.~!l :1D "'17 7J G "7 ) " 

,C'J.. ?"17 ?s1 '.J52. '79 7'1 ~6 'f v 

• c, I '"3"17 7~'/ :J.> I "):;;> 7'1 (5 ¥ /'I 

/ .) '3((7 -:2.S"> '1. <;;2. 5r 74 {.,C., s ~ 

f.) 'Jt7r '2 s-a. -;zq <;I 7[ (.q ) ,, 
f . '1 "J</ 7 ?<:.'2.. ~ 5".S 5' I 7l ..., '? (',, 

/ . ~ '),L/J '.2. S" '1 l/,{ ~ >1 ·7 (. 7 )_ <:-' ' .. , 
I . '-t )'IX ~() ;,.;4 S" ".( '7"1 7J Y' ' 

t Comments : ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~-• I 
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 4 - 14 - 2017 

I RUN NO: 1-PM Unit 1 
OPERATOR: Patrick Whitman 
METER BOX N0:..:..17,_-~W:...:::C=S'------
METER AH@:_-'"1'"".5""'59=---------
METER Yd: 0.987 
STACK AREA, FT2.:....: _ ____,3=8=.8'----

~ , TRAVERSE POINTS, MIN/POINT: 4x30 
? AH= X AP: 
• Probe Condition, pre/post test: ____ _ 

• Silica Gel Expanded, YIN: _____ _ 
Filter Condition after Test: _____ _ 
Check Weight: _________ _ 

l-~ 
Meter AP 

Point Time Volume, ft3 in. H20 
<;" b/'3 tf5C.o:i I • lf $' 
ll St? g59,/t1~; '~ r t;'). ( <?G :2 .017 -· ~{ 
1.. ~:i) t>Cf. ·J1 '-I , '71 
t 32.q ~(;7, 's'l 1 ,'/? 

e: <;.1'5 '670 l5"'J 
> &>'1 g70 c:'5"J -~ 9 
(t S)~ ~3- 'OIJ... f . J 
'J f><t'l xn.r71 / ,0 
'Z S"rt rs1:1 ~r:t . ,, ? 

I 8'~0 S<;;>.1~~ ¢,c 

e :>s·~ $:5( <)L{-h 

) 355 02c. -s•1r, f . I 
'1 ~5'°t gcg7.7 5 5 /.I 
7 q~? ~q3,9"t.:-{ I 86 
-t 'to7 ~f'- <f7J 1.0 
I <!flt <S1CJ' 11 g • C; c 

Averaaef Cf t) <:( :n, . -;..:Y' 

WET CHEMICAL SAMPLING SYSTEM DATA ANO WORKSHEET 

AMBIENT TEMPERATURE: -'?TE Imp. #Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: 
ASSUMED MOISTURE: 13% _1_ Dl-H20 -
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: #27 Glass _2_ Dl-H20 -
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: # 151 SS _3_ Empty __ 
NOZZLE DIAMETER: 0.242 
FILTER NOfTYPE: 83-3138 _4_ Silica Gel -
PRE-TEST LEAK RATE:: LD . .::,0 1 CFM@ / ') in. Hg. 
POST-TEST LEAK RATE:: ( 'J ?"? 7 CFM@ f !) ~g. 
PITOT LEAK CHECK - PRE: ;::?' POST: __ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 

SAMPLER PW 
SAMPLE CUSTODIAN DW Total: 

AH Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
in. H20 Temp, °F Temo, °F Temp, °F Temp, °F In Out in . Ha. % in. H20 

1-1 ~"iy ~'ii ';<5) n 77 73 -;)'' 1--5'1 
/ . ) ~fer~ .'fi~( I :;l.) I ) f (&' /<; ) II 

t. ( "JC(~ :1.5-J -;).);,i )'..{ 79 '7l ) ' 
( . -( ~t.tC; ~.)') ~)( ~2 -;c; 77 :!'" 
I, "3 -J ~ <"t Q)'J ~)'5 f 2 ~"J -11 1.f,, 

/. <; "ff? -;,()Q. 'J. ) Ci '5"':2 7~ ·7) 5"' 
~_<] "'f'fO ::<s .. 1 ~51 5-:z _., 7 

'7 '-/ 6 '' 
I · g -:f<;•;J -;l,~Cf :;2. )1!1 <;"'' --n 7Y 5 '' 
/, 8 "'5 £10 ~5"1 ?S5 f7 "IC 7C f"" 
J. ~ -'j'/C/ J!.6"'3 ')..52... 5' 7C: 7 (1 )'' 

~/J 5'f<g IJ.. )''I ~~/ <~ 1r:: 7'1 (;" 
Q. . ') 'J"i~ ~ S'J ~)~ 5'"] 77 7•t <5 ,, 

/.5 '7'-19 ~)') ").J'l( )7 77 7'( >"' 
J, s J).? /J.5'").. 2.'f< ~"( IS I~ r,, 
;.7 "'3S" J as- I !25''1' ~ / [r- 7~ S" 

! Comments: ______________________ ______ ____________________________ ~ 
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 4 - 14 - 2017 
RUN NO: 2-PM Unit 1 

I OPERATOR: Patrick Whitman 
METER BOX N0:-'-"'17'---W"'-'-=C-=S _____ _ 
METER AH@: _ _,_1=.5=59=--------
METER Yd: 0.987 
STACK AREA, FT2~: -~3=8~.8~--
TRAVERSE POINTS, MIN/POINT: 4x30 
AH= J:..1.:l_X AP: 

' 

Probe Condition, pre/post test: o J,.,, 
Silica Gel Expanded, Y/N:_---=!&'"""v~---
Filter Condition after Test: o k.. 
Check Weight: lt ?J ~ . ~ I > -v .) 

/ .?7 
Meter AP 

Point Time Volume, ft3 in. H20 
5 l?fJ~ ~"OIJ...5'00 ..,qo 
~ 137 '"'()f, l/fl • r /-J.. 
'3 '/'-/ I '- ~Off 1'T ~ • "7 ') 
-z. 'I 'f 5 er 11. 11 r.:z. . J O 
J 9'-/ 9 °l!lf .l~C , '7 ·:Z. 
e Gf 55 <11C <"1:) 

! c; qs«; Cf/{,():J 1 f 
' ~ ~>1 c::r1cr.na. •. '55 

' l 1oa 5 C,')..J.. . b '(S< ,,(0 
r'I_ ;otY/ G/;l.). 5'7) < lf7 
I Io I I 127 .7t:.t ,, )'2 

e._ /Qif c:r;:J ·i c ( 
I l > /0/(, qy:?.-~C.7 ,<-1 ::z 

'1 Jo:i.. "'J <!1 n c. t.( ?-. .C!f7 .. 
) /~1'-1 {:J 7. v) 1 . xl l 

I~ "/... /')~<;, o.r:n.9ot..t ~ B S' 

1 ID'.)Q... 91..f'i. 7/..'7 ... 7 ~ 
AveraQe( f~ 3 C t:.(1..f~, C'-tlf 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: eo-J (' 
-~~-------BAROMETRIC PRESSURE: _________ _ 

ASSUMED MOISTURE: ___ ---'-'13"-'o/c~o -------
PITOT TUBE COEFF, Cp: ___ 0~·~84~------
PROBE ID NO/MATERIAL: #26 Glass 
PROBE LENGTH: 6 ' 
NOZZLE ID NO/ MATERIAL: # 116 SS 
NOZZLE DIAMETER: ____ ~0=.2~4=2 _____ _ 
FILTER NO/TYPE: 83-3139 
PRE-TEST LEAK R_A_T_E_: :-t~1.~fXJ~1 _C_F_M_@--:-/ <f-r---i-n.-H-g-. -

POST-TEST LEAK RATE:: t.'J. 1 ? 1 CF~@ 1'1, _in/ HQ. 
PITOT LEAK CHECK - PRE: i/ POST:_ V __ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 

SAMPLER PW 
SAMPLE CUSTODIAN OW 

AH Stack Probe Filter Imp. Out 
in. H20 Temp, °F Temo, °F Temo, °F Temp, °F 
1. (, "]L('J Q.<)( 1..S7) C/7 

J, 7 ~~1'Lf ~·<5'< ~N t.{C-' 
f, L( °'3'-1 c 4S°3 -1.S', 'it: 
I. ·1 3c(C( 1->'~ ;2 )Ir' ~1-1 

f .> --.s ~ -:) "l.){ 1- ~ l <.,,I/ 

/ ., "i "3'10 bf.~·"':< -;z f'2 ¥7 
, , 5 -:>/-{ 1 '1~7 1, ~ I "f ~ 

/ ,( '3 "'3 't {2.fo/ ~S) 4[; 

A ~'5 :>3 '8 ').~5 'J.1(, vc:-; 
~ 9?__ ~51 -9:.5 c ").. 5':2.. </'7 

f> 'G "]7 </r /).f"~ 1.5 I cr9 
/ . ·7 1'38 25'3 <J.51 )O 
[, '1 ,}'?? ~<I 1~ )a 

( .') 3".J ~ 25''1 ~r) 5-:> 
/ . '-/ ., '3 c: Q 5 ") ·?. -7 5 J? 

Imp. # Contents Post-Test - Pre-Test= Difference 

_1_ rn-H20_ ~ns.3 7J'? ~ 

_2_ Dl-H20_7((, '} 670.e ---
_3_ Empty __ {2-y-...i 6£.f. Lr __ _ 

_ 4_ Silica Gel_ 8'} 5" ~ O'O"i·) 

Total: ____ ------ __ _ 

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. Hg. % in. H20 

7f 7~ r /I f>.j'f 
75 13 ) "' 

7C 7'5 S "" 
7C 7'-f C'' 

/ 

?d -; {" 1' 'I 

--r7 7'7' 5 -
77 7'1 5" 
..., f' / ( s ... 
'7 5 7/ '5 /I 
1'1 f:) ·311 

// -, '-/ 5 " 
7$' I Cf '.f ,, 

/ 8'" 75 J /1 

"'7'? ·? .> <:;' I/ _, 

7~ ?£.! :J II 

., .... 

fcomments: __ ~-------------------------~----------------~----~----t 
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WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: ~ '3 .• F ---=-"--'------- Imp. #Contents Post-Test- Pre-Test= Difference 
LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: _________ _ 
DATE: 4 - 14 - 2017 ASSUMED MOISTURE: ___ ~13~°-"<~o _ _____ _ _1_ Dl-H20 ________ _ 

! RUN NO: 2-PM Unit 1 

I OPERATOR: Patrick Whitman 
METER BOX N0:~17~-w~c-=-s _____ _ 
METER ~H@:_--'-1=.5-=-59=--------

PITOT TUBE COEFF, Cp: ___ 0=·=-84"--------
PROBE ID NO/MATERIAL: #26 Glass 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: # 116 SS 

_2_ Dl-H20_ ----- __ _ 

_3_ Empty __ ------
METER Yd: 0.987 NOZZLE DIAMETER:. ____ -"0=.2::...:4=2 _____ _ 
STACKAREA, FT2~: __ 3=8=.8,.__ ___ _ FILTER NO/TYPE: ___ 8"""3'-'-3""'1""'3=-9-------- _ 4_ Silica Gel _______ _ _ _ 
TRAVERSE POINTS, MIN/POINT: 4x30 

l
~H= l.11._x ~P: 
Probe Condition, pre/post test: ____ _ 
Silica Gel Expanded, Y/N : _____ _ 
Filter Condition after Test: _____ _ 

PRE-TEST LEAK RATE: : /0.oo ( CFM@ f ') in. Hg. 
POST-TEST LEAK RATE: : l1 .,71 CFM@ t'J- in. H_g. 
PITOT LEAK CHECK - PRE: }./ POST: v ---
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 

SAMPLER PW 
Check Weight: _________ _ SAMPLE CUSTODIAN OW Total: _ ___ ------ ---

. 7 
Meter ~p ~H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 

Point Time Volume, ft3 in . H20 in . H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. HQ. % in. H20 
s fO']'/ 0'1). 6<-f~ / -~ t. 7 3)6 ~ $2. '). 5') C::'J 1"6 7'1 5'" f-..)1 
4 I '.7'1 ( q 'i~ . l''7 - '-10 /. (, "'?'31 ~s·s- !...LSt 51 7'!: '70 S/1 

3 I Ot-{ 5 <-/')I. G<:J l. »7 / ( • J... ~1a ~5' I ~f'f 5 7. 7~ P-( ) / 

IZ.. I 0'-f 9 '1)'< -217 -~~ ! . I '?"3 ·7 ~51 -::? 51. 5''? 't1 77 4'' 
( l .?S? t:rfC 7'15 ,, ,.., I· I )"J{' 'ls 'l.. -:1-'it' 5) ~I 7.J '1' 

I e- JO 57 q7q, 17'-f 
I ) l o r ~ C,n:( , 17'-f. {,,') /. "? 43')7 ~5' ( -;:i, 5 C.( 5~ <j'O '7't 5'' 

v( (( 07... 'f(,). . a...2 { ; . .:; I· 7 '31b :.<)2 :157> Slf gr -;5 5r 

J //I? c. '16<; 3 7q I .I /.1 ·rm- .Q3.:J ~5 1 55 ~( 7"5 5/1 
1. 111 .J <2tG o, '1f.f7 ! . o /. 7 3~/ ::(5~ ~S) 55' '8 °' ll 5, I 

I I!/ 'i '111 . r.1'-f , °'? /. 7 1"'3'7 ').,'5 t1 {;), <j \ 56 s~ /) <; 

,. e II I 7{ Lf 14 . 5G <S ,. 
<;' / U"f q?'i . ]~<.. /,'3 1 . ;)_ ~>b '25} £J..n.. 'f'7 Y/3 '3" G' 
L/ 1u:1.:> 47¥ (j l';J / . ;).... (). 0 5~'3' '255 'l$'i >7 ~'1 ('/ (/.' 

~ -1 l/ 'l.'7 Uf'b/, ;J...'i{'"f i .,} 1.7 "3'10 1,S\ '-5 '3 .5~ BS 7Cr ~:V' 

2 II ' t 'I r;tt. l.f er 7 ;, a /. 7 -:J'-/ I 9.>5 /2 r-&f 5~ ~5 ?'Y >/I 

l U-:>5 Cf<?7. J'tJ I .f f · t '}Lf 1.. '151 ~'55 S' 9 SC &-o s I/ 

Average ~ I 17Cf Ct9:J bJC 

I 
!Comments: ~----------------------------------------------------------~ 
·~---------------------------------------------------------------
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 4 - 14 - 2017 

IRUN NO: 3-PM Unit 1 
OPERATOR: Patrick Whitman 
METER BOX N0:_,_17,_--'"'W,.,,,C=S'-------
METER 6H@:_~1~.5=5=9 ______ _ 
METER Yd: 0.987 
STACKAREA,FT2~: __ 3=8=.8"'------

'

TRAVERSE POINTS, MIN/POINT: 4x30 
6H= f .7") X 6P: 
Probe Condition, pre/post test:~ 
Silica Gel Expanded, Y/N: ...v 
Filter Condition after Test: " Le. 
Check Weight: 4 "'"! - is I >--z.,~ 

- . 
Meter 6P 

Point Time Volume, ft3 in. H20 
) rt>> 0!0JJj ,'.) .Cj{ 
'7 N>4 ct '7 '} -<?/ 6 2._ ~ f;i 

1 1~~3 '1 '7 G -"rk''i. .(o 

1- / 0? 1'1~ . '-n·1 ,.( ~ 

I t~t l lfl J~. l% ~1 -:J.... 

I e /1.() f?:!'{, o/1 t 

• r l"l..11 /j'J{,/. 03 'if' ,,'j'q 

' '-1 tJ,9-, 1 {?OS .o /·3 M '6'1 
J J,.Q..) /OlJ . o/77 . 7/ 
~ 1118.-9 (O iJ. )$'7 ,.'12 
I . 1 ·J-.:~1 1015" -71/./ • '-f ?)' 

! e_ 'J:)" ) / ~J1. '}~'4. . f / 'J..)'/f' (017 .1<{°l • er I 

' '-f ')...Li~ l 0'J..~ ~ ·7L{ . ~ :; 

• 'J ~J..j(,; l'.J~') . "116 .«l r;. 
1.. ~<) ') t:JJ..C ~:J..1. .,81 
l A_'jf..(' \ 'i ~0t '">1 --1 r 1'1 

Avera11e'1:. f~%' 101J...1'·n 
-
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I 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: ~){.., f' 
BAROMETRIC PRESSURE-: --~2--~.,.---"-. -, ----
ASSUMED MOISTURE: ___ _..:..;13::...:o/c-=-o ______ _ 
PITOT TUBE COEFF, Cp: __ ___,0=.8"""'4 ______ _ 
PROBE ID NO/MATERIAL: #27 Glass 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: # 151 SS 
NOZZLE DIAMETER: ____ ~0~.2~4=2 _____ _ 
FILTER NO/TYPE: ___ 8=3~-3""'1'""'4-=-0---~----
PRE-TEST LEAK RATE:: £D,WJ CFM@ I~ in. Hg. 
POST-TEST LEAK RATE: : cf.Q.-::',)/!FM@ I>;_ in. Hg. 
PITOT LEAK CHECK - PRE: ~ POST:~ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 

SAMPLER PW 
SAMPLE CUSTODIAN OW 

6H Stack Probe Filter Imp. Out 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 
f . (, -:ncr '2 50 ~)? ) 'CJ 

I .5 T10 ~')3 ~SL. '-f & 
I - ?... '3y j ~~ l 'l,S' 5 '-'JI 
J.1 -'1'-f0 tJ.5'f .:1 <'.l.. l/~ 

'~ 3 '-/ ')... .IJ_)f /) 5'-=1 t.-f [5 

J. 7 1'7' i) ':2..5:l. 9-.SJ ~-1·1 

I · 5 Jc...l ,' ~ST -ZS"C '-t°r 
4 J '> ?<-f i ',;() l-f ~s--o. 'f 'i 
.74 /'f:.Z ~')/ '->' lf9 
• f{'1 ::S'iO ~s-·3 '1) :2 )o 

/.j.., '3'1'? '.157 :t53 5'/ 
\_!.. '\'-13 9. <;;f.._ :1--5.c; <) l 
¢. ~qlf ()..<;( Qf~ )( 
1.~ "3 '-( Q._ Qss CJ.{'f c;a, 
I. l.f ?'-n. ,251 :J.~"J.. p;(. 

Imp. # Contents Post-Test - Pre-Test= Difference 

_1_ Dl-H20_ 6bZ '] {}I ' . u __ _ 
_2_ Dl-H20_7>).7 7 75 .7 __ _ 

_3_ Empty __ <; s-l l ~'] J __ _ 

_ 4_ Silica Gel_ 4"? 'f tr '7 7o·/ __ _ 

Total: ____ ------- ___ _ 

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. Hg. % in. H20 

~ "[ K"? sn .t-; 5lJ 
3/ ~ '-( JI• 

8'1 l5 '1 T" 
9:; Fi5 )"'' 

°1,} f'S SI ' 

~/ ~6 y "' 

ur 1 (f7 ) /' 

'fl. l? ¥' 5 ;, 

'-/./.. ¥'? '$" 
Cf 1 ff 'K 'i"' 

c?f I ~~ )'' 
C,;)., ~ 5"' 
C?-y (9 S"' 
01 dtt S-/' 
Cf"} 9 :J 5'' 

--w 

's
~ 

Wet Chemical Sampling System Data and Worksheet - SCAQMD 



CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 4 - 14 - 2017 
~UN NO: 3-PM Unit 1 
i:>PERA TOR: Patrick Whitman 
l!AETER BOX N0:_,_17,_-"""W:....::C=S'-------
METER AH@: _ _,_1 '-"'.5=59:<..-_____ _ 
METER Yd : 0.987 
STACK AREA, FT2.:....: -----'3=8=.8=-----

(

RAVERSE POINTS, MIN/POINT: 4x30 
H= L2.2._ X AP: 
robe Condition, pre/post test: ____ _ 

_ ilica Gel Expanded, YIN: _ ____ _ 
Filter Condition after Test: _____ _ 
Check Weight: ______ ___ _ 

i. --
Meter AP 

Point Time Volume, ft3 in. H20 
f /'J..1 '1 /'75~. fl.(1 / ,() 
'1 l'f iJ'} / IJJS'' oc '1 ,,q '--( 
~ i727 fOJ~,18'& • €'1 I 
~ / '5 I I [111\. ">~1.. • 'b'L{ 

I /J 15 tV1'1- '1 ( 7 _"7 c:r 
I I' I 1 I '1 h'7'..f '7- 'lJ 5 

' S' n::i:::i l'0-{7,j."3) / ,0 
~ <-( f"1J..vf IQ~j .40"7 f ,j 

1 /'),J_ <t 0r;3 ,T-b G 1· I 
/{, tf3!2. 0j7,l'-{~ 1~0 
I l'S'JC oP, ?5~ rio . {' r>'-ta (){J) 'fl-{').. 

) H'-11 ')6'3.(lf-f :2.. C3 
<1 W-15 0{;,1,\7(> f ,')_ 

' 5 J 3'-t<i 'F/'J .''; ( £.\ 1Y 
~ 13) 3 Dn , ~Ct /.I 
I 135 'ir ~71 .9 ~ ~ .cr'i 

Averaaef' 1'-l:JA. 10~/ ·~Lt I 

WET CHEMICAL SAMPLING SYSTEM DATA ANO WORKSHEET 

AMBIENT TEMPERATURE: qrF Imp.# Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: 
ASSUMED MOISTURE: 13% _1_ Dl-H20 -
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: #27 Glass _2_ Dl-H20 -
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: # 151 SS _3_ Empty __ 
NOZZLE DIAMETER: 0.242 
FILTER NO/TYPE: 83-3140 _4_ Silica Gel -
PRE-TEST LEAK RA TE: : L?. J'J 1 CFM@ 15 in. Hg. 
POST-TEST LEAK RATE:: L,Cf}) CFM@ /'J... ~g. 
PITOT LEAK CHECK - PRE: . POST: __ 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 

SAMPLER PW 
SAMPLE CUSTODIAN DW Total: 

----·---- - -----

AH Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
in. H20 Temo, °F Temo, °F Temo, °F Temo, °F In Out in. HQ. % in. H20 
/.'( 'J'CfO O<S? Cj(;).. c;c..; 93 .f '1 J" J.J'I 
/, G "'J'f I fJ.<4 'J."f'J :r7 ~p Cf? 5,,. 

p..,~f-7 '3"' 4 ~)~ :;l5.., 5'5 q'3 qa 19 
.s '} l-{ 3 -'J.(~ 9-Sl $'S C/) er~ S'. 

~- t.-f 'JLf < "}5'-:2.. -;):tfl.f ~(. '?'f Cf) 51 

t. 8 34[ '2.)/ ~f-3 s-~; '?3 Cj;,L., 5/1 
12. 0 '?'Ill ;tS> 1).57 )? r:;y 9) ~/;' 

'1·0 'J<.fS '2)2 a<; I )'7 <;( ct I ?I 
.i 5~<) t;;;£( ~S'<-( 5'1' c, <../ <r Q 5" 
-'1 -yt:-(') ~)/ ;;;(re. >" 

c.r ,,_, c; I S'' 

4.J-f 43 'I)' 'J.<:J ';._)/ 59 Cf '5 9:J (., " 

'.~ '5'6 ~')< <'JS!./ s7 Ir '-1 'J G" 
,i "3 '-/ "! ;J.); -:2')<" 5°! C/C o1 I )'I 

,..,<J rJ<-f"f -:< ry 'Z)::i (,? qr;, {j/ 6'' 
/. 1 '3<-t < -;;< 5 I J.)'J c, :/ 0(, "1 "J .£'" 

'Comments: --------------------------------------------------------~ 

--
w

1
\, MON l RO~I: 

~ 
5 
~ 

Wet Chemical Sampling System Data and Worksheet - SCAQMD 
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FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ _;:U;;....:..n=it'---'-1 ______ _ 
PERFORMED BY: __ Rik Dupont TEST DATE: ____ _..;:;..3----=2=8---=-2=0;....;.1...;.._7 __ 
BAR. PRESSURE: '519 . \ I TC READOUT ID:---.:.:1#4c....:.=2 _______ _ 
DP INDICATOR ID:_1-=--.:....P&=M=-____ TC ID: #- 48 
DP INDICAJOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 Cp: 0.84 <:= 

ZERO: ~ LEVEL: LEAK CHECK PRE- i---- POST- (/ 

Run#: I Ps: ·\- o ~ It..-[ 
I 

Start: C6j ,S" Stop: or 1..1 r 
Vel. Head Vel. Head Vel. Head 

Sample Sample Sample 
Point 

in . H20 Temp,°F 
Point 

in. H20 Temp,°F 
Point 

in. H20 Temp, °F 

5 "$5 )):) 5 ; <g 5" ))1 5 I .. I 535 
4 I 70 ~3) 4 .l l{ ~3Y 4 I " I "33~-

3 t !c ") 33.J 3 t ~3 33.> 3 1 .. ;_ 3J.) 
2 ,/0 35;- 2 I 'f5 0 J .3 .J 2 Io I "!, 3lf 
1 "' 7 '> 1 • <65 33S- 1 I ~ i )3 t_J 

5 "rJo ~3) 5 I • \ 535- 5 I • L.I ?JS-
4 , ·7~ ))-) 4 t ~o 33-> 4 \ ' i..-\ 3~.S-

3 .b 7 '> "3) 3 1,.,0 3 3L( 3 ld o 3> 3 s-
2 : S-l:,, ""33> 2 • Cj > > > l..I 2 l, o ">3:s-
1 .. 51> 3)) 1 , -SD }JL( 1 'q 0 ?, 3.:) 

Heated Line Temp. ° F 
Chiller Temp. ° C 

METER ID: 1-P&M 
S02 AND MOISTURE DATA 

Weight Check Lr '1I.1 / 52' ..! METER Yd: _ _ _ _;,_1.=0=02=-----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

<614 5 ~<;arv t'D -, ) 7~ L/ <i 1__ #1 3% H202 S>35':6 )?.,lf·~ 

4 o> l \01 .. 52-,3 1 ~0 I) 73 s-D 2- #2 3% H202 ~t>c t g) .) 

"IL-)' L-j \q. '14 l f ·U /0 7 '-/ Y I '- #3 Empty t:.-27. 0 lt-z 2 ~ 

"'1.1' L/7}.fJS~ #4 Silica Gel 903'7 ~'15_7 
Total Line rinse 50 

Pre-Test Leak Check:t:o..-v<CFM 1-:{ in. H . @ ____ _____ g , 
~v MON t ROSr--

Post-Test Leak Check:i <J,oos- CFM in. H 10 @ --'-=-_ g 

Date of last revision 11 /1 3/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 ----"-'-'"'-'---'--------
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE:-"">°S.c.... -=C-'-; , _/ _/ ____ TC READOUT ID :--"#4~2 _______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICJTOR TYPE: / 0-10" Mano. PITOT TUBE ID: # 48 , Cp: 0.84c 
ZERO: ~ LEVEL: Q LEAK CHECK PRE- J POST- 7 ----

Run#: 
'j Ps: fJ'"L 

Start: fa-a 1: Stop: (L :J 2. 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ( <j) > s.3q 5 '8 > 331 5 /o I 33/ 
4 . 70 534 4 ·7~ "33i 4 J1 I 337 
3 ·~I 3341 3 '(,5 33i 3 I . 2. '331 
2 o//D 331 2 ,. g'c..J 33j 2 f · t 53/ 
1 J 7 3 33c; 1 . 25) '33( 1 J ' { 539 , 

5 • 25 s- ~ si 5 /. I 33; 5 I . '-f 33~ 
4 ' (5 c) 33'1 4 /. (.) "33 j 4 J 

) ' l / 33~ 
3 , 0-) 331 3 /. 0 "33/ 3 }· 0 53/ 
2 '>) 3J£'1 2 J. 0 53( 2 f, a SJ'f 
1 , bo 3Ji 1 ,~() 33~ 1 

I '1 -<) 33] 

Heated Line Temp. ° F j ,<; 0 
Chiller Temp. ° C <Y), ,L f 

502 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: 1.002 -----'--'-"---=-=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

/<JO<; L/13,/0'J (•J 7f 81 <2 L/"I #1 3% H202 '//pL/ {01. -z... 

}OJ.) '1 llf3. fgs /.o "1 ( b'.2 ))" l/M #2 3% H202 ~-79./> (,7~.) 
j OL() i/5f.f .1.50 /. 0 7/ 8'3 5 ct/ 4' '• #3 Empty ~ <:1<: t 3/ -r .. 
I 125 !/{<;_ lt7 #4 Silica Gel ;a;;;ol/ /c?v0.''j 

Total Line rinse 50 

Pre-Test Leak Check:!f·t"iO?/CFM@ 
~v MONl RO~i:-

/{,_ in. Hg., Post-Test Leak Check:(,0.0~1 CFM@ /:L in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 
---~-'------------PER F 0 RM ED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 

BAR. PRESSURE: ::fC- . / / TC READOUT ID:---'-'"#4-'-2=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 

-~-----

DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 Cp: 0.84 / 
ZERO: '\! LEVEL: LEAK CHECK PRE- V POST- :\/ ----

Run #:._5-.- ,~ ~sq Ps: r.J' 1 

Start: f2<J1 Stop: !l:.rr:. 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in . H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ( '3 s- )<-j~ 5 ( i (p ? 'i ~ 5 1. I 3yJ 
4 • 71 '";)yJ 4 . IS '3 y) 4 t . I >CJ 5 
3 ~ (., ~ ) l.J_) 3 . los 3YJ 3 '. I :> y s 
2 r /Z. )L/J 2 I 32. )y3 2 \ I 3<-IJ 
1 ( 7 3 3y3 1 I 9,; 3 )y~ 1 l . J 5L(Z -
5 

I '8 ~ '3 Lj 5 5 I . I <:,1...1 ? 5 I · ~ 3LIJ 

4 'i 2. 3q ~ 4 I. 0 3<.~ 3 4 1 · l( 5 L/j 

3 • f.t,) 3Lf ~ 3 l·O ) '-13 3 , , 0 3 c..1_3 

2 • 5 L/ 3c.n 2 j .G r5'-{} 2 I .<J 3 'i5 
1 ' 5 ~ 31..g 1 \ "OJ )c/J 1 ( ~) ~Li~ 

Heated Line Temp. ° F -(2<;;>; 

Chiller Temp. ° C 0'(Z) 'J 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: 1.002 

----'-'-"-~---

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T •mp Vacuum No. Material End Wt. Start Wt. Diff. 

f.}o·J 'f{(0].7 /. :/ 7q f-2 <;"9 -i.f/1 #1 3% H202 s f>O,:;> ~5?,s; 
1'),;(y l/7~ 7'1r; /G 6,-? ) <;: (.. 

0 - )) i./ h #2 3% H202 «19: {J ~y 

I ::2. "11 l/91 ~)<; /~ <i 6 q() '5 s '-( I #3 Empty 599/> 59'.!/. 9' 
/:JO? )OJ >ot #4 Silica Gel 9/,<l,,,67 90V. ~ 

Total Line rinse 50 

Pre-Test Leak Check:L!?OJt CFM@ !? in. Hg. , Post-Test Leak Check: f :;lc:>o / CFM@ LZ in. Hg 
~~'MON I RO~E 

Date of last revision 11/13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ _;:U'""'"n=it_1~-------
PERFORMED BY: __ Rik Duiont TEST DATE: ____ ----"'--3----"'2=8-----'-2=0'-'-1_.._7 __ 
BAR. PRESSURE :____,._5~()~. ~) _____ TC READOUT ID:_#4_2 _______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 I 

DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID:_'""'"#_4'"""'8 ___ Cp: 0 .84c 
ZERO: v LEVEL: LEAK CHECK PRE- t/ POST- 7 -----

Run&Sf~ Ps: £7c{_ 

Start: tPf'J Stop: /''-(/;}_ 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 , 30 :Ser s- 5 ( 15 / '3 <--\, ') 5 I- I ?ill~ 
4 .,-, 2. 3-t) 4 ,/J 3 Lj_) 4 I , ( 3 L(S 
3 "Co I 3Ys- 3 ~ (;,o 3lf) 3 ) I ( )Lf) 
2 I 7L{ 'J Lf) 2 ,. sz 3lf.) 2 I ' ( 31.t) 
1 t 7 7 )L/) 1 t''r) _:) Jtt) 1 I 1 I ]\..;) 

5 ' 'B 2- JL\)- 5 J I r ]~5 5 /: Lf )Y5' 
4 .f 71-/ ~L\) 4 I I 0 3l(5 4 1·3 3'1) 
3 ~~s- ~'-{) 3 l •U ~i..f S- 3 I · U 5'1) 
2 ""S') ) L\ 5 2 r'iJ jl.f) 2 ) ·0 J~ ') 
1 ,)G 3Lf) 1 

1 l / ]~_) 1 I I cJ ] \..{ .)-

Heated Line Temp. ° F t/-82? 
Chiller Temp. ° C <YJ ~r 

S02 AND MOISTURE DATA 

METER ID:_1.;._-.;._P=&=M'---'-W"""'e"""'ig~h""'"t -=C"'"'"he"""'c~k'--_______ METER Yd: ___ ...;...1.=0=02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T;mp Vacuum No. Material End Wt. Start Wt. Diff. 

l?LjQ cr:::77 tf » '}.)· ~t 1-:J <;) 1·r• #1 3% H202 l~_d.C/ <;g{..) 
IJ)x )/),(>< 2.<;'" <61 f 9 5") {,v #2 3% Hz02 10(/7.S lb:S-9P 
/L/01., >JJ..t·( l/9-; ~2s· f7S 69 57 '/'/ #3 Empty t,31 g 6;?91/ 
l'l_!Q._ i5f'3 '°J7<J 

#4 Silica Gel l/!R/0 Ja;?0.:3 
Total Line rinse 50 

- ,zq-:?J I IC - 0 Q1:>I) " Pre Test Leak Check. CFM @ __ m. Hg., Post Test Leak Check . ...::t:.'--_CFM@ -:Z in. Hg 
~~MON 1 RO~E-

Date of last revision 11/13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 
---~~-------

PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE: _______ TC READOUT ID:---'-'-#4--'-'2"'---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAJ()R TYPE: 0-!f O'' Mano. PITOT TUBE ID: # 48/ Cp: 0.84 / 
ZERO: / LEVEL: V LEAK CHECK PRE- 7 POST- 17 ----

Run :5f15CJ x: Ps: f 1L( 
7 

Start: l'!;o Stop: L5'8/2 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ' 'i5D 34c; 5 ; 715 3y °I 5 f ~ ( 3~9 
4 , 7s- ~~ 1 4 , 7 s- '3lf 9 4 I ' I 3L/ c; 
3 rW }~q 3 I b") -~'-{ q 3 I I I '31{ q 
2 \ 7'-f )1.f q 2 ' 1$0 3Y9 2 ) .. ( 5Lfq 
1 o(I) 3y 1 1 ' 2)) 3'-\9 1 I. J 3<..f 9 

I 

5 t't:/b '3~ 9 5 1,0 ~L\Cf 5 I . '-/ Jy '1 
4 

I 7 "') 31i Cj 4 r. a '3'11'.1 4 }· LJ 5 <../ '1 
3 ( b:) ) y Cf 3 1, D "3 l( q' 3 /,Q 3 <-t er 
2 ,5:;- '3 ~ <1 2 l·b ~4q 2 1.0 349 
1 .ss '3L.j '1 1 , <DS 3 YCt 1 '.0 5Y c, 

I 

Heated Line Temp. ° F 

Chiller Temp. ° C 
S02 AND MOIST)JRE DATA 

Weight Check 02;;/sz;c. 0 METER Yd: ___ -'-1.=0..;;;;.;02=----METER ID: 1-P&M , 

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T;mp Vacuum No. Material End Wt. Start Wt. Diff. 

/ 11fo 0£1.S--::J<) <}. .-;:; f { <6'1 )5 t(h #1 3% H202 ~w:.;_s- ~o.o 
/J'OO s<; '-/ .. ¥9 5 I}.~ g3 o-2 55 (, ?~ #2 3% H202 ~/l/, f;);'S.5"" 
/)f(J <;D, 't9 o ')_.) [{1 ~9 5(, ta. #3 Empty l0'CJ{,i, 0 :5J?.J 
/5'fJ.'() C:tf.{l/L( #4 Silica Gel 19;;-_:i-:S 19.$ .. -9 

Total Line rinse 50 

Pre-Test Leak Check:t.amzCFM@ I{ 
~W '\ MONTRO~E 

in. Hg., Post-Test Leak Check: t..::i001CFM@ /:L in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET F ' 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 ------------PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE: _______ TC READOUT ID:---'-'#4""""""2=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDIC7ATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 / Cp:_..:;..;o·=-84..;.,.-__ 
ZERO: LEVEL: J LEAK CHECK PRE- \7 POST- I/ 

~---

Run #: r:;. S}c· Ps: 4 ,JI-/ 
r 

Start: .( )1<; Stop: /(._-;;?: 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 • 'b 2, 3L\<1 5 ~ ii 3 4q 5 /, r 3~9 
4 •I I 3'-\ <f 4 \ ,, 1 \.{,q 4 

) " ~<+=t 
3 ,b(o 349 3 ~ {o:J 3yq 3 I <2- 34~ 
2 t (o ~ '3Y9 2 l '?52 3<.f °'[ 2 f 1 I '3Y9 
1 • 7 L-j 'J~ '1 1 ~ ~7 3Lf q' 1 I I { 5y~ 

\ 

5 ,, '"6 ·7 '3L\ er 5 l I I 3'-1'1 5 {, ~ 3LJ '1 
4 I lS 0 jl-/9 4 I ·O 34q 4 '' ~ 

I 

~L{ c;· 
3 ,w;;- 34Cr 3 ( ' 0 '3 '-t c, 3 ( ,() ~l.(4 
2 ,S') 3<-i '1 2 I ~ .3 3Ycr 2 J•O { 'l{9 
1 I ·>') '3Y~ 1 «61 3Y9 1 r°/ S- 3 \.{ °t 

I 

Heated Line Temp. ° F "d.no 
Chiller Temp. °C 0-...J.S" 

S02 AND MOIS URE DATA 
METER ID: 1-P&M Wei ht Check V5>/'./ OD METER Yd: 1.002 

---~~---

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T rmp Vacuum No. Material End Wt. Start Wt. Diff. 

/f1!5 5(;2..JJ? Q..) &:2 8"( 5( t'f"' #1 3% H202 f?5l/0, 'S ;>;g ' J 
/')'-(<g' 5/),$'05 ;<.s fl-( 8~ s-5 6' / #2 3% H202 ~93,0 (/>8{/3 
/})~ >So .r1> ~-5 ~ t' C'(' ~/ C::/ (, L. #3 Empty ~22&, ' ~/,;;; 
/(0<;/ 5o1_ L/(.2_ #4 Silica Gel :/AS:~ ?OV5 

Total Line rinse 50 

Pre-Test Leak Check:t~:io-:if CFM@ !{: in. Hg. , Post-Test Leak Check: t'~,J·J~ CFM@ r.L in. Hg 
it' ~ MON t RO~E 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 ------------
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE: _______ TC READOUT ID:---"-#4-'-'2=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 / Cp: 0.84 c 

ZERO: I\/ LEVEL: LEAK CHECK PRE- \7 POST- / ----

Run #: ~--ST)< Ps: r.-7l/ 

Its!_ Start: lt2 ( Stop: 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 
I (5 ') ~'1 5 ~ <3 2... 3l\Cf 5 1 .. ) 3'i 1 

4 l {{) 54<1 4 ft I ~lj Cj 4 r • I ~yq 

3 10'2. 3Yi 3 ,(po ~CJ/ 3 ( I l ~l/9 
2 1(7s >Y<t 2 .. ~2 )1..f 9 2 l I ) '3YCf 
1 " 7/ 'SLJ '1 1 i-~b )~q 1 I I I 3y9 

5 ( ?) Lf ~Lt 9 5 Io f '3 Lj <1 5 ) 'Lj 3y q 

4 • 15D '31.f q 4 I ,Q 34 '1 4 11 L) 
I 

'<(/Ci" 
3 1(u ?l.f '1 3 ' . () )Lf CJ 3 ( ,Q '3'-t 1 
2 I 55' )yq 2 I <i I --y-1 ~ 2 r • o ~ L)~ 

1 I (,() '3 L\4 1 .~_] "3YCf 1 
.I ~.3 3 '19 

I 

Heated Line Temp. ° F Y6% 
Chiller Temp. ° C -c/7 ~ 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: 1.002 

---~""""-=-----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

16.;:i f '590.120 C}«) 8 5' ~<? <;·7 (. ~ #1 3% H202 ,.. l&,<2 5?7.5 
f{g; t.x "J is- rJ,) 6 l C/J ') ') t £. #2 3% H202 l??P.3' l6:>h,S-
/ttf I Cocr t ;J.J ·z.> g(, rel §(, 67" #3 Empty {<?If> l?-79:3 
Ifs I 6/f q)J #4 Silica Gel l/0.59. z vr,-;J. o 

Total Line rinse 50 

Pre-Test Leak Check:(-ri~1CFM@ It 
~w ' MON l RO~E 

in. Hg., Post-Test Leak Check: Lo.<SLJ I CFM@ /d in. Hg 

Date of last revision 11/13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ ......;:U;;...;..n=it'--'-1 -------
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE: _______ TC READOUT ID:~#4 ....... 2~-------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICfoTOR TYPE: 0-10" Mano. PITOTTUBE ID: #48 / Cp:_"'"'-"0.-=-84..;;-·---
ZERO: // LEVEL: LEAK CHECK PRE- / POST-_17 __ _ 

Run#: g -.S:C)< Ps: f. 7L( 

Start: /7J5 Stop: L7?L. 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

5 .. -tc.f '1-:J <g 5 " g-::; '3'?7 5 /0 5)1 
4 •. ('<i '3'/ ( 4 "·T) 5-YC/' 4 /,3 '11Cf 

3 I (J "j C/'J. 3 , (C ~'(D 3 / . I ·y/o 
2 .. 7 l( 5'-/'7... 2 , ·r1 "3 '/:::? 2 I . I "3 '-(7 

1 7 '7 -S'(/ 1 , (;; (,. 5 '3,.... 1 ,q<;; 'J'Jy 

5 ,. <;-; "]'Sr 5 f,. :J '3·3.7 5 /,2 •J'J? 
4 , '/( --st( :J 4 f . l( ---JL(-:J 4 I 4 r:; 73& 

3 ('7 '5'/':J 3 , (. I '7'7? 3 f, 1 '7V~ 

2 ~ )'& 'JL(Q 2 , e, (;, -;t/1 2 4o/7 ;?-3"1 
1 ,. ( 5 337 1 , 7 $' sL(~ 1 , 92. -:>-.:;; 

Heated Line Temp. ° F 

Chiller Temp. ° C 

S02 AND MOISTURE DATA 
METER ID:_1..:....-..:....P=&=M'------=-W.;....:e=ig;&.:..h=-t-=C..:..:.h=ec=k'---_______ METER Yd: ___ --'-'1.=0=02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T ;mp Vacuum No. Material End Wt. Start Wt. Diff. 

/705'" (~Q. (/.<-/? 'J-.s g-·.? 2:S°-S s-c ('"' #1 3% H202 95g,g ~o.> 
/ 'J /~ ('Jc;, t/(.') '), 'S <2'1' 86 <{l( ("' #2 3% H202 ~JS5/, 5f>52 
172.5 ~(,',?Ju 12, f' 5f 5 &7 ~q b ~, #3 Empty 5 CJ&. (/ :5'%~.9 
/??5 (<t>". '(~~ #4 Silica Gel ~0 9 :~ 

Total Line rinse 50 

Pre-Test Leak Check :L'-o.o::>> CFM@ /{ in. Hg., Post-Test Leak Check: <f~<0 'rfCFM@ (2.. in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 
---~"'"'---'---------PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 

BAR. PRESSURE: TC READOUT ID: #42 -------- -----------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICMOR TYPE: f)-10" Mano. PITOT TUBE ID: # 48 / Cp:_-"-0 ........ 8 ...... 4-.--__ 
ZERO: V LEVEL: ;J LEAK CHECK PRE- I/ POST- CJ --'------

Run#: 9-:-SC,$< Ps: }. 7c/ 

Start: I ·72 I Stop: [ '; :J: I 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 , g! "JLf'J 5 ~ 'r7 -?. V'J., 5 /. ~ 'Jc/J 
4 I ']!).._ )tf'J.. 4 . (q '3t.(9 4 / .a '3 '-/I 

3 d (,£ °'3'/ '].. 3 J ct; 3"3 '1 3 I - f ? !-/ 'Z. 

2 : 1 ( yC.() 2 . '7'5 73~ 2 I · O 7'-/:Z 
1 . 1-? .. ¥/') 1 ., ~ ·3 33°f 1 f 1 3'-'/'!}.._ 

5 ti °5"3~ 5 f . ii 3'3~ 5 I. t.( --Jt/-:> r 

4 d ·1q '3c/0 4 (. 1 "3 3f; 4 /. I '3 l/ .!l, 

3 ti 11 S'-f:J-.... 3 /. 0 ->;,~/:;; 3 ( '3 3'-f [<_ 

2 ' t 'J. ']c/j 2 ~ r1 "6 31.-/'J__ 2 ( <J '"]~~ 

1 " ~ I ?'-!I 1 • '6 1 ·.s l-/<J 1 ~ C{L/ 7~11 

Heated Line Temp. ° F 

Chiller Temp. ° C 

S02 AND MOISTURE DATA 
METER ID:_-'--1--'--P-=&""""M~--'-W..:....;e=ig;o..:.h=t....;:;C"'""'h=-ec=-k~ _______ METER Yd: ___ _;.;1.=0=02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

/71 / l ~y-'.(")'Q::J ?-. 'S 6L·/ 1>'5 ~( r:~ #1 3% H202 iS~{/ 'Xt>.d 
/ff:JI {.<;5, )o? ",}, ':; 53 gc: 5'f c ~· #2 3% H202 1~a ? <JV. 9 
18-11 t (//. t,;. c; r_., ) /. . &5' S-7 )g { #3 Empty 00?!J> '0;7(;3 

I&':! I {.7"'1- '7)7 #4 Silica Gel 1<£?/$ 9ff. V 
Total Line rinse 50 

Pre-Test Leak Check:/t?o:;CFM@ fl < in. Hg., Post-Test Leak Check:.t.'.'~ "<J..;17 CFM@ 19 in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 1 ----------------------PERFORMED BY: __ Rik Dupont TEST DATE: 3- 28 -2017 
BAR. PRESSURE: _______ TC READOUT ID:_..;.;.#4_;_:2::;::...._ ______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAJOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48/ Cp: 0.84/ 
ZERO: J LEVEL: V LEAK CHECK PRE- J\/ POST- 1/ -----

Run #: /O--S4c- Ps: J-, ') t-/ 

Start: /SY/ Stop: r</it/ 
Sample 

Vel. Head 
Sample 

Vel. Head 
Sample 

Vel. Head 

Point 
in. HzO Temp,°F 

Point 
in. HzO Temp,°F 

Point 
in. HzO Temp, °F 

5 ,.t'1 'J 1?-/5 5 ,.,er f rJL(KJ 5 /_) -~t((: 

4 . x/ '1l(;5 4 .~ 73 <3 L/'V 4 ,/?~ ·3 l/ ~ 
3 ,,1( 5lf7J 3 ,. ?-:J- JC((; 3 /- I ""?i/5-

2 ~ <6 c, r-J't.(( 2 · 1 <r -JLf7 2 .16 '?'-/~ 
1 ~ 'J ~ --JL(t 1 ~I 'JL( / 1 !/. I "3</C 

5 
·f f"L{ -5t({. 5 f , I -)t(/ 5 I- -;._ JL/S 

4 o <;o -;If(; 4 I. tf "')f- ( :5 4 /. '5 ~p/7 

3 c 7{ :?Y'6 3 l~ iJ "1PI& 3 /. ".) ?;'()-

2 ;; ( l( --; t(--J 2 . ?t. 79J 2 I- ef ']t.)7 

1 ,, ~-1 --yl( ~ 1 r ?-<>1 ~?l/ s 1 . Cj r: s</t 

I 

Heated Line Temp. ° F .:;_cg 7' 
Chiller Temp. ° C ~'0. 6 

S02 AND MOISTURE DATA 
METER ID:_1""""-""""P-=&~M'-----'-W~e"""'ig=h-'-'-t ~C~h~ec~k'---_______ METER Yd: ____ 1.~0~02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

/<i'Y-'( l.(72{ 7(-'J 1.) '?Cf JI ~G/ C'~ #1 3% Hz02 I;>/~. 9 !,-S-Z)~ 
fifft..tl( t 83 'r!/{ ) 1?.5 g-1 s-~r .:;- g- 6..,, #2 3% Hz02 693/1 h>;5"0< 
I b")t ( t rt1 , /)j{) Q ) 't1- rt L( <0 t"' #3 Empty '(235,'t {;:93 
/Cio~ 1 :JJ.. )' c <; #4 Silica Gel va9.:: / ()39,g 

Total Line rinse 50 

Pre-Test Leak Check:(..o t10! CFM@ tA MONTR05E 
{_ r: in. Hg., Post-Test Leak Check:/0.001 CFM@ ftJ.-.. in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ ...::U:...:.n..:..:..:it,___,_1 ______ _ 
PERFORMED BY: __ Rik Dupont TEST DATE: ____ __,,3"----=28=----=-2=0..:...1.:..-7 __ 
BAR. PRESSURE: _______ TC READOUT ID:___:.:#4c.._.:.=2 _______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAT~R TYPE: 0-10? Mano. PITOT TUBE ID: # 48 / Cp: 0.84 , 
ZERO: V LEVEL: ~J LEAK CHECK PRE- V POST-__ ;/ __ _ 

Run#:/~ Ps: 1-1~ f 

Start: f Cj !._ Ct Stop: I C/ 
r 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ,4 q ?.._ '3«/ 5 _,, 'IJ<;; "] ""L/-:L.._ 5 f Q <Jt(f; 
4 ~ x:- l() 7'/~ 4 , ·1 ;f "'3 c;? 4 f.O 3<-fC:e 

3 , 71 '></"I 3 ., (ti 7<-/6 3 ;/ 1 '"74':5 

2 ,, f? ?'"f-5 2 r"/-J -.Jt/5" 2 .<1 "1J "'?t.f s ,. 
1 ,. '61 "')l/5 1 ... ·s.a "?</5 1 -9> -OL/b 

5 ~<ti! ?)!',> 5 .f, .-a 0l</;} 5 f. 2- ~'!~ 
4 .I "'Jf ';]<() 4 /. 0... "3'(~/ 4 .f ,'S ryL(3 
3 ,,. 75 3erL( 3 1- ( ~er~ 3 { ,o -gqS' 
2 ; (-3 "'Jlt 7" 2 ., 9"6 77''i 2 {. 9-. '3Vt?f 
1 ,, to 7 '/L-{ 1 ,. s~ <:;rt~/8 1 4q·) -519 

Heated Line Temp. ° F "2 s- ~ 
Chiller Temp. ° C OQ,~ 

S02 AND MOISTURE DATA 
METER I D:_...;....1-....;...P-=&=Mc.:....._____:W~ei__.g~ht"'-C~h'-'-'e""""c"'-'k ________ METER Yd : ___ _,_1=.0=0=2 __ _ 

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. ~~Yjt. "'" Diff. 

17/9 j<JJj{/J -)..,) -;g 8'-J .Jt (,"'./ #1 3% H202 J l lr'"~ 
~A--= , -
~ 7·~---

I Y!l.CJ 112.3 ~'5 'ZS- <Jr; ~( ~ e: .. , #2 3% H202 5'7 7.) ~?-,. v 
b 

/'J;5 C7 71J~5"-1) ~t, ;- ·/5 /I y') ('' #3 Empty >71C;-( .5:1~3 
tr"/9 75? 7-;,-0 #4 Silica Gel °?',-'l. 7... 5t5().9 

Total Line rinse 50 

Pre-Test Leak Check/a~ 1 CFM@ /£, in. Hg., Post-Test Leak Check: 1'.·~.<Q;">I CFM@ r..:. in. Hg 

Date of last revision 11 /13/08 
08834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



127/592 

Appendix A.1. 7 Unit 1 Hydrocarbon Data 

R1 414999 A-9 



ClienUFacility: 

SCAQMD METHOD 25.3 
EVACUATED CANISTER SAMPLING DATA 

Desert View Power Date: 3-28-2017 
---=-=~"""--'-''----------

UniULocation: Unit 1 stack breaching Performed By: ___ R~i~k_D~U~PO~n~t ___ _ 

Probe Material ___ S=-S=------- Probe Length ___ 4""'""'-------

Connecting Tubing Material_T_e_flo_n ___ Connecting Tubing Length_1_2_" ___ _ 

Barometric Pressure 3C) • \ ) Ambient Temperature ______ _ 

Test No. 1A-VOC-U1 1B-VOC-U1 
Vial ID D40 D41 
Canister ID i '> 'L I o e-

Time Vacuum Time Vacuum Time Vacuum 
Pre-Test Leak Start 
Check ?;" o~ 7-~ c; (.) .J '\... J 

Pre-Test Leak Stop L'-' cir J 
'7_J 

Check q('.) 
Sample Start q~< J7 9·1) 'j :J Collection .// 

V}L/{ 1 L ( q.:.;-;· ~·I 

. _,,./ JJ q<.....--- J5 lf-1 -, ,<~ 

/) J-; ))" /'} ')) 
/• 

'JJ 
1J /{ 1J /JI\ 15 

Sample Stop 1 'J If 10 / 0 ff I '3 Collection 
Post -Test Leak Start 
Check ( ·"L.( e (<I )_ f ( J 

Post-Test Leak Stop 
Check IV> I ~ r " 7 I f ~ 

Line Rinse 
Volume 

Comments: 
------------------------~ 

Rev. 2/27/98 



129/592 

Appendix A.1 .8 Unit 1 Plant Data 

R1414999 A-10 v\ v\UN I k. ))t 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 8:46 
3/28/2017 8:47 
3/28/2017 8:48 
3/28/201 7 8:49 
3/28/2017 8:50 
3/28/2017 8:51 
3/28/2017 8:52 
3/28/2017 8:53 
3/28/2017 8:54 
3/28/2017 8:55 
3/28/2017 8:56 
3/28/2017 8:57 
3/28/2017 8:58 
3/28/2017 8:59 
3/28/2017 9:00 
3/28/2017 9:01 
3/28/2017 9:02 
3/28/2017 9:03 
3/28/2017 9:04 
3/28/2017 9:05 
3/28/2017 9:06 
3/28/2017 9:07 
3/28/2017 9:08 
3/28/2017 9:09 
3/28/2017 9:10 
3/28/2017 9:11 
3/28/2017 9:12 
3/28/2017 9:13 
3/28/2017 9:14 
3/28/2017 9:15 
3/28/2017 9:16 
3/28/2017 9:17 
3/28/2017 9:18 
3/28/2017 9:19 
3/28/2017 9:20 
3/28/2017 9:21 
3/28/2017 9:22 
3/28/2017 9:23 
3/28/2017 9:24 
3/28/2017 9:25 
3/28/2017 9:26 
3/28/2017 9:27 
3/28/2017 9:28 
3/28/201 7 9:29 
3/28/201 7 9:30 
3/28/201 7 9:31 
3/28/201 7 9:32 
3/28/201 7 9:33 
3/28/2017 9:34 
3/28/2017 9:35 
3/28/201 7 9:36 
3/28/2017 9:37 
3/28/2017 9:38 
3/28/2017 9:39 
3/28/2017 9:40 
3/28/2017 9:41 
3/28/2017 9:42 
3/28/2017 9:43 
3/28/2017 9:44 
3/28/2017 9:45 

53.4 
50.69 
42.51 
44.05 
41 .39 
34.49 

36.9 
36.25 
39.43 
46.97 
43.28 
54.66 
59.86 
64.88 
59.41 
59.04 
51 .22 
52.28 
47.51 
49.35 
53.37 
58.34 
51 .87 

51 .5 
47.52 

44.1 
43.27 

51 .02 
54.33 
50.1 

44.66 
55.22 
54.86 

58.2 
51 .07 
52.55 

45.6 
48.66 

53.4 
47.56 
46.43 
52.03 
47.32 
53.51 
53.27 
49.86 
49.85 
43.26 

45.1 
56.3 

57.12 
53.73 
37.75 
43.27 
46.43 
47.55 
40.44 
50.15 

(Boiler 1} NOx 
ppm@3% 021-
Min 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

69.67 27.59 11 .61 
11 .58 
9.15 

68.38 
58.85 

58.8 
57.97 
49.08 
52.67 
51 .0 1 
52.44 
62.88 
59.46 
69.44 
76.81 
79.6 

77.17 
74.69 
64.29 
67.71 
62.99 
64.72 
67.85 

74.7 
67.77 
67.68 
63.38 
60.54 
58.54 

67.8 
71 .82 
66.33 
60.52 
71 .68 
70.39 

75.6 
67.32 
68.46 
62 .55 
63.12 
70.28 
65.19 
61 .93 
67.88 
64.17 
70.53 
70.06 
68.13 
66.64 
59.25 
58.29 
70.38 
72.31 

72.2 
52.96 
57.76 
60.31 

64 
56.03 
63.22 

25.41 
20.86 
22.65 
20.61 
16.99 
18.38 
18.63 
21 .22 
24.85 
21.87 
30.66 

32.5 
36.88 
30.24 
31.25 
26.82 
26.25 
23.69 
24.73 
27.85 
30.25 

26 
25.85 
23.42 
21 .63 
21 .75 

25.89 
27.62 
25.62 
21 .95 
28.97 
29.13 
30.35 
25.92 

27.4 
22.44 
25.35 
27.47 
23.32 
23.85 
27.53 
23.72 
27.68 
27.44 
24.33 
25.31 
21 .66 
23.88 
30.48 
29.76 
26.48 
17.79 
21.98 
24.15 
23.93 
19.85 

27.4 

10.32 
9.24 
8 .53 
8 .94 
8 .09 
8 .31 
9.66 
7.92 

10.72 
12.5 

14.28 
12.55 
11 .65 
11 .32 
11 .61 
7.98 
8 .21 
12.3 

14.72 
12.45 
11 .03 

9.76 
8.39 

7.8 

9.69 
11 .09 
10.12 

8.81 
10.62 
10.71 
11.76 
11.62 
12.87 
11 .34 
11 .02 
11 .94 
10.04 

9.37 
10.3 
9.03 
10.6 
9.99 
7.99 
7.53 
7.29 

8 .1 
12 

13.66 
13.69 
11 .23 

12.8 
13.95 

13.4 
10.19 
13.77 

(Boiler 1) S02 (Boiler 1} (Boiler 1) CO 
ppm@3%021 
Min 

ppm@3% 0 2 1- (Boiler 1) S02 CO ppm 1-
Min lb/hr 1-Min Avg Min 

15.15 8 .34 
15.62 8 .07 
12.67 6.25 
13.78 7.38 
12.94 
12.14 
12.76 
11 .38 
11 .05 
12.93 
10.88 
13.62 
16.04 
17.52 

16.3 
14.74 
14.21 
15.04 
10.58 
10.77 
15.64 
18.85 
16.27 

14.5 
13.02 
11.52 
10.55 

12.88 
14.66 

13.4 
11 .94 
13.79 
13.74 
15.28 
15.32 
16.77 
15.55 
14.29 
15.72 
13.76 

12.5 
13.44 
12.25 
13.97 
13.14 
10.92 
10.07 

9.98 
10.47 

15 
17.29 

18.4 
15.75 
17.09 
18.12 
18.03 
14.12 
17.36 

6.4 
5 .85 

6.2 
5 .78 
6.22 
7.11 
5.57 
8.37 
9.44 

11.29 
8.89 
8.58 
8 .25 
8.11 
5.54 
5.72 
8 .93 

10.62 
8 .68 

7.7 
6.69 
5.73 
5.46 

6.84 
7.84 

7.2 
6.02 
7.75 
7.91 
8.53 

8.2 
9.34 
7.76 
7.99 
8.55 
6.85 

6.7 
7.58 

6.3 
7.63 
7.16 
5.43 
5.32 
5.08 
5.97 
9.04 

9.9 
9.39 
7.36 
9.05 
10.1 
9.38 
6.96 

10.47 

2.47 13.05 <56> 
2.36 13.49 <56> 
2.31 13.84 <56> 
2.47 13.35 <56> 
2.45 14 01 <56> 
2.32 14.23 <56> 
2.36 14.27 <56> 
2.45 14.07 <56> 
2.45 13.30 <56> 
2.55 13.39 <56> 
2.46 13.74 <56> 

2.5 12.70 <56> 
2.65 12.83 <56> 
2.62 12.27 <56> 
2.64 12.99 <56> 
2.68 12.65 <56> 
2. 7 4 12.55 <56> 
2.76 12.95 <56> 
2.62 13.26 <56> 
2.61 13.11 <56> 
2.69 12.71 <56> 
2.81 12.80 <56> 
2.78 13.07 <56> 
2.77 13.14 <56> 
2.82 13.34 <56> 
2.79 13.73 <56> 
2.79 13.53 <56> 

3.70 <25> 
3.74 <25> 

2.93 13.29 <56> 
2.9 13.22 <56> 

2.95 13.24 <56> 
2. 94 13.55 <56> 
3.08 12.98 <56> 
3.01 12.83 <56> 
3.09 12.99 <56> 
3.17 13.18 <56> 
3.19 13.03 <56> 
3.23 13.72 <56> 
3.25 12. 97 <56> 
3.33 13.16 <56> 
3.24 13.7 1 <56> 
3.41 13.34 <56> 
3.34 13.05 <56> 
3.23 13.56 <56> 
3.34 13.18 <56> 
3.45 13.15 <56> 
3.51 13.66 <56> 
3.47 13.37 <56> 
3.46 13. 70 <56> 
3.56 12. 92 <56> 
3.68 12.50 <56> 
3.8 12.66 <56> 

3.69 13.44 <56> 
3.55 14.03 <56> 
3.74 13.35 <56> 
3.82 12.99 <56> 
3.84 13.46 <56> 
3.68 13.85 <56> 
3.98 12.61 <56> 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- C0@3% Calculated 
Min Min 02 CO lb/hr 

3 .14 <56> 
3.05 <56> 
2.99 <56> 
3.13 <56> 
3.03 <56> 
3.00 <56> 
3.03 <56> 
3.13 <56> 
3.28 <56> 
3.22 <56> 
3.08 <56> 
3.41 <56> 
3.30 <56> 
3.46 <56> 
3.10 <56> 
3.22 <56> 
3.19<56> 
3.06 <56> 
3.04 <56> 
3.05 <56> 
3.18<56> 
3.16 <56> 
3.05 <56> 
3.06 <56> 
3.00 <56> 
2.99 <56> 
3 06 <56> 
0.30 <25> 
0.58 <25> 
3.09 <56> 
3.09 <56> 
3.11 <56> 
2.99 <56> 
3.19 <56> 
3.23 <56> 
3.17 <56> 
3.09 <56> 
3.17 <56> 
2.99 <56> 
3.17 <56> 
3.13 <56> 
2.98 <56> 
3.13 <56> 
3.22 <56> 
3.05 <56> 
3.15 <56> 
3.14 <56> 
2.97 <56> 
3.09 <56> 
3.05 <56> 
3.22 <56> 
3.29 <56> 
3.17 <56> 
3.00 <56> 
2.87 <56> 
3.09 <56> 
3.17 <56> 
3.06 <56> 
2.99 <56> 
3.33 <56> 

13.5 7.18 4327 3 22 0.78 
13.04 7.63 41 98 3.18 0.72 
12.79 
13.2 
12.5 

12.42 
12.35 
12.54 
13.32 
13.14 
12.88 
13.88 
13.75 
14.35 
13.58 
13.92 
14.07 
13.55 
13.27 
13.49 
13.84 
13.71 
13.49 
13.39 
13.22 
12.83 
13.03 

13.28 
13.3 
13.3 

13.01 
13.53 
13.75 
13.56 
13.35 
13.49 
12.83 
13.63 
13.33 
12.86 
13.23 
13.49 
13.01 
13.34 
13.36 

12.9 
13.12 
12.85 

13.7 
14.07 
13.86 
13.03 
12.6 

13.19 
13.55 
13.04 
12.74 
14.02 

7.97 
7.49 
8.12 
8 .32 
8 .36 
8 .18 
7.44 
7.53 
7.87 
6.81 
6.95 
6.31 
7.12 
6.75 
6.64 
7.08 

7.4 
7.25 
6.82 
6.92 

7.2 
7.28 
7.48 
7.86 
7.67 

7.43 
7.36 
7.38 
7.69 
7.11 
6.95 
7.12 
7.32 
7.16 
7.85 

7.1 
7.3 

7.84 
7.48 
7.18 

7.7 
7.32 
7.29 

7.8 
7.51 
7.83 
7.05 
6.58 
6.76 
7.58 
8.14 
7.49 
7.12 

7.6 
7.98 

6.7 

4111 
4306 
41 70 
4127 
41 72 
4305 
4507 
4431 
4233 
4699 
4547 
4761 
4264 
4434 
4386 
4205 
4177 
4198 
4371 
4343 
4199 
4204 
4128 
4109 
4211 

4251 
4258 
4283 
4117 
4394 
4447 
4368 
4251 
4368 
4121 
4363 
4309 
4107 
4303 
4432 
4199 
4333 
4315 
4088 
4253 
41 94 
4435 
4534 
4364 
4128 
3948 
4255 
4357 
4215 
4112 
4577 

3.20 
3.30 
3.43 
3 30 
3.37 
345 
3.26 
3.41 
3.38 
3.18 
3.40 
3.21 
3.43 
3.39 
3.44 
3.57 
3.47 
3.42 
3.42 
3.60 
3.63 
3.64 
3.76 
3.83 
3.77 

3.89 
3.83 
3.91 
3.98 
4 .00 
3.86 
4.01 
4.18 
4.16 
4.43 
4.22 
4.38 
4.44 
4.55 
4 .36 
4 .38 
4.40 
4.54 
4.80 
4.64 
4.74 
4.60 
4.60 
4.81 
4.96 
4.98 
4.99 
4.96 
5.17 
5.10 
5.02 

0.69 
0.77 
0.74 
0.70 
0.72 
0.77 
0.80 
0.82 
0.76 
0.85 
0.88 
0.91 
0.82 
0.86 
0.87 
0.84 
0.80 
0.80 
0.85 
0.89 
0.85 
0.85 
0.85 
0.83 
0.85 

0.91 
0.90 
0.92 
0.88 
0.98 
0.97 
0.98 
0.98 
1.01 
0.97 
1.03 
1.04 
0.97 
1.07 
1.08 
0.99 
1.05 
1 .08 
1.04 
1.07 
1.05 
1.15 
1.21 
1 .21~ 
1.110 
1 .02~ 
1.16"-> 
1.21 
1.18 
1.10 
1.32 



Average 49.28 65.11 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3% 02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3% 02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

25.30 10.64 14.06 

4289.69 
7.39 

13.30 
49.28 
65.11 

25.30 
10.64 
14.06 

7.60 
3.01 
3.99 

0 94 

7.60 3.01 13.30 7.39 4289.69 3.99 0.94 

..... 
w 

U; 
tO 
!\) 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 10:06 
3/28/2017 10:07 
3/28/2017 10:08 
3/28/2017 10:09 
3/28/2017 10:10 
3/28/2017 10:11 
3/28/2017 10:12 
3/28/2017 10:13 
3/28/2017 10:14 
3/28/2017 10:15 
3/28/2017 10:16 
3/28/2017 10:17 
3/28/2017 10:18 
3128/2017 10:1 9 
3/28/2017 10:20 
3/28/2017 10:21 
3/28/201 7 10:22 
3/28/201 7 10:23 
3/28/2017 10 :24 
3/28/2017 10:25 
3/28/2017 10:26 
3/28/2017 10:27 
3/28/2017 10:28 
3/28/2017 10:29 
3/28/2017 10:30 
3/28/2017 10 :31 
3/28/2017 10:32 
3/28/2017 10:33 
3/28/2017 10:34 
3/28/2017 10:35 
3/28/2017 10:36 
3/28/2017 10:37 
3/28/2017 10:38 
3128/2017 10:39 
3128/2017 10:40 
3128/2017 10:41 
3128/2017 10:42 
3128/2017 10:43 
3128/2017 10:44 
3128/2017 10:45 
3128/2017 10:46 
3/28/201 7 10:47 
3128/2017 10:48 
3/28/201 7 10:49 
3/28/2017 10:50 
3/28/2017 10:51 
3/28/2017 10:52 
3/28/2017 10:53 
3/28/2017 10:54 
3/28/2017 10 :55 
3/2812017 10:56 
3/28/2017 10:57 
3128/2017 10:58 
3128/201 7 10:59 
3/28/201 7 11 :00 
3/28/2017 11 :01 
3128/2017 11 :02 
312812017 11 :03 
3/28/2017 11 :04 
3128/2017 11 :05 

44.31 
44 56 
46.79 
51 .44 
51 .71 
55 46 
51 .92 

51 .1 
46.48 
52.27 
58.86 
53.42 
52.36 
52.67 
42.35 
50.57 
52.48 
49.72 
50.33 
49.14 
49.47 

58.5 
61.24 
53.51 
40.08 
31 .62 
46.86 
56.07 
45.84 
37.96 
42.84 
45.25 
44.29 
45.36 
46.57 
46.8 

48.73 
56.8 

56.08 
54.9 

47.61 
36.46 
35.88 
44.65 
53.66 
55.48 
48.82 
49.46 
48.72 
45.65 
39.64 
44.08 
43.51 
49.43 
55.28 
61 .16 
60.55 
56.29 
53.57 
43.62 

(Boiler 1) NOx 
ppm@3% 021-
Min 

61.58 
60.66 

62.5 
68 

69.91 
73.48 
68.09 
67.11 
60.51 
66.45 
73.52 
70.78 
66.24 
71.05 
59 .22 
64 .02 
68.52 
66.87 
67.48 
64.82 
65.89 

75.5 
76.93 
70.07 
55.66 
43.74 
59.57 
70.78 
63.76 
51.91 
57.27 
60.18 
59.43 
60.41 
60.45 
62.05 
63.03 

70 .9 
70.99 
70.19 
64.32 
51 .31 
48.44 
57.96 
67.69 
73.84 
65.36 
64 .48 
66.57 
61 .67 

55 
60.05 
59 .36 
65.01 
70.23 
76.83 
77.75 
73.17 
69.23 
58.71 

(Boiler 1) NOx (Boiler 1) $02 
lb/hr 1-MinAvg ppm 1-Min 

21 .37 
22.31 
23.93 
26.63 
25.68 
28.68 
26.65 
25.94 
23.74 
27.04 
31 .74 
25.99 
27 .07 
24 .88 
19.89 
26.87 
26.48 
24 .22 
24.97 
24 .99 
24.89 
30 77 
33.24 

27 
19.27 
15.47 
25.25 
29.92 

21 .7 
18.5 

21.92 
23.35 

22.9 
23.23 
24.46 
23.89 
25.35 
30.62 
29.26 
28.29 
22.83 
17.11 
17.76 
23.36 
28.89 
27.49 

24.3 
25 

23.39 
22.57 
18.99 
21.91 
21.72 
25.43 
29.37 
32.51 
30 .67 
27.88 
27.12 
20.78 

11 .17 
10.69 
11 .07 
11.53 
11.02 
13.33 
13.31 
13.19 
11 .96 
12.51 
14.63 
11 .37 
11 .59 
11.72 

8.53 
10.19 
11 .61 

9.19 
8.69 
8.05 

8.6 
11.63 

11 .7 
9.41 
7.23 
5.88 
7.81 

10.05 
8.18 

6.4 
7.28 
7.78 

8 
7.68 
8.98 
8.49 
9.62 

14.04 
13.73 

13.9 
11 .14 

8.42 
7.74 
9.61 

11 .62 
10.87 

9.48 
10.11 
10.54 

8.36 
7.37 
8.25 
8 .65 

10.91 
14.77 
16.37 
15.86 
13.29 
12.13 

9 .97 

(Boiler 1) $02 
ppm@3% 021-
Mm 

(Boiler 1) 
(Boiler 1) $02 CO ppm 1-
lb/hr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3%021 
Min 

15.52 7.5 4.16 13.90 <56> 
14.55 
14.79 
15.24 

14.9 
17.66 
17.45 
17.32 
15.57 

15.9 
18.27 
15.06 
14.66 
15.81 
11.93 

12.9 
15.16 
12.36 
11 .65 
10.62 
11.45 
15.01 

14.7 
12.32 
10.04 
8 .13 
9 .93 

12.69 
11.38 
8.75 
9 .73 

10 .35 
10.73 
10.23 
11 .66 
11 .26 
12.44 
17.53 
17.38 
17.77 
15.05 
11.85 
10.45 
12.47 
14 .66 
14.47 
12.69 
13.18 

14.4 
11 .29 
10.23 
11 .24 

11 .8 
14.35 
18.76 
20.56 
20.37 
17.28 
15.68 
13.42 

7 .45 4 .38 13.61 <56> 
7 .88 4 .33 13.36 <56> 
8.31 4 .37 13.22 <56> 
7.61 4.35 13.52 <56> 
9 .59 4.46 13.25 <56> 

9.5 4.54 13.11 <56> 
9 .32 4.48 13.13 <56> 

8.5 4.58 13.02 <56> 
9 4.56 12.71 <56> 

10.98 4.62 12.49 <56> 
7.7 4.54 13.25 <56> 

8.34 4.61 12.65 <56> 
7.7 4 .6 13.49 <56> 

5 .57 4.49 13.98 <56> 
7.53 4 .72 12.66 <56> 
8 .15 4.69 13.06 <56> 
6 .23 4 .61 13.45 <56> 

6 4 .69 13.41 <56> 
5 .69 4.64 13.19 <56> 
6 .02 4.68 13.32 <56> 
8 .51 4.81 12.91 <56> 
8 .84 4.76 12.56 <56> 
6 .61 4.67 13.09 <56> 
4 .84 4.74 13.89 <56> 

4 4.72 13.83 <56> 
5.85 4.8 12.71 <56> 
7.46 4 .89 12.62 <56> 
5.39 4 .76 13.91 <56> 
4 .34 4 .74 13.67 <56> 
5.18 4.83 13.37 <56> 
5.59 4 .78 13.30 <56> 
5 .76 4.79 13.42 <56> 
5.47 4 .66 13.32 <56> 
6.56 4 .92 12.98 <56> 
6.03 4 .9 13.26 <56> 
6 .96 4.83 12.93 <56> 

10.53 4 .9612.48<56> 
9.97 4.98 12.66 <56> 
9.96 5.07 12.79 <56> 
7 .43 4.86 13.51 <56> 

5.5 4 .75 14.07 <56> 
5.33 4 .92 13.50 <56> 

7 5.06 12.98 <56> 
8.7 5.05 12.61 <56> 

7.49 4 .95 13.31 <56> 
6.56 4 .91 13.39 <56> 
7 .11 5.01 13.04 <56> 
7 .04 4.95 13.66 <56> 
5 .75 4.91 13.51 <56> 
4 .91 4.86 13.88 <56> 
5 .71 4.92 13.62 <56> 
6 .01 4 .92 13.64 <56> 
7 .81 5.01 13.15 <56> 

10 .92 5.02 12.70 <56> 
12.11 5.0912.56<56> 
11 .18 5.07 12.84 <56> 
9 .16 5.02 13.00 <56> 
8.54 5.17 12.92 <56> 
6.61 5.07 13.46 <56> 

(Boiler 1) 
(Boiler 1) CO C02% 1-

(Boile r 1) Stack Flow Calculated 
02% 1- kdscf/h r 1- C0@3% Calculated 

lblhr 1-Min Min Min Min 02 CO lb/hr 
12.68 8.02 4040 5.78 1.22 
12.96 7 .75 4193 5 96 1.33 
13.17 7.5 4283 5 78 1.35 
13.32 7 .36 4337 5.78 1.38 
13.02 7 .66 41 60 5.88 1.32 
13.27 7.39 4332 5.91 1.40 
13.49 7.25 4299 5.95 1.42 
13.38 7.27 4252 5.88 1.38 
13.55 7 .15 4279 5.96 1.42 
13.88 6 .82 4333 5.80 1.44 
14.06 6.57 451 7 5.77 1.52 

13.3 7 .39 4075 6 .02 1.34 
13 .93 

13 
12.59 
13.93 
13.45 

13.1 
13. 11 
13.36 
13.22 
13.64 
13.99 
13.41 
12.67 
12.77 
13.86 
13.91 

6.75 
7.63 

8 .1 
6 .76 
7.19 
7.59 
7.55 
7 .33 
7.46 
7.03 
6.65 
7.23 
8.01 
7.96 
6.82 
6.72 
8.03 
7.81 
7.51 
7.44 
7.56 
7 .46 
7 .11 

7.4 
7.06 
6.56 
6 .76 

6.9 
7.65 
8.18 
7.64 
7.11 
6.71 
7.45 
7.53 
7.17 

7 .8 
7 .65 

1.45 
1.32 
1.28 
1.53 
1.44 
1.37 
1.42 
1.44 
1.43 
1.54 
1.57 
1.43 
1.39 
1.41 
1.57 
1.59 
1.37 
1.41 
1.50 
1.50 
1.51 
1.45 
1.57 
1.52 
1.53 
1.63 
1.58 
1.59 
1.42 
1.36 
1.48 
1.61 
1.66 
1.49 
1.49 
1.54 
1.45 
1.48 
1.42 
1.49 
1.49 

2.94 <56> 
3.05 <56> 
3.11 <56> 
3.15 <56> 
3 02 <56 > 
3.15 <56> 
3.12 <56> 
3.09 <56> 
3 .11 <56> 
3.15 <56> 
3.28 <56> 
2.96 <56> 
3.15 <56> 
2.88 <56 > 
2.86 <56> 
3.23 <56> 
3 .07 <56> 
2 .96 <56> 
3.02 <56> 
3.10 <56> 
3.06 <56> 
3 .20 <56> 
3.30 <56> 
3 .07 <56> 
2 .93 <56> 
2 .98 <56> 
3 .28 <56> 
3 .25 <56> 
2 .88 <56> 
2 .97 <56> 
3 .11 <56> 
3 .14 <56> 
3 .15 <56> 
3. 12 <56> 
3 .20 <56> 
3 .11 <56> 
3 .17 <56> 
3 .28 <56 > 
3 .18 <56> 
3.14 <56> 
2 .92 <56> 
2 .86 <56> 
3 .01 <56> 
3.19 <56> 
3.28 <56> 
3 .02 <56> 
3 .03 <56> 
3 .08 <56> 
2 .92 <56> 
3 .01 <56> 
2 .92 <56> 
3 .03 <56> 
3.04 <56> 
3 .13 <56> 
3.23 <56> 
3 .24 <56> 
3 .08 <56> 
3.01 <56> 
3.08 <56> 
2 .90 <56> 

12.6 
12.93 
13.17 
13.24 
13 09 
13.28 
13.57 
13.26 
13.65 
14.09 
13.93 
13.75 
13.02 
12.51 
13.09 
13.59 
13.95 
13.21 
13.16 
13.53 
12.84 
13.04 
12.69 
12.94 
12.92 
13.42 
13.89 
14.02 
13.71 
13.54 
13.59 
13 .09 

8 
7.76 
7.78 
7.29 
6.81 
6 .65 
6.96 
7 .13 
7.05 

4331 
3957 
3934 
4450 
4227 
4080 
41 56 
4259 
4214 
4406 
4547 
4226 
4028 
4097 
4513 
4469 
3965 
4083 
4285 
4323 
4331 
4289 
4399 
4275 
4357 
4516 
4370 
4316 
4016 
3930 
4145 
4383 
4510 
4151 
4169 
4234 
4021 
4141 
401 2 
4164 
4181 
4309 
4450 
4453 
4242 
4148 
4240 
3990 

5.83 
6 .20 
6 .28 
5 .98 
6 .12 
6 .20 
6 .29 
6 .12 
6 .23 
6 .21 
5 .98 
6 .12 
6 .58 
6.53 
6.10 
6.17 
6 .62 
6 .48 
6.46 
6.36 
6.43 
6 .21 
6.39 
6 .50 
6 .25 
6 .19 
6 .30 
6.48 
6 .57 
6 .68 
6.64 
6 .57 
6.37 
6 .59 
6 57 
6 .53 
6 .76 
6 .63 
6 .74 
6 .70 
6 .71 
6 .59 
6 .38 
6 .39 
6 .51 
6 .53 
6 .68 
6 .8 2 

1.57 ~ 
1.62 

7.6 

1.65 
1.56 
1.51 
1.59 
1.47 

Oi 
(J:> 

1'J 



Average 49.17 64.78 

Flow kdscfh 
02 % dry 
C02 %dry 
NOx ppm dry 
NOx ppm@3%02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3% 02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

24.96 10.45 13.75 7.39 

4239.87 
7 34 

13.34 
49.17 
64.78 

24.96 
10.45 
13.75 

7.39 
4.77 
6.30 

1.47 

4.77 13.34 7.34 4239.87 6.30 1.47 

..... 
(,.) 
(,.) 

Ui 
<D 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 12:04 
3/28/2017 12:05 
3/28/2017 12:06 
3/28/2017 12:07 
3/28/2017 12:08 
3/28/2017 12:09 
3/28/2017 12: 1 0 
3/28/2017 12:11 
3/28/2017 12:12 
3/28/2017 12:13 
3/28/2017 12:14 
3/28/2017 12:15 
3/28/2017 12:16 
3/28/2017 12:17 
3/28/2017 12:18 
3/28/2017 12:19 
3/28/2017 12:20 
3/26/2017 12:21 
3/28/2017 12:22 
3/28/2017 12:23 
3/28/2017 12:24 
3/28/2017 12:25 
3/28/2017 12:26 
3/28/2017 12:27 
3/28/2017 12:28 
3/28/2017 12:29 
3/28/2017 12:30 
3/28/2017 12:31 
3/28/2017 12:32 
3/28/2017 12:33 
3/28/2017 12:34 
3/28/2017 12:35 
3/28/2017 12:36 
3/28/2017 12:37 
3/28/2017 12:38 
3/28/2017 12:39 
3/28/2017 12:40 
3/28/2017 12:41 
3/28/2017 12:42 
3/28/2017 12:43 
3/28/2017 12:44 
3/28/2017 12:45 
3/28/2017 12:46 
3/28/2017 12:47 
3/28/2017 12:48 
3/28/2017 12:49 
3/28/2017 12:50 
3/28/2017 12:51 
3/28/2017 12:52 
3/28/2017 12:53 
3/28/2017 12:54 
3/28/2017 12:55 
3/28/2017 12:56 
3/28/2017 12:57 
3/28/2017 12:58 
3/28/2017 12:59 
3/28/2017 13:00 
3/28/2017 13:01 
3/28/2017 13:02 
3/28/2017 13:03 

33.54 
33.55 
39.74 
52.16 
56.69 
54.01 
46.12 
32.97 
28.55 

58.81 
58.66 
44.42 
40.04 
60.31 
62.56 
63.65 

47.4 
35.79 
33.36 
38.76 
50.25 
52.69 
46.82 
30.73 
28.89 
35.46 
37.97 
38.89 
40.11 
42.82 
53.37 
59.81 
58.01 
63.7 

51.05 
41 .66 
36.22 
41.22 
46.03 
52.59 
50.47 
46.94 
39.81 
40.61 
41 .11 

41.4 
50.49 
54.09 
61 .67 
50.67 
52.59 
53.56 
58.85 

61 .3 
54.39 

52.9 
49.62 
48.83 

(Boiler 1) NOx 
ppm@3%021-
Min 

45.79 
46.52 
52.58 
66.45 
71 .61 

69.6 
62.49 
47.98 
41 .11 

72.95 
74 .95 
61.54 
54 .63 
75.02 
78.31 
80.98 
64.0B 

48.9 
45.55 
50.75 

63.7 
68.05 
63.68 
46.03 
41 .91 
48.27 

54.2 
53.67 
58.75 
57.46 
69.48 
76.09 
74.01 
80.81 
68.14 
57.27 
51 .01 
56.45 
60.76 
68.76 
65.89 
63.22 
56.07 
58.29 
57.18 
56.83 
67.35 
69.46 
78.85 
67.59 
67.14 
67.56 
73.87 
76.46 
69.05 
66.68 
64.32 
63.15 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

18.19 
17.9 

22.33 
30.44 

32.7 
29.48 
23.71 
16.06 
14.48 

34.59 
32.07 
22.18 
20.81 
35.07 
34.91 
34.47 
23.81 
17.93 
16.87 
20.92 
27.87 
28.12 
23.78 
14.36 
14.56 
18.82 
19.27 
20.55 
20.18 
23.58 
29.81 
33.78 
31 .66 

35 
26.17 
20.95 
17.87 
21.43 
24.68 
28.42 
26.74 
23.97 
19.58 

19.9 
21.21 
21 .52 
27.18 
29.65 
33.76 
25.76 
28.29 
28.92 
31.68 
32.94 
28.25 
27.71 
25.12 
24.45 

12.27 
11 .72 
11 .95 
14.96 
16.21 
15.41 
12.73 

8.5 
6.59 

15.57 
14.69 

10.7 
7.5 

13.62 
17.76 
16.54 
12.39 
9.28 
8.79 
9.95 

12.08 
12.69 
10.68 
7.36 
6.05 
6.82 
7.53 
6.46 
6.91 
7.61 

11 .63 
13.12 
12.41 

13.6 
10.81 
8.45 

6.7 
7.04 

7.8 
8.61 
6.91 
6.85 
6.04 
5.52 
5.94 
6.58 

10.25 
11.32 
12.82 
10.44 

11 
12.66 
14.1 

15.28 
14.27 
14.59 
13.85 
13.37 

(Boiler 1) S02 
ppm@3%021-
Min 

(Boiler 1) 
(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3%021 
Min 

16.75 9.26 4.17 13.65 <56> 
3.98 13.87 <56> 16.25 

15.81 
19.06 
20.48 
19.86 
17.25 
12.37 

9.49 

19.31 
18.77 
14.82 
10.23 
16.94 
22.23 
21 .04 
16.75 
12.68 

12 
13.03 
15.31 
16.39 
14.53 
11 .02 

8 .78 
9.28 

10.75 
8 .92 

10.12 
10.21 
15.14 
16.69 
15.83 
17.25 
14.43 
11 .62 
9.44 
9.64 
10.3 

11 .26 
9.02 
9.23 
8 .51 
7.92 
8.26 
9.03 

13.67 
14.54 
16.39 
13.93 
14.04 
15.97 

17.7 
19.06 
18.12 
18.39 
17.95 
17.29 

8.7 
9.34 

12.15 
13.01 

11.7 
9.11 
5.76 
4.65 

12.74 
11.17 

7.43 
5.42 

11 .02 
13.79 
12.46 

8.66 
6.47 
6.18 
7.47 
9.32 
9.42 
7.55 
4.79 
4.24 
5.04 
5.32 
4.75 
4.84 
5.83 
9.04 

10.31 
9.42 
10.4 
7.71 
5.91 

4.6 
5.09 
5.82 
6.47 
5.09 
4.87 
4.13 
3.76 
4.26 
4.76 
7.68 
8 .63 
9.76 
7.38 
8 .23 
9.51 

10.56 
11.42 
10.31 
10.63 
9.76 
9.31 

4.2 13.23 <56> 
4.12 12.74 <56> 
4.11 12.63 <56> 
4.02 12.89 <56> 
3.92 13.55 <56> 
3.79 14.55 <56> 
3.77 14.40 <56> 

3.92 12.40 <56> 
3.99 12.78 <56> 
3. 75 13.85 <56> 
3.67 13.64 <56> 
4.03 12.44 <56> 
3.92 12.52 <56> 
3.87 12.72 <56> 
3.77 13.52 <56> 
3.82 13.66 <56> 
3.83 13.65 <56> 
3.82 13.09 <56> 
3.84 12.68 <56> 
3.96 12.91 <56> 
3.82 13.60 <56> 
3.67 14.98 <56> 
3.64 14.51 <56> 
3. 79 13.61 <56> 
3. 79 14 .27 <56> 
3.77 13.80 <56> 

3.7 14.65 <56> 
3.86 13.42 <56> 
3.89 13.02 <56> 
3.86 12.72 <56> 
3.92 12.76 <56> 
4.02 12.69 <56> 
3.89 13.35 <56> 
3.83 13.75 <56> 
3.75 14.08 <56> 
3.87 13.70 <56> 

3.9 13.20 <56> 
4.05 13.08 <56> 
3. 99 13.06 <56> 
3. 95 13.4 7 <56> 
3.94 14.08 <56> 

3.8 14.35 <56> 
3.92 13.91 <56> 
3.83 13. 73 <56> 
3.98 13.34 <56> 
4.11 12.84 <56> 
4.07 12.79 <56> 
3.96 13.34 <56> 
4.08 12.77 <56> 
4.16 12.61 <56> 
4.16 12.55 <56> 
4.18 12.47 <56> 
4 .27 12. 70 <56> 
4.18 12.61 <56> 
4.11 12.96<56> 
3.99 12.93 <56> 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 
3.30 <56> 12.9 
3.25 <56> 12 71 
3.42 <56> 13.37 
3.55 <56> 13.83 
3.51 <56> 
3.32 <56> 
3.13<56> 
2.97 <56> 
3.09 <56> 

3.58 <56> 
3.33 <56> 
3.04 <56> 
3.16 <56> 
3.54 <56> 
3.40 <56> 
3.30 <56> 
3.06 <56> 
3.05 <56> 
3.08 <56> 
3.28 <56> 
3.38 <56> 
3.25 <56> 
3.09 <56> 
2.85 <56> 
3.07 <56> 
3.23 <56> 
3.09 <56> 
3.22 <56> 
3.06 <56> 
3.35 <56> 
3.40 <56> 
3.44 <56> 
3.32 <56> 
3.34 <56> 
3.12<56> 
3.06 <56> 
3.00 <56> 
3.16 <56> 
3.26 <56> 
3.29 <56> 
3.23 <56> 
3.11 <56> 
2.99 <56> 
2.98 <56> 
3.14 <56> 
3.16 <56> 
3.28 <56> 
3.34 <56> 
3.33 <56> 
3.09 <56> 
3.27 <56> 
3.29 <56> 
3.28 <56> 
3.27 <56> 
3.16 <56> 
3.19 <56> 
3.08 <56> 
3.05 <56> 

13.95 
13.67 
12.94 
12.12 
12.25 

14.18 
13.77 
12.68 
12.97 
14.18 
14.06 
13.81 

13 
12.9 
12.9 

13.47 
13.89 
13.61 

12.9 
11 .74 
12.12 
12.99 
12.31 
12.76 

12 
13.2 

13.53 
13.83 
13.83 
13.86 
13.18 
12.77 
12.51 
12.87 
13.37 
13.44 
13.49 
13.02 

12.5 
12.26 
12.65 
12.87 
13.18 
13.74 
13.71 
13.21 

13.8 
13.94 

14 
14.07 
13.84 
13.95 
13.56 
13.62 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO @ 3% Calculated 

CO lb/hr Min Min 02 
7.79 4542 
7.99 
7.37 
6.85 
6.73 
7.01 
7.69 

8.6 
8.47 

6.47 
6.89 
7.98 
7.78 
6.51 

6.6 
6.83 
7.66 

7.8 
7.79 
7.23 
6.78 
7.04 
7.74 
8.95 
8.56 
7.75 
8.36 
7.93 
8.68 
7.56 
7.15 
6.83 
6.87 
6.79 
7.49 
7.88 
8.19 
7.83 
7.34 
7.21 
7.19 
7.61 
8.19 
8.43 
8.03 
7.86 
7.48 
6.96 

6.9 
7.48 
6.88 
6.71 
6.64 
6.55 

6.8 
6.7 

7.09 
7.06 

4470 
4706 
4888 
4831 
4572 
4307 
4081 
4249 

4926 
4579 
4182 
4353 
4870 
4674 
4536 
4208 
4196 
4235 
4520 
4646 
4470 
4254 
3915 
4222 
4445 
4251 
4426 
4214 
4613 
4678 
4731 
4572 
4602 
4294 
4212 
4132 
4355 
4491 
4526 
4438 
4278 
4119 
4104 
4322 
4354 
4509 
4592 
4585 
4258 
4505 
4522 
4509 
4501 
4351 
4388 
4241 
41 94 

5.69 1.38 
5.52 1.29 
5.56 
5.25 
5.19 
5.18 
5.31 
5.52 
5.43 

4.86 
5.10 
5.20 
5.01 
5.01 
4.91 
4.92 
5.10 
5.22 
5.23 
5.00 
4.87 
5.11 
5.20 
5.50 
5.28 
5.16 
5.41 

5.42 
5.18 
5.06 
4.91 
5.00 
5.10 
5.19 
5.27 
5.28 
5.30 
5.15 
5.30 
5.21 
5.32 
5.55 
5.45 
5.45 
5.26 
5.31 
5.28 
5.20 
5.28 
5.21 
5.25 
5.22 
5.21 
5.42 
5.27 
5.33 
5.16 

1.44 
1.46 
1.44 
1.34 
1.23 
1.12 
1.16 

1.40 
1.33 
1.14 
1.16 
1.43 
1.33 
1.28 
1.15 
1.16 
1.18 
1.25 
1.30 
1.29 
1.18 
1.04 
1.12 
1.22 
1.17 

1.13 
1.29 
1.32 
1.33 
1.30 
1.34 
1.21 
1.17 
1.13 
1.22 
1.27 
1.33 
1.29 
1.23 
1.18 
1.13 
1.23 
1.21 
1.30 
1.37 
1.36 
1.23 
1.34 .... 
1.37 ~ 
1.36 ~ 
1.37 N 

1.35 
1.33 
1.27 
1.22 



3/1/201611 :31 50.28 72.88 
Average 47.27 62.58 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3% 02 

NOx lb/hr 
S02 ppm diy 
S02 ppm@3% 02 

S02 lb/hr 
co ppm dry 
co ppm@3%02 

co lb/hr 

30.27 9.37 13.58 
25.20 10.72 14.15 

4437.07 
7.46 

13.22 
47.27 
62.58 

25.20 
10.72 
14.15 

7.97 
3.87 
5.23 

1.27 

7.85 
7.97 

0.29 14.49 <56> 
3.87 

3.66 <56> 12.22 
13.22 

8.55 
7.46 

5043 
4437.07 5.23 1.27 

.... 
w 
01 
(;; 
<O 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 13:43 58. 71 
3/28/2017 13:44 54.06 
3/28/2017 13:45 57.86 
3/28/2017 13:46 
3/28/2017 13:47 
3/28/2017 13:48 
3/28/2017 13:49 
3/28/2017 13:50 
3/28/2017 13:51 
3/28/2017 13:52 
3/28/2017 13:53 
3/28/2017 13:54 
3/28/2017 13:55 
3/2812017 13:56 
3128/2017 13:57 
3/28/2017 13:58 
3/28/2017 13:59 
3/28/2017 14:00 
3/28/2017 14:01 
3/28/2017 14:02 
3/28/2017 14:03 
3/2812017 14:04 
3/2812017 14:05 
3/2812017 14:06 
3128/2017 14:07 
3128/2017 14:08 
3/28/2017 14:09 
3/28/2017 14:10 
3/28/2017 14:11 
3/28/2017 14:12 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

54.79 
53.78 
60.19 
52.45 
42.09 
35.76 
27.8 

34.18 
34.86 
36.67 
36.09 
42.45 
46.39 
47.65 

53 
56.08 
58.7 

51.48 
60.71 
52.34 
47.97 
52.21 
51.72 
58.35 
51 .87 
43.27 
38.51 

48.40 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 02 1- (Boiler 1) NOx (Boiler 1) S02 
Min lb/hr 1-Min Avg ppm 1-Min 

75.99 30.67 
69.57 
74.08 
71 .43 
68.47 
75.29 
70.59 
57.78 
52.68 
41 .47 
47.84 
49.48 
52.01 

53.3 
58.18 
62.06 
63.99 

69.5 
71 .75 
75.76 
67.56 
76.15 
68.99 
62.27 
67.67 
66.41 
74.45 
67.92 
59.12 
54.45 

64.21 

28.31 
30.79 
28.22 
28.38 
32.13 
25.72 
20.33 
16.49 
13.07 
17.47 
17.65 
18.41 

17.7 
22.47 
24.96 
24.87 
28.36 
30.28 
31 .21 
26.3 

32.83 
26.05 
24.28 

27 
26.31 
29.96 
25.95 
20.74 
18.28 

24.84 

4275.73 
7.49 

13.13 
48.40 
64.21 

24.84 
10.24 
13.59 

7.31 
3.52 
4.71 

1.09 

12.97 
11 .43 
11.83 
10.87 
10.76 
13.33 
11 .89 

9.2 
8.05 
6.17 
6.16 
6.71 
6.95 
7.66 
8.73 

10.49 
10.32 
10.63 
11.13 
12.58 
11.46 
13.33 
11.64 
10.46 
10.88 
10.59 
12.29 
11 .12 
8.75 
8.89 

10.24 

(Boiler 1) S02 
ppm@3% 02 1-
Min 

(Boiler 1) 
(Boiler 1) S02 CO ppm 1-
lblhr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3%021 
Min 

16.79 9.43 3.99 12.94 <56> 
3.9 12.87 <56> 14.71 8.33 

15.15 
14.17 
13.7 

16.67 
16 

12.63 
11 .86 

9.2 
8.62 
9.52 
9.86 

11 .31 
11 .97 
14.03 
13.86 
13.94 
14.24 
16.24 
15.04 
16.72 
15.34 
13.58 

14.1 
13.6 

15.68 
14.56 
11 .96 
12.57 

13.59 

8.76 3.92 12.80 <56> 
7.79 3.92 13.04 <56> 

7.9 3.78 12.73 <56> 
9.9 3.94 12.51 <56> 

8.11 3.87 13.46 <56> 
6.18 3.73 13.73 <56> 
5.16 3.59 14.73 <56> 
4.03 3.56 14.92 <56> 
4.38 3.63 14.00 <56> 
4.73 3.63 14.20 <56> 
4.85 3.54 14.18 <56> 
5.23 3.47 14.77 <56> 
6.43 3.33 13.71 <56> 
7.85 3.49 13.38 <56> 
7.49 3.42 13.43 <56> 
7.91 3.45 13.11 <56> 
8.36 3.41 12.79 <56> 

9.3 3.48 12.91 <56> 
8.15 3.4 13.12 <56> 

10.03 3.41 12.54 <56> 
8.06 3.27 13.18 <56> 
7.37 3.31 12.98 <56> 
7.83 3.3 12.96 <56> 
7.5 3.25 12.84 <56> 

8.78 3.27 12.76 <56> 
7.74 3.21 13.09 <56> 
5.84 3.13 13.66 <56> 
5.87 3 14.14 <56> 

7.31 3.52 

(Boiler 1) 
(Boiler 1) CO C02% 1-

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- C0@3% Calculated 

lb/hr 1-Min Min 
3.18 <56> 
3.19 <56> 
3.24 <56> 
3.14 <56> 
3.21 <56> 
3.25 <56> 
2.99 <56> 
2.94 <56> 
2.81 <56> 
2.86 <56> 
3.11 <56> 
3.08 <56> 
3.06 <56> 
2.99 <56> 
3.22 <56> 
3.28 <56> 
3.18 <56> 
3.26 <56> 
3.29 <56> 
3.24 <56> 
3.1 1 <56> 
3.29 <56> 
3.03 <56> 
3.08 <56> 
3.15 <56> 
3.10 <56> 
3.13 <56> 
3.04 <56> 
2.92 <56> 
2.89 <56> 

Min Min 02 CO lb/hr 
13.52 7.07 4376 5.16 1.27 
13.65 6.99 4386 5.02 1 24 
13.68 6.92 4457 5.02 1.27 
13.44 7.17 4314 5.11 1.23 
13.84 6.84 4420 4.81 1.21 
13.98 6.59 4471 4.93 1.28 
12.95 7.6 4108 5.21 1.16 
12.81 7.86 4046 5.12 1.10 
11.86 8.75 3862 5.29 1.01 
11.78 8.9 3937 5.31 1.02 
1255 8.11 4280 5.08 1.13 
12.32 8.29 4240 5.15 1.12 
12.38 8.28 4205 5.02 1.08 
11.84 
12.83 
13.12 
13.09 
13.39 
13.72 
13.56 

13.4 
13.96 
13.29 
13.55 
13.48 
13.71 
13.73 
13.37 
12.82 
12.39 

13.13 

8.78 
7.84 
7.52 
7.57 
7.25 
6.91 
7.03 
7.26 
6.63 
7.32 
7.11 
7.09 
6.96 
6.87 
7.23 

7.8 
8.24 

7.49 

4108 
4434 
4507 
4371 
4482 
4523 
4453 
4279 
4530 
4169 
4239 
4331 
4261 
4301 
4190 
4015 
3977 

4275.73 

5.12 
4.56 
4.67 
4.59 
4.52 
4.36 
4.49 
4.46 
4.28 
4.31 
4.30 
4.28 
4.17 
4.17 
4.20 
4.28 
4.24 

4.71 

1.04 
1.07 
1.14 
1 09 
1.12 
1.12 
1.13 
1.06 
1.12 
0.99 
1.02 
1.04 
1.01 
1.02 
0.98 
0.91 
0.87 

1.09 

.... 
w 
Ol 
U; 
ID 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 14:51 
3/28/2017 14:52 
3/28/2017 14:53 
3/28/2017 14:54 
3/28/2017 14:55 
3/28/2017 14:56 
3/28/2017 14:57 
3/28/2017 14:58 
3/28/2017 14:59 
3/28/2017 15:00 
3/28/2017 15:01 
3/28/2017 15:02 
3/2812017 15:03 
312812017 15:04 
312812017 15: 05 
312812017 15:06 
312812017 15:07 
312812017 15:08 
312812017 15:09 
312812017 15:10 
31281201715:11 
312812017 15:12 
312812017 15:13 
312812017 15:14 
3/28/2017 15:15 
3/28/2017 15:16 
3/2812017 15:17 
3128/2017 15:18 
3/28/2017 15:19 
3128/2017 15:20 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

48.13 
49.24 
46.97 
57.62 
49.88 
44 53 

46.9 
53.47 
53.77 
52.59 
46.07 
48.49 
48.23 
53.39 
47.12 
50.66 
49.41 
55.36 
60.41 
58.31 
45.35 
49.26 

55.24 
54.91 
53.56 
56.36 
71 .77 
69.99 

52.75 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 021-
Min 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

65.92 24.28 
65.34 25.93 
63.79 23.82 
72.18 32.32 
68.63 24.39 
61 .08 22.24 
61 .46 24.57 
69.21 28.5 
68.8 28.38 

69.22 26.73 
62.1 

66.16 
64.62 
69.66 

63.8 
67.62 

68.3 
71.91 
75.35 
77.43 

61 .5 
65.17 

71.6 
71 .8 
70.6 
71.3 

87.27 
87.55 

69.26 

22.61 
24.08 
24.55 
28.22 
23.48 
25.95 
24.43 
29.56 
33.37 
29.41 
22.36 
25.52 

27.58 
26.75 
25.96 
28.78 
38.49 
35.2 

27.05 

4287.71 
7.30 

13.30 
52.75 
69.26 

27.05 
10.98 
14.38 

7.81 
0.42 
0.55 

0.13 

7.97 
7.99 
7.83 
8.58 
8.47 
6.86 
7.11 
8.35 
8.38 
9.78 
9.91 

11 .11 
10.61 
10.45 
9.53 
9.78 
9.42 
9.65 
12.4 
13.8 

11 .08 
11 .12 

13.24 
14.16 
15.13 
16.56 
19.86 
18.28 

10.98 

(Boiler1) (Boiler 1) S02 
ppm@3% 021-
Min 

(Boiler 1) S02 CO ppm 1-
(Boiler 1) CO 
ppm@3% 021 
Min lb/hr 1-Min Avg Min 

10.92 5.59 
10.6 5.85 

10.63 
10.75 
11 .65 
9.41 
9.32 

10.81 
10.72 
12.87 
13.36 
15.16 
14.22 
13.63 

12.9 
13.05 
13.02 
12.54 
15.47 
18.32 
15.03 
14.71 

17.16 
18.51 
19.94 
20.95 
24.15 
22.87 

14.38 

5.52 
6.7 

5.76 
4.77 
5.18 
6.19 
6.15 
6.92 
6.77 
7.68 
7.51 
7.68 
6.61 
6.97 
6.48 
7.17 
9.53 
9.68 
7.6 

8.02 

9.2 
9.6 

10.2 
11.76 
14.82 
12.79 

7.81 

1.09 13.70 <56> 
1.13 13.27 <56> 
0.96 13.58 <56> 
1.07 12.53 <56> 
0.93 13.76 <56> 
0.81 13.72 <56> 
0.86 13.10 <56> 
0.89 12.94 <56> 
0.77 12.79 <56> 

0.7 13.16 <56> 
0.5 13.48 <56> 

0.45 13.64 <56> 
0.37 13.40 <56> 
0.38 13.05 <56> 
0.21 13.54 <56> 
0.14 13.35 <56> 
0.04 13.82 <56> 
0.22 12.99 <56> 
0.16 12.47 <56> 
0.01 13.28 <56> 

0 13.56 <56> 
0 13.23 <56> 

0 12.96 <56> 
0 13.08 <56> 
0 13.18 <56> 
0 12.65 <56> 
0 12.16 <56> 
0 12.51 <56> 

0.42 

(Boiler 1) 
(Boiler 1) CO C02% 1-

(Boiler 1) Stack Flow Calculated 
02% 1- kdscflhr 1- CO @ 3% Calculated 

lb/hr 1-Min Min 
3.07 <56> 
3.21 <56> 
3.09 <56> 
3.41 <56> 
2 98 <56> 
3.04 <56> 
3.19<56> 
3.24 <56> 
3.21 <56> 
3.09 <56> 
2.99 <56> 
3.02 <56> 
3.10 <56> 
3.22 <56> 
3.03 <56> 
3.12 <56> 
3.01 <56> 
3.25 <56> 
3.36 <56> 
3.07 <56> 
3.00 <56> 
3.15 <56> 

3.04 <56> 
2.97 <56> 
2.95 <56> 
3.11 <56> 
3.26 <56> 
3.06 <56> 

Min Min 02 CO lb/hr 
12.78 7.83 4225 1.49 0.33 
13.19 7.41 4411 1.50 0.36 

12.9 7.72 4247 1.30 0.30 
13.97 6.61 4698 1.34 0.37 
12.68 7.89 4096 1.28 0.28 
12.75 7.85 4184 1 11 0.25 
13.38 7.24 4388 1 13 0.27 
13.52 7.07 4464 1 15 0.29 
13.7 6.91 4421 0.99 0.25 

13.25 
13.02 
12.82 
13.09 
13.39 
12.95 
13.07 
12.65 
13.54 
14.05 
13.12 
12.93 
13.22 

13.49 
13.37 
13.29 
13.86 
14.37 
13.94 

13.30 

7.3 
7.62 
7.78 
7.54 
7.18 
7.68 
7.49 
7.95 
7.12 
6.55 
7.42 
7.7 

7.37 

7.09 
7.21 
7.32 
6.75 
6.18 
6.59 

7.30 

4257 
4111 
4160 
4263 
4427 
4174 
4291 
4141 
4472 
4627 
4225 
4129 
4340 

4182 
4081 
4060 
4277 
4492 
4213 

4287.71 

0.92 
0.67 
0.61 
0.50 
0.50 
0.28 
0.19 
0.06 
0.29 
0.20 
0.01 
0.00 
0.00 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.55 

0.22 
0.15 
0.14 
0.11 
0.12 
0.06 
0.04 
0.01 
0.07 
0.05 
0.00 
0.00 
0.00 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.13 
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CeDAR 1-Minute Data 

(Boiler 1) NOx (Boiler 1) S02 
(Boiler 1) NOx ppm@3% 02 1- (Boiler 1) NOx (Boiler 1) S02 ppm @3% 02 1- (Boiler 1) S02 

Times tamp ppm 1-Min Min lb/hr 1-Min Avg ppm 1-Min Min lb/hr 1-Min Avg 
3/28/2017 15:40 48.13 62.89 24.09 9.22 12.05 6.42 
3/28/2017 15:41 50.32 66.77 24.35 9.68 12.84 6.52 
3/28/2017 15:42 52.75 72.13 25.07 9.78 13.37 6.47 
3/28/2017 15:43 44.66 61 .4 21 .35 7.26 9.98 4.83 
3/28/2017 15:44 46.97 61 .24 24.16 6.36 8.29 4.55 
3/28/2017 15:45 56.07 70.68 29.22 9.44 11 .9 6.84 
3/28/2017 15:46 68.08 85.7 35.14 13.64 17.17 9.79 
3/28/2017 15:47 52.1 73.2 23.67 10.13 14.23 6.4 
3/28/2017 15:48 35 50.69 15.81 6.4 9.27 4.02 
3/28/2017 15:49 48.02 61.53 25.31 9.49 12.16 6.96 
3/28/2017 15:50 54.37 70.27 27.64 12.5 16.16 8.84 
3/28/2017 15:51 53.19 70.11 26.23 13.31 17.54 9.13 
3/28/2017 15:52 49.78 66.3 24.45 12.17 16.21 8.32 
3/28/2017 15:53 53.24 69.16 26.66 12.18 15.82 8.49 
3/28/2017 15:54 62.39 80.06 31 .69 14.07 18.05 9.94 
3/28/2017 15:55 58.98 75.57 29.88 13.09 16.77 9.23 
3/28/2017 15:56 52.26 69.4 25.4 11 .39 15.12 7.7 
3/28/2017 15:57 46.04 61 .5 22.26 9.33 12.46 6.27 
3/28/2017 15:58 49.09 65.82 23.97 10.13 13.58 6.88 
3/28/2017 15:59 47.08 61 .87 23.24 9.74 12.8 6.69 
3/28/2017 16:00 52.58 66.51 27.26 12.37 15.65 8.92 
3/28/2017 16:01 62.23 78.39 31 .76 14.11 17.77 10.02 
3/28/2017 16:02 51.57 67.78 24.36 11 .24 14.77 7.39 
3/28/2017 16:03 52.75 67.59 25.93 11 .97 15.34 8.19 
3/2812017 16:04 39.08 55.26 17.47 8.85 12.51 5.51 
3/28/2017 16:05 44.69 59.79 21 .81 8.71 11 .65 5.91 
3/28/2017 16:06 43.76 60.67 20.76 8.15 11 .3 5.38 
3/28/2017 16:07 54.91 71 .53 28.11 9.28 12.09 6.61 
3/28/2017 16:08 56.92 73.3 28.79 11.4 14.68 8.02 

3/1/2016 13:45 39.67 62.4 21 .27 9.26 14.57 6.91 

Average 50.89 67.32 25.24 10.49 13.87 7.24 

Flow kdscfh 4142.77 
02 % dry 7.40 
C02 % dry 13.20 
NOx ppm dry 50.89 
NOx ppm@3% 02 67.32 

NOx lb/hr 25.24 
S02 ppm dry 10.49 
S02 ppm@3% 0 2 13.87 

S02 lb/hr 7.24 
co ppm dry 0.46 
co ppm@3% 02 0.59 

co lb/hr 0.14 

(Boiler 1) (Boiler 1) CO (Boiler 1) 
CO ppm 1- ppm@3% 021 (Boiler 1) CO C02% 1-
Min Min lb/hr 1-Min Min 

0.83 13.07 <56> 3 05 <56> 13.41 
0.81 13.27 <56> 2.95 <56> 13.21 
0.69 13.67 <56> 2.89 <56> 12.75 
0.67 13. 75 <56> 2.91 <56> 12.77 
0.68 13.04 <56> 3.13 <56> 13.45 
0.74 12.61 <56> 3.17 <56> 13.93 
0.74 12.59 <56> 3.14 <56> 13.87 
0.42 14.05 <56> 2.77 <56> 12.41 
0.35 14.48 <56> 2.75 <56> 12.12 
0.56 12.81 <56> 3.21 <56> 13.66 
0.55 12.92 <56> 3.09 <56> 13.54 
0.54 13.18 <56> 3.00 <56> 13.27 
0.55 13.32 <56> 2.99 <56> 13.16 
0.44 12.99 <56> 3.05 <56> 13.51 
0.51 12.83 <56> 3.09 <56> 13.64 
0.53 12.81 <56> 3.08 <56> 13.65 
0.38 13.28 <56> 2.96 <56> 13.16 
0.27 13.36 <56> 2.94 <56> 13.13 
0.21 13.41 <56> 2.97 <56> 13.06 
0.21 13.14 <56> 3.00 <56> 13.37 
0.37 12.65 <56> 3. 16 <56> 13.82 
0.37 12.60 <56> 3. 11 <56> 13.88 
0.25 13.14 <56> 2.88 <56> 13.35 
0.22 12.81 <56> 2.99 <56> 13.63 
0.16 14.14 <56> 2.72 <56> 12.32 
0.17 13.38 <56> 2.97 <56> 13.1 
0.16 13.87 <56> 2.89 <56> 12.61 
0.14 13.03 <56> 3.12 <56> 13.46 
0.23 12.88 <56> 3.08 <56> 13.62 
1.09 15.73 <56> 3.26 <56> 11 .2 

0.46 13.20 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- C0@3% 
Min Min 02 

7.2 4192 1.08 
7.41 4054 1.07 
7.81 3981 0.94 
7.88 4005 0.92 
7.17 4309 0.89 
6.7 4365 0.93 

6.68 4323 0.93 
8.16 3806 0.59 
8.54 3783 0.51 
6.93 4414 0.72 
7.05 4258 0.71 
7.32 4130 0.71 
7.46 4114 0.73 
7.12 4194 0.57 
6.95 4254 0.65 
6.93 4243 0.68 
7.42 4071 0.50 
7.5 4049 0.36 

7.55 4090 0.28 
7.28 4134 0.28 
6.75 4343 0.47 
6.69 4275 0.47 
7.28 3957 0.33 
6.93 4117 0.28 
8.24 3745 0.23 
7.52 4088 0.23 
7.99 3973 0.22 
7.16 4288 0.18 

7 4236 
9.52 4492 

7.40 4142.77 0.59 

Calculated 
CO lb/hr 

025 
0.24 
0.20 
0.20 
0.21 
0.23 
0.23 
0.12 
0.10 
0.18 
0.17 
0.16 
0.16 
0.13 
0.16 
0.16 
0.11 
0.08 
0.06 
0.06 
0.12 
0.11 
0.07 
0.07 
0.04 
0.05 
0.05 
0.04 

0.14 
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CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 16:22 
3/28/2017 16:23 
3/28/2017 16:24 
3/28/2017 16:25 
3/28/2017 16:26 
3/28/2017 16:27 
3/28/2017 16:28 
3/28/2017 16:29 
3/28/2017 16:30 
3/28/2017 16:31 
3/28/2017 16:32 
3/28/2017 16:33 
3/28/2017 16:34 
3/28/2017 16:35 
3/28/2017 16:36 
3/28/2017 16:37 
3/28/2017 16:38 
3/28/2017 16:39 
3/28/2017 16:40 
3/28/2017 16:4 1 
3/28/2017 16:42 
3/28/2017 16:43 
3/28/2017 16:44 
3/28/2017 16:45 
3/28/2017 16:46 
3/28/2017 16:47 
3/2812017 16 48 
3/2812017 16:49 
3/2812017 16:50 
3/2812017 16:51 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
%dry 

67.79 
55.97 
50.38 
46.56 
40.81 

51 .5 
50.82 
37.36 
52.48 
48.56 
47.96 
62.37 
52.39 
49.97 
47.08 
52.12 
58.36 
56.28 
51 .82 
55.15 
57.36 
55.31 
55.96 
57_74 
56.72 
47.21 
36.22 
40.44 
47.75 
48.07 

51 .28 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 0 21 -
Min 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

82.55 35_73 16.68 
72.49 
66.21 
61.74 
55.98 
66.51 
69.71 
54.11 
67.53 
66.15 
63.12 
77 .96 
69.36 

66.7 
62_7 

65.47 
73.57 
72.42 
66.49 
68.22 

71.9 
71 .18 

71.4 
73.41 
73.04 
63.87 
51.37 
54.51 
61 .58 
67.07 

66.94 

26.75 
23.73 
21.89 
18.94 
25.84 
23.73 
16.88 
26.95 
23.32 
23.76 
33.15 
25.25 
23.94 
22.45 
26.74 
29.01 
26.91 

25.3 
27.92 
27.91 

25_9 
26.87 
27.66 
27.05 
21.32 
15.82 
18.96 
23.89 
21.99 

24.85 

4042.27 
7.23 

13.36 
51.28 
66.94 

24.85 
13.97 
18.20 

9.42 
0.01 
0.02 

0.00 

15.88 
13.58 
12.22 
10.37 
11.87 
11 .83 
7.58 

11 .17 
11 .16 
11 .02 
18.35 
14.83 
13.21 
12.61 
14.38 
17.85 
18.61 
16.73 
17.39 
17.53 
16.68 
15.63 
15.77 
15.98 
12.81 
10.46 
11 .15 
13.67 
12.07 

13.97 

(Boiler 1) S02 
ppm@3%021-
Min 

20.31 
20.57 
17.85 
16.2 

14.22 
15.33 
16.23 
10.98 
14.37 
15.2 
14_5 

22.94 
19.63 
17.63 
16.79 
18.06 
22_5 

23.95 
21 .47 
21.51 
21 .97 
21.46 
19.94 
20.05 
20.58 
17.33 
14.84 
15.03 
17.63 
16.84 

18.20 

(Boiler 1) 
(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3% 02 1 
Min 

12.23 0.1 12.18 <56> 
10.56 0.01 12.95 <56> 

8_9 0 13.14<56> 
7_99 0.08 13.26 <56> 

6_7 0.03 13.72 <56> 
8.28 0.01 12.91 <56> 
7.69 0 13.72 <56> 
4_77 0 14.48 <56> 
7_98 0.03 12.87 <56> 
7.46 0 13.62 <56> 
7_59 0 13.16<56> 

13.57 0.08 12.50<56> 
9_94 0 13.24 <56> 
8.81 0 13.35 <56> 
8.37 0 13.32 <56> 

10.26 0 12.56 <56> 
12.34 0.03 12.61 <56> 
12.38 0 12.87 <56> 
11 .36 0.03 12.83 <56> 
12.25 0 12.37 <56> 
11.87 0 12.54 <56> 
10.87 0 12.87 <56> 
10.44 0 12.76 <56> 
10.51 0 12. 71 <56> 
10.6 0 12.88 <56> 
8-05 0 13.53 <56> 
6.36 0 14.18 <56> 
7.27 0 13.48 <56> 
9.51 0 12.90 <56> 
7.68 0 13.95 <56> 

9.42 0-01 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% 
Min Min 02 

Calculated 
CO lb/hr 

3.21 <56> 14.36 6.2 4415 0.12 0.03 
2.91 <56> 
2.87 <56> 
2.86 <56> 
2.83 <56> 
3.05 <56> 
2.84 <56> 
2.75 <56> 
3.13 <56> 
2.92 <56> 
3.02 <56> 
3.24 <56> 
2.93 <56> 
2.92 <56> 
2.90 <56> 
3.12<56> 
3.03 <56> 
2.91 <56> 
2.97 <56> 
3.08 <56> 
2.96 <56> 
2.85 <56> 
2.92 <56> 
2.92 <56> 
2.90 <56> 
2.75 <56> 
2.66 <56> 
2.85 <56> 
3.04 <56> 
2-78 <56> 

13.48 
13.31 

13.2 
12.75 
13.56 
12.69 
12.12 
13.61 
12.81 
13.34 
13.98 

13.2 
13.12 
13.15 
13.97 
13.87 
13.57 
13.64 
14.16 
13.94 
13.59 
13.71 
13.78 
13.55 
12.91 
12.33 

13 
13.57 
12.48 

13.36 

7.08 
7.28 
7.4 

7.85 
7.04 
7.85 
8.54 
6.99 
7.76 
7.3 

6.58 
7.38 
7.49 
7.46 
6.65 

6_7 

6.99 
6.95 
6.43 
6.62 
6.99 
6.87 
6.82 

7 
7.67 
8.28 
7.62 
7.02 
8.07 

7.23 

4003 
3946 
3938 
3888 
4202 
3911 
3785 
4302 
4022 
4149 
4452 
4037 
4013 
3994 
4297 
4163 
4005 
4089 
4240 
4075 
3923 
4022 
4013 
3994 
3782 
3659 
3928 
4190 
3831 

4042.27 

0.01 
0.00 
0.11 
0.04 
0.01 
0.00 
0.00 
0.04 
0.00 
0.00 
0.10 
0.00 
0.00 
0.00 
0.00 
O.D4 
0.00 
0.04 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.02 

0.00 
0.00 
0.02 
0.01 
0.00 
0.00 
0.00 
0.01 
0.00 
000 
0.03 
0.00 
0.00 
0.00 
000 
0.01 
0.00 
0.01 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.00 

..... 
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CeDAR 1-Minute Data 

(Boiler 1) NOx 
(Boiler 1) NOx ppm @3% 02 1- (Boiler 1) NOx (Boiler 1) S02 

Timestamp ppm 1-Min Min lb/hr 1-Min Avg ppm 1-Min 
3/28/2017 17:06 
3/28/2017 17:07 
3/28/2017 17:08 
3128/2017 17:09 
3/28/2017 17:10 
3/28/2017 17:11 
3/28/2017 17:12 
3/28/2017 17:13 
3/28/2017 17:14 
3/28/2017 17:15 
3/28/2017 17:16 
3/28/2017 17:17 
3/28/2017 17:18 
3/28/2017 17:19 
3/28/2017 17:20 
3/28/2017 17:21 
3/28/2017 17:22 
3/28/2017 17:23 
3/28/2017 17:24 
3/28/2017 17:25 
3/28/2017 17:26 
3/28/2017 17:27 
3/28/2017 17:28 
3/28/2017 17:29 
3/28/2017 17:30 
3/28/2017 17:31 
3/28/2017 17:32 
3/28/2017 17:33 
3/28/2017 17:34 
3/28/2017 17:35 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

43.41 58.87 20 09 
47.08 60.28 23.24 

kdscfh 
% dry 
% dry 

49.86 
49.79 
56.61 
49.29 
49.53 
51.42 
47.04 
56.84 
48.69 
39.87 
39.54 
44.54 
49.68 
47.47 
54.67 
50.78 
43.71 
44.55 
46.66 
46.22 
59.57 
61.14 
48.68 
49.09 
47.2 

49.83 
57.08 
54.88 

49.49 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

64.44 24.35 
63.61 24.22 
73.22 27.15 
67.2 22.32 

64.62 23.93 
67.13 
60.93 
72.16 
66.84 
56.15 
56.26 
63.02 
67.78 
67.22 
72.43 
69.55 
62.49 
62.25 
64.3 

64.18 
76.99 

83.1 
67.24 
65.82 
65.65 
65.11 
72.72 
72.13 

66.46 

24.81 
23.13 
28.36 
22.79 

18.8 
18.82 
21.62 
25.03 
22.98 
28.22 
24.76 
20.86 
22.02 
23.76 
23.25 
32.09 
30.86 
23.97 
24.64 
22.61 
25.67 
29.96 
27.04 

24.38 

4117.10 
7.58 

13.02 
49.49 
66.46 

24.38 
10.88 
14.57 

7.45 
0.00 
0.00 

0.00 

9.78 
11.12 
13.04 
12.56 
14.33 
12.59 
12.91 
13.39 
11.69 
13.08 
11 .73 
8.71 
8.73 
8.44 
8.99 
7.98 
8.97 
9.4 

7.95 
7.48 
9.06 
8.86 

14.65 
16.82 
11 .38 
11 .54 
10.11 
9.33 

11 .21 
10.47 

10.88 

(Boiler 1) S02 
ppm@3%021-
Min 

13.26 
14.24 
16.85 
16.05 
18.53 
17.16 
16.84 
17.48 
15.14 
16.61 
16.1 

12.27 
12.42 
11 .94 
12.27 

11 .3 
11 .88 
12.87 
11 .37 
10.45 
12.48 

12.3 
18.93 
22.86 
15.72 
15.47 
14.06 
12.19 
14.28 
13.76 

14.57 

(Boiler 1) (Boiler 1) CO 
ppm@3% 021 
Min 

(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

6.3 
7.64 
8.86 

8.5 
9.56 
7.93 
8.68 
8.99 

8 
9.08 
7.64 
5.71 
5.78 
5.7 
6.3 

5.37 
6.44 
6.38 
5.28 
5.14 
6.42 

6.2 
10.98 
11 .81 

7.8 
8.06 
6.74 
6.69 
8.19 
7.18 

7.45 

0 13.56 <56> 
0 12.80 <56> 
0 12.92 <56> 
0 12.78 <56> 
0 12.93 <56> 
0 13.63 <56> 
0 13.05 <56> 
0 13.06 <56> 
0 12.95 <56> 
0 12.70 <56> 
0 13.73 <56> 
0 14.08 <56> 
0 14.23 <56> 
0 14.15 <56> 
0 13.64 <56> 
0 14.16 <56> 
0 13.25 <56> 
0 13.70 <56> 
0 14.30 <56> 
0 13.97 <56> 
0 13.78 <56> 
0 13.89 <56> 
0 12.92 <56> 
0 13.59 <56> 
0 13.81 <56> 
0 13.41 <56> 
0 13.91 <56> 
0 13.07 <56> 
0 12.74 <56> 
0 13.14 <56> 

0.00 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscfihr 1- CO @ 3% 
Min Min 02 

Calculated 
CO lb/hr 

2.82 <56> 
3 00 <56> 
2.97 <56> 
2.96 <56> 
2.92 <56> 
2.76 <56> 
2 94 <56> 
2 94 <56> 
2.99 <56> 
3.04 <56> 
2.85 <56> 
2.87 <56> 
2.90 <56> 
2.95 <56> 
3.07 <56> 
2.95 <56> 
3.14 <56> 
2.97 <56> 
2.91 <56> 
3.01 <56> 
3.10<56> 
3.06 <56> 
3.28 <56> 
3.07 <56> 
3.00 <56> 
3.06 <56> 
2.92 <56> 
3.14 <56> 
3.20 <56> 
3.00 <56> 

12.9 7.7 3877 0.00 0.00 
13.72 
13.5 

13.73 
13.49 
12.86 
13.43 
13.41 
13.54 
13.78 

12.7 
12.42 
12.29 
12.37 
12.87 
12.34 
13.23 
12.76 
12.2 

12.54 
12.66 
12.66 
13.56 
12.77 
12.71 
13.06 
12.55 
13.46 
13.71 
13.33 

13.02 

6.92 
7.05 
6.89 
7.06 
7.77 
7.18 
7.19 
7.08 

6.8 
7.86 
8.19 
8.32 
825 
7.78 
8.26 
7.39 
7.83 
8.38 
8.09 
7.91 
8.01 
7.05 
7.73 
7.94 
7.55 
8.03 

7.2 
6.85 
7.28 

7.58 

4134 
4091 
4075 
4017 
3793 
4046 
4041 
4118 
4179 
3921 
3950 
3987 
4065 
4220 
4055 
4323 
4084 
3998 
4140 
4266 
4213 
4512 
4228 
4124 
4204 
4013 
4315 
4397 
4127 

4117.10 

0.00 0.00 
0.00 0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0 00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.00 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.00 

_., 

""' 0 
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CeDAR 1-Minute Data 

(Boiler 1) NOx 
(Boiler 1) NOx ppm@3% 02 1- (Boiler 1) NOx (Boiler 1) S02 

Timestamp ppm 1-Mm Min 
53.24 
51 .52 

3/28/2017 17:52 
3/28/2017 17:53 
3/28/2017 17:54 
3/28/2017 17:55 
3/28/2017 17:56 
3/28/2017 17:57 
3/28/2017 17:58 
3/28/2017 17:59 
3/28/2017 18:00 
3/28/2017 18:01 
3/28/2017 18:02 
3/28/2017 18:03 
3/28/2017 18:04 
3/2812017 18:05 
312812017 18:06 
3/2812017 18:07 
3/28/2017 18:08 
3/28/2017 18:09 
3/28/2017 18:10 
3/28/2017 18: 11 
3/2812017 18:12 
3/2812017 18:13 
3/2812017 18:14 
3/2812017 18:15 
3128/2017 18:16 
312812017 18:17 
3128/2017 18: 18 
3128/2017 18: 19 
3/28/2017 18:20 
3/28/2017 18:21 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

52.03 
44.21 
52.47 
55.98 
52.18 
46.51 

47.3 
44.41 
53.22 
51.95 
49.63 
52.71 
53.95 
56.47 

64 
47.93 
51 .19 
51 .53 
59.69 

40.12 
34.9 

39.47 
49.49 
47.32 
50.88 
49.31 

50.13 

ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 

lb/hr 1-Min Avg ppm 1-Min 
69.66 26.4 
68.01 25.06 
69.45 25.36 
59.55 21.34 
66.94 26.97 
71 .02 28.51 
69.34 24.89 
62.64 22.07 
61 .94 23.69 
58.54 21 .64 
69.23 26.6 
67.98 25.47 
63.77 24.64 
67.73 26.22 
69.38 27.08 
70.54 
80.11 
64.56 
66.11 
65.05 
72.19 

56.15 
47.83 
52.61 
63.55 
62.42 
65.85 
66.31 

65.30 

28.44 
32.3 

21 .89 
25.02 
25.82 
31 .45 

17.81 
16.17 
19.21 
25.35 
23.13 
25.14 
23.43 

24.68 

4112.57 
7.19 

13.39 
50.13 
65.30 

24.68 
10.95 
14.26 

7.50 
0.06 
0.08 

0.02 

9.58 
9.44 
9.38 
8.23 

10.26 
11 .84 
10.71 

9.48 
10.85 
11 .3 

11.94 
11.49 
10.65 
11 .72 
11 .32 
12.45 

15.8 
10.31 

9.3 
10.24 
13.87 

8.95 
9.04 

11 .26 
13.09 
12.04 
11 .34 
10.71 

10.95 

(Boiler 1) S02 
ppm@3% 021-
Min 

(Boiler 1) S02 
lb/hr 1-Min Avg 

12.54 6.61 
12.46 
12.52 
11 .08 
13.09 
15.02 
14.23 
12.77 
14.21 
14.89 
15.53 
15.03 
13.69 
15.06 
14.56 
15.55 
19.78 
13.89 
12.01 
12.93 
16.78 

12.53 
12.39 
15.01 
16.81 
15.88 
14.68 

14.4 

14.26 

6.39 
6.36 
5.53 
7.34 
8.39 
7.11 
6.26 
7.56 
7.66 

8.3 
7.84 
7.36 
8.1 1 
7.91 
8.72 

11.09 
6.55 
6.32 
7.14 

10.17 

5.53 
5.83 
7.62 
9.33 
8.19 
7.8 

7.08 

7.50 

(Boiler 1) 
CO ppm 1-

(Boiler 1) CO 
ppm @3% 021 
Min Min 

0 13.08 <56> 
0.05 13.20 <56> 

0 13.35 <56> 
0 13.47 <56> 

0.01 12.76 <56> 
0.03 12.69 <56> 

0 13.29 <56> 
0 13.47 <56> 

0.04 13.09 <56> 
0 13 18 <56> 

0.01 13.01 <56> 
0 13.08 <56> 

0.15 12.85 <56> 
0.07 12.85 <56> 
0.07 12.86 <56> 
0.17 12.49 <56> 
0.15 12.52 <56> 

0 13.47 <56> 
0.06 12.91 <56> 

0.1 12.62 <56> 
0.2 12.09 <56> 

0.03 14.00 <56> 
0 13.71 <56> 

0.06 13.33 <56> 
0.08 12.84 <56> 
0.19 13.19 <56> 
0.12 12.94 <56> 
0.09 13.45 <56> 

0.06 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% Calculated 
Min Min 02 CO lb/hr 

3.02 <56> 
2.96 <56> 
2.97 <56> 
2.94 <56> 
3.13 <56> 
3.10 <56> 
2.90 <56> 
2.89 <56> 
3.05 <56> 
2.97 <56> 
3.04 <56> 
2.98 <56> 
3.02 <56> 
3.03 <56> 
3.06 <56> 
3.07 <56> 
3.07 <56> 
2.78 <56> 
2.98 <56> 
3.05 <56> 
3.21 <56> 

13.36 7.22 4154 

2.70 <56> 
2.82 <56> 
2.96 <56> 
3.12 <56> 
2.98 <56> 
3.01 <56> 
2.89 <56> 

13.27 7.34 4074 
13.06 
12.99 
13.72 
13.78 
13.1 4 
12.97 
13.36 
13.27 
13.41 
13.36 
13.64 
13.57 
13.56 
14.06 
13.92 
12.99 
13.54 
13.89 
14.47 

12.46 
12.77 
13.13 
13.61 
13.26 
13.52 
12.96 

13.39 

7.49 
7.61 
6.87 
6.79 
7.43 
7.61 
7.23 
7.32 
7.14 
7.22 
6.97 
6.97 
6.98 
6.57 

6.6 
7.61 
7.04 
6.72 

6.1 

8.11 
7.84 
7.47 
6.96 
7.33 
7.07 
7.59 

7.19 

4082 
4043 
4306 
4266 
3996 
3975 
4195 
4081 
4187 
4107 
4159 
4167 
4205 
4218 
4227 
3826 
4094 
4197 
4413 

3719 
3881 
4076 
4290 
4095 
4139 
3980 

4112.57 

0.07 
0.00 
0.00 
0.01 
0 .04 
0.00 
0.00 
0.05 
0.00 
0.01 
0.00 
0.19 
0.09 
0.09 
0.21 
0.19 
0.00 
0.08 
0.13 
0.24 

0.04 
0.00 
0.08 
0.10 
0.25 
0.16 
0.12 

0.08 

0.01 
0.00 
0.00 
0.00 
0.01 
0.00 
0.00 
0.01 
0 00 
0.00 
0.00 
0.05 
0.02 
0.02 
0.05 
0.05 
0.00 
0.02 
0.03 
0.06 

0.01 
0.00 
0.02 
0.02 
0.06 
0.04 
0.03 

0.02 

..... .... ..... 
Oi 
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CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/28/2017 18:35 49.71 
3/28/2017 18:36 59.27 
3/28/2017 18:37 55.53 
3/28/2017 18:38 
3/28/2017 18:39 
3/28/2017 18:40 
3/28/2017 18:41 
3/28/2017 18:42 
3/28/2017 18:43 
3/28/2017 18:44 
3/28/2017 18:45 
3/28/2017 18:46 
3/28/2017 18:47 
3/28/2017 18:48 
3/28/2017 18:49 
3/28/2017 18:50 
3/28/2017 18:51 
3/28/2017 18:52 
3/28/2017 18:53 
3/28/2017 18:54 
3/28/2017 18:55 
3/28/2017 18:56 
3/28/2017 18:57 
3/28/2017 18:58 
3/28/2017 18:59 
3/28/2017 19:00 
3/28/2017 19:01 
3/28/2017 19:02 
3/28/2017 19:03 
3/28/2017 19:04 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
502 
502 

502 
co 
co 

co 

kdscfh 
% dry 
% dry 

47.78 
49.41 
47.63 
55.17 
53.72 
49.23 
44.26 
48.48 
50.99 
48.06 
36.94 
43.1 

48.33 
52.42 
50.1 

49.19 
47.31 
56.62 
56.04 
49.17 
46.64 
51 .57 
46.92 
41.67 
36.47 
44.56 
54.43 

49.02 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 02 1- (Boiler 1) NOx (Boiler 1) S02 
Min lb/hr 1-Min Avg ppm 1-Min 

65.96 24.75 
75.51 
71.87 
65.39 
64.84 

61.6 
70.19 
70.04 
63.72 
58.25 
61 .68 
64.78 
64.73 
51 .98 
58.49 
63.47 
67.55 
66.18 
64.41 
61 .86 

69.8 
72.06 
64.72 
60.06 
66.17 

63.1 
58.41 
50.57 
58.48 
69.54 

64.18 

30.89 
28.16 
22.75 
24.99 
24.26 

28.4 
26.44 
24.63 
21 .76 
24.86 

25.7 
22.78 
17.14 
21.22 
24.87 
27.24 
24.96 
24.62 
23.68 

30.7 
27.95 
24.07 
23.47 
25.93 
22.57 
19.65 
17.87 
23.34 
28.76 

24.61 

4196.00 
7.25 

13.33 
49.02 
64.18 

24.61 
11 .00 
14.40 

7.69 
0.46 
0.61 

0.14 

12.03 
13.36 
12.29 

9.89 
9 

8.77 
11.52 
11.15 
11.02 
9.79 

10.67 
11.47 
10.69 

8.15 
10.27 
12.41 
13.27 
12.2 

11.38 
11.26 
14.06 
13.68 
11 .76 
11.06 
12.48 
11.17 
8.77 
7.18 
8.12 

11.25 

11.00 

(Boiler 1) S02 
ppm@3% 0 21-
Min 

15.96 
17.02 
15.91 
13.53 
11 .81 
11.34 
14.66 
14.54 
14.26 
12.89 
13.57 
14.57 

14.4 
11.47 
13.94 
16.3 
17.1 

16.12 
14.9 

14.72 
17.33 
17.59 
15.48 
14.24 
16.01 
15.02 
12.29 

9.96 
10.66 
14.37 

14.40 

(Boiler 1) 
(Boiler 1) 502 CO ppm 1-
lb/hr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3% 021 
Min 

8.33 0.21 13.27 <56> 
9.69 0.29 12.74 <56> 
8.67 0.14 12.94 <56> 
6.55 0.16 13.69 <56> 
6.33 0.28 13.12 <56> 
6.21 0.3 12.93 <56> 
8.25 0.42 12.72 <56> 
7.63 0.38 13.04 <56> 
7.67 0.35 12.94 <56> 

6.7 0.34 13.16<56> 
7.61 0.42 12.72 <56> 
8.04 0.43 12.70 <56> 
7.05 0.39 13.47 <56> 
5.26 0.26 14.07 <56> 
7.03 0.42 13.57 <56> 
8.88 0.45 13.13 <56> 
9.59 0.49 12.89 <56> 
8.46 0.5 13.21 <56> 
7.93 0.53 13.09 <56> 
7.84 0.55 13.08 <56> 

10.61 0.73 12.33 <56> 
9.49 0.57 12.86 <56> 
8.01 0.52 13.16 <56> 
7.74 0.72 12.88 <56> 
8.73 0. 75 12.83 <56> 
7.48 0.6 13.45 <56> 
5.75 0.54 14.02 <56> 
4.89 0.59 13.87 <56> 
5.92 0.74 13.12 <56> 
8.27 0.82 12.78 <56> 

7.69 0.46 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 
3.03 <56> 
3.17 <56> 
3.09 <56> 
2.90 <56> 
3.08 <56> 
3.10 <56> 
3.13 <56> 
3.00 <56> 
3.05 <56> 
2.99 <56> 
3.12<56> 
3.07 <56> 
2.89 <56> 
2.82 <56> 
3.00 <56> 
3.13<56> 
3.16 <56> 
3.03 <56> 
3.05 <56> 
3.05 <56> 
3.30 <56> 
3.04 <56> 
2.98 <56> 
3.06 <56> 
3.06 <56> 
2.93 <56> 
2.87 <56> 
2.98 <56> 
3.19 <56> 
3.22 <56> 

13.2 
13.72 
13.47 

12.8 
13.31 
13.55 
13.73 
13.39 
13.49 
13.33 
13.73 
13.75 
12.92 
12.46 
12.86 
13.32 
13.56 
13.25 
13.36 
13.39 
14.17 
13.55 
13.3 
13.6 

13.62 
12.96 
12.44 
12.62 
13.35 
13.69 

13.33 

(Boiler 1) 
02% 1-
Min 

7.41 
6.85 
707 
7.82 
7.26 
7.06 
6.83 
7.17 
7.07 
7.3 

6.83 
6.81 
7.61 
8.18 
7.71 
7.27 
7.01 
7.35 
7.23 
7.21 
6.38 
6.98 

7.3 
7 

6.95 
7.59 
8.13 
7.99 
7.26 
6.89 

7.25 

Stack Flow Calculated 
kdscf/hr 1- CO@ 3% 
Min 02 

4171 0.28 
4366 0.37 
4248 0.18 
3988 0.22 
4237 0.37 
4266 0.39 
4312 0.53 
4122 0.50 
4191 0.45 
4118 0.45 
4296 0.53 
4222 0.55 
3971 0.53 
3886 0.37 
4123 0.57 
4310 0.59 
4353 0.63 
4173 0.66 
4193 0.69 
4193 0.72 
4541 0.90 
4177 0.73 
4100 0.68 
4215 0.93 
4211 0.96 
4029 0.81 
3950 0.76 
4104 0.82 
4388 0.97 
4426 1.05 

4196.00 0.61 

Calculated 
CO lb/hr 

0.06 
0.09 
0.04 
0.05 
0.09 
0.09 
0.13 
0.11 
0.11 
0 10 
0.13 
0.13 
0.11 
0.07 
0.13 
0.14 
0.16 
0.15 
0.16 
0.17 
0.24 
0.17 
0.15 
0.22 
0.23 
0.18 
0.16 
0.18 
0.24 
0.26 

0.14 

.... 
~ 
N 
Ui 
tO 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx (Boiler 1) S02 
(Boiler 1) NOx ppm@3% 021- (Boiler 1) NOx (Boiler 1) S02 ppm @3% 02 1- (Boiler 1) S02 

Timestamp ppm 1-Min Min lb/hr 1-Min Avg ppm 1-Min Min lb/hr 1-Min Avg 
3/28/2017 19:20 40.18 58.47 18.93 10.23 14.89 6.71 
3/28/2017 19:21 39.86 54.22 20.31 9.87 13.43 7 
3128/2017 19:22 46.09 60.89 24.45 11 .64 15.38 8.59 
3/28/2017 19:23 54.67 69.16 29.91 12.89 16.31 9.81 
3/28/2017 19:24 65.24 82.01 35.23 15.96 20.06 11 .99 
3/28/2017 19:25 55.8 73.07 28.37 13.1 17.15 9.27 
3/28/2017 19:26 49.7 65.08 25.03 10.79 14.13 7.56 
3/28/2017 19:27 43.94 60.92 21 .07 9.86 13.67 6.58 
3/28/2017 19:28 32.76 46.91 15.68 6.43 9.21 4.28 
3/28/2017 19:29 41.75 55.6 21 .78 6.75 8.99 4.9 
3/28/2017 19:30 49.28 64.67 26.13 9.02 11 .84 6.66 
3/28/2017 19:31 53.05 68 .91 27.98 9.92 12.89 7.28 
3/28/2017 19:32 51.76 67.88 26.71 11 .28 14.79 8.1 
3/28/2017 19:33 62.61 75.32 35.81 16.1 19.37 12.81 
3/28/2017 19:34 61 .73 77.05 32.43 17.54 21 .89 12.82 
3/28/2017 19:35 47.14 61 .77 23.1 12.02 15.75 8.2 
3/28/2017 19:36 45.33 58.93 22.36 11 .89 15.46 8.16 
3/28/2017 19:37 44.1 59.22 21 .32 11 .98 16.09 8.06 
3/28/2017 19:38 40.31 55.25 19.51 11 .89 16.3 8 
3/28/2017 19:39 32.09 46.03 15.37 9.53 13.67 6.35 
3/28/2017 19:40 34.64 47 .66 17.34 8.73 12.01 6.08 
3/28/2017 19:41 47.95 62.47 25.59 11 .52 15.01 8.56 
3/28/2017 19:42 46.9 61 .37 24.45 11 .12 14.55 8.07 
3/28/2017 19:43 52.05 67.37 27.19 12.1 15.66 8.8 
3/28/2017 19:44 54.79 70 28.72 12.87 16.44 9.39 
3/28/2017 19:45 48.71 64.73 24.16 12.62 16.77 8.71 
3/28/2017 19:46 42.7 57.34 21 .28 10.7 14.37 7.42 
3/28/2017 19:47 42.9 58.04 21.43 10.11 13.68 7.03 
3/28/2017 19:48 43.55 60.57 21 .09 9.74 13.55 6.56 
3/28/2017 19:49 44.32 59.69 22.64 9.61 12.94 6.83 

Average 47.20 62.35 24.18 11.26 14.88 8.02 

Flow kdscfh 4267.10 
02 % dry 7.41 
C02 % dry 13.17 
NOx ppm dry 47.20 
NOx ppm@3% 02 62.35 

NOx lb/hr 24.18 
S02 ppm dry 11 .26 
S02 ppm@3% 02 14.88 

S02 lb/hr 8.02 
co ppm dry 1.53 
co ppm@3% 02 2.03 

co lb/hr 0.47 

(Boiler 1) (Boiler 1) CO (Boiler 1) 
CO ppm 1- ppm @3% 02 1 (Boiler 1) CO C02% 1-
Min Min lb/hr 1-Min Min 

1.03 14.55 <56> 2.87 <56> 11 .99 
1.13 13.60<56> 3.10 <56> 12.89 
1.16 13.21 <56> 3.23 <56> 13.24 
1.32 12.65 <56> 3.33 <56> 13.86 
1.32 12.57 <56> 3.29 <56> 13.88 
1.31 13.09 <56> 3.10 <56> 13.33 
1.32 13.09 <56> 3.07 <56> 13.35 
1.31 13.87 <56> 2.92 <56> 12.55 
1.18 14.32 <56> 2.91 <56> 12.21 
1.38 13.32 <56> 3.18 <56> 13.15 
1.44 13.12 <56> 3.23 <56> 13.34 
1.41 12.99 <56> 3.21 <56> 13.47 
1.48 13.11 <56> 3.14 <56> 13.33 
1.54 12.03 <56> 3.48 <56> 14.56 
1.53 12.48 <56> 3.20 <56> 13.96 
1.6 13.10 <56> 2.98 <56> 13.35 

1.61 13.00 <56> 3.00 <56> 13.45 
1.63 13.43 <56> 2.94 <56> 12.98 
1.53 13.71 <56> 2.95 <56> 12.72 
1.49 14.34 <56> 2.92 <56> 12.17 
1.56 13.76 <56> 3.05 <56> 12.76 
1.76 13.03 <56> 3.25 <56> 13.41 
1.77 13.08 <56> 3.17 <56> 13.38 
1. 79 12.94 <56> 3.18 <56> 13.51 
1.93 12.78 <56> 3.19 <56> 13.69 
1.82 13.29 <56> 3.02 <56> 13.12 
1.74 13.43 <56> 3.03 <56> 13.02 
1.83 13.53 <56> 3.04 <56> 12.91 
1.92 13.91 <56> 2.95 <56> 12.58 
1.95 13.47 <56> 3.11 <56> 12.99 

1.53 13.17 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- C0@3% 
Min Min 02 

8.6 3947 1.50 
7.74 4268 1.54 
7.35 4444 1.53 
6.75 4583 1.67 
6.66 4523 1.66 
7.23 4259 1.72 
7.23 4218 1.73 
7.99 4017 1.82 
8.4 4010 1.69 

7.46 4370 1.84 
7.26 4442 1.89 
7.12 4418 1.83 
7.25 4323 1.94 
6.02 4791 1.85 
6.56 4400 1.91 
7.24 4105 2.10 
7.13 4131 2.09 
7.57 4050 2.19 
7.84 4053 2.10 
8.42 4013 2.14 
7.89 4193 2.15 
7.16 4471 2.29 
7.22 4367 2.32 
7.07 4376 2.32 
6.89 4391 2.47 
7.43 4155 2.42 
7.57 4175 2.34 
7.67 4184 2.48 
8.03 4057 2.67 
7.61 4279 2.63 

7.41 4267.10 2.03 

Calculated 
CO lb/hr 

0.30 
0.35 
0.37 
0.44 
0.43 
041 
0.40 
0.38 
0.34 
0.44 
0.46 
0.45 
0.46 
0.54 
0.49 
0.48 
0.48 
0.48 
0.45 
0.43 
0.48 
0.57 
0.56 
0.57 
0.62 
0.55 
0.53 
0.56 
0.57 
0.61 

0.47 
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Appendix A.2 Unit 2 Data 

R1414999 A-10 r. ~,MU~ 1 t-..O~c 
I ' ' 
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Appendix A.2.1 Unit 2 Sample Location 

R1414999 A-11 , 1\:\ U N I r U ~ L 
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Method 1 

Client: Desert View Power 3/29/2017 

Sample Location: Unit 1-2 Prepared By: Dave Wonderly 

-------119'.b 

47 

l 
A B c D E F 

Point No. Sample Point Inches from nozzle 
H (in.) 119.0 

1 4.7 17.7 
W (in.) 47.0 2 14.1 27.1 

3 23.5 36.5 
Nipple length 13.0 4 32.9 45.9 

5 42.3 55.3 
Distance between points 9.40 

Stack Area (ft"2) 38.84 
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Appendix A.2.2 Unit 2 CEM Data 

R1414999 A-12 
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Date Time 02% C02% NOx ppm CO ppm 
3/29/2017 7:46 18.687 0.053 0.253 -0.075 
3/29/2017 7:47 18.687 0.053 0.253 -0.057 
3/29/2017 7:48 18.845 10.564 55.515 -0.03 
3/29/2017 7:49 18.983 18.691 94.586 0.765 
3/29/2017 7:50 18.983 18.676 94.934 7.296 
3/29/2017 7:51 18.983 18.675 94.923 9.442 
3/29/2017 7:52 18.983 18.675 95.032 9.467 
3/29/2017 7:53 18.995 18.672 95.039 9.532 

3/29/2017 7:541 19.009 18.664 95.056 9.546IHigh 

3/29/2017 7:55 12.493 11.898 58.231 8.545 
3/29/2017 7:56 10.906 11 .003 49.076 4.934 

3/29/2017 7:571 10.916 10.995 48.975 4.411 IMid 
3/29/2017 7:58 3.471 2.776 13.397 3.76 
3/29/2017 7:59 0.053 0.056 0.321 0.6 
3/29/2017 8:00 0.037 0.052 0.312 0.005 Zero 

3/29/2017 8:01 0.037 0.047 0.266 0 NO Mode Zero 

3/29/2017 8:02 0.037 0.054 78.287 -0.005 

3/29/2017 8:03 0.855 1.8751 95.5831 -0.001 NO Mode High 

3/29/2017 8:04 7.343 13.143 17.33 -0.149 

3/29/2017 8:05 8.448 12.0321 0.3581 -0.324 N02 Gas NO Mode 

3/29/2017 8:06 8.022 12.532 37.529 -0.354 

3/29/2017 8:07 7.825 12.5291 44.1471 -0.365 N02 Gas NOx Mode 

3/29/2017 8:08 0.971 0.273 10.497 0.587 
3/29/2017 8:09 0.046 0.069 0.467 3.862 

3/29/2017 8:101 0.036 0.068 0.427 4.4141CO Bias 

3/29/2017 8: 11 0.037 0.059 30.442 4.009 
3/29/2017 8:12 0.036 0.058 48.293 0.904 

3/29/2017 8:13 0.036 0.0561 48.351 0.0181NOx Bias 
3/29/2017 8:14 8.926 9.231 11 .484 -0.067 

3/29/2017 8:151 10.794 10.9031 0.501 -0.416 02 C02 bias 

3/29/2017 8:16 10.676 10.978 0.863 -0.501 
3/29/2017 8:17 8.173 12.302 30.895 -0.454 
3/29/2017 8:18 7.942 12.493 33.592 -0.362 
3/29/2017 8:19 7.663 12.787 36.482 -0.353 
3/29/2017 8:20 6.96 13.456 43.946 -0.355 
3/29/2017 8:21 7.407 13.018 43.373 -0.38 
3/29/2017 8:22 6.423 13.984 52.351 -0.366 
3/29/2017 8:23 6.446 13.928 54.461 -0.385 
3/29/2017 8:24 7.466 12.904 44.66 -0.406 
3/29/2017 8:25 8.275 12.155 31.19 -0.398 
3/29/2017 8:26 8.102 12.363 28.443 -0.36 
3/29/2017 8:27 7.64 12.798 37.44 -0.349 
3/29/2017 8:28 7.469 12.98 39.559 -0.374 
3/29/2017 8:29 7.815 12.642 39.696 -0.348 
3/29/2017 8:30 8.171 12.286 36.021 -0.376 
3/29/2017 8:31 8.41 12.089 30.786 -0.375 
3/29/2017 8:32 8.134 12.365 31.55 -0.35 
3/29/2017 8:33 7.69 12.813 37.618 -0.344 
3/29/2017 8:34 8.187 12.331 35.913 -0.353 
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3/29/2017 8:35 6.912 13.589 44.252 -0.356 
3/29/2017 8:36 7.388 13.082 41 .561 -0.377 
3/29/2017 8:37 7.303 13.225 43.199 -0.36 
3/29/2017 8:38 7.364 13.133 41.635 -0.368 
3/29/2017 8:39 7.554 12.935 48.254 -0.404 
3/29/2017 8:40 7.799 12.701 43.258 -0.404 
3/29/2017 8:41 7.632 12.863 43.355 -0.395 
3/29/2017 8:42 7.857 12.648 37.341 -0.381 
3/29/2017 8:43 7.761 12.729 39.485 -0.377 
3/29/2017 8:44 7.513 12.966 49.035 -0.385 
3/29/2017 8:45 7.296 13.191 52.986 -0.387 
3/29/2017 8:46 7.01 13.442 55.889 -0.389 
3/29/2017 8:47 7.119 13.337 57.075 -0.409 
3/29/2017 8:48 6.972 13.485 61.776 -0.407 
3/29/2017 8:49 7.057 13.374 63.678 -0.389 
3/29/2017 8:50 7.36 13.07 59.859 -0.38 
3/29/2017 8:51 7.391 13.047 62.543 -0.398 
3/29/2017 8:52 7.019 13.405 63.093 -0.37 
3/29/2017 8:53 7.737 12.682 52.826 -0.392 
3/29/2017 8:54 7.571 12.864 58.13 -0.425 
3/29/2017 8:55 6.988 13.439 59.079 -0.398 
3/29/2017 8:56 7.631 12.783 52.074 -0.38 
3/29/2017 8:57 7.219 13.177 60.168 -0.385 
3/29/2017 8:58 7.937 12.459 57.263 -0.39 
3/29/2017 8:59 8.028 12.409 55.669 -0.385 
3/29/2017 9:00 8.454 11 .985 46.954 -0.38 
3/29/2017 9:01 7.664 12.779 55.148 -0.375 
3/29/2017 9:02 7.37 13.078 58.147 -0.376 
3/29/2017 9:03 7.153 13.278 56.863 -0.407 
3/29/2017 9:04 8.267 12.168 55.129 -0.417 
3/29/2017 9:05 7.802 12.667 58.587 -0.399 
3/29/2017 9:06 8.111 12.381 57.535 -0.395 
3/29/2017 9:07 6.774 13.669 69.052 -0.396 
3/29/2017 9:08 8.159 12.308 64.304 -0.395 
3/29/2017 9:09 8.393 12.073 62.986 -0.418 
3/29/2017 9:10 8.422 12.089 58.792 -0.381 
3/29/2017 9: 11 8.131 12.343 58.404 -0.402 
3/29/2017 9:12 8.326 12.195 59.017 -0.388 
3/29/2017 9:13 8.101 12.415 58.654 -0.378 
3/29/2017 9:14 7.696 12.799 59.023 -0.368 
3/29/2017 9:15 7.476 13.033 60.94 -0.383 
3/29/2017 9:16 7.086 13.414 68.128 -0.389 
3/29/2017 9:17 7.11 13.377 68.405 -0.382 
3/29/2017 9:18 7.404 13.072 67.722 -0.372 
3/29/2017 9:19 8.075 12.401 66.442 -0.392 
3/29/2017 9:20 8.721 11 .779 62.048 -0.389 
3/29/2017 9:21 8.418 12.099 66.174 -0.392 
3/29/2017 9:22 8.043 12.447 66.101 -0.351 
3/29/201 7 9:23 8.346 12.131 59.795 -0.389 
3/29/2017 9:24 8.335 12.136 62.107 -0.408 
3/29/2017 9:25 7.418 13.075 67.576 -0.393 
3/29/2017 9:26 7.353 13.096 69.018 -0.402 
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3/29/2017 9:27 7.976 12.464 67.842 -0.404 
3/29/2017 9:28 7.796 12.63 68.532 -0.408 
3/29/2017 9:29 8.225 12.197 62.724 -0.393 
3/29/2017 9:30 7.97 12.476 64.953 -0.365 

Run 1 Average I 7.71 12.76 56.11 -0.39f 
3/29/2017 9:31 1.566 1.99 50.621 -0.223 

3/29/2017 9:321 0.038 0.081 48.707 -0.017f NOx Bias 

3/29/2017 9:33 0.038 0.072 17.332 0.919 
3/29/2017 9:34 0.037 0.068 0.418 4.254 

3/29/2017 9:35 0.036 0.0661 0.387 4.464lco Bias 

3/29/2017 9:36 6.376 6.727 0.361 3.055 

3/29/2017 9:371 10.76 10.881 0.363 0.05 02 C02 Bias 

3/29/2017 9:38 1.291 1.292 -0.021 CO Zero 

3/29/2017 9:39 0.037 0.052 0.331 1.362 Zero 

3/29/2017 9:40 5 5.079 22.316 4.358 
3/29/2017 9:41 I 10.829 10.929 48.998 4.391Span 

3/29/2017 9:42 9.373 11 .59 54.971 3.904 
3/29/2017 9:43 7.489 12.912 67.871 0.184 
3/29/2017 9:44 7.563 12.823 65.862 -0.402 
3/29/2017 9:45 6.932 13.423 76.309 -0.412 
3/29/2017 9:46 7.505 12.865 77.506 -0.419 
3/29/2017 9:47 7.931 12.452 70.413 -0.418 
3/29/2017 9:48 7.597 12.794 74.112 -0.414 
3/29/2017 9:49 7.796 12.601 72.116 -0.38 
3/29/2017 9:50 8.071 12.322 66.349 -0.381 
3/29/2017 9:51 7.72 12.676 69.068 -0.392 
3/29/2017 9:52 7.774 12.628 70.513 -0.407 
3/29/2017 9:53 8.081 12.329 62.684 -0.405 
3/29/2017 9:54 8.288 12.12 57.432 -0.383 
3/29/2017 9:55 7.723 12.692 62.51 -0.378 
3/29/2017 9:56 8.102 12.304 55.855 -0.402 
3/29/2017 9:57 7.719 12.689 59.208 -0.36 
3/29/2017 9:58 7.702 12.719 62.948 -0.373 
3/29/2017 9:59 8.189 12.214 57.967 -0.429 
3/29/2017 10:00 8.415 12.021 60.309 -0.371 
3/29/2017 10:01 7.896 12.524 63.727 -0.367 
3/29/2017 10:02 8.078 12.353 63.054 -0.389 
3/29/2017 10:03 7.471 12.958 58.551 -0.371 
3/29/2017 10:04 7.351 13.063 58.661 -0.364 
3/29/2017 10:05 7.746 12.678 60.012 -0.407 

3/29/2017 10:06 7.538 12.888 66.286 -0.371 
3/29/2017 10:07 7.484 12.94 74.007 -0.39 
3/29/2017 10:08 7.598 12.801 72.048 -0.387 
3/29/2017 10:09 8.063 12.351 68.431 -0.418 
3/29/2017 10:10 7.593 12.793 66.972 -0.37 
3/29/2017 1O:11 7.721 12.665 68.436 -0.396 
3/29/2017 10:12 7. 144 13.197 74.059 -0.405 
3/29/2017 10:13 7.739 12.616 68.047 -0.386 
3/29/2017 10:14 7.31 13.037 69.657 -0.389 
3/29/2017 10:15 7.438 12.895 68.417 -0.382 
3/29/2017 10:16 7.532 12.791 71 .418 -0.37 
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3/29/2017 10:17 7.706 12.612 70.806 -0.408 
3/29/2017 10:18 8.421 11 .881 58.914 -0.382 
3/29/2017 10:19 7.943 12.363 60.893 -0.371 
3/29/2017 10:20 7.692 12.593 65.971 -0.365 
3/29/2017 10:21 7.985 12.281 62.692 -0.381 
3/29/2017 10:22 7.97 12.307 68.3 -0.374 
3/29/2017 10:23 7.941 12.301 68.221 -0.379 
3/29/2017 10:24 8.012 12.25 54.084 -0.397 
3/29/2017 10:25 8.127 12.129 44.579 -0.336 
3/29/2017 10:26 7.62 12.627 49.688 -0.323 
3/29/2017 10:27 7.433 12.825 57.069 -0.365 
3/29/2017 10:28 7.459 12.79 57.75 -0.355 
3/29/2017 10:29 7.561 12.695 55.841 -0.391 
3/29/2017 10:30 7.801 12.477 52.127 -0.379 
3/29/2017 10:31 7.572 12.703 53.825 -0.351 
3/29/2017 10:32 7.493 12.794 57.244 -0.398 
3/29/2017 10:33 8.002 12.296 57.135 -0.406 
3/29/2017 10:34 8.075 12.232 56.603 -0.376 
3/29/2017 10:35 7.63 12.684 59.892 -0.377 
3/29/2017 10:36 7.368 12.944 60.763 -0.359 
3/29/2017 10:37 7.767 12.554 58.71 -0.352 
3/29/2017 10:38 7.004 13.321 67.404 -0.357 
3/29/2017 10:39 6.914 13.402 68.863 -0.401 
3/29/2017 10:40 7.729 12.591 61.253 -0.361 
3/29/2017 10:41 8.017 12.32 59.482 -0.386 
3/29/2017 10:42 8.041 12.299 54.849 -0.376 
3/29/2017 10:43 7.563 12.795 64.135 -0.391 

Run 2 Average I 7.73 12.62 63.33 -0.381 

3/29/2017 10:44 7.242 13.078 70.557 -0.388 
3/29/2017 10:45 7.408 12.735 70.168 -0.362 
3/29/2017 10:46 0.288 0.26 47.566 -0.292 
3/29/2017 10:47 0.037 0.081 48.742 0 

3/29/2017 10:48 0.036 0.0721 48.797 0.068INOx Bias 

3/29/2017 10:49 0.061 0.099 21 .731 0.653 
3/29/2017 10:50 0.037 0.066 0.505 4.138 

3/29/2017 10:511 0.036 0.066 0.453 4.456ICO Bias 

3/29/2017 10:52 8.467 8.594 0.444 3.157 

3/29/2017 10:531 10.809 10.8071 0.435 -0.274 02 C02 bias 

3/29/2017 10:54 10.817 10.819 0.425 -0.452 
3/29/2017 10:55 10.819 10.827 0.428 -0.436 
3/29/2017 10:56 9.325 8.607 0.431 -0.468 
3/29/2017 10:57 0.07 0.057 0.422 -0.245 

3/29/2017 10:581 0.037 0.052 0.406 0.0061Zero 

3/29/2017 10:59 7.979 8.792 38.02 1.376 
3/29/2017 11 :00 10.901 10.892 49.219 4.38 
3/29/2017 11 :01 10.942 10.891 49.14 4.454 

3/29/2017 11 :021 10.942 10.891 49.188 4.413ISpan 

3/29/2017 11 :03 10.63 11 .064 49.269 4.419 
3/29/2017 11 :04 7.634 12.781 61 .707 1.525 
3/29/2017 11 :05 7.481 12.885 62.37 -0.374 
3/29/2017 11 :06 6.885 13.479 68.471 -0.342 
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3/29/2017 11 :07 6.827 13.492 70.075 -0.387 
3/29/2017 11 :08 7.45 12.897 64.513 -0.376 
3/29/2017 11 :09 7.144 13.176 70.893 -0.354 
3/29/2017 11:10 7.652 12.679 67.353 -0.368 
3/29/2017 11: 11 8.004 12.339 62.884 -0.352 
3/29/2017 11 :12 8.282 12.037 59.476 -0.354 
3/29/2017 11 :13 7.721 12.609 66.875 -0.361 
3/29/2017 11: 14 6.959 13.371 76.827 -0.363 
3/29/2017 11: 15 7.919 12.377 67.365 -0.334 
3/29/2017 11: 16 7.948 12.416 68.701 -0.357 
3/29/2017 11 : 17 7.505 12.812 79.269 -0.311 
3/29/2017 11: 18 7.885 12.439 74.779 -0.311 
3/29/2017 11 : 19 7.933 12.416 70.486 -0.324 
3/29/2017 11 :20 7.408 12.928 72.657 -0.313 
3/29/2017 11 :21 7.522 12.803 78.088 -0.314 
3/29/2017 11 :22 7.726 12.579 67.589 -0.351 
3/29/2017 11 :23 8.297 12.035 59.693 -0.322 
3/29/2017 11 :24 8.296 12.037 56.538 -0.319 
3/29/2017 11 :25 7.39 12.93 65.599 -0.36 
3/29/2017 11 :26 6.903 13.394 70.491 -0.328 
3/29/2017 11 :27 7.467 12.804 66.531 -0.322 
3/29/2017 11 :28 7.255 13.025 67.379 -0.352 
3/29/2017 11 :29 7.511 12.761 65.948 -0.307 
3/29/2017 11 :30 6.163 14.061 81 .152 -0.286 
3/29/2017 11 :31 6.974 13.224 78.88 -0.314 
3/29/2017 11 :32 7.474 12.782 77.493 -0.32 
3/29/2017 11 :33 7.255 12.963 80.194 -0.309 
3/29/2017 11 :34 7.653 12.593 75.768 -0.307 
3/29/2017 11 :35 7.348 12.893 78.624 -0.321 
3/29/2017 11 :36 7.451 12.757 69.895 -0.312 
3/29/2017 11 :37 7.041 13.184 75.723 -0.325 
3/29/2017 11 :38 7.448 12.791 67.667 -0.331 
3/29/2017 11 :39 7.178 13.057 68.749 -0.316 
3/29/2017 11 :40 7.109 13.064 68.261 -0.352 
3/29/2017 11 :41 8 12.227 62.038 -0.35 
3/29/2017 11 :42 7.673 12.586 58.667 -0.346 
3/29/2017 11 :43 7.225 12.992 60.455 -0.328 
3/29/2017 11 :44 7.424 12. 771 56.756 -0.352 
3/29/2017 11 :45 8.29 11.905 42.129 -0.304 
3/29/2017 11 :46 8.286 11.935 34.047 -0.295 
3/29/2017 11 :47 7.716 12.526 37.681 -0.304 
3/29/2017 11 :48 7.305 12.917 45.698 -0.295 
3/29/2017 11 :49 7.658 12.508 42.598 -0.299 
3/29/2017 11 :50 8.23 11.949 35.278 -0.264 
3/29/2017 11 :51 8.189 12.045 33.882 -0.237 
3/29/2017 11 :52 7.863 12.326 37.052 -0.272 
3/29/2017 11 :53 7.639 12.552 36.449 -0.269 
3/29/2017 11 :54 7.288 12.899 43.252 -0.252 
3/29/2017 11 :55 8.05 12.096 40.771 -0.256 
3/29/2017 11 :56 8.084 12.092 45.073 -0.311 
3/29/2017 11 :57 3.49 4.287 41.407 -0.273 
3/29/2017 11 :58 0.044 0.086 48.5 -0.047 



153/592 

3/29/2017 11 :59 0.036 0.0741 48.524 0.087INOx Bias 
3/29/2017 12:00 0.037 0.069 29.586 0.389 
3/29/2017 12:01 0.037 0.066 0.548 3.863 
3/29/2017 12:021 0.035 0.064 0.496 4.466lco Bias 
3/29/2017 12:03 8.94 9.285 0.481 2.983 
3/29/2017 12:04 10.745 10.76 0.454 -0.296 
3/29/2017 12:051 10.283 11 .0411 3.597 -0.42 02 C02 bias 
3/29/2017 12:06 7.28 12.958 41 .929 -0.348 
3/29/2017 12:07 7.288 12.928 42.952 -0.31 
3/29/2017 12:08 6.987 13.205 49.358 -0.312 
3/29/2017 12:09 7.346 12.84 42.491 -0.302 
3/29/2017 12:10 6.978 13.202 45.508 -0.316 
3/29/2017 12:11 7.543 12.629 42.598 -0.333 
3/29/2017 12:12 8.195 11 .976 36.235 -0.295 
3/29/2017 12:13 7.746 12.443 39.356 -0.273 
3/29/2017 12:14 7.108 13.075 46.015 -0.262 
3/29/2017 12:15 7.568 12.575 43.4 -0.286 
3/29/2017 12:16 7.759 12.454 30.11 -0.284 
3/29/2017 12:17 7.493 12.684 33.04 -0.261 
3/29/2017 12:18 7.555 12.624 36.797 -0.27 
3/29/2017 12:19 7.801 12.369 36.73 -0.271 
3/29/2017 12:20 6.935 13.23 51.452 -0.241 
3/29/2017 12:21 6.997 13.173 47.916 -0.28 
3/29/2017 12:22 7.782 12.344 40.721 -0.303 
3/29/2017 12:23 8.49 11.699 25.958 -0.302 
3/29/2017 12:24 7.739 12.431 32.308 -0.286 
3/29/2017 12:25 7.504 12.65 43.985 -0.292 
3/29/2017 12:26 7.6 12.546 45.339 -0.287 
3/29/2017 12:27 7.584 12.542 37.871 -0.248 
3/29/2017 12:28 7.447 12.667 36.206 -0.27 
3/29/2017 12:29 7.405 12.705 33.751 -0.265 
3/29/2017 12:30 7.701 12.431 32.144 -0.245 
3/29/2017 12:31 6.601 13.471 46.005 -0.264 
3/29/2017 12:32 6.99 13.098 43.844 -0.275 
3/29/2017 12:33 7.686 12.383 37.315 -0.239 
3/29/2017 12:34 7.267 12.838 43.382 -0.25 
3/29/2017 12:35 7.867 12.243 40.358 -0.247 
3/29/2017 12:36 7.997 12.123 33.504 -0.261 
3/29/2017 12:37 7.373 12.735 39.783 -0.286 
3/29/2017 12:38 8.322 11.785 30.533 -0.228 
3/29/2017 12:39 8.124 12.006 32.467 -0.235 
3/29/2017 12:40 8.732 11.416 24.536 -0.217 
3/29/2017 12:41 7.944 12.222 29.183 -0.275 
3/29/2017 12:42 7.447 12.687 39.905 -0.253 
3/29/2017 12:43 8.053 12.071 31 .74 -0.277 
3/29/2017 12:44 8.016 12.144 29.743 -0.241 
3/29/2017 12:45 7.838 12.291 35.302 -0.246 
3/29/2017 12:46 8.468 11 .674 28.978 -0.262 
3/29/2017 12:47 8.145 12.003 29 -0.283 
3/29/2017 12:48 7.766 12.363 35.912 -0.286 
3/29/2017 12:49 8.207 11.892 33.918 -0.25 
3/29/2017 12:50 8.439 11 . 715 30.741 -0.258 



154/592 

3/29/2017 12:51 7.699 12.434 38.737 -0.275 
3/29/2017 12:52 8.025 12.104 36.205 -0.263 
3/29/2017 12:53 7.75 12.391 44.488 -0.281 
3/29/2017 12:54 7.367 12.76 44.526 -0.312 
3/29/2017 12:55 7.244 12.869 48.647 -0.312 
3/29/2017 12:56 7.014 13.088 50.155 -0.285 
3/29/2017 12:57 7.833 12.255 41 .083 -0.253 
3/29/2017 12:58 8.192 11.923 36.643 -0.264 
3/29/2017 12:59 6.889 13.229 53.431 -0.27 
3/29/2017 13:00 6.619 13.436 62.487 -0.308 
3/29/2017 13:01 7.685 12.382 45.76 -0.33 
3/29/2017 13:02 7.565 12.568 37.004 -0.261 
3/29/2017 13:03 7.721 12.399 35.013 -0.244 
3/29/2017 13:04 7.205 12.903 38.055 -0.241 
3/29/2017 13:05 6.901 13.197 41.782 -0.296 
3/29/2017 13:06 7.273 12.852 37.205 -0.287 
3/29/2017 13:07 7.07 13.034 42.318 -0.288 
3/29/2017 13:08 7.337 12.766 40.791 -0.295 
3/29/2017 13:09 7.656 12.443 35.314 -0.27 
3/29/2017 13:10 7.41 12.684 39.86 -0.274 
Run 3 Average I 7.63 12.50 38.63 -0.271 
3/29/2017 13: 11 1.616 1.859 43.369 -0.165 
3/29/2017 13: 121 0.037 0.082 48.49 0.035INOx Bias 
3/29/2017 13:13 0.037 0.074 14.181 1.239 
3/29/2017 13:14 0.036 0.068 0.558 4.385 
3/29/2017 13:15 0.036 0.0661 0.506 4.442lco Bias 
3/29/2017 13: 16 5.715 6.039 0.495 3.814 
3/29/2017 13:1 71 10.702 10.7381 0.478 0.285 02 C02 Bias 
3/29/2017 13:18 1.891 2.32 0.018 CO Zero 
3/29/2017 13:19 0.036 0.051 1.281 Zero 
3/29/2017 13:20 9.025 9.01 35.805 4.349 
3/29/2017 13:21 I 10.794 10.797 49.2 4.461Span 
3/29/2017 13:22 8.64 11 .956 44.488 3.534 
3/29/2017 13:23 7.793 12.366 38.057 -0.013 
3/29/2017 13:24 7.865 12.308 33.432 -0.283 
3/29/2017 13:25 8.174 11.985 27.188 -0.296 
3/29/2017 13:26 7.848 12.313 30.654 -0.288 
3/29/2017 13:27 6.652 13.486 46.628 -0.268 
3/29/2017 13:28 7.513 12.624 43.7 -0.293 
3/29/2017 13:29 8.064 12.076 34.914 -0.311 
3/29/2017 13:30 7.69 12.476 39.323 -0.3 
3/29/2017 13:31 7.716 12.407 38.51 -0.298 
3/29/2017 13:32 7.624 12.499 40.748 -0.303 
3/29/2017 13:33 7.278 12.854 42.296 -0.269 
3/29/2017 13:34 7.481 12.632 43.633 -0.334 
3/29/2017 13:35 7.819 12.292 36.67 -0.344 
3/29/2017 13:36 7.911 12.205 31 .569 -0.304 
3/29/201 7 13:37 8.462 11.642 27.106 -0.282 
3/29/2017 13:38 8.379 11.741 28.093 -0.268 
3/29/2017 13:39 8.674 11.465 26.741 -0.24 
3/29/2017 13:40 8.755 11 .366 26.478 -0.255 



155/592 

3/29/2017 13:41 7.285 12.862 42.751 -0.277 
3/29/2017 13:42 7.174 12.946 42.142 -0.282 
3/29/2017 13:43 7.234 12.886 45.268 -0.204 
3/29/2017 13:44 8.259 11 .887 33.981 -0.25 
3/29/2017 13:45 7.339 12.805 43.733 -0.266 
3/29/2017 13:46 7.038 13.08 52.532 -0.323 
3/29/2017 13:47 7.305 12.833 45.343 -0.329 
3/29/2017 13:48 7.331 12.804 39.759 -0.321 
3/29/2017 13:49 7.384 12.743 43.439 -0 .285 
3/29/2017 13:50 7.818 12.31 35.896 -0.303 
3/29/2017 13:51 8.777 11 .374 26.217 -0 .292 
3/29/2017 13:52 8.067 12.113 29.625 -0.258 
3/29/2017 13:53 7.034 13.12 43.136 -0 .283 
3/29/2017 13:54 7.051 13.068 46.899 -0.317 
3/29/2017 13:55 7.227 12.903 40.564 -0.336 
3/29/2017 13:56 7.551 12.588 34.266 -0.306 
3/29/2017 13:57 7.512 12.619 35.581 -0.325 
3/29/2017 13:58 7.771 12.359 38.017 -0.311 
3/29/2017 13:59 7.753 12.394 34.696 -0.292 
3/29/2017 14:00 8.271 11 .879 34.701 -0.316 
3/29/2017 14:01 7.814 12.339 39.109 -0.298 
3/29/2017 14:02 7.156 12.992 43.708 -0.273 
3/29/2017 14:03 7.775 12.372 35.853 -0.268 
3/29/2017 14:04 8.25 11 .879 35.79 -0.315 
3/29/2017 14:05 7.841 12.308 40.553 -0.295 
3/29/2017 14:06 7.779 12.355 40.072 -0.312 
3/29/2017 14:07 7.876 12.246 40.954 -0.323 
3/29/2017 14:08 7.311 12.827 45.378 -0.32 
3/29/2017 14:09 8.086 12.035 36.136 -0.33 
3/29/201 7 14:10 7.751 12.395 38.886 -0.318 
3/29/2017 14:11 6.979 13.15 46.349 -0.312 
3/29/2017 14:12 7.123 13.003 44.636 -0.314 
3/29/2017 14:13 7.413 12.704 45.692 -0.3 
3/29/2017 14:14 7.634 12.497 42.341 -0.286 
3/29/2017 14:15 7.833 12.278 38.455 -0.232 
3/29/2017 14:16 8.277 11 .851 31 .129 0.04 
3/29/2017 14:17 8.134 11 .991 32.796 0.106 
3/29/2017 14:18 7.634 12.497 36.947 -0.225 
3/29/2017 14:19 7.898 12.223 32.222 -0.289 
3/29/2017 14:20 8.721 11.406 24.785 -0.259 
3/29/2017 14:21 8.663 11.46 28.886 -0.259 
3/29/2017 14:22 7.719 12.422 39.256 -0.285 
3/29/2017 14:23 7.46 12.647 48.445 -0.315 
3/29/2017 14:24 7.92 12.206 42.375 -0.345 
3/29/2017 14:25 7.46 12.668 45.059 -0.336 
3/29/2017 14:26 7.324 12.815 40.033 -0.347 
3/29/2017 14:27 7.51 12.608 35.1 -0.334 
3/29/2017 14:28 7.536 12.576 40.987 -0.331 
3/29/2017 14:29 7.508 12.625 43.471 -0.34 
3/29/2017 14:30 7.861 12.274 38.343 -0.281 

Run 4 Average I 7.73 12.41 38.40 -0.281 
3/29/2017 14:31 1.371 1.94 46.266 -0.198 



156/592 

3/29/2017 14:321 0.037 0.083 48.828 0.014INOx Bias 
3/29/201 7 14:33 0.037 0.072 14.388 1.194 
3/29/2017 14:34 0.037 0.068 0.556 4.33 
3/29/2017 14:35 0.037 0.067f 0.523 4.421 lco Bias 
3/29/2017 14:36 8.93 9.191 0.513 2.696 
3/29/2017 14:371 10.744 10.8341 0.515 0.058 02 C02 Bias 
3/29/2017 14:38 0.932 0.921 0.506 -0.001 CO Zero 
3/29/2017 14:39 0.037 0.052 0.496 1.112 Zero 
3/29/2017 14:40 9.694 9.77 38.09 4.32 
3/29/2017 14:41 f 10.818 10.913 49.365 4.411,Span 
3/29/2017 14:42 9.521 11.138 38.264 3.494 
3/29/2017 14:43 8.316 11.996 33.62 -0.064 
3/29/2017 14:44 7.981 12.314 31 .179 -0.374 
3/29/2017 14:45 7.316 12.976 39.235 -0.331 
3/29/2017 14:46 6.945 13.292 42.181 -0.336 
3/29/2017 14:47 7.564 12.67 39.003 -0.366 
3/29/2017 14:48 8.79 11.438 27.439 -0.349 
3/29/2017 14:49 8.321 11 .955 32.21 -0.343 
3/29/201 7 14:50 8.14 12.12 33.066 -0.322 
3/29/201 7 14:51 8.507 11 .751 31 .302 -0.303 
3/29/2017 14:52 8.477 11 .819 28.559 -0.298 
3/29/2017 14:53 7.781 12.487 34.607 -0.312 
3/29/2017 14:54 7.859 12.431 36.016 -0.306 
3/29/2017 14:55 7.198 13.098 37.287 -0.314 
3/29/2017 14:56 7.104 13.15 43.427 -0.315 
3/29/2017 14:57 7.256 13.005 43.706 -0.357 
3/29/2017 14:58 6.923 13.328 48.349 -0.348 
3/29/2017 14:59 7.371 12.878 44.747 -0.381 
3/29/2017 15:00 7.61 12.65 42.937 -0.357 
3/29/2017 15:01 7.584 12.694 37.156 -0.37 
3/29/2017 15:02 7.976 12.295 38.178 -0.35 
3/29/2017 15:03 7.827 12.422 42.875 -0.361 
3/29/2017 15:04 7.459 12.872 44.173 -0.332 
3/29/2017 15:05 7.295 12.978 43.824 -0.342 
3/29/2017 15:06 7.766 12.51 35.967 -0.386 
3/29/2017 15:07 6.655 13.651 51 .111 -0.367 
3/29/2017 15:08 6.519 13.742 51 .372 -0.372 
3/29/2017 15:09 6.783 13.475 53.294 -0.395 
3/29/2017 15:10 7.345 12.897 40.33 -0.39 
3/29/2017 15: 11 7.231 13.082 40.876 -0.34 
3/29/2017 15:12 7.205 13.072 42.518 -0.344 
3/29/2017 15:13 7.611 12.657 40.207 -0.328 
3/29/2017 15:14 7.948 12.33 36.569 -0.367 
3/29/2017 15:15 8.423 11 .843 25.071 -0.338 
3/29/201 7 15:16 9.027 11 .263 20.765 -0.299 
3/29/201 7 15:17 8.598 11 .681 24.281 -0.289 
3/29/2017 15:18 8.602 11 .705 22.044 -0.31 
3/29/2017 15:19 8.623 11 .668 23.562 -0.303 
3/29/2017 15:20 8.469 1·1.803 27.472 -0.302 
3/29/2017 15:21 8.939 11.375 27.917 -0.327 
3/29/201 7 15:22 8.744 11.55 34.457 -0.339 



157/592 

3/29/2017 15:23 8.704 11 .574 34.28 -0.335 
3/29/2017 15:24 7.865 12.418 41 .293 -0.333 
3/29/2017 15:25 7.822 12.419 43.875 -0.365 
3/29/2017 15:26 8.139 12.146 34.456 -0.345 
3/29/2017 15:27 7.434 12.851 39.835 -0.338 
3/29/2017 15:28 7.241 13.024 48.543 -0 .338 
3/29/2017 15:29 8.36 11 .876 38.3 -0.336 
3/29/2017 15:30 7.815 12.483 43.623 -0.357 
3/29/2017 15:31 7.104 13.191 47.959 -0.355 
3/29/2017 15:32 7.164 13.106 45.799 -0.386 
3/29/2017 15:33 7.293 12.98 45.613 -0.347 
3/29/2017 15:34 7.545 12.715 47.051 -0.315 
3/29/2017 15:35 7.851 12.417 45.233 -0.373 
3/29/2017 15:36 7.829 12.472 44.62 -0.406 
3/29/2017 15:37 7.556 12.724 44.236 -0.387 
3/29/2017 15:38 7.452 12.825 48.221 -0.4 
3/29/2017 15:39 7.172 13.09 52.656 -0.377 
3/29/2017 15:40 7.929 12.358 41 .279 -0.382 
3/29/2017 15:41 7.452 12.803 50.035 -0.392 
3/29/2017 15:42 7.889 12.372 38.54 -0.397 
3/29/2017 15:43 7.8 12.499 37.732 -0.379 
3/29/2017 15:44 7.995 12.295 36.77 -0.364 
3/29/2017 15:45 7.392 12.883 43.301 -0.383 
3/29/2017 15:46 7.597 12.633 40.047 -0.378 
3/29/2017 15:47 8.386 11.893 30.763 -0.352 
3/29/2017 15:48 7.804 12.456 35.434 -0 .346 
3/29/2017 15:49 7.237 13.015 43.892 -0 .353 
3/29/2017 15:50 7.1 13.079 41 .378 -0.371 
3/29/2017 15:51 7.994 12.18 34.839 -0.374 
3/29/201 7 15:52 8.28 11 .948 28.536 -0.302 
3/29/2017 15:53 7.807 12.397 32.983 -0.304 
3/29/2017 15:54 8.43 11 .748 27.821 -0.291 
3/29/2017 15:55 7.966 12.27 34.068 -0.296 

Run 5 Average I 7.74 12.53 39.50 -0.351 

3/29/2017 15:56 2.376 2.691 40.202 -0 .279 
3/29/201 7 15:57 0.039 0.082 48.958 -0 .015 

3/29/2017 15:581 0.036 0.071 48.987 0.048INOx Bias 

3/29/2017 15:59 0.037 0.068 18. 785 0.798 
3/29/2017 16:00 0.036 0.065 0.822 4.201 

3/29/2017 16:01 0.036 0.0631 0.776 4.393lco Bias 

3/29/2017 16:02 8.7 9.079 0.762 2.966 

3/29/2017 16:031 10.736 10.7981 0.768 -0 .223 02 C02 Bias 

3/29/2017 16:04 1.952 1.948 0.757 -0 .059 

3/29/2017 16:051 0.037 0.05 0.742 -0.0241Zero 

3/29/2017 16:06 8.657 8.23 32.259 2.132 
3/29/2017 16:07 10.816 10.865 49.475 4.385 

3/29/2017 16:081 10.817 10.87 49.491 4.391 ISpan 

3/29/2017 16:09 8.337 12.31 48.813 3.451 
3/29/2017 16:10 7.723 12.548 42.864 -0.103 
3/29/2017 16: 11 7.175 13.089 52.777 -0.409 
3/29/2017 16:12 7.678 12.572 47.834 -0.434 



158/592 

3/29/2017 16:13 7.737 12.527 42.588 -0.418 
3/29/2017 16:14 8.546 11 .722 33.949 -0.398 
3/29/2017 16:15 8.084 12.218 35.665 -0.371 
3/29/2017 16:16 7.787 12.496 36.05 -0.397 
3/29/2017 16:17 8.392 11 .888 29.601 -0.36 
3/29/2017 16:18 7.787 12.521 40.917 -0.361 
3/29/2017 16:19 7.769 12.525 37.897 -0.397 
3/29/2017 16:20 7.865 12.394 38.467 -0.372 
3/29/2017 16:21 7.245 13.025 40.697 -0.375 
3/29/2017 16:22 7.606 12.636 32.762 -0.361 
3/29/2017 16:23 7.165 13.091 42.517 -0.389 
3/29/2017 16:24 6.656 13.565 51 .023 -0.397 
3/29/2017 16:25 6.795 13.438 50.549 -0.402 
3/29/2017 16:26 7.192 13.023 46.688 -0.373 
3/29/2017 16:27 7.608 12.647 47.224 -0.408 
3/29/2017 16:28 7.97 12.275 39.016 -0.398 
3/29/2017 16:29 8.219 12.047 30.265 -0.365 
3/29/2017 16:30 7.89 12.389 35.895 -0.386 
3/29/2017 16:31 8.134 12.142 32.969 -0.366 
3/29/2017 16:32 8.239 12.052 32.556 -0.393 
3/29/2017 16:33 7.928 12.368 36.662 -0.399 
3/29/2017 16:34 7.659 12.636 38.383 -0.398 
3/29/2017 16:35 7.366 12.926 42.77 -0.394 
3/29/2017 16:36 6.904 13.356 53.467 -0.411 
3/29/2017 16:37 7.432 12.824 45.048 -0.42 
3/29/2017 16:38 8.317 11 .913 28.81 -0.395 
3/29/2017 16:39 8.291 11.968 26.346 -0.37 

Run 6 Average I 7. 71 12.56 39.74 -0.381 
3/29/2017 16:40 1.575 1.914 41.942 -0.258 

3/29/2017 16:41 I 0.037 0.083 49.105 -0.044INOx Bias 

3/29/2017 16:42 0.036 0.074 17.852 0.906 
3/29/2017 16:43 0.036 0.069 0.837 4.264 

3/29/2017 16:44 0.036 0.0681 0.805 4.405lco Bias 

3/29/2017 16:45 8.681 9.039 0.789 2.458 

3/29/2017 16:461 10.759 10.8191 0.792 -0.013 02 C02 Bias 

3/29/2017 16:47 0.815 0.734 0.791 -0.001 CO Zero 

3/29/2017 16:48 0.037 0.051 0.767 0.792 Zero 

3/29/2017 16:49 6.798 6.905 25.256 4.18 

3/29/2017 16:501 10.818 10.855 49.614 4.393ISpan 

3/29/2017 16:51 8.277 12.187 45.192 3.006 
3/29/2017 16:52 8.152 12.115 35.865 -0.248 
3/29/201 7 16:53 7.521 12.763 40.952 -0.399 
3/29/2017 16:54 7.613 12.665 39.741 -0.383 
3/29/2017 16:55 7.065 13.187 47.1 -0.413 
3/29/2017 16:56 7.244 13.016 49.617 -0.382 
3/29/2017 16:57 7.958 12.269 39.612 -0.414 
3/29/2017 16:58 7.081 13.182 49.298 -0.42 
3/29/2017 16:59 7.293 12.958 49.283 -0.396 
3/29/2017 17:00 7.608 12.651 44.063 -0.393 
3/29/2017 17:01 8.447 11.803 31.774 -0.382 
3/29/2017 17:02 8.977 11.29 22.142 -0.328 
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3/29/2017 17:03 7.836 12.449 31 .006 -0.323 
3/29/201 7 17:04 8.873 11 .383 23.763 -0.328 
3/29/2017 17:05 7.585 12.692 37.961 -0.343 
3/29/2017 17:06 7.36 12.88 40.599 -0.366 
3/29/2017 17:07 7.813 12.451 35.909 -0.385 
3/29/2017 17:08 7.977 12.25 33.212 -0.353 
3/29/2017 17:09 7.939 12.322 38.001 -0.37 
3/29/2017 17:10 7.961 12.296 35.005 -0.36 
3/29/2017 17: 11 8.027 12.211 33.609 -0.374 
3/29/2017 17:12 8.549 11.689 33.541 -0.364 
3/29/2017 17:13 8.068 12.2 39.748 -0.35 
3/29/2017 17:14 8.11 12.146 41 .596 -0.367 
3/29/2017 17:15 7.112 13.134 53.092 -0.398 
3/29/2017 17:16 8.144 12.098 41 .162 -0.383 
3/29/2017 17:17 8.106 12.143 39.776 -0.383 
3/29/2017 17:18 8.649 11 .599 33.396 -0.362 
3/29/2017 17: 19 8.268 11 .989 35.368 -0.337 
3/29/2017 17:20 8.595 11 .657 32.409 -0.349 
3/29/2017 17:21 8.231 12.028 33.62 -0.353 
3/29/2017 17:22 8.215 12.051 35.795 -0.325 
Run 7 Average I 7.94 12.32 38.07 -0.371 
3/29/2017 17:23 1.45 1.651 43.646 -0.209 
3/29/2017 17:241 0.037 0.079 49.09 -0.033INox Bias 
3/29/2017 17:25 0.037 0.07 14.155 1.119 
3/29/2017 17:26 0.037 0.066 0.858 4.299 
3/29/201 7 17:27 0.037 0.0641 0.828 4.4lco Bias 
3/29/201 7 17:28 3.925 4.179 0.819 4.272 
3/29/201 7 17:291 10.77 10.7761 0.813 0.814 02 C02 Bias 
3/29/2017 17:30 1.936 1.855 0.793 -0.048 CO Zero 
3/29/201 7 17:31 0.037 0.051 0.789 1.004 Zero 
3/29/201 7 17:32 9.685 9.538 38.139 4.261 
3/29/201 7 17:331 10.838 10.898 49.668 4.411,Span 
3/29/2017 17:34 17.298 16.85 89.224 5.867 
3/29/2017 17:35 19.034 18.481 96.047 9.417 
3/29/201 7 17:361 19.035 18.471 96.121 9.54,High 
3/29/2017 17:37 19.248 18.442 48.843 8.808 

Date Time 0 2% C02 % NOx ppm CO ppm 
3/30/2017 7:14 19.035 5.858 37.003 0.121 
3/30/2017 7:15 19.035 18.569 95.332 5.188 
3/30/2017 7:16 19.035 18.589 95.239 9.54 
3/30/201 7 7:17 19.035 18.594 95.092 9.589 
3/30/2017 7:18 19.035 18.593 94.929 9.578 
3/30/201 7 7:19 19.035 18.593 94.918 9.489 
3/30/201 7 7:20 19.03 18.6 94.914 9.522 
3/30/201 7 7:21 I 19.007 18.616 94.92 9.531,High 
3/30/201 7 7:22 15.227 14.082 71.03 9.244 
3/30/201 7 7:23 10.894 10.943 48.777 5.808 
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3/30/2017 7:24 10.896 10.928 48.752 4.387 
3/30/2017 7:251 10.917 10.924 48.701 4.428IMid 
3/30/2017 7:26 5.758 5.066 21 .668 3.766 
3/30/2017 7:27 0.061 0.055 0.115 0.263 
3/30/2017 7:281 0.037 0.051 0.096 olzero 
3/30/2017 7:29 0.037 0.0511 0.1251 0.017 NO Mode Zero 
3/30/2017 7:30 5.277 8.861 82.125 -0.087 
3/30/2017 7:31 7.822 12.5921 94.9631 -0.318 NO Mode High 
3/30/2017 7:32 7.386 13.009 16.59 -0.38 
3/30/2017 7:33 7.466 12.9261 0.1251 -0.356 NO Mode Zero 
3/30/2017 7:34 7.808 12.577 37.956 -0.338 
3/30/2017 7:35 5.862 9.1321 44.0431 -0.289 N02 Gas NOx Mode 

3/30/2017 7:36 0.073 0.091 9.598 2.728 
3/30/2017 7:37 0.037 0.07 0.457 4.373 
3/30/2017 7:381 0.036 0.064 0.447 4.3921co Bias 
3/30/2017 7:39 0.037 0.063 35.389 3.271 
3/30/2017 7:40 0.037 0.059 48.512 0.102 
3/30/2017 7:41 0.037 0.0571 48.521 0.041 INOx Bias 
3/30/2017 7:42 8.531 8.666 13.097 -0.107 
3/30/2017 7:431 10.795 10.8241 0.324 -0.44 02 C02 Bias 

3/30/2017 7:44 8.764 12.172 21.318 -0.452 
3/30/2017 7:45 6.561 13.755 51 .707 -0.326 
3/30/2017 7:46 7.066 13.251 46.54 -0.361 
3/30/2017 7:47 8.108 12.22 35.708 -0.325 
3/30/2017 7:48 8.201 12.143 32.843 -0.289 
3/30/2017 7:49 8.272 12.075 31 .862 -0.291 
3/30/2017 7:50 7.491 12.87 41 .13 -0.342 
3/30/2017 7:51 7.549 12.805 42.513 -0.337 
3/30/2017 7:52 7.485 12.867 44.932 -0.329 
3/30/2017 7:53 8.82 11 .529 29.903 -0.302 
3/30/2017 7:54 8.231 12.148 34.359 -0.28 
3/30/2017 7:55 8.227 12.145 34.329 -0.308 
3/30/2017 7:56 7.838 12.544 40.292 -0.315 
3/30/2017 7:57 7.61 12.763 45.553 -0.333 
3/30/2017 7:58 7.845 12.534 43.86 -0.358 
3/30/2017 7:59 8.613 11 .779 32.384 -0.308 
3/30/2017 8:00 7.985 12.407 38.333 -0.293 
3/30/2017 8:01 7.638 12.738 43.156 -0.328 
3/30/2017 8:02 7.651 12.722 43.248 -0.307 
3/30/2017 8:03 8.133 12.235 37.114 -0.342 
3/30/2017 8:04 6.954 13.406 52.515 -0 .322 
3/30/2017 8:05 6.545 13.783 55.42 -0.35 
3/30/2017 8:06 6.037 14.246 61 .897 -0.354 
3/30/2017 8:07 7.153 13.153 52.631 -0.355 
3/30/2017 8:08 7.33 13.001 43.656 -0.329 
3/30/2017 8:09 7.572 12.751 39.57 -0.337 
3/30/2017 8:10 8.393 11 .927 29.99 -0.324 
3/30/2017 8: 11 8.088 12.246 29.41 -0 .296 
3/30/2017 8:12 7.436 12.891 38.31 -0.34 
3/30/2017 8:13 7.531 12.78 39.49 -0.333 
3/30/2017 8:14 7.663 12.654 40.878 -0.364 
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3/30/2017 8:15 8.097 12.2 38.313 -0.34 
3/30/2017 8:16 7.888 12.427 39.114 -0.323 

Run 8 Average I 7.75 12.60 40.42 -0.331 
3/30/2017 8:17 2.095 2.741 42.428 -0.181 
3/30/2017 8:18 0.041 0.081 48.48 0.008 NOx Bias 
3/30/2017 8:19 0.038 0.069 16.197 0.949 
3/30/2017 8:20 0.037 0.064 0.197 4.265 
3/30/2017 8:21 0.037 0.061 0.178 4.426 CO Bias 
3/30/2017 8:22 8.525 8.621 0.153 3.132 
3/30/2017 8:23 10.815 10.788 0.158 -0.271 02 C02 Bias 
3/30/2017 8:24 1.276 1.277 0.157 -0.091 
3/30/2017 8:25 0.038 0.049 0.126 0.041 Zero 
3/30/2017 8:26 8.35 9.217 40.724 1.991 
3/30/2017 8:27 10.887 10.821 48.7 4.4 
3/30/2017 8:28 10.892 10.822 48.762 4.424 Span 
3/30/2017 8:29 8.068 12.591 43.415 3.173 
3/30/2017 8:30 7.3 13.007 42.086 -0.145 
3/30/2017 8:31 7.786 12.511 40.491 -0.345 
3/30/2017 8:32 8.152 12.16 33.146 -0.326 
3/30/2017 8:33 7.837 12.458 37.014 -0.337 
3/30/2017 8:34 8.275 12.013 32.254 -0.294 
3/30/2017 8:35 8.038 12.259 36.168 -0.326 
3/30/2017 8:36 8.308 11.991 31.864 -0.329 
3/30/2017 8:37 7.675 12.629 41.317 -0.317 
3/30/2017 8:38 8.419 11.859 31.39 -0.333 
3/30/2017 8:39 7.269 13.033 42.626 -0.325 
3/30/2017 8:40 5.912 14.304 60.899 -0.324 
3/30/2017 8:41 6.277 13.918 64.361 -0.358 
3/30/2017 8:42 7.349 12.89 47.957 -0.377 
3/30/2017 8:43 8.006 12.242 36.075 -0.356 
3/30/2017 8:44 7.688 12.588 38.942 -0.318 
3/30/2017 8:45 7.368 12.887 48.186 -0.374 
3/30/2017 8:46 8.428 11.843 34.173 -0.362 
3/30/2017 8:47 8.498 11.784 27.942 -0.301 
3/30/2017 8:48 7.572 12.745 38.588 -0.305 
3/30/2017 8:49 7.373 12.882 47.088 -0.344 
3/30/2017 8:50 7.484 12.804 47.238 -0.37 
3/30/2017 8:51 7.566 12.693 47.979 -0.348 
3/30/2017 8:52 7.44 12.853 43.539 -0.357 
3/30/2017 8:53 7.989 12.294 38.505 -0.339 
3/30/2017 8:54 7.83 12.448 39.791 -0.337 
3/30/2017 8:55 7.522 12.776 39.523 -0.329 
3/30/2017 8:56 7.978 12.297 37.671 -0.323 
3/30/2017 8:57 7.879 12.416 37.689 -0.345 
3/30/2017 8:58 7.436 12.861 42.328 -0.328 
3/30/2017 8:59 8.01 12.276 37.942 -0.361 
3/30/2017 9:00 8.427 11.873 33.311 -0.323 

Run 9 Average I 7.73 12.55 40.53 -0.341 

3/30/2017 9:01 2.026 2.286 40.742 -0.193 

3/30/2017 9:021 0.042 0.079 48.351 0.046INOx Bias 

3/30/2017 9:03 0.037 0.07 16.246 1.002 



162/592 

3/30/2017 9:04 0.037 0.061 0.199 4.281 
3/30/2017 9:05 0.037 0.061l 0.174 4.41 lCO Bias 
3/30/2017 9:06 4.202 4.395 0.151 4.266 
3/30/2017 9:07l 10.834 10.7151 0.161 0.607 02 C02 Bias 
3/30/2017 9:08 2.023 1.983 0.147 -0.347 
3/30/2017 9:09 0.037 0.049 0.122 0.021 Zero 
3/30/2017 9:10 6.995 7.942 34.39 1.098 
3/30/2017 9:11 10.844 10.764 48.658 4.311 
3/30/2017 9:12 10.844 10.766 48.72 4.438 Span 
3/30/2017 9:13 8.727 12.124 59.636 3.599 
3/30/2017 9:14 7.975 12.249 53.778 -0.036 
3/30/2017 9:15 7.992 12.191 48.67 -0.318 
3/30/2017 9:16 8.098 12.121 41.835 -0.344 
3/30/2017 9:17 7.874 12.362 38.155 -0 .31 
3/30/2017 9:18 7.004 13.189 55.866 -0.309 
3/30/2017 9:19 7.344 12.837 48.518 -0.361 
3/30/2017 9:20 7.968 12.175 45.997 -0.357 
3/30/2017 9:21 8.315 11.898 38.052 -0.348 
3/30/2017 9:22 7.812 12.403 41.659 -0.341 
3/30/2017 9:23 8.063 12.148 33.939 -0.344 
3/30/2017 9:24 7.932 12.273 40.536 -0.317 
3/30/2017 9:25 8.051 12.166 46.134 -0.341 
3/30/2017 9:26 9.096 11 .099 30.092 -0.333 
3/30/2017 9:27 9.501 10.765 23.964 -0.294 
3/30/2017 9:28 8.859 11 .398 32.943 -0.293 
3/30/2017 9:29 9.142 11.117 30.451 -0.289 
3/30/2017 9:30 9.643 10.668 22.677 -0.303 
3/30/2017 9:31 8.778 11 .564 31.413 -0.276 
3/30/2017 9:32 8.601 11.654 36.624 -0.329 
3/30/2017 9:33 9.237 11.075 31.179 -0.31 
3/30/2017 9:34 8.464 11 .851 42.128 -0.301 
3/30/2017 9:35 8.268 12.017 44.68 -0.337 
3/30/2017 9:36 8.006 12.311 45.755 -0.315 
3/30/2017 9:37 7.798 12.477 51.45 -0.327 
3/30/2017 9:38 7.961 12.334 53.188 -0.354 
3/30/2017 9:39 8.115 12.2 48.922 -0.326 
3/30/2017 9:40 7.941 12.341 49.288 -0.34 
3/30/2017 9:41 7.948 12.342 46.357 -0 .348 
3/30/2017 9:42 7.572 12.73 55.774 -0.324 
3/30/2017 9:43 8.01 12.26 56.439 -0.354 
3/30/2017 9:44 8.391 11 .876 50.647 -0.347 

Run 10 Average I 8.26 11 .99 42.11 -0.331 
3/30/2017 9:45 2.098 2.114 43.57 -0.207 

3/30/2017 9:46l 0.041 0.083 48.518 0.0491NOx Bias 

3/30/2017 9:47 0.037 0.073 38.546 0.072 
3/30/2017 9:48 0.037 0.066 0.293 3.157 
3/30/2017 9:49 0.037 0.064 0.222 4.468 
3/30/2017 9:50 0.037 0.0621 0.193 4.459lco Bias 
3/30/2017 9:51 4.334 4.723 0.186 4.205 

3/30/2017 9:52l 10.843 10.7141 0.173 0.827 02 C02 Bias 

3/30/2017 9:53 10.955 10.83 32.8421 o.o51co Zero 



163/592 

3/30/2017 9:541 10.956 10.758 48.8511 0.669 02 C02 NOx Span 

3/30/2017 9:55 6.195 6.296 32.083 4.199 
3/30/2017 9:56l 0.041 0.053 0.1511 4.441 f co Span, 02 C02 NOx Zero 

3/30/2017 9:57 0.089 0.201 1.223 4.459 
3/30/2017 9:58 7.642 12.16 42.397 2.651 
3/30/2017 9:59 8.193 12.017 41.335 -0.244 
3/30/2017 10:00 8.645 11.589 40.367 -0.326 
3/30/2017 10:01 8.157 12.045 50.643 -0.334 
3/30/2017 10:02 8.366 11.837 48.783 -0.33 
3/30/2017 10:03 7.641 12.53 58.906 -0.314 
3/30/2017 10:04 8.188 11 .982 55.139 -0.338 
3/30/2017 10:05 8.49 11.645 49.686 -0.324 
3/30/2017 10:06 8.565 11.611 51.828 -0.323 
3/30/2017 10:07 7.743 12.424 59.338 -0.322 
3/30/2017 10:08 7.693 12.425 61.985 -0.323 
3/30/2017 10:09 8.46 11.658 45.916 -0.329 
3/30/2017 10:10 8.811 11.312 35.457 -0.295 
3/30/2017 10: 11 9.588 10.557 23.067 -0.297 
3/30/2017 10:12 8.471 11.754 33.583 -0.255 
3/30/2017 10:13 7.501 12.601 53.916 -0.29 
3/30/2017 10:14 7.806 12.314 52.569 -0.324 
3/30/2017 10:15 7.863 12.285 48.945 -0.331 
3/30/2017 10:16 7.76 12.388 46.709 -0.289 
3/30/2017 10:17 7.468 12.647 51.921 -0.301 
3/30/2017 10:18 8.246 11.876 40.472 -0.311 
3/30/2017 10:19 8.118 12.035 40.443 -0.298 
3/30/2017 10:20 8.469 11.689 31 .682 -0.277 
3/30/2017 10:21 8.389 11 .765 31.01 -0 .286 
3/30/2017 10:22 8.248 11.908 33.648 -0 .245 
3/30/2017 10:23 8.257 11 .888 34.599 -0.262 
3/30/2017 10:24 8.403 11 .779 37.83 -0.317 
3/30/2017 10:25 8.7 11.452 33.929 -0.317 
3/30/2017 10:26 8.335 11.872 34.462 -0.292 
3/30/2017 10:27 8.696 11.477 29.426 -0.271 
3/30/2017 10:28 8.748 11.471 29.759 -0 .266 
3/30/2017 10:29 8.623 11 .551 36.131 -0.259 
3/30/2017 10:30 8.678 11 .554 34.018 -0.272 
3/30/2017 10:31 8.386 11 .798 34.185 -0.272 
3/30/2017 10:32 9.164 11 .054 28.341 -0 .286 
3/30/2017 10:33 8.892 11 .344 32.4 -0.266 
3/30/2017 10:34 8.9 11 .311 28.366 -0 .239 
3/30/2017 10:35 8.336 11 .865 39.054 -0 .225 
3/30/2017 10:36 8.694 11.5 32.971 -0.239 
3/30/2017 10:37 2.098 2.523 43.454 -0.13 

3/30/2017 10:381 0.042 0.08 48.448 0.0521NOx Bias 

3/30/2017 10:39 0.038 0.07 16.506 1.031 
3/30/2017 10:40 0.037 0.066 0.219 4.312 

3/30/2017 10:41 0.037 0.0641 0.183 4.477 lCO Bias 

3/30/2017 10:42 7.571 7.751 0.18 3.524 

3/30/2017 10:431 10.82 10.6851 0.167 -0.105 02 C02 Bias 

3/30/2017 10:44 1.112 1.033 0.156 -0.078 
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3/30/2017 10:451 0.037 0.049 0.134 o.o771Zero 
3/30/2017 10:46 6.75 6.422 23.834 0.057 
3/30/2017 10:47 10.87 10.73 48.832 2.745 
3/30/2017 10:481 10.871 10.733 48.796 4.379ISpan 
3/30/2017 10:49 10.615 10.869 48.836 4.362 
3/30/2017 10:50 8.398 11.83 43.856 1.848 
3/30/2017 10:51 8.677 11 .531 37.599 -0.371 
3/30/2017 10:52 8.408 11 .785 39.916 -0.361 
3/30/2017 10:53 8.414 11 .823 43.072 -0.363 
3/30/2017 10:54 7.731 12.435 53.875 -0.382 
3/30/2017 10:55 8.702 11.449 37.88 -0.396 
3/30/2017 10:56 8.578 11.632 31.857 -0.336 
3/30/2017 10:57 8.282 11.93 33.407 -0.358 
3/30/2017 10:58 7.455 12.759 53.885 -0.359 
3/30/2017 10:59 6.847 13.288 59.74 -0.369 
3/30/2017 11 :00 7.82 12.331 44.232 -0.415 
3/30/2017 11 :01 7.968 12.239 38.621 -0 .37 
3/30/2017 11 :02 8.033 12.18 40.238 -0.352 
3/30/2017 11 :03 6.736 13.431 62.967 -0.393 
3/30/2017 11 :04 6.952 13.171 54.169 -0.41 
3/30/2017 11 :05 7.874 12.269 40.15 -0.397 
3/30/2017 11 :06 8.011 12.167 38.3 -0 .396 
3/30/2017 11 :07 7.68 12.522 47.096 -0.399 
3/30/2017 11 :08 7.759 12.434 39.526 -0.399 
3/30/2017 11 :09 8.174 11.984 32.359 -0.348 
3/30/2017 11 : 10 7.549 12.682 35.161 -0.326 
3/30/2017 11: 11 7.515 12.632 38.324 -0.37 
3/30/2017 11: 12 8.079 12.095 34.847 -0.361 
3/30/2017 11: 13 7.555 12.632 40.398 -0.344 
3/30/2017 11: 14 7.001 13.142 46.071 -0.363 
3/30/2017 11 : 15 7.526 12.641 37.401 -0.356 
3/30/2017 11 :16 6.921 13.239 44.807 -0.349 
3/30/2017 11: 17 6.533 13.554 50.851 -0.354 
3/30/2017 11: 18 7.405 12.701 45.027 -0.383 
3/30/2017 11 : 19 7.327 12.796 49.059 -0.38 
3/30/2017 11 :20 7.711 12.411 36.96 -0.369 

Run 11 Average I 7.71 12.46 42.93 -0.371 

3/30/2017 11 :21 2.189 2.937 43.393 -0.235 

3/30/2017 11 :221 0.04 0.083 48.319 -0.013INOx Bias 

3/30/2017 11 :23 0.036 0.07 14.533 1.101 
3/30/2017 11 :24 0.037 0.067 0.223 4.267 

3/30/2017 11 :25 0.037 0.0641 0.188 4.378lco Bias 

3/30/2017 11 :26 8.124 8.466 0.182 2.464 

3/30/2017 11 :271 10.796 10.6821 0.176 0.033 02 C02 Bias 

3/30/2017 11 :28 2.72 2.751 0.165 -0.009 CO Zero 

3/30/2017 11 :29 0.037 0.05 0.149 1.229 Zero 

3/30/201 7 11 :30 9.277 9.073 35.026 4.244 

3/30/2017 11 :31 I 10.844 10.725 48.822 4.4131Span 

3/30/2017 11 :32 8.678 12.025 43.495 3.849 
3/30/2017 11 :33 6.736 13.349 51 .289 0.16 
3/30/2017 11 :34 7 .646 12.475 36.86 -0.349 
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3/30/2017 11 :35 7.166 12.915 47.464 -0.357 
3/30/2017 11 :36 8.142 11.963 34.761 -0.356 
3/30/2017 11 :37 8.058 12.055 29.254 -0.322 
3/30/2017 11 :38 8.253 11.845 29.39 -0.333 
3/30/2017 11 :39 8.516 11.58 27.994 -0.341 
3/30/2017 11 :40 8.174 11 .929 35.742 -0.306 
3/30/2017 11 :41 8.519 11 .581 29.053 -0.341 
3/30/2017 11 :42 8.624 11.502 28.149 -0.324 
3/30/2017 11 :43 7.988 12.133 32.277 -0.295 
3/30/2017 11 :44 8.187 11 .922 33.525 -0.311 
3/30/2017 11 :45 8.085 12.015 40.388 -0.358 
3/30/2017 11 :46 7.972 12.136 41.711 -0.382 
3/30/2017 11 :47 7.691 12.415 43.201 -0.358 
3/30/2017 11 :48 7.913 12.169 43 -0.362 
3/30/2017 11:49 8.628 11.478 34.409 -0.382 
3/30/2017 11:50 8.686 11.43 32.81 -0.354 
3/30/2017 11 :51 8.533 11.59 32.47 -0.339 
3/30/2017 11 :52 8.213 11.905 36.957 -0.341 
3/30/2017 11:53 8.278 11.822 40.27 -0.369 
3/30/2017 11:54 7.731 12.381 44.042 -0.361 
3/30/2017 11 :55 7.377 12.721 48.879 -0.359 
3/30/2017 11:56 6.648 13.423 61.834 -0.385 
3/30/2017 11 :57 7.867 12.207 43.122 -0.384 
3/30/2017 11:58 8.007 12.085 42.75 -0.381 
3/30/2017 11:59 7.947 12.143 42.518 -0.382 
3/30/2017 12:00 7.768 12.313 46.01 -0.354 
3/30/2017 12:01 7.927 12.148 47.843 -0.389 
3/30/2017 12:02 7.593 12.482 50.561 -0.376 
3/30/2017 12:03 7.748 12.328 45.097 -0.368 

Run 12 Average I 8.00 12.10 39.41 -0.351 
3/30/2017 12:04 2.38 3.365 45.148 -0.25 

3/30/2017 12:051 0.041 0.088 48.371 -0.008INOx Bias 

3/30/2017 12:06 0.036 0.072 22.245 0.619 
3/30/2017 12:07 0.037 0.068 0.257 4.106 
3/30/2017 12:08 0.037 0.0671 0.209 4.361 ICO Bias 
3/30/2017 12:09 8.323 8.49 0.189 2.186 

3/30/2017 12:101 10.766 10.6571 0.187 0.026 02 C02 Bias 

3/30/2017 12: 11 2.235 2.33 0.1761 o.0031co Zero 

3/30/2017 12:12 0.087 0.86 1.87 0.023 
3/30/2017 12:13 10.523 10.711 48.194 2.628 

3/30/2017 12:141 10.82 10.725 48.875 4.3571Span 
3/30/2017 12:15 2.983 3.111 18.734 4.364 

3/30/2017 12:161 0.037 0.052 0.1611 5.373 Zero 

3/30/2017 12:17 13.926 13.525 63.498 9.314 
3/30/2017 12:18 18.987 18.254 95.104 9.51 
3/30/2017 12:191 18.987 18.297 95.114 9.511 IHigh 



166/592 

Appendix A.2.3 Unit 2 Instrument Strip Charts 

R1414999 A-14 ,lo I l / " I I \. 
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Appendix A.2.4 Unit 2 Hydrogen Chloride Data 

R1414999 A-15 \\\.)• Ir l "JI 



HCL Page / Of 
z_ *"" MONTROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENTTEMPERATURE: ___ 7~7-______ _ 

l LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: S<D. I l 
DATE: March 29 2017 ASSUMED MOISTURE:. ___ __,1=2=.5'--------
RUN NO: 1-HCL-U2 PITOT TUBE COEFF, Cp:. ___ 0=·-=-84""'=~-----
0PERATOR: Rik Dupont PROBE ID NO/MATERIAL: # ~] Glass 
METER BOX NO: 18-WCS PROBE LENGTH: 6' 
METER 6H@: 1.850 NOZZLE ID NO/ MATERIAL: __ ..!!.#""-5-=SS~-----

1 
METER Yd : 0.995 NOZZLE DIAMETER: 0.242 
STACK AREA, FT2: 38.8 FILTER NO/TYPE: __ __,.;gu=a::.:..rtz=----------
TRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: L.,.o<>f'CFM@~ 

' 6H= 2.. () X 6P: / j POST-TEST LEAK RATE: : Lo.oos-CFM@ I 0 
in. Hg. 

I 
t 

' ( 
f 
I 

Probe Condition, pre/post test: 'AC~( OV PITOT LEAK CHECK - PRE: ~ POST:--=--. 
Silica Gel Expanded, Y/N: &~ C)iAIN OF CUSTODY: SAMPLE CUSTODIAN .., .. 
Filter Condition after Test: _ __ L':P / te r cJ/Yl.-en::/ SAMPLER RD 
Check Weight: )./ 2<'.J, '7 C6 , {} SAMPLE CUSTODIAN .., .. 

in. Hg. 
, ~ --l"\\1\1 

- -
n1111 

Meter 6P 6H Stack Probe Filter Imp. Out 
Point Time Volume, ft3 in. H20 in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 

' .;;- 1i3n ~;J .. ."1 S-o...., ....., .., I • 'S' ~I / -Z...~/ "LS d.- S<= 
y ex 3 '-I l/'1 :J - /CJ 7 : / 0 \ . '-1 ~l/ (_ -s-::L. "LJO l\8 
?., 5<3~ (,-;J.,, )'f O • I~ I , lb ~It ?. ~'-! <._)L \.\ X' 
7 ~ 'i'L c,3 ~ .. S"'·n .... • 'Jjq I . <i? "3) J -z. ")) --z.. ~ lj \J ~ 

I ?J'-f(_ !,,, ~~·41 ~ I G\_ 1- l . g ~,, -Z.->'- ""LJ}o \.,\ <;<' 
p_ S5"0 <oY 1.4 1.h 

<.... s- 'a')~ G.~ I , l..j 11 \ ' 2. 'Z . i...j "'2,.1 I 
7 °"' °L>l.f 4~ 

L{ '1! 5" I 0LlL! .1'1"L 1,0 7..-r~ ~(/ L. :)Lf '7 -rJ' '--1~ 

~ Co \ {s,1.\1 • ct I ~ 52 I J,, ~\ l '(__. ) (o "L ..,1 l.l S< 
""l_ 'o) t.os-o .11 ~ .~o f • ')__ )\ 'l -l....)1 ---r 'b L.{<j 
I coi (o~ 3 . 5'2. 3 • .::> s I . \ 611 '-'O "L')~ ~Oi 

c:... '4 I 2, L <"' . IC\'"\ I 

~ ')"" <H ~ ID'5"'5' • I '1 ~ ~ 5 I ,_ ( ~I<?$ ?..~ 'L )- O ll q 
Li <\ 2.o Co-<\& l p, '3 0 '=' 3 r • -i. 3\ q <-S-1 r_-:) -s-- }O 

< °' ;l ti (., (i,o ' (p _~ '-- • Co k, I.~ -;>~ C..t>'-1 '2....)~ 'JO 

7 q 1...1& (,., (02,. 2...\ 4 . -, -, r' <; ;,, "2...... I "Z... )~ 'Z_ J .(;, >b 
\ 9 31.... (.,(,.,"'i Q1l_ • --, J, I • Ll ?:> z.... '2- Z...)<...f "t.} t\ ...,-,\ 

Averaae: P q "?(,, (c(,,<Z>' 5 (o )._ 

Imp. #Contents Post-Test - Pre-Test= Difference 

_1_ 0 .1NH2S04S'9/l/c; )').C, 

_2_ 0 .1N H2S04 P9/;{1 I&' I 

_3_ Empty_25S' (.. 5YI. "l 

_ 4_ Silica Gel_ 9'1S,5 "1 ~u C 

Line rinse_ 50_ 

Total: 

Meter Temp, °F Vacuum 0 2 
In Out in. Hg. % 

/o ~~ 5" 
17..... Col ,,,. 
"/ '-I c,,9 < 
,~ 70 ) 

( 1 76 "'>' 

7( ~c €;-
l'g .., ( ')"' 

f <f 77... J 
2'0 (~ ) 

5?0 I l/ :> 

8n I \j ~ 
so ?l-f -7" 
5'10 /] ) 

s I l< _,...-
11' I "'](_ -r 

---

Pstatic 
in . H20 
-to.J, 

Comments: ____________ ~-~-~~~----~~~------~-~~--~~----~~-~~----~~~~---

Data sheet HCL 

.. .. 

-.. 
~ 
'S-
t-t' 
~ 



CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: March 29. 2017 
RUN NO: 1-HCL-U2 
OPERATOR: Rik Dupont 
METER BOX NO: 18-WCS 
METER 6H@: 1.850 
METER Yd: 0.995 

' 

STACK AREA, FT2~: __ 3~8~.8~---
!: TRAVERSE POINTS, MIN/POINT: 4x30 
l 6H=~X 6P: 

t 

' I 

Probe Condition, pre/post test: ____ _ 
Silica Gel Expanded, YIN : _ ____ _ 
Filter Condition after Test: _____ _ 
Check Weight: _________ _ 

Meter 6P 
Point Time Volume, ft3 in. H20 
'-l J cpa~ u, </, • 5 "' ;i. , 9 "L 

I l.j 9 L\ '7 (, 7 ( .,. (,,:t5 L ' 9 "3 
s C\ s-'( {,,7 l/ I /Gi I ( l L( 

"l.. ~ >·S- r,,,-n. "\O:l., . -, 0 
I ci )Gf {,.,~.13b ' (. < 
<.. / Oo3 (...a?.,·' {~ 

5s lo<::>(,,, (~'2. • ..., 1<7<' \ • I 
'f lvcbo (,,~S , ·~H,4 lo I 
·~ l o l Lf ~'i)'f, J.. o b t .. I 
7 \0 \"3 09 ~ • Y5 :5" I • ~ 

I lO;). :t. (oq " ·OY )..... I - .3 
p \oJ...i... 10 °'°' lo l.. $" 

~ ~ l o '-"1 (,.,Cf ~ • C.,i. "S"' • -, 15' 
lr \0~\ ·10>... 33/ , qo 
? \037 1os ,u1 S" I , I 

? ioLf f lrFO • .., .A.)-.. I . :>.., 
I Iv !.{ )' I I?... • I 01..-/ I , I 

Averaae: e 101..f°I 1 15 • . 1..ll k 

HCL Page 2 Of .::Z ~ MON 'lROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: Imp. #Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: 
ASSUMED MOISTURE: 12.5 _1_ 0 .1N H2S04 
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: # Glass _2_ 0 .1N H2S04 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: #5 SS _3_ Empty _ _ 
NOZZLE DIAMETER: 0.242 
FILTER NO/TYPE: quartz _4_ Silica Gel -
PRE-TEST LEAK RATE: : CFM@ in. Hg. 
POST-TEST LEAK RATE:: CFM@ in. Hg. 
PITOT LEAK CHECK - PRE: POST: 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow - Line rinse - 50 -

SAMPLER RD 
SAMPLE CUSTODIAN ow Total: 

~H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
in. H20 Temo, °F Temo, °F Temo, °F Temp, °F In Out in. Ha. % in. H20 
L x <. ?_.L , 7 .,-u -z_ J \ \...\ q "B'i '°' Lf 
' • 51" '2. L.L '7 n '1...y:f l I C\ <>5 .,;o l.1' 
1. < ~ 2-.,k. 'c .... :r-1 --Z....>L( ~'i ~!.... "3'o (.-j 

I . 'I ~LL. l... ~ '\...,~ I '-t (1 'S I ~I c~ 

] 4 ~ -i., ""l,.. ( ..... ~,-r (_ .,-<:::, ;.J .. ~ .. 41 '1 

'.1. '..L -:., 1--S.... Z....."l'f '--'Y yo B'3 tit_ \..\ 
l . '2_ ~?.-b -z...~'f '°C..>-<-> 'YO Cf a ~'i y 
-z_ I 2..,. "7> LC "°Z..") I 't..-)~ 5 C,.) ..,. z.. 'Z3~ ~ 
-i r_ -;; '- I.a "t..~.).., "Z...-:;- f ;yo 9'-{ 'DI t.-f 

"Lt.. '?, l...b '2...~ 2.. "'L . .,.- < ~<..) q s- '751 \.( 

I ~ ..:;' ~ <..r 001...p )....S j ye...> <t.> 5ZI L/ 
r ~<?; "2, 'Z. ...., 1.,,-( ?...,,~I ')0 "'' ci o .~ 

~ • :;l, '2.,J..~ 'l..)) '<-')J SD Cjq 9 / ., 
-i .y ~1.. ~ 1.....)S- '1_') 3 y to / '1 z.... (;, 
'Z. o J.., )2....l-.. ?. "'~ "\..~ ":) ~l ((:») <fl{ ~ 

I 

Comments: ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

Data sheet HCL 

......... 
~ 
"-

~ 
~ 



HCL Page Of 
~ ~ONTROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: 0 J_ 

J 
LOCATION: Unitl,.Stack Breaching BAROMETRIC PRESSURE: Jo · \ ?_'._ 
DATE: March 29 2017 ASSUMED MOISTURE: 12.5 

E l ~UN NO: 2-HCL-U2 PITOT TUBE COEFF, Cp: 0.84 

i OPERATOR: Rik Du12ont PROBE ID NO/MATERIAL: # ~~ Glass 
~ METER BOX NO: 18-WCS PROBE LENGTH: 6' 

METER t.H@: 1.850 NOZZLE ID NO/ MATERIAL: #5 SS 
J METER Yd: 0.995 NOZZLE DIAMETER: 0.242 
t STACK AREA, FT2: 38.8 FILTER NO/TYPE: quartz 

~\ - TRAV2RtE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: Lo.a::{S"'CFM@ I :J 
;;. tiH= .. X t.P: /, re-AOST-TEST LEAK RATE: :~o.tbS- CFM@ ) U 
; Probe Condition , pre/post test: ;:;C.CC/ PITOT LEAK CHECK - PRE: f_--- POST: 
i 

i 
t 

f 
f 

' 
! 

I 
r. 
!I 

Silica Gel Expanded, Y/N : 
~ 

CHAIN OF CUSTODY: 
Filter Condition after Test: ' ·- N:? IY 
Check Weight: ~/9 9. "/ .e;-co. {) 

Meter t.P t.H Stack 
Point Time Volume, ft3 in. H20 in. H20 Temo, °F 

~ ' \,.., l L'l l\/ _'2/1,"' , (po \ • J._ ' :?, 2. q 

~ \),I'-{ "'ii.\ .., ' q 0 l. , (oC ) • ..3 -.... '2...Cf . 3 \ '2... \ <;; '1-Z.. 2 . '-\ c,3'1 ' '10 ) . s ~ i..Cf 

l. I 'Z.. "2-L -, 2. 5 ' \C\ lo . 70 1 . s- "2-'LY 
t ( \ <..i. (p ll"l."'J_C\jl.( "75' I .. (..., -:2. -z...c, 

e.. \ <...7,o 130.1 (..,Cj 

Lf 5 1'2-31> ..., 3o . ll."1 • 'ii ("\ Lq ·3 so 
' '2...'2_,I I 3 '3 . .:;(~.) ,qo t.. ~ -310 

" ~ l:AYI I "l../,c>O I ' 1 0 \. .. 5' JJC'.> 
z... \ "J- '-t.5 l.3>"1.11~ 'I D ,,f 330 
I ld-4 q I I-{ 1., L.1 i...)'° -, 0 J,5 33._) 
e 1~5'3 14~.I~/ 

5 '{ \1. 5 (., 1<-\::>,1 ~"7 I , I (.., 1 L..,~( 

'-( \ ~00 l'-l<?S ,wu '1 , ... ( .L 3> ~7,(_ 

< \~oL{ )5f. I L'7 I , I "Z. . ~ 3'33 
7 130~ rs;s. nS-7 

' < ~ "),. 7 ~ '17> 
t \ l "b \,l '15-0 ,/ i I \ · ~ '-·I ",".S3 

AveraQe:e_ l?,\\o (&>2... ~ 34 q 

SAMPLE CUSTODIAN 
SAMPLER RD 
SAMPLE CUSTODIAN 

Probe Filter 
Temo, °F Temo, °F 
<...>"':l-_ l. ~J..... 
'l..'11 1 5 L. 
'L. '5"? 'L.::> :s-
"\...-S-L, "1.. .JI 
""'l... ::> I "l.. ) - )-. 

'L:;r '-f (_ y '> 
1..5-( '1. .,..- I 

-"t.).;L 'l. ?)_ 
?._...:)L ?_,. 5 .3 

?..,,') ~ '1...') 0 

(_ ~l.f "Ls( 
1... rk, 1... 5"')., 
t.. .,- I '1..$'L( 

1.. _>)._ '°LJ' ;-

'1.5' ~ 1.....r I 

Imp. #Contents Post-Test - Pre-Test= Difference 

_1_ 0 .1N H2S04 9f>tl.5 2$25'~ 
_2_ 0 .1N H2S04 75/. {1 (O<;JdJ.rQ 

_3_ Empty_66_53 (:035_ 
_ 4_ Silica Ge1___$;;0,Z 335-"d 

in . Hg. 
in. Hg. 
l~ 
ow - Line rinse - 50_ 

ow Total: 

Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
Temp, °F In Out in. Hq. % in. H20 
lf q q (,. q/ '-t +o ·~"" 
Cf '1' ti 'i., '17 L; 

<-{ 'X' o'=:, Cf(.., s 
L\ 7S °I I CJ f~ J 
Lt -r; °'' qt., ')' 

~ "f) "t ~ '1(o ~ 
Y. '1' c:r k> 'Ho "' L\ ~ 9 5' q) '"5-

l{ "t 'j' :)' 9) < 
\..{ C\ q:) '1' 5 _) 

~6 q,- q,- ( 

~o '1 <\ 'I's- t'-. 
"5"0 9> ., '-/ c., 
.,,-o q) C\L{ I 
'S""U "1~ '5"' q '/ J 

Comments : _~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~-

Data sheet HCL 

-~ 
~ 
~ 
~ 



CLIENT: Desert View Power 
LOCATION: Unit1Stack Breaching 
DATE: March 29. 2017 

l RUN NO: 2-HCL-U2 
OPERATOR: Rik Dupont 
METER BOX NO: 18-WCS 
METER 6H@: 1.850 

, METER Yd: 0.995 

' 

STACK AREA, FT2~: -~3~8~.8~--
TRAVERSE POINTS, MIN/POINT: 4x30 
6H= -2::.Q_ X 6P: 
Probe Condition, pre/post test: ___ _ 
Silica Gel Expanded, YIN: _____ _ 
Filter Condition after Test: _____ _ 
Check Weight: ________ _ 

Meter 6P 
Point Time Volume, ft3 in. H20 

b ~ < "-~o lt,,:;>..34 4 .-, 5 
(J 1334 IL.'5 • .)... \ D 1,0 

3 \33~ lW. ..,,°I, ( I I 
2 11''1'.l... 111_,,..,, ( I ( 

{ l~YC.. '7/ s ./)'Z-f f , I 
f> l35D Yl~.1?.."1 

\ 5 I ~5' 3 II~, 3:L 7 ~ 7 '}' 
lj \ °S'> I l~f.6".l.'1 '-., < 
i 1'-{ o( '1 ~3;1 s-I • 7 ") 
2.. II.lo) I ~" · lf l. \ , 'ln 
I l 1Aoc• l ~t/.1,oO { , '! 0 
~ 1Y1'"' l"!.l. .. '7(,14 

17 '5 l l-11 j, /q').... 74J. 1. z... 
L( fl-{2.0 l<2j{o, I ;;l.,y ,, 0 

\ I l-\ l.l T l°t°t, HI/ (~o 

<. fl..(<_ ~ ~D~1iol ,00 
I I q~·L ']S'C>Lj ,(A).. J ·(.;.,{) 

Averaoe:<? 11-i .3<o ~Old<"">, 

Comments: 1- • 0 e_ /.3 5 3 

HCL Page ~ Of .)__ ~ tv\~ " 
WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 0 

t' 

AMBIENT TEMPERATURE: Imp. # Contents Post-Test - Pre-Test = Difference 
BAROMETRIC PRESSURE: 
ASSUMED MOISTURE: 12.5 _1_ 0 .1N H2S04 
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: # Glass _2_ 0 .1N H2S04 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: #5 SS _3_ Empty __ 
NOZZLE DIAMETER: 0.242 
FILTER NO/TYPE: guartz _4_ Silica Gel_ 
PRE-TEST LEAK RATE:: CFM@ in . Hg. 
POST-TEST LEAK RATE: : CFM@ iJ1. Hg. 
PITOT LEAK CHECK - PRE: POST: 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow Line rinse - 50 --

SAMPLER RD 
SAMPLE CUSTODIAN ow Total: 

6H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Ho. % in. H20 
l .. b 5:-S<o -Z.. ~ I (_ )l.f so L\( Ci") I./ 
·~. I ?> 3 (, 'l.. ~;}.., "?..)I '>I '17 q <;" 5 

'-. ~ "3 3 (..> '-.:>Y 1. >-3 ')I q~ 0, <; ') 

-Z.3 ~3b 'L~.)... -i.. 5' I 5° I '1C::. <1 ~ 5 
"Z..., "l., 33<0 "- 5" l <.. s- 1- 5" I 9C! c, ~ ..i:;-

1. ~ ;;; "3 7 'l5 l/ 21""" 1 s- ( '1 "' 
'1 .,.. 5 

f, < ~~} 'L-S-:J Z...-1 / l'I /c.::>O 9Co ~ 
/, ') ~37 "Z..Yk. 2..~1 51, loe> 't k, s-
I . c:;; 337 't.5° I <.. s-<.o Y.l..._ 100 CJ 7 ':)" 

I • <;( 331 'Z...)l_ 7-?~ 5L )0 (.) qi < -
2 ... t..\' <,37 '2-5'"/ (_ 5' _J ') )..,_ loo '1'1 ;J 

2.0 ~3'7 £)<.:, l. S- I :) l. [00 q~ ) 
I • (_ ~37 '2... ")'-/ '<...) '-{ )"\ /o I tj <i5 -) 
I . Z.. '3>) -i )2.. "- rJ ~3 /0 t.- '1"'1 ..J 
\ <. ""l.- 33/ ?..~4 '1.:.)L 5-~ ( 0 3 er "1 ) 

..... 
~ 

~ V) 
-,.. 



HCL Page ) Of (_ 
t'0 MONTROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE :. ____ '1-<---0 _____ _ 
LOCATION: Unit 2 Stack Breaching BAROMETRIC PRESSURE: '30 • \ Z... 
PATE: March 29 2017 ASSUMED MOISTURE: ___ ___,1_,,,_2=.5'--------
~UN NO: 3-HCL-U2 PITOT TUBE COEFF, Cp: __ __,0=.8"--'4'---------
0PERATOR: Rik Dupont PROBE ID NO/MATERIAL: # '-f :/ Glass 
METER BOX NO: 18-WCS PROBE LENGTH: 6' 
METER 6H@: 1.850 NOZZLE ID NO/ MATERIAL: __ ..:..:.#.:..5_S=S=-------
fAETER Yd: 0.995 NOZZLE DIAMETER: ____ _,,0'"'-'.2=--'4c=.2 _____ _ 
;STACK AREA, FT2: 38.8 FILTER NO!fYPE:. __ __,.,q,,,,ua"'-rt=z-----=----
tfRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: .Lc.oo':L CFM@ IS- in. Hg. 
~H= "2. • D X 6P: / POST-TEST LEAK RATE: : t..~ .ool"'CFM@ f U in. Hg. 
Probe Condition, pre/post test:~ PITOT LEAK CHECK - PRE: ~ POST: t--
Silica Gel Expanded, YIN: J., ) 

1 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 

Filter Condition att~o·est: v - r.a/=,, ve~ SAMPLER __ ....:...R=D'------
Check Weight: ~2- ;>/.<Joo. Q_ SAMPLE CUSTODIAN DW 

I 

Meter 6P 6H Stack Probe Filter Imp. Out 
Point Time Volume, ft3 in . H20 in. H20 Temo, °F Temo, °F Temo, °F Temp, °F 

I -r \L\)~ ~07-""1Gv ,75 I~ s- >Y.'D -Z..L.jq 
'(__ ,... "' 47 

y \ '-\ S-'1 ~ID .c,, I?- • 'l 5" ( · S ~Ll 0 'Z.,)l.._'. z.. 5''-1 '-\7 
. 3 1~'°? '8'1 '2,. <, •). 4 • '15 I <5 3 Lf,..., '2.sb "l...>) '-n 

1- \~oy- ~~{,,.t;:l.9' ; 'fO 1 . -;; 340 7-y s- -Z....r( I..( 1 
f I I '.)~'l 'bl9.illf cru I·~ 3'-\,<) "- S- I 'Lr0 Y7 

' ,.. l :S"I S- 1"'1;2.1.... 3..A 1 

'l y IS- l '3 ~ ).).. • 3 ~ ·1 l • J.. '20 y ";\qo l..?3 (_5,:i L\ ( 

4 \ 5). '2.. <:J<..l "\.IOI •C/() I,<;( "54n -Z...:S- I 'l,) ~ l-\ '5'S 
i \ "S" L. G::. '1:2... 'il • 3 '-\'-I I Of D f ( '5< :>uo '"t- s-1.:. 7-:S- I l...f 5< 
? 1530 <;'.(~\. q ?""'l • T7 1 • I )yo 1.-..:))..., -Z...:.:S-b Li "6 
f I 5'"3'1 '2>~4.uv\7 r5<;;; 1 .. ') ~u .\ '7 KLf ...., _.,,-4 \..-) £3' 
e. 1 5'~"1( ~31o.qr~ 

~ <)' l )L.ll ~ '3 (o ":\'1 ~ t-o (.., .. ) <'.?.q 7 <)/ L. 5"~ LI ~ 
~ lSL-1-) 1'3<f. 4. q cf r hl'I ( 0 ') ~~q 7--Y-C-. -z.....,. I ~q 

5 I 'S"l..\ <:y ~l.\'l..06~( • !O .;- ( . ~ ~ "1, q. '1... .<) ( -z. "'\ l./ yq 
l 155'3 ~\.-\'-\ ,1...1")1 •I <l I ' 5 ~ 3 "i'{ .,_ ~ L.f 1...-}b '-1 Cf 

• I 1'5'")1 ~I-\··~~ ... -! , I) 1 .. 5 "3 '), :? "'L.? .,- C...?J- Sr) 

' AveraQe: f' I 1pol 'X so. t:>"J. I 

Imp. # Contents Post-Test - Pre-Test= Difference 

_1_ 0.1 NH2S04~ij 633.J __ 
_2_ 0 .1N H2S04 7 J-{ u ~,3.5.9 __ _ 

_3_ Empty__$.54t'.{J ._59,,;:J __ 

_ 4_ Silica Gel_/0/5 J 998' S''-----

Line rinse_ 50 ____ _ 

Total: ____ ------- ___ _ 

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. HQ. % in. H20 

\0\ \~Cl L{ 

I o 'L loo <../ 

10..3 !U I '-I 
/01.{ 101 ') 

)0\..\ 1 ( '\ 1 ~ 

l o \./ I tl ( <o 
lol..f lol 'S' 
10'-f (o l 5 
Io "'\ 101 ~ 
/ c)Lj l 01 <) 

I 

I oJ to I > 
IDS lo/ ;--
lo.3 to/ 5 
If) 2, I 0 f \.-( 
fo'7., /o/ l...f 

Comments:_~~~--~~~-~~-~-~~~~~--~----~------~---------~~--------~~-~-~ 

Data sheet HCL 
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CLIENT: Desert View Power 
LOCATION: Unit 2 Stack Breaching 

• DATE: March 29. 2017 
• RUN NO: 3-HCL-U2 

OPERATOR: Rik Dupont 
METER BOX NO: 18-WCS 
METER 6H@: 1.850 
METER Yd: 0.995 

• STACK AREA, FT2'--: __ 3""'8""'.8=------
t TRAVERSE POINTS, MIN/POINT: 4x30 
6H=~X6P: 
Probe Condition, pre/post test: ____ _ 
Silica Gel Expanded, Y/N: _____ _ 
Filter Condition after Test: _____ _ 
Check Weight: _________ _ 

Meter 6P 
Point Time Volume, ft3 in. H20 
'1 5 1~'1 'i>>o ,o:>, I • '\ 0 

'1 \L. \~ ~5?, . 1la'i I 9 () 

7i \ (,,, \-=-, ~sc.,.].oi •tD 
1... \<.:,?...( q )S ·9 4/ ~ (0 

r 1~'2.S <7.l:. I. '5"1> y /( 

e.. \ tp1'j ~l.Y • J..0'1 
< 5' I to~ 'l.. ~1-U .209 I .. i 

'1 \ 1.,-.,(,.., ~(o/, lj s-.) I<> I 
.z. {<P 46 '$/o. 70'1 J" I 
1. '(p '-It/ <:61 3 ·'1"1 s- '·~ 
I l <cl.I <l< ~T7.53 I J .. .3 
f' I to5".).. "b'81·1l"-

L :> l (,,5 s <i'3 I· LIL~ .~b 
~ \~5'f c;:,~~ ctll • "15° 
1 \/o~ '1S<61 DI~ I lo I 
1... no1 1)"'10. ~l:l I. 2... 
I \/I I ~9~.I<~ I • I 

Average: e.... I 11) '151 (p,q ~ ~ 

HCL Page I')_ Of L ~ MON'lRO~E 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: Imp.# Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: 
ASSUMED MOISTURE: 12.5 _1_ 0 .1N H2S04 
PITOT TUBE COEFF, Cp: 0.84 
PROBE ID NO/MATERIAL: # Glass _2_ 0.1N H2S04 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: #5 SS _3_ Empty __ 
NOZZLE DIAMETER: 0.242 
FILTER NOfTYPE: guartz _4_ Silica Gel -
PRE-TEST LEAK RATE:: CFM@ in. Hg. 
POST-TEST LEAK RATE: : CFM@ in. Hg. 
PITOT LEAK CHECK - PRE: POST: 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW - Line rinse - 50_ 

SAMPLER RD 
SAMPLE CUSTODIAN DW Total: 

6H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 0 2 Pstatic 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Hg. % in. H20 
l .15 '339 L)L '"l... ") \ :)O Jo~ le/ w 
I, £5 ':> 3 '1 'I-,-[ "'- 5"f Jc..> /d~ (of L 

I oY 33<1 (__)I-{ ~)I ..,.- I I b?.. /~I ~ 
l Q'1 )3C\ ~L..yy- <....').)..., 5° I I.;)~ /o/ s 
I "'l.j ~~~ -Z..::r I '2-.-JL, 5 I \ 07,. I c-.J ) 

J..,. 2- ?.~S ) '1L "2- > I s- I tos 10 I " -z.. .. 'Z... 3'>~ -z..;ro 'l.)3 
<-:; ' !03 (Of (,, 

2 .. 'Z. ~3~ '1.-~ )._ "1...,.. )"" ")-, /o'-\ I 0 I (.. 
2. (o 3- 3'6 ?.. ··rLf ~ ..,-)-.. 5" .l. Io,_, fob (.,, 

'7.... ~( ~~g --Z)') '"'l.- "5"0 ~')- (01,,-1 /UQ k:. 

I. L ~375 '2..) 3 'l.. s-r S-l.. l 0 y (DO S' 
1 oq ~ 3 CZ) 7..r( 'L )- ~ TL )0_3 ( 01'"> s 
'1 ' ·i. 33~ (. )-'-( "t...:r1 :J 3 /03 100 r~ 
z. ~ '-{ ~3~ l.. .,---<.:. 1l....YS- .J~ ro ~ Irv) (,,, 

~. 7 ::, 3,, C...r1 'L-;7/ ::S-:!J Io ~ too 0 

Comments: _____________ ~---------------------------------------~~-~ 

Data sheet HCL 
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HCL Page /- Of / 
~ MONlROSE 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power 
LOCATION: Unit 2 Stack Breaching 
DATE: March 29 2017 
RUN NO: field blank 
OPERATOR: Rik Dupont 
METER BOX NO: 18-WCS 
METER 6H@: 1.850 
METER Yd: 0.995 
STACK AREA, FT2~: __ 3"'"'8'"'"".8~---
TRAVERSE POINTS, MIN/POINT: 4x30 
6H= __ X6P: 
Probe Condition. pre/post test: ____ _ 
Silica Gel Expanded, Y/N: _____ _ 

~-92), ~/.'<>?iO. 

Meter 6P 
Point Time Volume, ft3 in. H20 

/ 
I r ~ 

I r ( --- IL -

Averaqe: 

/ 

AMBIENT TEMPERATURE: __________ _ 

~~~~~~~~g I~~~~ ~~-R_E_:-:_-:_-:_-:_~1:2-.=5-:_-:_-:_-:_-:_-:_-:_-:_-:_-:_-:_-:_-:_-= 
PITOT TUBE COEFF, Cp: ___ 0=·~84~------
PROBE ID NO/MATERIAL: # Glass 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: ___ #~5~S~S _____ _ 
NOZZLE DIAMETER: ____ -'0""'".2=-4=2'--------
FIL TER NO!TYPE: __ ~qu=a~rt=z ________ _ 
PRE-TEST LEAK RATE:: t-.~.oc) CFM@~ in. Hg. 
POST-TEST LEAK RATE: : CFM@ __ _ in. Hg. 
PITOT LEAK CHECK - PRE: POST: __ -nw CHAIN OF CUSTODY: SAMPLE CUSTODIAN _ .. 

SAMPLER RD 
~USTODIAN ow 

6H Stack Probe Filter Imp. Out 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 

~ / 
/ / I / / 

l / /.--, ( /'4 - / 
//"--.. t./ .... ,_ 

'-

Imp.# Contents Post-Test - Pre-Test= Difference 

_1_ 0 1N H2S04 --~ 
_2_ 0 .1N H2S04 --~ 
_3_ Empty __ ::;;/ 
_4_ Silica Gel -

Line rinse 50 - -

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. Hg. % in. H20 

Comments: ___________________________________________________________ _ 

Data sheet HCL 
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CLIENT: Desert View Power 
LOCATION: Unit 1 Stack Breaching 
DATE: 3 - '2f - 2017 
RUN NO: ;d--l-PM Unit 1 .'.b 
OPERATOR: Rik Dupont 
METER BOX N0:_,_17,_--'-'W,_,,C=S'------
METER L\H@: _ _,_1=.5=59=--------
METER Yd: 0.987 
STACK AREA, FT2.:....: __ 3=8=.8=-----
TRAVERSE POINTS, MIN/POINT: 4x30 

t.H= \ ,5")< t.P: ~~ 
Probe Condition , pre/post tes~t:~ ~ 
Silica Gel Expanded, Y/N: __ 7J 
Filter Condition after Test: / --" CC'-
Check Weight: w 9. > I .5c 0 O 

~ 7 

Meter t.P 
Point Time Volume, ft3 in. HzO 

11 < ~30 ~~-""6D() , <1 ;L 

'\../ ·<;j .3 'i .l/~ ;f'q., "JS~ 
~ '8~'?1 i-:15 • 1 -;--r- ., I lf 
7 <g" L-j (_ .XY't;.570 .10 
t <;';Y!.... J....~t • .2-Lf'l.. • (,..,-< 

r> <;? ')"O 2..:53. 315°') 

<' <;"' ~S3 ?...-S-3. 3~ )'" I ~ I 
4 I ~~ ! ?-~b .103 I. i 
3 qo/ "l-'1' 0.' 5)- I • I 
t. C, D-\°" 1.'\'3 •J",q J ( ~ 
I oo"\ hi),!.\&\.\ ( . . 1 

/? cu-:> °3Db1 ~·:z.. (,.., s °''~ ?pf9,. ~l,.,,.... • l <) 

Lt C·p,:o ~~, Co4.l.. • Cln 
~ C(.''.:l."\ '3,,_l. 1 s- I \ .. I 
(__ qL.'3 "\ \v• o\ ?- i. A... 
I CA .:':>2.. '),\ )·l.-\qq I o \ 

Average: P "I~<,... "3> \ \q ( 'O '\ "' 

I or d-

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: IL Imp. # Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: 3 o • \ 3... 
ASSUMED MOISTURE: ___ ~13~%~o ______ _ _1_ Dl-H20_~<£S ~5VS---
PITOT TUBE COE FF, Cp: __ ___,0=.8~4 ______ _ 
PROBE ID NO/MATERIAL: # ?..(a Glass _2_ Dl-H20_2it/d ;??{, _/ --PROBE LENGTH: ~ 

NOZZLE ID NO/ MATERIAL: # 151 SS ({{-,;; ?? C/. {-, --_3_ Empty 
NOZZLE DIAMETER: ____ ~0=.2~4=2 _____ _ 
FILTER NO/TYPE: ___ 8~3~-3~1~3=2 _______ _ 
PRE-TEST LEAK RATE:: Lo.cos'CFM@~in. Hg. 
POST-TEST LEAK RATE:: C.1;,t:Jo5 CFM@ irUj,g. 
PITOT LEAK CHECK - PRE: I / PO T:___..~'---

_4_ SilicaGel SJ>!>.!./ 2$5'9, ! __ 

CHAIN OF CUSTODY: SAMPLE CUSTODIAN OW 
SAMPLER RK 
SAMPLE CUSTODIAN OW Total: ____________ _ 

t.H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in. Ho. % in. H20 

" I -~,, "Z....-)).. 7... 5'-\ -S-D /0 (o!"i L/ -fo,$ S-
" ( - 2, I I z.. )).., l....y'-{ 4.$< 17.. (o~ L.[ 

.,y- 311 '2--) 3 '{_ 5' 2.. \...j/ 1~ ~'1 y 

. ~ 3i 7 <-.r I <.. ;;- I L\ ( -, (,-? (., '1 y 
... -1 ~ti (._ s-o (_ <;" (., 4-...., ll l/J y 

1,, f) ~\I -; .. ~ Z....I ~ YI II -, ( ) 

< .. o ">\I "-:>) 'L~ U/ .., <;? ,, 5 
(...o °"") \-\ "-'~ '?...)')'"" "--'* 1 4 IL -r-
']. y 3\/ 'L~J... l....) ~ 4'i -, Cf I~ ~ 

;;2.. \..\ ~\I ""t... ")" ~ "'-- 5"" I Lt~ <Xo 7lf (_ 

..\.k' 
~ Y °"31 q z ') ~ z. r.:::::. "1~ fS (.) I '1 '5" 

" I 
--:, L:r, 'l ,-> '?......, L/ '-{~ ~ 1-S- s 

•J. ~ \ ..,, 2-.( '1. 5"-f 'L.. s-c. q <jf ?)0 !-:> c .. 
';). ")..... '"'::> '2.-l.- '-?l.. "t "))" Y. '1 ~' I<-~ 0 
~A\ ) '-~ '"1....-7/ '--) I l.{., 

'15'\ lb r...., 

Comments:~----------------------------------------------------------~ 
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WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: Imp.# Contents Post-Test - Pre-Test= Difference 
LOCATION: Unit 1 Stack Breaching BAROMETRIC PRESSURE: 
DATE: 3 - ~ - 2017 ASSUMED MOISTURE: 13% _1_ Dl-H20 -
RUN NO: -1- f-PM-nit ._ J.-.. PITOT TUBE COEFF, Cp: 0.84 
OPERATOR: Rik DUROnt PROBE ID NO/MATERIAL: # Glass _2_ Dl-H20 -
METER BOX N0:17-WCS PROBE LENGTH: 6' 
METER~H@: 1.559 NOZZLE ID NO/ MATERIAL: # 151 SS _3_ Empty __ 
METER Yd: 0.987 NOZZLE DIAMETER: 0.242 
STACK AREA, FT2: 38.8 FILTER NO/TYPE: 83-3132 _4_ Silica Gel -
TRAVER~ POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: CFM@ in. Hg. 
~H=~X~P: POST-TEST LEAK RATE:: CFM@ in . Hg. 
Probe Condition, pre/post test: PITOT LEAK CHECK - PRE: POST: 
Silica Gel Expanded, YIN: CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow 
Filter Condition after Test: SAMPLER RK 
Check Weight: SAMPLE CUSTODIAN ow Total: 

Meter ~p ~H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
Point Time Volume, ft3 in. H20 in. H20 Temo, °F Temo, °F Temo, °F Temp, °F In Out in. HQ. % in. H20 

\ ., CN ~ 3 \ \,, ,<?,C\(i, • 7'J f, 4 ~'-""' 7-54 '--"' I ~(.) '751..\ /q 4 
l\ q4-, --~, 9,1.,3 11 0 I"~ :, "1...k, "L :r~ 'L-) ')....., ~{.) ~-> '!50 4 
3 95" I 3 :2.~~ ·:n<. , 1.5 \. > YL ~ ;;i.sy '"a. > (o YU 7'Ji , w 4 
1,. q5) U5, ).<on ' 'f) i \ .r~ -~ 7....J.. '2- ')b <-y- I :)C> 151 ~I L-f 
\ qSq ~ 'l.-n • )..C,o C> I C\ ?-. \•I~ '") L $.> "t..}~ '°L.) ~ ~<-> '9-. I '8 l y 
e.. I ()()'l., i, :>... \ • ·-z. nl..I 

.....-

1- ., 100L. ~ 7, \ ::':sou' \.).. '). # ').._ "'>., L-... '2. )'-{ 'Z. ?LI ')o -=x.,., 2>3 Q 
L{ \0 IO 3'34.11' \ \. V I ~ <l '2.. <.-lo --z.....-'S"" .-i_ >..f -S-1 °ro '6'-r 4 
1., \ <.Y 14 '2.,~'l 1-;\ <:; / , 'i{ ').. \ d ..., 7:, 1- .(.,, "Ljl-... 7 )~ YI G)z "1X., <.{ 

1... \ 0 \<°() :,1.10.11>4 ~ (.,o I .. I ~2-l-. 'Z- s- l..... "'1...'.)I 5"" I t:I \...( °'51 t..f 
I l 0 l.':l. ~ ;,.~').,~ . , '( \ A I-., ':1.,2_(_ rz.._.;- I "--r-u S-\ -\' '5" .,., 1 c.-/ 
~ 101.~ ~v\t; ,1q~ 

~ c; 10 ?.."\ °1,'-{ S" • '"" (_ • c; l i .. V ~(_( '2 ..... l( ?.- ) <.> c;- ( q..,.- ~..., 4 
\-'\ lo:,~ °"".2.,'-\'D. ") (p4, ({.., ~ i ")... -~1-L... t._. :)./:,, 1- ...- 1 <:;" l. q-, Cin 11 
. .,, le;> ..,., ~-50, <?,I I 1(,,b l , ")...... ....,._ (. 7--yy '1.. "1"' \ .., .).. a ci '1 l- If 
1.. 10'1 I <, 5" 3>.'-\ l~ ~ l <;' \. '-"\ YZ .. \.. '"L-S4 '- :>Y '5")... ID I q:;, J 

' lOl{5 35'fQ. J.') ~ 'l '.l... \ , ~ -yz .. c;_ -ir1 "l-7\o ))- I b ::L '1 l.f L\ 
Averaae:I' ./ /04°1 2..5'"6 .ctt.1 \ 

Comments: \, 'b\..\ & \ 'v \v\ 
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CLIENT: Desert View Power 
LOCATION: Unit 2 Stack Breaching 
DATE: 3 - 29 - 2017 
RUN NO: 2-PM Unit 2 
OPERATOR: Rik Dupont 
METER BOX N0:~17~--'-'w'--=c'-"s _____ _ 

METER ~H@: _ _,_1 =·5=59=<--------
METER Yd : 0.987 
STACK AREA, FT2_,_: --=38:..:..8:...... ___ _ 
TRAVERSE POINTS, MIN/POINT: 4x30 
~H=~X~P: 
Probe Condition, pre/post test: (,)k-
Silica Gel Expanded , YIN: JI\ 

Filter Condition after T~st: ~ t? k 
Check Weight: l ·f1.1 /--:D?-v 

Meter ~p 

Point Time Volume, ft3 in. H20 

> 5 \2.\0 3~·0<::.l() I~\ 

"1 \ ?..\ '-\ ',l,., '3, 3 1'6" I• { 

3 \°2-\3 "">.,t,,/p/l"n l \, \ 
"l.., \ 1 . ..'l .1.. ~lo-\~)._ \,3 
I \ 1 . .'Z.. \.:> 3·y~,.;;<,L\L 1 . '3 
~ l1...~V -:2.,\l • )O)._ 

(., ) \1-~~ 'iTl · ')D l... • "1 < 
4 \7.; I <._<;(O, l...\?... C\ J ,o 
~ 1?-Yf 7:.'3"? . (-;1 y I " ( 
z. IJ..4'l ~q!,101 c.. '" ( \ \ ?-\-{C\ ~C\o i...\ 'Kl 1 .. 1 
f' \ ')..') "-'I ~q 3·'6 "()'() 

\ 5 \ ?- .,-c., ~cp,,~1',C> • ., '$' 

~ 1300 '?> lfl~ C).,f') 7 ~ "1 '7 
-l l "°?;>04' 34q, 1'1) • t 5 
( ['30~ L\o'l,. <.,<o \ '"-0 l 13 I). t.\oS'. (o'-\ \o .q-o 

Average:r I '°;\I,<> Lio'?>.~?\ 
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WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: ___ -=---<b~J..._ ____ _ 
BAROMETRIC PRESSURE: '?:>& . \ J.... 
ASSUMED MOISTURE: ___ ~1~3°~Yo ______ _ 
PITOT TUBE COEFF, Cp: ___ =0.=84....._ _____ _ 
PROBE ID NO/MATERIAL: # ?-.:J Glass 
PROBE LENGTH: 6' 
NOZZLE ID NO/ MATERIAL: # 116 SS 
NOZZLE DIAMETER: ___ ~~ ...... 0~·~24~2 ______ _ 
FILTER NO!TYPE: 83-313f2 ?:>'37> 
PRE-TEST LEAK RATE:: Co •OO"'i CFM@ 1 5 in. Hg. 
POST-TEST LEAK RATE: : i.o,oo) CFM@ 'j in. Hg. 
PITOT LEAK CHECK - PRE: 1 L POST:__k 
CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 

SAMPLER RK 
SAMPLE CUSTODIAN DW 

~H Stack Probe Filter Imp. Out 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 
'2._.~ 3"l-'1 'l.;~l_ 'Z- )L{ 'JC> 
'J._. \ ~-Lei 'l..-J:"')' "\.. )\a '-IC\ 
·1. \ -:, '--, 1-~ 'L.S:J "-<8' 
1 4 <) '"'>?...'1 f'l.....:5)., &J\ L{ 1 
'l..1 { ......,'-"'! '<-_) _) L'."J) L..11 

I.~ 3 30 7 S-b L. ~,-,( .. L\ l 
1 .. Ci :,2,o -z_, )\ '"t ..,.--, '-\., 
'L.., I 330 'C...)7 l. "J)..._ Y"li 
't. ' I ~)Z> "\.,.)~ 'LJ""~ \..{ .:;, 
1. ' I 35u '- .,, 'l. 5"") "-\ <~ 

l '; 7, z,1 (.,")' 'Z,) s L\ °3 
i n -{ )~?... 1.n '1. ::r \ L\"f 

\. ~ 333 1. J"'-1 'l...)~ L.-1q 

II :,:;3 'l. .5"2.... 'L.. J 1., L..\ '1 
1.\ '.) 7, 7, ·?...5t..\ 1,..-1 \../ l.-\ "' 

Imp. # Contents Post-Test - Pre-Test= Difference 

Dl-H2o_S 7(. -z. f.::,\~ ,0 __ _ 

_2_ Dl-H20_'J1-( 7 1,0,1 

_3_ Empty __ '-O'i" /( L\J t1·0 __ _ 

_4_ Silica Gel_ (-:i f )'.J 99\,0 __ _ 

Total: ____ ________ _ 

Meter Temp, °F Vacuum 02 Pstatic 
In Out in. HQ. % in. H20 

C\ (,.., C\I s +6, <,5'" 
qb "\") 5 
<H~ q7 )"' 
°I ) '10 L 
91 '\t-, (,..., 
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Comments: ___ ~---------------------------------~------------------~ 
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WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: Imp. # Contents Post-Test - Pre-Test = Difference 
LOCATION: Uniti..Stack Breaching BAROMETRIC PRESSURE: 
DATE: 3 - 29 - 201 7 ASSUMED MOISTURE: 13% _1_ Dl-H20 -
RUN NO: 2-PM Unit 2 PITOT TUBE COE FF, Cp: 0.84 
OPERATOR: Rik Dugont PROBE ID NO/MATERIAL: # Glass _2_ Dl-H20 -
METER BOX N0:17-WCS PROBE LENGTH: 6' 
METER llH@: 1.559 NOZZLE ID NO/ MATERIAL: # 11 6 SS _3_ Empty __ 
METER Yd: 0.987 NOZZLE DIAMETER: 0.242 
STACK AREA, FT2: 38.8 FILTER NO/TYPE: 83-313f} 2 ~ ~ 2 _4_ Silica Gel -
TRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: CFM@ in. Hg. 

llH=~XllP : POST-TEST LEAK RATE:: CFM@ in. Hg. 
Probe Con ition, pre/post test: PITOT LEAK CHECK - PRE: POST: 
Silica Gel Expanded, YIN: CHAIN OF CUSTODY: SAMPLE CUSTODIAN DW 
Filter Condition after Test: SAMPLER RK 
Check Weight: SAMPLE CUSTODIAN DW Total: 

Meter llP llH Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
Point Time Volume, ft3 in. H20 in. HzO Temp, °F Temp, °F Temp, °F Temp, °F In Out in. HQ. % in. HzO 
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I \ v\ DO\ u.. "?,'-\. lo. 1 ~1 ~ I , :> )Yl '2-6 ~ {....)~ ') .).._ \OD 0\ l ~ 
(_ I'-\ I 3 l,(:,(, :::i,<,'l, 

\.,-\ S' h .. \ \\o Lt 1..1 , 1., .) ... :~ . C.\'0 l • ...., ~--Z,/ •"'t..._ ')lo < .. .s-o c;- :J... I Du c, I J 
u !L.l l.. o L\4o. 2.0'6 'Cl 0 \• I "'2,~/ "Z "') I 't...,.....' ""< lo{ 9~ .,-
J / l...( Z. I.{ (..{,4.3.- 1 <6 l .. 1-) \ .. ..., ~~"7 'Z..')~ ""t-5"'0 53 /o?..... q15 ,.... 
1.. l~ l.~ 1..\\.\1.. Al .'.)..~ ., ., I , "S"' :,~1 7.... -<" '+ 1.. -s-"} ::>~ /OL "' .,, ~ 

\ I '-/31. 44 .cr ,03 (p . -, ") \. )" ~7>7 1.... ')(o 2...~\...{ 5"' ~ /0 z, q Cj ...-
.:> 

Average: e,, 14 ~<.:. l..( S }. 'i l L/ 

Comments: _ ___ ~~~~-~~--~~~-~~~~~~~~~--~----~~~-~~~~-~~~~~~~~~--~-~--~~ 

~ ~ONfROSE 

Wet Chemical Sampling System Data and Worksheet - SCAQMD 
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CLIENT: Desert View Power 
LOCATION: Unit 2 Stack Breaching 
DATE: 3 - 29 - 2017 
RUN NO: 3-PM Unit 2 
OPERATOR: Rik Dupont 
METER BOX N0:_,_17'---'--'w'-=c'-=s'------
METER ~H@:_~1~.5~59~------
METER Yd: 0.987 
STACK AREA, FT2~: __ 3=8~.8~---
TRAVERSE POINTS, MIN/POINT: 4x30 
~H=~X~P: 
Probe Condition, pre/post test:__,,,o<-k. __ _ 
Silica Gel Expanded, YIN: V\ v 
Filter Condition after Test: ·:;; & 
Check Weight: 'l &>7~-.-7~--?-;:z;-3~-

Meter ~p 

Point Time Volume, ft3 in. H20 
u 5 IYS.5"" v\:S"J... <;"OU ,qo 

"! \\...\5q I_\~') , Y. <;..<" yqo 

1 \503 \..\ s'b,l.\/-, 115" 
'l... \501 i.-\1,..\. ').."I) 5' ,/o 
I \ 5'"\ \ L\ 1.,,v\, \0 ~ ,(0 
{7 \ 51'5 L\ ""' , q ~ ')_ 

":>" > \.,..\-a '1.~ . '\ )..;).._ \. \ 
L/ \ <)" ;,...).... \-\ \0. '2.,')... '-\ \ . \ 
~ \:))..(..,, l-\13,l:l.b l <> ( 

'Z. I '5 30 \,\ l"l 0 \2 .. ~ I· "'Z. 
I 1 ".>:3 Y '-'\<i>O , ·1 'f>'f. I·~ 

(_ 1:) ~<6 \,\ <oL-\ • 1..\4 <& 
~ '<\"' i.,. l,.\1 \...\"bl-\ 'IAI..\.~ -'< 

'-l ,.;v\-s- 4~\JU,\~ i • () 
3 (~\,\"\ t..\ C\ 0 ,(~lo 'ti \ o I 

"l I-;-{~ U.'\"\ .o~'l- \ . l 
I l{/l \..\q\,I...\~'-\ \ . \ 

Average: t \~o\ 500. "l.fot,,, 

WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

AMBIENT TEMPERATURE: Cf o Imp.# Contents Post-Test - Pre-Test= Difference 
BAROMETRIC PRESSURE: .3o, \ ,"'2_ 
ASSUMED MOISTURE: ___ ~13~%~o ______ _ 
PITOT TUBE COEFF, Cp: ___ 0=.8:...4.:.__ ____ _ --
PROBE ID NO/MATERIAL: # ')...<c> ""'"'" ~1,..,r-s 

PROBE LENGTH: ~ 
NOZZLE ID NO/ MATERIAL: # 151 SS 
NOZZLE DIAMETER: ____ ~0=.2~4~2--=,.-------
FIL TER NO/TYPE: 83~0AI 1 Z' 
PRE-TEST LEAK RATE:: _t:.,.oor-CFM@~ 
POST-TEST LEAK RATE: : L-<>1005CFM@~ 

in. Hg. 

PITOT LEAK CHECK - PRE: <----" POST:-=-
i?·~ 

--
CHAIN OF CUSTODY: SAMPLE CUSTODIAN .::.. mN --

SAMPLER RK 
n1111 SAMPLE CUSTODIAN ~·· 

~H Stack Probe Filter Imp. Out 
in. H20 Temp, °F Temp, °F Temp, °F Temp, °F 
1,1 3\..\() z_ ')b 'L. )G 4~ 
I/ ;,q~ <....S-l L.;-1 1..-(<;.( 

\.~ -;,1...(D ~ <-)) "-I<;.( 
\ . '-\ "<, '10 "'-'>~ £...)') y~ 

\ , L\ )l.fD <..../-'-{ '"2....)C> \...("ZS 

:;_., I '2..\..\1, 'l.><.:. { ,-S-\ '-\ 'iS 
?, l \ 31..\o ""L)'{ '1...~;i., Ll 'j<, 

rt.'\ )40 ""L)~ 'Z...) 3 L\ 'i$ 
')_c f" 34.o ~-s-<. ~~) Y'l< 
';)....., .,- 3L{D "':P-5'-I 'L- 5"' ~ t..\~ 

I•~ 3 'l.Of t-.> I 't J > '-\ ~ 
\ ~ '1 '>3G{ ..., '\""'b '7 ..,-4 ~o 

'l.., I I ~ 2>~ rt.. 5"1..f 't. 5" ( "JO 
't.. l ~~~ "'t..)J.... "L'f.L yo 
-z.. ... \ ~ -;~ "'-")~ 'L ""\ 5(.) 

_1_ 

_2_ 

_3_ 

_4_ 

-

Total: 

Dl-H20_ qc, > · )~ IJ.:3?3 
I --

Dl-H20_ ] )r: 7 2;7/.=-?;' __ 

Empty_&{Cz.) Gf..S.~~-
Silica Gel 1$ 51 · ( 8~ {; --

Meter Temp, °F Vacuum 0 2 Pstatic 
In Out in. HQ. % in . H20 

fol toO > 
b-z. (oO J 
to3 I oo J 
/ull to I y 

IO'-\ IOI ;; 

\oq fo I C-? 
lD4 (of ~ 
Io Cf / ..:>f Co 
/ oL( 101 ~ 

loLt ( C>( b 

)01-\ Jo l 5 
I <..'.>'1 fO( ') 

103 /0 ( Ir:> 
Io .3 10( h 
LO~ tol (J 

Comments: ____________________________ ~-------~-~--------------------~ 

~v~ M~N I RO~E 
Wet Chemical Sampling System Data and Worksheet - SCAQMD 
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WET CHEMICAL SAMPLING SYSTEM DATA AND WORKSHEET 

CLIENT: Desert View Power AMBIENT TEMPERATURE: Imp.# Contents Post-Test - Pre-Test= Difference 
LOCATION: Unit 2 Stack Breaching BAROMETRIC PRESSURE: 
DATE: 3 - 29 - 2017 ASSUMED MOISTURE: 13% _1_ Dl-H20 -
RUN NO: 3-PM Unit 2 PITOT TUBE COEFF, Cp: 0.84 
OPERATOR: Rik DuQont PROBE ID NO/MATERIAL: # Glass _2_ Dl-H20 -
METER BOX N0:17-WCS PROBE LENGTH: 6' 
METER6H@: 1.559 NOZZLE ID NO/ MATERIAL: # 151 SS _3_ Empty __ 
METER Yd: 0.987 NOZZLE DIAMETER: 0.242 
STACK AREA, FT2: 38.8 FILTER NOfTYPE: 83-~2 21 ::. ::\ _4_ Silica Gel -
TRAVERSE POINTS, MIN/POINT: 4x30 PRE-TEST LEAK RATE:: CFM@ in . Hg. 
6H=~X6P: POST-TEST LEAK RATE:: CFM@ in . Hg. 
Probe Condition, pre/post test: PITOT LEAK CHECK - PRE: POST: 
Silica Gel Expanded, YIN: CHAIN OF CUSTODY: SAMPLE CUSTODIAN ow 
Filter Condition after Test: SAMPLER RK 
Check Weight: SAMPLE CUSTODIAN ow Total: 

Meter 6P 6H Stack Probe Filter Imp. Out Meter Temp, °F Vacuum 02 Pstatic 
Point Time Volume, ft3 in. H20 in. H20 Temp, °F Temp, °F Temp, °F Temp, °F In Out in . Hg. % in . H20 

\ s itM'J '\ '5i!X?1'i<0b ul< I.< ·~ ?>O\ 'L .:>'-t 2.. "T :r so 10"2.. I (;) I s 
4 \!o\ ~ ') n.l. .. 1 q "'J . ,.., \.,$" 33 q -z...,-1 <...S ~ 51 1~-l, lot .., 
' I~ \r 5"olo / l A"\ • 1-) I,) 3 >er -Z.:J(o '1._....j""LJ "JI /o3 10/ ~ 

'- \ (02...\ 5o"\ .!..'n ,qo I. 1 334 -z..;j"L( '"l.51 .YI /o 3 ID/ ..> 
\ \ (.pz,,f' S\"J.., ,(p~)_ ,qu 1- I "3 "3 '1 L) ;_ 'L.r .)- -S- I I <..J ·~ I OJ 5 

12. \ l..:;>1-0\ i:\.,. ,lqn 
'L ) \.LP 3J.... 515" .<on \ ' )...,_ ), • ?, 7,3-n l. <; l-.. ( ..,-<, -..,- I Jo?, Jo I 0 

L/ \ (.. 7,f_ ~l°\ , \ (,,~ \ .n itq ;, 5"'11 <-J"I <.~5"" '°L 10""1 /.::>1 :s 
3 'rou (') ">.).)_,1..-111 , 1)') I~ CO ~ ~ 55 ?.. :)Y "L_ _) I ::> 2. ( 6 /....{ / 00 .:r 

?_ ((ol.j\..j <"2..S I 3<;.;J I '5) 1 .. 0 ~ "">,<;< "L.)~ l .,-y "5"2 (oy JO() .s 
I \. c..,q '3 S~I.<](>\ I 7., I~() "?;>~ t> l...""r) '"!-..)- <..) 5 :::i- <l-0 Lj Jul\ .5' 
e. l<.o-?~ S 3o. 3<..-5" 

~ ~ \(.;.:).) S3o. 32.:) .V,?v I .. J ~3~ 2.5~ 'Z53 "51- to '1 Ion s 
L\ \ ;,..:SC{ ~3z,qz'3' '(p 0 1. ~ 33 JJ '"Z. 5-y ..-z...,,- I ::/'""? (oi /('"){', ' ~ \fl'>~ .., :,..,-,'5"31 ~ " "') l • ?:> ~3<"6 '{_ :::)"" ( '1...5'-f J5 /o'1 { \0 c.) 5 
l. ti Of <;-~9;, 2 Q ~ l 15' I • -5 33~ L.:;>-L. --Z...S°b :;}~ J o.J (r')O ) 

r \ 1 \ { SL\1.131.:> •Iv \ .. y 335( -i.~"2, L.))°' 5 -2> lo) /Ou -s--
AveraQe: t \ 11 5" S' '··f::; • 'l 4.5' ' -

Comments:-----------------------------------------------------------~ 

~ MONTRO~E ')-i> f ?-. 
Wet Chemical Sampling System Data and Worksheet - SCAQMD 
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FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 
---~~~-------

PERFORMED BY: __ Rik Dupont TEST DATE: 3- 29 -2017 
BAR. PRESSURE: r7~ ti. TC READOUT ID: #42 -------- ---""-'=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48; Cp: 0.84 / 
ZERO: ry LEVEL: N LEAK CHECK PRE- / POST- L/ -----

Run#: L-5(_):- Ps: t-0, _>~ 

Start: ~JJ Stop: qn 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

1 5 "'7 5' ?:. \ '5 s 5 ,, 51 'S(l ) 5 f ~ I 11l 
4 , ·To '31y 4 • 03 3// 4 J. I 3 \ /} 
3 ; 1.g 5 )<( 3 J. bl.p 31} 3 i. I ]{) 

2 " ?{?) 3\Jo 2 
C> 17 31/ 2 j,, 3 ](} 

1 ,q~ 3/6 1 .,l L. )// 1 1.,3 )!/ 

-z._ 5 L z_ s1/ "-\ 5 I 9 2 )!<) {&> 5 175' ~ti 
4 l ,o 3(/ 

I 

4 . '3~ '3 I L.. 4 ''f 0 ~\} 
3 ~ 1J '- 3!7 3 

I 7 '-f 3!L:, 3 I ., I JI/ 
2 , i.;,Q 317 2 ./b "3f 7 2 f r. 2 317 
1 ,)) )1/ 1 • (o~ '31/ 1 J 0 J Sl/ 

r , 

Heated Line Temp. ° F ;26''/ 
Chiller Temp. ° C 0:J·3 

S02 AND MOISTURE DATA 

METER ID:_1""--""-P-""'&~M'--~W'-'e'""""'ig __ h ___ t-"'"C_he~c~k'--_______ METER Yd: ___ -'-'1.'-='-00=2=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

S''JO 'J{j.)/O (./~ 1~:; --J( -<fg q r #1 3% H202 ?rss- f"' ?3/,$ 
e>o ll/f. 115 j/J ·7-;; -Jc ')'J lf ,., #2 3% H202 c 8(, .'f 08"1,~ 

,, ro 

C/10 75''6./?s· /v ·7) 13 )J l/1' #3 Empty {,IS 1 
'jf./,-,'1'.b,, 
~/,?" rs 

910 )/O.L,/S'3 #4 Silica Gel CJ!7 . ( ?-o</5 
Total Line rinse 50 

Pre-Test Leak Check~CFM@ IC in. Hg., Post-Test Leak Check:..(":J . .?-J( CFM@ /?- in. Hg 
~W MONl ROSE 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ -=U:;..:..n.:..:..:it'-2=---------
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 29 -2017 
BAR. PRESSURE: ·~ 0 · IJ.- TC READOUT ID: #42 -------- --'-'----------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAJOR TYPE: c0-10" Mano. PITOT TUBE ID: # 48 / Cp: 0.84 / 
ZERO: \I LEVEL: \J LEAK CHECK PRE- t7 POST- C/ -----

Run#:./4 Ps: t. ·~5 

Start: 1_ c.L g_ Stop: 10</ 'J_ 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 
l. 7 3 3J.. I 5 r~D 3z.7 5 /, ( 3z. 7 

4 . '° <6 3 7.. 1 4 1k5 '3 Z.. / 4 I • ( )l-7 
3 / 7 :5 3 7-/ 3 , (., (, 3 1 7 3 I , I s Z, 7 
2 

I i> 7 3 2-7 2 ,7) 3 L 7 2 I · ) .3 Z l 
1 

I '13 ~z_ I 1 , /Q °?·LI 1 , , <. ?J, L 1 
-

5 I . 2. 327 5 c qo ~ 2--, 5 · Bo :S2; 
4 i .o )2...7 4 , Cf () ) Z, / 4 

I <is"J 3 2- 7 
3 • 'ff]__ 32/ 3 'J -) 321 3 I ) { i 2.. 7 
2 { b3 '3 0 -, 2 I c, "5 .3 (. 7 2 r. I 5L/ 
1 ·Sl ~)_I 1 ,~7 )<.. I 1 J ' J 327 

Heated Line Temp. ° F f)._~ 

Chiller Temp. ° C OJ.bl 
S02 AND MOISTURE DATA 

METER I D:_1-'---'-P""'"& ..... M...____..._W ...... e.....,ig._h ...... t ..... C ...... h..._ec ....... k.....__ _______ M ETER Y d: ___ -'-1 ·---0-=02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

t}'L/J 77 J .:J.f;J f-/J ?lf 7 o/ 5'J Lf 9' #1 3% H202 l~Sb? I IS-9/S 
/$'()) 7f3_5~<> f-.0 7<[ g::) 5?-. If"' #2 3% H202 t;,g <J, 0 lt=g;7.~ 
/v~~ ·19r;.n s I lJ go g-5 )) Jf' I #3 Empty 0,3/,S ,1230J 
/Oi'} <t<i7 'H J #4 Silica Gel V0641.,;:i VC1525 

Total Line rinse 50 

Pre-Test Leak Check:b.ro CFM@ !{,, 
~~MON I Rosr-

in. Hg., Post-Test Leak Check:L-::7.o.? ( CFM@ {~ in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 ------------
PERFORMED BY: __ Rik Dupont TEST DATE: ____ --=-3---=2=9----=-2=0'-'"1-'-7 __ 
BAR. PRESSURE: _ _..}_::)_. t_J... ____ TC READOUT ID:---""'#4""""2~-------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAT..OR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 / Cp: 0.84 / 
ZERO: v LEVEL: if LEAK CHECK PRE- ;/' POST-__,l,._/ __ _ 

Run#: --:;z Ps: ~ 15 

Start: /210 Stop: 010 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ,17 s~<t 5 " ~v 3<- Cf 5 1 c ( 3 "l. I 
4 , 11./ 32- 'l 4 . ~I 3Z.. ~ 4 I ' ; ~'-l 
3 ~ '9,0 ~~2 er 3 • (p L/ 3 ~" 3 I , I '3 z._ i 
2 , 'f'v 32.9 2 

b ~ 0 1-iq 2 (. ~ 32-1 
1 ' 'l <1 ) 2.q 1 ' 7 I 32.9 1 /, __3 ~2-1 

5 I . '2.. 32.9 5 ,go 32.. 9 5 ,./ 2s 3 i..9 
4 I· o ')z.._q 4 ,qo )2. 9 4 ,q y ') ;_,c7 

3 .s; '32. C\ 3 ·7< ')L9 3 J , I )1._(j' 
2 do ~ 3 2. <7 2 ,70 '3 LI 2 ( ' 2. ')z_ ~ 

1 ,SY j 2-'1 1 .- (,.,) 3 L'J 1 I .. I s '2- i 
I I I 

..... 

Heated Line Temp. ° F tJ.~1' 
Chiller Temp. ° C OCJ. tf 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: ___ 1'-'-.0"-'0=2'-----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T;mp Vacuum No. Material End Wt. Start Wt. Diff. 

/J_JO &015.tjJO f' IJ tf 7 C/l )'; ';IJ// #1 3% H202 l~~h 7G7· 7 
l ::t>o <fJO.tlC5 /,0 Cf() ?/rl-( 7C l(ll #2 3% H202 ((-.LJ3,,; )J-<j. t 

f {t.fO g1;..tos //J 1() 0 ,) >G'; ('" #3 Empty o9?$ 1 ~'7'). l.. 
/ 5 1-::J f?it-/ C<;7 #4 Silica Gel 'J~'V.3 '1'?1· L 

Total Line rinse 50 

Pre-Test Leak Check:L"·'°' CFM@ 
~v , MONTRO~E 

lC in. Hg., Post-Test Leak Check: {:J--J-:J' CFM@ f_rJ in. Hg 

Date of last revision 11113/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 _______ ............ ..___ _____ _ 
PERFORMED BY: __ Rik Dupont TEST DATE: _____ 3-_2_9_-2~0_1_7 __ 
BAR. PRESSURE: _______ TC READOUT ID:---"#4'-'=2 _______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAT,OR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 / 
ZERO: tV LEVEL: LEAK CHECK PRE- !\/ 

Cp: 0.84 I 
POST-___,\/'-----

Run#: 0~Ck Ps: f.1f 

Start: /JJ--:; Stop: /'-('JQ 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ,(5 ~3/ 5 .(po Q,7, 7 5 !.. I -557 
4 t 72.. 31 I 4 <O I ~s/ 4 I 0 I ) ~7 
3 ·BO 337 3 • ~L( 3~7 3 L. I <. "? 7 
2 

I Z>"J '?> 3 1 2 -I 3 '7.--37 2 I , l. 1l 7 
1 , Cf u 3 ) ) 1 < /(_ )17 1 1 . 3 J l / 

I 

5 (' 'Z 337 5 ' °I ( 337 5 , I S 337 
4 /, 0 3~/ 4 J °1 ,<, ~~7 4 > 9 :>' )'31 
3 I 1> I "3 31 3 ( 7 J '3 ~ l 3 f., I ~31 
2 '<5) 531 2 ' fo ~ )57 2 I , 2. 537 
1 I ~l 3~7 1 r {o 5' ~~/ 1 I , I )17 

Heated Line Temp. ° F './'.~' g· 
Chiller Temp. ° C {}(}. 1-

S02 AND MOISTURE DATA 
METER I D:_1.:_-.:_P=&"'"'"M,.__,_W.;....;:e;...:..;ig;o.;..h=-t ..;:;;.C..;...;.he=.;c=..:...k;._ _______ METER Y d: ___ -'-1 =.0-=-02=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T rmp Vacuum No. Material End Wt. Start Wt. Diff. 

l)·3a [tf).('f.a /JJ [N- Cf/ 55 l(// #1 3% H202 g!J{- .b I I J- .1 
/'J)D f)t;335 /, '.} C(tJ q7 'i7 £j-'I #2 3% Hz02 .;;;s~ t;Jih, 5' 
/t-(/:J $'7/ .. 11 5 /.() Cf; CJ( 5'°C1 L/t. / #3 Empty -:£?5..::l / I?..o 
jl/30 38"1 '/':;7 #4 Silica Gel 9'~0.6 C,"77, ( 

Total Line rinse 50 

Pre-Test Leak Checkbo:?' CFM@ //. in. Hg., Post-Test Leak Check:L~oo/ CFM@ r1. in. Hg 
i/ MONTROSi:--

Date of last revision 11 /1 3/08 
08834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT:. ___ =-U=ni-=--t =2 ______ _ 
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 29 -2017 
BAR. PRESSURE:. _______ TC READOUT ID:-..!.:#4~2=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAl=OR TYPE: .Q-10" Mano. PITOT TUBE ID: # 48 Cp: 0.84 , 
ZERO: ~/ LEVEL: .7 LEAK CHECK PRE- t/ POST- L/ ----"---

Run#: .5=S0<- Ps: f .$5 

Start: /'-/ff Stop: l5'5 '£ 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 
1 7) ~3Cr 5 Jo ( _s~ Cj' 5 I<> I :?s '7 

4 1 7 D ~3c/ 4 ( to3 33CJ 4 I"' ( 351 
3 ' ?$ 0 33 c 3 ,,(~7 --:s:? ") 3 I,, c.... 3 57 
2 .,-g 7 33° 2 ,7s- J 3crr 2 ( ' 7> ~ 31 
1 ' 13 '_)3q 1 " 7 1.-f ~3'1 1 1 / ~ 3 37 

I I l 

5 J. l_ 33~ 5 ' q '? 3 31 5 t> 5 2.. s3 'i 
4 I '1 "S 31Cf 4 " 5>7 ~? <( 4 • cp_ 3 3c~ 

3 I 9 '-f 3~S' 3 f 75' 3.:S<t 3 I · I 33c 
2 . tu 2- 5.3'1 2 . 72- 33 9 2 t"' z 3'J9 
1 ,.0c) '33<4 1 .<O~ 53 ~ 1 I- I 31'1 

I 

Heated Line Temp. ° F 1,tq 

Chiller Temp. ° C {)'J. '.l 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Y d:. ___ 1.:..:...0=0=2'-----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T;mp Vacuum No. Material End Wt. Start Wt. Diff. 

/L/f) l5f0. ~ 'Y' /,,ro 61:2. 'f 1 )J_ tf 17 #1 3% H202 l~/~0 ~P'/) 
/ 515 r!C.<?t(S lO CJ'-( t?f9 <;;(, t{ /I #2 3% H202 r,;933 k::<?!>. ~ 
/ :;3) 90f.l(/0 7. 0 q ) o/'if sz l/11 #3 Empty ~.8 l~Jo.I/ 
I 5'55 919;17'-/ #4 Silica Gel ~.t.S 935?L/ 

Total Line rinse 50 

Pre-Test Leak Check:L'."o.0°1cFM@ ( {. in. Hg., Post-Test Leak Check: { Q.06 1 CFM@ !:/. in. Hg 
~W MONl RO~r--

Date of last revision 11 /13/08 
08834026 

Master Document Storage\Forms\Datasheets\Field Oatasheets 



' FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 ----=--=-=--------PERFORMED BY: Rik Dupont TEST DATE: 3- 29 -2017 
BAR. PRESSURE:~3~~~--1~~~~~TCREADOU-T-ID_:_#4_2_--"---=----="'-'-'---
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAiOR TYPE: J)-10" Mano. PITOT TUBE ID: # 48 I Cp: __ 0_.8_,41~--
ZERO: J . LEVEL: \7 LEAK CHECK PRE- V POST- \/ -----

Run#: 6-S(}c Ps: f_.15 

Start: /&oq Stop: !C5 q 
Sample 

Vel. Head 
Sample 

Vel. Head 
Sample 

Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 IC 11 'fj 5 ,, (,{}. '71!) 5 ( 1- 'f''3Cr .. 
4 ;/t "3'1 ~ 4 ·' 

c;q '3'3g 4 rJ ·':fi/:J 

3 -~ -n~ 3 1 ({; 5'36 3 /. J.. °5'/-:7 

2 .8 8 --s ·3er 2 -? 7 e; 73q 2 I .t I -?,L/.J 

1 .. er; -ry1 1 .,13 '5>9 1 /. '°5 '?LI I 

~ 
5 I- i{ '3'3~ 5 .,q; --.:;1./c; 5 .. f/7 575 

4 /, 1 ---? 1../-::J 
~ 4 . qc/ 739 4 ~q5 57c; 

3 40~ 53c-7 3 ~ ·7 I '3~0 3 f '-:z )l/-J 

2 .(( 5<{-:J 2 ,,Ti ?l/,,-J 2 I t.f s'-r/ 

1 1b<J 3Jc:; 1 #C4 ,..YI:::> 1 /.0 st.f? 

Heated Line Temp. ° F 9.&'f:/ 
Chiller Temp. ° C tOO-Lf 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: ___ ...._1 ....... 0 ...... 02=-----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T omp Vacuum No. Material End Wt. Start Wt. Diff. 

IGO°t q~o.Cj/<J 1 . <J f!G o/7 )'/ (, /1 #1 3% H202 SikS f:!_5.;?, 9 
I&! 9 <J~ct-1» '2.) ?/) C/9 ~I {{ #2 3% H202 lsK~ s-~,, I 
f £:9' q l't~9.J./Q :Z-5 Cf & Cf[, S'~ I 'n #3 Empty l5'91Sd ,e::;9t.o 
I l 7 '1 <f'I~- L/Cl{ #4 Silica Gel 19'09.o 899:5 

Total Line rinse 50 

Pre-Test Leak Check:/(!7~/ CFM@ I) in. Hg., Post-Test Leak Check: t..-:>·"1 J1 CFM@ /'/ in. Hg 
Ii~ AUt I RO~E 

Date of last revision 11 /13/08 
DS834026 
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FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 
---~---------

PERFORMED BY: __ Rik Dupont TEST DATE: ____ --=-3---=2=9----"-2=0:.....:.1..;_7 __ 
BAR. PRESSURE: _______ TC READOUT ID:--=#4-"'2=---------
DP INDICATOR ID: 1-P&M TC ID: #- 48 / 
DP INDICATQR TYPE: 0-10" Mano. PITOT TUBE ID:_...:.;.#_4=8 ___ Cp: 0.84 / 
ZERO: <V LEVEL: LEAK CHECK PRE- ~ POST- l/ -----

Run#: ~S{jx: Ps: 4.) ') 

Start: / tfq Stop: /1{{9-

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ,/]~ 1'3t 5 {'J s>S 5 //) '?75 ' 
4 . ~( )'J &' 4 . {;~ -:j?9 4 I· ') ~13<( 

3 4 60 Z'5 'i 3 .C? -~sq 3 f, I )]Cf 

2 .,ec 55~ 2 ,SO ~?>y 2 f, I -r3<i 

1 " S' i 1J7 1 ,.71 -;"J t 1 1- if '1'? C; 

5 .f, <) )7C 5 _ctJ ')y7 5 , s· ?- s3~ 

4 f .0 --1?7 4 JQS 5)[5 4 ; 
((L-/ '33'6 

3 .. q ') 5"3~ 3 , (-, '1 -<5> <f 3 I . o -53~ 

2 &<!, S'J<[f 2 , 1~ ~35 2 /. { -;) >"'7' • 
1 ,~"l "35K 1 . c '). ... ~n1 1 /. 1 "'3-58' 

' 

Heated Line Temp. ° F -;;<g '6-
Chiller Temp. ° C '(??, <.-/ 

S02 AND MOISTURE DATA 
METER ID: 1-P&M Weight Check METER Yd: 1.002 

------------------~ -------'-~=----

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

/(<:2 t'JL;K} 71'1 /}. s "fL/ l/( ~".) c~· #1 3% H202 t&l.0 WfJ r'i? 
;·70'). ?JC'f,t{g<J 1.5 '15 Cf<(] 5) r; #2 3% H202 ~Ci'(- ( c:;ga:s 
171'2 qc cg . <Z<!tlJ CZ«) Cf) Gf7 5'b t!· #3 Empty { 'Zu. 5- ~07 
;"?:<') 971{.7l{f #4 Silica Gel c,,o . r <Jf/0, 6 

Total Line rinse 50 

Pre-Test Leak Check: .01CFM@ I> 
6t/\ \'\ONTRO~~ in. Hg., Post-Test Leak Check: f'7-et'1 CFM@ /1 in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



,. .. ·- -FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 /Ji,v 
---~---------

PERFORM ED BY: __ Rik Dupont TEST DA TE: ____ __;:;3_-_,,~c..::....<5'--v..-=2-=-0..:....:17'-------
BAR. PRESSURE: _______ TC READOUT ID:----"'#4-"2;,__ ______ _ 
DP INDICATOR ID: 1-P&M TC ID: #- 48 
DP INDICAJOR TYPE: 0-10" Mano. PITOT TUBE ID:_....;.;;#_4;;.,;::;8,_c ___ Cp: 0.84 
ZERO: V LEVEL: IJ LEAK CHECK PRE- J POST- C7 . 

Run #:S5'-5~ Ps: +&. L( O 

Start: 'l L\ ~ Stop: '3J b 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. HzO Temp,°F 

Point 
in. HzO Temp,°F 

Point 
in. HzO Temp, °F 

5 ., 'SD 3 ·c_u 5 
I lo'() "31~ 5 ).,() 3.1 :i 

4 , (()< >·zn 4 . ~o )18 4 Io I ~, ~ 

3 • (o5 '3L.o 3 .·7 ~ ~I?> 3 i .. CJ 3i?t 
2 6' 7 0 3·.to 2 -< f~ 31~ 2 r. I '>. [{ :::> I 
1 I c; 1; > z_c:) 1 i. (~ 3r g 1 1 u. I 31 r-
5 1 ... L.. s\ q 5 • Cf O ~ jl) 5 1S2. 3 t ?; 
4 1 .. I )1 '1 4 I ?S(o 31 8" 4 .. ~o _) / ~ 
3 ' 'l>O ) l '1' 3 , ~D '3 ) '8' 3 , <J?7 31~ 
2 11 fc, c) 31'j 2 .-114 ) I<? 2 . ~_) ) I<]' 
1 .,5l.j 31) 1 ,(,.,). 3i<6 1 I c I ~n5 

Heated Line Temp. ° F 

Chiller Temp. ° C 

\ l wc5 S02 AND MOISTURE DATA 0 , ci g l 
METER ID: -l-P&fvr Weight Check METER Yd: __ __:±1 ~-Q~Q2~--

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

- ~~/ ~ ·- - - #1 3% Hz02 71L <6- ~~/9 I L1 V/ v 

7Y0 5L/(?.Oa) -z.-:;- (o( (o I 5-D :s #2 3% H202 b lfS- L /?.l/Sd 
150 ':) <" (,.,,G, 'Sb -z,-) 0z. bl L{ C( c; #3 Empty C). l. -1 (;;3"(53 
CZDC:? {(ofo.-"l13 "l....-) (p~ tO z... L-1 q } #4 Silica Gel C/{f-7 95(/,5 
cg (lo 5 / 1,Yil Total Line rinse 50 

Pre-Test Leak Check:D.w CFM@ I'[ in. Hg., Post-Test Leak Check:fo.wf CFM@ 1 in. Hg 
~'MON fROSE- - -
~ 08834026 

Date of last revision 11 /1 3/08 Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 ___ __=.;,.=.-;;;;._ ______ _ 

PERFORMED BY: __ Rik Dupont TEST DATE: 3- 29 -2017 
BAR. PRESSURE: ?. Cl .g ) TC READOUT ID: _#.42 171,.. I { 5 
DP INDICATOR ID: 1 P&M IJ we s TC ID: #- 48 
DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 Cp:_-=0..:....;.8;...:.4 __ _ 
ZERO: {, / LEVEL: ~ LEAK CHECK PRE- ( / POST- l-/ 

Run#:?~ Ps: + o .. ·'-/ 0 

Start: ~ 3c) Stop: q 00 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in . H20 Temp,°F 

Point 
in . H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 ,/7 5f4 5 ~ & ")_ ?f) 5 ,9<6 ? fl../ 
4 ' ,.., 115 4 '>5 ~~ 4 /. () "3 JL1' 

3 .7 :J.- ') i '5 3 "'/( ? i 'ii 3 / .:J f't'( 

2 , 1 <;' '?15" 2 • "1 ( J I s:- 2 /.1. ?l'f 

1 A q I 5 IL-{ 1 ,,-1<? 7/7 1 ,.97 715 

5 r ,a -:s /3 5 ... er~ ? J'&- 5 . tt-f ""'} /) 

4 _qc <JtS 4 " 'C-f '"r I <6- 4 . 8'~ '315 

3 , <;?:;.. ;1> 3 ., 'ff I ::;r IC 3 ,91- 71} 

2 "'<;7 7 ; S 2 .17 7 16 2 ,c~ --r ;L-/ 
1 "' ') I :f 1'-'( 1 ... b { ? IS 1 1.(} ""]!'-/ 

Heated Line Temp. ° F :281 
Chiller Temp. ° C 03 

\ l w 0 S02 AND MOISTURE DATA (!) , 9 55 / 
METER ID: ___j_P&M Weight Check METER Yd: ~ 

-~~---------------~ ---~~=---

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

{!J)O :S-""?3,20<) 7, ) fol ~b 5 1 .5 #1 3% H202 g~g:s PW.C 
t<-f<:7 ~~,.~5 z . .;- 15 / r J )j > #2 3% H202 51$/, ~ l5?o?J> 
G>o 5?{<~0 7.- . < ---J I 71- >} } #3 Empty 5'98,,5. ~J£.,6 
Cf?? (a,:;,~')_ #4 Silica Gel 9J'8c?I 7t?9. 0 

Total Line rinse 50 

-Pre-Test Leak Check: l-b.ro'-'CFM@ r ( m. Hg., Post-Test Leak Check:i:7 ,,~, CFM@ f 1 in. Hg 
~w ' MON 1 RO~r--

DS834026 
Date of last revision 11 /13/08 Master Document Storage\Forms\Datasheets\Field Datasheets 



e: •: :; 1l ] &4 11 c 

FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: ___ _;:U:;...:;n..o.:..it=--=2 _______ _ 
PERFORMED BY: __ Rik Dupont TEST DA TE: ____ __;.,.3-_...;;3'"""0----'-2=0'-"'1-'-7 __ 
BAR. PRESSURE: TC READOUT ID: #42 -------- --~--------
DP INDICATOR ID: CC-1 TC ID: #- 48 
DP INDICAWR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 Cp: 0.84 / 
ZERO: rv LEVEL: v LEAK CHECK PR_E __ ~v--'-?----POST- \07 

-----

Run#: { f) 501--. Ps: f-.t.-(0 

Start: CW-( Stop: q'j_v{ 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 > ( 'J 713 5 "5S- ?1£....} 5 j.O ? /4) 
4 ,, C'f )t1 4 ' ~I 11> 4 /,.}... '31 'l 

3 1~ 11} 3 .l;J.. ~i 5 3 /.a 7 /l) 

2 .11 ~{) 2 , ...., '-( ""115 2 1.0 -=? i l-f 

1 .. ~ ~ '3 /t. f 1 •. ~ ( 7 ttf 1 I~ t 5117 

5 '. ( 11t1 5 _C/5 '3 r2. 5 • t<? 71 '2_ 

4 ,qb -=3 ;, 4 • SG '3 13 4 .. g> 51 $' 

3 ~ 'i? ( '1 I '3 3 .. 1~ 314 3 _.00 31> 
2 ~ S/; ?t "3 2 • 7-) "'?I> 2 / , 0 7 ! '-/ 
1 ,, <) J '"'] t? 1 .. r;o '") J '7 1 "' c;et ~f f... I 

Heated Line Temp. ° F ()<tC>f 
Chiller Temp. ° C ,rJJ _ ')_ 

S02 AND MOISTURE DATA 
METER ID 17 WCS - W . ht Ch k METER Yd e1a ec 0 987 

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

r!.(1 Lf {01..100 ()..5 / 5 /'J ) 5 '7 #1 3% H202 %1/,o 7 'it t 
Cj.::2_L/ (!C,l{IQ rJ. -5 S-'J 7 C ) / 5' #2 3% H202 66-Lr l 70 <i 
c~n '-( C2'>-tt5 J S &-:i_ /7 <? t. ; s #3 Empty a;;J.3 [ t,,v. v 

qtf '- ( Jf''l'/.r77 #4 Silica Gel ~.5 It:? =; v f 
Total Line rinse 50 

I 

Pre-Test Leak Check· :D.oocFM@ 12' m. Hg., Post-Test Leak Check: £0· ~ 1CFM@ /:J in. Hg 

~~ 1 MON I ROSE 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



··~ .... .... ........ , 
FLUE GAS VELOCITY AND MOISTURE DATA AND WORKSHEET 

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 
~------------PER F 0 RM ED BY: __ Rik Dupont TEST DATE: 3- 30 -2017 

BAR. PRESSURE: _______ TC READOUT ID:-""""#4 ...... 2=---------
DP INDICATOR ID: CC-1 TC ID: #- 48 
DP INDICATOR TYPE: 0-10" Mano. PITOT TUBE ID: # 48 / Cp: 0.84 / 
ZERO: ·V LEVEL: LEAK CHECK PRE- i7 POST- 7 -----

Run#: (/)'J6_ Ps: f-J-/':J. 
j 

Start: /0--J( Stop: /J16 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample faiad 
Point 

in. HzO Temp,°F 
Point 

in. HzO Temp,°F 
Point 0 Temp, °F 

5 . 7t../ --51? 5 , :$'°( /!) 5 / .,q~ 11) 
4 ,. t <l '11 ~ 4 .,C3 '11&/ y / .0 ""!/) 
3 ,. ?J. 71'-( 3 .c;cr -ZI'! /3 /."$ ~15 

2 ,. 7<? ?f Y 2 • '?5 'J/t.{ v 2 /./ -'f IC / 
1 "CJ"3 1 )) 1 • ·t7 -::?it- ( / 1 /.0 -; /5' 

/ 
5 

r) fl CJ "J!f 5 .. c;o 7/'-1 5 Mta- 70 
4 • o/5 '3 !'-( 4 • B'""> /V-y/5 4 .. er 715 

3 , <('{ -:SI? 3 ,.'?q / -?15 3 "Cf) f/L/ 

2 ~ ->1 -SI) 2 .. ~v "? J< 2 ro )15 

1 ~ ')\J '$ I'-( 1 ,,Jt:l- °?1 L( 1 f ,l)._ ?/~-( 

v 
/ 

/ 
/ 

/ 
/ 

Heated Line Temp. ° F ~<;;g' 
Chiller Temp. ° C 0;0. 5 

METER ID: 
:/ S02 AND MOISTURE DATA 

17-WC Weicht Check METER Yd: 0.987 
/ Dry Gas Meter lmpinger Data 

Time Volume ' Delta H Tm (in) Tm (out) T •mp Vacuum No. Material End Wt. Start Wt. Diff. 

f -;;:) 6 t'fr.t-:rJ ':,).. 5 8 I /<j 47 ~ #1 3% Hz02 (:.?y '7 )<J<;: ~ 
j {)/{ c'f5_11t5 :;;_. r ~? ~o <; f c; #2 3% H202 :c;{·lr 6' f-7 . 7 
itJ~c C'i1f. <no ~.J ~1 '61 <5&( )' #3 Empty ~sf'·u {'3 <.-. .>-

/(f? t tt>.15~ #4 Silica Gel 0/f·( 'f16.F-1 
Total Line rinse 50 

Pre-Test Leak Check:f.? . ..nl CFM@ '~ in. Hg. , Post-Test Leak Check: L...':J.fJO/ CFM@ /<J in. Hg 

~~~MON l RO~E 

Date of last revision 11 /13/08 
08834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



---- ·~· . .. . - .... . - .... . . .. J.1Jk'l.ru 
FLUE GAS VELOCITY AND MOISTURE DATA AND

1

WORKSHEET·=· I 

CLIENT: Desert View Power LOCATION/UNIT: ___ ....;;;U~n"""it-'2=---------
PERFORMED BY: __ Rik Dupont TEST DATE: 3- 30 -2017 
BAR. PRESSURE: TC READOUT ID: '1142 -------- -----------
DP INDICATOR ID: CC-1 TC ID: #- 48 
DP INDISATOR TYPE: ;{)-10" Mano. PITOT TUBE ID: # 48 I Cp: 0.84 I 
ZERO: LEVEL: \/ LEAK CHECK PRE- J POST- \/ -----

// )0 - '.A 

£-?$:!-'"' Run#:· A Ps: f. L_f /) 

Start: to>~ Stop: I 11 l'J 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vel. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 .,7f -;13 5 .57 ~(~ 5 /_ Q ~,q 

4 '7.:; --:Jrc1 4 Q(,Q -J !Cf 4 /. I )/ C; 

3 
~ 
7d ~'20 3 <> t« )'}_<] 3 f. (} 3~ 

2 , t;..o 72 ~ 2 .-?er /-:J_--:J 2 / . J._ -?".J. 'J 
1 ~qL( 'J I c7 1 u t I 'J I ~ 1 , q 7 "J /(i 

5 ,, 0 -<JI; 5 
A 92 5J.- O 5 

'4 ?< 1-:J-O 
4 I · I '?! y 4 , <l) '3~Q 4 j ! :J :J:JO 
3 ; (t! ""3 .:<. CJ 3 t 'ti 0 ·§ ;i. Q 3 ,.en 319 

2 ' ( '),. 
-;32 «"' 2 ,,g-3 /il0 2 f 'J "] -:z_ -:7 

1 • <;'-[ f ~ 1 ~G0f ~fl s 1 ,_,c1<1 "J!Oj 

Heated Line Temp. ° F !J<Y: 
Chiller Temp. ° C aJI/ 

S02 AND MOISTURE DATA 
METER ID 17 WCS - W . ht Ch k era ec METER Yd 0 987 

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T imp Vacuum No. Material End Wt. Start Wt. Diff. 

/ {} ') ~ t1/j,)~ j_,5 Oh [it.1 )/ ( #1 3% H202 g?56 f>t// c J 
I/ ;)Q t~o/10 "A.) ;)'6 5'5 r-7 ) #2 3% H202 1s;~h . ~;>;>./ 
/ l / 'J (tC/.!fq5 1.,.) 1 <J e5' </'{ ) #3 Empty <)7~ ·1 59?,0 
l /{J/J (tj'q/JJ// #4 Silica Gel c72_7 s~ 9/%,Cl 

Total Line rinse 50 

- . ~OtJ, 1'1 - ·t''J .. 001 '{/ Pre Test Leak Check.Lc.__iCFM@ __ m. Hg., Post Test Leak Check. ___ CFM @_/ _ _ in. Hg 

~ MONl RO~l: 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



FLUE GAS VELOCITY AND MOISTURE DATAANo'VifQ"RKSHEE'T 
0 J.Oi/s)I---

CLIENT: Desert View Power LOCATION/UNIT: Unit 2 
----~--------

PER F 0 RM ED BY: __ Rik Dupont TEST DATE: ____ __;:;3_-_3=0=----=2=01..:....:7'----
BAR. PRESSURE: _______ TC READOUT ID:--""'#4-""'2=---------
DP INDICATOR ID: CC-1 TC ID: #- 48 
DP INDICATJ)R TYPE: 0-10" Mano. PITOT TUBE ID: # 48 .c: Cp: 0.84 / 
ZERO: ./ LEVEL: v--- LEAK CHECK PRE-_V"'---__ POST-_·/~--

Run#: l>-59: Ps: J-.. L/'J 

Start: 1133 Stop: I;). 0:3 

Sample 
Vel. Head 

Sample 
Vel. Head 

Sample 
Vet. Head 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp,°F 

Point 
in. H20 Temp, °F 

5 • 7 '.L 111 5 
• lJ 'f/Lf 5 l I ~(/ 

4 .)O '} 15 4 .cc:. ~15 4 .c/Cj '3 I;. 
3 ~7-1 ) 1'> 3 , .. J I -JI '5° 3 I '7 ~/~ 
2 "&':J- 7/C 2 ·-n 

1 
-3 It 2 I·~ 7 /I 

1 .. q ( ?f) 1 • 50 ?IS 1 (J <JS 5J7 

5 { . ( '3 jCf 5 ,~ *ft<) 5 .. tt 7/~ 
4 ' (,1 L { -?/£ 4 J11 --.J fL( 4 ti ;A 7/t 
3 

t <t;' ~J'rC 3 ff ( -J /C-( 3 /1 l 7// " 
2 , G'° ?II 2 • ·1°1 ~tS 2 I . '5 -:!>11 
1 • c; ·') '7 (e' 1 0 cc ?/l ( 1 ~ 7 7 315 

Heated Line Temp. ° F ~8ut 
Chiller Temp. ° C /JO .r<) 

S02 AND MOISTURE DATA 
METER ID 17 WCS - W . ht Ch k METER Yd era ec 0 987 

Dry Gas Meter lmpinger Data 
Time Volume Delta H Tm (in) Tm (out) T ;mp Vacuum No. Material End Wt. Start Wt. Diff. 

111"1 l:J2.0)S 1:.LS <D s ~b )I e: /1 
7 

#1 3% H202 g~~0 :;>3')',0 
11 t-f'f 7iff.J'5f) <7 -S eq Cf;}_ ~~ 51 1 #2 3% H202 {.<JSs 1~~>.Y 
I 15 ') ) I ~-if~ c,2.. ) 91.. yf 5" l( )/I #3 Empty ~/ 16219 
I ~'°? J:J.7, 717 #4 Silica Gel 9(/1 /. 0 9'55.3 

Total Line rinse 50 

Pre-Test Leak Check:t0.<»1CFM@ /{)._, in. Hg., Post-Test Leak Check:i? oo/ CFM@ 10 in. Hg 

Date of last revision 11 /13/08 
DS834026 

Master Document Storage\Forms\Datasheets\Field Datasheets 



210/592 

Appendix A.2. 7 Unit 2 Hydrocarbon Data 

R1414999 A-18 1. ", i\n)N 11'.U~t 



\ 

Client/Facility: 

SCAQMD ME' 1 HOO '-"· 
EVACUATED CANISTER SAMPLING DATA 

Desert View Power Date: __ ___,!3~-~29!!!..--=2~01.!..!7 ______ _ 

Unit/Location: Unit 2 stack breaching Performed By: __ ....:R...:.:i=k-=D=u.c..po=n..:..::t ___ _ 

Probe Material __ ---=-S=S ______ Probe Length ___ 4..:..' ______ _ 

Connecting Tubing Material_._T~ef_lo_n ___ Connecting Tubing Length._~12:;_" ___ _ 

Barometric Pressure 1:J.i 2- Ambient Temperature_/-'--"t'--
4*-f ___ _ 

Test No. 1A-VOC-U2 1B-VOC-U2 
Vial ID 042 043 
Canister ID I G '-- / (_ (.) 

Time Vacuum Time Vacuum Time Vacuum 
Pre-Test Leak Start 
Check ~ c'--' 'LL_ g l" 1 ..:> 

Pre-Test Leak Stop nv 7... L_ ""l._ ./ 
Check ~ _.) 

Sample Start tcJ L( '3-? ff'-/ 1<1 Collection 

O(a'-/ 1)1 °to'-/ Jti 
9/Lf 1--> q;t; ~I 

qJJ-f a1 C/:J/ I 17 
9-yr /1 q1t-( / '-( 

e-ycf <-f I ~ 9''/l{ / 1 

Sample Stop <1t l{ 0 11 9lf ( (1 
Collection 
Post -Test Leak Start 

'?)l.. c; )l_ Check '7 Jf 

Post-Test Leak Stop (.Ju<-
Check 'i (.J-'L. f' 

Line Rinse 
Volume 

Comments: ________________________ _ 

Rev. 2127198 



212/592 

Appendix A.2.8 Unit 2 Plant Data 

R1414999 A-19 



CeDAR 1-Minute Data 

Timestamp 
3129/2017 8:31 
3129/2017 8:32 
3129/2017 8:33 
3/2912017 8:34 
3/29/2017 8:35 
3/29/2017 8:36 
3/29/2017 8:37 
3/29/2017 8: 38 
3/29/2017 8: 39 
3/29/2017 8:40 
3/29/2017 8:41 
3/29/2017 8:42 
3/29/2017 8:43 
3/29/2017 8:44 
3/29/2017 8:45 
3/29/2017 8:46 
3/29/2017 8:47 
3/29/2017 8:48 
3/29/2017 8:49 
3/29/2017 8:50 
3/29/2017 8:51 
3/29/2017 8: 52 
3/29/2017 8:53 
3/29/2017 8:54 
3/29/2017 8: 55 
3/29/2017 8:56 
3/29/2017 8:57 
3/29/2017 8:58 
3/29/2017 8:59 
3/29/2017 9:00 
3/29/2017 9:01 
3/29/2017 9:02 
3/29/2017 9:03 
3/29/2017 9:04 
3/29/2017 9:05 
3/29/2017 9:06 
3/29/2017 9:07 
3/29/2017 9:08 
3/29/2017 9:09 
3/29/2017 9:10 
3/29/2017 9:11 
3/29/2017 9:12 
3/29/2017 9:13 
3/29/2017 9:14 
3/29/2017 9:15 
3/29/2017 9:16 
3/29/2017 9: 17 
3/29/2017 9:18 
3/29/2017 9:19 
3/29/2017 9:20 
3/29/2017 9:21 
3/29/2017 9:22 
3/29/2017 9:23 
3/29/2017 9:24 
3/29/2017 9:25 
3/29/2017 9:26 
3/29/2017 9:27 
3/29/2017 9:28 
3/29/2017 9:29 
3/29/2017 9:30 

(Boiler 1) NOx 
ppm 1-Min 

34.71 
40.78 
37.65 

43.02 
43.18 
45.28 
51.59 

48 
47.1 
41.2 

41 .31 
52.14 
55.68 
59.12 
60.96 
63.22 
67.8 

65.71 
63.02 
69.1 

57.92 
60.04 
63.04 
56.49 
62.82 
61.82 
58.24 
50.38 
57.03 
62.28 
59.03 

58.1 
62.57 

58.3 
72.31 
67.93 
68.33 
60.77 
63.11 
61 .08 
60.01 
63.04 
63.43 
69.82 
70.86 
71 .53 
71 .22 
65.88 
67.25 

70.1 
64.13 
65.33 

69.9 
70.69 
71 .26 
73.37 
66.01 
66.94 
75.41 

(Boiler 1) NOx 
ppm@3% 02 1- (Boiler 1) NOx (Boiler 1) S02 
Min lb/hr 1-Min Avg ppm 1-Min 

48.5 20.19 
55.05 
53.28 

59.69 
56.75 
59.6 

68.81 
65.29 

63.3 
56.43 
56.15 
69.55 
73.23 
76.02 
79.13 
81.35 
87.63 
86.81 
83.68 
89.24 
78.78 
80.87 
81.3 

76.37 
82.38 
85.58 
81.45 
72.84 
77.34 
82.58 
77.01 
82.34 
85.5 

81.85 
91 .54 
95.29 
97.38 

87.3 
88.12 
86.91 
83.85 
85.16 
84.48 

90.3 
91 .91 
94.49 
98.82 
96.5 

96.46 
97.42 
91 .25 
93.03 
93.1 

93.45 
98.8 

100.48 
93.33 
93.03 
99.77 

24.88 
20.43 

19.33 
25.35 
25.72 

23 
18.19 
18.15 

15.6 
15.48 

19.8 
20.22 
22.54 
22.34 
23.53 
23.59 
24.09 
22.95 
26.44 
21 .51 
22.52 
24.99 
20.36 
24.73 
23.16 
21.83 
17.51 
21 .09 
23.03 

22 
20.78 
23.32 
19.77 
27.36 
24.37 
25.01 
20.88 

23.5 
21 .33 
21.06 
22.6 

21.79 
24.87 
24.52 
25.37 
25.94 
23.71 
23.22 

25.5 
23.21 
23.19 
25.16 
25.86 
24.77 
26.58 
23.51 
22.66 
25.92 

4.98 
5.51 

6 

8.67 
8.17 
9.09 
9.36 
8.02 
7.6 

7.32 
6.84 
7.29 
7.33 
8.54 
8.4 

8.36 
8.87 
9.3 

8.33 
10.17 

9.48 
8.23 
8.61 
8.34 
8.39 
7.46 
6 .39 

5.7 
6.1 

6.73 
7.13 
7.05 
6.14 
5.35 
6.97 
7.27 
5.89 
4.95 
5.19 
4.51 
4.37 
4.41 
4.57 
5.33 
5.65 
6.13 
5.65 
4.59 
3.93 
4.38 
4.11 
4.17 
4.64 
5.44 
5.69 
5.22 
4.35 
3.79 
4.38 

(Boiler 1) S02 
ppm@3% 021-
Min 

(Boiler 1) 
(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

(Boiler 1) CO 
ppm@3% 021 
Min 

6.96 4.03 3.44 13.97 <56> 
7.44 
8.49 

12.03 
10.74 
11 .96 
12.48 
10.91 
10.21 
10.03 

9.3 
9.72 
9.64 

10.98 
10.9 

10.76 
11.46 
12.29 
11.06 
13.13 
12.89 
11.08 

11 .1 
11 .28 

11 
10.33 

8.94 
8.24 
8.27 
8.92 
9.3 

9.99 
8.39 
7.51 
8.82 
10.2 
8.39 
7.11 
7.25 
6.42 
6.11 
5.96 
6.09 
6.89 
7.33 
8.1 

7.84 
6.72 
5.64 
6.09 
5.85 
5.94 
6.18 
7.19 
7.89 
7.15 
6.15 
5.27 
5.79 

4.68 
4.53 

5.42 
6.67 
7.18 
5.81 
4.23 
4.07 
3.86 
3.57 
3.85 
3.7 

4.53 
4.28 
4.33 
4.29 
4.74 
4.22 
5.41 
4.9 
4.3 

4.75 
4.18 

4.6 
3.89 
3.33 
2.76 
3.14 
3.46 
3.7 

3.51 
3.18 
2.52 
3.67 
3.63 

3 
2.37 
2.69 
2.19 
2.13 
2.2 

2.18 
2.64 
2.72 
3.03 
2.86 
2.3 

1.89 
2.22 
2.07 
2.06 
2.32 
2.77 
2.75 
2.63 
2.16 
1.79 
2.09 

3.54 13.50 <56> 
3.51 14.15 <56> 

3.53 13.88 <56> 
3.61 13.14 <56> 
3.57 13.16 <56> 
3.55 13.34 <56> 
3.63 13.60 <56> 
3.71 13.44 <56> 
3.76 13.70 <56> 
3.75 13.59 <56> 
3.68 13.34 <56> 
3.77 13.15 <56> 
3.92 12.86 <56> 
3.88 12.98 <56> 
3.83 12.87 <56> 
3.91 12.92 <56> 
3.94 13.21 <56> 
3. 97 13.28 <56> 

4 12.91 <56> 
3. 99 13.60 <56> 
3.92 13.47 <56> 
3.91 12.90 <56> 
3.75 13.52 <56> 
3.88 13.11 <56> 
3.59 13.84 <56> 
3.53 13.98 <56> 
3.36 14.46 <56> 
3.36 13.56 <56> 
3.26 13.26 <56> 
3.15 13.05 <56> 
3.04 14.17 <56> 
2.95 13.66 <56> 
2.87 14.04 <56> 
2.99 12.66 <56> 
2.81 14.03 <56> 
2.75 14.25 <56> 

2.6 14.37 <56> 
2.71 13.96 <56> 
2.55 14.23 <56> 
2.65 13.97 <56> 
2.56 13.51 <56> 

2.6 13.32 <56> 
2.49 12.93 <56> 
2.56 12.97 <56> 
2.59 13.21 <56> 
2.46 13.88 <56> 
2.37 14.65 <56> 
2.46 14.34 <56> 
2.46 13.90 <56> 
2.48 14.23 <56> 
2.46 14.24 <56> 
2.47 13.32 <56> 
2.53 13.22 <56> 
2.44 13.87 <56> 
2.57 13.70 <56> 
2.55 14.14 <56> 
2.55 13.90 <56> 
2.61 13.23 <56> 

(Boiler 1) (Boiler 1) Stack Flow Calculated 
(Boiler 1) CO C02% 1- 02% 1- kdscf/hr 1- CO@ 3% Calculated 

CO lb/hr lb/hr 1-Min Min Min Min 02 
3.54 <56> 12.65 8.09 4872 
3.71 <56> 13.08 7.64 5110 
3.30 <56> 

2.74 <56> 
3.57 <56> 
3.46 <56> 
2.71 <56> 
2.31 <56> 
2.35 <56> 
2.31 <56> 
2.28 <56> 
2.31 <56> 
2.21 <56> 
2.32 <56> 
2.23 <56> 
2.27 <56> 
2.12 <56> 
2.23 <56> 
2.22 <56> 
2.33 <56> 
2.26 <56> 
2.28 <56> 
2.41 <56> 
2.19<56> 
2.40 <56> 
2.28 <56> 
2.28 <56> 
2.12<56> 
2.25 <56> 
2.25 <56> 
2.27 <56> 
2.18<56> 
2.27 <56> 
2.06 <56> 
2.30 <56> 
2.18 <56> 
2.23 <56> 
2.09 <56> 
2.27 <56> 
2.13<56> 
2.14 <56> 
2.18<56> 
2.09 <56> 
2.17 <56> 
2.11 <56> 
2.16 <56> 
2.22 <56> 
2.19 <56> 
2.10 <56> 
2.21 <56> 
2.20 <56> 
2.16 <56> 
2. 19 <56> 
2.23 <56> 
2.12<56> 
2.20 <56> 
2.17<56> 
2.06 <56> 
2.09 <56> 

12.46 

12.61 
13.46 
13.42 
13.21 
12.98 
13. 15 
12.92 
13.01 
13.23 
13.46 

13.7 
13.6 

13.73 
13.63 
13.33 
13.29 
13.66 
12.97 
13.12 
13.68 
13.06 
13.44 
12.74 
12.66 
12.26 
13.04 
13.31 
13.53 
12.44 
12.93 
12.64 
13.92 
12.59 
12.37 
12.35 
12.63 
12.46 
12.68 
13.07 
13.29 
13.67 
13.63 
13.35 

12.7 
12.08 
12.38 
12.73 
12.43 
12.44 
13.32 
13.37 
12.76 
12.91 
12.49 
12.76 
13.37 

8.25 

8 
7.28 
7.3 

7.48 
7.74 
7.58 
7.83 
7.73 
7.48 
7.29 
6.98 
7.11 
6.99 
7.05 
7.35 
7.42 
7.04 
7.74 
7.61 
7.02 
7.66 
7.25 
7.97 

8.1 
8.52 

7.7 
7.4 

7.18 
8.27 

7.8 
8.15 
6.76 
8.14 
8.34 
8.44 
8.08 
8.32 
8.09 
7.65 
7.46 
7.06 

7.1 
7.35 

8 
8.68 
8.42 
8.02 
8.32 
8.33 
7.46 
7.36 
7.99 
7.83 
8.24 
8.02 
7.37 

4544 

3764 
4918 
4758 
3734 
3175 
3227 
3172 
3139 
3181 
3042 
3193 
3070 
3118 
2914 
3071 
3050 
3205 
3110 
3142 
3320 
3019 
3298 
3138 
3139 
2912 
3098 
3097 
3122 
2996 
3122 
2841 
3169 
3005 
3066 
2878 
3119 
2925 
2940 
3003 
2878 
2983 
2899 
2971 
3051 
3015 
2892 
3047 
3031 
2973 
3015 
3064 
2911 
3034 
2983 
2836 
2879 

6807.87 1.22 
4.78 1.31 
4.97 

4.90 
4.74 
4.70 
4.74 
4.94 
4.99 
5.15 
5.10 
4.91 
4.96 
5.04 
5.04 
4.93 
5.05 
5.20 
5.27 
5.17 
5.43 
5.28 
5.-04 
5.07 
5.09 
4.97 
4.94 
4.86 
4.56 
4.32 
4. 11 
4.31 
4.03 
4.03 
3.79 
3.94 
3.92 
3.74 
3.78 
3.63 
3.70 
3.46 
3.46 
3.22 
3.32 
3.42 
3.41 
3.47 
3.53 
3.42 
3.53 
3.50 
3.29 
3.34 
3.38 
3.52 
3.61 
3.54 
3.45 

1.16 

0.97 
1.29 
1.23 
0.96 
0.84 
0 87 
0.87 
0.86 
0.85 
0.83 
0.91 
0.87 
0.87 
0.83 
0.88 
0.88 
0.93 
0.90 
0.90 
0.94 
0.82 
0.93 
0.82 
0.81 
0.71 
0.76 
0.73 
0.71 
0.66 
0.67 
0.59 
0.69 
0.61 
0.61 
0.54 
0.61 
0.54 
0.57 
0.56 
0.54 
0.54 
0.54 
0.56 
0.55 
0.52 
0.52 
0.54 
0.55 
0 .5~ 

O.~ 
0.56cJ; 
0.5~ 
0.57 
0.55 
0.53 
0.55 



Average 60.14 81 .66 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3%02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3% 02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

22.72 6.52 8.81 

3223.36 
7.71 

13.02 
60.14 
81 .66 

22.72 
6.52 
8.81 

3.53 
3.18 

119.61 

0.75 

3.53 3.18 13.02 7.71 3223.36 119.61 0.75 

N ...... 
~ 
U'I 
<D 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/29/2017 9:44 
3/29/2017 9:45 
3/29/2017 9:46 
3/29/2017 9:47 
3/29/2017 9:48 
3/29/2017 9:49 
3/29/2017 9:50 
3/29/2017 9:51 
3/29/2017 9:52 
3/29/2017 9:53 
3/29/2017 9:54 
3/29/2017 9:55 
3/29/2017 9:56 
3/29/2017 9:57 
3/29/2017 9:58 
3/29/2017 9:59 

3/29/2017 1 O:OO 
3/29/2017 10:01 
3/29/2017 10:02 
3/29/2017 10:03 
3/29/2017 1004 
3/29/2017 10:05 
3/29/2017 10:06 
3/29/2017 10:07 
3/29/2017 10:08 
3/29/2017 10:09 
3/29/2017 10:10 
3/29/2017 10:11 
3/29/2017 10:12 
3/29/2017 10:13 
3/29/2017 10:14 
3/29/2017 10:15 
3/29/2017 10:16 
3/29/2017 10:17 
3/29/2017 10:18 
3/29/2017 10:19 
3/29/2017 10:20 
3/29/2017 10:21 
3/29/2017 10:22 
3/29/2017 10:23 
3/29/2017 10:24 
3/29/2017 10:25 
3/29/2017 10:26 
3/29/2017 10:27 
3/29/2017 10:28 
3/29/2017 10:29 
3/29/2017 10:30 
3/29/2017 10:31 

78.17 
81.77 
75.34 
76.86 
74.48 
72.27 
71.96 
72.96 
67.96 
61 .95 
65.31 
60.46 
60.93 
65.79 
64.47 
62.4 

66.57 
66.56 
62.84 
62.02 
63.99 
67.84 
75.65 
77.47 
71 .91 
72.46 
70.61 
77.69 
72.24 
73.82 
72.96 
73.64 
74.78 
65.45 
63.22 
69.08 
67.43 
70.25 
74.93 
59.59 
47.47 
53.02 
59.15 
61 .65 
61 .29 

54.4 
57.42 
58.49 

(Boiler 1) NOx 
ppm@3% 021-
Min 

(Boiler 1) NOx 
lb/hr 1-Min Avg 

100.38 27.51 
109.48 27.73 
104.14 

103.6 
102 

100.91 
97.8 

99.54 
94.96 

87.8 
88.83 
84.55 
82.75 
89.28 
90.51 
89.57 
91 .66 
92.93 
83.82 
81 .87 
86.97 
90.89 

100.98 
104.11 
100.4 
97.45 
96.26 

101 .21 
98.56 
97.59 
97.32 
99.11 

101 .95 
94.33 

88 
94.39 
94.08 
98.16 

104.38 
83.59 
67.22 
72.01 
79.37 
82.72 

82.8 
74.9 

77.63 
78.66 

25.16 
27.09 
25.44 
24.31 
25.79 
26.51 
24.28 
20.89 
22.94 
20.79 
21 .47 
22.51 
22.66 
20.87 
23.98 
22.54 
22.21 
22.35 
22.71 
23.74 
26.24 
27.85 

24.5 
25.83 
23.65 
28.62 
25.03 

26 
26.45 
26.55 
26.95 
22.78 
22.21 
24.16 
23.78 
24.03 
26.56 
21 .18 
16.03 
18.67 
20.93 
21 .27 
21 .98 
19.16 
19.63 
20.29 

3/29/2017 10:32 55.74 <25> 91 .54 <25> 22.70 <25> 

(Boiler 1) S02 
ppm 1-Min 

(Boiler 1) S02 
ppm@3%021-
Min 

(Boiler 1) (Boiler 1) CO 
(Boiler 1) S02 CO ppm 1- ppm @3% 02 1 
lb/hr 1-Min Avg Min Min 

5.82 7.47 2.85 2.98 12.84 <56> 

4.28 <25> 

6.04 8.09 
5.05 6.98 
4.84 6.74 <56> 
4.44 6.85 <56> 
4.19 6.98 <56> 
3. 78 6.80 <56> 
3.87 6.82 <56> 
3.76 6.99 <56> 
3.63 7.09 <56> 
3.78 6.80 <56> 
3.93 6.99 <56> 
3.8 6. 79 <56> 

3.87 6.79 <56> 
4.14 7.02 <56> 
3.53 7.18 <56> 
3.62 6.88 <56> 
3.38 6.98 <56> 
3.48 6.67 <56> 
3.69 6.60 <56> 
3.76 6.80 <56> 
3.41 6.70 <56> 
3.75 6.67 <56> 
3.84 6.72 <56> 
3.62 6.98 <56> 
3.38 6.72 <56> 
3.26 6.82 <56> 
4.03 6.51 <56> 
3.96 6.82 <56> 
3.82 6.61 <56> 
4.02 6.67 <56> 
3.79 6.73 <56> 
3.85 6.82 <56> 

3.5 7.21 <56> 
2.98 6.96 <56> 
3.1 5 6.83 <56> 
3.27 6.98 <56> 
3.15 6.99 <56> 
3.55 6.96 <56> 
3.59 7.01 <56> 
3.52 7.08 <56> 

3.8 6.79 <56> 
4.46 6.71 <56> 
5.16 6.92 

5.3 7.16 
4.65 6.88 <56> 
4.4 6.76 <56> 

4.63 6.72 <56> 
7 .03 <25> 

2.85 
2.35 
2.37 
2.11 
1.96 
1.88 
1.96 
1.87 

1.7 
1.85 
1.88 
1.86 
1.84 
2.02 
1.64 
1.81 
1.59 
1.71 
1.85 
1.86 
1.66 
1.81 
1.92 
1.72 
1.68 
1.52 
2.07 
1.91 
1.87 
2.03 

1.9 
1.93 
1.69 
1.46 
1.53 

1.6 
1.5 

1.75 
1.78 
1.65 
1.86 

2.2 
2.48 
2.64 
2.28 
2.09 
2.23 

2.92 13.39 <56> 
2. 9 13.82 <56> 

2.98 13.48 <56> 
2.91 13.70 <56> 
2.94 13.96 <56> 
2.99 13.59 <56> 
2.95 13.64 <56> 

3 13.97 <56> 
2.98 14.17 <56> 
3.09 13.60 <56> 
3.02 13.98 <56> 

3.2 13.58 <56> 
3.2 13.57 <56> 
3.2 14.04 <56> 

3.17 14.35 <56> 
3.34 13.77 <56> 
3.22 13.96 <56> 
3.33 13.34 <56> 
3.33 13.20 <56> 
3.39 13.59 <56> 
3.42 13.40 <56> 
3.43 13.35 <56> 

3.5 13.44 <56> 
3.35 13.96 <56> 
3.53 13.45 <56> 
3.49 13.63 <56> 
3.62 13.03 <56> 
3.56 13.64 <56> 
3.52 13.22 <56> 
3.49 13.34 <56> 
3.52 13.46 <56> 
3.59 13.63 <56> 
3.48 14.41 <56> 
3.52 13.92 <56> 
3.64 13.66 <56> 
3.58 13.95 <56> 
3.61 13.97 <56> 
3.54 13.93 <56> 
3.61 14.03 <56> 
3.59 14.16 <56> 

3.7 13.58 <56> 
3.74 13.42 <56> 

3.7 13.42 <56> 
3. 73 13.51 <56> 
3.68 13.77 <56> 

3.7 13.52 <56> 
3.88 13.45 <56> 

3.59 <25> 5.90 <25> 
3/29/2017 10:33 63.07 <25> 87.25 <25> 21 .27 <25> 3.79 <25> 5.24 <25> 

2.42 <25> 
1.78<25> 3.84 <25> 5.31 <25> 

3/29/2017 10:34 63.34 
3/29/2017 10:35 
3/29/2017 10:36 
3/29/2017 10:37 
3/29/2017 10:38 
3/29/2017 10:39 
3/29/2017 10:40 
3/29/2017 10:41 
3/29/2017 10:42 
3/29/2017 10:43 

65.19 
61 .98 
69.39 
72.06 
68.12 
63.33 
59.42 
64.83 
74.97 

85.83 
86.5 

84.75 
89.75 

92.4 
92.59 
88.15 
82.84 
87.32 
98.24 

22.47 
23.18 
21 .41 
24.45 
25.82 
24.18 
22.2 

21.25 
22.69 
26.65 

3.81 6.78 <56> 
4.33 6.63 <56> 
4.23 6.84 <56> 
4.46 6.47 <56> 
5.55 
5.29 
4.39 6.96 <56> 
4.23 6 .97 <56> 
4.52 6.73 <56> 
6.27 

7.12 
7.19 

8.22 

1~ 

214 
2ro 
219 
2.77 
2~1 

214 
21 
22 
11 

3. 73 13.55 <56> 
3.93 13.27 <56> 
3.79 13.67 <56> 
3.83 12.93 <56> 
3.85 12.82 <56> 
3.82 13.59 <56> 
3.69 13.92 <56> 
3.72 13.94 <56> 
3.84 13.47 <56> 
3.88 13.10 <56> 

(Boiler 1) (Boiler 1) Stack Flow Calculated 
(Boiler 1) CO C02% 1- 02% 1- kdscf/hr 1· CO@ 3% Calculated 

CO lb/hr lb/hr 1-Min Min Min Min 02 
2.14 <56> 13.72 6.96 2948 
2.06 <56> 13.18 7.53 2841 
2.03 <56> 12.78 7.95 2797 
2.15 <56> 
2.08 <56> 
2.05 <56> 
2.18 <56> 
2.21 <56> 
2.17 <56> 
2.05 <56> 
2.14 <56> 
2.09 <56> 
2.14 <56> 
2.08 <56> 
2.14 <56> 
2.04 <56> 
2.19<56> 
2.06 <56> 
2.15 <56> 
2.19<56> 
2.16 <56> 
2.13 <56> 
2.11 <56> 
2.19 <56> 
2.07 <56> 
2.17 <56> 
2.04 <56> 
2.24 <56> 
2.11 <56> 
2.14 <56> 
2.21 <56> 
2.19 <56> 
2.19 <56> 
2.12 <56> 
2.14 <56> 
2.13 <56> 
2.15 <56> 
2.08 <56> 
2.16 <56> 
2.16 <56> 
2.06 <56> 
2.14 <56> 
2.15<56> 
2.10 <56> 
2.18<56> 
2.14<56> 
2.08 <56> 
2.11 <56> 
0.89 <25> 
0.79 <25> 
2.16 <56> 
2.16 <56> 
2.10 <56> 
2.1 4 <56> 
2.18<56> 
2.16 <56> 
2.13 <56> 
2.18 <56> 
2.13 <56> 
2.16 <56> 

13.11 
12.94 
12.66 

13 
12.97 
12.66 
12.45 
13.01 
12.64 

13 
13.04 
12.54 
12.35 
12.85 
12.68 
13.27 
13.37 
12.99 
13.19 
13.26 

13.1 
12.68 
13.13 

13 
13.52 
12.95 
13.38 
13.22 
13.13 
12.95 
12.26 
12.71 
12.95 
12.65 
12.67 
12.66 
12.62 

12.5 
12.99 
13.18 
13.15 
13.06 
12.84 
13.07 
13.13 

7.62 
7.83 
8.08 
7.73 
7.78 
8.09 
8.27 
7.74 

8.1 
7.72 
7.71 
B.15 
B.43 
7.9 

8.08 
7.48 
7.34 
7.73 
7.54 
7.49 
7.58 
8.08 
7.59 
7.77 
7.16 
7.78 
7.36 
7.48 

7.6 
7.77 
8.48 
8.04 
7.8 

8.07 
8.09 
8.05 
8.14 
8.26 
7.72 
7.56 
7.56 
7.65 

7.9 
7.66 
7.59 

10.82 <25> 10.00 <25: 
12.76 <25> 7.96 <25> 

13.05 7.69 
13.32 7.41 
12.93 7.81 
13.69 7.06 
13.76 6 .94 
12.96 7.73 

12.7 8.04 
12.69 8.06 
13.16 7.61 
13.47 7.24 

2952 
2861 
2818 
3002 
3044 
2992 
2824 
2942 
2880 
2951 
2866 
2944 
2801 
3017 
2837 
2961 
3019 
2973 
2931 
2905 
3011 
2854 
2986 
2805 
3086 
2902 
2950 
3036 
3020 
3019 
2915 
2943 
2930 
2954 
2865 
2969 
2977 
2828 
2949 
2964 
2890 
3004 
2950 
2864 
2906 
3411 
2825 
2972 
2978 
2894 
2951 
3001 
2973 
2936 
2995 
2932 
2977 

3.83 0.64 
3.91 0.60 
4.01 
4.02 
3.99 
4.10 
4.06 
4.02 
4.19 
4.22 
4.20 
4.22 
4.35 
4.34 
4.49 
4.55 
4.60 
4.50 
4.44 
4.40 
4.61 
4.58 
4.58 
4.70 
4.68 
4.75 
4.76 
4.72 
4.86 

5.08 
0.00 

0.59 
0.64 
0.61 
0.60 
0.65 
0.65 
0.65 
0.61 
0.66 
0.63 
0.69 
0.67 
0.68 
0.65 
0.73 
066 
0.72 
0.73 
0.73 
0.73 
0.72 
0.77 
0.69 
0.77 
0.71 
0.81 
0.75 

"' ...... 
1.11 
CJ; 
(D 

0.84 
0.00 

"' 



Average 67.27 91.55 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3% 02 

NOx lb/hr 
502 ppm dry 
502 ppm@3% 02 

502 lb/hr 
co ppm dry 
co ppm@3%02 

co lb/hr 

23.59 4.09 7.39 2.00 

2942.13 
7.75 

12.98 
67.27 
91.55 

23.59 
4.09 
7.39 

2.00 
3.45 
4.25 

0.66 

3.45 12.98 7.75 2942.13 4.25 0.66 

....., 

..... 
m 
(;; 
ID ....., 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/29/2017 12:10 
3/29/2017 12:11 
3/29/2017 12:12 
3/29/2017 12·13 
3/29/2017 12:14 
3/29/2017 12:15 
3/29/2017 12:16 
3/29/2017 12:17 
3/29/2017 12:18 
3/29/2017 12:19 
3/29/2017 12:20 
3/29/2017 12·21 
3/29/2017 12:22 
3/29/2017 12:23 
3/29/2017 12:24 
3/29/2017 12:25 
3/29/2017 12:26 
3/29/2017 12:27 
3/29/2017 12:28 
3/29/2017 12:29 
3/29/2017 12:30 
3/29/2017 12:31 
3/29/2017 12:32 
3/29/2017 12:33 
3/29/2017 12:34 
3/29/2017 12:35 
3/29/2017 12:36 
3/29/2017 12:37 
3/29/2017 12:38 
3129/2017 12:39 
3/29/2017 12:40 
3/29/2017 12:41 
3/29/2017 12:42 
3/29/2017 12:43 
3/29/2017 12:44 
3/29/2017 12:45 
3/29/2017 12:46 
3/29/2017 12:47 
3/29/2017 12:48 
3/29/2017 12:49 
3129/2017 12:50 
3/29/2017 12:51 
3/29/2017 12:52 
3/29/2017 12:53 
3/29/2017 12:54 
3/29/2017 12:55 
3/29/2017 12:56 
3/29/2017 12:57 
3/29/2017 12:58 
3/29/2017 12:59 
3/29/2017 13:00 
3/29/2017 13:01 
3/29/2017 13:02 
3/29/2017 13:03 
3/29/2017 13:04 
3129/2017 13:05 
3/29/2017 13:06 
3/29/2017 13:07 
3/29/2017 13:08 
3/29/2017 13:09 
3/29/2017 13:10 

45.46 
40.7 

40.92 
47.29 
48.02 
32.45 
35.07 
36.76 
40.49 
51 .85 
50.87 
44.48 
29.08 
33.05 
45.52 
46.47 

41 .5 
39.12 
36.5 

32.99 
47.82 
45.92 
42.07 
44.06 
43.02 
37.13 
41 .63 
34.45 
33.78 
27.02 

30.2 
41 .68 
35.27 
30.92 
36.96 

31 .7 
31 .26 
37.16 
36.89 
31.48 
40.62 
39.05 
45.54 
46.39 

50.6 
52.28 
46.12 
38.1 

52.83 
65.11 
53.89 
38.43 
36.92 
41 .03 
43.39 
38.98 
42.96 
44.35 
39.01 
41 .75 
40.67 

(Boiler 1) NOx 
ppm@3% 021-
Min 

61 .18 
57.64 

56 
61 .7 

64.68 
44.51 
47.06 
49.62 
55.54 
66.87 
65.84 
60.87 
42.32 
45.23 
61.22 
62.92 
56.15 
52.34 
48.68 
45.08 
60.11 
59.43 
57.22 

58.2 
59.46 
51 .88 
55.44 
49.33 
47 .69 
40.07 

42.1 
55.8 
49.4 

43.31 
50.97 
45.98 
44.23 
50.93 
52.32 
45.63 
55.46 
54.69 
62.56 
61.83 
66.75 
67.86 

63.6 
54.17 
68.13 
82.08 
73.36 
52.15 
50.56 
54.04 
55.88 
51.65 
56.05 
58.98 
53.14 
55.81 
54.65 

(Boiler 1) S02 
(Boiler 1) NOx (Boiler 1) S02 ppm @3% 02 1- (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

27.84 
24.38 
24.52 
28.34 
30.05 
18.93 
20.84 
22.05 
23.42 
32.35 
31 .24 
27.73 
16.75 
19.74 
28.05 
27.73 
25.35 

23.6 
22.25 
18.74 
29.98 
27.76 
24.57 
27.14 
26.08 
21 .61 
2606 
20.39 
20.98 
15.82 
18.05 
26.49 
21 .73 
18.42 
22.87 
18.57 
18.96 
23.09 
23.25 
18.68 

25.3 
24.13 
27.03 
28.48 
30.87 
32.37 
28.48 
22.65 
31.05 
41.01 
32.74 
23.37 
21.44 
25.03 
27.11 
23.38 
25.94 
26.75 
23.11 
25.84 
24.51 

Min lb/hr 1-Min Avg 
10.69 14.39 9.11 

9.25 13.1 7.71 
8.18 11 .19 6.82 
8.81 11.49 7.34 
9 09 12.24 7.91 
6.9 9.46 5.6 

6.67 
6.93 
7.22 
8.45 
9.39 
9.31 
7.43 
6.88 
7.91 
8.46 
8.97 

10.35 
12.05 
12.32 
17.76 
17.28 
16.31 
15.79 
14.38 
13.02 
13.97 
12.53 
11 .58 
10.1 

10.19 
12.12 
11.31 

9.5 
10.02 

8.84 
8.48 
8.6 

9.71 
9.08 

11.59 
12.27 

12.7 
14.06 
15.05 
15.52 
14.36 
11.71 
13.68 
18.37 
15.61 
12.37 
11.62 
12.35 
13.22 
12.21 
1221 
12.66 
11.26 
10.98 
10.59 

8.95 
9.35 
9.9 

10.9 
12.15 
12.74 
10.81 

9.42 
10.64 
11 .45 
12.14 
13.85 
16.07 
16.83 
22.32 
22.37 
22.18 
20.86 
19.88 
18.19 
18.61 
17.94 
16.35 
14.98 
14.21 
16.23 
15.84 
13.31 
13.82 
12.82 

12 
11.79 
13.77 
13.16 
15.82 
17.19 
17.45 
18.74 
19.85 
20.15 

19.8 
16.65 
17.64 
23.16 
21.25 
16.79 
15.91 
16.27 
17.02 
16.18 
15.93 
16.84 
15.34 
14.68 
14.23 

5.52 
5.78 
5.81 
7.34 
8.02 
8.07 
5.95 
5.72 
6.78 
7.02 
7.62 
8.69 

10.22 
9.74 

15.49 
14.54 
13.25 
13.53 
12.13 
10.54 
12.17 
10.32 

10 
8.23 
8.47 

10.72 
9.69 
7.87 
8.63 

7.2 
7.16 
7.43 
8.51 

7.5 
10.04 
10.55 
10.49 
12.01 
12.77 
13.37 
12.34 
9.69 

11.19 
16.1 
13.2 

10.47 
9.39 

10.48 
11.49 
10.19 
10.26 
10.62 
9.28 
9.45 
8.88 

(Boiler 1) (Boiler 1) CO 
CO ppm 1- ppm@3% 02 1 
Min Min 

1.4 13.46 <56> 
1.36 14.16 <56> 
1.32 13.69 <56> 
1.34 13.05 <56> 
1.41 13.47 <56> 
1.39 13.72 <56> 
1.44 13.42 <56> 
1.34 13.50 <56> 
1.38 13.72 <56> 
1.38 12.90 <56> 
1.41 12.94 <56> 
1.33 13.69 <56> 
1.16 14.55 <56> 

1.2 13.69 <56> 
1.28 13.45 <56> 

1.3 13.54 <56> 
1.32 13.53 <56> 
1.36 13.38 <56> 
1.28 13.34 <56> 
1.29 13.66 <56> 
1.46 12. 57 <56> 
1.41 12.94<56> 
1.39 13.60 <56> 
1.39 13.21 <56> 

1.4 13.82 <56> 
1.31 13.97 <56> 
1.35 13.32 <56> 
1.38 14.32 <56> 
1.31 14.12 <56> 

1.4 14.83 <56> 
1.3 13.94 <56> 

1.37 13.39 <56> 
1.25 14.01 <56> 
1.36 14.01 <56> 
1.48 13. 79 <56> 
1.37 14.51 <56> 
1.29 14.15 <56> 
1.32 13.71 <56> 
1.31 14.18 <56> 
1.27 14.49 <56> 
1.42 13.65 <56> 
1.28 14.01 <56> 
1.38 13.74 <56> 
1.35 13.33 <56> 
1.41 13.19 <56> 
1.38 12.98 <56> 
1.35 13.79 <56> 
1.38 14.22 <56> 
1.46 12.90 <56> 
1.53 12.61 <56> 
1.45 13.61 <56> 
1.46 13.57 <56> 
1.42 13.70 <56> 
1.49 13.17 <56> 
1.42 12.88 <56> 
1.38 13.25 <56> 
1 .48 13. 05 <56> 
1.45 13.30 <56> 
1.39 13.62 <56> 
1.48 13.37 <56> 
1.43 13.44 <56> 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lblhr 1-Min Min 
3. 73 <56> 13.07 
3.65 <56> 12.42 
3.65 <56> 12.89 
3.65 <56> 13.52 
3.81 <56> 13.03 
3.55 <56> 12.89 
3.62 <56> 13.13 
3.65 <56> 13.07 
3.52 <56> 12.85 
3.80 <56> 13.66 
3.74 <56> 13.61 
3.79 <56> 12.82 
3.51 <56> 12.15 
3.64 <56> 12.89 
3.75 <56> 13.1 
3.63 <56> 13 
3.72 <56> 12.99 
3.67 <56> 13.13 
3.71 <56> 13.16 
3.46 <56> 12.89 
3.82 <56> 13.92 
3.68 <56> 13.54 
3.56 <56> 12.86 
3.75 <56> 13.26 
3.69 <56> 12.69 
3.54 <56> 12.57 
3.81 <56> 13.16 
3.60 <56> 
3.78 <56> 
3.56 <56> 
3.64 <56> 
3.87 <56> 
3.75 <56> 
3.63 <56> 
3.77 <56> 
3.57 <56> 
3.69 <56> 
3.78 <56> 
3.84 <56> 
3.61 <56> 
3.79 <56> 
3.76 <56> 
3.61 <56> 
3.74 <56> 
3.71 <56> 
3.77 <56> 
3.76 <56> 
3.62 <56> 
3.58 <56> 
3.83 <56> 
3.70 <56> 
3.70 <56> 
3.53 <56> 
3.71 <56> 
3.80 <56> 
3.65 <56> 
3.68 <56> 
3.67 <56> 
3.61 <56> 
3.77 <56> 
3.67 <56> 

12.25 
12.44 
11.88 
12.65 
13.11 
12.53 
12.57 
12.73 
12.14 
12.44 
12.81 
12.34 
12.15 
12.86 
12.54 
12.82 
13.18 
13.31 
13.53 
12.71 
12.38 
13.65 
13.87 
12.85 
12.97 
12.83 
13.32 
13.62 
13.28 
13.45 
13.19 
12.88 

13.1 
13.06 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% Calculated 
Min Min 02 CO lb/hr 

7.6 5129 1.88 0.52 
8.26 5017 1.93 0.50 
7.82 
7.18 
7.61 
7.85 
7.56 
7.64 
7.85 
7.02 
7.07 
7.82 

8.6 
7.82 
7.59 
7.68 
7.67 
7.52 
7.48 

7.8 
6.66 
7.07 
7.74 
7.35 
7.95 
8.09 
7.46 

8.4 
8.22 
8.83 
8.06 
7.53 
8.12 
8.12 
7.92 
8.56 
8.25 
7.84 
8.28 
8.55 
7.79 
8.12 
7.87 
7.47 
7.33 
7.11 
7.92 
8.31 
7.02 

6.7 
7.75 
7.71 
7.83 
7.31 

7 
7.39 
7.18 
7.44 
7.76 
7.51 
7.58 

5020 
5019 
5241 
4887 
4978 
5024 
4844 
5226 
5144 
5221 
4825 
5003 
5161 
4998 
5117 
5052 
5105 
4759 
5252 
5064 
4892 
5160 
5078 
4874 
5244 
4957 
5201 
4904 
5007 
5324 
5160 
4990 
5184 
4906 
5081 
5204 
5279 
4971 
5216 
5175 
4971 
5143 
5110 
5186 
5172 
4980 
4923 
5276 
5089 
5094 
4863 
5110 
5233 
5023 
5058 
5052 
4962 
5184 
5047 

1.81 
1.75 
1.90 
1.91 
1.93 
1.81 
1.89 
1.78 
1.82 
1.82 
1.69 
1.64 
1.72 
1.76 
1.79 
1.82 
1.71 
1.76 
1.84 
1.82 
1.89 
1.84 
1.94 
1.83 
1.80 
1.98 
1.85 
2.08 
1.81 
1.83 
1.75 
1.90 
2.04 
1.99 
1.83 
1.81 
1.86 
1.84 
1.94 
1.79 
1.90 
1.80 
1.86 
1.79 
1.86 
1.96 
1.88 
1.93 
1.97 
1.98 
1.94 
1.96 
1.83 
1.83 
1.93 
1.93 
1.89 
1.98 
1.92 

048 
0.49 
0.54 
0.49 
0.52 
0.49 
0.49 
0.52 
0.53 
0.50 
0.41 
0.44 
0.48 
0.47 
0.49 
0.50 
0.47 
0.45 
0.56 
0.52 
0.49 
0.52 
0.52 
0.46 
0.51 
0.50 
0.50 
0.50 
0.47 
0.53 
0.47 
0.49 
0.56 
0.49 
0.48 
0.50 
0.50 
0.46 
0.54 
0.48 
0.50 
0.50 
0.52 
0.52 
0.51 
0.50 
0.52 
0.59 
0.54 
0.54 
0.50.-, 
0.5~ 
0.54(); 
0 .5~ 
0.54 
0.53 
0.50 
0.56 
0.52 



Average 40.93 55.38 

Flow kdscfh 
02 % dry 
C02 %dry 
NOx ppm dry 
NOx ppm@3%02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3% 02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

24.84 11.32 15.32 

5071.62 
7.71 

12.95 
40.93 
55.38 

24.84 
11.32 
15.32 

9.55 
1.37 
1.86 

0.51 

9.55 1.37 12.95 7.71 5071 .62 1.86 0.51 

...., 

...... 
co 
Ui 
c.o 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/29/2017 13:31 
3/29/2017 13:32 
3/29/2017 13:33 
3/29/2017 13:34 
3/29/2017 13:35 
3/29/2017 13:36 
3/29/2017 13:37 
3/29/2017 13:38 
3/29/2017 13:39 
3/29/2017 13:40 
3/2912017 13:41 
3/29/2017 13:42 
3/29/2017 13:43 
3/29/2017 13:44 
3/29/2017 13:45 
3/29/2017 13:46 
3/29/2017 13:47 
3/29/2017 13:48 
3/29/2017 13:49 
3/2912017 13:50 
3/29/2017 13:51 
3/29/2017 13:52 
3/29/2017 13:53 
3/29/2017 13:54 
3129/2017 13:55 
312912017 13:56 
3129/2017 13:57 
3/29/2017 13:58 
3/29/2017 13:59 
3/2912017 14:00 
3/29/2017 14:01 
3129/2017 14:02 
3/29/2017 14:03 
3/29/2017 14:04 
3129/2017 14:05 
3129/2017 14:06 
3/29/2017 14:07 
3/29/2017 14:08 
312912017 14:09 
3/29/2017 14:10 
3/29/2017 14:11 
3/29/2017 14:12 
3129/2017 14:13 
3129/2017 14:14 
3/2912017 14:15 
3/2912017 14:16 
3/29/2017 14:17 
3/29/2017 14:18 
3/29/2017 14:19 
3/29/2017 14:20 
3129/2017 14:21 
3/29/2017 14:22 
3/29/2017 14:23 
3/29/2017 14:24 
3/29/201 7 14:25 
3/29/2017 14:26 
3/29/2017 14:27 
3/29/2017 14:28 
3/29/2017 14:29 
3129/201 7 14:30 

43.76 
42.38 
46.09 
40.97 
34.67 
29.87 
28.94 
26.86 
29.36 
40.88 
45.91 
47.13 
35.66 
43.65 
54.52 
50.22 
41 .59 
45.12 
40.57 
29.44 
28.72 
41 .05 
49.84 
45.35 
35.82 
37.19 
40.5 

36.53 
35.23 
41 .56 
45.08 
38.09 
37.78 
41 .83 
40.86 
43.02 
46.56 
40.68 
38.26 
48.04 
45.14 
48.53 
45.41 

41.9 
32.34 
35.08 
37.48 
35.48 
26.99 
29.42 
37.27 
51 .19 
43.78 
47.41 
43.09 
38.06 
41.56 
43.29 
39.75 
52.84 

(Boiler 1) NOx 
ppm@3% 021-
Min 

59.48 
56.23 
61 .84 
56.46 
48.22 
43.29 
41 .74 

39.9 
43.65 
54.53 
60.25 
62.12 
51 .11 
58.22 
70.82 
66.64 
55.35 
60.14 
55.86 
43.84 
40.64 

53.6 
64.74 
59.82 
48.46 
50.17 
55.68 
50.14 
50.45 
57.22 
59.25 
52.45 
53.93 

58 
56.35 
59.65 
61.96 
57.29 
52.68 
62.36 
59.28 
64.88 
61.91 
57.92 
46.5 

49.72 
51 .17 
49.27 
40.1 3 
43.52 
51.48 
68.64 
61 .18 
63.76 
57.56 
51.26 
56.19 
58.66 
55.24 
67.7 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

26.62 
25.92 
28.24 

24.7 
21.08 
18.47 
18.07 

16.2 
17.73 
24.75 
28.57 
30.59 
20.95 
25.87 
34.36 
29.48 
25.33 
27.83 
24.94 
17.86 
16.74 
24.42 
30.27 
27.68 
21.57 
22.38 
24.49 
22.51 
20.74 
24.82 
27.98 
23.01 
22.76 
25.31 
24.91 
26.08 
28.26 
24.92 
22.43 
29.95 
26.95 
29.64 
26.81 
26.26 
18.98 
21 .56 
22.44 
22.43 
15.73 
17.02 
22.56 
32.13 
26.03 
28.62 
25.94 
23.48 
25.83 
26.67 
22.83 
32.83 

8.47 
9.82 

11 .33 
10.9 
10.3 
9.72 

8 .6 
7 .81 
7 .61 
8.12 
11.2 

11 
9 .5 

9 .29 
10.63 
10.22 

9.2 
8 .9 

8 .17 
6.71 

5.5 
6.45 
8 .82 

10.03 
9.97 

10.84 
11.91 
11.74 
11 .04 
11 .25 
12.45 
11 .13 

9 .75 
9 

8.75 
8.49 
9.12 
9 .15 

7 .6 
9 .03 
9.12 
9.64 
8.91 
9.09 
7.65 
7 .6 7 
7.51 
8 .01 
6.25 
5.11 
5.34 
7.44 
6 .78 
6 .83 

7.6 
7.34 

7 
6.93 
7.11 
8.51 

(Boiler 1) S02 
ppm@3%021-
Min 

11 .51 
13.03 
15.2 

15 02 
14.33 
14.09 

12.4 
11.6 

11 .31 
10.83 
14.7 
14.5 

13.61 
12.39 
13.81 
13.56 
12.24 
11.86 
11.25 

9.99 
7.78 
8.42 

11.46 
13.23 
13.49 
14.62 
16.37 
16.12 
15.81 
15.49 
16.36 
15.33 
13.92 
12.48 
12.07 
11.77 
12.14 
12.89 
10.46 
11 .72 
11.98 
12.89 
12.15 
12.56 

11 
10.87 
10.25 
11.12 

9.29 
7.56 
7.38 
9 .98 
9.47 
9 .19 

10.15 
9.89 
9.46 
9.39 
9.88 
10.9 

(Boiler 1) (Boiler 1) CO 
ppm@3% 021 
Min 

(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

7.17 
8.36 
9.66 
9.14 
8.71 
8.36 
7.47 
6.56 
639 
6.84 

9 .7 
9.93 
7 .77 
7.66 
9 .32 
8.35 

7.8 
7.64 
6.99 
5.66 
4.46 
5 .34 
7.45 
8.52 
8.35 
9.07 

10.02 
10.07 

9 .04 
9.35 

10.75 
9.35 
8.17 
7.58 
7.42 
7 .16 

7 .7 
7 .8 
6.2 

7.83 
7.58 
8 .19 
7.32 
7.93 
6 .25 
6 .56 
6 .26 
7 .05 
5 .07 
4 .11 
4.5 
6.5 

5.61 
5.74 
6 .36 
6.3 

6.05 
5 .94 
5.68 
7.36 

1.37 13.59 <56> 
1.32 13 .27 <56> 
1.33 13.42 <56> 

1.3 13.78 <56> 
1.31 13.91 <56> 
1.41 14.49 <56> 

1.4 14.42<56> 
1.26 14.85 <56> 
1.33 14.87 <56> 
1.32 13.34 <56> 
1.59 13.12 <56> 
1.52 13.18 <56> 
1.29 14.33 <56> 
1.37 13.34 <56> 
1.48 12.99 <56> 
1.47 13.27 <56> 
1.38 13.31 <56> 
1.38 13.33 <56> 
1.35 13.77 <56> 
1.24 14.89 <56> 
1.07 14.15 <56> 
1.24 13 .06 <56> 
1.29 12.99 <56> 

1.4 13.19 <56> 
1.36 13.53 <56> 

1.3 13.49 <56> 
1.28 13.75 <56> 
1.29 13.73 <56> 
1.24 14 .32 <56> 

1.3 13.77 <56> 
1.25 13.14 <56> 
1.27 13.77 <56> 
1.24 14.27 <56> 
1.12 13.87<56> 

1.2 13.79<56> 
1.17 13.87 <56> 
1.24 13.31 <56> 
1.27 14.08 <56> 
1.12 13.77 <56> 
1.27 12.98 <56> 
1.26 13.13 <56> 
1.25 13.37 <56> 
1.07 13.63 <56> 
1.21 13.82 <56> 
1.47 14.38 <56> 
1.33 14.17 <56> 

1.1 13.65 <56> 
1.07 13.89 <56> 
1.04 14.87 <56> 
1.03 14.79 <56> 
0 .96 13.81 <56> 
1.05 13.41 <56> 
0 .95 13.97 <56> 
0 .99 13.45 <56> 
0 .89 13.36 <56> 
1.07 13.47 <56> 
1.01 13.52 <56> 

0.9 13.55 <56> 
0 .8 7 13.90 <56> 

1 12.81 <56> 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/ hr 1- CO@ 3% Calculated 
Min Min 02 CO lb/hr 

3 .70 <56> 
3 .72 <56> 
3.73 <56> 
3 .67 <56> 
3.70 <56> 
3.76 <56> 
3 .80 <56> 
3 .67 <56> 
3.68 <56> 
3.69 <56> 
3.79 <56> 
3.95 <56> 
3.58 <56> 
3.61 <56> 
3.84 <56> 
3.57 <56> 
3.71 <56> 
3.75 <56> 
3.74 <56> 
3.69 <56> 
3.55 <56> 
3.62 <56> 
3.70 <56> 
3 .72 <56> 
3.67 <56> 
3.66 <56> 
3.68 <56> 
3.75 <56> 
3.58 <56> 
3.63 <56> 
3.78 <56> 
3.68 <56> 
3.67 <56> 
3.68 <56> 
3.71 <56> 
3.69 <56> 
3.69 <56> 
3.73 <56> 
3.57 <56> 
3.79 <56> 
3.63 <56> 
3.72 <56> 
3.59 <56> 
3.82 <56> 
3.57 <56> 
3.74 <56> 
3.65 <56> 
3.85 <56> 
3.55 <56> 
3.52 <56> 
3.68 <56> 
3.82 <56> 
3.62 <56> 
3.67 <56> 
3.66 <56> 
3.75 <56> 
3.78 <56> 
3.75 <56> 
3.50 <56> 
3.78 <56> 

12.89 7 .73 5095 1.86 0 .51 
13.22 7.41 5123 1.75 0 49 
13.03 

12.7 
12.6 

1206 
12.14 
11 .86 
11 .79 

13.2 
13.33 
13.26 
12.27 
13.16 
13.45 
13.21 
13.18 
13.12 

12.7 
11.78 
12.47 
13.47 
13.45 
13.27 
12.96 
12.99 
12.73 
12.77 
12.26 
12.71 
13.34 
12.73 
12.26 
12.66 
12.72 
12.62 
13.18 
12.42 
12.74 
13.5 

13.35 
13.07 
12 .87 
12.64 
12.21 
12.35 
12.85 
12.59 
11.79 
11 .85 
12.76 
13.01 
12.55 
13.02 
13.14 
12.97 
12.94 
12.96 
12.63 
13.65 

7 .56 
7 .91 
8 .03 
8 .55 
8.49 
8 .85 
8 .86 
7 .48 
7 26 
7 .32 
8 .41 
7.48 
7 .12 
7.41 
7 .45 
7 .47 

7 .9 
8.88 
8.25 
7.19 
7.12 
7.33 
7.67 
7.63 
7 .88 
7.86 

8.4 
7 .9 

7.28 
7 .9 

8.36 
7 .99 
7.92 
7 .99 
7.45 
8.19 

7 .9 
7 .11 
7.27 
7 .51 
7 .77 
7.95 
8.45 
8 .27 
7 .79 
8.01 
8.86 

8.8 
7 .94 
7 .55 
8.09 
7.59 

7.5 
7 .6 1 
7 .66 
7 .69 
8 .02 
6 .93 

5132 
5050 
5093 
5179 
5231 
5053 
5059 
5071 
5212 
5437 
4921 
4964 
5279 
491 7 
5102 
5166 
5149 
5081 
4881 
4982 
5088 
5113 
5044 
5040 
5064 
5162 
4932 
5002 
5199 
5059 
5045 
5068 
5107 
5077 
5084 
5131 
4910 
5222 
5001 
5116 
4945 
5250 
491 7 
5147 
5016 
5296 
4883 
4847 
5070 
5258 
4980 
5057 
5042 
5167 
5205 
5160 
4811 
5204 

1.78 
1.79 
1.82 
2 .04 
2 .02 
1.87 
1.98 
1.76 
2.09 
2.00 
1.85 
1.83 
1.92 
1.95 
1.84 
1.84 
1.86 
1.85 
1.51 
1.62 
1.68 
1.85 
1.84 
1.75 
1.76 
1.77 
1.78 
1.79 
1.64 
1.75 
1.77 
1.55 
1.65 
1.62 
1.65 
1.79 
1.54 
1.65 
1.65 
1.67 
1.46 
1.67 
2 .11 
1.88 
1.50 
1.49 
1.55 
1.52 
1.33 
1.41 
1.33 
1.33 
1.19 
1.44 
1.37 
1.22 
1.21 
1.28 

0 .50 
048 
048 
0.53 
0.53 
0.46 
0.49 
0.49 
0.60 
0 .60 
0.46 
0.49 
0.57 
0.53 
0.51 
0 .52 
0.51 
0.46 
0 .38 
0.45 
0.48 
0.52 
0 .50 
0 .48 
0 .47 
0.48 
0 .44 
0 .47 
047 
0.47 
0.45 
0 .41 
0.45 
0.43 
0.46 
0 .47 
0.40 
0.48 
0.46 
0.46 
0 .38 
0 .46 
0 .53 
0 .50 
0.40 
0.41 
0 .3 7 
0 .36 
0 .35 
0.40 
0 .34f,J 

0.3~ 
0 .33Ui 
0.4~ 
0 .38 
0.34 
0 .30 
0 .38 



Average 40.43 55.18 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3% 02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3%02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

24.56 8.82 12.08 7.46 

5081.60 
7.84 

12.79 
40.43 
55.18 

24.56 
8.82 

12.08 

7.46 
1.23 
1.69 

0.45 

1.23 12.79 7.84 5081.60 1.69 0.45 

"' "' 0 
<Ji 
<.O 

"' 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

312912017 14:56 
312912017 14:57 
312912017 14:58 
312912017 14:59 
312912017 15:00 
312912017 15:01 
312912017 15:02 
312912017 15:03 
312912017 15:04 
312912017 15:05 
312912017 15:06 
312912017 15:07 
312912017 15:08 
3/2912017 15:09 
3/2912017 15:10 
3/2912017 15: 11 
312912017 15:12 
3/291201715:13 
3/2912017 15:14 
3/2912017 15:15 
3/2912017 15:16 
3/2912017 15:17 
3129/2017 15:18 
312912017 15:19 
3/29/2017 15:20 
312912017 15:21 
312912017 15:22 
312912017 15:23 
312912017 15:24 
312912017 15:25 
312912017 15:26 
312912017 15:27 
312912017 15:28 
312912017 15:29 
3/2912017 15:30 
3/291201 7 15:31 
312912017 15:32 
3129/2017 15:33 
3129/2017 15:34 
3/29/2017 15:35 
31291201 7 15:36 
3129/2017 15:37 
3129/2017 15:38 
312912017 15:39 
312912017 15:40 
312912017 15:41 
3129/2017 15:42 
3/29/2017 15:43 
3129/2017 15:44 
3129/2017 15:45 
312912017 15:46 
312912017 15:47 
312912017 15:48 
3129/2017 15:49 
3129/2017 15:50 
312912017 15:51 
312912017 15:52 
312912017 15:53 
312912017 15:54 
3/29/2017 15:55 

46.02 
49.78 
46.43 
44.84 
39.46 
38.93 
45.06 
42.27 

46.8 
38.74 

50 
52.36 
55.78 
44.52 
40.96 
42.49 
42.45 
39.47 
27.4 

21 .34 
25.36 
22.77 
23.38 
28.14 
28.66 
34.65 
35.27 
40.7 

46.43 
36.39 

39.9 
47.52 
41 .58 
43.76 
46.62 
47.35 
46.76 
48.05 

47.2 
43.97 
47.46 
47.07 
54 .64 
44.32 
51.46 
42.34 
36.99 
36.88 
42.38 
44 .84 
30.72 
36.12 
42.44 
44.73 
37.69 
29.09 
32.67 
30.29 
32.51 
34.83 

(Boiler 1) NOx 
ppm@3% 021-
Min 

60.79 
64.24 
61 .86 
60.85 
53.43 
54.31 
62.19 

56.8 
62.01 
53.14 
63.34 
65.54 
71 .17 
59.12 
54.19 
55.92 
57.56 
54.98 
39.62 
32.46 
37.21 
33.46 
34.36 
40.85 
43.26 
51.43 
52.26 
56.3 

63.93 
51.41 
53.36 
62.66 
59.73 
60.35 
63.53 
62.09 
61 .86 
64.77 
65.14 
60.73 
64.02 
63.02 

71 .7 
61.5 

66.92 
58.57 
50.89 
51.49 
56.49 
60.62 
44.31 

49.7 
56.02 
56.36 
52.58 
41 .66 
45.02 

43.8 
45.36 
46.03 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

27.99 11 .71 
30.43 14.36 
29.08 
27.56 

24 
22.96 
28.26 
25.16 
26.67 
23.07 
30.53 
32.37 
34.79 
27.46 
25.16 
26.19 
25.91 
24.33 
16.94 

12.7 
15.9 

13.94 
14.14 
17.64 
17.23 
21.45 
21.43 
24.64 
29.59 
21 .94 
24.66 
30.52 
25.02 
25.92 
29.67 
29.23 
28.59 
29.46 
26.69 
26.51 
29.29 
28.17 
34.56 
26.09 
31 .52 
26.17 
22.49 
22.29 
25.49 
26.71 
18.17 
22.23 

25.2 
26.56 
23.14 
17.88 
19.98 
18.74 
20.31 
20.89 

15.51 
15.6 

14.79 
14.27 
14.72 
13.19 
14.67 
13.39 
15.26 
18.49 
19.18 
16.71 
15.01 
15.31 
14.89 
13.42 
10.97 

9.32 
9.46 
8.79 
7.33 
6.49 
6.19 
6.78 
8.47 

12.54 
18.55 
15.83 

18.5 
20.76 
18.16 

16.5 
16.37 
19.66 
18.92 
17.47 
15.33 

13.1 
13.52 
12.12 
13.78 
12.09 
11 .64 
9.89 
8.62 
8.26 
8.01 
8.46 
6.59 
6.66 
8.74 

13.05 
12.67 
11.71 
12.58 
13.67 
13.22 
14.43 

(Boiler 1) S02 
ppm @3% 02 1- (Boiler 1) S02 
Min lb/hr 1-Min Avg 

15.47 9.91 
18.53 
20.67 
21.17 
20.03 
19.91 
20.32 
17.73 
19.44 
18.37 
19.33 
23.14 
24.47 
22.19 
19.86 
20.15 
20.19 
18.69 
15.86 
14.19 
13.88 
12.92 
10.77 

9.42 
9.34 

10.06 
12.55 
17.35 
25.54 
22.36 
24.75 
27.38 
26.09 
22.75 

24 
25.78 
25.03 
23.55 
21.16 
18.09 
18.24 
16.23 
18.08 
16.78 
15.58 
13.68 
11 .86 
11 .53 
10.68 
11.44 
9.51 
9.16 

11.54 
17.03 
17.66 
16.77 
17.34 
19.77 
18.44 

19.9 

12.21 
13.52 
13.34 
12.52 
11.71 
12.84 
10.92 

12.5 
11 .09 
12.96 
15.91 
16.64 
14.35 
12.84 
13.13 
12.65 
11.51 

9.44 
7.72 
8.25 
7.49 
6.17 
5.72 
5.18 
5.84 
7.16 

10.65 
16.45 
13.28 
16.05 
18.55 
15.2 
13.6 
15.6 

16.89 
16.1 
14.9 

12.97 
10.99 
11.61 
10.09 
12.13 

9.9 
9.92 
8.51 
7.29 
6.95 

6.7 
7.54 
5.42 

5.7 
7.22 

11.59 
10.82 
10.01 

10.7 
11 .76 
11.49 
12.04 

(Boiler 1) 
CO ppm 1-
Min 

(Boiler 1) CO 
ppm@3% 021 
Min 

0.41 13.21 <56> 
0.42 12.91 <56> 
0.33 13.33 <56> 
0.46 13.57 <56> 
0.32 13.54 <56> 
0.35 13.95 <56> 
0.3 13.60 <56> 

0.39 13.44 <56> 
0.4 13.25 <56> 

0.26 13.72 <56> 
0.26 12.67 <56> 
0.32 12.52 <56> 
0.32 12.76 <56> 
0.25 13.28 <56> 
0.36 13.23 <56> 
0.22 13.16 <56> 
0.16 13.56 <56> 
0.12 13.93 <56> 
0.02 14.46 <56> 
0.02 15.22 <56> 
0.02 14.67 <56> 
0.02 14.70 <56> 
0.07 14.70 <56> 

0 14.52 <56> 
0 15.09 <56> 
0 14.64 <56> 
0 14.82 <56> 

0.01 13.63 <56> 
0 13.77 <56> 
0 14.13<56> 
0 13.36 <56> 
0 13.19 <56> 
0 14.37 <56> 
0 13.79 <56> 
0 13.07 <56> 
0 13.11 <56> 
0 13.23 <56> 
0 13.48 <56> 
0 13.60 <56> 
0 13.81 <56> 
0 13.49 <56> 
0 13.39 <56> 
0 13.12 <56> 
0 13.86 <56> 
0 13.39 <56> 
0 13.63 <56> 
0 13.76 <56> 
0 13.96 <56> 
0 13.33 <56> 
0 13.52 <56> 
0 14.42 <56> 
0 13.76 <56> 
0 13.20 <56> 
0 13.05 <56> 
0 13.95 <56> 
0 14.32 <56> 
0 13.78 <56> 
0 14.46 <56> 
0 13.95 <56> 
0 13.79 <56> 

(Boiler 1) 
(Boiler 1) co C02% 1-
lblhr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscflhr 1- CO @ 3% Calculated 
Min Min 02 CO lb/hr 

3.70 <56> 
3.72 <56> 
3.61 <56> 
3.74 <56> 
3.70 <56> 
3.59 <56> 
3.82 <56> 
3.62 <56> 
3.73 <56> 
3.62 <56> 
3.72 <56> 
3.76 <56> 
3.60 <56> 
3.76 <56> 
3.74 <56> 
3.75 <56> 
3.72 <56> 
3.75 <56> 
3.76 <56> 
3.62 <56> 
3.82 <56> 
3.73 <56> 
3.68 <56> 
3.66 <56> 
3.66 <56> 
3.77 <56> 
3.70 <56> 
3.71 <56> 
3.68 <56> 
3.67 <56> 
3.60 <56> 
3.91 <56> 
3.66 <56> 
3.61 <56> 
3.71 <56> 
3.76 <56> 
3.72 <56> 
3.73 <56> 
3.70 <56> 
3.67 <56> 
3.76 <56> 
3.64 <56> 
3.65 <56> 
3.56 <56> 
3.73 <56> 
3.76 <56> 
3.70 <56> 
3.68 <56> 
3.66 <56> 
3.90 <56> 
3.60 <56> 
3.75 <56> 
3.61 <56> 
3.69 <56> 
3.74 <56> 
3.74 <56> 
3.72 <56> 
3.77 <56> 
3.80 <56> 
3.65 <56> 

13.24 7.35 5095 0.54 0.15 
13.52 7.03 5120 0.54 0.16 
13.06 
12.87 
12.91 
12.54 
12.64 
13.07 

13.2 
12.75 
13.84 
13.94 
13.68 
13.13 
13.27 
13.29 
12.89 
12.56 
12.1 

11 .54 
11 .94 
11 .96 
11.93 
12.06 
11 .65 
11 .62 
11.64 
12.66 
12.66 
12.39 
13.08 
13.24 
12.16 
12.73 
13.41 
13.35 
13.24 
12.99 
12.69 
12.73 

13 
13.11 
13.35 
12.66 
13.09 
12.67 
12.77 
12.57 
13.16 
12.92 
12.18 
12.73 
13.26 
13.35 
12.49 
12.23 
12.67 
12.06 
12.54 
12.69 

7.47 
7.71 
7.68 
6.07 
7.93 
7.58 
7.39 
7.85 
6.77 

6.6 
6.87 
7.42 
7.37 

7.3 
7.7 

8.05 
8.52 
9.14 

8.7 
8.72 
8.72 
8.57 
9.04 
8.84 
8.82 
7.96 

7.9 
8.23 
7.52 
7.33 
8.44 
7.92 

7.2 
7.25 
7.37 
7.62 
7.93 
7.94 
7.63 
7.53 
7.26 

8 
7.53 
7.96 
7.89 
8.08 
7.47 
7.66 
8.49 
7.89 
7.34 
7.18 
8.07 
8.4 

7.91 
8.52 
8.07 
7.92 

5247 
5148 
5095 
4939 
5253 
4985 
5131 
4988 
5114 
5179 
5224 
5170 
5149 
5162 
5113 
5164 
5178 
4984 
5251 
5128 
5064 
5309 
5036 
5185 
5090 
5112 
5338 
5049 
5223 
5379 
5040 
4962 
51 12 
5171 
5122 
5135 
5092 
5050 
5169 
5012 
5301 
4931 
5129 
5178 
5092 
5063 
5038 
5363 
4955 
5154 
4974 
5349 
5143 
5147 
5123 
5181 
5233 
5024 

0.44 
0.62 
0.43 
0.49 
0.41 
0.52 
0.53 
0.36 
0.33 
0.40 
0.41 
0.33 
0.48 
0.29 
0.22 
0.17 
0.03 
0.03 
0.03 
0.03 
0.10 
0.00 
0.00 
0.00 
0.00 
0.01 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

0.13 
0.17 
0.12 
0.13 
0.11 
0.14 
0.15 
0.09 
0.10 
0.12 
0.12 
0.09 
0.13 
0.08 
0.06 
0.05 
0.01 
0.01 
0.01 
0.01 
0.03 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00N 
0.00~ 
O.OO(jj 
0.00~ 
0.00 
0.00 
0.00 
0.00 



Average 40.52 55.24 

Flow kdscfh 
02 % dry 
C02 % dry 
NOx ppm dry 
NOx ppm@3%02 

NOx lb/hr 
S02 ppm dry 
S02 ppm@3%02 

S02 lb/hr 
co ppm dry 
co ppm@3% 02 

co lb/hr 

24.84 13.13 17.90 11.20 

5130.75 
7.84 

12.77 
40.52 
55.24 

24.84 
13.13 
17.90 

11.20 
0.10 
0.13 

0.04 

0.10 12.77 7.84 5130.75 0.13 0.04 

"' "' "' (;; 
<D 

"' 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/29/2017 16:10 
3/29/2017 16:11 
3/29/2017 16:12 
3/29/2017 16:13 
3/29/2017 16:14 
3/29/2017 16:15 
3/29/2017 16:16 
3/29/2017 16:17 
3/29/2017 16:18 
3/29/2017 16:19 
3/29/2017 16:20 
3/29/2017 16:21 
3/29/2017 16:22 
3/29/2017 16:23 
3/29/2017 16:24 
3/29/2017 16:25 
3/29/2017 16:26 
3/29/2017 16:27 
3/29/2017 16:28 
3/29/2017 16:29 
3/29/2017 16:30 
3/29/2017 16:31 
3/29/2017 16:32 
3/29/2017 16:33 
3/29/2017 16:34 
3/29/2017 16:35 
3/29/2017 16:36 
3/29/2017 16:37 
3/29/2017 16:38 
3/29/2017 16:39 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
502 
502 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

53.43 
50.84 
44.34 
36.21 

35 
39.89 
29.87 
40.91 
39.35 
40.4 

39.28 
37.11 
40.26 
51 .46 
50.04 
49.94 
47.82 
43.68 
32.05 
35.45 
33.37 
33.01 
37.11 
39.51 
41 .46 
54.72 
48.68 
31 .92 
27.01 
29.44 

40.45 

ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 021-
Min 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

69.96 33.16 
68.94 
60.49 

52.7 
49.21 
54.55 
42.95 
56.11 
53.85 
55.67 
51 .85 
50.06 
52.76 
64.82 
63.84 
65.3 

64.65 
60.56 
45.39 

49 
46.96 
46.86 
51 .33 
53.62 

55.1 
70.11 
64.83 
45.53 
38.49 
40.69 

54.87 

31 .63 
28.33 
21 .91 
20.77 
25.69 
17.91 
25.77 
24.37 
24.88 

24.2 
22.95 
24.45 
31 .97 

30 
31 .51 
29.47 
26.39 
19.11 
22.13 
20.42 
19.54 
23.03 
24.81 
24.95 
34.56 

30.7 
19.58 
16.24 
18.12 

24.95 

5156.77 
7.76 

12.78 
40.45 
54.87 

24.95 
9.38 

12.67 

8.04 
0.66 
0.91 

0.25 

14.09 
12.59 

9.82 
7.76 
6.56 
6.63 
4.88 
4.95 

4.5 
5.28 
8.15 

11.59 
13.1 

17.75 
18.49 
18.25 
12.26 
10.32 

8.2 
7.16 
6.68 
5.88 
5.83 
5.82 
6.06 
8.21 

10.01 
9.44 
9.78 

11 .29 

9.38 

(Boiler 1) (Boiler 1) S02 
ppm@3%021-
Min 

(Boiler 1) S02 CO ppm 1-
(Boiler 1) CO 
ppm@3% 021 
Min lb/hr 1-Min Avg Min 

18.45 12.17 
1707 10.9 

13.4 
11 .29 

9.22 
9.07 
7.02 
6.79 
6.16 
7.28 

10.76 
15.63 
17.17 
22.36 
23.59 
23.86 
16.58 
14.31 
11 .61 

9.9 
9.4 

8.35 
8.06 

7.9 
8.05 

10.52 
13.33 
13.46 
13.94 
15.61 

12.67 

8.73 
6.53 
5.42 
5.94 
4.07 
4.34 
3.88 
4.52 
6.99 
9.97 

11.07 
15.34 
15.42 
16.02 
10.51 

8.68 
6.8 

6.22 
5.69 
4.84 
5.03 
5.08 
5.07 
7.21 
8.78 
8.06 
8.18 
9.67 

8.04 

0.8 13.09 <56> 
0.85 13.56 <56> 
0.76 13.64 <56> 
0.67 14.55 <56> 
0.68 14.06 <56> 
0.87 13.67 <56> 
0.64 14.38 <56> 
0.77 13.72 <56> 
0.74 13.69 <56> 
0.72 13.78 <56> 
0. 75 13.20 <56> 
0.75 13.49 <56> 
0.71 13.10 <56> 
0.68 12.60 <56> 
0.81 12.76 <56> 
0.67 13.08 <56> 
0.66 13.52 <56> 
0.57 13.87 <56> 
0.51 14.16 <56> 
0.54 13.82 <56> 
0.61 14.07 <56> 
0.46 14.20 <56> 
0.55 13.83 <56> 
0.55 13.57 <56> 
0.6 13.29 <56> 

0.65 12.81 <56> 
0.53 13.32 <56> 
0.56 14.26 <56> 
0.48 14.25 <56> 
0.55 13.82 <56> 

0.66 

(Boiler 1) (Boiler 1) Stack Flow Calculated 
(Boiler 1) CO C02% 1- 02% 1- kdscf/hr 1- CO@ 3% 
lb/hr 1-Min Min Min Min 02 
3.78 <56> 13.29 7.23 5198 1.05 
3.79<56> 12.81 7.7 5211 1.15 
3 89 <56> 
3.68 <56> 
3.61 <56> 
3.92 <56> 
3.65 <56> 
3.83 <56> 
3.77 <56> 
3.75 <56> 
3.75 <56> 
3.76 <56> 
3.70 <56> 
3.78 <56> 
3.65 <56> 
3.84 <56> 
3.75 <56> 
3.68 <56> 
3.63 <56> 
3.80 <56> 
3.72 <56> 
3.60 <56> 
3.78 <56> 
3.82 <56> 
3.66 <56> 
3.84 <56> 
3.84 <56> 
3.73 <56> 
3.66 <56> 
3.75 <56> 

12.75 
11.98 
12.45 
12.72 
12.13 
12.73 
12.75 
12.62 
13.21 
12.86 
13.29 
13.78 
13.64 
13.23 
12.87 
12.53 

12.3 
12.62 

12.4 
12.29 

12.6 
12.85 
13 14 
13.57 
13.05 
12.15 
12.21 
12.59 

12.78 

7.78 
8.6 

8.17 
7.81 
8.45 
7.85 
7.82 
7.91 
7.34 
7.63 
7.24 
6.69 
6.87 
7.21 
7.66 
7.99 
8.26 
7.95 
8.18 
8.29 
7.96 
7.71 
7.43 
6.93 
7.46 
8.35 
8.34 
7.95 

7.76 

5352 
5069 
4971 
5394 
5022 
5276 
5187 
5159 
5161 
5180 
5087 
5204 
5021 
5285 
5162 
5061 
4994 
5229 
5125 
4958 
5199 
5259 
5040 
5290 
5282 
5138 
5035 
5154 

5156.77 

1.04 
0.98 
0.96 
1 19 
092 
1.06 
1.01 
0.99 
0.99 
1.01 
0.93 
0.86 
1.03 
0.88 
0.89 
0.79 
0.72 
0.75 
0.86 
0.65 
0.76 
0.75 
0.80 
0.83 
0.71 
0.80 

0.91 

Calculated 
CO lb/hr 

0.30 
0.32 
0.30 
0.25 
0.25 
0 .34 
0.23 
0.30 
0.28 
0.27 
0.28 
0.28 
0.26 
0.26 
0.30 
0.26 
0.25 
0.21 
0.19 
0.21 
0.23 
0.17 
0.21 
0.21 
0.22 
0.25 
0.20 
0.21 

0.25 

N 
N 
w 
Ui 
<D 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx (Boiler 1) S02 
(Boiler 1) NOx ppm @3% 02 1- (Boiler 1) NOx (Boiler 1) 502 ppm@3% 02 1- (Boiler 1) S02 

Timestamp ppm 1-Min Min lb/hr 1-Min Avg ppm 1-Min 
3/29/2017 16:53 38.58 52.2 22.85 
3/29/2017 16:54 
3129/2017 16:55 
3/2912017 16:56 
3/2912017 16:57 
312912017 16:58 
312912017 16:59 
3/29/2017 17:00 
3129/2017 17:01 
3/29/2017 17:02 
3/2912017 17:03 
3/2912017 17:04 
3/2912017 17:05 
3/2912017 17:06 
3129/2017 17:07 
3/29/2017 17:08 
3/29/2017 17:09 
3/29/2017 17:10 
3/2912017 17:11 
3/29/2017 17:12 
3/29/2017 17:13 
3129/2017 17:14 
3129/2017 17:15 
3/29/2017 17:16 
3/29/2017 17:17 
3/29/2017 17:18 
3129/2017 17:19 
3129/2017 17:20 
3/29/2017 17:21 
3/29/2017 17:22 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
502 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

49.45 
48.23 
44.33 
48.28 
48.09 
46.88 
34.92 
24.65 
29.75 
24.29 
36.25 
42.18 
35.28 
37.16 
37.39 
34_5 

34.48 
34.36 
38.71 
41 .95 
52.92 
42.34 
41 .84 
35.63 
35.02 
33.14 
34.86 
34.83 
38.45 

38.62 

ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 

64 
63.48 
61.42 
62.76 
63.48 
63.24 
50.29 
37.05 

41 
36.23 
49.01 
55.89 

48.5 
51.44 
51 .88 
47.98 
48.07 
49.92 
54.26 
58.94 
68.94 
59.63 
58.74 
52.15 
49.87 
48.35 
49.52 
49.36 
53.02 

53.35 

31 .73 
29.13 
26.25 
29.68 
29.25 
29.43 
21 .45 
14.52 
18.79 
14.62 
21 .72 
27.04 
20.83 
23.08 
23.31 
21.06 
21.28 

21.1 
23.87 
24.74 
34.75 
25.63 

25.3 
22.86 
21.96 
20.64 
21.77 

22 
23.96 

23.82 

5159.20 
8.00 

12.54 
38.62 
53.35 

23.82 
9.20 

12.70 

7.88 
0.31 
0.43 

0.12 

Min 
9.96 

11.51 
11 .06 
10.86 
10.65 
11 .52 
11.29 
8.89 
6.71 
6.43 
6.78 
8.62 

12.66 
10.88 
11 .87 
10.53 
10.08 
10.08 

9.28 
9.26 
9.5 

11 .58 
9.98 
8.76 
7.81 
6.42 
6.18 
5.88 
5.52 
5.44 

9.20 

lb/hr 1-Min Avg 
13.48 8.21 

14.9 10.28 
14.56 
15.05 
13.84 
15.21 
15.23 

12.8 
10.08 
8.86 

10.11 
11 .65 
16.77 
14.96 
16.43 
14.61 
14.02 
14.05 
13.48 
12.98 
13.35 
15.09 
14.06 

12.3 
11.43 

9.14 
9.02 
8.35 
7.82 

7.5 

12.70 

9.29 
8.95 
9.11 
9.75 
9.86 

7.6 
5.5 

5.65 
5.68 
7.19 

11 .29 
8.94 

10.26 
9.14 
8.56 
8.66 
7.93 
7.94 
7.79 

10.58 
8.4 

7_37 
6.97 
5.6 

5.36 
5.11 
4.85 
4.72 

7.88 

(Boiler 1) 
CO ppm 1-
Min 

(Boiler 1) CO 
ppm@3% 021 
Min 

0.41 13.53 <56> 
0.4 12.94 <56> 

0.29 13.16 <56> 
0.31 13.85 <56> 
0.48 13.00 <56> 
0.38 13.20 <56> 
0.43 13.49 <56> 
0.39 14.40 <56> 
0.31 15.03 <56> 
0.32 13.78 <56> 
0.27 14.92 <56> 
0.34 13.52 <56> 
0.48 13.25 <56> 
0.45 13.75 <56> 
0.36 13.84 <56> 
0.15 13.88 <56> 
0.45 13.91 <56> 
0.34 13.94 <56> 
0.08 14.53 <56> 
0.02 14.02 <56> 
0.18 14.05 <56> 
0.17 13.03 <56> 
0.16 14.08 <56> 
0.25 14.04 <56> 
0.31 14.64 <56> 
0.35 14.24 <56> 
0.32 14.59 <56> 

0.3 14.21 <56> 
0.28 14.17 <56> 
0.42 13.79 <56> 

0.31 

(Boiler 1) (Boiler 1) Stack Flow Calculated 
(Boiler 1) CO C02% 1- 02% 1- kdscf/hr 1- CO@ 3% Calculated 
lb/hr 1-Min Min Min Min 02 CO lb/hr 
3.61 <56> 12.9 7.67 4962 0.55 0.15 
3.91 <56> 13.39 7.07 5375 0.52 0.16 
3.68 <56> 
3.60 <56> 
3.74 <56> 
3.70 <56> 
3.82 <56> 
3.74 <56> 
3.59 <56> 
3.84 <56> 
3.66 <56> 
3.65 <56> 
3.90 <56> 
3.59 <56> 
3.78 <56> 
3.80 <56> 
3.72 <56> 
3.76 <56> 
3.74 <56> 
3.75 <56> 
3.59 <56> 
4.00 <56> 
3.68 <56> 
3.68 <56> 
3.90 <56> 
3.82 <56> 
3.79 <56> 
3.80 <56> 
3.84 <56> 
3.79 <56> 

13.24 
12.54 

13.4 
13.18 
12.88 
12.06 
11 .58 
12.65 
11.65 
12.92 
13.11 
12.68 
12.51 
12.55 
12.52 
12.47 
11.95 
12.42 
12.41 
13.34 
12.34 
12.39 
11.87 
12.23 
11.92 
12.27 
12.28 
12.65 

12.54 

7.3 
7.98 
7.13 
7.34 
7.63 
8.47 
8.99 
7.91 

8.9 
7.66 
7.39 
7.88 
7.97 

8 
8.03 
8.06 
8.58 
8.13 
8.16 
7.16 
8.19 
8.15 
8.67 
8.33 
8.63 
8.3 

8.27 
7.92 

8.00 

5059 
4960 
5149 
5095 
5259 
5144 
4934 
5289 
5040 
5019 
5370 
4946 
5203 
5223 
5113 
5170 
5144 
5165 
4939 
5500 
5070 
5064 
5373 
5252 
5217 
5232 
5290 
5220 

5159.20 

0.38 
0.43 
0.62 
0.50 
0.58 
0.56 
0.47 
0.44 
0.40 
0.46 
0.64 
0.62 
0.50 
0.21 
0.63 
0.47 
0 12 
O.D3 
0.25 
0.22 
0.23 
0.35 
0.45 
0.50 
0.47 
0.43 
0.40 
0.58 

0.43 

0.11 
0.11 
0.18 
0.14 
0.16 
0.15 
0.11 
0.12 
0.10 
0.12 
0.19 
0.16 
0.14 
0.06 
0.17 
0 13 
0.03 
0.01 
0.06 
0.07 
0.06 
0.09 
0.12 
0.13 
0.12 
0.11 
0.11 
0.16 

0.12 

N 
N 
~ 

Ui 
<D 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/30/2017 7:47 
3/30/2017 7:48 
3/30/2017 7:49 
3/3012017 7:50 
3/30/2017 7:51 
3/30/2017 7:52 
3/30/2017 7:53 
3/30/2017 7:54 
3/30/2017 7:55 
3/30/2017 7:56 
3/30/2017 7:57 
3/30/2017 7:58 
3/30/2017 7:59 
3/3012017 8:00 
3/3012017 8:01 
3/30/2017 8:02 
3/3012017 8:03 
3/3012017 8:04 
3/3012017 8:05 
313012017 8:06 
3/30/2017 8:07 
3/30/2017 8:08 
3/30/2017 8:09 
3/3012017 8:10 
3/3012017 8: 11 
3/30/2017 8:12 
3130/2017 8:13 
3/30/2017 8:14 
3/30/2017 8:15 
3/3012017 8:16 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

34.83 
34 

42.47 
44.5 

47.77 
33.02 
35.25 
38.36 
40.44 
47.74 
48.88 
34.83 
38.38 
47.32 
44 .71 
42.07 
52.23 
58.89 
64.19 
58.95 
47.44 
41 .76 
35.37 
30.85 
39.98 
42.19 
43.48 
43.79 
41 .13 
36.37 

43.04 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 021-
Min 

(Boiler 1) NOx 
lb/hr 1-Min Avg 

49.09 21 .1 
48.19 19.85 
56.69 25.88 
59.62 26.37 
63.67 29.35 
48.73 18.76 
49.72 19.64 
53.94 22.41 
55.26 22.56 
64.06 27.22 
66.79 
50.52 
53.05 
63.69 
60.22 
58.74 
66.97 
73.31 
77.22 
76.63 
62.53 
55.99 
50.49 
43.04 
53.13 

56.4 
58.74 
61 .19 
56.63 
51 .02 

58.18 

29.4 
19.2 

21 .34 
27. 18 
25.42 
23.45 
29.53 
33. 14 
41 .05 
35.18 
28.24 
24.3 

20.35 
17.55 
22.12 
22.87 
25.56 
26.79 
25.04 
21 .87 

25.09 

4870.27 
7.72 

12.85 
43.04 
58.18 

25.09 
7.30 
9.87 

5.94 
1.16 
1.58 

0.41 

(Boiler 1) S02 
ppm 1-Min 

5.15 
4.53 
4.77 
5.88 
6.47 
4.98 
3.96 
4.98 
4.68 
6.54 
7.14 
5.16 
4.84 

5.9 
5.74 
5.55 
6.53 

10.45 
12.24 
11 .03 

9 
8.56 
8.09 
6.76 
9.07 
9.99 
10.6 

11 .09 
9.76 
9.68 

7.30 

(Boiler 1) S02 
ppm @3% 02 1-
Min 

7.26 
6.42 
6.37 
7.88 
8.62 
7.35 
5.59 
7.00 
6.39 
8.78 
9.76 
7.48 
6.69 
7.94 
7.73 
7.75 
8.37 

13.01 
14.72 
14.34 
11 .86 
11 .48 
11.55 

9.43 
12.05 
13.35 
14.32 

15.5 
13.44 
13.58 

9.87 

(Boiler 1) (Boiler 1) CO 
ppm@3% 021 
Min 

(Boiler 1) S02 CO ppm 1-
lb/hr 1-Min Avg Min 

4.34 
368 

1.03 14.09 <56> 
0.98 14.17 <56> 

4.04 1.18 13.35 <56> 
4.85 1.06 13.40 <56> 
5.53 1.08 13.33 <56> 
3.94 0.87 14.76 <56> 
3.07 0.9 14.11 <56> 
4.05 0.89 14.06 <56> 
3.63 0.88 13.66 <56> 
5.19 0.92 13.42 <56> 
5.97 0.92 13.66 <56> 
3.96 0.69 14.51 <56> 
3.74 0.88 13.82 <56> 
4.71 0.96 13.46 <56> 
4.54 0.96 13.47 <56> 
4.3 1.05 13.96 <56> 

5.14 1.16 12.82<56> 
8.18 1.21 12.45<56> 

10.89 1.4 12.03 <56> 
9.16 1.32 13.00 <56> 
7.45 1.24 13.18 <56> 
6.93 1.36 13.41 <56> 
6.48 1.29 14.27 <56> 
5.35 1.4 13.95 <56> 
6.98 1.44 13.29<56> 
7.54 1.6313.37 <56> 
8.67 1.61 13.51 <56> 
9.44 1.57 13.97 <56> 
8.27 1.53 13.77 <56> 

8.1 1.47 14.03 <56> 

5.94 1.1 6 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO @ 3% 
Min Min 02 

3.69 <56> 
3.55 <56> 
3.71 <56> 
3.61 <56> 
3.74 <56> 
3.46 <56> 
3.39 <56> 
3.56 <56> 
3.40 <56> 
3.47 <56> 
3.66 <56> 
3.36 <56> 
3.38 <56> 
3.50 <56> 
3.46 <56> 
3.39 <56> 
3.44 <56> 
3.42 <56> 
3.89 <56> 
3.63 <56> 
3.62 <56> 
3.54 <56> 
3.50 <56> 
3.46 <56> 
3.37 <56> 
3.30 <56> 
3.58 <56> 
3.72 <56> 
3.71 <56> 
3.66 <56> 

12.4 8.2 5075 1.45 
1 39 
1.58 
1.42 
1.44 
1.28 
1.27 
1.25 
1.20 
1 23 
1.26 
1 00 
1.22 
1.29 
1.29 
1.47 
1.49 
1.51 
1.68 
1.72 
1.63 
1.82 
1.84 
1.95 
1.91 
2.18 
218 
2.19 
2.11 
2.06 

12.35 8.27 4890 
13.1 

13.03 
13.08 
11 .85 
12.42 
12.37 
12.83 
13.03 
12.73 
12.07 
12.67 
12.98 
12.98 
12.48 
13.67 
14.02 
14.48 
13.36 
13.23 
13.02 
12.21 
12.53 
13.13 
13.07 
12.92 
12.44 

12.7 
12.45 

12.85 

7.49 
7.54 
7.47 
8.77 
8.21 
8.17 

7.8 
7.56 

7.8 
8.56 
7.95 

7.6 
7.61 
8.08 
6.94 
6.52 
6.02 
7.13 
7.32 
7.55 
8.36 
8.07 
7.43 
7.51 
7.65 
8.09 
7.9 

8.14 

7.72 

5104 
4964 
5146 
4759 
4666 
4893 
4673 
4775 
5038 
4617 
4658 
4811 
4763 
4668 
4735 
4713 
5357 
4998 
4986 
4875 
4819 
4766 
4634 
4541 
4923 
5124 
5100 
5037 

4870.27 1.58 

Calculated 
CO lb/hr 

0.38 
0.35 
0.44 
0.38 
0.40 
0.30 
0.31 
0.32 
0.30 
0.32 
0.34 
0.23 
0.30 
0.34 
0.33 
0.36 
0.40 
0.41 
0.55 
0.48 
0.45 
0.48 
0.45 
0.48 
0.48 
0.54 
0.58 
0.58 
0.57 
0.54 

0.41 

"' "' <JI ;:;; 
CD 

"' 



CeDAR 1-Minute Data 

Timestamp 
313012017 8:31 
313012017 8:32 
313012017 8:33 
313012017 8:34 
313012017 8:35 
3/30/2017 8:36 
3/3012017 8:37 
3130/2017 8:38 
3/3012017 8:39 
313012017 8:40 
313012017 8:41 
3/3012017 8:42 
313012017 8:43 
3130/2017 8:44 
3/30/2017 8:45 
3/30/2017 8:46 
3/30/2017 8:47 
3/30/2017 8:48 
3/30/2017 8:49 
3/30/2017 8:50 
3/30/2017 8:51 
3/30/2017 8:52 
3/30/2017 8:53 
3/30/2017 8:54 
3/30/2017 8:55 
3/3012017 8:56 
3130/2017 8:57 
3/30/2017 8:58 
3130/2017 8:59 
3/30/2017 9:00 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

(Boiler 1) NOx 
ppm 1-Min 

kdscfh 
% dry 
% dry 

34.81 
38.31 
34.37 
41 .96 
35.09 
43.17 
61 .68 
68.52 
54.04 
39.79 
39.86 
51 .46 
38.72 
31.42 
37.52 
51 .39 
49.68 
52.12 
45.74 
42.04 
43.63 
42.37 
40.84 
40.87 
44.35 
42.83 

37.1 
35.05 

43.53 

ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3% 0 2 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm @3% 02 1- (Boiler 1) NOx 
Min lb/hr 1-Min Avg 

49.26 
53.28 
48.79 
56.81 
50.33 
56.45 
73.7 

84.12 
71 .55 
55.38 
53.93 
68.18 
55.76 
45.32 
50.27 
68.04 
66.22 
69.94 
60.69 
58.11 
59.66 
56.47 
56.41 
55.97 
58.63 
59.29 
52.96 
49.52 

58.75 

19.14 
21 .31 
18.14 
23.59 
18.59 
21.39 
33.65 
38.74 
28.84 
20.65 
20.63 
27.72 
20.34 
16.14 
19.35 
27.46 
26.38 
27.83 
24.86 
21 .69 
23.22 
22.83 
21.08 
21 .39 
23.53 
22.63 
19.63 
17.81 

23.16 

4445.86 
7.71 

12.85 
43.53 
58.75 

23.16 
9.71 

13.03 

7.22 
1.25 
1.70 

0.40 

(Boiler 1) S02 
ppm 1-Min 

9.54 
9.15 
8.81 

10.19 
9.18 

10.99 
22.8 

23.57 
15.62 
11.74 
10.62 
11.97 

10 
7.61 
7.13 
9.33 
7.77 
7.98 
7.27 
7.24 

7.1 
6.68 
6.83 
6.83 
7.36 
7.68 
6.08 
4.91 

9.71 

(Boiler 1) S02 
ppm @3% 02 1- (Boiler 1) S02 
Min lb/hr 1-Min Avg 

13.5 
12.73 
12.51 
13.8 

13.17 
14.37 
27.24 
28.94 
20.68 
16.34 
14.37 
15.86 
14.4 

10.98 
9.55 

12.35 
10.36 
10.71 

9.65 
10.01 

9.71 
8.9 

9.43 
9.35 
9.73 

10.63 
8.68 
6.94 

13.03 

7.3 
7.08 
6.47 
7.97 
6.77 
7.58 

17.31 
18.54 
11.6 
8.48 
7.65 
8.97 
7.31 
5.44 
5.12 
6.94 
5.74 
5.93 
5.5 
5.2 

5.26 
5.01 
4.9 

4.97 
5.43 
5.65 
4.48 
3.47 

7.22 

(Boiler 1) (Boiler 1) CO 
CO ppm 1- ppm@3% 02 1 
Min Min 

0.97 14.15 <56> 
0.89 13.91 <56> 
0.87 14.20 <56> 
0.83 13.54 <56> 
0.92 14.34 <56> 
0.97 13.0B <56> 
1.06 11 .95 <56> 
1.14 12.28<56> 
0.95 13.24 <56> 

1.1 13.92 <56> 
1.06 1353 <56> 
1.23 13.25 <56> 

1.1 14.40 <56> 
1.05 14.42 <56> 
1.21 13.40 <56> 
1.25 13.24 <56> 

1.4 13.33 <56> 
1.35 13.42 <56> 
1.44 13.27 <56> 
1.44 13.82 <56> 
1.44 13.67 <56> 
1.55 13.33 <56> 
1.53 13.81 <56> 
1.61 13.70 <56> 
1.66 13.22 <56> 
1.66 13.84 <56> 
1.63 14.27 <56> 
1.76 14.13 <56> 

1.25 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 

3.35 <56> 
3.39 <56> 
3.21 <56> 
3.42 <56> 
3.23 <56> 
3.02 <56> 
3.32 <56> 
3.44 <56> 
3.25 <56> 
3.16 <56> 
3.15 <56> 
3.28 <56> 
3.20 <56> 
3.13 <56> 
3.14 <56> 
3.25 <56> 
3.23 <56> 
3.25 <56> 
3.31 <56> 
3.14 <56> 
3.24 <56> 
3.28 <56> 
3.14<56> 
3.19 <56> 
3.23 <56> 
3.22 <56> 
3.22 <56> 
3.09 <56> 

12.33 
12.55 
12.32 

12.9 
12.15 
13.41 
14.57 
14.13 
13.13 
12.52 
12.93 
13.13 
12.11 
12.09 
13.07 
13.13 

13.1 
12.97 
13.15 
12.62 
12.73 

13.1 
12.62 
12.73 
13.19 
12.56 
12.22 
12.38 

12.85 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% Calculated 
Min Min 02 CO lb/hr 

8.25 
8.03 
8.29 
7.68 
8.42 
7 .21 
5.92 
6.32 
7.38 
8.04 
7.67 
7.39 
8.47 
8.49 
7.54 
7.38 
7.47 
7.56 
7.41 
7.95 
7.81 
7.47 
7.94 
7.83 
7.36 
7.97 
8.36 
8.23 

7.71 

4606 
4659 
4421 
4710 
4438 
4151 
4570 
4736 
4470 
4348 
4335 
4512 
4400 
4302 
4319 
4476 
4447 
4473 
4553 
4321 
4458 
4514 
4323 
4383 
4444 
4426 
4432 
4257 

4445.86 

1.37 
1.24 
1.23 
1.12 
1.32 
1.27 
1.27 
1.40 
1.26 
1.53 
1.43 
1.63 
1.58 
1.51 
1.62 
1.65 
1.87 
1.81 
1.91 
1.99 
1.97 
2.07 
2.11 
2.20 
2.19 
2.30 
2.33 
2.49 

1.70 

0.32 
0.30 
0.28 
0.28 
0.30 
0.29 
0.35 
0.39 
0.31 
0.35 
0.33 
0.40 
0.35 
0.33 
0.38 
0.41 
0.45 
0.44 
0.48 
0.45 
0.47 
0.51 
0.48 
0.51 
0.54 
0.53 
0.52 
0.54 

0.40 

N 
N 
CJ) 

U; 
ID 
N 



CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/30/2017 9:15 
3/30/2017 9:16 
3/30/2017 9:17 
3/30/2017 9:18 
3/30/2017 9: 19 
3/30/2017 9:20 
3/30/2017 9:21 
3/30/2017 9:22 
3/30/2017 9:23 
3/30/2017 9:24 
3/30/2017 9:25 
3/30/2017 9:26 
3/30/2017 9:27 
3/3012017 9:28 
3130/2017 9:29 
3130/2017 9:30 
3/30/2017 9:31 
3/30/2017 9:32 
3/30/2017 9:33 
3/30/2017 9:34 
3/30/2017 9:35 
3/30/2017 9:36 
313012017 9:37 
3130/2017 9:38 
3130/2017 9: 39 
3130/2017 9:40 
313012017 9:41 
3/30/2017 9:42 
3130/2017 9:43 
3130/2017 9:44 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

45.79 
40.81 
58.15 
52.81 
51.41 
41 .97 
44.14 
37.94 
42.52 
49.11 
36.03 
27.44 
35.25 
34.05 
26.07 
32.07 
40.76 
34.38 
43.73 
49.12 
48.06 
55.64 
56.95 
53.3 

54.37 
50.11 

57.4 
61.69 
55.82 
46.26 

45.44 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3%021-
Min 

64.13 
56.02 
75.05 
69.92 
71.61 
59.77 

60.5 
52.97 
58.82 
68.52 
54.84 
43.05 
52.41 
51 .87 
41 .37 
47.05 
59.32 
52.51 
62.67 

69.4 
66.43 

75.8 
78.42 
74 .19 
74.86 
68.94 
76.73 
85.34 
79.55 
67.21 

63.98 

(Boiler 1) S02 (Boiler 1) 
(Boiler 1) NOx (Boiler 1) 502 ppm@3% 02 1- (Boiler 1) 502 CO ppm 1-

(Boiler 1) CO 
ppm@3% 021 
Min lb/hr 1-Min Avg ppm 1-Min 

24.78 
21.45 
31 .86 
28.91 
27.9 

22.07 
24.13 
20.34 
22.68 
26.74 
19.13 
14.45 
19.08 
18.49 
13.88 
16.49 

22.7 
18.23 
23.46 
26.42 

25.6 
30.26 

30.6 
27.55 
29.44 

26.4 
30.92 
32.79 

29.2 
24.47 

24.35 

4484.70 
8.26 

12.31 
45.44 
63.98 

24.35 
7.44 

10.48 

5.55 
2.71 
3.84 

0.88 

Min 
9.16 
8.62 

10.64 
11.01 

9.86 
7.93 
7.46 
7.55 
7.56 

8.1 
7.37 
5.97 
5.45 
5.54 
4.86 
4.54 
5.59 
5.27 
4.89 
5.94 
6.24 
7.51 
7.88 
7.93 
8.24 
8.07 
8.68 
9.25 
8.49 
7.6 

7.44 

lb/hr 1-Min Avg Min 
12.83 6.9 
11.83 6.3 
13.73 
14.58 
13.73 
11 .29 
10.22 
10.54 
10.46 

11 .3 
11 .22 

9.37 
8.1 

8.44 
7.71 
6.66 
8.14 
8.05 
7.01 
8.39 
8.63 

10.23 
10.85 
11 .04 
11 .35 
11 .1 
11 .6 
12.8 
12.1 

11 .04 

10.48 

8.11 
8.39 
7.44 

5.8 
5.67 
563 
5.61 
6.14 
5.45 
4.38 

4.1 
4.19 

3.6 
3.25 
4.33 
3.89 
3.65 
4.44 
4.62 
5.68 
5.89 
5.7 

6.21 
5.92 
6.51 
6.84 
6.18 
5.59 

5.55 

2.4 14.01 <56> 
2.44 13.73 <56> 
2.38 12.91 <56> 
2.43 13.24 <56> 
2.56 13.93 <56> 
2.3 14.24 <56> 

2.55 13.71 <56> 
2 52 13.96 <56> 
2.62 13.83 <56> 
2.66 13.95 <56> 
2.49 15.22 <56> 
2.65 15.69 <56> 
2.63 14.87 <56> 
2.69 15.23 <56> 
2.71 15.87 <56> 
2.73 14.67 <56> 
2.7 14.55 <56> 

2.65 15.27 <56> 
2.74 14.33 <56> 
2.83 14.13 <56> 
2.92 13.82 <56> 
2.9 13.62 <56> 

2.89 13. 77 <56> 
2.97 13. 92 <56> 
2.95 13.77 <56> 
2.95 13.76 <56> 
3.04 13.37 <56> 
3.04 13.83 <56> 
2.98 14.25 <56> 
2.89 14.53 <56> 

2.71 

(Boiler 1) (Boiler 1) Stack Flow Calculated 
(Boiler 1) CO C02% 1- 02% 1- kdscflhr 1- C0@3% Calculated 
lb/hr 1-Min Min Min Min 02 CO lb/hr 
3.29 <56> 12.44 8.12 4532 3.36 0.79 
3.20 <56> 12.71 7.86 4403 3.35 0.78 
3.33 <56> 13.49 7.03 4589 3.07 0.79 
3.33 <56> 13.14 7.38 4586 3.22 0.81 
3.30 <56> 12.44 8.05 4545 3.57 0.85 
3.20 <56> 12.25 8.33 4404 3.28 0.74 
3.33 <56> 
3.26 <56> 
3.25 <56> 
3.31 <56> 
3.23 <56> 
3.21 <56> 
3.29 <56> 
3.31 <56> 
3.24 <56> 
3.13 <56> 
3.39 <56> 
3.23 <56> 
3.27 <56> 
3.27 <56> 
3.24 <56> 
3.31 <56> 
3.27 <56> 
3.15 <56> 
3.30 <56> 
3.21 <56> 
3.28 <56> 
3.24 <56> 
3.18 <56> 
3.22 <56> 

12-71 
12.48 
12.59 
12.49 
11.43 
11 .15 
11.72 
11 .45 
11 .03 
11.95 
11.94 
11.45 
12.2 

12.33 
12.64 
12.78 
12.66 
12.55 
12.64 
12.68 
13.03 
12.58 
12.2 

12 

12.31 

7.84 
8.08 
7.96 
8.07 
9.14 
9.49 
8.86 
9.15 
9.62 

8.7 
8.6 

9.18 
8.41 
8.23 
7.95 
7.76 

7.9 
8.04 

7.9 
7.89 
7.51 
7.96 
8.34 
8.58 

8.26 

4579 
4490 
4467 
4561 
4448 
4412 
4533 
4549 
4459 
4308 
4664 
4442 
4494 
4505 
4461 
4556 
4501 
4330 
4535 
4413 
4512 
4452 
4381 
4430 

4484.70 

3.50 
3.52 
3.62 
3.71 
3.79 
4.16 
3.91 
4.10 
4.30 
4.01 
3.93 
4.05 
3.93 
4.00 
4.04 
3.95 
3.98 
4.13 
4.06 
4.06 
4.06 
4.21 
4.25 
4.20 

3.84 

0.85 
0.82 
0.85 
0.88 
0.80 
0.85 
0.87 
0.89 
0.88 
0.85 
0.92 
0.86 
0.89 
0.93 
0.95 
0.96 
0.95 
0.93 
0.97 
0.95 
1.00 
0.98 
0.95 
0.93 

0.88 

N 
N 
~ 

(;; 
<D 
N 



CeDAR 1-Minute Data 

Timestamp 
3/30/2017 10:51 
3/30/2017 10:52 
3/30/2017 10:53 
3/30/2017 10:54 
3/30/2017 10:55 
3/30/2017 10:56 
3/30/2017 10:57 
3/30/2017 10:58 
3/30/2017 10:59 
3/30/2017 11 :00 
3/30/2017 11 :01 
3/30/2017 11 :02 
3/30/2017 11 :03 
3/30/201711:04 
3/30/2017 11:05 
3/3012017 11 :06 
3/3012017 11 :07 
3130/2017 11 :08 
3130/2017 11 :09 
3/30/2017 11:10 
3/30/201711 :11 
3/30/2017 11:12 
3/30/2017 11 :13 
3/3012017 11 :14 
3/30/2017 11 :15 
3/30/2017 11 :16 
3/3012017 11 :17 
3/30/2017 11:18 
3/3012017 11 :19 
3/3012017 11 :20 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

(Boiler 1) NOx 
ppm 1-Min 

kdscfh 
% dry 
% dry 

42.13 
43.76 
57.86 
43.92 

34.6 
35.91 
52.72 
64.78 
49.72 
40.76 
43.38 
64 .26 

58.9 
44.07 
42.45 
47.76 
44.52 
37.31 
36.47 
41 .22 
37.63 
41 .73 
48.46 

41 .1 
46.85 
53.76 
48.72 

51 .1 
43.53 
39.09 

45.95 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@3% 02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 02 1-
Min 

60.23 
62.51 
78.52 
64.33 
50.15 
50.85 
70.06 
82.53 
67.94 

56.3 
60.15 
81 .12 
75.52 
60.49 
58.81 
64 .52 
60.51 
52.34 
48.79 
55.06 
52.42 
55.87 
62.36 

54.9 
59.9 

67.01 
64.6 

67.41 
59.03 
52.73 

61.90 

(Boiler 1) NOx (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

25.59 
25.26 
35.87 
26.49 
19.95 
20.73 
29.92 
40.19 
28.93 
23.74 
24.44 
38.06 
36.42 
25.47 
24.67 
27.59 
25.95 
21 .42 
21 .02 
24.76 
21.57 
23.57 
28.89 
23.34 
26.13 
32.1 6 
28.61 
28.75 
24.96 
22.18 

26.89 

4887.87 
7.65 

12.83 
45.95 
61 .90 

26.89 
5.00 
6.72 

4.07 
2.03 
2.74 

0.72 

4.18 
3.96 
4.85 
4.53 
3.44 
2.97 
3.89 
6.69 
6.23 
5.14 
4.77 
6.52 
7.56 
5.92 
4.87 

4.3 
4 .61 
4.08 
3.49 
3.88 
3.47 
3.21 
4.68 

5.1 
5.44 

7.3 
7.03 
6.13 
6.17 
5.49 

5.00 

(Boiler 1) (Boiler 1) S02 
ppm@3% 02 1-
Min 

(Boiler 1) S02 CO ppm 1-
(Boiler 1) CO 
ppm@3% 021 
Min lb/hr 1-Min Avg Min 

5.98 3.53 
5.66 3.18 
6.58 4.18 
6.64 3.8 
4.99 
4.21 
5.17 
8.52 
8.51 
7.1 

6.61 
8.23 
9.69 
8.13 
6.75 
5.81 
6.27 
5.72 
4.67 
5.18 
4.83 
4.30 
6.02 
6.81 
6.96 

9.1 
9.32 
8.09 
8.37 
7.41 

6.72 

2.76 
2.39 
3.07 
5.78 
5.04 
4.17 
3.74 
5_37 

6.5 
4 76 
3.94 
3.46 
3_74 
3.26 

2.8 
3.24 
2.77 
2.52 
3.88 
4.03 
4.22 
6.08 
5.74 
4.8 

4.92 
4_33 

4.07 

2.08 14.30 <56> 
2.08 14.29 <56> 

2.2 13.57 <56> 
2.07 14.65 <56> 
2.16 14.49 <56> 
2.09 14.16 <56> 
2.08 13.29 <56> 

2.2 12.74 <56> 
2.1 13.66 <56> 

2.08 13.81 <56> 
2.09 13.87 <56> 
2.07 12.62 <56> 
2.17 12.82 <56> 
2.04 13. 73 <56> 
2.1 13.85 <56> 

2.06 13.51 <56> 
2.03 13.59 <56> 
1.97 14.03 <56> 
2.02 13.38 <56> 
1.96 13.36 <56> 
1.89 13.93 <56> 
2.08 13.39 <56> 
1.88 12.87 <56> 
1.98 13.36 <56> 
1.96 12.79 <56> 
1.96 12.47 <56> 
1.87 13.26 <56> 
1.84 13.19 <56> 
1.86 13.56 <56> 
1.82 13.49 <56> 

2.03 

(Boiler 1) 
(Boiler 1) CO C02% 1-
lb/hr 1-Min Min 
3.70 <56> 12.14 
3.51 <56> 12.2 
3.77 <56> 12.78 
3.67 <56> 11 .81 
3.51 <56> 
3.51 <56> 
3.45 <56> 
3.78 <56> 
3.54 <56> 
3.55 <56> 
3.43 <56> 
3.61 <56> 
3.76 <56> 
3.52 <56> 
3.54 <56> 
3.52 <56> 
3.55 <56> 
3.49 <56> 
3.51 <56> 
3.66 <56> 
3.49 <56> 
3.44 <56> 
3.63 <56> 
3.46 <56> 
3.40 <56> 
3.64 <56> 
3.57 <56> 
3.42 <56> 
3.49 <56> 
3.45 <56> 

11 .99 
12.28 

13.1 
13.58 
12.67 
12.58 
12.53 
13.75 
13.48 
12.59 
12.52 
12.85 
12.77 
12.33 
13.01 
12.94 
12.45 
12.97 
13.45 

13 
13.58 
13.87 
13.03 
13.13 
12.75 
12.82 

12.83 

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% 
Min Min 02 

8.38 5087 2.97 
8.37 
7.71 
8.68 
8.55 
8.26 
7.43 
6.85 

7.8 
7.94 
7.99 
6.72 
6.94 
7.86 
7.98 
7.65 
7_73 
8.14 
7.52 

7.5 
8.05 
7.53 
6.99 

7.5 
6.9 

6.54 
7.4 

7.33 
7.7 

7.63 

7.65 

4835 
5192 
5052 
4829 
4835 
4753 
5197 
4874 
4879 
4719 
4961 
5179 
4841 
4867 
4839 
4882 
4808 
4827 
5032 
4801 
4730 
4993 
4756 
4672 
5011 
4918 
4712 
4803 
4752 

4887.87 

2.97 
2.99 
3.03 
3.13 
2.96 
2.76 
2.80 
2.87 
2.87 
2.90 
2.61 
2.78 
2.80 
2.91 
2.78 
2.76 
2.76 
2.70 
2.62 
2.63 
2.78 
2.42 
2.64 
2.51 
2.44 
2.48 
2.43 
2.52 
2.46 

2.74 

Calculated 
CO lb/hr 

0.77 
0.73 
0.83 
0.76 
0.76 
0.73 
0.72 
0.83 
0.74 
0.74 
0.72 
0.75 
0.82 
0.72 
0.74 
0.72 
0.72 
0.69 
0.71 
0.72 
0.66 
0.71 
0.68 
0.68 
0.67 
0.71 
0.67 
0.63 
0.65 
0.63 

0.72 

"' "' 00 -(JI 
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CeDAR 1-Minute Data 

(Boiler 1) NOx 
Timestamp ppm 1-Min 

3/30/2017 11 :34 
3/30/2017 11 :35 
3/30/2017 11 :36 
3/30/2017 11:37 
3/30/2017 11 :38 
3/30/2017 11 :39 
3/30/2017 11 :40 
3/30/2017 11 :41 
3/30/2017 11 :42 
3/30/2017 11 :43 
3/30/201711:44 
3/30/2017 11:45 
3/30/2017 11 :46 
3/30/2017 11 :47 
3/30/2017 11:48 
3/30/2017 11:49 
3/30/2017 11 :50 
3/30/2017 11 :51 
3/30/2017 11 :52 
3/30/2017 11:53 
3/30/2017 11:54 
3/30/2017 11:55 
3/30/2017 11:56 
3/30/2017 11 :57 
3/30/2017 11 :58 
3/30/2017 11:59 
3/30/2017 12:00 
3/30/2017 12:01 
3/30/2017 12:02 
3/30/2017 12:03 

Average 

Flow 
02 
C02 
NOx 
NOx 

NOx 
S02 
S02 

S02 
co 
co 

co 

kdscfh 
% dry 
% dry 

51 .29 
38.67 
31.4 

32.36 
30.45 
37.47 
31.86 
30.51 
33.71 
35.35 
41 .78 
44.98 
45.74 
47.39 
37.24 
34.68 
34.58 
38.7 

43.27 
45.94 
50.37 
65.02 
47.92 

46 
44.86 
48.73 
51.31 
51 .87 
48.7 

51 .35 

42.45 

ppm dry 
ppm@3% 02 

lb/hr 
ppm dry 
ppm@ 3%02 

lb/hr 
ppm dry 
ppm@3%02 

lb/hr 

(Boiler 1) NOx 
ppm@3% 021-
Min 

66.92 
54.25 
43.74 
45.83 
43.96 
52.69 
46.03 
44.33 
46.74 
49.71 
58.34 
62.13 
61 .89 

65.4 
54.28 
50.88 
49.84 
54.55 
61 .37 

62.3 
66.49 
81.62 
65.93 
63.78 
62.01 
66.38 
70.65 
69.86 
66.34 
68.49 

58.56 

(Boiler 1) S02 
(Boiler 1) NOx (Boiler 1) S02 ppm @3% 02 1- (Boiler 1) S02 
lb/hr 1-Min Avg ppm 1-Min 

30.8 
21 .9 
17.8 

18.81 
17.25 
22.14 
18.13 
17.12 
19.93 
20.46 
24.11 
25.39 
26.08 
28.16 
21.71 
19.78 
19.42 
22.23 
24.99 

25.6 
28.37 
38.84 
26.73 
26.03 
25.56 
27.68 
28.96 
30.38 
27.34 
30.14 

24.39 

4808.77 
7.98 

12.47 
42.45 
58.56 

24.39 
7.01 
9.64 

5.60 
1.36 
1.89 

0.48 

Min 
7.55 
6.18 

5 
4.65 
3.09 
2.97 
3.01 
2.63 
2.68 
2.74 
3.83 
5.55 
7.54 
8.67 
7.43 
6.82 
6.93 
7.25 

7.1 
7.08 
9.39 

12.15 
10.33 

8.8 
8.83 
9.21 
9.51 

10.04 
11 .07 
12.36 

7.01 

lb/hr 1-Min Avg 
9.85 6.31 
8.67 4.87 
6.96 
6.59 
4.46 
4.18 
4.35 
3.82 
3.72 
3.85 
5.35 
7.67 
10.2 

11.97 
10.83 
10.01 

9.99 
10.22 
10.07 
9.60 

12.40 
15.25 
14.21 
12.2 

12.21 
12.55 
13.09 
1352 
15.08 
16.49 

9.64 

3.94 
3.76 
2.43 
2.44 
2.38 
2.05 

2.2 
2.21 
3.07 
4.36 
5.98 
7.17 
6.03 
5.41 
5.41 
5.79 

5.7 
5.49 
7.36 
10.1 
8.02 
6.93 

7 
7.28 
7.47 
8.18 
8.65 

10.09 

5.60 

(Boiler 1) 
CO ppm 1-
Min 

(Boiler 1) CO 
ppm@3% 021 
Min 

1.59 13.05 <56> 
1.6 14.03 <56> 

1.61 13.93 <56> 
1.6 14.16 <56> 

1.54 14.44 <56> 
1.42 14.06 <56> 
1.53 14.45 <56> 
1.39 14.53 <56> 
1.43 13.87 <56> 
1.47 14.06 <56> 
1.45 13.96 <56> 
1.41 13.81 <56> 
1.36 13.53 <56> 
1.45 13.80 <56> 
1.36 14.58 <56> 
1.27 14.67 <56> 
1.23 14.41 <56> 
1.34 14.09 <56> 

1.3 14.18 <56> 
1.27 13.56 <56> 
1.34 13.20 <56> 
1.34 12.55 <56> 

1.3 13.76 <56> 
1.26 13.87 <56> 
1.31 13.82 <56> 
1.16 13.62 <56> 
1.16 13.77 <56> 
1.13 13.47 <56> 
1.11 13.62 <56> 

1.1 13.34 <56> 

1.36 

(Boiler 1) 
(Boiler 1) CO C02% 1-

(Boiler 1) Stack Flow Calculated 
02% 1- kdscf/hr 1- CO@ 3% Calculated 

lb/hr 1-Min Min 
3.66 <56> 
3.45 <56> 
3.45 <56> 
3.54 <56> 
3.45 <56> 
3.60 <56> 
3.46 <56> 
3.41 <56> 
3.60 <56> 
3.52 <56> 
3.51 <56> 
3.44 <56> 
3.47 <56> 
3.62 <56> 
3.55 <56> 
3.47 <56> 
3.42 <56> 
3.50 <56> 
3.52 <56> 
3.39 <56> 
3.43 <56> 
3.64 <56> 
3.40 <56> 
3.44 <56> 
3.47 <56> 
3.46 <56> 
3.44 <56> 
3.57 <56> 
3.42 <56> 
3.57 <56> 

Min Min 02 CO lb/hr 
13.23 7 .18 5030 2.07 0.58 
12.32 8.14 4744 2.24 0.55 
12.41 8.05 4747 2.24 0.56 
12.18 8.26 4869 2.27 0.57 
11 .95 
12.28 
11 .95 
11 .93 
12.46 
12.29 
12.35 
12.54 
12.79 
12.49 
11.85 
11.79 
12.04 
12.28 
12.18 
12.78 
13.11 
13.76 
12.54 
12.46 
12.48 
12.68 
12.56 
12.82 
12.67 
12.96 

12.47 

8.5 
8.17 
8.51 
8.58 
7.99 
8.17 
8.08 
7.94 
7.67 
7.93 
8.62 

8.7 
8.48 

8.2 
8.28 

7.7 
7.34 
6.64 
7.89 
7.99 
7.95 
7.76 

7.9 
7.61 
7.76 
7.48 

7.98 

4744 
4950 
4766 
4699 
4953 
4848 
4833 
4729 
4776 
4978 
4882 
4778 
4704 
4812 
4837 
4668 
4718 
5004 
4672 
4740 
4772 
4757 
4727 
4906 
4703 
4917 

4808.77 

2.22 
2.00 
2.21 
2.02 
1.98 
2.07 
2.02 
1.95 
1.84 
2.00 
1.98 
1.86 
1.77 
1.89 
1.84 
1.72 
1.77 
1.68 
1.79 
1.75 
1.81 
1.58 
1.60 
1.52 
1.51 
1.47 

1.89 

0.53 
0.51 
0.53 
0.47 
0.51 
0 52 
0.51 
0.48 
0.47 
0.52 
0.48 
0.44 
0.42 
0.47 
0.46 
0.43 
0.46 
0.49 
0.44 
0.43 
0.45 
0.40 
0.40 
0.40 
0.38 
0.39 

0.48 
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Appendix A.3 Calibration Data 
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N02 to NO Converter Efficiency Test 
Cylinder# 

Analyzer Manufacturer: CAI NO Cal Gas Value: 95.0 CC151542 
Analyzer Model: 600 Series N02 Cal Gas Value: 45.8 CC424066 

Analyzer Serial Number: S03003 Performed By: ow 
Date: 3/29/2017 CEMS ID#: 3-CEMS 

ANALYZER ANALYZER CAL 
GAS MODE RESPONSE CORRECTED LABEL 

Zero NOx 0.3 

Zero NO 0.3 

NO NO 95.6 

NO NOx 95.1 

N02 NO 0.4 0.1 C1 

N02 NOx 44.1 44.0 C2 

Label Reguirement 
Abs. Value C0 -C1: 45.7 D1 

Abs. Value CrC1: 43.9 D2 

C1/C2 0% 0 3 <5% 

CE = 0 2/0 1 * 100%: 96.0% > 90% 



232/592 

N02 to NO Converter Efficiency Test 
Cylinder# 

Analyzer Manufacturer: CAI NO Cal Gas Value: 95.0 CC151542 
Analyzer Model: 600 Series N02 Cal Gas Value: 45.8 CC424066 

Analyzer Serial Number: S03003 Performed By: DW 
Date: 3/28/2017 CEMS ID#: 3-CEMS 

ANALYZER ANALYZER CAL 
GAS MODE RESPONSE CORRECTED LABEL 

Zero NOx 0.1 

Zero NO 0. 1 

NO NO 95.0 

NO NOx 94.9 

N02 NO 0.3 0.2 C1 

N02 NOx 43.6 43.6 C2 

Label Reguirement 
Abs. Value Co-C1: 45.6 D1 

Abs. Value CrC1: 43.4 D2 

C1/C2 0% D3 <5% 

CE = D2/D1 * 100%: 95.2% > 90% 



Cal Error 

DELTA 
SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power 
~~~~~~~~~~~~~~-

DATE: 3/28/2017 
BY: DW Unit 1 

MID SPAN CYLINDER HIGH SPAN CYLINDER 

233/592 

CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 
ZERO 99.999 

02 CC155975 10.79 CC179518 18.97 
C02 CC155975 11.04 CC179518 18.62 

NOx CC312667 48.3 CC151542 95 
co SA19914 4.38 CC272455 9.53 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co STATUS 

Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.04 0.05 0.09 0.02 --

Error(% of scale) 0.2% 0.3% 0.1% 0.2% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 18.93 18.63 94.87 9.55 --

Error(% of scale) -0.2% 0.1% -0.1% 0.2% PASS 
Mid Gas Value 10.79 11 .04 48.3 4.38 --

Analyzer Reads 10.85 10.94 48.81 4.40 --
Error (% of scale) 0.3% -0.5% 0.5% 0.2% PASS 

Linearity at Mid Point 0.3% -0.6% 0.5% -0.01 % 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co STATUS 

Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.037 0.052 0.123 0.015 --

Error (% of scale) 0.2% 0.3% 0.1% 0.2% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 18.686 18.512 94.988 9.465 --

Error (% of scale) -1.4% -0.5% 0.0% -0.6% PASS 
Mid Gas Value 10.79 11 .04 48.3 4.38 --

Analyzer Reads 10.695 10.886 48.861 4.353 --
Error(% of scale) -0.5% -0.8% 0.6% -0 .3% PASS 

Linearity at Mid Point 0.3% -0.6% 0.5% -0.1% 

% ERROR CALCULATION: 
(AS FOUND -ACTUAL VALUE OF SPAN)/RANGE * 100% 

ALLOWABLE DEVIATION IS 2% OF FULL SCALE (2 SQUARES ON STRIPCHART) 

Page 1 



DELTA 
EPA SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power DATE: 3/28/2017 
BY: DW 

MID SPAN CYLINDER HIGH SPAN CYLINDER 
CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 

ZERO 99.999 
02 CC155975 10.79 CC179518 

C02 CC155975 11 .04 CC179518 
NOx CC312667 48.3 CC151542 
co SA1991 4 4.38 CC272455 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.035 0.053 0.094 0.021 

Error(% of cal span) 0.2% 0.3% 0.1% 0.2% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 18.932 18.632 94.867 9.553 

Error(% of cal span) -0.2% 0.1% -0.1% 0.2% 
Mid Gas Value 10.79 11 .04 48.3 4.38 

Analyzer Reads 10.853 10.943 48.81 3 4.401 
Error (% of cal span) 0.3% -0.5% 0.5% 0.2% 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.037 0.052 0.123 0.015 

Error(% of cal span) 0.2% 0.3% 0.1% 0.2% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 18.686 18.512 94.988 9.465 

Error (% of cal span) -1.5% -0.6% 0.0% -0.7% 
Mid Gas Value 10.79 11.04 48.3 4.38 

Analyzer Reads 10.695 10.886 48.861 4.353 
Error (% of cal span) -0.5% -0.8% 0.6% -0.3% 

% ERROR CALCULATION: 
(AS FOUND - ACTUAL VALUE)/HIGH SPAN * 100% 

ALLOWABLE DEVIATION IS 2% OF HIGH SPAN 

18.97 
18.62 

95 
9.53 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

234/592 



Cal Error 

DELTA 
SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power 
~~~~~~~~~~~~~~-

DATE: 3/29/2017 
BY: DW Unit 2 

MID SPAN CYLINDER HIGH SPAN CYLINDER 

235/592 

CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 
ZERO 99.999 

02 CC155975 10.79 CC179518 18.97 
C02 CC155975 11 .04 CC179518 18.62 
NOx CC312667 48.3 CC151542 95 
co SA19914 4.38 CC272455 9.53 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co STATUS 

Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.04 0.05 0.31 0.01 --

Error(% of scale) 0.2% 0.3% 0.3% 0.1% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 19.01 18.66 95.06 9.55 --

Error(% of scale) 0.2% 0.2% 0.1% 0.2% PASS 
Mid Gas Value 10.79 11.04 48.3 4.38 --

Analyzer Reads 10.92 11 .00 48.98 4.41 --
Error(% of scale) 0.6% -0.2% 0.7% 0.3% PASS 

Linearity at Mid Point 0.4% -0.5% 0.5% 0.21% 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
0 2 C02 NOx co STATUS 

Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.037 0.051 0.789 -0.048 --

Error (% of scale) 0.2% 0.3% 0.8% -0.5% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 19.035 18.471 96.121 9.54 --

Error(% of scale) 0.3% -0.7% 1.1% 0.1% PASS 
Mid Gas Value 10.79 11.04 48.3 4.38 --

Analyzer Reads 10.838 10.898 49.668 4.411 --
Error(% of scale) 0.2% -0.7% 1.4% 0.3% PASS 

Linearity at Mid Point 0.0% -0.4% 0.4% 0.5% 

% ERROR CALCULATION: 
(AS FOUND - ACTUAL VALUE OF SPAN)/RANGE * 100% 

ALLOWABLE DEVIATION IS 2% OF FULL SCALE (2 SQUARES ON STRIPCHART) 

Page 1 



DELTA 
EPA SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power 
~~~~~~~~~~~~~~ 

Unit 2 
DATE: 3/29/2017 

BY: OW 

MID SPAN CYLINDER HIGH SPAN CYLINDER 
CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 

ZERO 99.999 
02 CC155975 10.79 CC179518 

C02 CC155975 11.04 CC179518 
NOx CC312667 48.3 CC151542 
co SA19914 4.38 CC272455 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOX co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.037 0.052 0.312 0.005 

Error (% of cal span) 0.2% 0.3% 0.3% 0.1% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 19.009 18.664 95.056 9.546 

Error(% of cal span) 0.2% 0.2% 0.1% 0.2% 
Mid Gas Value 10.79 11 .04 48.3 4.38 

Analyzer Reads 10.916 10.995 48.975 4.41 1 
Error(% of cal span) 0.7% -0.2% 0.7% 0.3% 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.037 0.051 0.789 -0.048 

Error (% of cal span) 0.2% 0.3% 0.8% -0.5% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 19.035 18.471 96.121 9.54 

Error(% of cal span) 0.3% -0.8% 1.2% 0.1 % 
Mid Gas Value 10.79 11 .04 48.3 4.38 

Analyzer Reads 10.838 10.898 49.668 4.411 
Error(% of cal span) 0.3% -0.8% 1.4% 0.3% 

% ERROR CALCULATION: 
(AS FOUND -ACTUAL VALUE)/HIGH SPAN* 100% 

ALLOWABLE DEVIATION IS 2% OF HIGH SPAN 

18.97 

18.62 
95 

9.53 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

236/592 



DELTA 
SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power DATE: 
~~~~~~~~~~~~--- -------
Unit 2 BY: DW 

MID SPAN CYLINDER HIGH SPAN CYLINDER 
CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 

ZERO 99.999 
02 CC155975 10.79 CC179518 18.97 

C02 CC155975 11.04 CC179518 18.62 

NOx CC312667 48.3 CC151542 95 
co SA19914 4.38 CC272455 9.53 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co STATUS 

Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.04 0.05 0.10 0.00 --

Error(% of scale) 0.2% 0.3% 0.1% 0.0% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 19.01 18.62 94.92 9.53 --

Error(% of scale) 0.2% 0.0% -0.1% 0.0% PASS 
Mid Gas Value 10.79 11.04 48.3 4.38 --

Analyzer Reads 10.90 10.93 48.75 4.39 --
Error(% of scale) 0.5% -0.6% 0.5% 0.1% PASS 

Linearity at Mid Point 0.3% -0.7% 0.4% 0.1 % 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 

0 2 C02 NOx co STATUS 
Analyzer Range 20 20 100 10 
Zero Gas Value 0 0 0 0 --
Analyzer Reads 0.037 0.052 0.161 0.003 --

Error{% of scale) 0.2% 0.3% 0.2% 0.0% PASS 
High Gas Value 18.97 18.62 95 9.53 --
Analyzer Reads 18.99 18.30 95.11 9.51 --

Error{% of scale) 0.1% -1.6% 0.1% -0.2% PASS 
Mid Gas Value 10.79 11.04 48.3 4.38 --

Analyzer Reads 10.84 10.73 48.82 4.41 --
Error{% of scale) 0.3% -1.6% 0.5% 0.3% PASS 

Linearity at Mid Point 0.1 % -0.7% 0.4% 0.4% 

% ERROR CALCULATION: 
(AS FOUND -ACTUAL VALUE OF SPAN)/RANGE * 100% 

ALLOWABLE DEVIATION IS 2% OF FULL SCALE (2 SQUARES ON STRIPCHART) 

237/592 



DELTA 
EPA SPAN GAS RECORD 

CLIENT/LOCATION: Desert View Power 
~~~~~~~~~~~~~~ 

DATE: 1/0/1900 
BY: DW 

MID SPAN CYLINDER HIGH SPAN CYLINDER 
CYLINDER NO. CONCENTRATION CYLINDER NO. CONCENTRATION 

ZERO 99.999 
0 2 CC155975 10.79 CC179518 

C02 CC155975 11.04 CC17951 8 
NOx CC312667 48.3 CC151542 
co SA1991 4 4.38 CC272455 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
02 C02 NOx co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.04 0.05 0.10 0.00 

Error(% of cal span) 0.2% 0.3% 0.1% 0.0% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 19.01 18.62 94.92 9.53 

Error(% of cal span) 0.2% 0.0% -0.1% 0.0% 
Mid Gas Value 10.79 11 .04 48.3 4.38 

Analyzer Reads 10.90 10.93 48.75 4.39 
Error(% of cal span) 0.6% -0.6% 0.5% 0.1% 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 
0 2 C02 NOx co 

Analyzer Span 18.97 18.62 95 9.53 
Zero Gas Value 0 0 0 0 
Analyzer Reads 0.04 0.05 0.16 0.00 

Error (% of cal span) 0.2% 0.3% 0.2% 0.0% 
High Gas Value 18.97 18.62 95 9.53 
Analyzer Reads 18.99 18.30 95.11 9.51 

Error (% of cal span) 0.1% -1.7% 0.1% -0.2% 
Mid Gas Value 10.79 11.04 48.3 4.38 
Analyzer Reads 10.84 10.73 48.82 4.41 

Error(% of cal span) 0.3% -1.7% 0.5% 0.3% 

% ERROR CALCULATION: 
(AS FOUND - ACTUAL VALUE)/HIGH SPAN * 100% 

ALLOWABLE DEVIATION IS 2% OF HIGH SPAN 

18.97 
18.62 

95 
9.53 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

STATUS 

--
--

PASS 
--
--

PASS 
--
--

PASS 

238/592 
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N02 to NO Converter Efficiency Test 
Cylinder# 

Analyzer Manufacturer: CAI NO Cal Gas Value: 95.0 CC151542 
Analyzer Model: 600 Series N02 Cal Gas Value: 45.8 CC424066 

Analyzer Serial Number: S03003 Performed By: ow 
Date: 1/0/1900 CEMS ID#: #REF! 

ANALYZER ANALYZER CAL 
GAS MODE RESPONSE CORRECTED LABEL 

Zero NOx 0.1 

Zero NO 0.1 

NO NO 95.0 

NO NOx 94.9 

N02 NO 0. 1 0.0 C1 

N02 NOx 44.0 44.0 C2 

Label Reguirement 
Abs. Value Co-C1: 45.8 D1 

Abs. Value Cr C1: 44.0 D2 

C1/C2 0% 0 3 < 5% 

CE= 0 2/01 * 100%: 96% > 90% 



SPAN GAS RECORD 

:UENT/LOCATION: Desert View Power 
Unit 1 

DATE: 4/14/2017 
BY: OW 

MID SPAN CYLINDER HIGH SPAN CYLINDER 

CYLINDER NO. CONCENTRATIOll CYLINDER NO. CONCENTRATION 

ZERO 

02 CC163351 10.56 CC179518 18.97 

C02 CC163351 10.44 CC179518 18.62 

PRE-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 

02 C02 STATUS 

Analyzer Range 20 20 
Zero Gas Value 0.0 0.0 --
Analyzer Reads 0.07 0.05 --

Error(% of scale) 0.3% 0.2% PASS 

High Gas Value 18.97 18.62 --
Analyzer Reads 18.96 18.67 --

Error(% of scale) 0.0% 0.2% PASS 

Mid Gas Value 10.56 10.44 --
Analyzer Reads 10.67 10.40 --

Error(% of scale) 0.6% -0.2% PASS 
Linearity at Mid Point 0.4% -0.4% 

POST-TEST INSTRUMENT CALIBRATION ERROR 

ANALYZER 

02 C02 STATUS 

Analyzer Range 20 20 
Zero Gas Value 0.0 0.0 --
Analyzer Reads 0.04 0.04 --

Error(% of scale) 0.2% 0.2% PASS 

High Gas Value 18.97 18.62 --
Analyzer Reads 19.13 18.71 --

Error(% of scale) 0.8% 0.4% PASS 

Mid Gas Value 10.56 10.44 --
Analyzer Reads 10.64 10.40 --

Error(% of scale) 0.4% -0.2% PASS 
Linearity at Mid Point -0.1% -0.5% 

% ERROR CALCULATION: 
(AS FOUND - ACTUAL VALUE OF SPAN)/RANGE * 100% 

ALLOWABLE DEVIATION IS 2% OF FULL SCALE (2 SQUARES ON STRIPCHART) 

240/592 

DEL TA AIR QUALITY SERVICE 
(71 4)-279-6777 Phone 

U-1 PM compliance 4-1 4-2017/CAL ERROR 
2:53 PM 
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/f !f fff!JPRAXAIR Praxair 

5700 South A lameda Street 

Los Angeles. CA 90058 

241/592 

DocNumber· 000096895 

Tel · (323) 585-21 54 f ax.(7 14) 542-6689 
PGVPID. F22016 

OF ANALYSIS I EPA PROTOCOL GAS 

Montrose Air Quality Services, LLC Praxair Order .\ '11111ba : 34592492 "''")"" 111312016 

1631 E. St. Andrew Pl. Customer P O. .\111111bl'r 06075566 1'"" ,·,..,i.:, EV NICDOXE 43-AS 

Sant A CA Customer Refert!nce ,\ 'umber · J.oiAumMr ~09619507 a na, 92705 c,1,,.1,•r\~1·/,· l:llml .. 1· AS CGA 590 

"""2- lO .l 4 .-------------------- ----------'-)_,,,_.,J_, .. _,_.,_ .. ,_,,_,,_ .. _,~_1 _ .. 1_,.,_,,,..... 2000 ps19 140 cu fl ,_,/ Certified Co11ce11tratio11: 

Expiration Date 712512024 NIST Traceable 

I\.. l I .o U Cylinder Number: CC155975 Analytical Uncertainty: 

~ I,, ~, 11 .04 % CARBON DIOXIDE ± 0.3 % 

10.79 % OXYGEN ± 0 4 % ::er ~sq 7 Balance NITROGEN 

7/£~ /ZU. 
Certlfk~JQJ,~ Certification Date : 7/25/2016 Term. 96 Months Expiration Date: 712512024 

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/531. using Procedure G1 . Do Not 
Use this Standard if Pressure 1s less than 100 PSIG. 

02 responses have been corrected for C02 interference 

A11u~1·1icul Dnra: (R:Relerence Standard Z:Zero Gas, C:Gas Candldare) 

1 . Component: CARBON DIOXIDE 

Requested Concenu ahon 11 °4 

Cert1f1ed Coocentra:1on 11 04 '4 
Instrument Useo Honba VIA-5 10 SIN 20C 194WK 

Analy11ca1 Method NOIA 

Last Mull1point Ca11bra11on 7118/2016 

First Analysis Data: Date: 712512016 

Z: 0 R: 9 96 C: 11 06 Cone: 11 045 

R: 9 97 Z: 0 C: 11 06 Cone: 11 045 

Z: 0 C: 11 06 R. 9 96 Cone: 11 045 

UOM. % Mean Test Assay- 11 045 % 

2 . Componeot: OXYGEN 

Requested Concentt ation 11 °Ai 
Cernf1ed Concentrat.on t079% 
Instrument Use<J OXYMAT SE 
Analyi1cat Method PARAMAGNETIC 
Last Mulhpoinl Cahbra11on 6/30/2016 

First Analysis Data: Date: 712512016 

Z: 0 R: 1002 C: 10 82 Cone: 10 788 
R; 10 03 Z: 0 c. 10 82 Cone: 10 788 

Z: 0 C: 10 83 R 1004 Cone: 10 798 

UOM: % Mean Test Assay: 10 791 % 

Analyzed by 

/ 

Mana Soberanis 

Hcferenco Stanoaro I ype 

Ref Sid Cylinder # 
Ref Std Cone 

Ref Std Traceable 10 SRM # 

SRM Sample# 
SRM Cylinder # 

Sec ond Analy s15 Data. 

Z: 0 R: 0 

R: 0 Z: 0 
Z: 0 C: 0 

Glv11S 
SA15063 

9 95% 
1674b 

7-H-07 
FF10631 

Date: 

C : 0 Cone: 0 
C : 0 Cone : 0 
R: 0 Cone : 0 

UOM: % Mean Test Assay ; 0% 

Reference Standard Type 

Ref Sid Cyhnder # 

Ref Std Cone 
Ref Std Traceaole 10 SRM # 

SRM Sample # 

SRM Cylinder # 

Second Analysis Data: 

Z: 0 
R: 0 
Z: 0 

R: 
Z: 
C: 

0 
0 
0 

C: 
C: 
R: 

GMIS 
CC187493 
t000% 
2658a 
72-0 -28 
CALO l 6862 

0 
0 
0 

Dale: 

Cone: 

Cone: 
Cone: 

0 
0 
0 

UOM. % Mean Test Assay: 0 % 

Certified by· 

1 Y1ngYu~ 
'-._....;.....---

lnf0<mation contained herein has been prepared al your request by qualrf1ed eKperts woh1n Praxair 0JS1obut1on, Inc While we belle'Ve that the 1nfO!rna1ion 15 accura1e w1th1n the hm11s of the analytical 
methods employed anc:1 1s comple1e to 1he extent of tho spec1f1c analyses performed we make no warranty or representation as to 1ne su1tab1hty of the use of !he 1nforma1ton for any purpose The 
1nformat1on is ottered w1th the understanding that any use o! the mformat1on 1s al 1ne sole d1screl10f'\ and r1sk of the user In no event shall !he hat>rhly of Praxair 01stnbu\lon. Inc. aosmg out of lhe 
use of lhe 1nformauon con tamed herein exceed the fee established for prov1d1ng sucn 1nforrnat1on 

/\. ~ ( 'I ( 1 (( (, 

I 



/ffif!f!IPRAXAIR Praxair 

5700 South A lameda Street 

Los Angeles, CA 90058 

242/592 

DocNumber: 000078105 

Tel: (323) 585-2154 Fax:(714) 542-6689 

PGVP!D: F22015 

CERTIFICATE OF ANALYSIS I EPA PROTOCOL GAS 
Delta Air Quality Services, Inc. 
1631 E. St. Andrew Pl. 
Santa Ana, CA 92705 

Praxatr Order Number: 30508359 
C11sro1ner P 0 N11mber: 05417091 

Cus1omer Reference Number: 

fill Dolf . 3/1 1/2Q15 

l'01tN11r11lw1 NI C01902E-AS 

Lot N11mbr:r. 109507010 

Cylouh:r STJ'lt & 0 11rh:r AS CGA 590 

Certified Co11centratio11: 
( }/mver />~-"lllC: & ~·ulumi-: 2000 psig 140 cu. It 

Expiration Date. 

Cylinder Number: 

18.62 

18.97 

% 

% 

Balance 

3/20/2023 

CC179518 

C,\RBON DIOXIDE 

OXYGEN 

NITROGEN 

Term: 95 Months 

NIST Traceable 

Analytical Uncertainty : 

t 0 2 % 
± 0.3% 

Expiration Date: 312012023 

This cylinder was ce rtified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-1 2/531 , using Procedure G1 . Do Not 
Use this Standard if Pressure is less than 100 PSIG. 

02 responses have been corrected for C02 interference. 

A 11a~1•tica/ Data: (R=Reterence Stan<Jard, Z=Zero Gas. C=Gas Candidate) 

1 Component: CARBON DIOXIDE 

Requested Concentration 
Cen1fied Concentration: 
instrument Used· 
Analyl 1ca l Method 
Las1 Mul11po1n1 Cahbfal1on 

First Analysis Data: 

Z: 0 R: 19 71 

R: 19 72 Z: 0 
Z: 0 C: 18 55 

I UOM: % 
I 

2 . Component: OXYGEN 

Requested Concenlrat1on 
Cert1f1ed Concentrat ion 
Instrument Used 
Analytical Mothod 

l ast Mulllpomt Cahbrat1on 

First Analysis Data: 

Z: 0 R: 199 
I R· 1988 Z: 0 

Z: 0 C: 1897 

UOM: % 

Analyzed by 

19% 
18 62 % 
H0<iba VIA-510 SIN 2807014 

NDIR 

2127/2015 

Date: 3120f2015 

C: 18 54 Cone: 18609 

C: 18.55 Cone: 18 619 
R: 19 72 Cone: 18.619 I Mean Test A'say: 18616% _____ ] 
19% 
18.97 % 

OXYMAT SE 

PARAMAGNETIC 
3/2/2015 

Date. 

C : 16 97 Cone: 
C: 18.95 Cone: 
R: 19.9 Cone: 

Mean Test As,ay: 

312012015 

18976 
18956 

18.976 

18 97 % 

I 

Refe,ence Standard Type 
Ref Sid Cylrnder # 

Ref Std. Cone 
Ref Sid Traceable 10 SRM # 

SRM Sample # 

SRM Cylinder # 

Second Analysis Oala: 

Z: 0 R: 0 
R: 0 Z: 0 
Z: 0 C: 0 

C: 

C : 
R: 

GMIS 
cc1s5g5 

1979% 
2745 

9-C-36 
CAL0161 35 

Oate: 

0 Cone: 
0 Cone: 
0 Cone; 

I UOM: % Mean Test Assay: 

Reference Standard Type· GMIS 
Ref Std Cylinder# SA16022 

Ref Sid Cone: 19.90% 
Ref Std Traceable to SRM # 2659a 

SRM Samp'e # · 71 -E-19 

SRM Cylinder# FF22331 

l 

LJ 
f socond Analysis Data: 

------, 

I Z: 0 
0 

0 

I 
~: 

UOM: % 

R: 
z. 
C: 

0 
0 
0 

C: 
C: 

R: 

0 
0 
0 

Date: 

Cone: 
Cone: 

Cone: 

Mean Test Assay: 
·~-

Certified by~)'\.t.{(2 j 
/) Jack F'[/ IA.. 

v 

0 
0 

0% I 

tttz_ 

lnformalt0n contained herein has bean p<epared at your requcs1 by quahf1ed experts within Praxall' 01s~rabuhon. Inc While we bello\19 thal the 1nformaoon 1s accura1e w11hln the hm1ts of the 11nalyttcal 
methOds employee and is complete to the extent ol the spec1f1c analyses perlormed. we. rnake no warranty or rep1esenta11on as to the suitability of the LJSe of the ITTformation for any purpose The 
1nformat1on is offered with the understanding that any use of tne 1nformauon is at 1he sole d1screl1on and risk of the user In no event shall the hab1hty of Pra:xair 0 1stnbuhon, Inc .. ansing out of the 

I 

use of Iha 1nformalion con tainod herein exceed the fee estabhshed tor provrd1ng such information 

10. 27- 1>;F 



!f f!fffflPRAXAIR Praxair 
5700 South Alameda Street 

Los Angeles, CA 90058 

243/592 

DocNumber: 000065674 

Tel: (323) 585-21 54 Fax:(7 14) 542-6689 
PGVPJD· F22014 

CERTIFICATE OF ANALYSIS I EPA PROTOCOL GAS 
Custo1 

Delta Air Quality 
1845 N. Case St. 
Orange, CA 92865 

• - Praxair Order Number: 26791662 

Customer P. 0 . Number: 04850612 

Customer Reference N11mber · 

Certified Concentration: 

NII Do11· 312412014 

!'art Number: NI N094MZE-AS 

l.01 N11m htr . 109406306 

<)'li11dr1 ,\1ylf! & Oufler: AS CGA 660 

Cylmdu l'ntU111~ ~ Vo/um.:: 2000 psig 140 cu fl 

No~,s.o 
CC ISl~tfi, 

Expiration Date: 4/4/2022 
CC151542 

NIST T raceable 

Analytical Uncertainty: Cylinder Number: 

~y.f o'f /•cfji 
~~~/ 

95.0 ppm 

Balance 

NITRIC OXIDE (as NOx) 

NITROGEN 

±0.5 % 

NO= 94.6 ppm NO for Reference Only 

Certifcation Information: Certification Date. 4/4/2014 Term: 96 Months Expiration Date: 4/4/2022 

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/531. using Procedure G1 . Do Not 
Use this Standard if Pressure is less than 100 PSIG . 

A na/ytica/ Data: (R•Relerence Standard, Z•Zero Gas, C=Gas Candidate) 

1 , Component: NITRIC OXIDE (as NOx) 

Requested Coneentrahon 

Certrfied Concentra11on 
lnstrvmenl Usod' 
Analytical Melhod 

Last Mutt1pom1 Cahb<et•on 

First Analysts Data: 

Z: 0 R: 103,1 

R: 1031 Z: 0 
Z: 0 C: 95 1 

UOM: ppm 

Analyzed by: 

94 ppm 

95 0 opm 
Thermo Elec'Jon 421 SIN 072602•32C 

Chemi'txninesconce 
3/6/2014 

Date: 31281201 4 

C : 95 4 Cone: 95 4 

C: 95 3 Cone: 95.3 
R: 103.1 Cone: 95.1 

Moan Tost Assay: 95.267 ppm 

µJ/fen~ 
Nelson Ma 

Reference Standard T ype 
Ref Std Cylinder # 
Ref Std Conc-
Ref Std Traceable 10 SRM # 

SRM Sample # . 
SRM Cylinder # 

GMIS 
SA17454 

1031 ppm 
vs 1684 b 

44-S-81 

CAL015454 

1 Second Analysis Data: D~te : 41412014 ___ 1 
I 

Z: 0 
R: 1031 

Z: 

UOM: ppm 

R: 1031 C : 95 Cone: 95 

C: 94 7 Cone: 94 d 
R: 103 1 Cone: 94.7 

Mean To•t Assay: 94 8 ppm 

Z: 0 
C : 94 7 

Certified by·.:-

·-- --

lnforma11on contained herein has been p repared at your request by QUahf1ed experts within Praxair Om1nbut1on, Inc. \Nh1le we beUeve that the information 1s accurate withrn the hmlts of the analytical 
methods employed and Is complets to lhe extent of the s~fic anltfyses performed. we make no warranty or representation as to the suitability of tho use of the tnf0<mation for any purpose The 
1nformat1on 1s offered with th& l)(lderstanding that any use of the information Is at the sole disa-elion and risk or the user. In no event shall the habi11ty of Praxair 0 1stnbuHon, Inc , arising ou1 of the 

use or the 1nrormat1on eon 1oinod herein exceed the ree eslabhshod for providing such 1nforma11on. I z ' /~- / Y. y 

I 



/! fff1If6PRAXAIR 

DocNumber 000098250 

rra,a ir 
5700 South Alameda Street 

l.o' /\nj?.clcs_ CA 90058 

244/592 

·1 d (323) 585·2 154 FR~ .(714 ~ 542·6689 

l'CIVPID. F22016 

•F ANALYSIS I EPA PROTOCOL GAS 

Montrose Air Quality Services, LLC l'raxrur Order .V11111ha 34797076 '''"'"·· 912120·6 

1631 E. St. Andrew Pl. C11s1omer P. 0. ,\ '11mh11r 06114099 """ """'""' Ni N0
4
SM?E·AS 

S t A C ·u~1onu.:r R..Jference \ 'umh.!r 
1 

., '
11
m"''

1 109624
60

4 

an a na , A 92705 1·,,,,1tk1 \111. J(o1111~, As cGA660 

No '1 ~ 
c 1lmd1•rl 1.\\111 , .t 1i , /w1,, 2000ps1g MO cu fl 

Cert(fietl Co11ce11tratio11: 
~ • ....-C~y•Pl1n1-rda-et-1ro-nN-uD_m_a_tbe-e.r~~~~-9-/1_3_/_2_0_19~~~~~~~~~~~-N-l_S_T_T_r_a-ce_a_b_l_e~~--. 

r- CC312667 Analytical Uncertainty: 

ll 93>12,U, 1 48.3 ppm 

Balance 

q (\'!>/I '=t 
~'LU>tb NO= 48.2 ppm 

NITRIC OXIDE (as NOx) 

NITROGEN 

± 0 7 % 

NO for Reference Only 

Cer rifc111io11 Information: Ccrttflcat1on Date 9/13/2016 Term. 36 Months Expiration Date. 9/13/2019 

This cylinder was certified according to the 2012 EPA Traceability Protocol Document #EPA-600/R-12/531 , using Procedure G1. Do Not 
Use this Standard if Pressure 1s less than 100 PSIG 

A r111~1 ·1icC1/ Oat a: (R~Relcrence Srm1da"d Z=Zero Gas C=Gas CandKiare i 

Component· NITRIC O XIDE (as NOx) 

.{e(Jt)eSt'>C Concenu~ .• on 

Cen1f1ea COC"'<..entrauon 
l"slrument Useo 
Jvla lyt1ca1 MelhOO 

Last Mu!ll;:x>onl Caf.t>l'ation 

Firs1 Analysis Data: 

Z: 0 R: ~1 

R: 51 Z: 0 
Z: 0 C: 40 4 

UOM pptr 

Analyzed by 

'18 ppnl 

48 3pptl' 
I heme t :ec'<on • 7,.LS SIN 1030&45077 

Crem1.u~1nilscence 

Bn6!7016 

Date: 9!S/20t& 

C: 485 Cone; <B ...:14 
C: 48 5 Cone~ (8 411. 

R: St Cone: 46 315 

Mean Test Assay· •8 381 ppm 

Reference Stanoard Ty:>e 
Hel ~:o CtllflOtH # 

Ref Sra Cone 

Rel SIU Treceab e to SRM # 

SRM Sam;>le. 

SRM Cy'>nder • 

Second Analys is Data· 

Z: 0 
R: ~t 

Z: 0 

R: 51 

z: 0 
C: 46 3 

c. 
c 
R· 

(;MIS 
.._._.~7171 

5091 ppm 

'" 16830 
45·V-"2 
CAL0t7897 

Date. 

•6 5 Cone· 
48 2 Cone : 
5 1 Cone: 

UOM· ppm Mean Tost Assay· 

9113120'6 

46 4t4 

46 1 t5 
46 215 

•6 246p::>m 

l nformat:on contained ne1ejn r-as beOr'I ptepared at your ~eQues: by qudl f,~d e;ii;perts wrthm Pt axair 015'r1buhon Inc V\lhlle we beheve that ine 1nforma:1on s accurate Wtth1'1 the httH1S of the analytics 
m e!tiods P.mployeo and is complttte 10 1r.e ex;ent of the soec111c analyses ponormeo we mal<e no warranty or representation as to !he s •. 11tab1h1v of lhe use of the .nformat on for any purpose The 
.nforrna11on :s offeft>O w•ln 1he unootstand ng Iha! any use of !he 1nforma1t0n 1s et !he sole d1scrcuoo an J hSk or the user In no event sh;i ll the ·1;,t>1l1ly of Pta.-;&lf D1st11cullon lnc . 11r1~1ng out of lhe 
~J&.;! o t me information c.on ta1ncd herein eJceed tne tee estaohshod for p rov1d1ng svch information 

,· I' ( 
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!!!!:~PRAXAIR Praxair 
5700 South Alameda Street 

Los Angeles, CA 90058 

DocNumber: 000067182 

Tel: (323) 585-2154 Fax:(714) 542-6689 

PGVPID: F22014 

CERTIFICATE OF ANALYSIS I EPA PROTOCOL GAS 
Cusloi 

Fill Dore: 412312014 Delta Air Quality 
1845 N. Case St. 
Orange, CA 92865 

Praxair Order Number: 27114501 

Customer P. 0 . N11mber: 04898694 

Customer Reference N11mber 

!'art NHmher: Al NX45MZ1 E-AS 

IA>t Number: 109411302 

Cylil•kr Sryl• & Out/<1: AS CGA 660 

A.Jo.~ us• S Certified Concentration: 

V T Expiration Date: 5/9/2017 NIST Traceable 

Cyl11Jtler PrtSJllrt & Volumt: 140 cu. It. 

~t::_ ~~ ~~~ _c_y_1i_nd_e_r_N_u_m~b-er_:~~~~c_c_4_24_o_s_s __ ~--~~~~~~~-A_n_a_1y_tic_a_1_u_n_c_e_rt_a_in_ty~: 
T f""l' 45.5 ppm NITROGEN DIOXIDE (as NOx) ± 2.1 % 

Ef.f()S/oq// "1 Balance AIR 

F-z..~01'-f 
Certifcation Information: Certification Date: 5/9/2014 Term: 36 Months Expiration Date: 5/9/2017 

This cylinder was certified according to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/531, using Procedure G1 . Do Not 
Use this Standard if Pressure is less than 100 PS IG. 

The above certified concentration of Total Oxides of Nitrogen (NOx} excludes HN03. [HN03]= 1.4 ppm (for reference only}. 

Analytical Data: (R•Reference Standerd. Z=Zero Gas. C=Gas CendKJare) 

1 . Component: NITROGEN DIOXIDE (as NOx} 

Requested Concentrahon. 45 ppm 
Cenified Concentration. 45.5 ppm 
lnstrumonl Used MKS M~lt1gas 2031 FTIR 

Analyt1e111 Method· Fou11er Transf0<m Infrared 
Last Mult1pc>nt Cal1brat1on !>/412013 

C: 

I First Analysis Data: 

I z· o 

I 
R; 91 

Z: 0 

R: 
Z: 

I UOM: ppm 

909 
0 

456 

C: 
C: 
R: 

45 6 

456 

909 

Date: 

Cone: 
Cone: 
Cone: 

5/212014 

45.583 

45 583 
45 583 

Reference Slandard Type GMIS 

Ref. Std Cylinder# . CC163565 
Ref. Std. Cooc. 90 9 ppm 
Raf Std Traceable to SRM '# • 2060u 

SRM Sample # : 2660-C-45 
SRM Cylindor # · CAL016162 

,--
f Second Analysis Cata: Date: 5191201 4 

Z: 0 R: 91 C: 45 5 Cone: 45.483 
I R: 909 Z: 0 C: 45 4 Cone: 45.383 

Z: 0 C: 45 4 R: 909 Cone: 45.383 

UOM: ppm Mean Test Assay: 45417ppm 

CortifOd byo -~ 

J 

Information contained herein has been P<epared at yOUt request by qushfied experts within Praxair 01stributfM, Inc While 'N9 believe that the information is aco.:Jate within the hmits of the analytical 
methods employed and ts complete to the extent ol the specific analyses perl0tmed, we make no wenanty or representation as to lhe su1tabrlity of the use ct the 1nformatl0f"l lor any purpose The 
1nformat1on is offered with the understanding tha1 any use of the 1nf0fmat1on 1s at the sole discrelion and risk of the user. In no event shall the l iability of Praxair Distribution, Inc , aristng out of the 
use of the information con ta1ned herein excoed the fee established for providing such lnformahon 
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/f f!JltilPRAXAIR PrKXA ir 

5700 Soulh A lam~da Street 

Los Angeles. CA 90058 

DocNumber. 000096207 

Tel (323 ) 585-2154 Fax (7 14) 542-6689 

PGVPID: F22016 

CERTIFICATE OF ANALYSIS I EPA PROTOCOL GAS 
Cu.~romer & Order !11for111atio11: 

DELTA AIR QUALITY I ,I/ / Jui. 612912016 

1631 EST ANDREWS PLACE /'art 1\umlk'r NI C04 4ME-AS 

l t 11.V11mhc!r 109618102 
SANTA ANA CA 927050 

Praxair Order Number 34528071 

Customer P 0 . ,\ "umh<•r. RANDY 

Customer Refert!nl·e Number. 
c •"'"A·r."J~1/1•,< 011!1~·1 AS CGA 350 

co '1. 3 
sf\ lctC(f.., 
7/l\(l 

Certified Co11ce111ratio11: 
( "•h1~·r l'r •• u1r,•t( l 't1l11m' 140cu fl 

Expiration Date: 

Cylinder Number· 

4.38 ppm 

Balance 

f ttol~ 

7111/2024 

SA19914 

CARBON MONOXIDE 

NITROGEN 

NIST Traceable 

Analytica l Uncertainty 

± 0.9 % 

Cerri[c111io11 !11forma1io11: Certification Date.· 7111/2016 Ternr 96 Months Expiration Date: 711112024 

This cylinder was certified accord ing to the 2012 EPA Traceability Protocol, Document #EPA-600/R-12/531. using Procedure G1 Do Not 
Use this Standard 1f Pressure is less than 100 PSIG 

A11a~11tiwl Data: fR •Reterence St•fldard Z-Ze•o Gos, C-Gas Cand«lateJ 

Component: CARBON MONOXIOE 

Requested Concermat·oo 
Certified Concenua11on 
lns1rument Used 

Analytical MelhOd 

Last M1.1lt1pom1 Cal bra11on 

First Analysls Data: 

Z: 0 R; e 
R: 8 Z: 0 
Z: 0 c. 44 

UOM: ppm 

Analyzed by. 

4 4 ppm 

4 38ppm 

Honba VIA 510 SIN 576876015 
NOIR 
612912016 

Cate : 7111/2016 

C: 4 4 Cone: 4 385 

C: 4 4 Cone: 4 385 
R· e Cone; • 385 

Mean Test Assay: 4 385ppm 

Rero1ence $(andard Typo 

Ref Sid Cyltnde1 n 
Rel Sid Cone 
Rel Sid Traceable to SRM # 

SRM Sample. 
SRM Cyltnde< # 

Second Analysis Data: 

Z: 0 R: 
R: 0 Z: 
Z: 0 c . 
UOM: ppm 

C: 
C: 
R: 

Certified by 

GMIS 
CC 195~?• 

7 973 ppm 

1677c 

5 J-42 

1677c 

Date : 

0 Cone: 
0 Cone: 

0 Cone: 

Maria Soberanrs r 
I 

:.... 

Information conta ined herein has been prepared at your requos1 by quahfKld e,)(perts w.th,n Pca>ca1r 0 1stnbuuon, Inc W hile we behove that the 1nf0<ma11on 1s acc.urate w1than lho lm1ts o f the analytical 
metrods employed and 1s comp lete to the ex1en1 of the spec1f1c analyses performed we mali.e no warrJnly or represema11on as to the su1tao1J ty ot the use of tne 1nf0Jmahon for aoy purpose The 
•nformahcn is offered w th the unoerstandLOO that any use of tne 1nt0tmatt0"'11s at the sole d1scrc1100 and r1s11; of lne user In no evem shall 1he hab·hlY of Praxair Q,5tr1but1cn Inc , a'1s1ng out of the 
use of the information con 1a1ned hece in e:ii:ee&d the fee as1abltshed fOf prov1d ~ng such 1nrorma11on 

(\/\ ( 
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}fff~PRAXAIR 

DocNumber 000096216 

Praxair 

5 700 Souih Alameda S1n:c1 

Los Angele,. CA 90058 

247/592 

Tel C32}) 585 -2 154 Fax;(? 14) 542-6689 

l'GVPID. F22016 

CERTIFICATE OF ANALYSIS I EPA PROTOCOL GAS 
Cust<>mer & Order /Jlfo rmatio11: 

DELTA AIR QUALITY 1-1111>a1<· 612912016 

1631 EST ANDREWS PLACE 

Praxair Order S11111bcr. 34528071 

C11~10111er P. 0 . 1\11111ber: RANDY 

Cus/Om~r Reference .\"umber: 

l'urt .\tm1,.,t!r NI C09 SME-AS 

/1•1 /\'rrmb,·r. 1096•8103 
SANTA ANA CA 927050 

I ) l111d • .r ,\I) A ci' (}uil~·f AS CGA 350 

lO Cf .. $ 
lll71~ 
l/ll /l'i 
f11ot& 

Expiration Date 

C~er Number: 

!> 9.53 ppm 

Balance 

Certified Co11ce11trntio11: 

7/11/2024 

CC272455 

CARBON MONOXIDE 

NITROGEN 

NIST Traceable 

Analytical Uncertainty: 

±0.9 % 

Cerrifca1io11 /11f11murrio11: Cemfication Date · 7/1112016 Term: 96 Months Expiration Date. 7/1 1/2024 

2000ps•g 140cu ft 

This cyltnder was certified according to the 2012 EPA Traceabiltty Protocol, Document # EPA-600/R-12/531 , using Procedure G 1 Do Not 
Use this Standard if Pressure 1s less than 100 PSIG. 

4na~rrica/ Dalt/: (R"Referencc Standard. z;zero Gas C=GBs ConrJ.Cale) 

1 . Component· CARBON MONOXIDE 

Reque:.:>ted CU1•cer •• ralton 
Cert1!1ed Concentration 
Instrument Used 
Analyt1ca1 Mctnod 

Lasl Mull1po1nt Cahbfal1on 

Firs1 Analysis Cata: 

Z: 0 R: 635 
R: 63 I Z: 0 
Z: 0 C: 75 4 

UOM. ppm 

Analyzed by 

9~,,..,, 

9 53ppm 
Honba VIA-510 SIN 57687601 5 

NOIR 
612912016 

Dalo: ?/1112016 

C: 756 Cone: 9 5'17 

C: 75 3 Cone: 951 

R: 62 8 Cone· 9 522 

Mean Test Assay: 9 526ppm 

Ying Yu ',.........-
..... '- - J,,,ir> 

Reference S1aooard Type GMIS 
R~I Sta Cylonder • CC196524 
Ref Std Cone 7 913 p~m 
Ref S:d Traceable to SRM 11 1677c 

SRM Sample " 5-J-42 
SRM Cyhndor # 1677c 

Second A nalysis O.tra: Date· 

Z: 0 R: 0 C: 0 Cone: 0 
R: 0 Z: 0 C: 0 Cone: 0 
Z: 0 C: 0 R: 0 Cone: 0 

UOM: PP"' Mean Test Assay: Op~ 

Certified by· / 

L / f. 
Mana Soberan1g ( 

( 

1ntorma11on contained herein has been p1epared at your request by quahhed elCperts Yri thm Pr3.l(a1r 01s1nb\Jt on Inc While we bel~eve that the 1nforma11on ts accurate Y..1th1n tne hmus of the ana!yt1caJ 
methOds employed and is complete to the e~ent of the spec1hc an atyscs performed. we make no warranty or reprtsen1ahco as to lhe su1:abrlity of '.he use ut lhe :nform311on for any purpose The 
1nformat1on 1s ottered with the unders!ano.ng thal any use cl tne infcrmat•on is at the sole discretion and r1s1t of 1he user Jn ro evenl snalf the habu,ty o~ Praxair 0 1stnbu11en Inc ans1ng oU\ of tt-e 
use of 1he 1ntorma11an con ta1ried herein excet.>d lhe fee establ1shoel for providing s1..cn 1nformat10l"I 



Go 

View Location Examples 

Your local forecast office is 

San Diego, CA 

Heavy rain and thunderstorms across the central Plains into the 
Great Lakes 

A slow moving front will bring a risk for strong thunderstorms, heavy rain and local 
flooding from parts ofTexas to the Great Lake States. By Saturday, SPC is depicting a 
slight chance of severe storms for the central Plains. Rain and high elevation snow 
will continue from the Sierra to the Rockies, with improving weather arriving this 
weekend. Read More» 

En Espanol 
+ Share I f "# ~ II <p 

Current conditions at 
EW3298 Indio (E3298) 
Lat: 33.69683°N Lon: 116.2165°W Elev: 26ft. 

NA 

63°F 
17°C 

Humidity 4 7% 
Wind NW6G18 

Speed MPH 
Barometer 29.88 in 
Dewpoint 42°F (6°C) 
Visibility NA 

Last 14 Apr 7:25 am 
update PDT 

N 
~ 
()) 

CJ; 
<D 
N 



m Notice of NWS' New Version of Forecast 
A new version of Forecast wi ll launch April 4, 2017. 
Click here to visit the new site for details. 

-{~; NATION~L WEATHER .SERVICE 

Severe Thunderstorms Returning to The Plains; Chance of Severe Storms in Mid-Atlantic too 

~ 
A new Pacific storm moving into the Plains will spark a new round of severe thunderstorms in the Plains with potential for damaging winds, very large hail , and tornadoes Tuesday. Heavy rains may produce 
flash floods, especially from north-central Texas into Kansas. In the Mid-Atlantic, there will be a chance of severe thunderstorms. Strong winds in the Southwest are keeping fire danger high. Read More > 

En Espanol Share 

Current conditions at 

EW3298 Indio (E3298) 
Lat: 33.69683°N Lon: 116.2165-W Elev: 26ft. 

NA 

67°F 
19°C 

Extended Forecast for 

3 Miles N Indio CA 

Today Tonight 

Sunny Mostly Clear 

High: 87 °F Low: 59 °F 

Detailed Forecast 

Today 

Humidity 20% 
Wind Speed WNW 2 G 6 MPH 
Barometer 30.00 in 

Dewpoint 25°F (-4°C) 
Visibility NA 

Last update 28 Mar 7:55 am PDT 

Wednesday 

Sunny 

High: 90 °F 

Wednesday 
Night 

Mostly Clear 

Low: 64 °F 

Sunny, with a high near 87. North wind 15 to 20 mph, with gusts as high as 35 mph. 

Thursday 

Sunny 

High: 91 °F 

Thursday 
Night 

Areas Blowing 
Dust and 

Windy 

Low: 63 °F 

Friday 

Sunny 

High: 82 °F 

Friday 

Night 

Mostly Clear 

Low: 62 °F 

Saturday 

Sunny 

High: 86 °F 
N 

~ 
<:;; 
co 
N 



Notice of NWS' New Version of Forecast 
A new version of Forecast will launch April 4 , 2017. 
Click here to visit the new site for details. 

ia~~~ NATIONAL WEATHER SERVICE 

Risk Severe Thunderstorms for Tennessee & Ohio Valleys on Thursday 

~ 
Severe weather is expected in the Tennessee and lower Ohio Valleys on Thursday. The greatest risk of severe thunderstorms is forecast across northern Alabama, western Tennessee, and the far 

southwestern portions of Kentucky. Very large hail , damaging winds, and tornadoes can be expected. Read More> 

Hazardous Weather Conditions 

• High Wind Warning in effect from March 30, 12:00 PM PDT until March 30, 11 :00 PM PDT 

En Espanol Share 

Current conditions at 

EW3298 Indio (E3298) 
Lat: 33.69683°N Lon: 116.2165°W Elev: 26ft. 

NA 

64°F 
18°C 

Extended Forecast for 

3 Miles N Indio CA 

0 Cilek here for hazard details and duration 

High Wind Warning 

Humidity 40% 
Wind Speed NA 

Barometer 29.84 in 

Dewpoint 39°F (4°C) 

Visibility NA 

Last update 30 Mar 7:30 am PDT 

"' tn 
0 
(j:j 
CD 

"' 



m Notice of NWS' New Version of Forecast 
A new version of Forecast will launch April 4, 2017. 
Click here to visit the new site for details. 

-~; NATIONAL WEATHER SERVICE 

Severe weather threat shifts east into Mississippi Valley on Wednesday 

~ 
The National Weather Service Storm Prediction Center expects an enhanced risk of severe weather on Wednesday. The area of greatest concern is from central Missouri through Arkansas into eastern Texas 

and Louisiana. In this area, damaging winds, very large hail and isolated tornadoes are all possible. Read More> 

Hazardous Weather Conditions 

• High Wind Watch in effect from March 30. 12:00 PM PDT until March 31 . 04:00 AM PDT 

En Espanol Share I 

Current conditions at 

EW3298 Indio (E3298) 
Lat: 33.69683'N Lon: 116.2165'W Elev: 26ft. 

NA 

68°F 
20°C 

Extended Forecast for 

3 Miles N Indio CA 

0 Click here for hazard details and duration 

Humidity 23% 

Wind Speed NA 

Barometer 30.01 in 

Dewpoint 29'F (-2'C) 

Visibility NA 

Last update 29 Mar 7 :57 am PDT 

High Wind watch 

"' U'I ..... 
(1; 
w 

"' 



2521592 

Delta~ 
Air Quality Services, Incorporated 

~ MONTROSl: 

NOZZLE CALIBRATION DATA 

Nozzle 1.0. If <:::. 

Material r ?_.--

01 = t,; - L. 't 1. 

Maximum Difference Di - Di= • ...> 0 1 (must be 0.004" or less) 

Average On= u · l- l( L 

Note: Measure three diameters with micrometer 

081204098 
Date of last revision 10/14/2015 Master Document Storage\Forms\Datasheets\Calibration Forms 



253/592 

Delta~ 
Air Q uality Services, Incorporated 

NOZZLE CALIBRATION DATA 

Nozzle 1.0. 
Material 
Conti uration 

Maximum Difference Di - Di = . ....:> 0 "1.. (must be 0.004" or less) 

Average On= 0 · 1- t..r 'Z. 

Note: Measure three diameters with micrometer 

DS1204098 
Date of last revision 10/14/2015 Master Document Storage\Forms\Datasheets\Calibration Forms 



254/592 

Delta~ 
Air Quality Services, Incorporated 

~v 1 MONTROSE 

NOZZLE CALIBRATION DATA 

Nozzle 1.D. Date 
Material By 
Configuration (L or Hook) 

Maximum Difference Di - Di = ____ (must be 0.004" or less) 

Average Dn = __ _ 

Note: Measure three diameters with micrometer 

DS1204098 
Date of last revision 10/14/2015 Master Document Storage\Forms\Datasheets\Calibration Forms 



255/592 

Delta/1 
Air Quality Services, Incorporated 

t1' MON ROSE 

NOZZLE CALIBRATION DATA 

Nozzle 1.0. Date 
Material By 
Configuration (L or Hook) 

01= 

Maximum Difference Di - Di = ____ (must be 0.004" or less) 

Average On = __ _ 

Note: Measure three diameters with micrometer 

081204098 
Date of last revision 10/14/2015 Master Document Storage\Forms\Datasheets\Calibration Forms 



SEMI-ANNUAL DRY GAS METER/ORIFICE CALIBRATION 

Orifice Method· Triphcate Runs/Four Cahbration Points Model#: 
English Meter Box Units, English K' Factor ID#: 
Filename: C:\Users\Dave Wonderly\lnformation\Calibrations\Meters\17 -wcs\2017\(Semi-Annual Meter Calibration 1-7-17 17 wcs.xls ]WC Date. 
File Modified From: APEX 522 Series Meter box Calibration Bar Pressure: 
Revised: 4/8/2005 Performed By. 

C5000 
17WCS 
1n/2017 
30.08 (in. Hg) 

Edmondson 

DRY GAS METER READINGS CRITICAL ORIFICE READINGS 

Volume Volume Volume Initial Temps. Final Temps Orifice K' Orifice Actual 
dH Time Initial Final Total Inlet Outlet Inlet Outlet Serial# Coefficient Vacuum Initial 

fin H201 (mini {cu ftl (CU ft) (cuft) (dea Fl (dea Fl (dea Fl Idea Fl {number) {see above) lin Hal (dea Fl 
0 11 I 2600 I 633 765 I 639135 I 5.370 I 630 I 62 0 I 64.0 I 62 0 33 I 0 1553 I 260 57.0 
011 I 26.00 I 639135 I 644.510 I 5.375 I 64 0 I 62 0 I 650 I 63.0 33 I 0 1553 I 26.0 57.0 
011 I 26.00 I 644 510 I 649880 I 5.370 I 650 I 63 0 I 650 I 640 33 I 0 1553 I 26 0 57 0 

0.54 I 12 00 I 617.340 I 622 815 I 5 475 I 62 0 I 600 I 63.0 I 61 0 48 I 03465 I 21 5 56.0 
0.54 I 12 00 I 622815 I 628.285 I 5470 I 630 I 61.0 I 640 I 61.0 48 I 0 3465 I 21.5 56.0 
0.54 I 12.00 I 628.285 I 633 765 I 5.480 I 64.0 I 61 0 I 64.0 I 62.0 48 I 0.3465 I 21 .5 57 0 

1 70 I 7.00 I 585.300 I 590 665 I 5.365 I 57 0 I 56 0 I 58.0 I 56.0 63 I 0 5888 I 17 0 550 
1.70 I 7.00 I 590 665 I 596035 I 5.370 I 58 0 I 56.0 I 59.0 I 57.0 63 I 0.5888 I 17.0 55.0 
170 I 700 I 596 035 I 601.410 I 5.375 I 59.0 I 57.0 I 60.0 I 57.0 63 I 0.5888 I 17.0 56.0 

340 I 5.00 I 601 410 I 606.715 I 5.305 I 60.0 I 580 I 61.0 I 58.0 73 I 0.8202 I 15.0 56.0 
340 I 500 I 606.715 I 612025 I 5310 I 610 I 580 I 61.0 I 59.0 73 I 0.8202 I 15.0 56.0 
340 I 5.00 I 612025 I 617 340 I 5.315 I 61 0 I 590 I 620 I 600 73 I 0.8202 I 15.0 56.0 

DRY GAS METER ORIFICE DRY GAS METER ORIFICE 
CALIBRATION FACTOR CALIBRATION FACTOR Individual Individual 

VOLUME VOLUME VOLUME VOLUME VOLUME Run Orifice 
CORRECTED CORRECTED CORRECTED CORRECTED NOMINAL y dH@ 

Ambient Temperature 

Final Average 
!dea Fl !dea Fl 

I 57.0 I 57.0 
I 57 0 I 57.0 
I 57 0 I 57.0 

I 560 I 56.0 
I 57.0 I 56.5 
I 57 0 I 57.0 

I 550 I 55.0 
I 56.0 I 55.5 
I 56.0 I 56.0 

I 56.0 I 56.0 
I 56.0 I 56.0 
I 560 I 56.0 

Orifice Orifice 
Average Average 

Vm(std) Vm(std) Ver( std) Ver( std) Ver Value Value 0.95 < y Ymax - Ymin 0.98 < YfYd dH@-dH@av 
(cuftl Oitersl (CU ft) Oitersl 
5452 154.4 5.342 1513 
5.449 154.3 5.342 151 .3 
5437 154.0 5.342 151 .3 

5.578 158.0 5.506 155.9 
5.565 157 6 5503 1559 
5.570 157.7 5.501 155.8 

5.532 156.7 5463 154.7 
5529 156.6 5460 154.6 
5.526 156.5 5.458 154.6 

5.466 1548 5.431 1538 
5.466 154.8 5.431 153.8 
5.463 154.7 5.431 153.8 

SIGNED: Signature on file 

lcuftl (number) (1nH201 < 1.05? < 0.010? < 1.02? < 0.155? 
5.205 1.491 Pass 
5.205 0.980 1.489 Pass 
5.205 0.983 1.486 Pass 

Average 0,981 1.489 Pass Pass Pass 

5.354 0.987 1 471 Pass 
5.357 0.989 1.471 Pass 
5.360 0.988 1 471 Pass 

Average 0.988 1.471 Pass Pass Pass 

5 302 0.988 1.6 15 Pass 
5.305 0.988 1.615 Pass 
5 308 0.988 1615 Pass 

Average 0.988 1.615 Pass Pass Pass 

5281 0993 1.661 Pass 
5.281 0.994 1.660 Pass 
5.281 0.994 1657 Pass 

Average 0.994 1.659 Pass Pass Pass 

I Average Yd: 0.987 dH@: 1.559 I 
Q @ dH = 1: 0.601 

Date: 1f7/2017 
~~~~~~~~~~~~~~ 

Semi.Annual Meter Calibt"ation 1-7- 17 17 wcs wcs 
51112017 

12:19 PM 
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Orrfrce Method · Trrplrcate Runs/Four Calibralron Pornls 
Englrsh Meler Box Unrts, Englrsh K' Factor 

SEMl·ANNUAL DRY GAS METER/ORIFICE CALIBRATION 

Model # cSOOO 
ID# 18wcs 

Filename Y ICalrbratrons\Melers\18-wcs\2016\jSemr-Annual Meter Calrb<atron - 18 wcs 10-5-16 xlsJWCS Date 10/512016 
Frie Modified From APEX 522 Serres Meler box Calrbratron 
Revised 4/812005 

Volume Volume 
dH Tr me Initial Final 

(rn H20l Cm1nl (CU ft) (CU ft) 

013 I 26 00 I 458180 I 463 515 I 
013 I 2600 I 463515 I 468 855 I 
013 I 26 00 I 468 855 I 474 205 I 

0.65 I 12 00 I 425 535 I 430 985 I 
065 I 12 00 I 430 985 I 436.455 I 
065 I 12 00 I 436 455 I 441 .925 I 

200 I 7 00 I 441 925 I 447 345 I 
200 I 7 00 I 447 345 I 452 760 I 
200 I 7 00 I 452 760 I 458180 I 

390 I 500 I 409 500 I 414.835 I 
390 I 500 I 414835 I 420180 I 
390 I 500 I 4201 80 I 425 535 I 

DRY GAS METER 

VOLUME VOLUME VOLUME 
CORRECTED CORRECTED CORRECTED 

Vm(std) Vm(std) Ver( std) 
Ccuftl llrtersl (CU ft) 
5 261 149.0 5244 
5 259 148.9 5.244 
5 264 149.1 5.242 

5.420 153 5 5.395 
5429 153 8 5.395 
5.419 153 5 5.395 

5382 152 4 5.353 
5 370 152.1 5.353 
5 367 152 0 5353 

5 373 152 2 5329 
5 373 152 2 5326 
5373 152 2 5.326 

SIGNED Sr_g_nature on File 

Bar Pressure 29 90 (rn Hg) 
Performed By A Edmondson 

DRY GAS METER READINGS CRITICAL ORIFICE READINGS 

Volume lnrtral Temps. Frnal Temps Orrf1ce K' Orrfice Actual Ambient Temperature 
Total Inlet Outlet Inlet Outlet Serra I# Coefficient Vacuum Initial Final Average 
(CU ft) Cdeo Fl (dee Fl (deo Fl (deo Fl (number) Csee above) (rn Hal Cdeg Fi (deg F) (deg F) 
5 335 I 75 0 I 74 0 I 76 o I 75.0 33 I o 1553 I 26 0 700 I 70.0 I 70 0 
5 340 I 76 0 I 750 I 77 0 I 75.0 33 I 0 1553 I 26 0 700 I 70.0 I 70.0 
5350 I 77 0 I 750 I 77 0 I 76.0 33 I 0 1553 I 26 0 70 0 I 71.0 I 70.5 

5450 I 72 0 I 700 I 72.0 I 11 o 48 I 03465 I 22 0 71 0 I 71 .0 I 71.0 
5.470 I 72 0 I 71 0 I 74 0 I 720 48 I 03465 I 22 0 71.0 I 71 0 I 71 0 
5470 I 74 o I 72 0 I 750 I 720 48 I 03465 I 22 0 71 0 I 71.0 I 71 o 

5420 I 750 I 72 0 I 750 I 73.0 63 I 05888 I 180 I 70.0 I 700 I 700 
5415 I 750 I 730 I 760 I 74 0 63 I 05888 I 180 I 700 I 700 I 700 
5420 I 760 I 74 0 I 760 I 750 63 I 05888 I 180 I 700 I 700 I 70.0 

5 335 I 690 I 680 I 700 I 680 I 73 I 08202 I 150 I 690 I 70 0 I 69.5 
5345 I 700 I 680 I 71 0 I 700 I 73 I 08202 I 150 700 I 700 I 70.0 
5355 I 71 0 I 700 I 72 0 I 70.0 I 73 I 08202 I 150 700 I 700 I 700 

ORIFICE DRY GAS METER ORIFICE 
CALIBRATION FACTOR CALIBRATION FACTOR lndrvrdual Individual Orifice Orifice 

VOLUME VOLUME Run Orrfice Average Average 
CORRECTED NOMINAL y dH@ 

Ver( std) Ver Value Value 095 < y Ymax - Ymin 0.98 < Y/Yd dH@-dH@av 
Clrtersl 
148 5 
148.5 
1484 

152.8 
152 8 
152 8 

151 6 
1516 
1516 

1509 
1508 
1508 

Ccuftl (number\ lrn H20l < 1 057 < 0.0107 < 1.02? < 0.1557 
5270 0.997 1.774 Pass 
5270 0.997 1.773 Pass 
5272 0.996 1.773 Pass 

Average 0.997 1.773 Pass Pass Pass 

5 432 0.996 1.799 Pass 
5432 0 994 1.796 Pass 
5432 0.996 1.794 Pass 

Average 0.995 1.796 Pass Pass Pass 

5 379 0995 1.906 Pass 
5 379 0997 1 903 Pass 
5 379 0997 1 899 Pass 

Average 0.996 1.903 Pass Pass Pass 

5350 0992 1 930 Pass 
5352 0991 1.928 Pass 
5 352 0.991 1 925 Pass 

Average 0.992 1.928 Pass Pass Pass 

I Average Yd: 0.995 dH@: 1.850 I 
Q@dH = 1: 0.551 

Date 10/5/2016 
~~~~~~~~~~~~~~ 

Sem .. Annual Meter Cahbrat ion • 18 wcs 10-5-16 WCS 
511/2017 

12:20 PM 
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SEMI-ANNUAL DRY GAS METER/ORIFICE CALIBRATION 

Orifice Method - Tnpl1cale Runs/Four Calibration Points Model # 
English Meter Box Units, English K' Factor ID#· 
Filename C·\Users\Oave Wonderlyllnformation\Calibrallons\Meters\1-P&M\2017~Semi-Annual Meter Calibration 1-pm 1-30-17 xlsJWC: Date 

1 p&m 
1/3012017 

File Modified From APEX 522 Series Meter box Calibration Bar Pressure 30 10 (in Hg) 
Revised 4/812005 Performed By 

Meter Serial # 
m Edmondson 
852046500 

DRY GAS METER READINGS CRITICAL ORIFICE READINGS 

Volume Volume Volume lnillal Temps Final Temps. Orifice K' Orifice Actual 
dH Time ln1llal Final Total Inlet Outlet Inlet Ouilet Senal# Coefficient Vacuum 

Cm H20l Cm1nl (CU ft) {cu Ill {cuftl (deq Fl (deQ Fl {deq Fl (deg Fl (number) (see above} (In Hg) 
012 I 26 00 I 57 885 I 63175 I 5290 I 67 0 I 650 I 680 I 660 33 I 0 1553 I 230 
012 I 2600 I 63175 I 68 460 I 5.285 I 68.0 I 660 I 69.0 I 660 33 I 0 1553 I 230 
012 I 2600 I 68 460 I 73 735 I 5 275 I 69.0 I 660 I 70 0 I 68 0 33 I 0 1553 I 230 

063 I 1200 I 10000 I 15385 I 5 385 I 63.0 I 620 I 64 0 I 62 0 48 I 03465 I 21 0 

063 I 1200 I 15 385 I 20 775 I 5 390 I 64 0 I 620 I 650 I 630 48 I 03465 I 21 0 

063 I 1200 I 20115 I 26180 I 5405 I 650 I 630 I 650 I 64 0 48 I 03465 I 21 0 

1 90 I 7 00 I 41925 I 47 245 I 5 320 I 66.0 I 640 I 67 0 I 650 I 63 I 05888 I 17 0 I 
1 90 I 7 00 I 47 245 I 52 570 I 5 325 I 67 0 I 650 I 670 I 660 63 I 05888 I 17 0 
1 90 I 7 00 I 52570 I 57885 I 5 315 I 67.0 I 660 I 68 0 I 66 0 I 63 I 0 5888 I 170 I 

3 50 I 500 I 26180 I 31 435 I 5.255 I 65.0 I 64 0 I 66.0 I 64.0 I 73 I 0.8202 I 14 0 

3 50 I 5.00 I 31 435 I 36680 I 5.245 I 660 I 64 0 I 67.0 I 64.0 I 73 I 0 8202 I 14 0 
3 50 I 5.00 I 36680 I 41925 I 5 245 I 67 0 I 64 0 I 67 0 I 650 I 73 I 0 8202 I 14 0 

ORY GAS METER ORIFICE DRY GAS METER ORIFICE 
CALIBRATION FACTOR CALIBRATION FACTOR fnd1v1dual 

VOLUME VOLUME VOLUME VOLUME VOLUME Run 
CORRECTED CORRECTED CORRECTED CORRECTED NOMINAL y dH@ 

Vm(std) Vm(sld) Ver( std) Ver( std) Ver Value Value 095 <Y 
Ccuft} (11tersl (Cu ftl (liters) (cu ftl (number) (mH20) < 1 05? 
5.336 151.1 5.304 150.2 5.245 0994 1 639 Pass 
5.324 150.8 5.304 150.2 5.245 0 996 1 638 Pass 
5.304 150.2 5.304 150.2 5.245 1.000 1 635 Pass 

Average 0.997 1.637 

5 478 1551 5473 1550 5.391 0999 1 734 Pass 
5475 1551 5473 1550 5.391 1 000 1 732 Pass 
5483 1553 5470 1549 5.393 0998 1 730 Pass 

Average 0.999 1.732 

5.400 1529 5.420 153.5 5349 1 004 1806 Pass 
5.398 1529 5.417 1534 5.351 1.004 1 804 Pass 
5.382 152.4 5.417 153.4 5.351 1 006 1 802 Pass 

Average 1.005 1.804 

5363 151 9 5.393 152 7 5.322 1 006 1 716 Pass 
5347 151.4 5.393 152.7 5.322 1.008 1 716 Pass 
5342 151 3 5393 152.7 5.322 1 009 1 714 Pass 

Averaae 1.008 1.715 

I Average Yd: 1.002 dH@: 1.722 I 
Q@dH=1: 0.572 

SIGNED. Signature on File Date ~ 

Ambient Temperature 

lnillal Final Average 
(deg Fl (deg F) (deg Fl 
650 I 65 0 I 65 0 
65.0 I 650 I 65 0 
650 I 650 I 65 0 

630 I 630 I 63 0 
630 I 630 I 63 0 
630 I 640 I 63 5 

640 I 640 I 64 0 
640 I 650 I 64 5 
64.0 I 650 I 64 5 

64 0 I 64.0 I 64.0 
64.0 I 64.0 I 64.0 
64.0 I 64.0 I 64.0 

lnd1v1dual Orifice Orifice 
Orifice Average Average 

Ymax - Ym1n 0.98 < YIYd dH@ - dH@av 
< 0.010? 

Pass 

Pass 

Pass 

Pass 

< 1.02? < 0 155? 

Pass Pass 

Pass Pass 

Pass Pass 

Pass Pass 

Semi-Annual Meter Calibration 1-pm 1-30.17 WCS 
51112017 

12:20 PM 
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Accep1ao111ty 
Criteria 

PitotlD 

026 
027 
047 

Notes: 

S Type Pitot Tube Dimensional Calibration Record 

------< A ':J[~ 
z 

Side View 

z < 1/8" w < 1/32" 

Side View, Side View, 
Impact Impact 

Date Calibrated By 
openings openings 
Properly Properly 

aligned, z < aligned, w < 
1/8" 1/32" 

1/6/16 SS y y 

1/6/16 SS y y 
1/6/16 SS y y 

Yes 

Pa= Pb 

y 
y 
y 

L~ M, - I 
~ c=cJ 
I~ M, ~ 

End View 

~1U1 < Ut < 

3/8" n/a n/a n/a 

Tubing 
M1 M2 M3 

Diameter, dt 

0.375 0.870 0.876 0.883 
0.375 0.927 0.928 0.915 
0.370 0 920 0.927 0.955 

Reference - Type.S Pitot Tube Calibration Study, Robert F. Vollaro, October 15, 1975 

n/a 

M4 

0.872 
0.935 
0 930 

If tube is not visibly defonned, then average face angles to tube axes is presumed to represent each of the individual face angles to the axis 

Reference "A Type-S Pilot Tube Calibration Study, Robert F. Vollaro. October 15, 1975 
If tube is not visibly deformed it is assumed that Pa =Pb= .5 x avg. of M1 M2, and that average face opening plane angles represent individual angles to tube axis 

n/a 

MS 

0.444 
0.396 
0.418 

--1 Ms ~ 

-----~? ~ 
• 
Pb 

• Pa 

• 
M• --1 I--

Too View 

11 .U~ Ut < I' < 1 .5 
n/a 10 degrees 5 degrees Dt 

Average Face 
Average Face 

Opening Plane 
Opening Plane 

Angle, offset 
M6 from 

Frontal Angle 
Ratio of P/Dt 

perpendicular 
from parallel to 

to transverse 
Longitudinal .... Axis 

0.410 -0.5 0.7 1.2 
0.399 -0.1 -1.4 1.2 
0.407 -0.5 1.7 1.2 

T 
M, 

! 

Status 

Pass 
Pass 
Pass 
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TIC Readout 

l.D. l.D. 

~ MlJN l ROSE 
Alli l ,I I \ ll~ 

DIGITAL TEMPERATURE READOUT CALIBRATION 

Digital Temperature Readout ID: PTC-42 
Readout Description: Handheld 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Thermocouple ID: 148 
T1 Reference Thermometer ID: 31301 O 
T2 Reference Thermometer ID: F95-1 95 
T3 Reference Thermometer ID: F95-195 

TIC - Readout Reference Thermometer 
OF OF 

148 Reading 1 Reading 2 Reading 3 Average Reading 1 Reading 2 Reading 3 Average 

T3 (OIL) PTC-42 362 362 362 362 352 352 352 352 
T2 (Boiling H20) PTC-42 211 211 211 211 212 212 212 212 

T1 (Ice/Water) PTC-42 31 31 31 31 32 32 32 32 

1) Difference % (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Thermocouple Source Readings 
TIC Source TIC - Readout TIC Source 

SIN OF OF 
Reading 1 Reading 2 Reading 3 Average Reading 1 Reading 2 Reading 3 Average 

T4 (-650 F) SIN 106970 660 660 660 660 650 650 650 650 
T3 (-370 F) SIN 106970 365 366 366 366 370 370 370 370 
T2 (-212 F) SIN 106970 212 212 212 212 212 212 212 212 
T1 (-32 F) SIN 106970 32 32 32 32 32 32 32 32 

1) Difference% (0 R) =Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0R) 

Difference . 

OF %, (oR) 

10.0 1.2% 

1.0 0.1 % 
1.0 0.2% 

Difference 

OF %, (oR) 

10.0 0.9% 
4.3 0.5% 
0.0 0.0% 
0.0 0.0% 

Pass 
Pass 
Pass 

11 

II 
Pass 
Pass 
Pass 
Pass 

"' O'I 
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TIC Readout 
l.D. l.D. 

MON'I RO~ l:: 
"- 1 R ll l I\ I I I ' \ I It 'I. I l I ' 

DIGITAL TEMPERATURE READOUT CALIBRATION 

Digital Temperature Readout ID: 17-WCS 
Readout Description: Control Box 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Thermocouple ID: 148 
T1 Reference Thermometer ID: 313010 
T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

148 Readinq 1 Readinq 2 Readinq 3 Averaqe Readinq 1 Readina 2 Readinq 3 Averaqe 

T3 (OIL) 17-WCS 360 360 360 360 352 352 352 352 
T2 (Boiling H20) 17-WCS 210 210 210 210 212 212 212 212 

T1 (Ice/Water) 17-WCS 30 30 30 30 32 32 32 32 

1) Difference% (0 R) =Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Thermocouple Source Readings 
TIC Source TIC - Readout TIC Source 

SIN OF OF 
Reading 1 Reading 2 Reading 3 Average Readinq 1 Readinq 2 Readinq 3 Averaqe 

T4 (-650 F) SIN 106970 658 658 658 658 650 650 650 650 
T3 (-370 F) SIN 106970 365 365 365 365 370 370 370 370 
T2 (-212 F) SIN 106970 211 211 211 211 212 212 212 212 
T1 (-32 F) SIN 106970 30 30 30 30 32 32 32 32 

1) Difference % (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Difference 

OF %, (oR) 

8.0 1.0% 
2.0 0.3% 
2.0 0.4% 

Difference 

OF %, (oR) 

8.0 0.7% 
5.0 0.6% 
1.0 0.1% 
2.0 0.4% 

Pass 
Pass 
Pass 

Pass 
Pass 
Pass 
Pass 

"' C'> 
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TIC Readout 

l.D. l.D. 

MON I KOSl: 
IJll\111 \\Ill\ 

DIGITAL TEMPERATURE READOUT CALIBRATION 

Digital Temperature Readout ID: 18-WCS 
Readout Description: Control Box 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Thermocouple ID: 148 
T1 Reference Thermometer ID: 31301 0 
T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

148 Reading 1 Reading 2 Reading 3 Average Reading 1 Reading 2 Reading 3 Average 

T3 (OIL) 18-WCS 360 360 360 360 352 352 352 352 
T2 (Boiling H20) 18-WCS 21 2 212 212 212 212 212 212 212 
T1 (Ice/Water) 18-WCS 31 31 31 31 32 32 32 32 

1) Difference% (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Thermocouple Source Readings -

TIC Source TIC - Readout TIC Source 
SIN OF OF 

Reading 1 Reading 2 Reading 3 Average Reading 1 Reading 2 Reading 3 Average 
T4 (-650 F) SIN 106970 662 662 662 662 650 650 650 650 
T3 (-370 F) SIN 106970 364 364 364 364 370 370 370 370 
T2 (-212 F) SIN 106970 21 1 211 211 211 212 212 212 212 
T1 (-32 F) SIN 106970 30 30 30 30 32 32 32 32 

1) Difference % (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Difference 

OF %, (oR) 

8.0 1.0% 
0.0 0.0% 
1.0 0.2% 

Difference 

OF %, (oR) 

12.0 1.1% 
6.0 0.7% 
1.0 0.1 % 
2.0 0.4% 

Pass 
Pass 
Pass 

Pass 
Pass 
Pass 
Pass 
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TIC 
l.D. 

~w''\ MON l RO~ L 
·\I :t t l 1 I J 1 \ I i' V I ( ' 

THERMOCOUPLE CALIBRATION 

Thermocouple ID: 26 
Probe Description: 6' S-type pilot tube 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Digital Temperature Readout ID: 38-PTC 
T1 Reference Thermometer ID: 301370 

Readout 

l.D. 

T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

26 Readinq 1 Readinq 2 Readinq 3 Averaqe Readinq 1 Readinq 2 Readinq 3 Averaqe 

T3 (OIL) 38-PTC 355 355 355 355 352 352 352 352 
T2 (Boiling H20) 38-PTC 216 216 216 216 212 212 212 212 
T1 (Ice/Water) 38-PTC 33 33 33 33 32 32 32 32 

1) Difference % (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

263/592 

Difference 

OF 

3.0 

4.0 
1.0 

%, (°R) 

0.4% 
0.6% 

0.2% 

Pass 

Pass 

Pass 



TIC 
l.D. 

MUN I ROSI:: 
A I I~ I. I I l ~ 

THERMOCOUPLE CALIBRATION 

Thermocouple ID: 27 
Probe Description: 6' S-type pitot tube 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Digital Temperature Readout ID: 38-PTC 
T1 Reference Thermometer ID: 301370 

Readout 
l.D. 

T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

27 Reading 1 Reading 2 Reading 3 Average Reading 1 Reading 2 Reading 3 Average 

T3 (OIL) 38-PTC 353 353 353 353 352 352 352 352 
T2 (Boiling H20) 38-PTC 213 213 213 213 212 212 212 212 
T1 {Ice/Water) 38-PTC 32 32 32 32 32 32 32 32 

1) Difference% (0 R) = Difference (°F) I (Average Tref + 460) 
2) Pass if all Differences are less than 1.5% (0 R) 

Difference 

OF %, (oR) 

1.0 0.1% 

1.0 0.1% 
0.0 0.0% 

Pass 
Pass 
Pass 
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TIC 
l.D. 

THERMOCOUPLE CALIBRATION 

Thermocouple ID: 47 
Probe Description: 6' S-type pitot tube 

Date: 1 /4/17 
Performed By: SD/RD/DA 

Calibrated Digital Temperature Readout ID: 38-PTC 
T1 Reference Thermometer ID: 301 370 

Readout 
l.D. 

T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

47 Readina 1 Readina 2 Readina 3 Averaae Readina 1 Readina 2 Readina 3 Averaae 

T3 (OIL) 38-PTC 358 358 358 358 352 352 352 352 
T2 (Boiling H20) 38-PTC 212 212 212 212 212 212 212 212 
T1 (Ice/Water) 38-PTC 33 33 33 33 32 32 32 32 

1) Difference % (°R) = Difference (°F) I (Average Tref + 460) 
2) Pass if a ll Differences are less than 1.5% (0 R) 

Difference 

OF %, (oR) 

6.0 0.7% 

0.0 0.0% 
1.0 0.2% 

265/592 

Pass 

Pass 
Pass 



TIC 
l.D. 

1HV MON l KO~t 
,\J!t l) l \111 -.fjJ\. f( f\ 

THERMOCOUPLE CALIBRATION 

Thermocouple ID: 42 
Probe Description: 4' S-type pilot tube 

Date: 1/4/17 
Performed By: SD/RD/DA 

Calibrated Digital Temperature Readout ID: 38-PTC 
T1 Reference Thermometer ID: 301370 

Readout 

l.D. 

T2 Reference Thermometer ID: 805002803 
T3 Reference Thermometer ID: 805002770 

TIC - Readout Reference Thermometer 
OF OF 

42 Readino 1 Readino 2 Readino 3 Averaoe Readino 1 Readino 2 Readinc:i 3 Averac:ie 
T3 (OIL) 38-PTC 359 359 359 359 352 352 352 352 

T2 (Boiling H20) 38-PTC 212 212 212 212 212 212 212 212 
T1 (lceMlater) 38-PTC 33 33 33 33 32 32 32 32 

1) Difference % (0 R) = Difference (°F) I (Average Tref + 460) 

2) Pass if all Differences are less than 1.5% (0 R) 

Difference 

OF %, (oR) 

7.0 0.9% 
0.0 0.0% 
1.0 0.2% 

266/592 

Pass 
Pass 
Pass 
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APPENDIX B LABORATORY REPORTS 

R1414999 B-1 
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Appendix B.1 Hydrogen Chloride Laboratory Data 

R1414999 B-2 ., , I\ 1 U N l l U ~ l 



Atmospheric Analysis & Consulting, Inc. 

Client 
Client Project Name 
Client Project No. 
AAC Project No. 
Reporting Date 

: Delta Air Quality Services 
: Desert View Power 
: NA 

170394 
: 04/04/2017 

269/592 

On March 31 , 2017, Atmospheric Analysis & Consulting, Inc. received nine (9) liquid samples for HCI 
analysis by EPA Method 26A. Upon receipt each sample was assigned a unique Laboratory ID number 
as follows: 

Client Sample ID AAC Sample ID Client Sample ID AAC Sample ID 

l-HCL-Unit-1 170394-97841 3-HCL-Unit-2 170394-97846 

2-HCL-Unit-l 170394-97842 Reagent Blank-HCL DI H20 170394-97847 

3-HCL-Unit- l 170394-97843 Reagent Blank-HCL 0.1 N H2S04 170394-97848 

l-HCL-Unit-2 170394-97844 Field Blank 170394-97849 

2-HCL-Unit-2 170394-97845 

All of the analyses mentioned above were performed in accordance with AAC's ISO/IEC 
17025:2005 and NELAP approved Quality Assurance Plan. For detailed information pertaining 
to specific EPA, NCASI, ASTM and SCAQMD accreditations (Methods & Analytes), please 
visit our website at www.aaclab.com. 

I certify that this data is technically accurate, complete, and in compliance with the terms and 
conditions of the contract. No problems were encountered during receiving, preparation, and/or 
analysis of these samples. The Laboratory Director or his/her designee, as verified by the 
following signature, has authorized release of the data contained in this hardcopy report. 

If you have any questions or require further explanation of data results, please contact the 
undersigned. 

~~ ?L 
Marcus Hueppe 
Laboratory Director 

This report consists of 5 pages. 

Page 1 
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Client 

Atmospheric Analysis & Consulting, Inc. 

Laboratory Analysis Report 
Anion Analysis by IC 

Client Project Name 

AAC Project No. 

Analyst 

Delta Air Quality Services 

Desert View Power 

170394 

: JZ 

Sampling Dates : 03/28-29/2017 

Receiving Date : 03/3 1/2017 

Analysis Date : 04/04/2017 

Reporting Date : 04/04/2017 

HCI Analvsis bv EPA Method 26A 
. . . . . . . . . . .. . . . . . ' - . . . 

. Client : . A,AC: : : Sam.pie Volume : Analysis f{Cl . ·. . HCI : SRL m sam fo .: · 
. Sample ID :·· . · · .. ~ampfeU)> · .. (mt;,) . . . · DF · .. (\.iglmU : : :• : :(mg/sal'T]pl~) · > : >: ( ~ : · · P .. .>. 

. . . . . . . . ' . . . '' .·.·.·. . . · ... ' .. ' ' 

J-HCL-Unit-1 170394-97841 626 I 0 59.3 38.2 0.644 

2-HCL-Unit- I 170394-97842 660 10 65.6 44.5 0.679 

3-HCL-Unit-1 170394-97843 648 I 0 88.9 59.2 0.666 

1-HCL-Unit-2 170394-97844 637 10 31.2 20.5 0.655 

2-HCL-Unit-2 170394-97845 652 10 48.4 32.4 0.671 

3-HCL-Unit-2 170394-97846 655 I 0 63. I 42.5 0.674 

Reagent Blank-HCL DI H20 170394-97847 477 5 <SRL <SRL 0.245 

Reagent Blank-HCL O. IN H2S04 170394-97848 629 5 <SRL <SRL 0.323 

Field Blank 170394-97849 380 5 <SRL <SRL 0 .195 

<SRL-compound was analyzed for but not detected at or above the SRL (Sample Reporting Limit) 

SRL (ug/sample) =Method Reporting Limit (MRL) (0. 100 ug/mL) x Sample Volume (mL) x Analysis Dilution Factor x Method Dilution Factor 

~- .//----. 
Marcus Hueppe~ 
Laboratory Director 

1534 Eastman Ave., Ste. A • Ventura, • CA 93003 @ (805) 650-1642 • FAX (805) 650-1644 • www.aaclab.com 
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Analysis Date 
Analyst 

Sample ID ·_ . 
. . . 

Opening CV 

Continuing CV 

Closing CV 

Second Source 

. . 

*Must be 85-115% 

Atmospheric Analysis & Consulting, Inc. 

Oualitv Control/Oualitv Assurance Reoort 
EPA Method 26A 

: 04/04/2017 
: JZ 

Calibration Veri 
. . 

... Anal;Yte 
.. 

Chloride 

Chloride 

Chloride 

Ch loride 

Instrument ID 

'ication of the 031221201 7 Calibration 
. . .. . ... . . 

Target _-Measlireci 
Concentration . Concentration 

(ag/mL): • · -:-::( ug/ffiL) 

25.0 24.8 

25.0 25.5 

25.0 25.1 

25.0 24.8 

DIONEX IC# 1 

Percent Recovery 
(%)* 

. .. 

99.1 

102 

100 

99.2 

271/592 
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Analysis Date 
Analyst 

: 04/04/2017 
: JZ 

Atmospheric Analysis & Consulting, Inc. 

QUALITY CONTROL/ASSURANCE REPORT 
EPA Method 26A 

Instrument ID DIONEX IC # I 

272/592 

Method Blank Anal sis 

Analyte 

Chloride 

Arialyte . 

Chloride 

Sa1nple lD· 

170394-9784 7x5 

I 70394-97849x5 
•Mustoe <Iv7o 
••Must be 85-115% 

••• Must be 75-125% 

•• •• Must be < 25% 

..... ·-. 

· Sampl~ . 

cot)c~~triiti0n: 
· (uJtiTii.} 

0000 

laboratory Control Spi/re Analysis 

Spike 
: Concentration· 

· . (liglmL.) 

12.5 

Lab Sp1ke. 
Coocentration 

(uglml:.J 

Duplicate:Lab ( : Spike· 
Spike ·. ~overy 

Coh.cetifriiti.on · ... . 
(ugitrtt) : · · · ~~ )*:'· 

laboratory Control Spike 

I 11.6 I I 1.6 93. I 

Matrix Spike Analysis 

Duplicate 
Spike 

Recovery 
(%)4• 

93 .0 

siimple · · ... .Matn. i!:-Sni_ke. :Duplicate Matrix : Sp·_··_ik!_e·.. · · Duplieate 
· Spik ·c""~en· trart1·""· · Spike : ... . ··.· R·~co· ;,_e· ry· · Spike .· Conc~riifaiion • ConcentraticiJi · w~ w · · · · · · · · · ~ , · · 

(u!ji'iyiL)<• : (.usJ. mlf _ · · (ug/rriL) .co~ehtrat:ion : :. ~%)•••• .. Rec9~ery · 
· ·- fo~/mr-1 .· r.%1• .. ·• 

0.000 

Analyte. · 
. : 

Chloride 

Chloride 

Matrix Spike Analysis [Sample I 70394-97847x5} 

12.5 11.9 I 1.9 95.2 95.5 

Duplicate Sample Analysis 

Re$ult D11plicate Result 
(uglmf...) (ug/mL) 

. 

<SRL <SRL 

<SRL <SRL 

%R?p-• 

"\. \ 

"\_.\ 

DF 

5 

5 

Marcus Hueppe 
Laboratory Director 

% RPO• .. • .· 

0.1 

. ,· 

% RPD· ~·· 

. 

0.3 

Page 4 
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~--~\ JV\ONTROSE ~ I 1. 11t l l t• ·. L1 1 ' 't. R \ ' I ( l"i 

001- QS-119'15°1 
.. CN(A' /If ef"l\ 

PARTICULATE 
EPA METHOD 5 

Sample Date 
Project# 
Client/Location 
Sample Location 
Test# 

11; I< 11clhj 
I · f M - U Acetone Blank mg/ml 0 ' () 0 12. 

Data Analysis Date 
Analyst Initials 

Item Number Final Tare Gain Blank Aliquot 
Weight Weight Weight Correction Correction 

la) la) (mg) (mg) (ml/ml) 
1. Glass Fiber Filter Y'S~ 

o, 3~'5 3 03357 q,6 -- -
513<?' 

2. Probe and Nozzle Wash o.s rV,: (Acetone) 2156 %,~rl 2ii~1~ O. I \1.) 

A-c e ·~1e B}qYJk 2)57 2.1i~15 2t 1~11. o.·s /},~ 
1-~0 

274/592 

Net Gain 
{mg/Sample) 

q, 6 

a.Y 

Total Particulate = _ _;\;_Q_, O ___ m_..g'-

t.4w\ MONl ROSE i I " ' " 1,1., . ••. ~ , •.• ,, ,, 
Date of last revision 2114/2017 

Method of Sample Prep/Notes 

DS834008 
Master Document Storage\Forms\Datasheets\Lab Forms 



bi\ iv\ONTROSE 11 /,JI( l lll'.lll\ \Hl\' I< l\ 

PARTICULATE 
EPA METHOD 5 

275/592 

Project# 
Client/Location 
Sample Location 
Test# 

S- l/9C15"'1. 
,.__ ....................... ~-

Item Number Final Tare 
Weight Weight 

la) {a) 

1. Glass Fiber Filter <{) -
0. 3'-175 o .>s.55 5 J3c1 

2. Probe and Nozzle Wash 
(Acetone) 2151 n, ~5o~ 1~, 3560 

Sample Date 

0.0012 
Data Analysis Date 
Analyst Initials 

Gain Blank Aliquot 
Weight Correction Correction 

Cma) Cma) (ml/ml) 

IL<b - -

O.l\ Q, I l \~ 
1\7 

Net Gain 
(mg/Sample) 

\ Li 

0,3 

Total Particulate = _ _ \_2_. _\ _ _ m__,g.._ 

Method of Sample Prep/Notes 

Date of last revision 2/14/2017 
0$834008 

Master Document Storage\Forms\Datasheets\lab Forms 



PARTICULATE 
EPA METHOD 5 
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Project# 
Client/Location 
Sample location 
Test# 

ao1- as- 119'16°1 

Item Number Final Tare 
Weight Weight 

(a) (a) 

1. Glass Fiber Filter <?s -
D. ~~ 7~ o,gYJ J 31yo 

2. Probe and Nozzle Wash 
(Acetone) 1 ) ~C1 27.5({7 27.5U3 

Sample Date 

Q,0012. 
Data Analysis Date 
Analyst Initials 

Gain Blank Aliquot 
Weight Correction Correction 

(mg) (mg) (ml/ml) 

!2-.3 - -
o,y 0 I l l0% 

100 

Net Gain 
(mg/Sample) 

11, 3 

{) ,3 

Total Particulate = _ __.\_1-',_{ ___ m_,g.._ 

Method of Sample Prep/Notes 

'"'i" M9,N!. ~.~~t 
Date of last revision 2/14/2017 

DS834008 
Master Document Storage\Forms\Datasheets\lab Forms 



~' MONl ROSE 
• f ... llt llll '.l I \ ,. ,,, f( (' 

Project# 
Client/Location Pe>erf v;ow e~. J.letc"l 

PARTICULATE 
EPA METHOD 5 

Sample Location .... U'-""\1"""it....,.i __ _ 
Test # I- 11 d: U1. Acetone Blank mg/ml 0 . o oo ,If' 

Sample Date 
Data Analysis Date 
Analyst Initials 

277/592 

Item Number Final Tare Gain Blank Aliquot Net Gain 

1. Glass Fiber Filter 1; -
~I~ 2 

2. Probe and Nozzle Wash 
{Acetone) 2. l l) 

Au:-hr1t: glar1 k ·1121 

~v1\ M9,N1. ~~~~ 
Date of last revision 2/14/2017 

Weight Weight Weight Correction Correction (mg/Sample) 
(a) (Q) (mQ) (mQ) (ml/ml) 

0·3.'/1.i/ 6. ~3~1 l ~ ., __..... ·- 9, 3 . ..) 

<("J , ,.· .. _ 
jo.JS"i.1 ~; l o, I n ?~ I ~- ,.,.__,_ 

3'-'· l~S<t' 

l~ Cit3 IZ f t1il o . l 
1fp_ 
zc;o 

Total Particulate= /{. i 
Method of Sample Prep/Notes 

DS834008 
Master Document Storage\Forms\Datasheets\Lab Forms 

mg 



PARTICULATE 
EPA METHOD 5 

278/592 

Sample Date 
Project# 
Client/Location 
Sample Location 
Test# 1- - P J1.- U 2 Acetone Blank mg/ml D · 000 Y 

Data Analysis Date 
Analyst Initials 

s/i'l//7 
'i/~//7 
A6113 

Item Number Final Tare Gain Blank Aliquot Net Gain 
Weight Weight Weight Correction Correction (mg/Sample) 

(a) (a) (mq) (mq) (ml/ml) 
1. Glass Fiber Filter <{) -

0 6fl</ 0.331~ q,~ - - 9,s-
slB~ 

2. Probe and Nozzle Wash 135 (Acetone) i1 ·i3 Z'l,(,s/'( ri_'i .t-(fl 3.J o. ( ·- 3~ z... 
,35 

Total Particulate= I Z, 7 mg 

Method of Sample Prep/Notes 

~"1' ~9.~~. ~9~~ 
Date of last revision 2/14/2017 

DS834008 
Master Document Storage\Forms\Datasheets\Lab Forms 



~"1'~ MONTROSE I I : 111 ~ll' .LI!\ \ i ~, . I( l ... 

Project# 
ClienULocation ihJ Y°""'f'b\l"'lr 1 .Macq 
Sample Location VV!j 1 

PARTICULATE 
EPA METHOD 5 

Sample Date 

Test# 'S- P/j - 1)'2. Acetone Blank mg/ml o . ouo y 
Data Analysis Date 
Analyst Initials 

Item Number Final Tare Gain Blank Aliquot 
Weight Weight Weight Correction Correction 

fa) fa) (ma) (ma) (ml/ml) 
1. Glass Fiber Filter fs ·-

S/)Lj K> -)to i.. o.~~2 1 5?, I - --
2. Probe and Nozzle Wash ID 3 (Acetone) ·2X2~ JD. 22. I / 30. 2.f S'o 3. ( o , \ !03 

Total Particulate= 

Method of Sample Prep/Notes 

279/592 

Net Gain 
(mg/Sample) 

'i?, I 

3.0 

mg 

.v1'1 !"'~hJT, ll~~~ 
Date of last revision 2/14/2017 

DS834008 
Master Document Storage\Forms\Datasheets\Lab Forms 
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Delta~ 
A ir Q uality Services, Incorporated 

~ ~ '\ MON I RU~t 
I I It Ill\ I I I) q \ " 

SULFATE TITRATION 

Project# 
---,--,,...-----.--

Client/Location llJlQ t_J__l_ 
Sample Location $-4.;Z k~ 

Titrant Used O , O / t?V &J:j;; 
Total Aliquot 

Test Sample Vol (ml) Vol (ml) 
Number Descriotion (TV) Vrecon Vevao (Va) 
Blank (Vti1): 3% H202, 80% IPA c::?O-(/ 
6 Li m- .1/ .. n ....:?(} tJ 

Sample Date 
~"--.L=+-....._,<--:,<----

A n a I y sis Date -~~~~~~"'--
Analyst Initials -~=--..:....,.L-..c:c..'-------

Titrant 
Vol (ml) X-Blank mg/ 

(Vt) Vol (ml) Comments Samo le 

o.~7~~ o. 10 
'),(l 'C./C 0 .10 

Standardization: 10: le? 10.03 N = 
(.02)(V,) o.ooJ?-· = 

0.02000 N H2S04 e-
"70. 

-.::>- /0. 1.£1 v, 
Audit Sample: /ODC)j;, ,,___s(~ 10. oc.1 '7. 9 r;, ':/· 7'/~)S::J/ 

("" / )~ S'C<.; / 0 ) .s-.Y ;O. O~ 9 S: L/ % Recovery 
/ / 3 . . 

/-;SC>< P;;caJ/ C/30 O?O _() 3.91 
3,g,;;( 

~-54< ?;C-JI ~VO O?O~ 3 .JS :s,og 
-s J '? 

3-~ i;r;;cJI L/!/~ c?OJI 5-~5 .--?. ~ !/ :3s0 
~_SUx -:z;-c.,,t/ ,3<JS cS?{}Y c?.St/ 

,...;;?, '5t/ b::7. ~Y' 

SSLk c/;:Ci/ (/31? 2of' P.83 
,...;;?, g V' V,?l/ 

6S0< :z:;:;cA-L 
/ / 

C//L/ ao__tl ~:~~ c 
:}?,9 ~ 

:>~ ~ct_/ 3~.;;; O?OY Cl,3& o -~,..., £= .vc;;r~ > 
.~ ~,rr: O<-1-<..-..... 

'3-.SL;c z;:a/ V3P ::XO-I c?./S ::?~Y> L.? 1>9. 

9-SCk :z;c_,11 //00 h/OY.-
~.K3 
~. g,;.:::J d.~3 

10£~ .~&.:// ~s~ ~cif o?.~ [,...,;? b?. >o 
1/S(k -::z;:cJ/ ~9'{J l;?O_fl J ,,?t/ 

z -:,;Jt/ 3,11/ 
~ 

EPA Audit (3 2 .03)(N)(V t - Vbl)( I OO) (0.804)(N )(Vt - Vb!)( TV )(Tref) 
in mg/dscm (V a )(0.02 1) SOx. ppm= (Vmstd)(Va) 

mg Hi S04 • 2H20 = (Vt-Vbl) (N) (67) (TVNevap) (Vrecor!Va) 

Date of last revision 10/14/2015 

Method of Sample Prep/Notes 

DS834016 
Master Document Storage\Forms\Datasheets\Lab Forms 
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Delta/1. 
Air Ouolity S•rvkes, Incorporated 

t&t\ MON I RO~f. 
\Ir l'J \I I 'I 'I ' 1 

SULFATE TITRATION 

Project# ---,=--..-"7""T""""---,-,--=-
Cl ient/Locatio n ~ flQ__ 

Sample Location ,:s;/;J &;c; c~~ 

Test 

Titrant Used CJ, QI A) D oC{x 

Total 
Vol (ml) 

Vreron Veva Comments 

/L/8 

mg/ 
Sam le 

EPAAudit (3 2 .03 )(N)( Vt -Vb /)( J OO) 
in mg/dscm ( v 0 ) ( o. o 2 J ) SO., ppm= 

(0.8 04)(N )(V 1 - Vb l)(TV )(Tref} 

(V m s 1d )(V a ) 

Della~ r. I\ Mo, 1 RO\L 
•~Owlolio""*"·i.....-- • I 

Date of last revision 10/14/2015 

Method of Sample Prep/Notes 

DS834016 
Master Document Storage\Forms\Datasheets\Lab Forms 
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23917 Craftsman Rd., Calabasas, CA 91302 • (818) 223-3277 •FAX (818) 223-8250 

April 11, 2017 

Dave Wonderly 
Delta Air Quality 
1631 E. St. Andrew Place 
Santa Ana, CA 92705 

re: Desert View Power 

Dear Dave: 

environmental consultants 
laboratory services 
atmaa.com 

LTR/021/17 

Please find enclosed the laboratory analysis report, quality assurance summary, 
and the original chain of custody form for four M25.3 SUMMA canister/impinger 
samples received March 31 , 2017. 

The M25.3 canister samples were analyzed for carbon monoxide, methane, 
carbon dioxide, ethane, TGNMO, and oxygen. The water vials were analyzed for 
TOC. Also enclosed is a data package for M25.3. 

Sincerely, 

AtmAA, Inc. 

,~~~J~ 
Senior Analyst 
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23917 Craftsman Rd., Calabasas, CA 91302 • (818) 223-3277 •FAX (818) 223-8250 

LABORATORY ANALYSIS REPORT 

environmental consultants 
laboratory services 
atmaa.com 

Organic Carbon Analysis in Water lmpinger and Methane & TGNMO Analysis in 
SUMMA Canister Samples from lmpinger/Canister Train Sample Collection 

Report Date: April 10, 2017 
Client: Delta Air Quality Services, Inc. 

Project No.: none given 
Source Location : Desert View Power 

Source JD: Unit 1 & Unit 2 Stack Breaching 

Date Received: March 31, 2017 
Date Analyzed: March 31, - April 5, 2017 

Methane, ethane and total gaseous non-methane organics were measured by flame ionization 
detection/total combustion analysis (FID!TCA). Organic carbon in water vial samples 
were measured by Dohrman total organic carbon analyzer, water FID!TCA. 

Canister 
Carbon Canister Canister Canister lmpinger lmpinger 

I Lab No. J ID Monoxide Methane Ethane TGNMO Carbon Volume 
Unit 1 (concentration, ppmv) (ml) 

10907-1 1A - voe - (152) <2 <2 <2 <2 
lmpinger D40 1.74 2.90 

10907-2 1s - voe - (109) <2 1.92 <2 <2 
lmpinger D41 2.25 3.02 

Unit 2 
10907-3 1A - voe - (162) <2 <2 <2 <2 

lmpinger D42 1.97 3.04 
10907-4 18 -VOC - (160) <2 <2 <2 <2 

lmpinger D43 0.39 2.88 

TGNMO is total gaseous non-methane organics (excluding ethane), reported as ppmvC. 
Ethane is reported as ppmvC. 
*Note - lmpinger sample results are not field blank corrected. The field blank (impinger 044) 
contained 0. 29 ug carbon, corresponding to 0. 15 ppm carbon for a 3. 89 liter sample. 
P 1 and P 2 are initial and final pressures measured in mm Hg. 

Canister 
Oxygen 

(%v) 
7.33 

7.67 

7.86 

7.68 

Canister 
Carbon 
Dioxide P, P2 

(%v) 
12.5 453 821 

12.2 453 820 

12.2 479 820 

11 .7 508 
8=01 

4.kJ:J~ 
Senior Analyst 

page 1 of 2 



QUALITY ASSURANCE SUMMARY 
(Repeat Analysis) 

Source Location : Desert View Power 
Date Received: March 31 , 2017 
Date Analyzed: March 31 , -April 5, 2017 

Sample Repeat Anal sis Mean % Diff. 
ID Run #1 Run #2 Cone. From Mean 

Components (Concentration in ppmv) 

Carbon Monoxide 1A- voe - (152) <2 <2 
18 -VOC - (109) <2 <2 
1A- voe - (162) <2 <2 
18 -VOC - (160) <2 <2 

Methane 1A-VOC-(152) <2 <2 
18 - VOC - (109) 1.81 2.03 1.92 5.6 
1A - voe - (162) <2 <2 
19 -voe - (160) <2 <2 

Ethane 1A -VOC - (152) <2 <2 
18 -VOC - (109) <2 <2 
1A - voe - (162) <2 <2 
18-VOC - (160) <2 <2 

TGNMO 1A- voe - (152) <2 <2 
18 -VOC - (109) <2 <2 
1A - voe - (162) <2 <2 
18 -VOC - (160) <2 <2 

(Concentration in %v) 
Oxygen 1A-VOC - (152) 7.21 7.44 7.33 1.5 

Carbon Dioxide 1A-VOC - (152) 12.5 12.4 12.5 0.45 

Mean % Diff. 
Cone. From Mean 

(Concentration in ppmv) 
lmpinger TOC lmpinger D40 1.79 1.69 1.73 1.74 0.38 

lmpinger 041 2.32 2.24 2.18 2.25 3.0 
lmpinger D42 1.97 1.93 2.00 1.97 1.69 
lmpinger 043 0.35 0.39 0.44 0.39 11 .9 

A set of 4 SUMMA canisterlimpinger samples, laboratory number 10907-(1 - 4), were analyzed 
for methane, ethane, total gaseous non-methane organics (TGNMO), TOG, 02, CO, and C02. 
Agreement between repeat analysis is a measure of precision and is shown in the column 
"%Difference from Mean". The average% Difference from Mean for 7 repeat measurements 
from the sample set of 4 SUMMA canisterlimpinger samples is 3. 5%. 

page 2 of 2 
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Date: April 10, 2017 

AtmAA, Inc. 

Laboratory Analysis Data Package 

Client: Delta Air Quality 
Project: Desert View Power 

Sample Location: Unit 1 & Unit 2 Stack Breaching 
Project No.: none given 

Date Received: March 31, 2017 
Date Analyzed: March 31, - April 5, 2017 

Lab No.: 10907 - (1 - 4) 
M25.3 

287/592 



Presheet 

cue:f:>-c \--h~ 
DATE: 3 I 3\ ( ( 3--

LAB# SAMPLE ID CAN/TANK Trap 

la0lo+- l \.SL.._ 11'-.. LL O 

- / ~D'\ "\::>£'.\:\ 

-~ l ( .-. \)l\7 

-L\ l ( - r\ \)4<.. 
I ...-

-s- \o\\.:. "b4'--\ 

P atm =_-::r......;3;;.__\? __ 

Samples Pressurized with: tJ L --------"'=----

288/592 

4~3 02-
P2 

JI--~ B2D T~...,. 

L\:5~ 61 p) 
71 r-i ("'\ 32Z) 1 \ 

SO'ffi f\/;) 
-



10907-1-4 253 

3/29/17 I n2 bkg J._ 266_Q1 

chart ~ av bk b1 
2579 2634 

CC137629 
co 
ch4 
co2 
tgnmo 
c2 
FF18628 
co 
ch4 
co2 
tgnmo 
c2 
tgnmo 

0 
13077 
23623 
57675 

116694 
220541 

j 1:.wx j10x 
135996+ 101 7751 1 5.05 14226 10.11

1 

1334~ 99.8 7270 4.99 13630 . 9.98 
5387591 398 1 31277 19.9 57344-i- 39.8 
223201 161.2 15737 8.06 26283 16.12 

b2 
4x 

36097 
35169 f--

147575j 
60335 
28759 

' 105076 792 59j 3.i 11504 I 7 .92 
llow pr:'o{ - " - 2.01 . --=-__-------+--L -_---+-_ t'_-~-~ 

3.00 1 1.50 + 1 

o ch4 4.o~-- [ 2oof I t : 
ao~1 72,gj .J --I-- r- I 

16.12 13630 9.98
1 l -+- r 

:~-~ ~~~~~ ! ~::.~ ~ ~1--~j-- -;____ --- ~t 
161 .2 1334681 99.8 J I 

2767 

25.25 
24.95 
99.5 
40.3 
19.8 

289/592 

2x 
70998 
69497 

283510 
119354 
56268 

50.5 
49.9 
199 

80.6 
39.6 

~~~~~~~~~~~~~~~~~~ 

(.) 

180 

160 

140 

~ 120 
0. 
0. 100 
(.) 

g 80 
(.) 

60 

40 

20 

0 

0 

TGNMO by fid/tca 

y = 0.0007203x 
R2 = 0.9988494 

100000 200000 
response 

300000 

Page 1 

u 
> 
E 

120 

100 

80 

8: 60 
..; 
c: 
0 
u 

40 

20 

0 

CH4 by fid/tca 

y = 0. 0007396x 
R2 = 0. 9993452 

50000 

response 

100000 150000 



10907-1-4 253 

A B c D E F G H 

I 7 
8 
9 

N2 bkg 2339 2320 T 3.61 
avg 
ch4 

2330 10644 

cc137629 

ethane
1 co 

tgnmo rf 
161.2 

220868 0.000739 
220338 

rf 
99.8 

132080 0.000756 
131993 

1% co2 
+ J- jch4 

;tgnmo ppm 

.. 

.. 
697 
780 

.. 

11046 
11039 
10877 
10889 
11186 
11187 j 
11177 
11139j 

0.00 
0.00 
1.81 
2.03 
0.00 
0.00 
0.00~ 

0.00 
#DIV/O! 
#DIV/O! 
#DIV/O! 

i #DIV/O! 

jarea response factor 

L 101 134033 

3.61 
3.61 
3.55 
3.55 
3.55 
3.55 

3.621 
3.62 

I rf 

79.2 . 10480~ 0.0007561 

0.000754 Ethane 
32 dil p1 p2 lab# area cone 
33 10 453 821 10907-1 
34 1.9 453 821 10907-1 
35 1.9 453 820 10907-2 
36 1.9 453 820 10907-2 
37 2 479 820 10907-3 1 
38 2 479 820 10907-3 

+ 
39 2 508 820 10907-4 
40 2 508 820 10907-4 

0.00 
0.00 
0.00 
0.00 
a.oar 
o.oo l 
0.00 
0.00 

Page 1 

cone 

.. 
-.-- -

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

J 

bkg_ tgnmo 
ppm 

10644 1.024 
10644 1.006 
10467 1.042 
10467 1.073 
10467 1.819 
10467 1.822 
10673 1.202 
10673 1.111 

0 #DIV/O! 
0 #DIV/O! 
0 #DIV/O! 
0 #DIV/O! 

290/592 



291/592 

10907-1-4 253 

following are calculation formulas using sample 10907-1 as an example: 
I 
~!OR 25.3 CANISTERt ~ 

L L 
co = $E$31 *E33*C33/B33*A33 I 
CH4 = ~$12*E16*C16/B16*A16 

~ 
r 

TGNMO = +$E$12*(F16-l 16)*C16/B16*A 16 L 
Ethane = $F$29*G33 *C33/B33* A33 

t t C02 bkg = $H$9*H 16/$H$8 I -1 T -r l 
~ I 

i I -- - 4 - 1-- r 

r -1 ---'-----

- _J 

T + 

Page 1 



292/592 

low level recovery 

date 4/3/2017 4/3/2017 
time 9:27:43 15:15:13 .. 

+ I t---3-point 

t 
+ 

rt tgnmo 0.0007203 

area n2 bkg 2339 2320 
t 

area ff18628/2 4430 4357t - -I area net 2091 2037 

+ I-

ppmv cone 1.51 1.47 

+ ~ 
ppmv theo 1.50 1.50 

f _ recovery %R 100.4 97.8 

- + 
ethane 

area net 2845 2747 
+ 

ppmv cone 2.05 1.98 
+ 

2.ool 20~r 
~l 

+ 
ppmv theo I 

t 102
1 I 

~ 

recovery %R 99 
~ t 

Page 1 



ff18628 
theoretical 
actual 

% difference 

theoretical 
actual 

% difference 

date: 
time: 

tgnmo 

ethane 

l BEFORE_.__ __ -_ 

T 

293/592 

QC run before after 

!AFTER -~~ _- - I 

+ 

-

--1--- r 
L 

_l 
--i--

Page 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10002.D 294/592 

Sample Name: Audit Std lvU. ~ 
===================================================================== ~ 
Acq. Operator 

Acq. Instrument 

Injection Date 

TCA #1 
4/3/2017 9 : 27:43 AM 

Vial l -t-t ~ e, '.,~ 
Manually /""2---

Location 

Inj Volume 

Acq. Method 

Last changed 

Analysis Method 

Last changed 

Method Info 

G:\4 \METHODS\TCA2S .M 

4/3/2017 8:21 : 24 AM 

(modified after loading) 

G: \HPCHEM\4\METHODS\TCA2L . M 

4/10/2017 11:38:15 AM 

(modified after loading) 

TCA2 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10002.D) 

IN 
27000 Ii 

26000 11 
25000 I \ ~ .(\ ,,_,<>:> 
24000 \ rot;;)::::.· ro<>:>~~">· 

I 1 ,.._ " MCO')}.v 
23000 i \ cg; 0-i,· ~--~..:_~0~· 

~ ,\ \. 1, <DY' r--Y"-Y-::: 1 . . -"---, -----·--r~---~-----
20000 ---. r -.---.--, -, -. 1 - .---.--,---,---,.-..,.--.-,---,---.-.---.----,-__,.- r 

O 2 4 6 8 10 12 14 mi 

================================~==================================== 

Area Per~ent Report 

===================================================================== 

Sorted By 

Multiplier : 

Dilution: 

Signal 

1.0000 

1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1 : ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height A~ea 

# [min] [min] [uV*s ] [uV] % 

----1-------1----1----·---1----------1 - ---- -----1--------1 
1 

2 
3 

Totals 

6 . 047 MM 
7 . 383 l':F 
7 . 738 FM 

0.4057 1800.07239 

0.1884 2630. 17285 

0.1567 2845. 22583 

73. 94306 24 . 74166lTr:s-f'IM-0 
232 . 73672 36 . 15124 
302 . 62997 39 .10710 c_"l_ 

7275 .4 7107 609.30976 

============================:===-===·--===================================== 
*** End of Report *** 

TCA #1 4/10/2017 12:33:58 PM Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10001.D 
Sample Name: N2 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 

Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 9:10:00 AM 

G:\4\METHODS\TCA2S.M 
4/3/2017 8:21:24 AM 

(modified after loading) 
G: \HPCHEM\4\METHODS\TCA2L .M 
4/6/2017 11:52:07 AM 

(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10001.D) 
-

uV 
27000-

26000 -

25000 -
._b< 'OOJ ~"' 

24000 - !b'} :\~· !()'? 

23000-
0 .f . "('.) 0 . rJJ 
co 0°<'> 0'1>' <'> 0°' 

22000 - ,Jit;I> '~ ,r-~ 
r .~-

21000-

20000 I I I I 

0 2 4 6 6 

Area Percent Report 

Sorted By Signal 
Multiplier: 1.0000 
Dilution: 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV] % 

----1-------1----1-------1----------1---------- 1--------1 

Vial 1 

Manually 

I 

10 

1 
2 

3 

5 .810 MM 
6.390 MM 
7 .301 MM 

0 . 2161 598.21375 
0.2386 1074.69043 
0.0934 666.37238 

46.14680 25 . 572601 
75 . 06348 45.94114\"'C"b-t'i~ 

118.91650 28.48626 

Totals 2339.27655 240 .12678 

*** End of Report *** 

TCA #1 4/6/2017 11:53:21 AM 

295/592 

I I I 

12 14 min 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10019 . D 2961592 

Sample Name: Audit Std ~\)~ M L_ 

=============~======================================================= 

Acq. Operator 

Acq. Instrument 

Injection Date 

Acq. Method 

Last changed 

Analysis Method 

Last changed 

Method Info 

TCA #1 
4/3/2017 3:15:13 PM 

G: \4\METHODS\TCA2S.M 

4/3/2017 3:14:05 PM 

(modified after loading) 

G:\HPCHEM\4\METHODS\TCA2L .M 

4/10/2017 11:38:15 AM 

(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SiG10019.0) 

uv l 
27000 1 

26000 ~ 

24000 ,#co ~.v 

Via l 1 

Manually 

25000 j. r\\ u ... OJ" ,g, 

~ 
~ ~~ 

23000 ~ ~0~· ~~~~e.~· 
220001 _ __],.___~! '-----~---.;;11 ~ 
21000 1 ¥ 

20000 -t~-~~-~ 
0 

Sorted By 

Mul t ipl ier: 

; - r 

2 
I I 

4 6 

Area Percent Report 

Signal 

1. 0000 

Dilution : 1 .0 000 

Use Multiplier & Dilut ion Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNSL A 

I 

8 

Peak RetTime Type Width Area Height Area 

# [min] [min] [uV*s] [uVJ % 

----1 ------- 1- - --1------- 1- --------- 1---------- 1--------1 

I 

10 

1 

2 
3 

6 .473 MM 
7 .37 8 MF 

7 .803 FM 

0 .3105 1948.00623 

0.1568 2408. 94775 
0 . 1658 2746.68921 

104 . 56595 27 . 42264l ·'· 
~c..-"-1~0 

256.12262 33 . 91144 
276 . 03 458 38 . 66592(__1-

Totals 7103.64319 636 . 7231 4 

===========================~=====;=================================== 

**w End of Report * ** 

TCA #1 4/10/2017 12 : 35: 12 PM 

I I I 

12 14 mir 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T0 40317\SIG10020.D 
Sampl e Name: N2 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 

Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 3 : 30 : 54 PM 

G: \4\METHODS\TCA2S.M 
4/3/2017 3 : 14:05 PM 
(modified a fter loading) 

G:\HPCHEM\4\METHODS\TCA2L.M 
4/6/2017 1 1: 52 : 07 AM 

(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10020.D) 

uV-
27000 -

26000 -

25000 -
?.>" ~" ~ 

24000 - 90? ~"· !O? 
<') f. "Cl "' <,!} 

23000 - 0 0 i·· :;; 0tf,.· 

22000 -
~~ ,..._~ 

21000 -

20000 I I I I 

0 2 4 6 8 

Area Percent Report 

Sorted By 
Multiplier: 

Signal 
1.0000 

Dilution: 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1 : ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 
# [min] [min) [uV*s] [uV] % 

---- 1-------1----1 - ------1----------1----------1-------- 1 

Vial 1 

Manually 

I 

10 

1 

2 

3 

6.013 MM 
6.484 MM 
7.379 MM 

0 . 1654 64 9 . 99072 
0 . 2701 1071 . 40759 
0.0827 598.56958 

65.48555 28.017231 
66 .10335 4 6. 18200( l°"b-N~ 

120.63876 25.80077 

Totals 2319.96790 252.22765 

*** End of Report *** 

TCA #1 4/6/2017 11:53:43 AM 

297/592 

I I I 

12 14 mir 

Page 1 of 1 



precision 

4/3/2017 PRECISION 

repeat injection p~i~ ~ _ [ 

TCA1 J N2 bkg 

cc137629 TGNMO J _ -, __ 2_3_3~0~,____- f' 
lnj_ # cone. area rf ~ o/odiff from 

mean 
1 
2 

161.2 . 220868 0.000738 0.12 
161.2! 220338 0.000739 0.121 

mean 

_L_ T_ I I 

t I 
I ---t-

-r f L 

Page 1 
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L-
I 

l --------

i 
I 

~ --r --
¢ 



Date: April 3, 2017 

AtmAA, Inc. 

Laboratory Analysis Data Package 

Client: Delta 
Site: Desert View Power 

Sample Location : Unit 1 & Unit 2 Stack Breaching 

CANISTER ANALYSIS 
CHROMATOGRAMS: 
M25.3 

299/592 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10009.D 

Sample Name: Std 

~::~~ 
===================================================================== ~ 

Acq. Operator 

Acq. Instrument 
Injection Date 

Acq. Method 

Last changed 

Analysis Method 

Las t changed 

Method Info 

TCA #1 
4/3/2017 11:46:50 AM 

G:\4\METHODS\TCA2L.M\TCA2L.M 

3/29/2016 11:59 : 59 AM by msp 

G: \HPCHEM\4\METHODS\ TCA2L.M 

4/ 7/2017 4 : 38:38 PM 

(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10009.D) 

uV l 
27000 --=j 

2aooo J 
~ fl ~(.')~\(.')col;) 1~ 1 ~~co" 'p.cocfi. 

Vial 1 

Manually 

300/592 

aj 

24000 \ \ \ 

~:~~~ .~-_J ~. \-,-_Ji ~-----·-----~---'---- \ ___ --If'-+-----·~--) ~--,--·- ... --- .. ·---·---
21000 ~ ~ 
20000 

G 
I 
2 

I 
4 

I 
6 

I 
8 

! 
10 

===================================================================== 
Area Percent Report 

===================================================================== 

Sorted By 

Multiplier: 

Dilution: 

Signa l 

1.0000 

1.000 0 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 

# [min] [min] [ uV*s) [uV] % 

- --- 1- ------1---- 1----- -- 1--- ------- 1--- ------- 1- - ------1 
1 0.943 MF 0 . 0528 l.34033e5 4.23181e4 11. 80630 c..o 
2 1. 348 FM 0. 0741 l.32080e5 2 . 97006e4 11 . 63427 c..~ 
3 2 . 711 MM 0 . 1799 5.4348 le5 5 . 03499e4 47 . 87243 LO'L.2_ 
4 7 . 893 MM 0.5698 l.04807e5 3065.7668 5 9 . 2 319 2 c."'L 
5 12 . 907 IVJM 0.3926 2.20868e5 9377.39746 19 . 45508---C-eN~ 

Totals : 1.13527e6 l . 34812e5 

===================================================================== 
*** End of Report *** 

TCA #1 4/7/2017 4 : 50 : 19 PM 

I 
12 

Page 

I 
14 mi 

1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10018.D 
Sample Name: Std 

Acq. Operator 
Acq . Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 2:54:45 PM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/6/2017 11:52:07 AM 
(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10018.D) 

uV - u ~~ 'gt .. 27000 - #' .._<ll ~ ~~ 
"""' N ~ 

26000 - t(>~~~0q,.. 0q,.. 

25000 -

24000 - I 
23000 - L 22000- --- -'-- oJ 

21000 -

20000 I I I 

0 2 4 6 

Area Percent Report 

Sorted By 
Multipli er: 

Signal 
1.0000 

Dilution: 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

b.,, 
b"j 

r-- .._~ 

co i>· 
~0 

I !\ 
I 

I 

8 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV] % 

----1------- 1---- 1------- 1---------- 1---------- 1--------1 
1 0. 949 MF 0 . 0534 l . 34409e5 4.19475e4 11 . 89633 c...<) 

2 1. 371 FM 0 . 0759 l.31993e5 2.89782e4 11. 68254 d~.'i 
3 2.802 MM 0.1854 5.37740e5 4.83395e4 47 .59467 C...o<...__ 

4 8.267 MM 0.6036 l.05352e5 2908.80322 9. 32458 c...."-t-

301/592 

Vial 1 

Manually 

r~ ~ ~ r::.°' 
~ ro; 

i>· 0 

\~ l I 

I I I 
10 12 14 

5 12.886 MM 0.3815 2.20338e5 9625.42383 19. 50187\:""b- IJ 'M-0 

Totals : l.12983e6 l.31799e5 

*** End of Report *** 

TCA #1 4/6/2017 11:54:19 AM Page 1 of 1 

I 
mir 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10004.D 
Sample Name: 3.61% co2bkg 1 

===================================================================== 
Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 10:01:12 AM 

G:\4\METHODS\TCA2L.M\TCA2L . M 
3/29/201 6 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4:38:38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10004.D) 

uV 
27000 

26000 

25000 

24000 

23000 

22000 

21000 

I 

_J 

Vial 1 

Manually 

302/592 

20000 +-~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~-,-i 

0 2 4 6 8 10 

Area Percent Report 
===================================================================== 

Sorted By 
Multiplier: 
Dilution: 

Signal 
1.0000 
1.0000 

Use Mult i plie r & Dilution Factor with I STDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Hei ght Area 
# [min] [min] [uV*s] [uV] % 

----1------- 1----1------- 1----------1----------1--------1 
1 12.614 MM 0.8886 1.04558e4 19 6.11650 1.000e2 ~<=>-~.H.A.(') 

Totals : 1.04558e4 1 96.11650 

*** End of Report *** 

TCA #1 4/7/2017 4:42: 1 0 PM 

12 14 mi 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10008.D 
Sample Name: 3.61% co2bkg 2 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 11:26:31 AM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 1 1 :59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 

4/7/2017 4:38:38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:IHPCHEM\2\DATA\2017\T040317\SIG10008.D) 
-

uV 
27000-

26000-

25000 -

24000 -

23000-
-~-

303/592 

Vial 1 

Manually 

.... ~ 
,.._ ~O;, 
0 "<:::> 
~ i>· 

i1 ~ 
22000 - ~~~ij~· 

21000-

20000 
0 

Sorted By 
Multiplier : 
Dilution : 

I 

2 
I I 

4 6 

Area Percent Report 

Signal 
1.0000 
1 .0000 

Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

I 

8 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV] % 

----1-------1----1------- 1----------1----------1--------1 
1 12.607 MM 0. 8370 1. 08914e4 

Totals : l.08914e4 216.86761 

*** End of Report *** 

TCA # 1 4/7/2017 4:42: 2 4 PM 

I I I 

10 12 14 

Page 1 of 1 

I 

mir 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10014. D 

Sample Name: 3.61% co2bkg 3 

Acq. Operator 

Acq. Instrument 

Injection Date 

Acq. Method 

Last changed 

Analysis Method 

Last changed 

Method Info 

TCA #1 
4/3/2017 1:30:08 PM 

G:\4\METHODS\TCA2L.M\TCA2L . M 

3/29/2016 11:59:59 AM by msp 

G: \HPCHEM\4\METHODS\TCA2L.M 

4/7/2017 4:38:38 PM 

(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG1 0014.D) 

uV-

27000 -

26000 -

25000 -

24000 -

23000-

22000 -

21000-

20000 
0 

Sorted By 

Multiplier : 

Dilution : 

I 
2 

------
I I 
4 6 

Area Percent Report 

Signal 

1 . 0000 

1 . 0000 

Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADC! A, ADC! CHANNEL A 

I 

8 

Peak RetTime Type Width Area He ight Area 
# [min] [min ] [uV*s) [uV] % 

----1-------1 ----1------- 1----------1---------- 1--------1 

Vial 1 

Manually 

~ 
I 

10 

1 12.609 MM 0.8819 1 . 07412e4 203 . 00443 1. 000e2 'b-llJ ~ 

Totals : l.07412e4 203.00443 

*** End of Report *** 

TCA #1 4/7/2017 4:42:45 PM 

304/592 

"'} 
(1) ~~ 
0 "~ 
CD i>" 
~0 

I ..... 
I 

I I I 

12 14 mir 

Page 1 o f 1 



Data File G: \HPCHEM\2\DATA\2017\T040317\SIG10017.D 
Sample Name: 3.61% co2bkg 4 

Acq. Operator 
Acq . Instrument 
I njection Date 

Acq . Method 
Last changed 
Analysi s Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 2 :32:13 PM 

G:\4\METHODS\TCA2L . M\TCA2L .M 
3/29/2016 11: 59 : 59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L . M 
4/7/2017 4:38:38 PM 
(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10017.D) 

uV 
27000 

26000 

25000 

24000 

23000 

22000 

21000 

20000 
0 

Sorted By 
Multiplier: 

2 4 6 

Area Percent Report 

Signal 
1. 0000 

Dilution: 1 . 0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1 : ADCl A, ADCl CHANNEL A 

8 

Peak RetTime Type Width Area He ight Area 
# [min] [min] [uV*s] [uV] % 

----1------- 1----1------- 1----------1------- --- 1--------1 

Vial 1 

Manually 

~ 
10 12 

1 12 .608 MM 0 . 8840 1.04865e4 197 . 7121 7 1. OOOe2--c-~ tJ """-0 

Totals : l.04865e4 197 . 71217 

*** End of Report *** 

TCA #1 4/7/2017 4:43:04 PM 

305/592 

<if>'? 
00 .... ~ 0 

"' ~· ~0 

14 mi 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10005.D 
Sample Name: 10907- 1 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 10:24:40 AM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4:38 : 38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10005.D) 

uV 
27000 

26000 

25000 

24000 

23000 

22000 

21000 

20000 
0 2 4 6 8 

Area Percent Report 

Sorted By Signal 
Multiplier: 1. 0000 
Dilution: 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV] % 

----1-------1----1------- 1----------1---------- 1--------1 

Vial 1 

Manually 

~ 
10 

1 12.617 MM 0 . 9231 l.1046le4 199.42821 l.000e2 'To-N~ 

Totals : l . 10461e4 199 . 42821 

*** End of Report *** 

TCA #1 4/7/2017 4:43:18 PM 

306/592 

" IQ· ,._ <;:)~ 
..... ""' <O i>· 
~0 

12 14 mi 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10007.D 
Sample Name: 10907-1 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 11:04:34 AM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4 : 38 : 38 PM 
(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10007.D) 

uV 
27000 

26000 

25000 

24000 

23000 

22000 

21000 

20000 
0 

Sorted By 
Multiplier: 

2 

\ 

4 6 

Area Percent Report 

Signal 
1.0000 

Dilution: 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

8 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV] % 

----1-------1---- 1-------1---------- 1----------1--------1 

Vial 1 

Manually 

f 
10 

1 12.609 MM 0.8974 l.1039le4 205. 02856 1. 000e2 ' \: bN\M-0 

Totals : l . 1039le4 205.02856 

*** End of Report *** 

TCA #1 4/7/2017 4:43:27 PM 

307/592 

" Qi· 
~ 

r;;:,'5 
0 .... --
<O ~· 
~0 

12 14 mi 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10010 .D 
Sample Name: 10907-2 

-e_ 
===================================================================== ~ 

Acq . Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 12:06:29 PM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4:38:38 PM 
(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10010.D) 

uV-
27000 -

26000 -

::~~~ ~~ 
23000-

22000 - -~,,...._.,,..__~____, 

21000- v 

Vial 1 

Manual l y 

308/592 

20000 -+-~~~~~~,~~~~~-~, ~~~~~,~~~~~~,~~~~~~, ~~~~~-~, ~~~~~,~~~~~-.,--4, 

0 2 4 6 8 10 12 14 mir 

Sorted By 
Multiplier: 
Dilution: 

Area Percent Report 

Signal 
1 .0000 
1.0000 

Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADC l A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 
# [mi n] [min] [uV*s] [uV] % 

----1-------1----1------- 1---------- 1----------1--------1 
1 1.354 MM 0.0681 696.89404 170.44862 6.02104 c_~ 
2 12.582 MM 0.8866 l.08774e4 204 . 47557 93.97 896 \:""i=r-N\l...l..Q 

Totals : l.15743e4 374.92419 

*** End of Report *** 

TCA #1 4/7/2017 4:43 : 48 PM Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10011.D 
Sample Name: 10907-2 

Acq. Operator 
Acq. Instrument 
In j ection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 12:26:46 PM 

G:\4\METHODS\TCA2L.M\TCA2L .M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4:50:28 PM 
(modified after loading) 
TCA2 

Location 

!nj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10011.D) 

uV l 
27000 -1 

26000~ 
25000 1 

~ I 
24000 1 N -<>°'' I 
23000 1 ~~<bi· 
22000 ](~~-_,I 
21000 i" 
20000 ~ / 

0 2 
I 
4 

I 
6 

Are a Percent Report 

I 
s 

Vial 1 

Manually 

I 
10 

==================~==============~=================================== 

Sorted By 
Mul t iplie r: 

Signal 
1. 0000 

Di lu tion: 1.0000 

Use Mu l tiplie r & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 
# [min] [min] [uV*s] [uV ] % 

----1-------1 ---- 1--- ----1----------1---------- 1-------- 1 
1 1.352 MM 0 . 0679 779.670 10 191 .511 86 6 . 68151 ~ 
2 12 . 587 MM 0.8764 1 . 08894e4 207.08649 93 .31849"""\b-\J\A;..-O 

Totals : 1 . 16fi9le4 398.59834 

===================================================================== 
*** End of Report *** 

TCA #1 4 /7/201 7 4 : 53 : 34 PM 

I 
12 

309/592 

Page 

I 
14 

1 of 1 

mi 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10012.D 
Sample Name: 10907-3 

Acq. Operator 
Acq. Instrument 
Inj ection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 12:47:24 PM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4:38:38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10012.D) 

uV -
27000 -

26000-

25000 -

24000-

23000 -

22000-

21000 -

20000 
0 

Sorted By 
Multiplier: 

v 

I 

2 

\ 
~---

I I 

4 6 

Area Percent Report 

Signal 
1 . 0000 

Dilution: 1 .0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

I 

8 

Peak RetTime Type Width Area Height Area 
# [min) [min) [uV*s) [uV) % 

--- - 1-------1----1 ----- - - 1- - - ---- --- 1--------- -1 --- - - - --1 

Vial 1 

Manually 

I 
10 

1 12 .625 MM 0.8555 l.11857e4 217. 90944 1. 000e2 -, b-N'M.-0 

Totals : 1.11857e4 217.90944 

*** End of Report *** 

TCA #1 4/7/2017 4:44: 1 5 PM 

310/592 

f!J"'>-

'° 
.... ~ 

N ........ 
(!) i>· 
~0 

I I I 
12 14 mir 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10013.D 
Sample Name: 10907-3 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 1:08:04 PM 

G:\4\METHODS\TCA2L . M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 
4/7/2017 4 : 38 : 38 PM 
(modified after loading) 
TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10013.D) 
-uV 

27000 -

26000 -

25000 -

24000-

23000 -

22000 -

21000 -

20000 
0 

Sorted By 
Multiplier: 

I 

v 

I 

2 

\ 
\ 

~ --
I I 

4 6 

Area Percent Report 

Signal 
1.0000 

Dilution : 1.0000 
Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

I 

8 

Peak RetTime Type Width Area Height Area 
# [min) [min) [uV*s ) [uV) % 

----1-------1----1-------1----------1----------1--------1 

Vial 1 

Manually 

J. 
I 

10 

1 12.622 MM 0. 9603 1 . 1187le4 194 .15628 1. 000e2 ~ b-N\.U-() 

Totals : 1.11871e4 194.15628 

*** End of Report *** 

TCA #1 4/7/2017 4:44:28 PM 

311/592 

~":-
N 

.._'b 
N ...... 
<O ~· 
~0 

I I I 

12 14 min 

Page 1 of 1 



Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10015.D 
Sample Name: 10907- 4 

Acq. Operator 
Acq. Instrument 
In j ection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 1:51:28 PM 

G:\4\METHODS\TCA2L.M\TCA2L.M 
3/29/2016 11:59:59 AM by msp 
G: \HPCHEM\4\METHODS\TCA2L .M 
4/7/2017 4:38:38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10015.D) 
-uV 

27000 -

26000 -

25000 -

24000 -

23000 -

22000 -

21000 -

20000 
0 

Sorted By 
Multiplier: 
Dilution: 

I 

2 

\ 

~-
I I 

4 6 

Ar ea Percent Report 

Signal 
1.0000 
1 .0000 

Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

I 

8 

Peak RetTime Type Width Area Height Area 
# [min) [min) [uV*s) [uVJ % 

---- 1------- 1---- 1-- - ----1 ----------1 ----------1 --------1 

Vial 1 

Manually 

I 

10 

1 12. 598 MM 0. 8438 1.11767e4 220. 75797 1. 000e2 -r-b-N~ 

Totals : 1 . 11767e4 220 .75797 

*** End of Report *** 

TCA #1 4/7/2017 4: 44 : 50 PM 

312/592 

~"> 
00 ~ 

"' 
........ 

"' i,-~0 
.~ 

I I I 

12 14 mi~ 
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Data File G:\HPCHEM\2\DATA\2017\T040317\SIG10016.D 

Sample Name: 10907-4 

Acq . Operator 

Acq. Instrument 

Inj ection Date 

Acq. Method 

Last changed 

Analysis Method 
Last changed 

Method Info 

TCA #1 
4/3/2017 2 : 12 : 10 PM 

G:\4\METHODS\TCA2L.M\TCA2L .M 

3/29/2016 11:59:59 AM by msp 
G:\HPCHEM\4\METHODS\TCA2L.M 

4/7/2017 4 :38:38 PM 
(modified after loading) 

TCA2 

Location 

Inj Volume 

ADC1 A, ADC1 CHANNEL A (G:\HPCHEM\2\DATA\2017\T040317\SIG10016.D) 
-

uV 
27000-

26000-

25000 -

24000-

23000 -

22000 -

21000 -

313/592 

Vial 1 

Manually 

20000 -+-~~~~~~,~~~~~-~,~~~~~,~~~~~~,~~~~~~~~~~~-~, ~~~~~~~~~~--r-<, 

O 2 4 6 8 1
1
0 12 14 mi~ 

Area Percent Report 

Sorted By 

Multiplier: 

Signal 

1.0000 

Dilution : 1. 0000 

Use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

Peak RetTime Type Width Area Height Area 

# [min) [min] [uV*s] [uV) % 

----1-------1---- 1------- 1----------1----------1--------1 
1 12.634 MM 0.7506 l .11385e4 247 . 33359 1.000e2 ~bN\M..e 

Totals : l . 11385e4 247.33359 

*** End of Report *** 

TCA #1 4/7/2017 4:4 5 :09 PM Page 1 o f 1 



I 

. 
, 

sample vol 
20 
20 
20 
20 
20 

I date 

client 

10907-1-4 253 

3/31/2017 ' J j 

Delta r™: t 1 _ __ 

ch4 
co2 
o2 
n2 

rt AVG 
40.01 1· 0.0004981 0.000498f 0.000498 
39.92 . 0.000347~ 0.000344 0.000345 I 21.5 . #DIV/O! #DIV/O! #DIV/O! 

~ 76.6 : #DIV/O! #DIV/O! _ #DIV/O! 
STD r. ch4 co2 o2 n2 

- - 80397~ 1149~ r 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 
1.00 

I 

total vol 
38 
38 
38 
40 
40 

lab no. 80421 116097 1 

10907-1 o 2oq_o6L 

10907-1 · o _ 1982u _ r--
10907-2 0 19548 
10907-3 I O 20557 

+ 
l 

109071 _Q, 1 2097: 

-_--~-_:: __ 4--- i -J I 

-

10907-1 

1-
ch4 

0.000 

I 

1 

J_ 

i 
I 

unc:_orr to j_ 
p2/p1 j % 

cone. 
jC02 cone 

10907-1 
10907-2 
----+- O.OOOH --

0.000 

6.91 
6.85 
6.75 ~ 
7.10 
7.25 

10907-3 
10907-4 

O.OOQ r 
0.000 

Page 1 

t 

factor 
CT ~. 

3.641 1.90 ___ ___. 
3.61 1.90 -------
3.55 1.90 

----1 

3.55 2.00 
3.62 2.00 

----1 

314/592 



p1 p2 
453 821 
453 821 
453 820 
479 820 
508 820 

+ 

+ 

1.81 
1.81 
1.81 
1. 71 
1.61 

#DIV/O! 
#DIV/O! 
#DIV/O! 
#DIV/O! 
#DIV/O! 
#DIV/O! 
#DIV/O! 

1.00 
1.00 
1.00 
1.00 

+ 

10907-1-4 253 

dat~3012017 _ I 
- J PERMS + '. 

client Delta · j 
~
·. avg area • - rf J IAVG 

ch4 l 40.01 0.000498 ~.· 0.000498) 0.000498 
co2 39.92 0.000347 0.000344 0.000345 

· o2 · 21.5 t 0.001302 0.00129 · 0.001296 

STD 

lab no. 
10907~ 
10907-1 

10907-2 1 
10907-3 
10907-4 

0 
0 
0 
0 
0 
0 

n2 -~6 1 
#DIV/OJ #DIV/O! - #DIV/O! 

ch4 ~ co2 I o2 J n2 
803971 114996 ~ --
804211 116097 16669 

0 20006 3467 
-~ 

0 19827L________3562 

~ ~ ~~;~~ l ; -~-~-~ lt--------~ 
o ' 20911+ 411s" -j r ~~·---~--~ 

l~ - : 
T t 

I -r
1.corr to see 

~1 A~02 
sheet 

+ 

--!------~~~~~c_o_nc_·~~~--,.~~-

co2 12.~3.02 8 1A l n~DIV/O! 10907-1 
10907-1 
10907-2 
10907-3 
10907-4 

ch4 
+-

0. 000 
0.000 
0.000 
0.000 
0.000 

12.41 8iil_!~IV/O! 
12.23 8.60J #DIV/O! ------1 

12.16 8.79 #DIV/O! 
11.70 8.61 #DIV/O! 

Page 1 
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10907-1-4 253 

Oxygen calculation from reported (measured) values: 
~- - l -

1) selection of: dilution by a third substance, assumes 02 and argon are at the same relative 

proportion as in ambient air~ ~ l --=- l 
2) selection of: consumption - combustion, assumes 02 is consumed, argon is not. 

o2 ar 
20.95 

%ar 
%02 
sum 

=i - " L ± - Assumption 
dilution consumption 

sum [ 
0.93 21 .88 -- -J 

4.25045zt _ _ __ 
1
dilution 

I 95. 7 49541-- -- - _ r y relative 
100 ~ _ action _ 

21.88*x=20.95 1 __ _ 
x=20.95/21 .88 02 +Argon ·02 

combustion 
by 
subtraction 
of argon 
in air 
-0.93 
0 2 

relative fraction x= j 0.957495'.measured ~-ca-lcul-at_e_d _ _ 

1-0-9_0- 7=-1--+l - - % - 814 t/o 

calculated 

% 
7.80 

10907-1 t - - 8.37. 
10907-2 8.60 -- ---
10907-3 8.79 - ~ 

10907-4 8.61 

Page 1 

8.01 
8.24 
8.42 
8.25 

316/592 

7.21 

7.44 
7.67 
7.86 
7.68 
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Methane & Carbon Dioxide by TCD/GC 



Data File P:\CH4_ C02\MC033117\CH400021.D 

Sample Name: std 

Acq. Operator 

Acq. Instrument 

Inj ec tion Date 

CH4C02 

3/31/2017 2:40:51 PM 

Location 

Inj Volume 

Acq. Method 

Last changed 

Analysis Method 

Last changed 

Sample Info 

C:\HPCHEM\1\METHODS\CH4-TCD.M 

6/11/2014 1 : 15:59 PM 

C:\MC020813 . M\MC020813 . M 

8/22/2014 9 : 51 : 01 AM 

Standard Info: 

standard 40% = 40 . 04%CH4 39 . 98%C02 

ADC1 A. ADC1 CHANNEL A (P:\CH4_C02\MC033117\CH400021.D) 

35000-

32500 -

30000-

27500 -

25000 -

22500 -r,._ 

20000-

0 

Sorted By 

Calib. Data Modified 

Multiplier: 

Dilution: 

I 

5 

External Standard Report 

Signal 

7/31/2013 11:10:38 AM 

1.0000 

1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

I 

15 

RetTime Type Area Amt/Area Amount Grp Name 
[min) [uV*s) Percent(%) 

Manually 

-------1------1----------1----------1----------1--1------------------
1.158 MM 

2 . 758 BB 

Totals : 

8.03973e4 4 . 98388e- 4 

1.14996e5 3 . 380lle- 4 

40.06901 

38.86986 

78.93887 

*** End of Report *** 

TCDl 4/3/2017 8:31:56 AM 

CH4 

C02 

318/592 

I 

25 mir 

Page 1 of 1 



Data File P : \CH4 C02\MC033117\CH400031.D 
Sampl e Name: Std 

Acq . Operator 
Acq. Instrument 
I nject i on Date 

CH4C02 Location 

3/31 /20 1 7 4:02: 1 4 PM 
I nj Volume 

Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\l\METHODS\CH4- TCD.M 
6/11/2014 1 : 15:59 PM 
C: \MC020813.M\MC020813.M 
8/22/20 14 9:51:01 AM 

Standard Info: 
standard 40% = 40.04%CH4 39 . 98%C02 

ADC1 A, ADC1 CHANNEL A (P:\CH4_C02\MC033117\CH400031.D) 
- v 

uV _ :i:: r::i'!> 

~ #~ 
35000- N ' 0 

q'i,0~· (.)' 
32500 - ~ 

a> 
30000- ~ 

27500 - N 

::: =~-~~. 
20000-

0 

Sorted By 
Calib. Data Modified 
Multipl i er: 
Dilution: 

I I 

5 10 

Ext e rna l Standa rd Report 

Signal 
7 /31/2013 11 : 10:38 AM 

1 .0000 
1 .0000 

Do not use Multiplier & Diluti on Fact or with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

RetTirne Type Area Amt/Area Amount Grp 

[min ) [uV*s) Percent(%) 

I 
15 

Name 

Manually 

I 

20 

------- 1------1---------- 1---------- 1----------1 --1--------------- ---
1.152 MM 
2 . 749 BB 

Totals : 

8.04209e 4 4.98388e- 4 
l . 1 609 7e 5 3 . 380lle- 4 

40 . 08075 
39.24218 

79 . 32293 

** * End of Repo r t *** 

TCDl 4/3/201 7 8: 32 : 26 AM 

CH4 
C02 

319/592 

I 
25 

Page 1 o f 1 

rnir 



Data File P:\CH4 C02\MC033117\CH400022.D 

Sample Name: 10907-1 

Acq. Operator 

Acq. Instrument 

Injection Date 

CH4C02 

3/31/2017 2:48 :16 PM 

Loca tion 

Inj Volume 

Acq. Method 

Last changed 

Analysis Method 

Last changed 
Sample Info 

C:\HPCHEM\1\METHODS\CH4-TCD.M 

6/11/2014 1:15:59 PM 

C:\MC020813.M\MC020813.M 

8/22/2014 9:51:01 AM 

Standard Info: 
standard 40% = 40.04%CH4 39.98%C02 

ADC1 A, ADC1 CHANNEL A (P:\CH4_C02\MC033117\CH400022.D) 
-

uV 
-

35000 -

32500 -

30000 - 0 
u 

27500 - LL_' 
25000 - ~ 

22500 -IL N 

20000 -

0 

Sorted By 

Calib. Data Modified 

Multiplier: 
Dilution: 

External Standard Report 

Signal 

7/31/2013 11:10:38 AM 

1.0000 

1.0000 
Do not use Multiplier & Di l ut ion Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

RetTime Type Area Amt/Area Amount Grp Name 

[min] [uV*s) Percent(%) 

Manually 

-------1------1----------1----------1---------- 1--1 ------------------
1. 282 

2.957 VB 2.00063e4 3.38011e-4 6.76233 

Totals : 6.76233 

1 Warnings or Errors 

Warning : Calibrated compound(s) not found 

*** End of Report *** 

TCDl 4/3/2017 8:34:39 AM 

CH4 

C02 

320/592 

mir 
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Data File P:\CH4_C02\MC033117\CH400023 . D 
Sample Name: 10907-1 

Acq. Operator 
Acq. Instrument 
Injection Date 

Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

CH4C02 
3/31/2017 2:55:47 PM 

C:\HPCHEM\1\METHODS\CH4-TCD.M 
6/11/2014 1:15:59 PM 
C:\MC020813 . M\MC020813.M 
8/22/2014 9:51:01 AM 
Standard Info: 

Location 

Inj Volume 

standard 40% = 40.04%CH4 39.98%C02 

ADC1 A. ADC1 CHANNEL A {P:\CH4_C02\MC033117\CH400023.D) 
-uV 
-

35000 -

32500 -

30000 - C) 
l (..) 

27500 - L . 
25000 - ~ 
22500 - ~ 

IL ,_ -"-r--
20000 -

0 
I I 

5 10 

External Standard Report 

I 
15 

Manually 

I 

20 

===================================================================== 

Sorted By 
Calib. Data Modified 
Multiplier: 
Dilution: 

Signal 
7/31/2013 11:10:38 AM 

1. 0000 
1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s] Percent(%) 

-------1------1----------1----------1----------1--1------------------
1. 282 
2.957 BB 1.98271e4 3.38011e-4 6.70178 

Totals : 6.70178 

1 Warnings or Errors 

Warning : Calibrated compound(s) not found 

*** End of Report *** 

TCDl 4/3/2017 8:34:52 AM 

CH4 
C02 
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Data File P:\CH4 C02\MC033117\CH40002 4. D 
Sample Name : 10907-2 

Acq. Operator 
Acq . Instrument 
Injection Date 

CH4C02 
3/31/2017 3:05:12 PM 

Location 

Inj Volume 

Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\l\METHODS\CH4-TCD . M 
6/11/2014 1:15:59 PM 
C: \MC020813.M\MC020813.M 
8/22/2014 9:51:01 AM 

Standard Info: 
standard 40% = 40.04%CH4 39.98%C02 

ADC1 A, ADC1 CHANNEL A (P:\CH4_C02\MC033117\CH400024.D) 
-

uV 
-

35000 -

32500 -

30000 -
() 

27500 - ' L
~ 

25000 - ~ 
22500 -!\_ ~ 
20000 -

0 

Sorted By 
Calib. Data Modified 
Multiplier : 
Dilution : 

I I 

5 10 

Ex ternal Standard Report 

Signal 
7/31/2013 11:10 :38 AM 

1.0000 
1. 0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADC l A, ADCl CHANNEL A 

I 

15 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s) Percent ( %) 

Manually 

I 

20 

- ------1------1----------1---------- 1---------- 1--1------------------
1. 282 
2. 972 BB l.95480e4 3.380lle- 4 6.60743 

Totals : 6.60743 

1 Warnings or Errors 

Warning : Calibrated compound(s) not found 

*** End of Report *** 

TCDl 4/3/201 7 8:35:04 AM 

CH4 
C02 

322/592 
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Data File P:\CH4_C02\MC033117\CH400025.D 
Sample Name: 10907-3 

Acq. Operator 
Acq. Instrument 
Injection Date 

CH4C02 
3/31/2017 3:13:30 PM 

Location 

Inj Volume 
Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C: \ HPCHEM\ l \METHODS\CH4- TCD .M 
6/11/2014 1:15:59 PM 
C:\MC020813.M\MC020813 . M 
8/22/2014 9:51:01 AM 
Standard Info: 
standard 40% = 40.04%CH4 39.98%C02 

ADC1 A. ADC1 CHANNEL A (P:ICH4_C02\MC033117\CH400025.D) 

35000 - I 
32500 -

30000 - s 
27500 - L~ 
25000 - ~ 

22500 -r-.- L 
20000 -

0 

Sorted By 
Calib . Data Modified 
Multiplier: 
Di l ution : 

I I 

5 10 

Externa l Standard Report 

Signal 
7/31/2013 11:10:38 AM 

1.0000 
1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1 : ADCl A, ADCl CHANNEL A 

I 

15 

RetTime Type Area Amt/Area Amount Grp Name 
[mi n) [uV*s ) Percent(%) 

Manually 

I 

20 

-------1------1----------1----------1---- ------1--1------------------
1. 28 2 
2.961 BB 2.05568e4 3.380lle-4 6.94843 

Totals : 6 . 94843 

1 Warnings or Errors 

Warning : Calibrated compound(s) not found 

*** End of Re p o r t *** 

TCDl 4/3/2017 8:35:20 AM 

CH4 
C02 

323/592 
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Data File P:\CH4 C02\MC033117\CH400026.D 

Sample Name: 10907-4 

===================================================================== 
Acq. Operator 

Acq. Instrument 
Injection Date 

Acq. Method 

Last changed 

Analysis Method 

Last changed 
Sample Info 

CH4C02 

3/31/2017 3:20:07 PM 

C:\HPCHEM\1\METHODS\CH4-TCD.M 
6/11/2014 1:15:59 PM 

C:\MC020813.M\MC020813.M 

8/22/2014 9:51:01 AM 

Standard Info: 

Location 

Inj Volume 

standard 40% = 40.04%CH4 39.98%C02 

ADC1 A, ADC1 CHANNEL A (P:\CH4_C02\MC033117\CH400026.D) 

35000 -

32500 -

30000 -
N 
0 
u 

27500 - L C:.. 
25000 - ~ 

N 
22500 -r-- ,!\._ 
20000 - r--

0 
I I 

5 10 

Ex t ernal Standard Report 

I 

15 

Manually 

I 

20 

===================================================================== 

Sorted By 

Calib. Data Modified 
Multiplier: 

Dilution: 

Signal 

7/31/2013 11 : 10 :38 AM 

1. 0000 

1. 0000 
Do not use Multiplie r & Dilution Factor with ISTDs 

Signal 1: ADCl A, ADCl CHANNEL A 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s) Percent(%) 

------- 1------ 1-- - --- ---- 1----------1-- --------1--1 --- ---------------
1. 282 

2. 963 BB 2.09712e4 3.38011e-4 7 . 08850 

Totals : 7 .08850 

1 Warnings or Errors 

Warning : Calibrated compound(s) not found 

CH4 

C02 

===================================================================== 
*** End of Report *** 

TCDl 4/3/2017 8:35:35 AM 
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Oxygen & Nitrogen by TCD/GC 



Data File P:\02_N2\0N033117\02_N2021.D 
Sample Name: std 

Acq. Operator 
Acq. Instrument 
Injection Date 

02N2 
3/31/2017 2:40:32 PM 

Location 

Inj Volume 
Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02 - N2.M 
9/28/2016 10:27:56 AM 

C:\ON020813.M\ON020813.M 
11/11/2015 11:22:55 AM 

GC TCD 02 - N2 
Standard Info: 21.6% 02 76.6% N2 
standard 20% = 21.6% 02 76.6% N2 

ADC1 B, ADC1 (P:\02_N2\0N033117\02_N2021.D) 

Sorted By 
Calib. Data Modified 
Multiplier: 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1.0000 
1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s] Percent(%) 

Manually 

-------1------1----------1----------1----------1--1------------------
2.356 MM 
3.909 MM 

Totals : 

l.65078e4 l.25937e-3 
6.28704e4 l.19675e-3 

20. 78952 
75.23990 

96.02942 

*** End of Report *** 

TCD2 4/3/2017 9:08:27 AM 

02 
N2 

~/592 
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Data File P:\02_N2\0N033117\02_N2031.D 
Sample Name: Std 

Acq . Operator 
Acq. Instrument 
Injection Date 

02N2 
3/31/2017 4:01:57 PM 

Location 

Inj Volume 
Acq . Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02-N2 . M 
9/28/2016 10:27:56 AM 
C:\ON020813.M\ON020813.M 
11/11/2015 11:22:55 AM 
GC TCD 02 - N2 
Standard Info : 21.6% 02 76.6% N2 

standard 20% = 21 . 6% 02 76.6% N2 

ADC1 B, ADC1 (P:\02_N2\0N033117\02_N2031 .D) 

Sorted By 
Calib. Data Modified 
Multiplier : 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1.0000 
1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1 : ADCl B, ADC! 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s] Percent(%) 

Manually 

--- - ---1------1---------- 1--------- -1 - - - -------1--1------------------
2 . 349 BB 
3.892 BV 

Totals : 

l.66680e4 l . 25937e- 3 
6.32123e4 l.19675e-3 

20 . 99125 
75.64900 

96.64026 

*** End of Report *** 

TCD2 4/3/2017 9:07:22 AM 

02 
N2 

(1 327/592 
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Data File P : \02 N2\0N033117\02 N2022 . D - -
Sampl e Name: 10907-1 

===================================================================== 
Acq. Operator 

Acq. Instrument 

Injection Date 

Acq . Method 

Last changed 

Analysis Method 

Last changed 

Sample Info 

02N2 Locati on 

3/31/2017 2:48 : 01 PM 

I nj Volume 
C:\HPCHEM\2\METHODS\02-N2.M 

9/28/2016 10:27 : 56 AM 

C:\ON020813.M\ON020813.M 
11/11/2015 11:22:55 AM 

GC TCD 02 - N2 

Standard Info: 21.6% 02 76 . 6% N2 
standard 20% = 21.6% 02 76 . 6% N2 

Manually 

===================================================================== 

uV 

ADC1 B, ADC1 (P:\02_N2\0N0331 17\02_N2022.D) 

N 
0 ~ 

27000 - ' 00\ 

26000 ---~~ ~ [ \__,---

328/592 

25000 -'--~--.--~~-~,-~--.-~-~-.--,~--y----~--y----~,-~--.---,------,-~,-~~~~-r--r-1~--y----~--y-----1 
5 10 15 20 25 

===================================================================== 
External Standard Report 

===================================================================== 

Sorted By 

Calib. Data Modified 

Multiplier : 

Signal 

5/10/2013 3 : 01:18 PM 

1. 0000 
Dilution : 1.0000 

Do not use Mult iplier & Dilution Factor with ISTDs 

Signal 1 : ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 

[min] [uV*s] Percent(%) 

------- 1------1--- ------- 1----- - ---- 1----------1 --1------------------
2 . 386 BB 

3.885 VB 

Totals : 

3467.07813 1 . 25937e-3 

7 . 11383e4 1.19675e-3 
4.36635 

85 . 1344 7 

89 . 50082 

02 

N2 

===================================================================== 
*** End of Report *** 

TCD2 4/ 3/2017 9:21:41 AM Page 

mir 
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Data File P : \02 N2\0N033117\02 N2023.D - -
Sample Name: 10907-1 

Acq. Operator 
Acq. Instrument 
Injection Date 

02N2 
3/31/2017 2:55:30 PM 

Acq. Met hod 
Last changed 
Analys i s Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02-N2 . M 
9/28/2016 10:27:56 AM 
C:\ON020813.M\ON020813 . M 
11/11/2015 11 : 22:55 AM 
GC TCD 02 - N2 

Standard Info: 21 . 6% 02 76.6% 

standard 20% = 21.6% 02 76.6% 

ADC1 B, ADC1 (P:\02_N2\0N033117\02_N2023.D) 

N 
0 

uV 
- ~ 27000 - w\ 

26000 -,--~·~,-Jr \_r-

329/592 

Location 

Inj Volume Manually 

N2 
N2 

25000 -._~~-~-~~,-~~-~-~~,-~~~~-~~.-~~~~-~~,-~~~~-~~,-~~-~-~-1 
5 10 15 20 25 

Sorted By 
Calib . Data Modified 
Multiplier: 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1. 0000 
1. 0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 
[min) [uV*s) Percent (%) 

- - -----1------1------ - --- 1------- - --1-- --------1--1------------------
2 . 386 BB 
3.888 BB 

Totals : 

3562.18604 l.25937e-3 
7.10528e4 l.19675e-3 

4.48613 
85.03215 

89.51827 

*** End of Report *** 

TCD2 4/3/2017 9:21:56 AM 

02 
N2 

Page 

mir 
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Data File P:\02_N2\0N033117\02_N2024.D 
Sample Name: 10907-2 

Acq. Operator 
Acq. Instrument 
In j ection Date 

02N2 
3/31/2017 3:04:55 PM 

Location 

Inj Volume 
Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02 - N2.M 
9/28/2016 10:27:56 AM 
C:\ON020813.M\ON020813.M 
11/11/2015 11: 22 : 55 AM 
GC TCD 02 - N2 
Standard Info: 21.6% 02 76.6% N2 
standard 20% = 21.6% 02 76.6% N2 

ADC1 B, ADC1 (P:\02_N2\0N033117\02_N2024.D) 

uV N 

27000~ ~ l 
26000-_,~,-J . 

330/592 

Manually 

25000-.___,~-,-~,--------,-~-,--~.---r-~-r------.-~-.-~.---,.-~,------r~-.-~,.---~~,------,~-,--~.---r-~-.---,~-,--~,.----.-~,------,------j 

5 10 15 ~ ~ 

Sorted By 
Calib. Data Modified 
Multiplier: 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1.0000 
1.0000 

Do not use Mul tiplier & Dilution Factor with ISTDs 

Signal 1: ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 
[min) [uV*s) Percent(%) 

-------1------1----------1----------1----------1--1-------- ----------
2.386 BV 
3.884 BB 

Totals : 

3667.21362 l.25937e-3 
7.09409e4 l.19675e-3 

4 . 61839 
84.89818 

89.51657 

*** End of Report *** 

TCD2 4/3/2017 9:22:07 AM 

02 
N2 

mir 
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Data File P:\02 N2\0N033117\02 N2025.D - -
Sampl e Name: 10907-3 

Acq. Operator 
Acq. Instrument 
Injection Date 

02N2 
3/31/2017 3:13:06 PM 

Location 

Inj Volume 
Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02-N2.M 
9/28/2016 10:27:56 AM 
C:\ON020813.M\ON020813.M 
11/11/2015 11:22:55 AM 
GC TCD 02 - N2 
Standard Info: 21.6% 02 76.6% N2 
standard 20% = 21.6% 02 76.6% N2 

ADC1 B, ADC1 {P:\02_N2\0N033117\02_N2025.D) 

Sorted By 
Calib. Data Modified 
Multiplier: 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1.0000 
1. 0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s] Percent(%) 

Manually 

-------1------1----------1----------1----------1--1------------------
2 . 383 VB 
3.883 VB 

Totals : 

3962.21411 l.25937e-3 
7.08045e4 l.19675e-3 

4.98991 
84.73501 

89. 72492 

*** End of Report *** 

TCD2 4/3/2017 9:34:11 AM 

02 
N2 
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Data File P:\02_N2\0N033117\02_N2026.D 
Sample Name: 10907-4 

Acq. Operator 
Acq. Instrument 
Injection Date 

02N2 
3/31/2017 3:19:49 PM 

Location 

Inj Volume 
Acq. Method 
Last changed 
Analysis Method 
Last changed 
Sample Info 

C:\HPCHEM\2\METHODS\02-N2.M 
9/28/2016 10:27:56 AM 
C:\ON020813.M\ON020813.M 
11/11/2015 11 : 22:55 AM 
GC TCD 02 - N2 
Standard Info : 21.6% 02 76.6% N2 
standard 20% = 21 . 6% 02 76.6% N2 

ADC1 8, ADC1 (P:\02_N2\0N033117\02_N2026.D) 

uv _ N tN 
0 ~ 

27000 - ~ ~·~" 'l 
26000 - ~0 

[ 

~- ,--

332/592 

Manually 

25000-'---T--.----,-~-,---,--,----,---,----r--.--r---r--,--~---,--.---,,---,--,----,--..-----,---,---,.---,--.---,--,---i 
I I I I I 

5 10 15 20 25 

Sorted By 
Calib. Data Modified 
Multiplier: 
Dilution: 

External Standard Report 

Signal 
5/10/2013 3:01:18 PM 

1.0000 
1.0000 

Do not use Multiplier & Dilution Factor with ISTDs 

Signal 1: ADCl B, ADCl 

RetTime Type Area Amt/Area Amount Grp Name 
[min] [uV*s] Percent(%) 

-------1------1----------1----------1----------1--1------------------
2.385 MM 
3.888 BB 

Totals : 

4116.23242 l.25937e-3 
6.92824e4 1.19675e-3 

5.18388 
82.91336 

88.09723 

*** End of Report *** 

TCD2 4/3/2017 9:34:24 AM 

02 
N2 

Page 
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TOC in WATER ANALYSIS 
CHROMATOGRAMS 
for M25.3 samples 

333/592 



Water Vial TGNMO 
A d L 

DLTA0331 .XLS 

ppmV, {C) = f(Axd-B) x slope) x VIL] I 12 x 24.45 

Not blank-corr. 
c 

mrnHg ~an vol. Air Vol OC Lab. No. Vial No. ug carb?n ug/L ppmV** ppmV .::.,.1 
Area 

7945 
7709 
7796 
8995 

dil tac 

i 8822 

I
. 8686 

8409 
8313 

I- 84_g_6_ 
4631 
4726 
4860 

4074 

H20 
3685 
3817 
3553 

-

2988-

2973 
3089 
3006 
3215 
2845 
2969-

--
3674 
3393 
3780 
3742 

KF 

1 

B 

-

Can Pi 
453 
453 
453 
453 
453 
453 
479 
479 
479 
508 
508 
508 

-

in L in L ug/ml C 10907 oc OCasC OCasC Mean Std Dev. %CV ml 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 
6.24 

3.72 1.12 
3.72 1.06 
3.72 
3.'i2 
3.72 
3.72 
3.93 
3.93 
3.93 
4. 17 
4.17 
4.17 

1.09 
1.40 
1.36 
1.32 
1.25 
1.22 
1.27 
0.25 
0.27 
0.31 

6.24 3.89 0.10 

Standard Injections 
Original C~librnUon currently 

Area ug/rnl Ci Measured 

0 0 
23772 6.56 
49739 13.12 

102260 26.24 
197695 52.47 

28.93 111992 
28.93 110638 

End 28.93 109025 

040 3.27 
3.08 
3.15 -- -~-· ----- -

2 
2 
2 
3 
3 
3 
4 
4 
4 

5 

calc. 
ug/ml C 

-

29.57 
29.21 
28.78 

041 4.23 

D42 

043 

044 

Recovery 

% 

-

102./.0 
100.96 

99.49 

4.10 
3.99 
3.79 
3.72 
3.86 
0.72 
0.79 
0.89 

0.29 

Avg.RF 
2.64E-04 

--· 

-
~ 

- -
- - - -

- --

-

0.88 1.79 1.73 -
0.83 1.69 
0.85 1.73 
1.14 2.32 2.25 
1.10 2.24 
1.07 2.18 
0.96 1.97 1.96 
0.95 1.93 
0.98 2.00 
0 .17 

--
0.35 0.39 

0.19 0.39 
0.21 0.44 

0.07 0.1 5 

Calibration 

60 1 -
50 

_ 40 I 
.€ 30 

0.05 
-

0.07 

0.04 

0.04 

2.89 2.90 
2.90 
2.90 

3.01 3.02 
--3.02-

3.02 
1.94 3.o4 I 
--~o~I 3.04 
- 10.92 2.88 

2.88 
?..88 

g> 20 I 
10 
o~=---~~~~~~~~~_J 

0 50000 100000 150000 200000 

area 

-

4/5/17 

(..) 
(..) 

~ 
c.n 
<D 
"-> 
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Water Vial Analysis, Method 25.3 Date: ; I :SI I I 7 
Client lmplnger No. Received Wt. g VialWt.,g 

I. 
Remarks 

( \):,Q~ \)::ics 
V' 

7llftJh 4.7o7o 
v4-I ·7\./caC/ ck-7snf-

\)4-2-- 7 ~ Q:{::.z.y ,&-7qCf '( 
1)4-~ --/i.~/ 4'.774--/ 

v44-Ct7) 7. C..~1 (\ 4c~s5 I 
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_____ .._ .._.....-..,,..-- -- .... - · - --- -- ...... ___ · ·- --- - ----- - ··· - -..--------------- -.._ 

... 
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- Hazen Research, Inc. 
Date April 20, 2017 4601 Indiana Street 

1-11\ZEN Golden, CO 80403 USA HRI Project 009-457 - Tel: (303) 279·4501 HRI Series No. D33/17 
Fax: (303) 278-1528 Date Rec'd . 04/12/17 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive Sample Identification 
Mecca, CA 92254-0758 3/28/17 0800 U1 

Reporting 
Basis> As Rec'd Dry Air Dry 

Proximate (%) 

Moisture 30.32 0.00 2.24 
Ash 8.31 11.93 11 .66 
Volatile 50.05 71 .83 70.22 
Fixed C 11.32 16.24 15.88 
Total 100.00 100.00 100.00 

Sulfur 0.037 0.053 0.052 
Btu/lb (HHV) 5218 7487 7320 
Btu/lb (LHV) 4560 6992 
MMF Btu/lb 5731 8594 
MAF Btu/lb 8501 

Ultimate(%) 

Moisture 30.32 0.00 2.24 
Carbon 34.35 49.29 48.19 
Hydrogen 3.73 5.35 5.23 
Nitrogen 0.42 0.61 0.59 
Sulfur 0.037 0.053 0.052 
Ash 8.31 11.93 11.66 
Oxygen* 22.84 32.77 32.04 
Total 100.00 100.00 100.00 

Chlorine** 0.094 0.1 35 0.132 

Air Dry Loss (%) 28.72 Lb. Alkali Oxide/MM Btu = 1.50 
Forms of Sulfur, as S, (%) Lb. Ash/MM Btu= 15.93 

Lb. S02/MM Btu= 0.142 
Sulfate ' Lb. Cl/MM Btu= 0.18 
Pyritic F-Factor(dry),DSCF/MM Btu= 10,675 
Organic 

Total 0.037 0.053 
Report Prepared By: 

Water Soluble Alkalies(%) 
{1'~4.. ~Ll~ 

Na20 0.068 0.098 Mark A Pugh 
K20 0.307 0.440 Fuel Laboratory Manager 

* Oxygen by difference 
** Not usually reported as part of the ultimate analysis. 

An Employee-Owned Company 



-tMZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-1 
Sample Identification: 3/28/17 0800 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash,% 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.27 

6.17 

0.62 

0.84 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

356/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-Hl\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-1 
Sample Identification: 3/28/17 0800 U 1 

pH of a 30% Mixture 6.61 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

357/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-~'.ZEN -
Hazen Research, Inc. 
4601 lnchana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Bt.u/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

As Rec'd 

21 .01 
7.22 

58.90 
12.87 

100.00 

0.040 
5981 
5368 
6486 

21.01 
39.39 

4.28 
0.50 

0.040 
7.22 

27.57 
100.00 

0.087 

0.040 

Water Soluble Alkalies(%) 

Na20 
K20 

* Oxygen by difference 

0.058 
0.219 

Dry 

0.00 
9.14 

74.56 
16.30 

100.00 

0.051 
7571 
7070 
8401 
8333 

0.00 
49.87 

5.41 
0.63 

0.051 
9.14 

34.90 
100.00 

0.110 

19.23 

0.051 

0.074 
0.277 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
033/17 
04/12/17 

Sample Identification 
3/28/17 0900 U1 

Air Dry 

2.20 
8.94 

72.92 
15.94 

100.00 

0.050 
7405 

2.20 
48.77 

5.29 
0.62 

0.050 
8.94 

34.13 
100.00 

0.108 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. 802/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry},DSCF/MM Btu= 

Report Prepared By: 

J l'c.Jc.la.. fu. ~ 
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

358/592 

1.10 
12.07 
0.135 
0.15 
10,575 



-'""'ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279·4501 
Fax: (303) 278·1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-2 
Sample Identification: 3/28/17 0900 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.45 

5.63 

0.16 

0.27 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

359/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-HAZEN 

Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-2 
Sample Identification: 3/28/17 0900 U1 

pH of a 30% Mixture 6.96 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

360/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-1-11\ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> 

Proximate(%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen" 
Total 

Chlorine"" 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

As Rec'd 

20.11 
4.10 

61.76 
14.03 

100.00 

0.047 
6250 
5621 
6539 

20.11 
41 .10 
4.55 
0.47 

0.047 
4.10 

29.63 
100.00 

0.098 

0.047 

Water Soluble Alkalies(%) 

Na20 
1<20 

" Oxygen by difference 

0.077 
0.248 

Dry 

0.00 
5.13 

77.31 
17.56 

100.00 

0.058 
7823 
7296 
8282 
8246 

0.00 
51.44 

5.69 
0.59 

0.058 
5.13 

37.09 
100.00 

0.123 

18.33 

0.058 

0.096 
0.311 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1000 u 1 

Air Dry 

2.18 
5.02 

75.62 
17.18 

100.00 

0.057 
7653 

2.18 
50.32 

5.57 
0.58 

0.057 
5.02 

36.27 
100.00 

0.120 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry},OSCF/MM Btu= 

Report Prepared By: 

{ l cJC..~ Q.. 8\.l~ lei 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

361/592 

0.69 
6.56 
0.149 
0.16 
10,542 



-Hl\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-3 
Sample Identification: 3/28/17 1000 U 1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash,% 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.77 

6.79 

0.55 

0.57 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 

362/592 



-Hl\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-3 
Sample Identification: 3/28/17 1000 U 1 

pH of a 30% Mixture 6.84 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

363/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

v i'l.ttQ._ bu..sw 
Mark A. Pugh 
Fuel Laboratory Manager 



-1-11\:ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine*" 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

" Oxygen by difference 

25.07 
4.40 

56.90 
13.63 

100.00 

0.041 
5886 
5240 
6179 

25.07 
38.37 
4.18 
0.36 

0.041 
4.40 

27.58 
100.00 

0.107 

0.041 

0.080 
0.282 

Dry 

0.00 
5.87 

75.94 
18.19 

100.00 

0.055 
7855 
7338 
8387 
8345 

0.00 
51 .21 
5.58 
0.48 

0.055 
5.87 

36.81 
100.00 

0.143 

23.23 

0.055 

0.107 
0.376 

•• Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/171100 U1 

Air Dry 

2.40 
5.73 

74.12 
17.75 

100.00 

0.054 
7667 

2.40 
49.98 

5.44 
0.47 

0.054 
5.73 

35.93 
100.00 

0.140 

Lb. Alka li Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. 802/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

~ t~ Q.. 8l.U, !.Qr 
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

364/592 

0.81 
7.47 
0.141 
0. 18 
10,415 



-l-M%EN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden. CO 60403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-4 
Sample Identification: 3/28/17 1100 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

4.25 

6.58 

0.67 

0.41 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

365/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-IMZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17 -4 
Sample Identification: 3/28/17 1100 U1 

pH of a 30% Mixture 6.98 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

366/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-IM'.ZEN 
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate(%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen" 
Total 

Chlorine"" 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%} 

Na20 
K20 

" Oxygen by difference 

24.63 
2.59 

58.88 
13.91 

100.00 

0.022 
6027 
5375 
6199 

24.63 
39.58 
4.30 
0.17 

0.022 
2.59 

28.71 
100.00 

0.078 

0.022 

0.049 
0.232 

Dry 

0.00 
3.43 

78.11 
18.46 

100.00 

0.029 
7996 
7467 
8303 
8280 

0.00 
52.52 

5.70 
0.23 

0.029 
3.43 

38.09 
100.00 

0.103 

22.11 

0.029 

0.065 
0.308 

"" Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd . 

April 20, 2017 
009-457 
033/17 
04/12/17 

Sample Identification 
3/28/17 1200 U1 

Air Dry 

3.23 
3.32 

75.59 
17.86 

100.00 

0.028 
7737 

3.23 
50.82 

5.52 
0.22 

0.028 
3.32 

36.86 
100.00 

0.100 

Lb. Alkali Oxide/MM Btu= 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry},DSCF/MM Btu= 

Report Prepared By: 

~\wL~k.r 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

367/592 

0.52 
4.29 
0.072 
0.13 
10,460 



-1-MZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278- 1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-5 
Sample Identification: 3/28/17 1200 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash , % 

The sample was ashed at 600 degrees celsius prior to analysis. 

4.09 

8.11 

0.67 

0.63 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

April 20, 2017 
009-457 
D33/17 
04/12/17 

J l c.Jl:J<L 6i-t.'bier--
Mark A. Pugh 
Fuel Laboratory Manager 

368/592 



-Hl\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-5 
Sample Identification: 3/28/17 1200 U1 

pH of a 30% Mixture 6.30 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

369/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-1-11\ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1 528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate(%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies{%) 

Na20 
K20 

*Oxygen by difference 

27.67 
4.13 

55.81 
12.39 

100.00 

0.033 
5686 
5021 
5951 

27.67 
37.33 
4.10 
0.42 

0.033 
4.13 

26.31 
100.00 

0.116 

0.033 

0.082 
0.310 

Dry 

0.00 
5.71 

77.15 
17.13 

100.00 

0.046 
7861 
7335 
8378 
8337 

0.00 
51 .61 

5.67 
0.58 

0.046 
5.71 

36.38 
100.00 

0.160 

25.8 

0.046 

0.113 
0.429 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
033/17 
04/12/17 

Sample Identification 
3/28/17 1300 U1 

Air Dry 

2.52 
5.57 

75.21 
16.70 

100.00 

0.045 
7663 

2.52 
50.31 
5.53 
0.57 

0.045 
5.57 

35.46 
100.00 

0.156 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

~tut:.a.. ~Ll.~~ 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

370/592 

0.88 
7.27 
0.117 
0.20 
10,556 



-~ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-6 
Sample Identification: 3/28/17 1300 U 1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash , % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.83 

8.34 

1.12 

0.80 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

371/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

"1'c.tc.t.'~ '° L.t ~kc 
Mark A. Pugh 
Fuel Laboratory Manager 



-HAZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279·4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-6 
Sample Identification: 3/28/17 1300 U1 

pH of a 30% Mixture 7.02 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

372/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-Hl\%EN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss (%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

• Oxygen by difference 

24.75 
5.10 

56.86 
13.29 

100.00 

0.039 
5793 
5153 
6130 

24.75 
38.08 
4.16 
0.42 

0.039 
5.10 

27.44 
100.00 

0.145 

0.039 

0.074 
0.350 

Dry 

0.00 
6.78 

75.56 
17.66 

100.00 

0.051 
7698 
7186 
8306 
8258 

0.00 
50.61 
5.53 
0.56 

0.051 
6.78 

36.47 
100.00 

0.193 

22.78 

0.051 

0.099 
0.465 

•• Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1400 u 1 

Air Dry 

2.55 
6.61 

73.63 
17.21 

100.00 

0.050 
7502 

2.55 
49.32 

5.38 
0.55 

0.050 
6.61 

35.54 
100.00 

0.188 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

~ t cJc)a_ 2J1.tJoW-
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

373/592 

0.99 
8.81 
0.133 
0.25 
10,506 



-IMZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-7 
Sample Identification : 3/28/17 1400 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.58 

7.60 

1.44 

0.98 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 

374/592 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-7 
Sample Identification: 3/28/17 1400 U 1 

pH of a 30% Mixture 6.75 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

375/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-IMZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

*Oxygen by difference 

23.33 
6.57 

55.46 
14.64 

100.00 

0.043 
5894 
5259 

6343 

23.33 
38.76 
4.26 
0.46 

0.043 
6 .57 

26.57 
100.00 

0.111 

0.043 

0.072 
0.319 

Ory 

0.00 
8.57 

72.34 
19.09 

100.00 

0.056 
7687 
7172 
8471 
8408 

0 .00 
50.56 

5.56 
0.60 

0.056 
8.57 

34.66 
100.00 

0.145 

21.31 

0.056 

0.094 
0.417 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 201 7 
009-457 
033/17 
04/12/17 

Sample Identification 
3/28/17 1500 U1 

Air Ory 

2.57 
8.35 

70.48 
18.60 

100.00 

0.055 
7490 

2.57 
49.26 

5.41 
0.58 

0.055 
8.35 

33.78 
100.00 

0.141 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),OSCF/MM Btu= 

Report Prepared By: 

Jl'~Q_ fu.2kr 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

376/592 

1.10 
11 .15 
0.147 
0.19 
10,634 



-Hl\%EN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-8 
Sample Identification: 3/28/17 1500 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash , % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.41 

6.44 

0.69 

0.65 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 

377/592 



-1-MZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-8 
Sample Identification: 3/28/17 1500 U1 

pH of a 30% Mixture 6.97 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

378/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

J\' U[A'Q.. '2:>u.<;, tee 
Mark A. Pugh 
Fuel Laboratory Manager 



-H#\ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax : (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

* Oxygen by difference 

24.42 
5.77 

55.36 
14.46 

100.00 

0.049 
5893 
5253 
6283 

24.42 
38.39. 
4.19 
0.39 

0.049 
5.77 

26.80 
100.00 

0.089 

0.049 

0.072 
0.269 

Dry 

0.00 
7.63 

73.24 
19.13 

100.00 

0.065 
7797 
7284 
8497 
8441 

0.00 
50.79 
5.54 
0.52 

0.065 
7.63 

35.46 
100.00 

0.118 

22.61 

0.065 

0.095 
0.355 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1600 u 1 

Air Dry 

2.34 
7.45 

71 .53 
18.68 

100.00 

0.063 
7615 

2.34 
49.60 

5.41 
0.51 

0.063 
7.45 

34.63 
100.00 

0.115 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

~- ll. .. u1a... btLsW-
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

379/592 

0.88 
9.78 
0.165 
0.15 
10,473 



-1-U\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax. (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-9 
Sample Identification: 3/28/17 1600 U 1 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.43 

5.56 

0.71 

0.75 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 

380/592 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-9 
Sample Identification: 3/28/17 1600 U 1 

pH of a 30% Mixture 6.99 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

381/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-1-MZEN -
Hazen Research, Inc . 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen• 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

• Oxygen by difference 

27.93 
4.49 

53.87 
13.72 

100.00 

0.045 
5648 
4988 
5935 

27.93 
37.10 
4.02 
0.42 

0.045 
4.49 

26.01 
100.00 

0.099 

0.045 

0.065 
0.285 

Dry 

0.00 
6.22 

74.75 
19.03 

100.00 

0.063 
7836 
7320 
8401 
8356 

0.00 
51.47 

5.57 
0.58 

0.063 
6.22 

36.09 
100.00 

0.137 

26.1 

0.063 

0.090 
0.395 

.. Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1700 U1 

Air Dry 

2.47 
6.07 

72.90 
18.56 

100.00 

0.061 
7643 

2.47 
50.20 

5.43 
0.57 

0.061 
6.07 

35.20 
100.00 

0.134 

Lb. Alkali Oxide/MM Btu= 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

v' 1'c...t.Je._bu_51.y-
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

382/592 

0.82 
7.94 
0.160 
0.18 
10,534 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-10 
Sample Identification: 3/28/17 1700 U1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash,% 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.41 

6.96 

0.99 

0.82 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 

383/592 



-W\:ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc . 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-10 
Sample Identification: 3/28/17 1700 U1 

pH of a 30% Mixture 6.70 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

384/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

Fuel Laboratory Manager 



-1-MZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate(%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies (%) 

Na20 
K20 

* Oxygen by difference 

28.59 
6.05 

52.05 
13.31 

100.00 

0.036 
5466 
4815 
5847 

28.59 
35.35 

3.85 
0.33 

0.036 
6.05 

25.79 
100.00 

0.084 

0.036 

0.068 
0.280 

Dry 

0.00 
8.48 

72.89 
18.64 

100.00 

0.050 
7654 
7155 
8426 
8363 

0.00 
49.50 

5.39 
0.46 

0.050 
8.48 

36.12 
100.00 

0.118 

26.8 

0.050 

0.095 
0.393 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1800 U1 

Air Dry 

2.45 
8.27 

71 .10 
18.18 

100.00 

0.049 
7467 

2.45 
48.29 

5.26 
0.45 

0.049 
8.27 

35.23 
100.00 

0.115 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. 802/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

J 1Ut.JQ_ 6~~ 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

385/592 

1.04 
11 .07 
0.131 
0.15 
10,299 



-1-MZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-11 
Sample Identification: 3/28/17 1800 U 1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.57 

5.82 

1.03 

0.92 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL # 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 

386/592 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-11 
Sample Identification: 3/28/17 1800 U 1 

pH of a 30% Mixture 7.00 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

387/592 

April 20, 2017 
009-457 
033/17 
04/12/17 

JrcJcJ.e... tb~ 
Mark A. Pugh 
Fuel Laboratory Manager 



-1-11\ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss (%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
1<20 

* Oxygen by difference 

31 .36 
5.11 

49.96 
13.57 

100.00 

0.047 
5295 
4616 
5603 

31 .36 
33.62 

3.84 
0.30 

0.047 
5.11 

25.73 
100.00 

0.115 

0.047 

0.068 
0.278 

Dry 

0.00 
7.44 

72.79 
19.77 

100.00 

0.068 
7713 
7195 
8387 
8334 

0.00 
48.97 

5 .60 
0.43 

0 .068 
7.44 

37.49 
100.00 

0.167 

29.54 

0.068 

0.099 
0.404 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Sample Identification 
3/28/17 1900 U1 03:28 2017 

Air Dry 

2.58 
7.25 

70.91 
19.26 

100.00 

0.066 
7514 

2.58 
47.71 

5.45 
0.42 

0.066 
7.25 

36.52 
100.00 

0.163 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

J,'ULJ~<i~ 
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

388/592 

0.91 
9.65 
0.176 
0.22 
10, 132 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 033/17-12 
Sample Identification: 3/28/17 1900 03:28 2017 U 1 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.61 

5.83 

0.98 

0.67 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

389/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-l-M%EN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1 528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D33/17-12 
Sample Identification: 3/28/17 1900 U1 03:28 2017 

pH of a 30% Mixture 6.88 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

390/592 

April 20, 2017 
009-457 
D33/17 
04/12/17 

Fuel Laboratory Manager 



-1-MZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax. (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen• 
Total 

Chlorine•• 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

* Oxygen by difference 

16.35 
4.33 

62.90 
16.41 

100.00 

0.096 
6583 
5984 
6905 

16.35 
42.50 
4.64 
0.81 

0.096 
4.33 

31 .27 
100.00 

0.104 

0.096 

0.214 
0.269 

Dry 

0.00 
5.18 

75.20 
19.62 

100.00 

0.115 
7870 
7355 
8336 
8300 

0.00 
50.81 

5.55 
0.97 

0.115 
5.18 

37.38 
100.00 

0.124 

14.7 

0.115 

0.256 
0.321 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
035/17 
04/12/17 

Sample Identification 
3130117 0800 U2 

Air Dry 

1.94 
5.08 

73.74 
19.24 

100.00 

0.113 
7717 

1.94 
49.82 
5.44 
0.95 

0.113 
5.08 

36.66 
100.00 

0.122 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

{,' u~\fl. t17u to.W-
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

391/592 

0.84 
6.58 
0.293 
0.16 
10,285 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D35/17-1 
Sample ldentification:3/30/17 0800 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash,% 

The sample was ashed at 600 degrees celsius prior to analysis. 

6.14 

6.67 

0.87 

0.75 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
035/1 7 
04/12/17 

Fuel Laboratory Manager 

392/592 



-~ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Slreet 
Golden. co 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-1 
Sample Identification: 3/30/17 0800 U2 

pH of a 30% Mixture 7.11 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Fuel Laboratory Manager 

393/592 



-~ZEN Hazen Research, Inc. 
4601 Indiana Street 
Golden. CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss (%) 
Forms of Sulfur, as S , (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
1<20 

•Oxygen by difference 

34.10 
7.26 

46.65 
12.00 

100.00 

0.050 
4963 
4294 
5384 

34.10 
32.09 

3.42 
0.47 

0.050 
7.26 

22.62 
100.00 

0.103 

0.050 

0.080 
0.290 

32.65 

Ory 

0.00 
11 .02 
70.78 
18.20 

100.00 

0.076 
7530 
7049 
8547 
8462 

0.00 
48.69 

5.19 
0.71 

0.076 
11 .02 
34.32 

100.00 

0.156 

0.076 

0.122 
0.440 

•• Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
035/17 
04/12/17 

Sample Identification 
3/30/17 0900 U2 

Air Dry 

2.15 
10.78 
69.26 
17.81 

100.00 

0.074 
7368 

2.15 
47.64 

5.08 
0.70 

0.074 
10.78 
33.58 

100.00 

0.153 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

JI c.X4 'a. 0U$ .(.er 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

394/592 

1.35 
14.63 
0.201 
0.21 
10,324 



-1-M:ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279· 4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D35/17-2 
Sample Identification: 3/30/17 0900 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.33 

5.88 

0.24 

0.51 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Fuel Laboratory Manager 

395/592 



-HAZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278· 1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-2 
Sample Identification: 3/30/17 0900 U2 

pH of a 30% Mixture 6.59 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

By: 

April 20, 2017 
009-457 
D35/17 
04/12/17 

/..·LJC.A· rL 6 u ski 
Mark A. Pugh 
Fuel Laboratory Manager 

396/592 



-1-11\ZEN 
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate (%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine ... 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

• Oxygen by difference 

24.48 
3.65 

57.06 
14.81 

100.00 

0.061 
5958 
5321 
6202 

24.48 
38.57 

4.16 
0.38 

0.061 
3.65 

28.71 
100.00 

0.100 

0.061 

0.087 
0.267 

22.46 

Dry 

0.00 
4.84 

75.55 
19.61 

100.00 

0.081 
7889 
7379 
8324 
8290 

0.00 
51 .07 
5.50 
0.50 

0.081 
4.84 

38.01 
100.00 

0.132 

0.081 

0.115 
0.353 

•• Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
035/17 
04/12/17 

Sample Identification 
3/30/17 1000 U2 

Air Dry 

2.60 
4.71 

73.59 
19.10 

100.00 

0.079 
7684 

2.60 
49.74 

5.36 
0.49 

0.079 
4.71 

37.02 
100.00 

0.129 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

~·~·~ 6y,,~-k/ 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

397/592 

0.77 
6.13 
0.206 
0.1 7 
10,241 



-Hl\%EN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, co 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-3 
Sample ldentification:3/30/17 1000 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash , % 

Carbon Dioxide in Ash,% 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.80 

8.82 

0.48 

1.19 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
035/17 
04/12/17 

Fuel Laboratory Manager 

398/592 



-1-MZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax· (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-3 
Sample Identification: 3/30/17 1000 U2 

pH of a 30% Mixture 6.65 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
035/17 
04/12/17 

Fuel Laboratory Manager 

399/592 



-IMZEN 
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine0 

Air Dry loss (%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

* Oxygen by difference 

21.17 
5.06 

58.34 
15.43 

100.00 

0.064 
6190 
5571 
6547 

21.17 
39.69 
4.33 
0.49 

0.064 
5.06 

29.20 
100.00 

0.071 

0.064 

0.071 
0.294 

19.14 

Dry 

0.00 
6.42 

74.01 
19.57 

100.00 

0.081 
7852 
7344 
8437 
8391 

0.00 
50.34 
5.49 
0.63 

0.081 
6.42 

37.04 
100.00 

0.090 

0.081 

0.090 
0.372 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Sample Identification 
3/30/17 1100 U2 

Air Dry 

2.51 
6.26 

72.15 
19.08 

100.00 

0.079 
7655 

2.51 
49.08 

5.35 
0.61 

0.079 
6.26 

36.11 
100.00 

0.088 

lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
lb. S02/MM Btu= 
lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

fl cxJ Q_ 6i.t. ,,w-
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

400/592 

0.83 
8.18 
0.206 
0.11 
10,200 



-1-MZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fa)(: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D35/17-4 
Sample ldentification:3/30/17 1100 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash,% 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.06 

7.10 

0.23 

0.58 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Fuel Laboratory Manager 

401/592 



-~'.ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D35117-4 
Sample Identification: 3/30117 1100 U2 

pH of a 30% Mixture 6.50 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
D35/17 
04112117 

Fuel Laboratory Manager 

4021592 



-1-MZEN 
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate {%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss (%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
1<20 

* Oxygen by difference 

20.67 
3.01 

60.43 
15.89 

100.00 

0.040 
6353 
5729 
6566 

20.67 
40.59 

4.44 
0.45 

0.040 
3.01 

30.80 
100.00 

0.105 

0.040 

0.099 
0.196 

18.54 

Dry 

0.00 
3.80 

76.17 
20.03 

100.00 

0.050 
8008 
7489 
8350 
8324 

0.00 
51 .17 

5.59 
0.57 

0.050 
3.80 

38.83 
100.00 

0.132 

0.050 

0.125 
0.246 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Sample Identification 
3/30/17 1200 U2 

Air Dry 

2.61 
3.70 

74.18 
19.51 

100.00 

0.049 
7799 

2.61 
49.83 

5.45 
0.55 

0.049 
3.70 

37.81 
100.00 

0.129 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

J1·~0- ~ht5wr 
Mark A. Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

403/592 

0.58 
4.74 
0.126 
0.17 
10,102 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-5 
Sample ldentification:3/30/17 1200 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as 1<20, % 

Chlorine in Ash , % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

4.82 

7.31 

0.34 

1.11 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
035/17 
04/12/17 

Fuel Laboratory Manager 

404/592 



-IMZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel : (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca. CA 92254-0758 

Sample Number: D35/17-5 
Sample Identification: 3/30/17 1200 U2 

pH of a 30% Mixture 5.86 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Fuel Laboratory Manager 

405/592 



-1-MZEN 
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax. (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate(%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

Water Soluble Alkalies(%) 

Na20 
K20 

• Oxygen by difference 

22.77 
9.18 

56.93 
11 .12 

100.00 

0.055 
5734 
5128 
6364 

22.77 
36.96 

4.01 
0.35 

0.055 
9.18 

26.69 
100.00 

0.060 

0.055 

0.074 
0.208 

21.16 

Dry 

0.00 
11.88 
73.71 
14.40 

100.00 

0.071 
7425 
6944 
8518 
8426 

0.00 
47.86 

5.19 
0.45 

0.071 
11 .88 
34.55 

100.00 

0.078 

0.071 

0.096 
0.269 

•• Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd . 

April 20, 2017 
009-457 
D35/17 
04/12/17 

Sample Identification 
3/30/17 0100 U2 

Air Dry 

2.04 
11 .64 
72.21 
14.11 

100.00 

0.070 
7273 

2.04 
46.88 

5.08 
0.44 

0.070 
11.64 
33.85 

100.00 

0.076 

Lb. Alkali Oxide/MM Btu= 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report Prepared By: 

I.Wt... bt.lS W--
Mark A Pugh 
Fuel Laboratory Manager 

An Employee-Owned Company 

406/592 

1.41 
16.00 
0.192 
0.10 
10,278 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 035/17-6 
Sample ldentification:3/30/17 0100 U2 

Sodium in Ash as Na20, % 

Potassium in Ash as K20 , % 

Chlorine in Ash , % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.46 

5.36 

0.27 

0.59 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A Pugh 

April 20, 2017 
009-457 
035/17 
04/12/17 

Fuel Laboratory Manager 

407/592 



-1-11\ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D35/17-6 
Sample Identification: 3/30/17 0100 U2 

pH of a 30% Mixture 6.49 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

Mark A. Pugh 

April 20, 2017 
009-457 
035/17 
04/12/17 

Fuel Laboratory Manager 

408/592 



-1-11\ZEN -
Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel· (303) 279-4501 
Fax· (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> 

Proximate (%) 

Moisture 
Ash 
Volatile 
Fixed C 
Total 

Sulfur 
Btu/lb (HHV) 
Btu/lb (LHV) 
MMF Btu/lb 
MAF Btu/lb 

Ultimate(%) 

Moisture 
Carbon 
Hydrogen 
Nitrogen 
Sulfur 
Ash 
Oxygen* 
Total 

Chlorine** 

Air Dry Loss(%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 

As Rec'd 

28.88 
10.24 
50.93 
9.94 

100.00 

0.049 
5112 
4461 
5746 

28.88 
34.17 
3.81 
0.54 

0.049 
10.24 
22.30 

100.00 

0.097 

0.049 

Water Soluble Alkalies(%) 

Na20 
K20 

* Oxygen by difference 

0.070 
0.269 

27.21 

Dry 

0.00 
14.40 
71 .62 
13.98 

100.00 

0.069 
7188 
6691 
8511 
8397 

0.00 
48.06 

5.36 
0.76 

0.069 
14.40 
31.36 

100.00 

0.136 

0.069 

0.098 
0.378 

** Not usually reported as part of the ultimate analysis. 

Date 
HRI Project 
HRI Series No. 
Date Rec'd. 

May 12, 2017 
009-457 
047/17-1 
04/21/1 7 

Sample Identification 
BFF 4/17/17 

Air Dry 

2.30 
14.07 
69.97 
13.66 

100.00 

0.067 
7022 

2.30 
46.95 

5.23 
0.74 

0.067 
14.07 
30.64 

100.00 

0.133 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

Report P epa ed BY.· 

~ 
Mark A. Pugh 
Fuel Laboratory 

An Employee-Owned Company 

409/592 

1.61 
20.04 
0.191 
0.19 
10,955 



-HAZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
460 1 Indiana Street 
Golden, CO 80403 USA 
Tel: (303) 279-4501 
Fax; (303) 278-1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 047/17-1 
Sample Identification: BFF 4117117 

Sodium in Ash as Na20, % 

Potassium in Ash as K20, % 

Chlorine in Ash, % 

Carbon Dioxide in Ash, % 

The sample was ashed at 600 degrees celsius prior to analysis. 

3.10 

4.95 

0.40 

1.32 

By: 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

May 12, 2017 
009-457 
D47/17 
04/21 /17 

410/592 



-HAZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden. CO 80403 USA 
Tel: (303) 279-4501 
Fax: (303) 278- 1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: D47/17-1 
Sample Identification: BFF 4/17 /17 

pH of a 30% Mixture 6.55 

By: 

An Employee-Owned Company 

DATE 
PROJ. # 
CTRL# 
REC'D 

May 12, 2017 
009-457 
D47/17 
04/21 /17 

411/592 



- Hazen Research, Inc. 
4601 lnniana Street 

~ZEN Golden, CO 80403 USA - Tel: (303) 279-4501 
Fax: (303) 278-1528 

Desert View Power 
Russell Huffman 
62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Reporting 
Basis> As Rec'd 

Proximate (%) 

Moisture 8.31 
Ash 5.33 
Volatile 72.01 
Fixed C 14.35 
Total 100.00 

Sulfur 0.060 
Btu/lb (HHV) 7125 
Btu/lb (LHV) 6544 
MMF Btu/lb 7559 
MAF Btu/lb 

Ultimate(%) 

Moisture 8.31 
Carbon 47.51 
Hydrogen 5.35 
Nitrogen 0.60 
Sulfur 0.060 
Ash 5.33 
Oxygen• 32.84 
Total 100.00 

Chlorine** 0.146 

Air Dry Loss (%) 
Forms of Sulfur, as S, (%) 

Sulfate 
Pyritic 
Organic 

Total 0.060 

Water Soluble Alkalies(%) 

Na20 
K.20 

• Oxygen by difference 

Dry 

0.00 
5.81 

78.53 
15.65 

100.00 

0.065 
7770 
7230 
8290 
8250 

0.00 
51 .82 

5.83 
0.66 

0.065 
5.81 

35.81 
100.00 

0.159 

5.5 

0.065 

•• Not usually reported as part of the ultimate analysis. 

Date May 12, 2017 
HRI Project 009-457 
HRI Series No. D47/17-2 
Date Rec'd. 04/21/17 

Sample Identification 
MACT March 2017 

Air Dry 

2.97 
5.64 

76.20 
15.19 

100.00 

0.063 
7540 

2.97 
50.28 

5.66 
0.64 

0.063 
5.64 

34.75 
100.00 

0.154 

Lb. Alkali Oxide/MM Btu = 
Lb. Ash/MM Btu= 
Lb. S02/MM Btu= 
Lb. Cl/MM Btu= 
F-Factor(dry),DSCF/MM Btu= 

An Employee-Owned Company 

412/592 

7.48 
0.167 
0.20 
10,831 



-1-11\:ZEN -
Desert View Power 
Russell Huffman 

Hazen Research, Inc. 
4601 Indiana Street 
Golden, CO 80403 USA 
Tel· (303) 279·'1501 
Fax (303) 278·1528 

62-300 Gene Welmas Drive 
Mecca, CA 92254-0758 

Sample Number: 047/17 
Sample Identification: MACT 

Air Dry Loss, % 
Residual Moisture, % 
As Received Moisture, % 

BTU/lb HHV (Air Ory Basis) 
BTU/lb HHV (As Received Basis) 
BTU/lb HHV ( Dry Basis) 

Mercury (Air Dry Basis), mg/kg 
Mercury (As Received Basis), mg/kg 
Mercury ( Dry Basis), mg/kg 

lbs/MM BTU 

Mercury 

-2 
March 2017 

5.50 
2.97 
8.31 

7541 
7126 
7772 

<0.01 
<0.009 
<0.01 

<0.000001 

Date: May 12, 2017 
Project No: 009-457 
Control No: D47/17 
Received: 04/21/17 

By It!#, 111-Mafi<PUg . 
Fuel LaboratorYanager 

An Employee-Owned Company 
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Appendix 8.6 Sample Chain of Custody 

R1414999 B-7 



~111r~ Bu'\ '#" ,, .f ')q L\ 
CHAIN OF CUSTODY FORM 

CLIENT: Desert View Power 
Unit: Unit 1 and 2 Stack Breaching 

TEST DATE(S): 3/28/2017 & 3/29J2.017 . ~ ........ ~ 
SAMPLER($): Rrk Duoont · 

SAMPLE LOCATION: ---=S=ta=c=k ______ _ PROJECTMANAGER: _ __:D~a~v~e~W~o~n~de~r~ly _ _ ____ _ 

TEST METHOD(S): ----=E:..:....P.:....;A'-=2=6A'-'-------- DATE DUE: ____ ___________ _ 

OUTSIDE LAB REQUIRED: ___ Y_._e~s _____ _ COMPLIANCE TEST: __ ....:..Y=es=-----------

DATE TIME TEST# SAMPLE DESCRIPTION CONTAINERS SAMPLER CORDENTS 

3/28/2017 845/1115 1-HCL-Unit-1 lmpinger contents and Line rinse 1 RD Cf1~'f I 
3/28/2017 12031428 2-HCL-Unit-1 lmpinger contents and Line rinse 1 RD ~/8'q"'t. 

3/28/2017 1450/1655 3-HCL-Unit-1 lmpinger contents and Line rinse 1 RD q-iR'4 ".) 

3/29/2017 830/1049 1-HCL-Unit-2 lmoinaer contents and Line rinse 1 RD q1?''4~ 
3/29/2017 1210/1432 2-HCL-Unit-2 lmpinger contents and Line rinse 1 RD ql.i'I ~ 
3/29/2017 1455/1710 3-HCL-Unit-2 lmpinger contents and Line rinse 1 RD q-,~({_ 

3/29/2017 1300 Reagent Blank-HCL 100 ML, DI H20 1 DW Cf71r't, 
3/29/2017 1300 Reagent Blank-HCL 200 ml 0.1 N, H2$04 1 DW crrt4~ 

3/30/2017 800 Field Blank lmpinoer contents and Line rinse 1 ow 9-,94" 

n .. .,., 

~ -~ A_,- ::;,731/h l'Z IQ 

ANALYSIS REQUIRED: HCI by EPA Method 26A report as mg/sample. Record total volume of each sample. 

81/la~ 
Air Quality Servkes, Incorporated 

~ .... 
UI 
(;; 
(0 ...., 



CHAIN OF CUSTODY FORM 

CLIENT: Desert View Power TEST DATE(S): 3-29-2017 

LOCATION: Mecca SAMPLER(S): Rik Dupont 

SAMPLE LOCATION: Unit 2 Stack Breaching PROJECT MANAGER: __ D_a_v~e_W~on_d~e_rl_._y ______ _ 

TEST METHOD(S): EPA Method 5 DATE DUE: _______________ ~ 

OUTSIDE LAB REQUIRED: ___ Y.:....:e=s:...___ ____ _ COMPLIANCE TEST: ------'-Y=es=---------

I DATE I TIME I TEST# I SAMPLE DESCRIPTION I CONTAINERS I SAMPLER I COMMENTS I 
3/29/2017 /j7.:)//u'iC.. 1-PM-U2 Front% rinse-Filter #83-3132 2 RD 
3/29/2017 1-...../u/ry ·l "l. 2-PM-U2 Front% rinse-Filter #83-3133 2 RD 
3/29/2017 1 '{ )-)/ (/I ..:> 3-PM-U2 Front% rinse-Filter #83-3134 2 RD 

Reagent Blank Acetone 1 AB 

t- DATE/TIME 
o'iJ 0 

ANALYSIS REQUIRED: Particulate By EPA Method 5 

, MON T"RO~E 
J.' ) ( A I I \ ' 'l r \ It._ l' ""' .... 

en 
Ui 
ID 
"-> 



CHAIN OF CUSTODY FORM 
ll'f5~2 

CLIENT: Desert View Power 002-AQS-449~52 - TEST DATE(S): 4/14/2017 

LOCATION: Mecca SAMPLER(S): Patrick Whitman 

SAMPLE LOCATION: Unit 1 Stack Breaching PROJECT MANAGER: ----'D=-a=v=e'-'W:....:..=o::...:..:nd=e:..:..rl:...t.Y-------

TEST METHOD(S): EPA Method 5 DATE DUE: ----------------
OUTSIDE LAB REQUIRED: ___ Y..:....;e=s'-------- COMPLIANCE TEST: _____ Y..:...:e=s:__ ______ _ 

DATE TIME TEST# SAMPLE DESCRIPTION CONTAINERS SAMPLER COMMENTS 
4/14/2017 709/915 1-PM-U1 Front Yz rinse-Filter #83-3138 2 PW 
4/14/2017 933/1139 2-PM-U1 Front Yz rinse-Filter #83-3139 2 PW 
4/14/2017 1155/1402 3-PM-U1 Front Yz rinse-Filter #83-3140 2 PW 

Reagent Blank Acetone 1 AB 

RELEASED BY DATE/TIME RECEIVED BY DATE/TIME 

h /' "'"' "/,__, /,_., , 

m(\ \'.'°) .... I/ I I I \ I "/.. :OlJ 
/ J -

ANALYSIS REQUIRED: Particulate By EPA Method 5 

~ MONlRO~l: 
"" ..... 
...... 
(;:; 
CD 
"-> 



CHAIN OF CUSTODY FORM 

CLIENT: Desert View power TEST DATE(S): 3-28 and 3-29 2016 

LOCATION: Mecca SAMPLER(S): Rik Dupont 

SAMPLE LOCATION: Unit 1 and 2 Stack Breaching PROJECT MANAGER: ---=D::..::a:..:.v.:::..e...:..W.:....:o~n~de:.:.r~lv ______ _ 

TEST METHOD(S): SCAQMD Method 25.3 DATE DUE: _______________ ~ 

OUTSIDE LAB REQUIRED: ___ Y..:....;e=s'-------- COMPLIANCE TEST: _____ Y~e~s"---------

DATE TIME TEST# SAMPLE DESCRIPTION 
3/28/2017 854/946 1A-VOC Unit 1 Vial # D-40 Canister # 00152 
3/28/2017 854/946 1 B-VOC Unit 1 Vial# D-41 Canister# 00109 

3/29/2017 935/1018 1A-VOC Unit 2 Vial # 0-42 Canister # 00162 
3/29/2017 935/1018 1 B-VOC Unit 2 Vial# D-43 Canister# 00160 

3/29/2017 1100 Trip Blank Vial# D- 44 

ANALYSIS REQUIRED: Total TGNMO By SCAQMD Method 25.3 

Della~ 
Air Quality Service1, tncorporoted 

CONTAINERS 
2 
2 

2 
2 

1 

SAMPLER COMMENTS 
RK 
RK 

RK 
RK 

ow 

/t'? C/<!J 7 - I 
2 

~ 
~-1 

- .., 

DATE/TIME 
~~ 

"" ...... 
co 
(j; 
<D 

"' 
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APPENDIX C CALCULATIONS 

R1414999 C-1 'i\\l)i\ I K J"t 



420/592 

Appendix C.1 General Emissions Calculations 

R1414999 C-2 1. v ~/\~UN I I U~f: 
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GENERAL EMISSION CALCULATIONS 

I. Stack Gas Velocity 

A Stack gas molecular weight, lb/lb-mole 

MWdry = 0.44 * %C0 2 + 0.32 * %0 2 + 0.28 * %N2 

MWwet = MWdry * (1-Bw0 ) + 18 * Bwo 

B. Absolute stack pressure, iwg 

Ps = Pbar + Psg 
13.6 

C. Stack gas velocity, ft/sec 

29.92 * 28.95 

II. Moisture 

A Sample gas volume, dscf 

V 0 03342 * v * (P ~H ) * Tref *yd mstd = · m bar + 
13.6 Tm 

B. Water vapor volume, scf 

V = 0.0472 * V * Tref wstd le 528 oR 

C. Moisture content, dimensionless 

Bwo = 
(V mstd + V wstd) 

Ill. Stack gas volumetric flow rate 

A Actual stack gas volumetric flow rate, wacfm 

Q = V * A * 60 s s 

B. Standard stack gas flow rate, dscfm 

Qsd = Q * (1-Bwo) * Tref * ps 
Ts 29.92 

R1414999 C-3 ~\ 1HJ,\l1 1 O~t 
' 



IV. Gaseous Mass Emission Rates, lb/hr 

M = ppm * M~ * Qsd * 60 
sv * 106 

V. Emission Rates, lb/MMBtu 

lb ppm*M~ *F * 20.9 
= 

MM Btu SV * 106 20.9 - %0 2 

6. Percent lsokinetic 

17.32 x T, (V,
11 

std) 528 o R 
l = x ---

(1 - Bwo )0 x V
1 

x Ps x Dn 2 T,.ef 

7. Particulate emissions 

a) Grain loading , gr/dscf 

C = 0.01543 (MnN m std) 

b) Grain loading at 3% 02, gr/dscf 

c) Mass emissions, lb/hr 

M = C x Qsd x (60 min/hr)/(7000 gr/lb) 

d) Particulate emission factor 

6 1 lb 20 .. 9 
lb I I 0 Btu = C x x F x ----

7000gr 20.9 - % 0 2 

R1414999 C-4 
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Nomenclature: 

As 
BwD 
C 12%C02 

c 
Cp 
On 
F 
H 
I 
Mn 
M 
MW 
M wi 

0 

L1P 

P bar 

Ps 
Ps9 

Q 
O sd 

sv 

Tm 
T ref 

Ts 
V s 

V ic 

V m 

V mstd 

Vwstd 
yd 

R1414999 

= stack area, ft2 
= flue gas moisture content, dimensionless 

= particulate grain loading , gr/dscf corrected to 3% 02 
= particulate grain loading , gr/dscf 
= pitot calibration factor, dimensionless 
=nozzle diameter, in. 
= fuel F-Factor, dscf/MMBtu @ 0% 02 
= orifice differential pressure, iwg 
= % isokinetics 
= mass of collected particulate, mg 
= mass emission rate of specie i, lb/hr 
= molecular weight of flue gas, lb/lb-mole 
= molecular weight of specie i: 
S02: 64 
NOx: 46 
CO: 28 
HC: 16 
=sample time, min. 

= average velocity head , iwg = ( .fM5) 2 

= barometric pressure, inches Hg 
= stack absolute pressure, inches Hg 
= stack static pressure, iwb 
= wet stack flow rate at actual conditions, wacfm 
= dry standard stack flow rate, dscfm 
= specific molar volume of an ideal gas at standard conditions, 

ft3/lb-mole 
= meter temperature , DR 
= reference temperature, DR 
= stack temperature , DR 
= stack gas velocity, ft/sec 
= volume of liquid collected in impingers, ml 
= uncorrected dry meter volume, def 
= dry meter volume at standard conditions, dscf 
= volume of water vapor at standard conditions, scf 
= meter calibration coefficient 

C-5 

4231592 
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Appendix C.2 Unit 1 Calculations 
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Appendix C.2.1 Unit 1 RATA and Gaseous Calculations 
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PRE-TEST INFORMATION 

GENERAL 
Test 1-RA-U1 
Date: 3128/2017 
Start Time: 8:45 
Station: Desert View Power 
Unit #1 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Yd 1 0020 
Meter Pressure· 1.0 iwg 
Pstack: 0.74 iwg 
Pstack: 30 .16 "Hg 
Cp: 0 84 
Tref: 68 ' F 
Stack Area: 38 84 ft' 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 
lmpingers 

#/Mall. End §!grl Diff. Point 
1/H20 885.6 734.8 150.8 5 
2/H20 687.0 683.0 4.0 4 

3/Empty 622.0 622.8 -0.8 3 
4/S.G. 903.9 895.2 8.7 2 
Rinse 50.0 -50.0 1 
Total 112.7 5 

Ory Gas Meter 4 
Time Vol. Tm(inl Tm Coull 3 
Start 395.700 75 73 2 

75 73 1 
Stop 432.058 70 74 5 

4 
Total 36.358 73.3 3 

Summary 2 
Sample Volume: 36.378 dscf 1 
H20 Volume: 5.319 set 5 
Moisture Content: 12.8 % 4 

3 
METHOD 3A, 6C, 7E DATA 2 

Qi QQi .tiQ. ~ 1 
Analyzer Span 18.97 18.62 95.00 9.53 5 
Actual Span Value 10.79 11 .04 48.3 4.38 4 
Pre Test Zero Direct 0.04 0.05 0.09 0.02 3 
Pre Test Span Direct 10.85 10.94 48.81 4.40 2 
Pre-test Zero 0.04 0 07 0 16 0 00 1 
Pre-test Span 10 74 10.89 48 56 4.39 5 

4 
0-60 min 7 25 13.06 46 76 -0.35 3 

2 
Post-test Zero 0.04 0.08 0 13 -0.04 1 
Post-test Span 10 69 10.85 48 36 4 41 Average 
Post Test Zero Direct 0 04 0 05 0 10 0 04 
Post Test Span Direct 10 89 10.88 48 81 4 40 
Average 7.25 13.06 46.76 -0.35 

Corr. Results 7.29 13.28 46.60 -0.33 
Cal Error <2%. Bias <5%. Drift <3% 

Calibrtion Error 0.3% -0.5% 0.5% 0.2% 
Pre-Test Zero Bias 0.0% 0.1% 0.1% -0.2% 
Pre-Test Span Bias -0.6% -0.3% -0.3% -0.1% 
Post-Test Zero Bias 0.0% 0.2% 0.0% -0.8% 
Post-Test Span Bias -1.0% -0.2% -0.5% 0.1% 

Zero Drift 0.0% 0.1% 0.0% -0.4% 
Span Drift -0.3% -0.2% -0.2% 0.3% 
('.,..... ' S I J'i ss '0.. s I '" > 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Diff. Diff. % 
Flow kdscfh 5283.88 4289.69 994.19 18.8% 

02 % dry 7.29 7.4 -0.10 -1 .3% 

co, % dry 13.28 13.3 -0.02 -0.1% 

NO, ppm dry 46.60 49.3 -2.68 -5.8% 

NO, ppm@3%02 61 .29 65.1 -3.82 -6.2% 

NO, lb/hr 29.40 25.30 4.09 13.9% 

S02 ppm dry 9.56 10.64 -1 .08 -11.4% 

so, ppm@3%02 12.57 14.06 -1.49 -11 .9% 

so, lb/hr 8.39 7.599 0.787 9.4% 
co ppm dry -0.33 3.01 -3.34 
co ppm@3% 0 2 -0.43 3.86 -4.29 

co lb/hr -0.125 0.908 -1.03 

4261592 

METHOD 2 DATA 
dP dP2 Temp Velocity 

(in. H20l (in. H10 2l C..E.l {fQfil 

0.830 0.91 10 335 62.45 
0.700 0.8367 335 57.35 
0.650 0.8062 335 55.27 
0.700 0.8367 335 57.35 
0.750 0.8660 335 59.36 
0.860 0.9274 335 63.57 
0.780 0.8832 335 60.54 
0.670 0.8185 335 56.11 
0.560 0.7483 335 51.30 
0.580 0.7616 335 52.20 
0.850 0.9220 335 63.20 
0.740 0.8602 335 58.97 

0.630 0.7937 335 54.41 
0.800 0.8944 335 61.31 
0.850 0.9220 335 63.20 
I. JOO 1.0488 335 71.89 

1.000 1.0000 335 68.55 
1.000 1.0000 334 68.51 
0.950 0.9747 334 66.77 
0.800 0.8944 334 61 .27 

I.J OO 1.0488 335 71.89 
I. JOO 1.0488 335 71.89 
1.200 1.0954 335 75.09 
1.100 1.0488 334 71 .85 
1.100 1.0488 334 71.85 
1.400 1.1832 335 81 .11 
1.400 1.1832 335 81 .11 
1.000 1.0000 335 68.55 
1.000 1.0000 335 68.55 
0.900 0.9487 335 65.03 

0.8906 0.9437 334.8 64.68 
TEST SUMMARY 

02: 7.290 % dry 
6 .360 %wet 

C02: 13.284 % dry 
11 .589 % wet 

NO, : 46.598 ppm dry 
40.654 ppm wet 

29.396 lb/hr 

S02: 9.5555372 ppm dry 

S02: 8.387 lb/hr 

CO: -0.33 ppm dry 

-0.28 ppm wet 

-0.125 lb/hr 

H20 : 12.8 % 

MW: 28.83 lb/lb-mole 

Flow: 150,739 wacfm 

88.06 mdscfm 

5283.88 kdscfh 

SOx Titration Summary 

B1 /2 Probe 
N BaCl2 0.0099701 

Tolal VOL (ml) 430 
Aliquot VOL (ml) 20 
Tilrant VOL (ml) 3.82 



PRE-TEST INFORMATION 

GENERAL 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmplngers dP 
Test: 2-RA-U1 #/Matl. End ~ Ditf. Point iliL!:hQ1 
Date: 3/28/2017 1/H20 746.4 603.2 143.2 5 0.850 
Start Time: 10:05 2/H20 679.7 678.5 1.2 4 0.700 
Station: Desert View Power 3/Empty 631.3 633.5 -2.2 3 0.670 
Unit; #1 4/S.G. 1020.4 1009.9 10.5 2 0.700 
Test Condition: Full Load Rinse 50.0 -50.0 1 0.730 
Performed By: ow Total 102.7 5 0.850 

PRE-TEST INFORMATION Dry Gas Meter 4 0.800 
SAMPLE TRAIN Time YQL Tmlinl TmCoutl 3 0.650 

Barom. Pressure: psi Start 433.100 75 81 2 0.550 
30.11 "Hg 76 82 1 0.600 

Meter No. 6-WCS Stop 465.117 77 83 5 0.850 
MeterY0 1.0020 4 0.750 
Meter Pressure: 1.0 iwg Total 32.017 79.0 3 0.650 
Pstack: 0.74 iwg Summary 2 0.800 
Pstack: 30.16 "Hg Sample Volume: 31 .698 dscf 1 0.850 
Cp: 0 84 H20Volume : 4.847 scr 5 1.100 
Tref: 68 OF Moisture Content: 13.3 % 4 1.000 
Stack Area: 38 84 ft' 3 1.000 

METHOD 3A, SC, 7E DATA 2 1.000 

lli m !:ill. co 1 0.800 
Analyzer Span 18.97 18.62 95.00 9.53 5 1.100 
Actual Span Value 10.79 11.04 48.3 4.38 4 1.100 
Pre Test Zero Direct 0 04 0.05 010 0 04 3 1.200 
Pre Test Span Direct 10 89 10 88 48.81 4.40 2 I. tOO 
Pre-test Zero 0 04 0 08 013 -0 04 1 1.100 
Pre-test Span 10.69 10.85 48 36 4.41 5 1.400 

4 1.400 
0-60 min 7 18 13.14 46 69 -0.33 3 1.000 

2 1.000 
Post-test Zero 0 04 0.07 0.15 0 03 1 0.950 
Post-test Span 10.79 10.86 48.47 4 38 Average 0.8957 
Post Test Zero Direct 0 04 0.05 0 11 0 05 
Post Test Span Direct 10 84 10.87 48.83 4 38 02: 
Average 7.1 8 13.14 46.69 -0.33 

Corr. Results 7.20 13.38 46.57 -0.32 C02: 
Cal Error <2%, Bias <5%; Dnft <3% 

Calibrtion Error 0.5% -0.9% 0.5% 0.3% NO,: 

Pre-Test Zero Bias 0.0% 0.2% 0.0% -0.8% 
Pre-Test Span Bias -1.0% -0.2% -0.5% 0.1% 
Post-Test Zero Bias 0.0% 0.1% 0.0% -0.2% 
Post-Test Span Bias -0.3% -0.1% -0.4% 0.0% 

Zero Dnft 0.0% -0.1% 0.0% 0.7% S02: 
Span Drift 0.5% 0.1% 0.1% -0.3% 

r """ • 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth ~ Oiff. Oitf. % 
Flow kdscfh 5259.33 4239.87 1019.46 19.4% 

02 % dry 7.20 7.3 -0. 14 -1.9% CO: 

C02 % dry 13.38 13.3 0.04 0.3% 

NO, ppm dry 46.57 49.2 -2.60 -5.6% 

NO, ppm@3% 02 60.86 64.8 -3.92 -6.4% 

H20: 

NO, lb/hr 29.24 25.0 4.28 14.6% MW: 

S02 ppm dry 9.05 10 45 -1.41 -15.5% Flow: 

S02 ppm@3% 0 2 11 .82 13.75 -1.93 -16.3% 

METHOD 2 DATA 

dP2 Temp 
(in. H,02l IT1 

0.9220 339 
0.8367 339 
0.8185 339 
0.8367 339 
0.8544 339 
0.9220 339 
0.8944 339 
0.8062 339 
0.7416 339 
0.7746 339 
0.9220 339 
0.8660 339 

0.8062 339 
0.8944 339 
0.9220 339 
1.0488 339 

1.0000 339 
1.0000 339 
1.0000 339 

0.8944 339 
1.0488 339 
1.0488 339 
1 .0954 339 
1 .0488 339 
1.0488 339 
1.1832 339 
1.1832 339 
1.0000 339 
1.0000 339 
0.9747 339 
0.9464 339.0 

TEST SUMMARY 

7.203 % dry 

6.247 %wet 

13.377 % dry 
11 .603 %wet 

46.568 ppm dry 
40.391 ppm wet 

29.240 lb/hr 

9.047656 ppm dry 

7.904 lb/ hr 

-0.32 ppm dry 

-0.28 ppm wet 

-0.122 lb/hr 

13.3 % 

28.78 lbnb-mole 

151,706 wacfm 

87.655 mdscfm 

5259.33 kdscfh 

SOx Titration Summary 

S02 lb/hr 7.904 7.388 0.516 6.5% B1/2 Probe 
co ppm dry -0.32 4.77 -5.09 N BaCl2 0.0099701 

co ppm@3% 02 -0.42 6.30 -6.72 Total VOL (ml) 440 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 3.08 

co lb/hr -0.122 1.470 
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Velocity 

~ 
63.42 
57.55 
56.30 
57.55 
58.77 
63.42 
61.52 
55.46 
51.01 
53.28 
63.42 
59.57 

55.46 
61.52 
63.42 
72.14 

68.78 
68.78 
68.78 

61 .52 

72.14 
72.14 
75.35 
72.14 
72.14 
81.39 
81 .39 
68.78 
68 .78 
67.04 
65.10 



PRE-TEST INFORMATION 

GENERAL 
Test: 3-RA-U1 
Date: 3/28/2017 
Start Time: 12:03 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Yd 1 0020 
Meter Pressure: 1.0 iwg 
Pstack: 0.74 iwg 
Pstack: 30.16 "Hg 
Cp: 0 84 
Tref: 68 •F 

Stack Area: 38 84 ft' 

METHOD 3A, 6C, 7E DATA 

Qi ffi 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10 84 10.87 
Pre-test Zero 0 04 0.07 
Pre-test Span 10.79 10.86 

0-60 min 7. 27 12.99 

Post-test Zero 0 04 0.08 
Post-test Span 10 74 10.80 
Post Test Zero Direct 0.04 0.05 
Post Test Span Direct 10 79 10.85 
Average 7.27 12.99 

Corr. Results 7.27 13.26 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmplngers 
#/Matl. ~ fil2!l Ditf. Point 

1/H20 870.7 736 5 134.2 5 
2/H20 609.0 595.4 13.6 4 

3/Empty 599.7 594.9 4.8 3 
4/S.G. 918.2 904.4 13.8 2 
Rinse 50.0 -50.0 1 
Total 116.4 5 

Dry Gas Meter 4 
Time Vol. Tmlinl Tm( out) 3 
Start 466.000 79 82 2 

83 86 1 
Stop 502.506 86 90 5 

4 
Total 36.506 84.3 3 

Summary 2 
Sample Volume: 35.788 dscf 1 
H20 Volume : 5.494 scf 5 
Moisture Content: 13.3 % 4 

3 
2 

@.. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.11 0.05 3 

48 83 4.38 2 
0.15 0.03 1 

48.47 4.38 5 
4 

44.67 -0.32 3 
2 

0.18 0.04 1 
48.43 4.43 Average 
0.12 0 .06 

48.84 4 36 
44.67 -0.32 

44.52 -0.36 
Cal Error <2%. Bias <5%, Drift <3% 

Calibrtion Error 0.3% -0.9% 0.6% 0.0% 
Pre-Test Zero Bias 0.0% 0.1% 0.0% -0.2% 
Pre-Test Span Bias -0.3% -0.1% -0.4% 0.0% 
Post-Test Zero Bias 0.0% 0.1% 0.1% -0.2% 
Post-Test Span Bias -0.3% -0.3% -0.4% 0.8% 

Zero Drift 0.0% 0.0% 0.0% 0.2% 
Span Drift -0.3% -0.3% 0.0% 0.5% 

I f 'C -. - ' 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth ~ Ditf. Diff. % 
Flow kdscfh 5247.56 4437 810.49 15.4% 
o, %dry 7.27 7.5 -0.19 -2.6% 

C0 2 % dry 13.26 13.2 0.04 0.3% 

NO, ppm dry 44.52 47.3 -2.76 -6.2% 

NO, ppm@3% 02 58.46 62.6 -4.12 -7.0% 

NO, lb/hr 27.89 25.20 2.69 9.6% 

so, ppm dry 9.30 10.72 -1.42 -15.2% 

S02 ppm@3%02 12.22 14.15 -1 .93 -15.8% 

so, lb/hr 8.110 7.971 0.140 1.7% 
co ppm dry -0.36 3.87 -4.23 

co ppm@3% 0 2 -0.47 5.23 -5.70 

co lb/hr -0.136 1.266 -1 .40 

428/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
!in. H,Ol 1i!LthQj rn !fl2fil 

0.850 0.9220 343 63.60 
0.71 0 0.8426 343 58.12 
0.660 0.8124 343 56.04 
0.720 0.8485 343 58.53 
0.730 0.8544 343 58.94 
0.880 0.9381 343 64.71 
0.820 0.9055 343 62.46 
0.650 0.8062 343 55.61 
0.540 0.7348 343 50.69 
0.590 0.7681 343 52.98 
0.860 0.9274 343 63.97 

0.750 0.8660 343 59.74 
0.650 0.8062 343 55.61 
0.820 0.9055 343 62.46 
0.830 0.9110 343 62.84 

l.100 1.0488 343 72.35 
1.000 1.0000 343 68.98 

1.000 1.0000 343 68.98 
1.000 1.0000 343 68.98 
0.850 0.9220 343 63.60 
1.100 1.0488 343 72.35 
1.100 1.0488 343 72.35 
1.100 1.0488 343 72.35 
1. 100 1.0488 343 72.35 
1.100 1.0488 343 72.35 
1.400 1.1832 343 81.62 
l.400 1.1832 343 81.62 
1.000 1.0000 343 68.98 
1.000 1.0000 343 68.98 
0.950 0.9747 343 67.23 

0.8965 0.9468 343.0 65.31 
TEST SUMMARY 

o,: 7.270 %dry 
6.302 %wet 

C02: 13.259 %dry 
11 .494 %wet 

NO,: 44.515 ppm dry 
38.591 ppm wet 

27.888 lb/hr 

S02: 9.3045954 ppm dry 

8.1 10 lb/hr 

CO: -0.36 ppm dry 

-0.31 ppm wet 

-0.136 lb/hr 

H20: 13.3 % 

MW: 28.76 lb/lb-mole 

Flow: 152,203 wacfm 

87.46 mdscfm 

5247.56 kdscfh 

SOx Titration Summary 

B1/2 Probe 
N BaCl2 0.0099701 
Total VOL (ml) 442 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 3.56 



PRE-TEST INFORMATION 

GENERAL 
Test: 4-RA-U1 
Date: 3/28/2017 
Start Time: 13:42 
Station: Desert View Power 
Unit· #1 
Test Condition: Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Y• 1 0020 
Meter Pressure: 2.5 iwg 
Pstack: 0.74 iwg 
Pstack: 30.16 "Hg 
Cp: 0 84 
Tref: 68 • F 

Stack Area: 38.84 ft' 

METHOD 3A, GC, 7E DATA 
Q, 922 

Span 18 97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0 05 
Pre Test Span Direct 10 79 10 85 
Pre-test Zero 0 04 0.08 
Pre-test Span 10 74 10.80 

0-30 min 7 26 12 89 

Post-test Zero 0 04 0.08 
Post-test Span 10 67 10.80 
Post Test Zero Direct 0 04 0 05 
Post Test Span Direct 10 72 10 84 
Average 7.26 12.89 

Corr. Results 7.31 13.19 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 
lmpingers 

#/Matl. End Start Di ff. Point 
1/H20 702.4 586.1 116.3 5 
21H20 667.5 659.4 8.1 4 

3/Empty 630.8 629.4 1.4 3 
4/S.G. 1031 .0 1020.3 10.7 2 
Rinse 50.0 -50.0 1 
Total 86.5 5 

Dry Gas Meter 4 

~ Vol Tmlinl Tm(outl 3 
Start 507.400 86 90 2 

84 89 1 
Stop 533.330 85 89 5 

4 
Total 25.930 87.2 3 

Summary 2 
Sample Volume: 25.381 dscf 1 
H20Volume : 4.083 scf 5 
Moisture Content: 13.9 % 4 

3 
2 

.!:!Q. co 1 
95.00 9.53 5 
48 3 4.38 4 
0.12 006 3 

48 84 4.36 2 
0 18 0 04 1 

48 43 4 43 5 
4 

46 43 -0.41 3 
2 

0 21 -0.02 1 
48.53 4 39 Average 
0 13 0 03 

48 77 4 39 
46.43 -0.41 

46.25 -0.42 
Cal Error <2%. Bias <5%, Drift <3% 

Calibrtion Error 0.0% -1 .0% 0.6% -0.3% 
Pre-Test Zero Bias 0.0% 0.1% 0.1% -0.2% 
Pre-Test Span Bias -0.3% -0.3% -0.4% 0.8% 
Post-Test Zero Bias 0.0% 0.1% 0.1% -0.5% 
Post-Test Span Bias -0.3% -0.2% -0.2% 0.0% 

Zero Drift 0.0% 0.0% 0.0% -0.7% 
Span Drift -0.4% 0.0% 0.1% -0.4% 

J • " r 
RELATIVE ACCURACY DATA 

Parameter Units Ref. M~th CEMS Di ff. Diff. % 
Flow kdscfh 5171 .87 4275.73 896.14 17.3% 
o, % dry 7.31 7.5 -0.19 -2.6% 

co, % dry 13.19 13.1 0.06 0.4% 

NO, ppm dry 46.25 48.4 -2.15 -4.7% 

NO, ppm@3% 0 2 60.89 64.2 -3.32 -5.4% 

NO, lb/hr 28.55 24.8397 3.71 13.0% 
so, ppm dry 8.04 10.24 -2.21 -27.5% 

so, ppm@3% 0 2 10.58 13.59 -3.01 -28.4% 

so, lb/hr 6.904 7.310 -0.406 -5.9% 
co ppm dry -0.42 3.52 -3.94 
co ppm@3%02 -0.55 4.71 -5.26 

co lb/hr -0.158 1.095 

429/592 

METHOD 2 DATA 
dP dP2 Temp Velocity 

illL.!:hQl (in. H,02
) C.El .(!Qfil 

0.800 0.8944 345 61.86 
0.720 0.8485 345 58.68 
0 6t0 0.7810 345 54.01 
0.740 0.8602 345 59.49 
0.770 0.8775 345 60.68 
0.820 0.9055 345 62.62 
0. 740 0.8602 345 59.49 
0.650 0.8062 345 55.76 
0.550 0.741 6 345 51.29 
0.560 0.7483 345 51.75 
0.870 0.9327 345 64.51 
0.730 0.8544 345 59.09 

D.600 0.7746 345 53.57 
0.820 0.9055 345 62.62 
0.850 0.9220 345 63.76 

I.I 00 1.0488 345 72.53 
1.000 1.0000 345 69.16 
1.000 1.0000 345 69.16 
0.930 0.9644 345 66.69 
0.770 0.8775 345 60.68 
1. 100 1.0488 345 72.53 
1.100 1.0488 345 72.53 
1.100 1.0488 345 72.53 
1.100 1.0488 345 72.53 
1.100 1.0488 345 72.53 
1.400 1.1832 345 81.83 
1.300 1.1402 345 78.85 
1.000 1.0000 345 69.16 
1.000 1.0000 345 69.16 
1.000 1.0000 345 69.16 

0.8818 0.9390 345.0 64.94 
TEST SUMMARY 

02: 7.306 % dry 
6.293 % wet 

co,: 13.190 %dry 
11 .362 % wet 

NO,: 46.245 ppm dry 
39.837 ppm wet 

28.554 lb/hr 

so,: 8.036082 ppm dry 

6.904 lb/hr 

CO: -0.42 ppm dry 

-0.36 ppm wet 

-0.158 lb/hr 

H20 : 13.9 % 

MW: 28.68 lb/lb-mole 

Flow: 151 ,338 wacfm 

86.20 mdscfm 

5171.87 kdscfh 

SOx Titration Summary 

B1/2 Probe 
N BaCl2 0.0099701 

Total VOL (ml) 395 
Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.44 



PRE-TEST INFORMATION 

GENERAL 
Test: 5-RA-U1 

Date: 3/2812017 
Start Time: 14'50 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed Bv: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Yd 1.0020 
Meter Pressure: 2.0 iwg 
Pstack: 0.74 iwg 
Pstack: 30.16 "Hg 

Cp. 0 84 
Tref: 68 OF 

Stack Area: 38 84 ft" 
METHOD 3A, GC, 7E DATA 

~ ~ 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0 04 0 05 
Pre Test Span Direct 1072 10.84 
Pre-test Zero 0 04 0.08 
Pre-test Span 10 67 10 80 

0-30 min 7 09 13.02 

Post-test Zero 0.04 0 08 
Post-test Span 10.62 10.76 
Post Test Zero Direct 0 04 0 06 
Post Test Span Direct 10 72 10.86 

Average 7.09 13.02 

Corr. Results 7.17 13.35 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmpingers 

#/Mall. End Start Di ff. Point 

1/H20 846.5 730.0 116.5 5 
2/H20 591.4 575.5 15.9 4 

3/Empty 600.0 596.1 3.9 3 
41S.G. 925.3 918.2 7.1 2 
Rinse 50.0 -50.0 1 
Total 93.4 5 

Dry Gas Meter 4 
Time Vol. Tm(inl Tm(outl 3 
Start 534.500 85 89 2 

83 88 1 
Stop 561 .644 82 89 5 

4 

Total 27.144 86.0 3 
Summary 2 

Sample Volume: 26.593 dscf 1 
H20 Volume : 4.408 scf 5 

Moisture Content: 14.2 % 4 
3 
2 

!:!Q. co 1 

95.00 9.53 5 
48.3 4 38 4 
0 13 0.03 3 

48 77 4_39 2 
0 21 -002 1 

48.53 4_39 5 
4 

50.22 -0.36 3 
2 

0.26 0.00 1 
48.45 4.41 Average 
0 14 0.03 

48 87 4 40 

50.22 -0.36 

50.03 -0.35 
Cal Error <2% Bias <5% _ Dnrt <3% 

Calibrtion Error -0.4% -1.1% 0.5% 0.1% 
Pre-Test Zero Bias 0.0% 0. 1% 0.1% -0.5% 
Pre-Test Span Bias -0.3% -0.2% -0.2% 0.0% 
Post-Test Zero Bias 0.0% 0.1% 0.1% -0.3% 
Post-Test Span Bias -0.5% -0.5% -0.4% 0.1% 

Zero Drift 0.0% 0.0% 0.1% 0.2% 
Span Drift -0.2% -0.2% -0.1% 0.2% 

~ 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Qift Diff. % 
Flow kdscfh 5166.44 4287.71 878.72 17.0% 

02 % dry 7.17 7.3 -0.13 -1.8% 

C02 % dry 13.35 13.3 0.06 0.4% 

NO, ppm dry 50.03 52.7 -2.72 -5.4% 

NO, ppm@3% 0 2 65.22 69.3 -4.05 -6.2% 

NO, lb/hr 30.86 27.0521 3.81 12.3% 

S02 ppm dry 9.55 10.98 -1.43 -15.0% 

S02 ppm@3% 0 2 12.45 14.38 -1 .93 -15.5% 

S02 lblhr 8.196 7.811 0.385 4.7% 

co ppm dry -0.35 0.42 -0.77 

co ppm@3% 0 2 -0.46 0.55 -1 .01 

co lblhr -0.132 0.131 -0.26 

430/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
(in. H, Ol (in. H,02\ LE1 ffilli 

0.800 0.8944 349 62.04 
0.750 0.8660 349 60.07 
0.630 0.7937 349 55.05 
0.740 0.8602 349 59.67 
0.750 0.8660 349 60.07 
0.880 0.9381 349 65.07 
0.750 0.8660 349 60.07 
0.650 0.8062 349 55.92 
0.550 0.74 16 349 51.44 
0.550 0.7416 349 51.44 
0.850 0.9220 349 63.95 
0.750 0.8660 349 60.07 

0.650 0.8062 349 55.92 
0.800 0.8944 349 62.04 
0.850 0.9220 349 63.95 

1.000 1.0000 349 69.36 

1.000 1.0000 349 69.36 
1.000 1.0000 349 69.36 
1.000 1.0000 349 69.36 

0.850 0.9220 349 63 .95 

1.100 1.0488 349 72-75 
I 100 1.0488 349 72.75 
1.1 00 1.0488 349 72.75 
1.1 00 1.0488 349 72.75 
1.100 1.0488 349 72.75 
1.400 1.1832 349 82.07 
1.400 1.1832 349 82.07 
1.000 1.0000 349 69.36 
1.000 1.0000 349 69.36 
1.000 1.0000 349 69.36 

0.8909 0.9439 349.0 65.47 
TEST SUMMARY 

0 2: 7.169 % dry 

6.149 %wet 

C02: 13.353 %dry 
11.454 %wet 

NO,: 50.028 ppm dry 
42.91 4 ppm wet 

30.858 lblhr 

S02: 9.5501726 ppm dry 

8.196 lb/hr 

CO: -0.35 ppm dry 

-0.30 ppm wet 

-0.132 lblhr 

H20 : 14.2 % 

MW: 28.66 lbnb-mole 

Flow: 152,573 wacfm 

86.11 mdscfm 

5166.44 kdscfh 

SOx Titration Summary 

B1/2 Probe 

N BaCl2 0.0099701 
Total VOL (ml) 438 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.74 



PRE-TEST INFORMATION 
GENERAL 

Test: 6-RA-U1 
Date: 3/28/2017 
Start Time: 15:38 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
MeterY• 1 0020 
Meter Pressure: 2.0 iwg 
Pstack: 0 74 iwg 
Pstack: 30.16 "Hg 
Cp: 0 84 
Tref: 68 ' F 
Stack Area: 38.84 rr 

METHOD 3A, 6C, 7E DATA 

~ ~ 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 006 
Pre Test Span Direct 10 72 10.86 
Pre-test Zero 0 04 0.08 
Pre-test Span 10 62 10.76 

0-30 min 7.13 13.03 

Post-test Zero 0 04 0.08 
Post-test Span 10 69 10.78 
Post Test Zero Direct 0 04 0 05 
Post Test Span Direct 10 74 10 90 
Average 7.13 13.03 

Corr. Results 7.21 13.38 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmpingers 
#/Matl. End fil2.d Diff. Point 
1/H20 840.5 718.1 122.4 5 
2/H20 693.0 684.3 8.7 4 

3/Empty 622.8 621 2 1.6 3 
4/S.G. 913.4 904.5 8.9 2 
Rinse 50.0 -50.0 1 
Total 91 .6 5 

Dry Gas Met er 4 
Time Vol. Tm(inl TmCoutl 3 
Start 562.330 82 84 2 

84 88 1 
Stop 589.462 86 90 5 

4 
Total 27.132 85.7 3 

Summary 2 
Sample Volume: 26.598 dscf 1 
H20 Volume : 4.324 scf 5 
Moisture Content: 14.0 % 4 

3 
2 

~ co 1 
95.00 9.53 5 
48.3 4.38 4 
0.14 0.03 3 

48 87 4 40 2 
0 26 0.00 1 
48 45 4.41 5 

4 
48 78 -0.36 3 

2 
0.16 0.01 1 

48 42 4.43 Average 
0 13 -0.02 

48 81 4 41 
48.78 -0.36 

48.65 -0.36 
Cal Error <2% Bias <5% Dnrt <3% 

Calibrtion Error -0.4% -1.0% 0.6% 0.2% 
Pre-Test Zero Bias 0.0% 0.1% 0.1% -0.3% 
Pre-Test Span Bias -0.5% -0.5% -0.4% 0.1% 
Post-Test Zero Bias 0.0% 0.1% 0.0% 0.3% 
Post-Test Span Bias -0.3% -0.6% -0.4% 0. 1% 

Zero Drift 0.0% 0.0% -0.1% 0.1% 
Span Drift 0.3% 0.1% 0.0% 0.1% 

' 
p j F-Af:S 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Qi!f. Diff. % 
Flow kdscfh 5172.61 4142.77 1029.85 19.9% 

02 % dry 7.21 7.4 -0.20 -2.7% 

C02 % dry 13.38 13.2 0.17 1.3% 

NO, ppm dry 48.65 50.9 -2.24 -4.6% 

NO, ppm@3% 0 2 63.60 67.3 -3.72 -5.8% 

NO, lb/hr 30.04 25.2370 4.80 16.0% 

S02 ppm dry 9.78 10.49 -0.71 -7.2% 

S02 ppm@3%02 12.79 13.87 -1.08 -8.4% 

S02 lb/hr 8.405 7.238 1.167 13.9% 

co ppm dry -0.36 0.46 -0.82 
co ppm@3% 02 -0.47 0.59 -1.06 

co lb/hr -0.135 0.135 

431/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 

!i!1..J:hQl (in . H,021 m ffi2fil 
0. 820 0.9055 349 62.77 
0.7 10 0.8426 349 58.41 
0.660 0.8124 349 56.32 
0.680 0.8246 349 57.16 
0.740 0.8602 349 59.63 
0.870 0.9327 349 64.66 
0.800 0.8944 349 62.00 
0.650 0.8062 349 55.89 
0.550 0.7416 349 51.41 
0.550 0.741 6 349 51.41 
0.870 0.9327 349 64.66 
0.710 0.8426 349 58.41 

0.650 0.8062 349 55.89 
0.820 0.9055 349 62.77 
0.870 0.9327 349 64.66 

1.100 1.0488 349 72.70 
1.000 1.0000 349 69.32 
1.000 1.0000 349 69.32 

0.930 0.9644 349 66.85 

0.820 0.9055 349 62.77 

1.100 1.0488 349 72.70 
1.100 1.0488 349 72.70 
1.200 1.0954 349 75.94 
1.100 1.0488 349 72.70 
1. 100 1.0488 349 72.70 
1.400 1.1832 349 82.02 
1.300 1.1402 349 7904 
1.000 1.0000 349 69.32 
1.000 1.0000 349 69.32 
0.950 0.9747 349 67.57 

0.8892 0.9430 349.0 65.37 
TEST SUMMARY 

0 2: 7.209 % dry 
6.201 % wet 

C02: 13.376 % dry 
11 .506 % wet 

NO,: 48.646 ppm dry 

41 .845 ppm wet 

30.041 lb/hr 

S02: 9.7829573 ppm dry 

8.405 lb/hr 

CO: -0.36 ppm dry 

-0.31 ppm wet 

-0.135 lb/hr 

H20 : 14.0 % 

MW: 28.69 lb/lb-mole 

Flow: 152,334 wacfm 

86.21 mdscfm 

5172.61 kdscfh 

SOx Titration Summary 

B1 /2 Probe 
N BaCl2 0.0099701 

Total VOL (ml) 414 
Aliquol VOL (ml) 20 
T1ttant VOL (ml) 2.97 



PRE-TEST INFORMATION 
GENERAL 

Test: 7-RA-U1 
Date: 3/28/2017 
Start Time: 16'21 
Station: Desert View Power 
Unit: # 1 
Test Condition: Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Yd 1.0020 
Meter Pressure: 2.0 iwg 
Pstack: iwg 
Pstack: 30.11 "Hg 
Cp: 0 84 
Tref: 68 •F 

Stack Area: 38 84 ft' 

METHOD 3A, 6C, 7E DATA 

-°2 Q-°2 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0 05 
Pre Test Span Direct 10 74 10 90 
Pre-test Zero 0 04 008 
Pre-test Span 10 69 1078 

0-30 min 6 96 13.26 

Post-test Zero 0.04 0.07 
Post-test Span 10 68 10.84 
Post Test Zero Direct 0 04 0 05 
Post Test Span Direct 10 74 10 88 
Average 6.96 13.26 

Corr. Results 7.02 13.56 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmpingers 
#/Mall. End §!fill Diff. Point 
1/H20 648.8 599.3 49.5 5 
2/H20 677.3 676.5 0.8 4 

3/Empty 631 .7 629.3 2.4 3 
4/S.G. 1039.8 1031.0 8.8 2 
Rinse 50.0 -50.0 1 
Total 11 .5 5 

Dry Gas Meter 4 
Time Vol. Tm(inl Tmfoutl 3 
Start 590.720 85 88 2 

87 90 1 
Stop 618.953 86 89 5 

4 
Total 28.233 87.5 3 

Summary 2 
Sample Volume: 27.584 dscf 1 
H20Volume : 0.543 sci 5 
Moisture Content: 1.9 % 4 

3 
2 

t:iQ. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.13 -0 02 3 

48 81 4 4 1 2 
0 16 0.01 1 

48 42 4 43 5 
4 

49 56 -0 36 3 
2 

0 18 0.03 1 
48.45 4.38 Average 
0 12 004 

48 85 4.45 
49.56 -0.36 

49.42 -0.38 
Cal Error <2%, Bias <5%: Dnft <3% 

Calibrtion Error -0.2% -0.8% 0.5% 0.3% 
Pre-Test Zero Bias 0.0% 0.1% 0.0% 0.3% 
Pre-Test Span Bias -0.3% -0.6% -0.4% 0.1% 
Post-Test Zero Bias 0.0% 0.1% 0.1% 0.0% 
Post-Test Span Bias -0.3% -0.2% -0.4% -0.7% 

Zero Drift 0.0% 0.0% 0.0% 0.2% 
Span Drift 0.0% 0.3% 0.0% -0.5% 

, s 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth GEMS Diff. Diff.% 
Flow kdscfh 5748.32 4042.27 1706.05 29.7% 
o, % dry 7.02 7.2 -0.21 -3.0% 

co, % dry 13.56 13.4 0.21 1.5% 

NO, ppm dry 49.42 51.3 -1 .86 -3.8% 

NO, ppm@3% 0 2 63.73 66.9 -3.21 -5.0% 

NO, lb/hr 33.92 24.8520 9.07 26.7% 

so, ppm dry 0.00 13.97 -13.97 #DIV/01 

so, ppm@3% 0 2 0.00 18.20 -18.20 #DIV/O! 

so, lb/hr 0.000 9.420 -9.420 #DIV/O! 
co ppm dry -0.38 0.01 -0.40 
co ppm@3% 0 2 -0.49 0.02 -0.51 

co lb/hr -0.160 0.004 

432/592 

METHOD 2 DATA 
dP dP2 Temp Velocity 

(in. H20l (in. H202l LEl @fil 

0.850 0.9220 349 62.34 
0.700 0.8367 349 56.57 
0.620 0.7874 349 53.24 
0.730 0.8544 349 57.77 
0.770 0.8775 349 59.33 
0.840 0.9165 349 61 .97 
0.800 0.8944 349 60.48 
0.700 0.8367 349 56.57 
0.550 0.7416 349 50.14 
0.600 0.7746 349 52.37 
0.820 0.9055 349 61.23 
0.770 0.8775 349 59.33 
0,600 0.7746 349 52.37 
0.820 0.9055 349 61 .23 
0.860 0.9274 349 62.70 
1.100 1.0488 349 70.91 

1.000 1.0000 349 67.61 
1.000 1.0000 349 67.61 
0.910 0.9539 349 64.50 
0.830 0.9110 349 61 .60 
1.100 1.0488 349 70.91 
1.100 1.0488 349 70.91 
1.100 1.0488 349 70.91 
1.100 1.0488 349 70.91 
1.100 1.0488 349 70.91 
1.400 1.1832 349 80.00 
1.400 1.1832 349 80.00 
1.000 1.0000 349 67.61 
1.000 1.0000 349 67.61 
0.930 0.9644 349 65.21 

0.8912 0.9440 349.0 63.83 
TEST SUMMARY 

02: 7.019 % dry 
6.884 % wet 

co,: 13.564 % dry 
13.303 % wet 

NO,: 49.422 ppm dry 
48.468 ppm wet 

33.917 lb/hr 

S02: 0 ppm dry 

0.000 lb/hr 

CO: -0.38 ppm dry 

-0.38 ppm wet 

-0.160 lb/hr 

H20 : 1.9 % 

MW: 30.21 lb/lb-mole 

Flow: 148,751 wacfm 

95.81 mdscfm 

5748.32 kdscfh 

SOx Titration Summary 

B1/2 Probe 
N BaCl2 0.0099701 

Total VOL (ml) 
Aliquot VOL (ml) 20 
T1trant VOL (ml) 



PRE-TEST INFORMATION 
GENERAL 

Test: 8-RA-U1 
Date: 3/28/2017 
Start Time: 17:05 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed By: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 
Meter Yd 1.0020 

Meter Pressure: 2.0 iwg 
Pstack: 0.74 iwg 
Pstack: 30 .16 "Hg 
Cp: 0.84 

Tref: 68 OF 

Stack Area : 38.84 ft' 

METHOD 3A, GC, 7E DATA 
Qz Q.Qz 

Span 18.97 18.62 
Actual Span Value 10.79 11 04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.74 1088 
Pre-test Zero 0.04 0.07 
Pre-test Span 10.68 10.84 

0-30 min 7.36 12.87 

Post-test Zero 0.04 0.07 
Post-test Span 10.67 10.82 
Post Test Zero Direct 0.03 0.05 
Post Test Span Direct 10.75 10.90 
Average 7.36 12.87 

Corr. Results 7.43 13.14 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 
lmpingers 

#/Mat I. End Start Diff. Point 
1/H20 858.8 740.7 118.1 5 
2/H20 585.1 575.8 9.3 4 

3/Empty 598.4 596.9 1.5 3 
4/S.G. 930.9 925.3 5.6 2 
Rinse 50.0 -50.0 1 
Total 84.5 5 

Dry Gas Meter 4 
Time ~ Tmlinl TmCoutl 3 
Start 620.247 83 85 2 

84 88 1 
Stop 645.528 85 87 5 

4 

Total 25.281 85.3 3 
Summary 2 

Sample Volume: 24.798 dscf 1 
H20Volume : 3.988 scf 5 

Moisture Content: 13.9 % 4 
3 
2 

!ill:. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.12 0.04 3 

48.85 445 2 
0 18 0.03 1 

4845 4.38 5 
4 

47.22 -0.36 3 
2 

0.19 0.04 1 
48.45 4.44 Average 
0. 13 0.01 

48.90 4.38 
47.22 -0.36 

47.07 -0.40 
Cal Error <2%, Bias <5%, Dnft <3% 

Calibrtion Error -0.3% -0.9% 0.6% 0.7% 

Pre-Test Zero Bias 0.0% 0.1% 0.1% 0.0% 
Pre-Test Span Bias -0.3% -0.2% -0.4% -0.7% 
Post-Test Zero Bias 0.0% 0.1% 0.1% 0.3% 
Post-Test Span Bias -0.4% -0.5% -0.5% 0.6% 

Zero Drift 0.0% 0.0% 0.0% 0.1% 
Span Drift -0.1% -0.1% 0.0% 0.6% 
C' T.,T\I )!.\,~ <:) r c.s., PASS PASS 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Diff. Diff. % 
Flow kdscfh 5236.32 4117.10 1119.22 21.4% 

o, % dry 7.43 7.6 -0.16 -2. 1% 

co, % dry 13.14 13.0 0.12 0.9% 

NO, ppm dry 47.07 49.5 -2.42 -5.1% 

NO, ppm@3%02 62.54 66.5 -3.92 -6.3% 

NO, lb/hr 29.43 24.3783 5.05 17.2% 

so, ppm dry 9.96 10.88 -0.92 -9.2% 

so, ppm @3% 0 2 13.23 14.57 -1.34 -10.1% 

so, lb/hr 8.660 7.445 1.215 14.0% 

co ppm dry -0.40 0 00 -0.40 

co ppm@3% 0 2 -0.53 0.00 -0.53 

co lb/hr -0.150 0.000 

433/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
(in. H20l (in. H20 2l rn ill2fil 

0.840 0.9165 338 63.11 
0.680 0.8246 341 56.89 
0.630 0.7937 342 54.79 
0.740 0.8602 342 59.38 
0.770 0.8775 341 60.54 
0.880 0.9381 339 64.64 
0.750 0.8660 340 59.71 
0.670 0.8185 343 56.54 
0.580 0.7616 340 52.51 
0.550 0.7416 339 51.10 
0.850 0.9220 337 63.44 

0.720 0.8485 339 58.47 

0.660 0.8124 340 56.01 
0.770 0.8775 340 60.50 
0.860 0.9274 338 63.86 

1.000 1.0000 337 68.82 

1.400 1.1832 340 81.58 

1.100 1.0488 340 72.31 

0.960 0.9798 341 67.59 

0.780 0.8832 340 60.89 

1.000 1.0000 337 68.82 
1.300 1.1402 339 78.56 
1.1 00 1.0488 340 72.31 
1.100 1.0488 341 72.36 
0.980 0.9899 338 68.17 
1.200 1.0954 336 75.34 
1.500 1.2247 338 84.33 
I 100 1.0488 340 72.31 
0.970 0.9849 339 67.86 
0.920 0.9592 337 66.01 

0.8976 0.9474 339.4 65.29 
TEST SUMMARY 

o,: 7.427 % dry 
6.398 % wet 

co,: 13.138 % dry 
11.317 % wet 

NOx: 47.074 ppm dry 

40.552 ppm wet 

29.429 lb/hr 

so,: 9.9569941 ppm dry 

8.660 lb/hr 

CO: -0.40 ppm dry 

-0.34 ppm wet 

-0.150 lb/hr 

H20: 13.9 % 

MW: 28.68 lb/lb-mole 

Flow: 152,154 wacfm 

87.27 mdscfm 

5236.32 kdscfh 

SOx Titration Summary 

81/2 Probe 
N BaCl2 0.0099701 

Total VOL (ml) 437 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.67 



PRE-TEST INFORMATION 

GENERAL 
Test: 9-RA-U1 

Date: 3/28/2017 
Slart Time: 17:51 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed By: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.11 "Hg 

Meter No. 6-WCS 

Meter Yd 1 0020 

Meter Pressure: 2.0 iwg 
Pstack: 0.74 iwg 
Pstack: 30.16 "Hg 

Cp: 0 84 
T ref: 68 •F 

Stack A rea: 38 84 ft' 
METHOD 3A, 6C, 7E DATA 

~ ~ 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.03 0.05 
Pre Test Span Direct 10.75 10.90 
Pre-test Zero 0.04 0.07 
Pre-test Span 10.67 10.82 

0-30 min 6.91 13.29 

Post-test Zero 0 04 0.07 
Post-test Span 10 70 10.83 
Post Test Zero Direct 0.05 0 06 
Post Test Span Direct 10 74 10.86 

Average 6.91 13.29 

Corr. Results 6.97 13.57 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

lmpingers 
#/Mal l. ~ filfill Diff . Point 

1/H20 856.4 727.2 129.2 5 
2/H20 705.2 694.9 10.3 4 

3/Empty 621 .7 620.3 1.4 3 
4/S.G. 921 .5 913.4 8.1 2 
Rinse 50.0 -50.0 1 
Total 99.0 5 

Dry Gas Meter 4 
Time ~ Tm<inl Tm(outl 3 
Start 646.500 84 88 2 

83 86 1 
Stop 673.757 85 87 5 

4 
Total 27.257 85.5 3 

Summary 2 
Sample Volume: 26.729 dscf 1 

H20Volume : 4.673 scf 5 

Moisture Content: 14.9 % 4 

3 
2 

till. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.13 0.01 3 

48 90 4 38 2 
0 19 0.04 1 

48.45 4.44 5 
4 

48 66 -0.34 3 
2 

0 18 0.00 1 
48.31 4.37 Average 

0 15 -0 01 
48.80 4.37 

48.66 -0.34 

48.58 -0.36 
Cal Error <2%, Bias <5%. Dnft <3% 

Calibrtion Error -0.2% -0.8% 0.6% 0.0% 

Pre-Test Zero Bias 0.0% 0.1% 0.1% 0.3% 
Pre-Test Span Bias -0.4% -0.5% -0.5% 0.6% 
Post-Test Zero Bias -0.1% 0.1% 0.0% 0.1% 
Post-Test Span Bias -0.2% -0.1% -0.5% 0.1% 

Zero Drift 0.0% 0.0% 0.0% -0.4% 

Span Drift 0.1% 0.1% -0.1% -0.7% 
( ' T J <:' I ' ' r 0 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth ~ Di ff. Diff. % 
Flow kdscfh 51 47.25 4112.57 1034.68 20.1% 

0 2 % dry 6.97 7.2 -0.22 -3.1 % 

C02 % dry 13.57 13.4 0.18 1.3% 

NO, ppm dry 48.58 50.1 -1 .54 -3.2% 

NO, ppm@3% 0 2 62.43 65 .3 -2 .87 -4.6% 

NO, lb/hr 29.86 24.68 5.17 17.3% 

S02 ppm dry 9.94 10.95 -1 .01 -10.1% 

S02 ppm@3% 0 2 12.78 14.26 -1.49 -11 .6% 

S02 lb/hr 8.501 7.504 0.997 11 .7% 

co ppm dry -0.36 0.06 -0.42 

co ppm@3% 0 2 -0.46 0.08 -0.54 

co lb/hr -0.134 0.019 

434/592 

METHOD 2 DATA 

dP d P2 Temp Velocity 

ill1J:hQl ~ LEl !!l1fil 
0.8 10 0.9000 340 62.14 
0.720 0.8485 342 58.66 
0.660 0.8124 342 56.16 
0.710 0.8426 343 58.29 
0.730 0.8544 342 59.07 
0.820 0.9055 338 62.45 
0.780 0.8832 340 60.98 
0.71 0 0.8426 342 58.25 
0.620 0.7874 341 54.40 
0.51 0 0.7141 341 49.34 
0.870 0.9327 342 64.48 

0.690 0.8307 340 57.35 

0.650 0.8062 339 55.63 
0.750 0.8660 339 59.76 
0.830 0.9110 339 62.86 

1.200 1.0954 338 75.54 

1.100 1.0488 338 72.33 

1.000 1.0000 340 69.05 

0.980 0.9899 342 68.44 

0.810 0.9000 340 62.14 

1.200 1.0954 340 75.64 
1.000 1.0000 341 69.09 
1. 100 1.0488 342 72.51 
1.000 1.0000 342 69.13 
1.000 1.0000 342 69.13 
1.400 1.1832 343 81 .85 
1.1 00 1.0488 342 72.51 
1.300 1.1402 342 78.82 
1.000 1.0000 342 69.13 
0.940 0.9695 341 66.98 

0.8872 0.9419 340.8 65.07 
TEST SUMMARY 

0 2: 6.970 % dry 

5.932 % wet 

C02: 13.572 %dry 

11.552 % wet 

NO,: 48.584 ppm dry 

41 .355 ppm wet 

29.856 lb/hr 

S02: 9.9427137 ppm dry 

8.501 lb/hr 

CO: -0.36 ppm dry 

-0.31 ppm wet 

-0.134 lb/hr 

H20: 14.9 % 

MW: 28.60 lb/lb-mole 

Flow: 151 ,641 wacfm 

85.79 mdscfm 

5147.25 kdscfh 

SOx Titration Summary 

B1 /2 Probe 

N BaCl2 0.0099701 

Total VOL (ml) 460 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.73 



PRE-TEST INFORMATION 
GENERAL 

Test: 
Date: 
Start Time: 
Station: 
Unit: 

10-RA-U1 

312812017 
18:34 

Desert View Power 
#1 

Test Condition: Full Load 
Performed By: OW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: 

Meter No. 
Meter Yd 

Meter Pressure: 
Pstack: 
Pstack: 

Cp: 
Tret: 
Stack Area: 

Span 
Actual Span Value 
Pre Test Zero Direct 
Pre Test Span Direct 
Pre-test Zero 
Pre-test Span 

0-30 min 

Post-test Zero 
Post-test Span 
Post Test Zero Direct 
Post Test Span Direct 
Average 

Corr. Results 

30.11 
6-WCS 
1 0020 

psi 
"Hg 

2.0 iwg 
0.74 iwg 
30.16 "Hg 
0 84 
68 °F 

38.84 ft' 
METHOD 3A, 6C, 7E DATA 

Qi QQ.i 
18.97 18.62 
10.79 11 .04 
0.05 0.06 
10 74 10.86 
0 04 0.07 

10 70 10.83 

7 05 

0 04 
10 62 
0 04 
1062 
7.05 

7.13 

13.16 

0.07 
10.83 
0 05 
10.87 

13.16 

13.43 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

#/Mall. 
11H20 
21H20 

lmpingers 
End Start 

716.9 595.2 
693.9 685.2 

Diff. 
121 .7 
8.7 

3/Empty 633.8 632.3 1.5 
4/S.G. 1052.3 1039.8 12.5 
Rinse 50.0 -50.0 
Total 94.4 

Dry Gas Meter 
~ Vol. Tm(inl Tm(outl 
Start 674.757 79 81 

81 84 
Stop 702.565 82 84 

Total 27.808 81 .8 
Summary 

Sample Volume: 27.453 dscf 
H20 Volume : 4.456 set 
Moisture Content: 

!:!Q. 

95.00 
48.3 
0.15 

48 80 
018 
48.31 

46.64 

0 18 
48.42 
0 14 

48.77 
46.64 

46.58 

14.0 o/o 

co 
9.53 
4.38 
-0.01 
4 37 
0.00 
4 37 

-0.36 

0.02 
4.38 
0 00 
4 38 
-0.36 

-0.37 

Point 
5 
4 
3 
2 
1 
5 
4 

3 
2 

5 
4 

3 
2 
1 
5 

4 
3 
2 
1 

5 
4 
3 
2 
1 
5 
4 
3 
2 

Average 

Cal Error <2%, Bias <5%, Drift <3% 

Calibrtion Error 
Pre-Test Zero Bias 
Pre-Test Span Bias 
Post-Test Zero Bias 
Post-Test Span Bias 

Zero Drift 
Span Drift 

Parameter 
Flow 

-0.2% 
-0 .1% 
-0.2% 
0.0% 
0.0% 

0.0% 
-0.4% 

-1 .0o/o 
0.1% 
-0.1% 
0.1% 
-0.2% 

0.0% 
0.0% 

0.5% 
0.0% 
-0.5% 
0.0% 
-0.4% 

0.0% 
0. 1% 

RELATIVE ACCURACY DATA 
Units Ref. Meth CEMS 

kdscth 5274.55 4196.00 

-0.1% 
0.1% 
0.1% 
0.3% 
0.1% 

0.2% 
0.1% 

Qi!!. Dill. o/o 
1078.55 20.4% 

dP 

!l!1...!:!&l 
0.900 
0.810 
0.760 
0.850 
0.780 
0.840 
0. 800 
0.760 
0.640 
0. 570 
0.9 10 
0.730 

0.620 
0.780 
0.810 
1. 100 
1.400 
1.200 
0.960 
0.790 

1.300 
0.980 
1.100 
0.960 
1.100 
1.200 
1.300 
1.000 
1.1 00 
0.960 

0.9222 

NO,: 

0 2 % dry 7.13 

13.43 

46.58 

60.53 

7.3 

13.3 

49.0 

64.2 

-0.12 -1 .7% CO: 

C02 

NOx 

NO, 

o/o dry 

ppm dry 

ppm@ 3o/o 0 2 

0.10 0.8% 

-2.45 -5.3% 

-3.65 -6.0o/o 

METHOD 2 DATA 
dP2 

( in. H20
2l 

0.9487 
0.9000 
0.8718 
0.9220 
0.8832 
0.9165 
0.8944 
0.8718 
0.8000 
0.7550 
0.9539 
0.8544 

0.7874 
0.8832 
0.9000 
1.0488 

1.1832 
1.0954 
0.9798 
0.8888 

1.1402 
0.9899 
1.0488 
0.9798 
1.0488 
1.0954 
1.1402 
1.0000 
1.0488 
0.9798 
0.9603 

TEST SUMMARY 
7.127 
6.132 

13.432 
11 .557 

46.578 
40.074 

29.331 

9.4489453 

8.278 

-0.37 

-0.32 

Temp 

rn 
345 
345 
348 
346 
346 
346 
348 
348 
347 
348 
345 
348 
348 
347 
347 
347 
348 
348 
350 
348 

346 
348 
348 
348 
346 
345 
347 
348 
347 
346 

347.1 

o/o dry 
o/owet 

% dry 
% wet 

ppm dry 
ppm wet 

lb/hr 

ppm dry 

lb/hr 

ppm dry 

ppm wet 

-0.142 lb/hr 

S02 

co 
co 

co 

lb/hr 

ppm dry 

ppm@3% 0 2 

lb/hr 
ppm dry 

ppm@3% 0 2 

lb/hr 

DVP Unit 1RATA2017/Run 10H 

29.33 

9.45 

12.28 

8.278 
-0.37 
-0.48 

-0.142 

24.61 

11 .00 

14.40 

7.687 
0.46 
0.61 

0.142 

4.72 

-1.56 

-2.12 

0.591 
-0.83 
-1.09 

H20 : 

16.1% MW: 

-16.5% Flow: 

-1 7.3% 

14.0 

28.70 

154,931 

87.91 

5274.55 

% 

lb/lb-mole 

wacfm 

mdsctm 

kdscfh 

SOx Titration Summary 

7.1% 81/2 Probe 
N BaCl2 0.0099701 
Total VOL (ml) 454 

Ahquot VOL (ml) 20 
Titrant VOL (ml) 2.70 

435/592 

Velocity 
(!Qfil 

65.59 
62.23 
60.39 
63.78 
61 .10 
63.41 
61 .96 
60.39 
55.38 
52.30 
65.96 
59.18 
54.54 
61 .14 
62.30 
72.60 
81 .96 
75.88 
67.95 
61 .57 

78.88 
68.57 
72.65 
67.87 
72.56 
75.74 
78.93 
69.27 
72.60 
67.79 
66.48 

5/1712017 



Test: 

Date: 

PRE-TEST INFORMATION 

GENERAL 

11-RA-U1 

3/28/2017 
Start Time: 19:19 
Station: Desert View Power 
Unit: #1 
Test Condition: Full Load 
Performed By: OW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: 

Meter No. 

Meter Yd 

Meter Pressure: 
Pstack: 
Pstack: 

Cp: 
Tref: 

Stack Area : 

Span 
Actual Span Value 
Pre Test Zero Direct 
Pre Test Span Direct 
Pre-test Zero 
Pre-test Span 

0-30 min 

Post-test Zero 
Post-test Span 
Post Test Zero Direct 

Post Test Span Direct 

Average 

Corr. Results 

30.11 
6-WCS 

1 0020 

psi 
"Hg 

2.0 iwg 
iwg 

30.11 "Hg 

0 84 

68 ' F 
38 84 ft' 

METHOD 3A, 6C, 7E DATA 

Q., QQ., 
18.97 18.62 
10.79 11 .04 
0 04 0.05 
1062 1087 
0 04 0.07 
10 62 10.83 

7 16 1302 

0.04 0.08 
10.67 10.79 
0 04 0 05 

1070 

7.16 

7.24 

1089 

13.02 

13.31 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 1 

METHOD 4 DATA 

#/Matl. 

1/H20 
2/H20 

3/Empty 
4/S.G. 
Rinse 
Total 

Time 
Start 

Stop 

Total 

lmpingers 

End §!fill 
864.3 734.5 
597.3 586.6 
599.1 596.3 
939.2 930.9 

50.0 

Dry Gas Meter 
Vol. Tm(inl 

703.150 78 
77 

732.720 75 

29.570 
Summary 

Diff. 

129.8 
10.7 
2.8 
8.3 

-50.0 
101 .6 

Tmloutl 
80 
81 
77 

78.0 

Sample Volume: 29.401 dscf 
H20 Volume : 4.796 scf 

Moisture Content: 

~ 
95.00 
48.3 
0 14 

48 77 
018 

48 42 

45.16 

0.18 
48.45 

012 
48 86 

45.16 

45.03 

4 35 

14.0 % 

co 
9.53 
4.38 
0 00 
4 38 
0 02 
4.38 

-0.37 

-0.03 
4.37 
0.02 

4 .35 

-0.37 

-0.37 

Point 

5 
4 
3 
2 

5 
4 
3 
2 
1 
5 
4 

3 
2 
1 
5 

4 
3 
2 

1 

5 
4 
3 
2 
1 
5 
4 

3 
2 

Average 

0 2: 

dP 
(in . H?Ol 

0.920 
0.800 
0.770 
0.830 
0.8 10 
0.810 
0.780 
0.750 
0.630 
0.600 
0.880 
0.7 10 

0.640 
0.750 
0.800 
1.000 

1.200 
1.100 
0.980 

0.820 
1.200 
1.000 
1.100 
0.980 
0.950 
1.200 
1.300 
1.000 
1.200 
0.930 

0.9053 

C02: 

METHOD 2 DATA 
dP2 

(in. H,02) 

0.9592 
0.8944 
0.8775 
0.9110 
0.9000 
0.9000 
0.8832 
0.8660 
0.7937 
0.7746 
0.9381 
0.8426 

0.8000 
0.8660 
0.8944 
1.0000 

1.0954 
1.0488 
0.9899 

0.9055 

1.0954 
1.0000 
1.0488 
0.9899 
0.9747 
1.0954 
1.1402 
1.0000 
1 0954 
0.9644 
0.9515 

TEST SUMMARY 

7.244 

Temp 

IT1 
34 1 
342 
344 
345 
345 
345 
345 
344 
344 
344 
342 
346 

346 
345 
345 
343 

347 
348 
348 

348 

348 
346 
345 
345 
346 
348 
348 
348 
349 
349 

345.6 

Cal Error <2%. Bias <5%, Drift <3% 

6.228 

13.312 
11.445 

45.028 

38.713 

% dry 
% wet 

% dry 
% wet 

Calibrtion Error 

Pre-Test Zero Bias 
Pre-Test Span Bias 
Post-Test Zero Bias 
Post-Test Span Bias 

Zero Drift 

Span Drift 

Parameter 
Flow 

0 2 
C02 

NOx 

NOx 

NOx 

S02 

S02 

S02 

co 
co 

co 

-0.9% 

0.0% 
0.0% 
0.0% 
-0.1% 

0.0% 

0.3% 

-0.9% 
0.1% 
-0.2% 
0.2% 
-0.5% 

0.1% 
-0.2% 

0.5% 

0.0% 
-0.4% 
0.1% 
-0.4% 

0.0% 

0.0% 

Units 
kdscfh 

RELATIVE ACCURACY DATA 
Ref. Meth CEMS 
5224 .52 4267.10 

% dry 

% dry 

ppm dry 

ppm@3% 0 2 

lb/hr 

ppm dry 

ppm@3% 0 2 

lb/hr 

ppm dry 
ppm@3% 0 2 

lb/hr 

7.24 7.4 

13.31 13.2 

45.03 47.2 

59.02 62.4 

28.09 24. 1790 

11 .07 11 .26 

14.52 14.88 

9.611 
-0.37 

-0.49 

8.019 
1 53 

2.03 

-0.140 0.473 

DVP Unit 1 RATA2017/Run 11H 

0.0% 
0.3% 
0.1% 
-0.5% 
0.2% 

-0.5% 
-0.1% 
fl s 

QM. 
957.42 

-0.17 

0.14 

-2.17 

-3.33 

3.91 

-0.19 

-0.36 

1.591 
-1.90 

-2.51 

Diff. % 
18.3% 

-2.3% 

1.1% 

-4 .8% 

-5.6% 

NO,: 

S02: 

CO: 

H20: 

13.9% MW: 

-1.7% Flow: 

-2.5% 

28.086 

11 .074508 

9.61 1 

-0.37 

-0.32 

-0.140 

14.0 

28.68 

153,572 

87.08 

5224 .52 

ppm dry 

ppm wet 

lb/hr 

ppm dry 

lb/hr 

ppm dry 

ppm w et 

lb/hr 

% 

lb/lb-mole 

wacfm 

mdscfm 

kdscfh 

SOx Titration Summary 

16.6% B1/2 Probe 

N BaCl2 0.0099701 
Total VOL (ml) 490 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 3.14 
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Velocity 

{fjlfil. 
66.23 
61 .80 
60.71 
63.07 
62.30 
62.30 
61 .14 
59.91 
54 .91 
53 .59 
64.82 
58.37 

55.42 
59.95 
61 .92 
69.14 

75.93 
72.74 
68.66 
62.80 

75.97 
69.27 
72.61 
68.53 
67.52 
75.97 
79.08 
69.36 
76.02 
66.93 
65.90 
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MOBILE EMISSION LABORATORY 
CONTINUOUS GASEOUS MEASUREMENTS SUMMARY 

Client. Desert View Power 
Unit· 1 
Location: Mecca 

D2% 
Analyzer Range: 20 
S an Value. 10 56 

As Found 
Lmeant 
411412017 
1-CEM-U1 
Analyzer Range: 
Span Value: 

<·. :: 

Pre test Direct Zero 
Pre test Direct Span 
System Zero 
System Span 

Average 

System Zero 
System Span 
Post test Direct Zero 
Post test Direct Span 

Corrected Cone. 

System Bias Check 
Zero Pre-test 

Zero Post-test 
Span Pre-test 
S an Post-test 

411412017 
2-CEM-U1 
Analyzer Range· 

Span ~~l ue: 
:-.-:-:: 

Pre test Direct Zero 
Pre test Direct Span 
System Zero 
System Span 

Raw concentration 

System Zero 
System Span 
Post test Direct Zero 
Post test Direct Span 

Corrected Cone. 

System Bias Check 
Zero Pre-test 
Zero Post-test 
Span Pre-test 
S an Post-test 

311012015 
3-CEM-U1 
Analyzer Range· 
Span Value: 

Pre test Direct Zero 
Pre test Direct Span 
System Zero 
System Span 

Raw concentration 

System Zero 
System Span 
Post test Direct Zero 

Post test Direct Span 

Corrected Cone 

System Bias Check 
Zero Pre-test 
Zero Post-test 
Span Pre-test 
S an Post-test 

02% 
10671 
06% 
02% 

20 
10.56 

007 
1067 
006 
1065 

849 

005 
10 57 
004 
1067 

844 

030% 
0.27% 
0.43% 
006% 

02% 

20 
10.56 ,. 
004 
1067 
005 
1057 

863 

006 
10 53 
004 
10.62 

8.63 

027% 
030% 
006% 
-014% 

02% 

20 
10.56 

004 
1062 
006 
1053 

667 

005 
10 57 
004 
1064 

867 

030% 
024% 
-014% 
0.05% 

10 40 
006 
1033 

, 1 79 

006 
10.33 
0 04 
10 40 

11 92 

028% 
030% 
-053% 
-0 56% 

C02% 

20 
10.44 

004 
1040 
006 
1033 

1 t 62 

007 
10 34 
004 
10 40 

11 95 

030% 
036% 
-0 56% 
-0.48% 
C02% 

20 
10.44 

004 
1040 
007 
10 34 

t1 7t 

0 06 
10.34 
004 
10 40 

11.83 

0.36% 
032% 
-0.48% 
-0 48% 

Condition: 
Load: 
Date 

<5% 
<5% 
<5% 

PASS 
PASS 
PASS 
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MOBILE EMISSION LABORATORY 
CONTINUOUS GASEOUS MEASUREMENTS SUMMARY 

Client Desert V1P:N Power Condition: 
Unrt· 1 Load: 

Location Mecca 

Analyzer Range 
S an Value. 

As Found 
Linearit 
3/2612017 02% .. 
1pm-cem-U1 
Analyzer Range: 20 20 
Span Value. 10.79 11.04 

:·:-:: 

Pre test Direct Zero 0 04 0.05 
Pre test Direct Span 10 65 1094 

System Zero 004 0 07 

System Span 10 74 1069 

Average 7 22 13 10 

System Zero 004 007 

Syslem Span 10 79 10 66 
Post test Direct Zero 004 005 
Post test Direct Span 10 64 1067 

Corrected Cone 7 22 13.31 

System Bias Check 
Zero Pre-test 016% 0.36% 
Zero Post-test 0.19% 0.35% 
Span Pre-test --024% --076% 

S an Post-lest 001% -090% 

3/28/2017 02% C02% 

2-CEM-U1 
Analyzer Range: 20 20 
Span Value: 10 79 11 .04 

< ·. ;:" ::-:: . ·: ::: ,·, ··:. 
Pre test Direct Zero 0 04 005 
Pre test Direct Span 1064 10.67 
System Zero 0 04 0 07 

System Span 1079 1066 

Raw concentration • 2? 12 94 

System Zero 004 008 
System Span 1067 1080 
Post test Direct Zero 004 005 
Post lest Direct Span 1072 1084 

Corrected Cone 7 29 1321 

System Bias Check 
Zero Pre-test 0.19% 035% 
Zero Post-test 0.18% 0.39% 
Span Pre-test 001% --0.90% 

S an Post-test -0 .60% -1.21% 

3/10/2015 02% C02% 

3-CEM-U1 
Analyzer Range: 20 20 
Span Value 
: . . . . 
::· :: ::: 

Pre test Direct Zero 
Pre test Direct Span 10.64 

System Zero 0 06 

System Span 10 67 1060 

Raw concentration 706 1311 

System Zero 004 007 
System Span 1066 1064 
Post test Direct Zero 004 005 
Post test Direc1 Span 10 74 1086 

Corrected Cone 7 12 13.39 

System Bias Check 
Zero Pre-test 0.16% 0.39% 
Zero Post-test 0.16% 0.37% <5% PASS 
Span Pre-test -0.60% -1.21% <5% PASS 
S an Post-test --0.54% -102% <5% PASS 
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Appendix C.2.2 Unit 1 Hydrogen Chloride Calculations 
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EPA METHOD 26A SOURCE TEST 

DATA AND WORKSHEET 

Client Desert View Power Parameter 

Loaction Mecca Fuel 
Unit Unit 1 Data By 
Test Number 1-HCL-U1 2-HCL-U1 3-HCL-U1 

Reference Temperature , F 68 68 68 
Test Date 3/28/2017 3/28/2017 3/28/2017 
Sample Train 18-WCS 18-WCS 18-WCS 
Pitot Factor 0.840 0.840 0.840 

Meter Calibration Factor 0.995 0.995 0.995 

Stack Area (sq ft) 38.84 38.84 38.84 
Sample Time (Min) 120 120 120 

Barometric Pressure (in Hg) 30.11 30.11 30.17 
Nozzle Diam (in) 0.242 0.242 0.242 
Start/Stop Time 845/11 15 1203/1428 1450/1655 

Stack Pressure (iwg) 0.74 0.74 0.74 
Delta P (iwg) 0.918 0.899 0.888 
Meter Pressure (iwg) 1.73 1 .84 1.80 

Stack Temperature (F) 336.4 343.8 349.0 

Meter Temperature (F) 75.5 87.8 97.4 
Meter Volume (acf) 85.725 90.743 89.025 

Liquid Volume (ml) 278.9 283 .5 294 .9 

Stack 02 (%) 7.22 7.29 7.12 
Stack C02 (%) 13.31 13.21 13.39 

Standard Sample Volume (SCF 84.981 87.955 84 .976 

Moisture Fraction 0.134 0.132 0.141 
Molecular Weight (wet) 28.75 28.77 28.68 

Stack Gas Velocity (ft/sec) 65.82 65.44 65.28 

Stack Flow Rate (wacfm) 153,397 152,513 152, 135 
Stack Flow Rate (dscfm) 88,750 87,633 86,166 
lsokinetic Ratio (%) 96.99 101 .67 99.90 

HYDROCHLORIC ACID TEST RES UL TS 

Test Number 

Date 

Start/Stop Time 

Stack Flow Rate, dsctm<11 

Sample Volume, dscf 
02. % 
C02, % 

mg/sample 

mg/dscm 
ppm (as HCI) 
lb/hr (as HCI) 
MM Btu/Hr 
Lb/MM Btu 

Unit 1 

1-HCL-U1 
03/28/17 
845/1115 

88,750 

84.981 
7.22 
13.31 

38.2 

15.872 
10.463 
5.2724 
361 
0.015 

2-HCL-U1 3-HCL-U1 

03/28/17 03/28/17 
1203/1 428 1450/1655 

87,633 86, 166 

87.955 84.976 
7.29 7.12 
13.21 13.39 

44.5 59.2 

17.865 24.599 
11 .777 16.216 
5.8595 7.9334 
361 361 
0.016 0.022 
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Full Load 

Biomass 
ow 

Avera~e 

120 

30.13 

0.242 

0.74 
0.9017 
1.790 

343 .1 

86.9 
88.498 

285.8 

7.2 
13.3 

85.971 

0.136 
28.73 
65.52 

152,682 
87,516 
99.52 

Average 

87,516 

85.971 
7.21 

13.30 

47.3 

19.445 
12.819 
6.3551 
361 
0.0 18 



1-HCL-U I 

dP (dP)".5 dH 

5 0.780 0.883 1.40 

4 0.780 0.883 1.40 

3 0.650 0.806 I.JO 

2 0.650 0.806 I 10 

I 0.650 0806 1.10 

5 0.850 0.922 1.50 

4 0.750 0.866 1.30 

3 0.650 0.806 1.10 

2 0.800 0.894 1.40 

I 0.800 0.894 1.40 

5 0.850 0.922 1.50 
4 0.750 0.866 1.30 

3 0.650 0.806 1.20 

2 0.830 0.911 1.60 
1 0.830 0.911 1.60 

5 1.100 1.049 2.10 

4 1.000 1.000 1.90 

3 1000 1 000 1.90 
2 1.000 1.000 1.90 

I 0.750 0.866 1.40 

5 1.400 1.183 270 
4 1.400 1.183 2.70 

3 1.400 1.183 2.70 
2 1.000 1.000 1.90 
l I 000 1.000 1.90 

5 1100 1.049 210 

4 I 100 1.049 2.10 

3 l.200 1.095 2.30 

2 1.100 1.049 2. 10 

l 1.100 l.049 2.10 

Average 0.91 77 1.727 

Meter Vol 

Delta P (iwg) 0.918 357.300 
Meter Press ure (iwg) 1.727 443.025 

Stack Temperature (F) 336.400 85.725 

Meter Temperature (F) 75.483 

Meter Volume (act) 85. 725 

Liquid Volume (ml) 278.900 

Ts 

335 

335 

335 

335 

335 

335 

335 

335 

335 

335 

335 

335 
334 

334 
334 

336 

336 

337 

337 

337 

338 

338 

338 

339 
339 
339 

339 

339 

339 

339 

336.4 

Imp 

930.3 
797.6 

665.8 

907.4 

Tm 

75 72 

75 72 

75 72 

75 72 

75 72 

75 72 

75 72 

75 72 

75 72 

75 72 

76 73 
76 73 
77 74 

77 74 
77 74 

78 75 

78 75 

78 75 

78 75 

78 75 

78 75 

78 75 
78 75 

78 75 

78 75 

78 76 

79 76 

79 76 

80 77 

80 77 

75.5 

Imp 

696.8 
728.7 

663 

883.7 

50 

233.5 

68.9 
2.8 

23.7 

-50.0 

278.9 

2-HCL-Ul 

dP (dP)".5 dH Ts 

5 0.85 0.922 1.60 342 

4 0.75 0.866 1.40 342 

3 0.65 0.806 1.20 342 

2 0.80 0 894 1.50 342 

I 0.85 0 922 1.60 342 

5 0.86 0.927 1.80 343 

4 0.80 0.894 1.70 343 

3 0.70 0.837 1.50 343 

2 0.55 0.742 1.10 343 

I 0.60 0 775 1.30 343 

5 0.85 0.922 1.80 343 
4 0.71 0.843 1.50 343 
3 0.65 0.806 1.40 343 

2 0.73 0.854 1.50 343 

I 0.73 0.854 l.50 343 

5 1.40 1.183 2.90 345 

4 1.40 1183 2.90 345 

3 1.00 1.000 2.10 345 

2 1.00 I 000 2.10 345 

I 0.95 0.975 1.90 345 

5 110 1.049 2.20 345 

4 110 1.049 2.20 345 

3 1.10 1.049 2.20 345 
2 110 1.049 2.20 345 
I I 10 1.049 2.20 345 

5 1.10 1.049 2.20 345 
4 1.00 1.000 2.00 345 

3 1.00 1.000 2.00 345 
2 0.95 0 975 1.90 345 

I 0.95 0 975 1.90 345 

Average 0.8992 1.843 343.8 

Delta P (iwg) 0.899 
Meter Pressure (iwg) 1.843 
Stack Temperature (F 343.833 

Meter Vol Imp 

444.1 899.2 

534.843 788.9 
90.743 554.3 

980.6 Meter Temperature (F: 87.817 
Meter Volume (act) 90.743 

Liquid Volume (ml) 283.500 

Tm 

87 82 

87 82 

88 82 

88 82 

88 82 

88 83 

88 83 

88 84 

88 84 

88 84 

87 85 

87 85 

86 85 

88 85 

86 85 

87 85 

88 85 

89 86 

90 86 

91 87 

91 87 

92 88 

93 88 
94 88 
94 89 
94 90 

95 90 

95 90 
96 90 

96 90 

87.8 

Imp 

646.3 

731.1 

549.3 

962.8 

50 

252.9 

57.8 

5.0 

17.8 

-50.0 

283.5 

3-HCL-U I 

dP (dPr.5 dH Ts 

5 0.80 0 894 1.60 349 
4 0.70 0.837 1.40 349 
3 0 70 0 837 1.40 349 
2 0 70 0.837 1.40 349 
1 0.75 0.866 1.50 349 
5 0 85 0.922 1.70 349 
4 0.75 0 866 1.50 349 

3 0.75 0 866 1.50 349 
2 0.55 0.742 110 349 
I 0.55 0.742 110 349 
5 0.85 0.922 1.70 349 
4 0.70 0.837 1.40 349 

3 0.70 0.837 1.40 349 

2 0.80 0.894 1.60 349 

1 0.80 0.894 1.60 349 

5 1.00 1.000 2.00 349 

4 1.00 1.000 2.00 349 
3 1.00 1.000 200 349 
2 1.00 1.000 2.00 349 
I 0.85 0.922 1.70 349 
5 1.10 1.049 220 349 
4 1.10 1.049 2.20 349 
3 1.1 0 1.049 2.20 349 

2 I 10 l .049 2.20 349 

I 1.10 1.049 2.20 349 

5 l.40 1. 183 2.80 349 
4 l .40 1.1 83 2.80 349 

3 1.00 1.000 2.00 349 
2 1.00 1.000 2.00 349 
l 0.90 0.949 1.80 349 

Average 0.8882 1.800 349.0 

Meter Vo Imp 
Delta P (iwg) 0.888 536.5 

Meter Pressure ( iwg) 1.800 625.525 

Stack Temperature (F 349.000 89025 

979.6 

753 .7 

664.8 

926.8 Meter Temperature (F 97.383 

Meter Volume (act) 89 025 
Liquid Volume (ml) 294.9 

Tm 

96 94 

97 94 

97 95 

98 95 

98 95 

98 95 

98 95 

99 95 

99 96 
99 96 
99 96 
99 96 
99 96 
99 96 
99 96 
99 96 

99 96 
100 96 

100 96 

IOI 96 

100 96 

100 96 
100 96 
100 96 
100 96 
100 96 
100 96 

100 96 
100 96 

100 96 

97.4 

Imp 

726.4 

683 .2 

663 

907.4 

50 

253.2 

70.5 

l.8 

19.4 

-50.0 

294.9 

t .... 
Oi 
<.O ._, 



442/592 

Appendix C.2.3 Unit 1 Particulate Calculations 

• 

R1414999 C-9 



443/592 

EPA METHOD 5 SOURCE TEST 

DATA AND WORKSHEET 

Client Desert View Power Parameter Full Load 

Loaction Mecca Fuel Biomass 

Unit 1 Data By DW 

Test Number 1-PM-U1 2-PM-U1 3-PM-U1 Average 
Reference Temperature, F 68 68 68 
Test Date 4/14/2017 4/14/2017 4/14/2017 
Sample Train 17-WCS 17-WCS 17-WCS 

Pitot Factor 0.840 0.840 0.840 
Meter Calibration Factor 0.987 0.987 0.987 

Stack Area (sq ft) 38.84 38.84 38.84 

Sample Time (Min) 120 120 120 120 
Barometric Pressure (in Hg) 29.99 29.99 29.99 29.99 
Nozzle Diam (in) 0.242 0.242 0.242 0.242 
Start/Stop Time 709/915 933/1139 1155/1402 

Stack Pressure (iwg) 0.54 0.54 0.54 0.54 

Delta P (iwg) 0.860 0.8823 0.8835 0.8753 

Meter Pressure (iwg) 1.521 1.538 1.583 1.547 

Stack Temperature (F) 347.1 339.3 342.7 343.0 

Meter Temperature (F) 72.6 77.2 90.5 80.1 
Meter Volume (acf) 86.900 88.136 90.341 88.459 

Liquid Volume (ml) 253.2 250.7 251 .0 251 .6 

Stack 02 (%) 8.44 8.63 8.67 8.6 

Stack C02 (%) 11 .92 11 .95 11 .83 11 .9 

Standard Sample Volume (SCF 85.526 86.006 86.035 85.856 

Moisture Fraction 0.123 0.121 0.121 0.122 
Molecular Weight (wet) 28.74 28.77 28.76 28.76 

Stack Gas Velocity (ft/sec) 64.30 64.78 64.98 64.69 

Stack Flow Rate (wacfm) 149,841 150,964 151,429 150,745 

Stack Flow Rate (dscfm) 86,298 87,960 87,844 87,367 
lsokinetic Ratio {%} 100.39 99.05 99.21 99.55 
Analysis 
Filter mg 9.60 11 .80 12.30 11.23 
Probe/Nozzle mg 0.40 0.30 0.30 0.33 

Particulate Catch, mg 10.00 12.10 12.60 11 .57 
Particulate Emissions 
Grain Loading gr/dscf 0.00180 0.00217 0.00226 0.0021 

Grain Loading @ 12% C02 0.00182 0.00218 0.00229 0.0021 

Part emission lb/hr 1.335 1.637 1.701 1.56 



1-PM-UI 

dP (dP)".5 dH 

5 1.000 

4 0.820 

3 0.770 

2 0.720 

0.690 

5 0.990 

4 0.870 

3 0.740 

2 0.470 

0.520 

5 0.880 

4 0.850 

3 0.800 

2 0.840 

I 0.790 

5 0.950 

4 0.840 

3 0.870 

2 0.750 

I 0.730 

5 0.990 
4 1.100 

3 1.000 

2 1.000 

1.000 

5 I. I 00 
4 I.J OO 
3 0.880 

2 1.000 

0.960 

Average 

1.000 

0.906 

0.877 

0.849 

0.831 

0.995 

0.933 

0.860 

0.686 

0.721 

0.938 

0.922 
0.894 

0.9 17 

0.889 

0.975 

0.917 

0.933 

0.866 

0.854 

0.995 

1.049 

1.000 

1.000 

1.000 

1.049 

1.049 

0.938 

1.000 

0.980 

0.8600 

Delta P (iwg) 0.860 

Meter Pressure (iwg) 1.52 1 

Stack Temperature (F) 347.067 

Meter Temperature (F) 72.633 

Meter Volume (act) 86.900 

Liquid Volume (ml) 253.200 

1.70 

1.40 

1.30 

1.20 

I. I 0 
1.70 

1.50 

1.30 

0.82 

0.9 1 

1.50 

1.50 

1.40 

1.50 

1.40 

1.70 

1.50 

1.60 

1.40 

1.30 

1.50 

2.00 

1.80 

1.80 

1.80 

2.00 

2.00 

1.50 

1.80 

1.70 

1.521 

Meter Vol 

815.300 

902.200 

86.900 

Ts 

340 

342 

344 

345 

344 

344 

345 

346 

347 

347 

347 

346 

347 

347 

348 

348 

348 

345 

349 

349 

350 

350 

350 

349 

349 

348 

349 

349 

350 

350 

347. l 

Imp 

871. 1 

722.5 

553.3 

978.1 

60 

64 

66 

68 

68 

7 1 

72 

73 

74 

74 

74 

76 

76 

76 

77 

77 

78 

79 

79 

80 

78 

77 

77 
76 

76 

76 

77 

77 

78 

78 

Tm 

61 

62 

63 

64 

65 

66 

67 

67 

68 

68 

69 

69 

70 

72 

73 

73 

75 

76 

77 

77 

75 

74 

74 

76 

74 

73 
74 

74 

75 

75 

dP 

5 0.90 

4 0.92 

3 0.75 

2 0.70 

I 0.72 

5 I.JO 
4 0.83 

3 0.90 

2 0.47 

0.52 

5 0.92 

4 0.97 

3 0.81 

2 0.85 

I 0.78 

5 l.00 

4 0.90 

3 0 71 

2 0.66 

I 0.68 

5 1.00 

4 1.00 

3 I. I 0 
2 1.00 

I 0.99 

5 1.30 

4 l.20 

3 1.00 

2 1.00 

I. I 0 

72.6 Average 

Imp 

642.2 

7 18.2 

553.1 

958.3 

228. 9 Delta P (iwg) 

4.3 Meter Pressure (iwg) 

0.2 Stack Temperature (F 

19.8 Meter Temperature (F) 
0.0 Meter Volume (act) 

253.2 Liquid Volume (ml) 

2-PM-UI 

(dP)".5 dH 

0.949 

0.959 

0.866 

0.837 

0.849 

1.049 

0.911 

0.949 

0.686 

0.721 

0.959 

0.985 

0.900 

0.922 

0.883 

1.000 

0.949 

0843 

0.812 

0.825 

1.000 

1.000 

1.049 

1.000 

0.995 

1.1 40 

1.095 

1.000 

1.000 

1.049 

l.60 

1.70 

1.40 

1.30 

1.30 

1.90 

1.50 

1.60 

0.83 

0 .92 

1.60 

1.70 

1.40 

1.50 

1.40 

1.70 

1.60 

1.20 

1. 10 

1. 10 

1.70 

1.70 

1.70 

1.70 

1.70 

2.20 

2.00 
1.70 

1.70 

1.70 

Ts 

340 

344 

346 

349 

350 

340 

34 1 

339 

338 

337 
338 

338 

337 
338 

336 

336 

337 

338 

337 

336 
337 
338 
337 
337 

337 

336 

338 
340 

34 1 

342 

0.8823 1.538 339.3 

Meter Vol 

0.882 902.5 

1.538 990.636 

339.267 88.136 

77.2 17 

88.136 

250.700 

Imp 

938.3 

711.3 

624.0 

835.6 

75 

75 

76 

76 

77 

77 

77 

78 

78 

79 

77 

78 

78 

78 

78 

78 

78 

78 

80 

81 

80 

81 

81 

82 

83 

83 

84 

83 

85 

86 

Tm 

73 

73 

73 

74 

75 

74 

74 

75 

75 

75 

74 

74 

75 

73 

74 

74 

74 

74 

75 

75 

74 

75 

75 

76 

77 

78 

77 

79 

79 

80 

dP 

5 0.96 

4 0.87 

3 0.70 

2 0.78 

072 

5 0.99 

4 0.84 

3 0.73 

2 0.42 

0.48 

5 0.9 1 

4 0.83 

3 0.76 

2 0.81 

I 0.79 

5 1.00 

4 0.90 

3 0.91 

2 0.84 

I 0.79 

5 1.00 

4 I. I 0 
3 1.1 0 

2 1.00 

I 1.00 

5 1.30 

4 1.20 

3 1.00 

2 1.1 0 

0.99 

77.2 Average 

Imp 

737.8 

690 

621.4 

809.3 

200.5 Delta P (iwg) 

2 1 . 3 Meter Pressure ( i wg) 

2.6 Stack Temperature (F 

26.3 Meter Temperature (F 

0.0 Meter Volume (act) 

250.7 Liquid Volume (ml) 

3-PM-UI 

(dP)".5 dH 

0.980 1.60 

0.933 1.50 

0.837 1.20 

0.883 1.30 

0.849 1.20 

0.995 1.70 

0.9 17 1.50 

0.854 1.30 

0.648 0.74 

0.693 0.84 

0.954 1.60 

0.9 11 1.40 

0.872 1.30 

0.900 1.40 

0.889 1.40 

1.000 1.70 

0.949 1.60 

0.954 1.70 

0.9 17 1.50 

0.889 1.40 

1.000 l.80 

1.049 2.00 

1.049 2.00 

1.000 1.80 

1.000 1.80 

1.140 240 
1.095 2.20 

l.000 l.80 

1.049 2.00 

0.995 1.80 

Ts 

339 

340 

341 

340 

342 

340 

34 1 

341 

342 

340 

343 

343 

344 

342 

342 

340 

34 1 

344 

343 

345 

346 

344 

345 

345 

345 

345 

345 

343 
344 

346 

0.8835 1.583 342. 7 

Meter Vo Imp 

0.883 990.9 862.9 

1.583 I 081.24 753. 7 

342.700 90.341 556.7 

90.533 994.4 

90.341 

251.0 

84 

87 

89 

90 

91 

91 

91 

92 
92 
93 

91 

92 
93 

93 

93 

93 

93 

93 

93 

94 

93 

93 

94 

94 

94 

93 

96 

96 

96 

96 

Tm 

83 

84 

84 

85 

85 

86 

87 

88 

88 

88 

88 

88 

89 

89 

90 

89 

90 

90 

90 

9 1 

92 
91 

9 1 

90 

9 1 

90 

90 

91 

9 1 

90 

90.5 

Imp 
646 

739.3 

553.3 

978. J 

2 16.9 

14.4 

3.4 

16.3 

0.0 
251.0 

~ 
~ 

~ 
U'I 
<.O 
N 
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Appendix C.2.4 Unit 1 Hydrocarbon Calculations 
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SCAQMD 25.3 SOURCE TEST 

DATA AND WORKSHEET 

Client. ................. .... ................. ..... )esert View Powe 
Loaction ... .................. ......... .. ...... .. Mecca 
Unit ..... ............... .................. ........ Unit 2 

Test Number ............................. .... 1A-HC-U2 

Reference Temperature, F ............ 68 

Test Date ...................................... 3/29/2017 
Sample Time (Min) ....... .. ............... -60 
Barometric Pressure (in Hg) ........ . 30. 11 
Start/Stop Time ....... ........ ..... .... .... . 935/1018 
Stack 02 (%) ........... ..................... 7.70 
Stack C02 (%) ........... ............... .. .. 12.92 

Stack H20 (%) ........................ 14.3% 
Stack Flow Rate (wacfm) .............. 148,087 

Stack Flow Rate (dscfm) ............... 86,262 
Laboraotory Results 
Vial-Organic Carbon as Methane .. 2 .00 
SC-TGNMO ppm .......................... 1.97 

TGNMO EPA Correction Factor ... 1.086 
TGNMO ppm ................................ 4.3 
TGNMO ppm @ 3% 02 .... .... .. ... ... 5.85 
TGNMO lb/hr ...... ........... .... .. .. ... .... 0.93 

446/592 

Parameter .... ... ..... >90% 
Fuel. ..................... Biomass/coke 
Data By ................ DW 

1 B-HC-U2 Average 

68 

3/29/2017 
-60 -60 

30.11 30.11 
935/1018 

7.70 7.7 
12.92 12.9 

14.3% 14.3% 
148,087 148,087 

86,262 86,262 

2.00 2.00 
0.39 1.18 

1.086 
2.6 3.45 

3.52 4.68 
0.56 0.74 
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Appendix C.2.5 Unit 1 MMBtu/hr Calculations 
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March 28 2017 Average MM Btu/Hr Calculation Unit 1 Average dailly steam production Unit 1 = 

Average dailly steam production Unit 2 = 

2-16 burn rate 

Period Hours 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Gross Generation 

Hazen Fuel Analysis 

Hazen Fuel Analysis 

Fuel Used on 3/28/2017 

Fuel Used on3/28/2011 Boiler# 1 

1.00 

24 

24 

24 

1086 

7487 HHV Btu 

6992 LHV Btu 

1086 tons consumed total 

579 tons consumed total 

8671793972 Btu wood 

8098461794 Btu wood 

8672 MMBtu wood 

8098 MMBtu wood 

0 MMBtu gas 

24 operating hours 

361 MMBtu/hr 

337 MMBtu/hr 

5/1 0/2016 

511 012016 

HHV 
LHV 

HHV 
LHV 

1.11% 

HHV 

LHV 

208 KLBS/Hr. 

195 KLBS/Hr. 

:: 
ClO 
Oi 
(t) 

"' 



2016 Annual Average MM Btu/Hr Calculation 

Period Hours 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Total Operating Hours 

Gross Generation 

Net Generation 

Hazen Fuel Analysis 

Hazen Fuel Analysis 

2015 Fuel Records 

Annual avg. Unit 1 & 2 
Annaul avg. Unit 1 & 2 

17568 

7767 

7755 

15522 

387040 

332752 

7870 HHV Btu 

7355 LHV Btu 

347917 tons purchased 

7039 System loss 

8170 Increase in inventory 

332708 tons consumed 

0.86 tons/MWh 

1.00 tons/MWh 

665416000 pounds consumed 

5236823920000 Btu wood 

4894134680000 Btu wood 

5236824 MMBtu wood 

4894135 MMBtu wood 

46677 MMBtu gas 

15522 operating hours 

340 MMBtu/hr 

318 MMBtu/hr 

Gross 

Net 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 

~ 
~ 
<D 

Ui 
<D 

"' 



March 30 2017 Average MMBtu/Hr Calculation Unit 1 Average dailly steam production Unit 1 = 
Average dailly steam production Unit 2 = 

2-16 burn rate 

Period Hours 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Gross Generation 

Hazen Fuel Analysis 

Hazen Fuel Analysis 

Fuel Used on 3/28/2017 

Fuel Used on3/28/2011 Boiler# 1 

1.00 

24 

24 

24 

1130 

7870 HHV Btu 

7355 LHV Btu 

1130 tons consumed total 

554 tons consumed total 

8718423103 Btu wood 

8147903675 Btu wood 

8718 MM Btu wood 

8148 MM Btu wood 

O MMBtu gas 

24 operating hours 

363 MMBtu/hr 

339 MMBtu/hr 

4/14/2016 

4/ 14/2016 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 
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201 KLBS/H r. 

205 KLBS/Hr. 
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Appendix C.3 Unit 2 Calculations 
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April 14 2017 Average MMBtu/ Hr Calculation Unit 2 Average dailly steam production Unit 1 = 
Average dailly steam production Unit 2 = 

2-16 burn rate 

Period Hours 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Net Generation 

Hazen Fuel Analysis 

Hazen Fuel Analysis 

Fuel Used on 5/11/2016 

Fuel Used on 3/29/2017 Boiler # 2 

1.00 
24 
24 
24 

1229 from flash report 

7188 HHV Btu 

6691 LHV Btu 

1229 tons consumed total 

602 tons consumed total 

8659690067 Btu wood 

8060932977 Btu wood 

8660 MMBtu wood 

8061 MMBtu wood 

O MMBtu gas 

24 operating hours 

361 MMBtu/hr 

336 MMBtu/ hr 

4/ 14/2016 

4/14/2016 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 

452/592 

204 KLBS/ H r. 

200 KLBS/ Hr. 



2016 Annual Average MMBtu/Hr Calculation 

Annual avg. 

Annaul avg. 

Period Hou rs 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Total Operating Hours 

Gross Generation 

Net Generation 

Hazen Fuel Ana lysis 

Hazen Fue l Analysis 

2015 Fuel Records 

Unit I & 2 
Unit I & 2 

17568 

7767 
7755 

15522 

387040 

332752 

7870 HHV Btu 

7355 LHV Btu 

347917 tons purchased 

7039 System loss 

8170 Increase in inventory 

332708 tons consumed 

0.86 tons/MWh 

1.00 tons/MWh 

665416000 pounds consumed 

5236823920000 Btu wood 

4894134680000 Btu wood 

5236824 MM Btu wood 

4894135 MMBtu wood 

46677 MMBtu gas 

15522 operating hours 

340 MMBtu/hr 

318 MMBtu/hr 

Gross 

Net 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 

453/592 
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Appendix C.3.1 Unit 2 RATA and Gaseous Calculations 
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PRE-TEST INFORMATION 

GENERAL 
Test: 1-RA·U2 
Date: 3129/2017 
Start Time: 8 30 
Station: Desert View Power 
Unit Unit 2 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
Meter Y• 1 0020 
Meter Pressure: 1.0 iwg 
Pstack: 0.35 iwg 
Pstack: 30.04 "Hg 
Cp: 0 84 
Tref: 68 ' F 
Stack Area: 38 84 ft" 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 
lmpingers 

#/Mall . ~ Start Diff. Point 
1/H20 895.8 731.8 164.0 5 
2/H20 686.9 681.5 5.4 4 

3/Empty 619.9 618.7 1.2 3 
4/S.G. 933 6 921 .5 12.1 2 
Rinse 50.0 -50.0 1 
Total 132.7 5 

Dry Gas Meter 4 
Time Vol. Tm(inl Tm(outl 3 
Start 733.510 70 71 2 

72 76 1 
Stop 770.483 73 75 5 

4 
Total 36.973 72.8 3 

Summary 2 
Sample Volume: 37.040 dscf 1 
H20 Volume : 6.263 set 5 
Moisture Content: 14.5 % 4 

3 
METHOD 3A, GC, 7E DATA 2 

Qi ffi tiQ. .QQ 1 
Analyzer Span 18.97 18.62 95.00 9.53 5 
Actual Span Value 10 79 11 .04 48.3 4.38 4 
Pre Test Zero Direct 0 04 0.05 0.31 0.01 3 
Pre Test Span Direct 10 92 11.00 48.98 4.41 2 
Pre-test Zero 0 04 0.07 0 43 002 1 
Pre-test Span 10 79 10 90 48 35 4 41 5 

4 
0-60 min 7 71 12.76 56 11 -0.39 3 

2 
Post-test Zero 0 04 0 08 0 39 -0 02 1 
Post-test Span 10 76 10 88 48 71 4 46 Average 
Post Test Zero Direct 0 04 0 05 0 .33 -0 02 
Post Test Span Direct 10 83 10 93 4900 4 39 
Average 7.71 12.76 56.11 -0.39 

Corr. Results 7.71 12.95 55.91 -0.38 
Cal Error <2%. Bias <5%. Drift <3% 

Calibration Error 0.7% -0.2% 0.7% 0.3% 
Pre-Test Zero Bias 0.0% 0.1% 0.1% 0.1% 
Pre-Test Span Bias -0.6% -0.5% -0 .7% 0.0% 
Post-Test Zero Bias 0.0% 0.2% 0.1% 0.0% 
Post-Test Span Bias -0.4% -0.3% -0.3% 0.8% 
Zero Drift 0.0% 0.1% 0.0% -0.4% 
Span Drift -0.2% -0.1% 0.4% 0.5% 

~I \, 5 r 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth ~ Di ff. Diff. % 
Flow kdscfh 5180.51 4800.00 380.51 7.3% 

02 % dry 7.71 7.7 0.00 0.0% 

C02 % dry 12.95 13.0 -0.07 -0.5% 

NO, ppm dry 55.91 60.1 -4.23 -7.6% 

NO, ppm@3% 02 75.84 81 .7 -5.81 -7.7% 

NO, lb/hr 34.58 22.72 11 .86 34.3% 

S02 ppm dry 6.06 6.52 -0.47 -7.7% 

S02 ppm@3% 0 2 8.22 8.81 -0.60 -7.3% 

S02 lb/hr 5.21 3.525 1.686 32.4% 
co ppm dry -0.38 3.18 -3.56 
co ppm@3% 0 2 -0.52 4.78 -5.30 

co lb/hr -0.144 0.893 

4551592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
(in H10l lin. H20 2l LE.I ililli 

0.750 0.8660 315 58.98 
0.700 0.8367 315 56.98 
0.780 0.8832 315 60.15 
0.880 0.9381 316 63.93 
0.920 0.9592 316 65.37 
1.200 1.0954 317 74.70 
1.000 1.0000 317 68.19 
0.820 0.9055 317 61 .75 
0.600 0.7746 317 52.82 
0.550 0.7416 317 50.57 
0.570 0.7550 317 51.48 

0.630 0.7937 317 54.13 

0.660 0.8124 317 55.40 
0.770 0.8775 317 59.84 
0.720 0.8485 317 57.86 

0.920 0.9592 315 65.32 
0.880 0.9381 316 63.93 
0.740 0.8602 316 58.62 
0.700 0.8367 317 57.05 
0.650 0.8062 317 54 .98 
1.100 1.0488 317 71 .52 
1.100 1.0488 317 71.52 
1. 100 1.0488 317 71 .52 
1.300 1.1402 317 77.75 
1.300 1.1402 317 77.75 
0.750 0.8660 317 59.06 
0.900 0.9487 317 64.69 
1.100 1.0488 317 71.52 
1.200 1.0954 317 74.70 
1.100 1.0488 317 71.52 

0.8663 0.9307 316.6 63.45 
TEST SUMMARY 

0 2: 7.706 % dry 

C02: 12.949 % dry 

NO,: 55.907 ppm dry 

34.578 lb/hr 

S02: 6.0561027 ppm dry 

S02: 5.211 lb/hr 

CO: -0.38 ppm dry 

-0.144 lb/hr 

H20 : 14.5 % 

MW: 28.59 lb/lb-mole 

Flow: 147,876 wacfm 

86.34 mdscfm 

5180.51 kdscfh 

SOx Titration Summary 

B112 

N BaCl2 0.0099701 
Total VOL (ml) 530 
Aliquot VOL (ml) 20 
ntrant VOL (ml) 2.00 



PRE-TEST INFORMATION 

GENERAL 

Test: 2-RA-U2 

Date: 3/29/2017 
Start Time: 9:43 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed By: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 

MeterY0 1.0020 

Meter Pressure: 1.0 iwg 
Pstack: 0.35 iwg 
Pstack: 30.14 "Hg 

Cp: 0.84 

Tref: 68 •F 

Stack Area: 38 .84 tr' 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 

lmpingers 
#/Mall. End Start Diff. Point 

1/H20 742.1 591 .5 150.6 5 
2/H20 689.0 682.3 6.7 4 

3/Empty 631.5 630.1 1.4 3 
4/S.G. 1064.2 1052.3 11.9 2 
Rinse 50.0 -50.0 1 
Total 120.6 5 

Dry Gas Meter 4 
T ime ~ Tm(inl Tm( out) 3 
Start 771.250 74 79 2 

78 83 1 
Stop 807.993 80 85 5 

4 

Total 36.743 79.8 3 
Summary 2 

Sample Volume: 36.332 dscf 1 

H20 Volume: 5.692 sci 5 

Moisture Content: 13.5 % 4 
3 

METHOD 3A, GC, 7E DATA 2 

~ Qlli N.Q, co 1 

Analyzer Span 18.97 18.62 95.00 9.53 5 

Actual Span Value 10.79 11.04 48.3 4.38 4 

Pre Test Zero Direct 0 04 0 05 0 33 -0.02 3 

Pre Test Span Direct 10 83 10 93 49.00 4.39 2 

Pre-test Zero 0 04 0 08 0.39 -0.02 1 

Pre-test Span 10 76 10 88 48 71 4.46 5 
4 

0-60 min 7 73 12.62 63.33 -0.38 3 
2 

Post-test Zero 0.04 0.07 0.45 0.07 1 

Post-test Span i0.82 10 83 48.80 4.46 Average 

Post Test Zero Direct 0.04 0.05 0.41 0.01 

Post Test Span Direct 10.94 10.89 49.19 4.41 

Average 7.73 12.62 63.33 -0.38 

Corr. Results 7.72 12.85 62.87 -0.40 

Cal Error <2%, Bias <5%; Drift <3% 

Calibrtion Error 0.2% -0.6% 0.7% 0.1% 

Pre-Test Zero Bias 0.0% 0.2% 0.1% 0.0% 
Pre-Test Span Bias -0.4% -0.3% -0.3% 0.8% 
Post-Test Zero Bias 0.0% 0.1% 0.0% 0.7% 
Post-Test Span Bias -0.6% -0.3% -0.4% 0.5% 

Zero Drift 0.0% 0.0% 0.1% 0.9% 

Span Drift 0.3% -0.3% 0.1% -0.1% 
.,.,.o.L ,, ' I ·' ;-i1\~S i\SS 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Dill. Diff. % 

Flow kdscfh 5193.97 2942.13 2251 .83 43.4% 

02 %dry 7.72 7 .8 -0.03 -0.4% 

C02 % dry 12.85 13.0 -0.13 -1.0% 

NO, ppm dry 62.87 67.3 -4.40 -7.0% 

NO, ppm@3% 0 2 85.37 91.5 -6.18 -7.2% 

NO, lb/hr 38.99 23.6 15.40 39.5% 

S02 ppm dry 3.81 4.09 -0.29 -7.5% 

S02 ppm@3% 0 2 5.17 7.39 -2.23 -43.1% 

S02 lb/hr 3.284 1.995 1.289 39.2% 

co ppm dry -0.40 3.45 -3.85 

co ppm@3% 0 2 -0.55 4.25 -4.80 

co lb/hr -0.152 0.664 
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METHOD 2 DATA 

dP dP2 Temp Velocity 

(in. H20l (in. H20 2l rn {!Q§1 

0.730 0.8544 327 58.44 
0.680 0.8246 327 56.40 
0.750 0.8660 327 59.23 
0.870 0.9327 327 63.79 
0.930 0.9644 327 65.96 
1200 1.0954 327 74.92 
l.000 1.0000 327 68.39 
0.820 0.9055 327 61.93 
0.630 0.7937 327 54.29 
0.570 0.7550 327 51.64 
0.600 0.7746 327 52.98 

0.650 0.8062 327 55.14 

0.660 0.8124 327 55.56 
0.750 0.8660 327 59.23 
0.700 0.8367 327 57.22 

0.900 0.9487 327 64.88 

0.900 0.9487 327 64.88 

0.750 0.8660 327 59.23 

0.680 0.8246 327 56.40 

0.670 0.8185 327 55.98 

1.100 1.0488 327 71.73 

l.100 1.0488 327 71 .73 

1.100 1.0488 327 71.73 
1.300 1.1402 327 77.98 
1.300 1.1402 327 77.98 
0.800 0.8944 327 61.17 
0.850 0.9220 327 63.06 
l.100 1.0488 327 71.73 
l.100 1.0488 327 71 .73 
1.100 1.0488 327 71 .73 

0.8639 0.9295 327.0 63.57 
TEST SUMMARY 

Oi 7.717 %dry 

C02: 12.851 % dry 

NOx: 62.872 ppm dry 

38 .987 lb/hr 

S02: 3.806431 ppm dry 

3.284 lb/hr 

CO: -0.40 ppm dry 

-0.152 lb/hr 

H20 : 13.5 % 

MW: 28.69 lb/lb-mole 

Flow: 148, 142 wacfm 

86.57 mdscfm 

5193.97 kdscfh 

SOx Titration Summary 

B1 /2 

N BaCl2 0.0099701 

Total VOL (ml) 457 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 1.43 



PRE-TEST INFORMATION 
GENERAL 

Test: 3-RA-U2 
Date: 3/29/2017 
Start Time: 12:10 
Station: Desert View Power 
Unit: Unit 2 
Test Condition. Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
MeterY0 1 0020 

Meter Pressure: 1.0 iwg 
Pstack: 0.35 iwg 
Pstack: 30.14 "Hg 
Cp: 0 84 
Tref: 68 ' F 
Stack Area: 38 84 ft' 

METHOD 3A, 6C, 7E DATA 

~ ffi 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.94 10.89 
Pre-test Zero 0 04 0.07 
Pre-test Span 10.75 10.76 

0-60 min 7.63 12.50 

Post-test Zero 0 04 0.08 
Post-test Span 10 70 10 74 
Post Test Zero Direct 0 04 0.05 
Post Test Span Direct 
Average 7.63 12.50 

Corr. Results 7.66 12.85 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 
lmpingers 

#/Mall. End Start Diff. Point 
1/H20 872.6 769.7 102.9 5 
2/H20 643.2 589.6 53.6 4 

3/Empty 597.8 597.2 0.6 3 
4/S.G. 944.3 939.2 5.1 2 
Rinse 50.0 -50.0 1 
Total 112.2 5 

Ory Gas Meter 4 
Time YQL Tm(in) I!!:!.{Qill1 3 
Start 808.400 89 92 2 

90 94 1 
Stop 844 687 90 95 5 

4 

Total 36.287 91 .7 3 
Summary 2 

Sample Volume: 35.112 dscf 1 
H20Volume : 5.296 scf 5 

Moisture Content: 13.1 % 4 
3 
2 

!ill. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.41 0.01 3 
49.19 4.41 2 
0.50 0.09 1 

48.52 4.47 5 
4 

38.63 -0.27 3 
2 

0 51 0 04 1 
48.49 4 44 Average 
0 46 0 02 

38.63 -0.27 

38.36 -0.33 
Cal Error <2%. Bias <5%; Dnft <3% 

Calibrtion Error 0.8% -0.8% 0.9% 0.3% 

Pre-Test Zero Bias 0.0% 0.1% 0.1% 0.8% 
Pre-Test Span Bias -1 .0% -0.7% -0.7% 0.6% 
Post-Test Zero Bias 0.0% 0.2% 0.1% 0.2% 
Post-Test Span Bias 56.4% 57.7% 51.0% 46.6% 

Zero Drift 0.0% 0.0% 0.0% -0.5% 
Span Drift -0.2% -0.1% 0.0% -0.3% 

hL I I f /\Ii I '\I 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth ~ Di ff. Diff. % 
Flow kdscfh 5243.30 5071 .62 171 .68 3.3% 

0 2 % dry 7.66 7.7 -0.05 -0.6% 

C02 % dry 12.85 12.9 -0.09 -0.7% 

NO, ppm dry 38.36 40.9 -2.58 -6.7% 

NO, ppm@3% 0 2 51.88 55 4 -3.50 -6.8% 

NO, lb/hr 24.01 24.8359 -0.82 -3.4% 

S02 ppm dry 9.82 11 .32 -1.49 -15.2% 

S02 ppm@3% 0 2 13.28 15.32 -2.04 -15.3% 

S02 lb/hr 8.554 9.548 -0.993 -11 .6% 

co ppm dry -0.33 1.37 -1.70 

co ppm@3% 0 2 -0.45 1.86 -2.31 

co lb/hr -0.126 0.505 -0.63 

457/592 

METHOD 2 DATA 
dP dP2 Temp Velocity 

Un....!::hQl. ~ rn {fgfil 
0.770 0.8775 329 60.04 
0.740 0.8602 329 58.85 
0.800 0.8944 329 61.19 
0.900 0.9487 329 64.91 
0.940 0.9695 329 66.33 
1.200 1.0954 329 74.95 
1.000 1.0000 329 68.42 
0.850 0.9220 329 63.08 
0.630 0.7937 329 54 .30 
0.540 0.7348 329 50.28 
0.600 0.7746 329 53.00 
0.6t0 0.7810 329 53.44 

0.640 0.8000 329 54.73 
0.800 0.8944 329 61.19 
0.710 0.8426 329 57.65 

0.900 0.9487 329 64.91 

0.900 0.9487 329 64.91 
0.750 0.8660 329 59.25 
0.700 0.8367 329 57.24 

0.650 0.8062 329 55.16 

1. 100 1.0488 329 71 .76 
1. 100 1.0488 329 71 .76 
1. 100 1.0488 329 71.76 
1.300 1.1402 329 78.01 
1.300 1.1402 329 78.01 
0.780 0.8832 329 60.42 
0.940 0.9695 329 66.33 
1.100 1.0488 329 71 .76 
1.200 1.0954 329 74.95 
1.100 1.0488 329 71.76 

0.8753 0.9356 329.0 64.01 
TEST SUMMARY 

0 2: 7.665 % dry 

C02: 12.854 % dry 

NO,: 38.359 ppm dry 

24.012 lb/hr 

S02: 9.8219569 ppm dry 

8.554 lb/hr 

CO: -0.33 ppm dry 

-0.126 lb/hr 

H20: 13.1 % 

MW: 28.74 lb/lb-mole 

Flow: 149, 172 wacfm 

87.39 mdscfm 

5243.30 kdscfh 

SOx Titration Summary 

0 1/2 

N BaCl2 0.0099701 
Total VOL (ml) 524 
Aliquot VOL (ml) 20 
nvant VOL (ml) 3.11 



PRE-TEST INFORMATION 

GENERAL 
Test: 4-RA-U2 
Date: 3/29/2017 
Start Time: 13:30 
Station: Desert Vrew Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
Meter Y0 1 0020 
Meter Pressure: 1.0 iwg 
Pstack: 0.35 iwg 
Pstack: 30.14 "Hg 
Cp: 0 84 
Tref: 68 'F 
Stack Area· 38 84 ft' 

METHOD 3A, 6C, 7E DATA 

Q, ~ 
Span 18.97 18.62 
Actual Span Value 10.79 11.04 
Pre Test Zero Direct 0 04 0 05 
Pre Test Span Direct 0 00 000 
Pre-test Zero 0 04 008 
Pre-test Span 10 70 10 74 

0-60 min 7.73 12.41 

Post-test Zero 0 04 0 08 
Post-test Span 1074 10 83 
Post Test Zero Direct 0 04 0 OS 
Post Test Span Direct 10 82 10 91 
Average 7.73 12.41 

Corr. Results 7.76 12.71 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DAT A 
lmpingers 

#/Matl. Jilli! fil2d Diff. Point 
1/H20 876.6 718.7 157.9 5 
2/H20 695.2 686.3 8.9 4 

3/Empty 623.2 622.0 1.2 3 
4/S.G. 940.6 933.6 7.0 2 
Rinse 50.0 -50.0 1 
Total 125.0 5 

Dry Gas Meter 4 
Time 'iQ1 Tm(inl Tm(outl 3 
Start 845.540 88 91 2 

90 93 1 
Stop 883.957 91 96 5 

4 

Total 38.417 91 .5 3 
Summary 2 

Sample Volume: 37.184 dscf 1 
H20 Volume : 5.900 sci 5 
Moisture Content: 13.7 % 4 

3 
2 

NQ. .QQ 1 
95.00 9.53 5 
48.3 4.38 4 
0 46 0 02 3 
0 00 0 00 2 
0 51 0 04 1 

4849 4 44 5 
4 

38.40 -0.28 3 
2 

0 52 0 01 1 
48 83 4 42 Average 
0 50 0 00 

49 37 4 41 
38.40 -0.28 

38.01 -0.31 
Cal Error <2% Bias <5%; Dnft <3% 

Calibrtion Error -56.9% -59.3% -50.8% -46.0% 
Pre-Test Zero Bias 0.0% 0.2% 0.1% 0.2% 
Pre-Test Span Bias 56.4% 57.7% 51.0% 46.6% 
Post-Test Zero Bias 0.0% 0.2% 0.0% 0.2% 
Post-Test Span Bias -0.4% -0.4% -0.6% 0.1% 

Zero Drift 0.0% 0.0% 0.0% -0.2% 
Span Drift 0.2% 0.5% 0.4% -0.2% 

" I \II 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth GEMS Diff. Diff. % 
Flow kdscfh 5147.13 5081 .60 65.53 1.3% 

02 %dry 7.76 7.8 -0.07 -0.9% 

C02 % dry 12.71 12.8 -0.08 -0.6% 

NO, ppm dry 38.01 40.4 -2.42 -6.4% 

NO, ppm@3% 0 2 51 .79 55.2 -3.38 -6.5% 

NO, lb/hr 23.36 24.5588 -1 .20 -5.1% 

S02 ppm dry 7.34 8.82 -1 .48 -20.2% 

S02 ppm@3% 0 2 10.00 12.08 -2.07 -20.7% 

S02 lb/hr 6.275 7.458 -1 .183 -18.9% 

co ppm dry -0.31 1.23 -1.54 
co ppm@3% 0 2 -0.42 1.69 -2.11 

co lb/hr -0.115 0.455 

458/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
lin. H10l (in. H10 2l LE1 !fQfil 

0.750 0.8660 337 59.64 
0.720 0.8485 337 58.44 
0.800 0.8944 337 61.60 
0.850 0.9220 337 63.49 
0900 0.9487 337 65.34 
1.200 1.0954 337 75.44 
1.000 1.0000 337 68.87 
0.81 0 0.9000 337 61 .98 
0.550 0.7416 337 51.08 
0.570 0.7550 337 52.00 
0.600 0.7746 337 53.35 

0.610 0.7810 337 53.79 
0.640 0.8000 337 55.10 
0.730 0.8544 337 58.84 
0.720 0.8485 337 58.44 

0.9 10 0.9539 337 65.70 
0.930 0.9644 337 66.42 
0.710 0.8426 337 58.03 

0.680 0.8246 337 56.79 

0.650 0.8062 337 55.52 
1.100 1.0488 337 72.23 
1.100 1.0488 337 72.23 
1.100 1.0488 337 72.23 
1.200 1.0954 337 75.44 
1.300 1.1402 337 78.52 
0.750 0.8660 337 59.64 
0.950 0.9747 337 67.13 
1. 100 1.0488 337 72.23 
1.200 1.0954 337 75.44 
1. 100 1.0488 337 72.23 

0.8610 0.9279 337.0 63.91 
TEST SUMMARY 

02: 7.763 %dry 

C02: 12.710 % dry 

NO,: 38.010 ppm dry 

23.357 lb/hr 

S02: 7.3394097 ppm dry 

6.275 lb/hr 

CO: -0.31 ppm dry 

-0.115 lb/hr 

H20 : 13.7 % 

MW: 28.65 lb/lb-mole 

Flow: 148,928 wacfm 

85.79 mdscfm 

5147.13 kdscfh 

SOx Titration Summary 

B112 
N BaCl2 0.0099701 

Total VOL (ml) 483 
Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.67 



PRE-TEST INFORMATION 
GENERAL 

Test: 5-RA-U2 

Date: 3/29/2017 
Start Time: 14:55 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed Bv: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
Meter Yd 1.0020 

Meter Pressure: 1.0 iwg 
Pstack: 0.35 iwg 
Pstack: 30.1 4 "Hg 

Cp: 0.84 

Tref: 68 OF 

Stack Area: 38.84 ft' 

M ETHOD 3A, 6C, 7E DATA 
Q, .QQ, 

Span 18.97 18.62 
Actual Span Value 10.79 11.04 
Pre Test Zero Direct 0 04 0 05 
Pre Test Span Direct 10 82 10 91 
Pre-test Zero 0.04 0.08 
Pre-test Span 10.74 10.83 

0-60 min 7.74 12.53 

Post-test Zero 0.04 0.07 
Post-test Span 10.74 10.80 

Post Test Zero Direct 0.04 0.05 

Post Test Span Direct 10.82 10.87 

Average 7.74 12.53 

Corr. Results 7.76 12.80 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 

lmplngers 
#/Mall. End Start Oiff. Point 

1/H20 7 14.6 577.1 137.5 5 
2/H20 693.3 687.8 5.5 4 

3/ Empty 630. 8 630.4 0.4 3 
4/S.G. 954.5 939.4 15.1 2 
Rinse 50.0 -50.0 1 
Total 108.5 5 

Dry Gas Meter 4 
Time Vol. Tm(inl Tm(outl 3 
Start 885.300 92 97 2 

94 99 1 
Stop 919.974 95 98 5 

4 

Total 34.674 95.8 3 
Summary 2 

Sample Volume: 33.300 dscf 1 

H20 Volume : 5.1 21 scf 5 

Moisture Content: 13.3 % 4 
3 
2 

NQ, co 1 

95.00 9.53 5 
48.3 4.38 4 
0.50 0.00 3 

49 37 4.41 2 
0 52 0.01 1 

48.83 4.42 5 
4 

39.50 -0.35 3 
2 

0.78 0.05 1 
48.99 4.39 Average 

0.74 -0.02 

49.49 4 .39 

39.50 -0.35 

38.89 -0.38 

Cal Error <2%, Bias <5%, Drift <3% 

Calibration Error 0.1% -0.7% 1.1% 0.3% 

Pre-Test Zero Bias 0.0% 0.2% 0.0% 0.2% 
Pre-Test Span Bias -0.4% -0.4% -0.6% 0.1 % 
Post-Test Zero Bias 0.0% 0.1% 0.0% 0.8% 
Post-Test Span Bias -0.4% -0.4% -0.5% 0.0% 

Zero Drift 0.0% -0.1% 0.3% 0.4% 

Span Drift 0.0% -0.2% 0.2% -0.3% 
(,/ ! ( ; 1' Sc' P1 .~ f·ASS PASS 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Oiff . Diff. % 
Flow kdscfh 52 19.25 5130.75 88.50 1.7% 

0 2 % dry 7.76 7. 8 -0.08 -1 .0% 

C02 % dry 12.80 12.8 0.03 0.3% 

NO, ppm dry 38.89 40.5 -1.63 -4.2% 

NO, ppm@3% 0 2 52.99 55.2 -2.25 -4.2% 

NO, lb/hr 24.23 24 .8382 -0.61 -2.5% 

S02 ppm dry 11.19 13.13 -1 .94 -17.3% 

S0 2 ppm@3% 0 2 15.25 17.90 -2.64 -17.3% 

S02 lb/hr 9.703 11.202 -1.499 -15.5% 

co ppm dry -0.38 0.10 -0.48 

co ppm@3% 0 2 -0.52 0.13 -0.65 

co lb/hr -0.145 0.036 -0.18 

459/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 

(in. H20 l (in. H20 2
) m ilJlli 

0.750 0.8660 339 59.66 
0.700 0.8367 339 57.64 
0.800 0.8944 339 61 .61 
0.870 0.9327 339 64 .25 
0.930 0.9644 339 66.43 
1.200 1.0954 339 75.46 
0.930 0.9644 339 66.43 
0.940 0. 9695 339 66 .79 
0.620 0.7874 339 54 .24 
0.600 0.7746 339 53.36 
0.610 0.7810 339 53 .80 

0.630 0.7937 339 54 .68 

0.670 0.8185 339 56.39 
0.750 0.8660 339 59.66 
0.740 0.8602 339 59.26 

0.930 0.9644 339 66.43 

0.870 0.9327 339 64.25 

0.750 0.8660 339 59.66 

0.720 0.8485 339 58.45 

0.680 0.8246 339 56.81 

I.I 00 1.0488 339 72.25 
1.100 1.0488 339 72.25 
1.200 1.0954 339 75.46 
1.300 1.1402 339 78.54 
1.300 1.1402 339 78.54 
0.820 0.9055 339 62.38 
0.920 0.9592 339 66.07 
1.100 1.0488 339 72.25 
1.200 1.0954 339 75.46 
I.I 00 1.0488 339 72.25 

0.8819 0.9391 339.0 64.69 

TEST SUMMARY 
o,: 7.764 % dry 

co,: 12.801 % dry 

NO,: 38.888 ppm dry 

24.231 lb/hr 

so,: 11.192447 ppm dry 

9.703 lb/hr 

CO: -0.38 ppm dry 

-0.145 lb/hr 

H20: 13.3 % 

MW : 28.71 lb/lb-mole 

Flow : 150,757 wacfm 

86.99 mdscfm 

5219.25 kdscfh 

SOx Titration Summary 

B112 

N BaCl2 0.0099701 

Total VOL (ml) 447 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 3.94 



PRE-TEST INFORMATION 
GENERAL 

Test: 6-RA-U2 
Date: 3/29/2017 
Start Time: 16:09 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
Meter Yd 1.0020 
Meter Pressure: 2.5 iwg 
Pstack: 0.35 iwg 
Pstack: 30.14 "Hg 

Cp: 0 84 

Tref: 68 "F 

Stack Area: 38 84 tr' 
METHOD 3A, SC, 7E DATA 

Qi ~ 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.82 10.87 
Pre-test Zero 0.04 0.07 
Pre-test Span 10.74 10.80 

0-30 min 7.71 12.56 

Post-test Zero 0.04 0.08 
Post-test Span 10.76 10.82 
Post Test Zero Direct 0.04 0.05 
Post Test Span Direct 10.82 10.86 

Average 7.71 12.56 

Corr. Results 7.73 12.84 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 
lmplngers 

#/Mall. End Start Di ff. Point 

1/H20 846.5 732.9 113.6 5 
21H20 575.7 566.1 9.6 4 

3/Empty 598.2 596.0 2.2 3 
4/S.G. 909.0 899.5 9.5 2 
Rinse 50.0 -50.0 1 
Total 84.9 5 

Dry Gas Meter 4 
Time Vol. Tmlinl Tm(outl 3 
Start 920.910 96 97 2 

95 99 1 
Stop 948.496 96 98 5 

4 

Total 27.586 96.8 3 
Summary 2 

Sample Volume: 26.542 dscf 1 
H20 Volume : 4.007 scf 5 

Moisture Content: 13.1 % 4 

3 
2 

~ co 1 

95.00 9.53 5 
48.3 4.38 4 
0.74 -0.02 3 
49.49 4.39 2 
0.78 0.05 1 
48.99 4.39 5 

4 
39.74 -0.38 3 

2 
0.81 -004 1 
49.11 4.41 Average 

0.77 0.00 

49.61 4.39 
39.74 -0.38 

38.99 -0.38 

Cal Error <2% Bias <5%: Drift <3% 

Calibrtion Error 0.1% -0.9% 1.3% 0.1% 

Pre-Test Zero Bias 0.0% 0.1% 0.0% 0.8% 
Pre-Test Span Bias -0.4% -0.4% -0.5% 0.0% 
Post-Test Zero Bias 0.0% 0.2% 0.0% -0.5% 
Post-Test Span Bias -0.3% -0.2% -0.5% 0.1% 

Zero Drift 0.0% 0.1% 0.0% -1 .0% 

Span Drift 0.1% 0.1% 0.1% 0.1% 
) ,") \. ( ~· 1,_'7'(., ' s 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Mejh ~ Diff. Diff. % 

Flow kdscfh 5299.67 5156.77 142.91 2.7% 

o, % dry 7.73 7.8 -0.03 -0.4% 

co, % dry 12.84 12.8 0.06 0.5% 

NO, ppm dry 38.99 40.5 -1.46 -3.8% 

NO, ppm@3% 0 2 52.97 54.9 -1.90 -3.6% 

NO, lb/hr 24.67 24.9517 -0.28 -1 .2% 

so, ppm dry 9.09 9.38 -0.29 -3.2% 

so, ppm@3%02 12.35 12.67 -0.32 -2.6% 

so, lb/hr 8.000 8.038 -0.037 -0.5% 

co ppm dry -0.38 0.66 -1.04 

co ppm@3% 0 2 -0.52 0.91 -1.42 

co lb/hr -0.147 0.250 

460/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
Cin. H10l !iJL.l:hli1 CB ffiru 

0.760 0.8718 338 59.98 
0.770 0.8775 338 60.38 
0.820 0.9055 338 62.31 
0.880 0.9381 339 64.59 
0.910 0.9539 337 65.60 
1400 1.1832 338 81 .41 
1.100 1.0488 340 72.26 
0.880 0.9381 339 64.59 
0.670 0.8185 340 56.39 
0.600 0.7746 339 53.33 
0.620 0.7874 336 54.11 

0.590 0.7681 338 52.85 

0.660 0.8124 338 55.90 
0.790 0.8888 339 61.20 
0.730 0.8544 339 58.83 

0.91 0 0.9539 340 65.72 

0.940 0.9695 339 66.75 

0.7t0 0.8426 339 58.01 

0.730 0.8544 340 58.86 

0.640 0.8000 340 55.11 

1.200 1.0954 339 75.42 
1.100 1.0488 340 72.26 
1.200 1.0954 340 75.47 
1.400 1.1832 341 81 .57 
1.300 1.1402 34 1 78.60 
0.800 0.8944 338 61 .54 
0.950 0.9747 339 67.11 
1.200 1.0954 340 75.47 
1400 1.1832 341 81 .57 
1.000 1.0000 340 68.89 

0.9058 0.9518 339.1 65.54 

TEST SUMMARY 
o,: 7.725 % dry 

co,: 12.843 % dry 

NO,: 38.987 ppm dry 

24.668 lb/hr 

so,: 9.0881891 ppm dry 

8.000 lb/hr 

CO: -0.38 ppm dry 

-0.147 lb/hr 

H20 : 13.1 o/o 

MW: 28.74 lb/lb-mole 

Flow: 152,726 wacfm 

88.33 mdscfm 

5299.67 kdscfh 

SOx Titration Summary 

B1 /2 

N BaCl2 0.0099701 

Total VOL (ml) 416 
Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.74 



PRE-TEST INFORMATION 
GENERAL 

Test: 7-RA-U2 
Date: 312912017 
Start Time: 16:52 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed Bv. ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
30.12 "Hg 

Meter No. 1-P&M 
MeterY• 1 0020 

Meter Pressure: 2.5 iwg 
Pstack: 0.35 iwg 
Pstack: 30.14 "Hg 
Cp: 0 84 
Tref: 68 "F 
Stack Area: 38 84 ft' 

METHOD 3A, SC, 7E DATA 

~ ffi 
Span 18.97 18.62 
Actual Span Value 10.79 11.04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.82 10.86 
Pre-test Zero 0.04 0.08 
Pre-test Span 10.76 10.82 

0-30 min 7 94 12.32 

Post-test Zero 0.04 0.08 
Post-test Span 10.77 10.78 
Post Test Zero Direct 0.04 0.05 
Post Test Span Direct 10 84 10.90 
Average 7.94 12.32 

Corr. Results 7.95 12.60 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 
lmplngers 

#/Matl. fut Start Oiff. Point 
11H20 862.6 740.8 121.8 5 
2/H20 691 .1 680.3 10.8 4 

3/Empty 620.5 620.2 0.3 3 
4/S.G. 950.7 940.6 10.1 2 
Rinse 50.0 -50.0 1 
Total 93.0 5 

Dry Gas Meter 4 
Time '{Qt. Tmlinl TmCoutl 3 
Start 949.710 94 96 2 

95 98 1 
Stop 978.745 95 97 5 

4 

Total 29.035 95.8 3 
Summary 2 

Sample Volume: 27.986 dscf 1 
H20 Volume : 4.390 scf 5 
Moisture Content: 13.6 % 4 

3 
2 

!:illz ~ 1 
95.00 9.53 5 
48.3 4.38 4 
0.77 0.00 3 

49.61 4.39 2 
0.81 -0.04 1 

49.11 4.41 5 
4 

38.07 -0.37 3 
2 

0.83 -0.03 1 
49.09 4.40 Average 
0.79 -0.05 

49.67 4.41 

38.07 -0.37 

37.27 -0.33 
Cal Error <2%, Bias <5%; Drift <3% 

Calibrtion Error 0.1% -1 .0% 1.4% 0.1% 

Pre-Test Zero Bias 0.0% 0.2% 0.0% -0.5% 
Pre-Test Span Bias -0.3% -0.2% -0.5% 0.1% 
Post-Test Zero Bias 0.0% 0.2% 0.0% 0.2% 
Post-Test Span Bias -0.4% -0.7% -0.6% -0.1% 

Zero Drift 0.0% 0.0% 0.0% 0.1% 
Span Drift 0.1% -0.2% 0.0% -0.1% 

.. ~. r _,•' ) '> 
RELATIVE ACCURACY DATA 

Parameter Units Ref. Meth GEMS Oiff. Diff. % 
Flow kdscfh 5216.83 5159.20 57.63 1.1% 

02 % dry 7.95 8.0 -0.05 -0.6% 

C02 % dry 12.60 12.5 0.06 0.5% 

NO, ppm dry 37.27 38.6 -1 .35 -3.6% 

NO, ppm@3% 0 2 51 .52 53.4 -1 .84 -3.6% 

NO, lb/hr 23.21 23.8200 -0.61 -2.6% 

S02 ppm dry 9.78 9.20 0.58 6.0% 

S02 ppm@3% 0 2 13.52 12.70 0.82 6.0% 

S02 lb/hr 8.476 7.885 0.592 7.0% 

co ppm dry -0.33 0.31 -0.64 

co ppm@3% 0 2 -0.45 0.43 -0.88 

co lb/hr -0.124 0.117 

461/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 
(in. H?Ol lin. H202l LB {fQ§} 

0.790 0.8888 336 61 .17 
0.810 0.9000 338 62.01 
0.800 0.8944 338 61.63 
0.860 0.9274 338 63.90 
0.880 0.9381 337 64.60 
1.300 1.1402 336 78.46 
1.000 1.0000 337 68.86 
0.900 0.9487 338 65.37 
0.680 0.8246 338 56.82 
0.570 0.7550 338 52.02 
0.600 0.7746 338 53.37 

0.680 0.8246 339 56.85 
0.650 0.8062 339 55.59 
0.800 0.8944 338 61.63 
0.710 0.8426 338 58.06 

0.900 0.9487 337 65.33 

0.950 0.9747 338 67.16 
0.690 0.8307 338 57.24 
0.720 0.8485 338 58.47 

0.620 0.7874 337 54.22 

1.000 1.0000 335 68.77 
1.200 1.0954 338 75.48 
1.100 1.0488 339 72.31 
l.tOO 1.0488 339 72.31 
1.400 1.1832 339 81.58 
0.820 0.9055 338 62.39 
0.940 0.9695 338 66.80 
1.000 1.0000 339 68.95 
1.100 1.0488 339 72. 31 
1.300 1.1402 338 78.56 

0.8830 0.9397 337.9 64.74 
TEST SUMMARY 

0 2: 7.950 %dry 

C02: 12.603 % dry 

NO, : 37.270 ppm dry 

23.213 lb/hr 

S02: 9.7818215 ppm dry 

8.476 lb/hr 

CO: -0.33 ppm dry 

-0.124 lb/hr 

H20 : 13.6 % 

MW: 28.66 lb/lb-mole 

Flow: 150,872 wacfm 

86.95 mdscfm 

5216.83 kdscfh 

SOx Titration Summary 

B112 
N BaCl2 0.0099701 
Total VOL (ml) 490 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.64 



PRE-TEST INFORMATION 

GENERAL 
Test: 8-RA-U2 
Date: 313012017 
Start Time: 7:46 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed Bv: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
29.95 "Hg 

Meter No. 17-WCS 
MeterY0 0.9870 

Meter Pressure: 2.5 iwg 
Pstack: 0.40 iwg 
Pstack: 29.98 "Hg 

Cp: 0.84 

Tref: 68 'F 
Stack Area: 38.84 ft' 

METHOD 3A, 6C, 7E DATA 
Q, gQ, 

Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.90 10.93 
Pre-test Zero 0.04 0.06 
Pre-test Span 10.80 10.82 

0-30 min 7.75 12.60 

Post-test Zero 0.04 0.08 
Post-test Span 10.82 10.79 

Post Test Zero Direct 0.04 0.05 

Post Test Span Direct 10.89 10.82 

Average 7.75 12.60 

Corr. Results 7.72 12.88 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 

lmpingers 
#/Mall. End Start Diff. Point 

1/H20 712.8 581 .9 130.9 5 
2/H20 685.6 678.2 7.4 4 

3/Empty 632.9 630.3 2.6 3 
4/S.G. 968.7 954 5 14.2 2 
Rinse 50.0 -50.0 1 
Total 105.1 5 

Dry Gas Meter 4 
Time Vol. Tm{inl Tm(outl 3 
Start 546.000 61 61 2 

62 61 1 
Stop 577.421 63 62 5 

4 

Total 31 .421 61.7 3 
Summary 2 

Sample Volume: 31 .608 dscf 1 
H20 Volume : 4.961 scf 5 

Moisture Content: 13.6 % 4 
3 
2 

till.. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.10 0.00 3 
48.75 4.39 2 
0.45 0.04 1 
48.52 4.39 5 

4 
40.42 -0.33 3 

2 
0.18 0.01 1 

48.48 4.43 Average 

0.13 0.04 
48.76 4.42 
40.42 -0.33 

40.20 -0.35 
Cal Error <2%, Bias <5%; Dri ft <3% 

Calibrtion Error 0.6% -0.6% 0.5% 0.1% 

Pre-Test Zero Bias 0.0% 0.1% 0.4% 0.4% 
Pre-Test Span Bias -0.5% -0.6% -0.2% 0.1% 
Post-Test Zero Bias 0.0% 0.2% 0.1% -0.3% 
Post-Test Span Bias -0.4% -0.2% -0.3% 0.0% 

Zero Drift 0.0% 0.1% -0.3% -0 .3% 

Span Drift 0.1% -0.2% 0.0% 0.4% 
1L 5Tf u~ P,\S Pl' 5 PASS PASS 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth GEMS Diff. Diff. % 
Flow kdscfh 5066.77 4870.27 196.50 3.9% 

02 % dry 7.72 7.7 0.00 0.0% 

C02 % dry 12.66 12.9 0.03 0.2% 

NO, ppm dry 40.20 43.0 -2.84 -7.1% 

NO, ppm@3% 0 2 54.62 58.2 -3.55 -6.5% 

NO, lb/hr 24.32 25.0907 -0.77 -3.2% 

S02 ppm dry 6.07 7.30 0.77 9.5% 

S02 ppm@3% 02 10.96 9.67 1.10 10.0% 

S02 lb/hr 6.792 5.937 0.855 12.6% 

co ppm dry -0.35 1.16 -1.51 

co ppm@3% 0 2 -0.47 1.58 -2.05 

co lb/hr -0.129 0.413 

462/592 

METHOD 2 DATA 

dP dP2 Temp Velocity 

(in. H10l (in. H102l ro !.!J2fil 
0.800 0.8944 320 61.07 
0.650 0.8062 320 55.04 
0.680 0.8246 320 56.30 
0.700 0.8367 320 57.12 
0.900 0.9487 320 64.77 
1.200 1.0954 319 74.74 
1.100 1.0488 319 71.56 
0.800 0.8944 319 61.03 
0.600 0.7746 319 52.85 
0.540 0.7348 319 50.14 
0.600 0.7746 318 52.82 

0.600 0.7746 318 52.82 

0.730 0.8544 318 58.26 
0.750 0.8660 318 59.05 
0.760 0.8718 318 59.44 

0.900 0.9487 318 64.69 

0.860 0.9274 318 63.23 

0.800 0.8944 318 60.99 
0.740 0.8602 318 58.66 

0.620 0.7874 318 53.69 

1.000 1.0000 318 68.19 
1.100 1.0488 318 71.51 
1.000 1.0000 318 68.19 
1.100 1.0488 318 71.51 
1.100 1.0488 318 71.51 
0.520 0.7211 318 49.17 
0.800 0.8944 318 60.99 
0.870 0.9327 318 63.60 
0.950 0.9747 318 66.46 
1.100 1.0488 318 71.51 

0.8182 0.9045 318.5 61.70 
TEST SUMMARY 

0 2: 7.724 % dry 

C02: 12.885 % dry 

NO,: 40.204 ppm dry 

24.320 lb/hr 

S02: 8.0704033 ppm dry 

6.792 lb/hr 

CO: -0.35 ppm dry 

-0.129 lb/hr 

H20 : 13.6 % 

MW: 28.69 lb/lb-mole 

Flow: 143,760 wacfm 

84.45 mdscfm 

5066.77 kdscfh 

SOx Titration Summary 

B1/2 

N BaCl2 0.0099701 
Total VOL (ml) 492 

Aliquot VOL (ml) 20 
Titrant VOL (ml) 2.45 



PRE-TEST INFORMATION 

GENERAL 
Test: 9-RA-U2 
Date: 3/30/2017 
Start Time: 8:30 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
29.95 "Hg 

Meter No. 17-WCS 
Meter Y• 0 9870 
Meter Pressure: 2.5 iwg 
Pstack: 0.40 iwg 
Pstack: 29.98 "Hg 
Cp: 0 84 

Tref: 68 ' F 
Stack Area: 38 84 ft' 

METHOD 3A, 6C, 7E DATA 

~ ffi 
Span 18.97 18.62 
Actual Span Value 10.79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10.89 10.82 
Pre-test Zero 0.04 0.08 
Pre-test Span 10.82 10.79 

0-30 min 7.73 12.55 

Post-test Zero 0.04 0.08 
Post-test Span 10.83 10.72 
Post Test Zero Direct 0.04 0.05 
Post Test Span Direct 10.84 10.77 
Average 7.73 12.55 

Corr. Results 7.69 12.90 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 
lmpingers 

#/Mall. £fill Start Qi!!. Point 
1/H20 868.3 742.0 126.3 5 
2/H20 581 .4 572.7 8.7 4 

3/Empty 598.3 596.6 1.7 3 
4/S.G. 918.2 909.0 9.2 2 
Rinse 50.0 -50.0 1 
Total 95.9 5 

Dry Gas Meter 4 
Time Y21 Tm(in) I!:n.{2l.!1l 3 
Start 578.200 67 66 2 

75 70 1 
Stop 606.282 77 72 5 

4 

Total 28.082 71 .2 3 
Summary 2 

Sample Volume: 27.744 dscf 1 
H20Volume : 4.526 scf 5 
Moisture Content: 14.0 % 4 

3 
2 

.t:'1.Q. ~ 1 
95.00 9.53 5 
48.3 4.38 4 
0.13 0.04 3 

48.76 4.42 2 
0.18 0.01 1 

48.48 4.43 5 
4 

40.53 -0.34 3 
2 

0.17 0.05 1 
48.35 4.41 Average 
0.12 0 02 

48.72 4.44 
40.53 -0.34 

40.41 -0.36 
Cal Error <2%, Bias <5% Dnft <3% 

Calibrtion Error 0.5% -1 .2% 0.5% 0.5% 

Pre-Test Zero Bias 0.0% 0.2% 0.1% -0.3% 
Pre-Test Span Bias -0.4% -0.2% -0.3% 0.0% 
Post-Test Zero Bias 0.0% 0.2% 0.1% 0.3% 
Post-Test Span Bias ·0. 1% -0.3% -0.4% -0.3% 

Zero Drift 0.0% 0.0% 0.0% 0.4% 
Span Drift 0.1% -0.4% -0.1% -0.2% 
( t .; '-'A " ~ 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Meth CEMS Oiff. Oiff. % 
Flow kdscfh 5030.36 4445.86 584.51 11 .6% 

02 % dry 7.69 7.7 -0.02 -0.2% 

co, % dry 12.90 12.9 0.05 0.4% 

NO, ppm dry 40.41 43.5 -3.12 -7.7% 

NO, ppm@3% 02 54.75 58.8 -4.00 -7.3% 

NO, lb/hr 24.27 23.16 1.10 4.6% 

S02 ppm dry 9.54 9.7 1 -0.17 ·1 .8% 

S02 ppm@3% 0 2 12.93 13.03 -0.10 -0.8% 

S02 lb/hr 7.974 7.217 0.757 9.5% 

co ppm dry ·0.36 1.25 ·1.62 

co ppm@3% 0 2 -0.49 1.70 -2.20 

co lb/hr -0.133 0.404 

4631592 

METHOD 2 DATA 
dP dP2 Temp Velocity 

(in. Hi Ol !iD.....!:hQj .L.E1 ~ 
0.770 0.8775 314 59.74 
0.630 0.7937 315 54 .07 
0.720 0.8485 315 57.80 
0.750 0.8660 315 58.99 
0.910 0.9539 314 64.94 
1.000 1.0000 313 68.03 
0.960 0.9798 315 66.74 
0.820 0.9055 315 61.69 
0.570 0.7550 315 51.43 
0.510 0.7141 314 48.62 
0.620 0.7874 315 53.64 
0.580 0.7616 318 51 .98 

0.710 0.8426 318 57.51 
0.760 0.8718 318 59.50 
0. 780 0.8832 317 60.24 
0.920 0.9592 318 65.47 

0.840 0.9165 318 62.55 
0.810 0.9000 316 61 .35 
0.770 0.8775 316 59.81 
0.610 0.7810 319 53.34 

0.980 0.9899 314 67.39 
1.000 1.0000 314 68 08 
1.000 1.0000 314 68 08 
1.200 1.0954 314 74.57 
0.970 0.9849 315 67.09 
0.640 0.8000 313 54.43 
0.830 0.9110 315 62.06 
0.920 0.9592 315 65.34 
0.980 0.9899 314 67.39 
1.000 1.0000 314 68.08 

0.8103 0.9002 315.3 61.33 
TEST SUMMARY 

0 2: 7.690 % dry 

C02: 12.904 % dry 

NO,: 40.408 ppm dry 

24.267 lb/hr 

S02: 9.5430949 ppm dry 

7.974 lb/hr 

CO: -0.36 ppm dry 

-0.133 lb/hr 

H10 : 14.0 % 

MW: 28.64 lb/lb-mole 

Flow: 142,929 wacfm 

83.84 mdscfm 

5030.36 kdscfh 

SOx Titration Summary 

B112 
N BaCl2 0.0099701 

Total VOL (ml) 427 
Aliquot VOL (ml) 20 
T1trant VOL (ml) 2.93 



464/592 

DELTA 

PRE-TEST INFORMATION 
GENERAL 

10-RA-U2 
3/30/2017 

RELATIVE ACCURACY TEST AUDIT 
DATA AND WORKSHEET 

Desert View Power UNIT 2 
METHOD 4 DATA METHOD 2 DATA 

Test: 

Date: 
Start Time: 9:14 
Station: Desert View Power 
Unit: Unil 2 
Test Condition: Full Load 
Performed By: DW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: 

Meter No. 
Meter Y• 

29.95 
17-WCS 
0 9870 

psi 
"Hg 

Meter Pressure: 2.5 iwg 
Pstack: 0.40 iwg 

#/Matl. 

1/H20 
2/H20 

3/Empty 
4/S.G. 
Rinse 
Total 

Time 
Start 

Stop 

Total 

lmpingers 
End ~ 

864.0 741 .6 
683.8 676.9 
621 .3 620.0 
955.5 950.1 

50.0 

Ory Gas Meter 
Vol. Tm(in) 

607.100 79 
80 

634.877 82 

27.777 
Summary 

Diff. 

122.4 
6.9 
1.3 
5.4 

-50.0 
86.0 

Tm( out) 
73 
76 
77 

77.8 

Pstack· 
Cp: 

29.98 "Hg Sample Volume: 27. 102 dscf 
0 84 H20 Volume : 4.059 set 

Tref: 

Stack Area: 

Span 
Actual Span Value 
Pre Test Zero Direct 
Pre Test Span Direct 
Pre-test Zero 
Pre-test Span 

0-30 min 

Post-test Zero 
Post-test Span 
Post Test Zero Direct 
Post Test Span Direct 

Average 

Corr Results 

68 °F 
38 84 fl' 

METHOD 3A, 6C, 7E DATA 

~ ~ 
18.97 18.62 
10.79 11 .04 
0.04 0.05 
10.84 10.77 
0.04 0.08 
10 83 10 72 

8.26 11 .99 

0.04 0.08 
10.84 10 71 
0.04 0.05 
10.96 10.76 
8.26 11 .99 

8.21 12.37 

Moisture Content: 

!ill. co 
95.00 9.53 
48.3 4.38 
0.12 0.02 

48.72 4.44 
0.17 0.05 

48.35 4.41 

42. 11 -0.33 

0.19 0.05 
48.52 4 46 
0. 15 0.05 

48.85 4.44 
42.11 -0.33 

41 .97 -0.37 

Cal Error <2%. Bias <5%, Drift <3% 

Calibrtion Error 0.3% -1 .5% 0.4% 0.6% 

0.3% 
-0.3% 
0.0% 
0.2% 

Pre-Test Zero Bias 0.0% 0.2% 0. 1% 
Pre-Test Span Bias 
Post-Test Zero Bias 
Post-Test Span Bias 

Zero Drift 

Span Drift ,, 

Parameter 
Flow 

0 2 

C02 

NO, 

NO, 

S02 

co 
co 

co 

-0.1% 
0.0% 
-0.6% 

0.0% 
0.0% 

-0.3% 
0.2% 
-0.2% 

-0.4% 
0.0% 
-0.4% 

0.0% 0.0% 0.0% 
0.0% 0.2% 0.5% 
r ~ ''ISS f '>SS 

Units 
kdscfh 

% dry 

% dry 

RELATIVE ACCURACY DATA 
Ref. Meth CEMS 
5112.27 4484.70 

ppm dry 

ppm@3% 02 

lb/hr 

ppm dry 

ppm@3% 0 2 

lb/hr 

ppm dry 
ppm@3% 0 2 

lb/hr 

8.21 

12.37 

41 .97 

59.21 

25.62 

7.17 

10.11 

6.086 
-0.37 

-0.53 

-0.139 

8.3 

12.3 

45.4 

64.0 

24.35 

7.44 

10.48 

5.547 
2.71 
3.84 

0.882 

OVP Unit 2 RATA 2017/Run 10H 

13.0 % 

Di ff. 
627.57 

-0.05 

0.06 

-3.47 

-4.76 

1.27 

-0.27 

-0.37 

0.539 

-3.08 
-4.37 

Point 

5 
4 
3 
2 

5 
4 

3 
2 
1 

5 

4 

3 
2 
1 
5 

4 

3 
2 
1 

5 
4 
3 
2 

5 
4 

3 
2 

Average 

dP dP2 

(in. HiOl (in. H102i 

0.800 0.8944 
0.640 0.8000 
0. 700 0.8367 
0. 730 0.8544 
0.880 0.9381 
1.100 1.0488 
0.980 0.9899 
0.810 0.9000 
0.560 0. 7483 
0.500 0. 7071 
0.580 0.7616 

0.610 

0.720 
0.740 
0.810 
0.950 
0.860 

0.790 
0.750 
0.600 

1.000 
1.200 
1.000 
1.000 
1.100 
0.680 
0.850 
0.900 
1.000 
0.990 

0.8181 

0.7810 
0.8485 
0.8602 
0.9000 
0.9747 

0.9274 

0.8888 
0.8660 
0.7746 

1.0000 
1.0954 
1.0000 
1.0000 
1.0488 
0.8246 
0.9220 
0.9487 
1.0000 
0.9950 
0.9045 

TEST SUMMARY 
8.213 

12.369 

NO,: 41 .970 

Diff. % 
12.3% 

-0.6% CO: 

0.5% 

-8.3% 

-8.0% 

25.616 

7. 1667962 

6.086 

-0.37 

Temp 

ru 
313 
313 
313 
315 
314 
314 
313 
313 
315 
315 
314 
315 
315 
315 
314 
312 
313 
314 
315 
313 
313 
313 
314 
314 
314 
312 
315 
315 
314 
314 

313.9 

% dry 

% dry 

ppm dry 

lb/hr 

ppm dry 

lb/hr 

ppm dry 

-0. 139 lb/hr 

H20 : 

5.0% MW: 

-3.8% Flow: 

-3.6% 

13.0 

28.70 

143,314 

85.20 

5112.27 

% 

lb/lb-mole 

wacfm 

mdscfm 

kdscfh 

SOx Titration Summary 

a9% B1n 
N BaCl2 0.0099701 
Total VOL (ml) 435 

Aliquot VOL (ml) 20 
Totranl VOL (ml) 2 . 11 

Velocity 
.{fQ§1 

60.78 
54.36 
56.85 
58.13 
63.79 
71 .32 
67.27 
61 .16 
50.92 
48. 11 
51.78 
53.14 

57.73 
58.53 
61.20 
66.19 

63.02 
60.44 
58.93 
52.64 

67.95 
74.44 
68.00 
68.00 
71.32 
56.00 
62.73 
64.55 
68.00 
67.66 
61 .50 

5/1712017 



465/592 

DELTA 

PRE-TEST INFORMATION 

GENERAL 

RELATIVE ACCURACY TEST AUDIT 
DATA AND WORKSHEET 
Desert View Power UNIT 2 

METHOD 4 DATA 

Test: 

Date: 
Start Time: 
Station: 
Unit: 

11-RA-U2 

3/30/2017 
10 50 

Desert View Power 
Unit 2 

Test Condition: Full Load 
Performed By: OW 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: 

Meter No. 
MeterY0 

29.95 
17-WCS 
0.9870 

psi 
"Hg 

Meter Pressure: 2.5 iwg 
Pstack: 0.40 iwg 

#/Matl. 

1/H20 
2/H20 

3/Empty 
4/S.G. 
Rinse 
Total 

Time 
Start 

lmpingers 
End Start 

863.6 741.0 
585.6 577.7 
598.3 597.0 
927.5 918.2 

50.0 

Dry Gas Meter 
Vol. Tm(inl 

671 .250 86 
88 

Stop 699.247 90 

Total 27.997 
Summary 

Oiff. 

122.6 
7.9 
1.3 
9.3 

-50.0 
91 .1 

Tm(outl 
84 
85 
85 

86.3 

Pstack: 29.98 "Hg Sample Volume: 26.892 dscf 

Cp: 0.84 H20 Volume. 4.300 scf 

Tref: 68 °F Moisture Content: 13.8 % 

Stack Area: 38.84 ft' 

METHOD 3A, SC, 7E DATA 

Span 
Actual Span Value 
Pre Test Zero Direct 
Pre Test Span Direct 
Pre-test Zero 
Pre-test Span 

0-30 min 

Post-test Zero 
Post-test Span 
Post Test Zero Direct 
Post Test Span Direct 

Average 

Corr. Results 

~ ~ 
18.97 18.62 
10.79 11.04 
0.04 0.05 
10.87 10.73 
0.04 0.08 
10.82 10.69 

7.71 

0.04 
10.80 
0.04 

10.84 
7.71 

7.68 

12.46 

0.08 
10.68 
0.05 
10.73 
12.46 

12.89 

!ill. co 
95.00 9.53 
48.3 4.38 
0.13 0.08 

48.80 4.38 
0.18 0.05 

48.45 4.48 

42.93 -0.37 

0.19 -0.01 
48.32 4.38 
0.15 -0.01 

48.82 4.41 
42.93 -0.37 

42.83 -0.39 

Cal Error <2%, Bias <5%, Drift <3% 

Calibrtion Error 0.4% -1 .6% 0.5% 0.0% 

-0.3% 
1.0% 
0.0% 
-0.4% 

Pre-Test Zero Bias 
Pre-Test Span Bias 
Post-Test Zero Bias 
Post-Test Span Bias 

Zero Drift 
Span Drift 

~ 

Parameter 
Flow 

0 2 
C02 

NO, 

NO, 

0.0% 
-0.3% 
0.0% 
-0.3% 

0.0% 
-0.1% 

~) ) 

Units 
kdscfh 

% dry 

% dry 

0.2% 
-0.3% 
0.2% 
-0.2% 

0.0% 

0.1% 
-0.4% 
0.0% 
-0.5% 

0.0% -0.7% 

0.0% -0. 1% -1.0% 
'I- s~ PA. ~ P~,ss 

RELATIVE ACCURACY DATA 
Ref. Meth CEMS 
5098.23 4887.87 

7.68 7.7 

12.89 12.8 

ppm dry 

ppm@3% 0 2 

42.83 45.9 

58.01 61 .9 

Oiff. 
2 10.36 

0.03 

0.06 

-3.12 

-3.89 

Point 

5 
4 
3 
2 

5 
4 
3 
2 

5 
4 

3 
2 

5 

4 

3 
2 
1 

5 
4 
3 
2 

5 
4 
3 
2 

Average 

Oiff. % 
4.1% 

0.4% 

0.5% 

-7.3% 

-6.7% 

dP 
fin. H20 l 

0.750 
0.700 
0.740 
0.800 
0.940 
I.ODO 
11 00 
0.880 
0.620 
0.540 
0.570 
0.600 

0.680 
0.790 
0.8 10 

0.920 

0.850 
0.800 
0.830 

0640 

I.ODO 
l. 100 
I.ODO 
1200 
0.970 
0.650 
0 .800 
0 .970 
1.000 
0 .990 

0.8327 

NO,: 

CO: 

METHOD 2 DATA 

dP2 

(in. H102l 
0.8660 
0.8367 
0.8602 
0.8944 
0.9695 
1.0000 
1.0488 
0.9381 
0.7874 
0.7348 
0.7550 

0.7746 

0.8246 
0.8888 
0.9000 
0.9592 

0.9220 

0.8944 
0.9110 
0.8000 

1.0000 
1.0488 
1.0000 
1 0954 
0.9849 
0.8062 
0.8944 
0.9849 
1.0000 
0.9950 
0.9125 

TEST SUMMARY 
7.683 

12.893 

42.831 

26 070 

5. 1827337 

4.389 

-0.39 

Temp 

ro 
318 
3 19 
320 
320 
3 19 
3 17 
319 
320 
320 
320 
318 

3 19 
320 
320 
319 
320 

320 
320 

319 
318 

319 
319 
320 
320 
318 
320 
320 
319 
320 
3 19 

319.3 

% dry 

% dry 

ppm dry 

lb/hr 

ppm dry 

lb/hr 

ppm dry 

-0. 144 lb/hr 

S02 

co 
co 

co 

lb/hr 

ppm dry 

ppm@3% 0 2 

lb/hr 

ppm dry 
ppm@3% 0 2 

lb/hr 

DVP Unit 2 RATA 2 017/Run 1 1H 

26.07 26.8877 

5.1 8 5.00 

7.02 6.72 

4.389 

-0.39 

-0.53 

-0.144 

4.067 

2.03 
2.74 

0.720 

-0.82 

0.19 

0.30 

0.322 
-2.41 

-3 .27 

HiO: 

-3.1 % MW: 

3.6% Flow: 

4.3% 

13.8 

28.66 

145,191 

84.97 

5098.23 

% 

lb/lb-mole 

wacfm 

mdscfm 

kdscfh 

SOx Titration Summary 

7.3% B1/2 
N BaCl2 0.0099701 
Total VOL (ml) 445 

Aliquot VOL (ml) 20 
T1trant VOL (ml) 1.48 

Velocity 

®fil 
59.08 
57.11 
58.76 
61.10 
66.18 
68.18 
71.59 
64.08 
53.78 
50.20 
51 .50 
52.88 

56.33 
60.71 
61.44 

65.52 

62.98 
61 .10 
62.19 
54.58 
68.26 
71. 59 
68.31 
74.83 
67.19 
55.07 
61.1 0 
67.23 
68.31 
67.92 
62.30 
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PRE-TEST INFORMATION 

GENERAL 
Test: 12-RA-U2 
Date: 3/30/2017 
Start Time: 11 33 
Station: Desert View Power 
Unit: Unit 2 
Test Condition: Full Load 
Performed By: ow 

PRE-TEST INFORMATION 
SAMPLE TRAIN 

Barom. Pressure: psi 
29.95 "Hg 

Meter No. 17-WCS 
Meter Yd 0 9870 
Meter Pressure: 2.5 iwg 
Pstack: 0.40 iwg 
Pstack: 29.98 "Hg 
Cp: 0.84 

Tref: 68 "F 
Stack Area: 38.84 ft' 

METHOD 3A, GC, 7E DATA 

~ m 
Span 18.97 18.62 
Actual Span Value 10 79 11 .04 
Pre Test Zero Direct 0.04 0.05 
Pre Test Span Direct 10 84 10.73 
Pre-test Zero 0 04 0.08 
Pre-test Span 10.80 10.68 

0-30 min 8.00 12.10 

Post-test Zero 0.04 0.09 
Post-test Span 10 77 10.66 
Post Test Zero Direct 0.04 0 05 
Post Test Span Direct 10.82 10.73 
Average 8.00 12.10 

Corr. Results 7.99 12.54 

DELTA 
RELATIVE ACCURACY TEST AUDIT 

DATA AND WORKSHEET 
Desert View Power UNIT 2 
METHOD 4 DATA 

lmpingers 
#/Mall. End ~ Di ff. Point 
1/H20 864.6 739.0 125.6 5 
2/H20 695.5 687.4 8.1 4 

3/Empty 622. 1 620.9 1.2 3 
4/S.G. 961.0 955.5 5.5 2 
Rinse 50.0 -50.0 1 
Total 90.4 5 

Ory Gas Meter 4 
Time Vol. Tm(inl Tm(outl 3 
Start 700.035 85 86 2 

89 92 1 
Stop 727.237 92 95 5 

4 

Total 27.202 89.8 3 
Summary 2 

Sample Volume: 25.962 dscf 1 
H20 Volume : 4.267 sci 5 
Moisture Content: 14.1 % 4 

3 
2 

1'!Q. co 1 

95.00 9.53 5 
48.3 4.38 4 
0.1 5 -0.01 3 

48.82 4.41 2 
0.19 -0.01 1 

48.32 4 38 5 
4 

39.41 -0.35 3 
2 

0.21 -0.01 1 
48.37 4.36 Average 
0.16 0.00 

48.88 4.36 
39.41 -0.35 

39.34 -0.34 
Cal Error <2%. Bias <5%. Drift <3% 

Calibrtion Error 0.3% -1 .7% 0.5% 0.3% 
Pre-Test Zero Bias 0.0% 0.2% 0.0% 0.0% 
Pre-Test Span Bias -0.3% -0.2% -0.5% -0.4% 
Post-Test Zero Bias 0.0% 0.2% 0.1% -0.1% 
Post-Test Span Bias -0.3% -0.4% -0.5% 0.0% 

Zero Drift 0.0% 0.0% 0.0% 0.1% 

Span Drift -0 .2% -0. 1% 0.1% -0. 2% 
r r~ I S2 f A. S 

RELATIVE ACCURACY DATA 
Parameter Units Ref. Me!h CEMS Di ff. Diff. % 
Flow kdscfh 5135.10 4808.77 326.33 6.4% 

02 % dry 7.99 8.0 0.01 0.1% 

C02 % dry 12.54 12.5 0.06 0.5% 

NO, ppm dry 39.34 42 5 -3.11 -7.9% 

NO, ppm@3% 0 2 54.55 58.6 -4.00 -7.3% 

NO, lb/hr 24.12 24.3947 -0.28 -1 .2% 

S02 ppm dry 7.63 7.01 0.61 8.0% 

S02 ppm@ 3% 0 2 10.58 9.64 0.93 8.8% 

S02 lb/hr 6.505 5.603 0.903 13.9% 

co ppm dry -0.34 1.36 -1 .70 
co ppm@3% 02 -0.48 1.89 -2 .37 

co lb/hr -0.128 0.476 

DVP Unit 2 RATA 2017/Run 12H 
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METHOD 2 DATA 
dP dP2 Temp Velocity 

!h.J::hQl Cin. Hi02l rn {.fQfil 
0.720 0.8485 314 57.82 
0.700 0.8367 315 57.05 
0.770 0.8775 315 59.83 
0.820 0.9055 316 61.78 
0.910 0.9539 315 65.04 
1.100 1.0488 314 71.46 
0.990 0.9950 316 67.88 
0.860 0.9274 316 63.27 
0.600 0.7746 317 52.88 
0.530 0.7280 318 49.73 
0.600 0.7746 314 52.78 
0.650 0.8062 315 54.97 

0.710 0.8426 315 57.45 
0.770 0.8775 316 59.87 
0.800 0.8944 313 60.91 

0.860 0.9274 315 63.23 

0.900 0.9487 31 4 64.64 

0.8 10 0.9000 314 61 .32 
0.790 0.8888 315 60.60 
0.660 0.8124 314 55.36 

1.100 1.0488 317 71 .60 
0.990 0.9950 318 67.97 
1.000 1.0000 318 68.31 
1.200 1.0954 317 74.79 
0.950 0.9747 317 66.54 
0.660 0.8124 315 55.39 
0.820 0.9055 316 61 .78 
1.100 1.0488 317 71.60 
1300 1.1402 317 77.84 
0.970 0.9849 315 67.15 

0.8448 0.9191 315.6 62.70 
TEST SUMMARY 

02: 7.992 % dry 

C02: 12.535 %dry 

NO,: 39.338 ppm dry 

24.117 lb/hr 

S02: 7.626583 ppm dry 

6.505 lb/hr 

CO: -0.34 ppm dry 

-0.128 lb/hr 

H20 : 14. 1 % 

MW: 28.59 lb/lb-mole 

Flow: 146, 106 wacfm 

85.58 mdscfm 

5135. 10 kdscfh 

SOx Titration Summary 

B1/2 

N BaCl2 0.0099701 
Total VOL (ml) 452 

Aliquot VOL (ml) 20 
T1trant VOL (ml) 2.07 

511712017 



MOBILE EMISSION LABORATORY 
CONTINUOUS GASEOUS MEASUREMENTS SUMMARY 

Client: 
Unit: 

Desert View Power 
Unit 2 

LocaHon: Mecca 

Analyzer Range· 

S an Value: 

As Found 
Linearit 

3/29/2017 
1pm-cem-U1 
Analyzer Range: 
Span Value: 
:·:.::·.· . :.:· 

Pre test Direct Zero 
Pre test Direct Span 
System Zero 
System Span 

Average 

System Zero 

System Span 
Post test Direct Zero 

Post test Direct Span 

Corrected Cone. 

System Bias Check 

Zero Pre-test 
Zero Post.test 
Span Pre-test 
S an Post-test 

3/29/2017 

2-CEM-U1 
Analyzer Range: 
Span ya1ue: 

;:::::::: ~ '. ~ : ~ : :; 
Pre test Direct Zero 
Pre test Direct Span 
System Zero 

System Span 

Raw concentration 

System Zero 
System Span 
Post test Direct Zero 
Post test Direct Span 

Corrected Cone. 

System Bias Check 
Zero Pre-test 
Z ero Post-test 
Span Pre-test 
S an Post-test 

3/10/2015 
3-CEM-U1 
Analyzer Range: 

Span Value: 

Pre test Direct Zero 
Pre test Direct Span 
System Zero 
System Span 

Raw concentration 

System Zero 
System Span 
Post test Direct Zero 
Post test Direct Span 

Corrected Cone. 

System Bias Check 
Zero Pre-test 
Zero Post-test 
Span Pre-test 
s an Post-test 

: : 

02% 
20 

10.79 

02% 
10.916 
0.6% 

02% 

20 20 
10.79 1104 

004 
10.92 
004 
10.79 

7 72 

004 
10.81 
004 
10 94 

7.70 

0.18% 
0.18% 
0.02% 
0.10% 
02% 

20 
10.79 

::::: ... 
:·:·:·> ~ ~ ~ H 

0 04 
10.94 
0.04 
10.81 

7 68 

004 
10 74 
o 04 
1082 

7.68 

0.18% 
0.19% 
0.10% 
-0.23% 
02% 

20 
10.79 

10.82 
004 
10.74 

7 58 

004 
10 77 
004 
10 84 

7.59 

0.19% 
0.19% 
-0.23% 
-0.10% 

0.05 
1100 
006 
10.90 

12 69 

0.07 
10.81 
o 05 
10 89 

12.92 

0.28% 
0.33% 
-0.68% 
-1 .16% 

C02% 

20 
11.04 

: ~ ~): ~ 
005 
10 89 
0.07 
10.81 

12 45 

o 08 
1083 
o 05 
1091 

12.72 

0 33% 
0.42% 
-1.16% 
-1 .03% 

C02% 

20 
11.04 

0.05 
10 .91 
008 
10.83 

12 63 

008 
10 78 
0 05 
1090 

12.92 

042% 
040% 
-1.03% 
-1.32% 

Condit ion: 
Load: > 90% 

< 5% 
< 5% 
<5% 

PASS 
PASS 
PASS 

467/592 



468/592 

Appendix C.3.2 Unit 2 Hydrogen Chloride Calculations 
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EPA METHOD 26A SOURCE TEST 

DATA AND WORKSHEET 

Client Desert View Power Parameter Full Load 

Loaction Mecca Fuel Biomass 
Unit Unit 2 Data By ow 
Test Number 1-HCL-U2 2-HCL-U2 3-HCL-U2 Average 
Reference Temperature, F 68 68 68 
Test Date 3/29/2017 3/29/2017 3/29/2017 
Sample Train 18-WCS 18-WCS 18-WCS 
Pitot Factor 0.840 0.840 0.840 
Meter Calibration Factor 0.995 0.995 0.995 
Stack Area (sq ft) 38.84 38.84 38.84 
Sample Time (Min) 120 120 120 120 
Barometric Pressure (in Hg) 30.11 30.11 30.17 30.13 
Nozzle Diam (in) 0.242 0.242 0.242 0.242 
Start/Stop Time 830/1049 1210/1432 1455/1715 
Stack Pressure (iwg) 0.35 0.35 0.35 0.35 
Delta P (iwg) 0.866 0.869 0.871 0.8688 
Meter Pressure (iwg) 1.76 1.83 1.77 1.783 
Stack Temperature (F) 322.0 333.6 338.9 331 .5 
Meter Temperature (F) 81 .8 96.8 102.0 93.5 
Meter Volume (acf) 87.846 89.853 89.098 88.932 
Liquid Volume (ml) 299.6 291 .0 272.8 287.8 
Stack 02 (%) 7.70 7.68 7.59 7.7 
Stack C02 (%) 12.92 12.72 12.92 12.9 
Standard Sample Volume (SCF: 86.074 85.686 84.346 85.369 
Moisture Fraction 0.141 0.138 0.132 0.137 
Molecular Weight (wet) 28.63 28.64 28.73 28.67 
Stack Gas Velocity (ft/sec) 63.54 64.11 64.21 63.95 
Stack Flow Rate (wacfm) 148,077 149,396 149,627 149,033 
Stack Flow Rate (dscfm) 86,460 86,259 86,561 86,427 
lsokinetic Ratio(%) 100.84 100.62 98.70 100.06 

HYDROCHLORIC ACID TEST RES UL TS 
Unit 2 

Test Number 1-HCL-U2 2-HCL-U2 3-HCL-U2 Average 

Date 03/29/17 03/29/17 03/29/17 

Start/Stop Time 830/1049 1210/1432 1455/1 71 5 
Stack Flow Rate, dscfmP> 86,460 86,259 86,561 86,427 

Sample Volume, dscf 86.074 85.686 84.346 85.369 
02,% 7.70 7.68 7. 59 7.65 
C02,% 12.92 12.72 12.92 12.85 

mg/sample 20.5 32.4 42.5 31 .8000 

mg/dscm 8.410 13.352 17.792 13.184 
ppm (as HCI) 5.544 8.802 11.729 8.691 
lb/hr (as HCI) 2.7214 4.31 05 5.7643 4.2654 
MM Btu/Hr 392 392 392 392 
Lb/MM Btu 0.007 0.011 0.0 15 0.01 1 



1-HCL-U2 2-HCL-U2 

dP (dP)" 5 dH Ts Tm dP (dP)".5 dH 

5 0 750 0 866 1.50 317 70 68 5 0.60 0.775 I 20 

4 0.700 0 837 1.40 317 72 69 4 060 0 775 I 30 

3 0.780 0 883 1.60 317 74 69 3 070 0 837 I. SO 

2 0.880 0 938 1.80 317 76 70 2 0 70 0 837 1.50 

I 0.920 0.959 1.80 317 77 70 I 0 75 0.866 1.60 

5 I 200 I 095 2.40 317 77 70 5 0.90 0 949 1.90 
4 1.000 1.000 2 00 317 78 7 1 4 0 .90 0 949 1.90 

3 0.820 0 906 1.60 317 79 72 3 0.70 0.837 1.50 

2 0.600 0.775 1.20 317 80 73 2 0.70 0.837 1.50 

I 0.550 0.742 1.1 0 3 17 80 74 I 0.70 0.837 1.50 

5 0.570 0.755 1.10 318 80 74 5 1. 10 1.049 2.30 

4 0.630 0.794 1.30 319 80 74 4 1.10 1.049 230 

3 0.660 0.8 12 1.30 320 80 75 3 1. 10 1.049 2.30 

2 0 770 0.877 1.50 321 81 75 2 1.30 I 140 2.70 

I 0.720 0.849 1.40 322 81 76 I 1.30 1. 140 2.70 

5 0 920 0.959 1.80 326 84 79 5 0 75 0.866 1.60 

4 0.880 0.938 1.80 326 85 80 4 1.00 1.000 2. 10 

3 0.740 0.860 1.50 326 86 80 3 1. 10 I 049 2. 30 

2 0.700 0.837 1.40 326 87 81 2 I.JO 1.049 2.30 

I 0.650 0.806 1.30 326 87 8 1 I I.J O I 049 2.30 

5 I 100 I 049 2 20 326 88 82 5 0.75 0.866 1.50 

4 1100 1.049 2.20 326 90 84 4 0.75 0.866 1.50 

3 I.J OO I 049 2.20 326 92 86 3 0.75 0.866 1.50 

2 1.300 1.140 2.60 326 94 87 2 0.90 0.949 1.80 

I 1.300 1.140 2.60 326 95 87 I 0.90 0.949 1.80 

5 0.750 0.866 1.50 326 95 87 5 1.20 1.095 2.40 

4 0.900 0.949 1.80 327 97 90 4 I 00 1.000 2.00 

3 1.1 00 1.049 2.20 326 99 9 1 3 0.80 0.894 1.60 

2 1.200 1.095 2.40 326 101 92 2 0.60 0.775 1.20 

I 1.100 1.049 2.20 326 102 94 I 0.60 0.775 120 

Average 0.8663 1.757 322.0 8 1.8 Average 0.8692 1.827 

Meter Vol lmp Imp Meter Vol 
Delta P (1wg) 0 866 627.500 89 1.4 633.9 257.5 Delta P (iwg) 0 869 717.3 
Meter Pressure (iwg) 1.757 715.346 791.2 718.7 72.5 Meter Pressure ( 1wg) I 827 807. 153 
Stack Temperature (F) 322.033 87.846 553.6 55 1.9 1.7 Stack Temperature (F 333.567 89.853 
Meter Temperature (F) 81.800 998.5 980.6 17.9 Meter Temperature (F. 96.783 
Meter Volume (act) 87.846 50 -50.0 Meter Volume (act) 89 853 
Liquid Volume (ml) 299.600 299.6 Liquid Volume (ml) 291.000 

Ts Tm 

329 96 97 

329 96 97 

329 96 96 

329 97 96 

329 97 96 

330 96 96 
330 96 96 

330 95 95 

330 95 95 
330 95 95 
331 95 95 
332 95 95 
333 95 94 

333 95 94 

333 95 94 

336 97 95 

336 97 95 

336 98 95 

336 99 95 

336 99 95 

337 99 95 

337 100 96 

337 JOO 96 

337 100 97 

337 100 97 

337 100 97 

337 JOO 98 
337 IOI 98 

337 102 99 

337 103 99 

333.6 96.8 

Imp Imp 

974.5 725.3 249.2 

75 1.0 682.6 68 4 

665.3 663.5 1.8 

856.8 835 2 2 1.6 

50 -500 

29 1.0 

3-HCL-U2 

dP (dP)".5 dH 

5 0 75 0.866 1.50 

4 0 75 0 866 1.50 

3 0.75 0.866 1.50 

2 0.90 0.949 1.80 

I 0.90 0 949 1.80 

5 1.20 1.095 2.40 
4 0.90 0.949 1.80 

3 0.90 0.949 1.80 
2 0.57 0.755 1.10 
I 0.58 0.762 1.20 

5 0.60 0 775 1.20 
4 0.60 0 775 120 

3 0.65 0.806 1.30 
2 0.75 0866 1.50 

I 0.75 0.866 1.50 

5 0.90 0.949 1.80 

4 0.90 0.949 1.80 

3 0.70 0.837 1.40 

2 0.70 0.837 1.40 

I 0.7 1 0.843 1.40 

5 1.10 1.049 2.20 

4 I.IO 1.049 2.20 

3 I.J O 1.049 2.20 

2 1.30 1.140 2.60 

I 1.30 1.140 2.60 

5 0.80 0.894 1.60 
4 0.95 0.975 1.90 

3 I 10 1.049 220 
2 1.20 1.095 2.40 

I 1.10 1.049 2.20 

Average 0.8708 1.767 

Meter Vo 
Delta P (iwg) 0.871 8079 
Meter Pressure ( iwg) 1.767 896.998 

Stack Temperature (F 338.933 89.098 

Meter Temperature (F I 0 I. 96 7 

Meter Volume (act) 89098 

Liquid Volume (ml) 272.8 

Ts 

340 

340 

340 

340 

340 

340 

340 

340 

340 

340 

339 
339 

339 
338 

338 

339 

339 

339 

339 

339 

338 

338 

338 

338 

338 

338 
338 

338 

338 

338 

338.9 

Imp 

897.4 
78 1.0 

554.0 

1015. 1 

Tm 

101 100 

102 100 

103 101 

104 IOI 
104 IOI 

104 10 1 

104 101 

104 IOI 

104 IOI 

104 101 

103 IOI 

103 101 

103 101 
103 IOI 
103 IOI 
103 JOI 
103 IOI 

103 IOI 

103 IOI 

103 IOI 

103 IOI 
103 IO I 
104 100 
104 100 
104 100 
104 100 
103 100 
103 100 
103 100 
103 JOO 

102.0 

Imp 

638. 1 259.3 
735.9 45.1 
552.2 1.8 
998.5 16.6 

50 -50.0 

272.8 

~ 

""' 0 
Ui 
tO 
N 
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Appendix C.3.3 Unit 2 Particulate Calculations 
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EPA METHOD 5 SOURCE TEST 

DATA AND WORKSHEET 

Client Desert View Power Parameter Full Load 

Loaction Mecca Fuel Biomass 
Unit Unit 2 Data By DW 
Test Number 1-PM-U2 2-PM-U2 3-PM-U2 Average 
Reference Temperature, F 68 68 68 
Test Date 3/29/2017 3/29/2017 3/29/2017 
Sample Train 17-WCS 17-WCS 17-WCS 
Pitot Factor 0.840 0.840 0.840 
Meter Calibration Factor 0.987 0.987 0.987 
Stack Area (sq ft) 38.84 38.84 38.84 
Sample Time (Min) 120 120 120 120 
Barometric Pressure (in Hg) 30.11 30.11 30.17 30.13 
Nozzle Diam (in) 0.242 0.242 0.242 0.242 
Start/Stop Time 830/1049 1210/1432 1455/1710 
Stack Pressure (iwg) 0.35 0.35 0.35 0.35 
Delta P (iwg) 0.866 0.8754 0.8675 0.8695 
Meter Pressure (iwg) 1.623 1.710 1.697 1.677 
Stack Temperature (F) 322.1 333.6 338.9 331 .5 
Meter Temperature (F) 81.9 96 .8 102.0 93.6 
Meter Volume (acf) 89.162 91.974 91.445 90.860 
Liquid Volume (ml) 306.3 296.9 290.7 298.0 
Stack 02 (%) 7.70 7.68 7.59 7.7 
Stack C02 (%) 12.92 12.72 12.92 12.9 
Standard Sample Volume (SCF 86.625 86.974 85.852 86.483 
Moisture Fraction 0.143 0.139 0.138 0.140 
Molecular Weight (wet) 28.60 28.63 28.67 28.63 
Stack Gas Velocity (ft/sec) 63.55 64.34 64.16 64.02 
Stack Flow Rate (wacfm) 148,087 149,945 149,516 149, 182 
Stack Flow Rate (dscfm) 86,262 86,514 85,966 86,247 
lsokinetic Ratio{%} 101.72 101 .83 101 .16 101.57 
Analysis 
Filter mg 8.30 9.50 8.10 8.63 
Probe/Nozzle mg 3.10 3.20 3.00 3.1 0 

Particulate Catch, mg 11.40 12.70 11 .10 11 .73 
Particulate Emissions 
Grain Loading gr/dscf 0.00203 0.00225 0.00199 0.0021 
Grain Loading @ 12% C02 0.00189 0.00213 0.00185 0.0020 
Part emission lb/hr 1.501 1.671 1.470 1.55 



dP 

5 0.920 

4 0.880 
3 0.740 
2 0.700 

I 0.650 

5 1.100 
4 1. 100 

3 1.100 

2 l.300 

l.300 
5 0. 750 

4 0.900 

3 1.100 
2 1.200 

1.100 

5 0.750 
4 0.700 
3 0.780 

2 0.880 
I 0.920 
5 1.200 

4 l.000 
3 0.820 

2 0.600 

I 0.550 

5 0.570 

4 0.630 
3 0.660 

2 0.750 

0.720 

Average 

Delta P (iwg) 

Meter Pressure (iwg) 
Stack Temperature (F) 

Meter Temperature (F) 
Meter Volume (acl) 
Liquid Volume (ml) 

1-PM-U I 

(dP)".5 dH 

0.959 

0.938 
0.860 
0.837 
0.806 

1.049 

1.049 
1.049 

1.140 

1.140 

0.866 
0.949 

1.049 

l.095 
1.049 

0.866 
0.837 

0.883 
0.938 

0.959 
1.095 
1.000 

0.906 

0.775 
0.742 

0.755 

0.794 
0 812 

0.866 
0.849 

0.8656 

0.866 
1.623 

322. 133 
8 1.850 
89. 162 

306.300 

1.70 

1.60 
1.40 
l.30 

1.20 

2.00 
2.00 

2 00 

2.40 
2.40 

1.40 

1.70 
2.10 

2.20 

2.10 
1.400 
1.300 

l.500 

1.600 
l.700 
2.200 
1.800 

1.500 

l.1 00 
1.000 

1.000 
l. 200 

1.200 

1.400 

1.300 

1.623 

Meter Vol 
269.800 
358.962 
89. 162 

Ts 

3 17 

3 17 
317 
3 17 

317 
3 17 
317 

3 17 
3 17 
3 17 

3 18 
320 

321 

322 
323 
326 

326 

326 
326 
326 
326 

326 

326 
326 

326 

326 

326 

326 
326 

326 

322. 1 

Imp 
982.8 

784.2 

666.2 
877.4 

70 
72 
74 
76 

77 
77 

78 

79 
79 

80 
80 
80 

80 
8 1 
81 

84 

85 
86 
87 
87 

88 
90 
92 
94 

95 
95 

97 

99 
IOI 
102 

Tm 

68 
68 
69 

69 

70 
71 
71 

72 
73 

74 

74 
75 

75 

76 
76 

79 

80 
80 
81 

8 1 

83 
84 

86 
87 

87 
87 

90 
92 

93 

94 

dP 

5 1. 10 
4 I. I 0 

3 I.I 0 
2 l.30 

1.30 

5 075 

4 1.00 
3 I. I 0 
2 1.1 0 

I.I O 
5 0.75 

4 0.75 

3 0.75 

2 0.90 

0.90 
5 1.20 
4 1.00 
3 0.80 

2 0.60 

I 0.60 
5 0.57 
4 0.65 

3 0.65 

2 0.75 
0.75 

5 0.90 
4 0.90 

3 0.75 

2 0.75 
0.75 

8 1.9 Average 

Imp 
754.5 

726. 1 
664.6 
859. 1 

228.3 Delta P (iwg) 

58. 1 Meter Pressure (iwg) 

1.6 Stack Temperature CF: 
18.3 Meter Temperature (F) 

0.0 Meter Volume (acf) 

306.3 Liquid Volume (ml) 

2-PM-UI 

(dP)".5 dH Ts 

1.049 
1.049 

1.049 
1.140 
1. 140 

0.866 
1.000 

1.049 

1.049 
1.049 

0.866 
0.866 

0.866 
0.949 

0.949 
1.095 

1.000 
0.894 

0.775 
0.775 
0.755 

0.806 

0.806 
0.866 

0.866 

0.949 

0 949 

0.866 
0.866 

0.866 

2.00 

2. 10 
2.10 
2.50 

2.50 

1.50 
1.90 

2. 10 

2. 10 
2.10 

1.50 
1.50 

1.50 

1.70 
1.70 
2.30 

1.90 

1.50 
I. I 0 
1.10 

1.10 

1.30 
1.30 
1.50 

1.50 
1.70 

I. 70 

1.50 
1.50 

1.50 

329 
329 
329 
329 

329 

330 

330 

330 
330 

330 
331 
332 

333 
333 
333 

336 
336 
336 
336 

336 
337 

337 
337 
337 

337 
337 

337 
337 
337 
337 

0.8754 1.710 333.6 

0.875 

1.710 

333.567 
96.817 
91.974 

296.900 

Meter Vol lmp 

360 876.2 
451.974 721.7 

91.974 478.4 
1015.3 

96 
96 
96 

97 

97 
96 

96 
95 
95 

95 
95 

95 
95 
95 

95 

97 
97 
98 

98 

99 
99 
100 
100 

100 

100 

100 

10 1 
102 

102 
103 

Tm 

97 
97 
97 

96 
96 
96 

95 
95 

95 

95 
95 

95 
95 
94 

94 

95 
95 
95 

95 

95 
95 
96 

96 

97 
97 

97 

98 

98 

99 
99 

dP 

5 0.90 
4 0.90 

3 0.75 
2 0.70 

I 0.70 

5 1.10 
4 I.IO 

3 1.10 

2 1.30 

I l.30 

5 0.75 
4 1.00 

3 I.IO 
2 1.10 

I.JO 
5 0.75 

4 0.75 

3 0.75 
2 0.90 

0.90 

5 1.20 
4 1.00 

3 0.85 
2 0.55 

I 0.55 

5 0.60 

4 0.60 

3 0.65 

2 0.75 

0.72 

3-PM-U I 
(dP)".5 dH 

0.949 1.70 
0.949 1.70 
0.866 1.40 

0.837 1.40 

0.837 1.40 
1.049 2 10 

1.049 2 10 

1.049 2. 10 
1.1 40 2.50 

1.1 40 2 .50 
0.866 1.50 

1.000 1.90 

1.049 2. 10 
1.049 2. 10 
1.049 2. 10 

0.866 1.50 
0.866 1.50 
0.866 1.50 
0.949 1.70 

0 949 1.70 

1.095 2.30 
1.000 1.90 
0.922 1.60 

0.742 1.00 

0.742 1.00 
0. 775 1.20 

0.775 1.20 

0.806 1.30 

0.866 1.50 
0.849 1.40 

Ts 

340 
340 
340 

340 
340 

340 

340 

340 

340 
340 

339 
339 

338 
338 
338 
339 
339 

339 
339 
339 
338 
338 
338 
338 

338 
338 
338 

338 
338 
338 

96.8 Average 0.8675 1.697 338.9 
Imp 
6 19 

7 10.7 
474 

99 1 

257.2 Delta P (iwg) 0.868 

11.0 Meter Pressure (iwg) 1.697 
4.4 Stack Temperature (F 338.900 
24.3 Meter Temperature (F I 02.000 
0.0 Meter Volume (acl) 91.445 

296.9 Liquid Volume (ml) 290. 7 

Meter Vo lmp 
452.5 963.5 

543.945 755.7 

91.445 669.3 
851 .1 

101 

102 
103 
104 
104 

104 
104 

104 
104 
104 

104 
104 

103 

103 
103 
103 

103 

103 
103 
103 

103 
104 

104 
104 

104 

104 

103 

103 

103 

103 

Tm 

100 

100 
100 
101 

IOI 
IOI 

IOI 

IOI 

IOI 
101 
101 

101 

IOI 
101 
101 
IOI 

IOI 

IOI 
IOI 

101 

101 
IOI 
100 

100 
100 

100 

100 

100 

100 
100 

102.0 

Imp 

736.3 

721.8 
665.2 

825.6 

227.2 

33.9 
4.1 

25.5 
0.0 

290.7 

"" ~ (..) 

U; 
U) 
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Appendix C.3.4 Unit 2 Hydrocarbon Calculations 
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SCAQMD 25.3 SOURCE TEST 

DATA AND WORKSHEET 

Client. ........................................... )esert View Powe 
Loaction ..... .. .. ....... ...... ................. . 

Unit ............................................. . 

Test Number. ....... ... ... .... ... ...... ..... . 

Reference Temperature, F ....... ... .. 

Test Date .. .... ...... ... ... .......... ......... . 
Sample Time (Min) ..... .. .. .............. . 
Barometric Pressure (in Hg) .... ... .. 
Start/Stop Time ................ ...... ...... . 
Stack 02 (%) ............................... . 
Stack C02 (%) .............. ... ........... .. 

Stack H20 (%) ........ .. ... ......... .. 
Stack Flow Rate (wacfm) ............. . 

Stack Flow Rate (dscfm) .............. . 
Laboraotory Results 
Vial-Organic Carbon as Methane .. 
SC-TGNMO ppm ... ... ....... ............ . 

TGNMO EPA Correction Factor ... 
TGNMO ppm .............................. .. 
TGNMO ppm @ 3% 02 ............... . 
TGNMO lb/hr ...... ... ..... .... .... .. ....... . 

Mecca 

1 

1A-HC-U1 

68 

3/28/2017 
-60 

30.11 
854/946 

7.22 
13.31 

13.4% 
153,397 

88,750 

2.00 
1.74 

1.086 
4.1 

5.31 
0.90 

475/592 

Parameter ............ >90% 
Fuel. .... .. .............. . Biomass/coke 

Data By ................ ow 
1B-HC-U1 Average 

68 

3/28/2017 
-60 -60 

30. 11 30.11 
854/946 

7.22 7.2 
13.31 13.3 

13.4% 13.4% 
153,397 153,397 

88,750 88,750 

2.00 2.00 
2.25 2.00 

1.086 
4.6 4.34 

6.04 5.68 
1.02 0.96 



476/592 

Appendix C.3.5 Unit 2 MMBtu/hr Calculations 
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2016 Annual Average MM Btu/Hr Calculation 

Period Hours 17568 

Boiler #1 Operating Hours 7767 

Boiler #2 Operating Hours 7755 

Total Operating Hours 15522 

Gross Generation 387040 

Net Generation 332752 

Hazen Fuel Analysis 7870 HHV Btu 

Hazen Fuel Analysis 7355 LHV Btu 

2015 Fuel Records 347917 tons purchased 

7039 System loss 

8170 Increase in inventory 

332708 tons consumed 

0.86 tons/MWh 

1.00 tons/MWh 

665416000 pounds consumed 

5236823920000 Btu wood 

4894134680000 Btu wood 

5236824 MM Btu wood 

4894135 MMBtu wood 

46677 MM Btu gas 

15522 operating hours 

Annual avg. Unit 1 & 2 340 MMBtu/hr 

Annaul avg. Unit 1 & 2 318 MMBtu/hr 

Gross 

Net 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 

~ ...... ...... 
O; 
<D 
N 



March 29 2017 Average MMBtu/Hr Calculation Unit 2 Average dailly steam production Unit 1 = 

Average dailly steam production Unit 2 = 

2-16 burn rate 

Period Hours 

Boiler #1 Operating Hours 

Boiler #2 Operating Hours 

Net Generation 

Hazen Fuel Analysis 

Hazen Fuel Analysis 

Fuel Used on 5/11/2016 

Fuel Used on 3/29/2017 Boiler# 2 

1.00 

24 

24 

24 

1086 from flash report 

8123 HHV Btu 

7487 LHV Btu 

1086 tons consumed total 

579 tons consumed total 

9405438812 Btu wood 

8669028731 Btu wood 

9405 MMBtu wood 

8669 MMBtu wood 

O MM Btu gas 

24 operating hours 

392 MMBtu/hr 

361 MMBtu/hr 

5/ 11 /2016 

5/ 11 /2016 

HHV 

LHV 

HHV 

LHV 

1.11% 

HHV 

LHV 

196 KLBS/Hr. 

209 KLBS/Hr. 

.i:. 

" co 
Ui 
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APPENDIX D QUALITY ASSURANCE 
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Appendix D.1 Quality Assurance Program Summary 
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QUALITY ASSURANCE PROGRAM SUMMARY 

As part of Montrose Air Quality Services, LLC (MAQS) ASTM 07036-04 certification, 
MAQS is committed to providing emission related data which is complete, precise, 
accurate, representative, and comparable. MAQS quality assurance program and 
procedures are designed to ensure that the data meet or exceed the requirements of 
each test method for each of these items. The quality assurance program consists of the 
following items: 

• Assignment of an Internal QA Officer 
• Development and use of an internal QA Manual 
• Personnel training 
• Equipment maintenance and calibration 
• Knowledge of current test methods 
• Chain-of-custody 
• QA reviews of test programs 

Assignment of an Internal QA Officer: MAQS has assigned an internal QA Officer who is 
responsible for administering all aspects of the QA program. 

Internal Quality Assurance Manual: MAQS has prepared a QA Manual according to the 
requirements of ASTM 07036-04 and guidelines issued by EPA. The manual documents 
and formalizes all of MAQS QA efforts. The manual is revised upon periodic review and 
as MAQS adds capabilities. The QA manual provides details on the items provided in 
this summary. 

Personnel Testing and Training: Personnel testing and training is essential to the 
production of high quality test results . MAQS-SNA training programs include: 

• A requirement for all technical personnel to read and understand the test methods 
performed 

• A requirement for all technical personnel to read and understand the MAQS QA 
manual 

• In-house testing and training 
• Quality Assurance meetings 
• Third party testing where available 
• Maintenance of training records. 

Equipment Maintenance and Calibration: All laboratory and field equipment used as a 
part of MAQS-SNA emission measurement programs is maintained according to 
manufacturer's recommendations. A summary of the major equipment maintenance 
schedules is summarized in Table 1. In addition to routine maintenance, calibrations are 
performed on all sampling equipment according to the procedures outlined in the 
applicable test method. The calibration intervals and techniques for major equipment 
components is summarized in Table 2. The calibration technique may vary to meet 
regulatory agency requirements. 

Knowledge of Current Test Methods: MAQS-SNA maintains current copies of EPA, ARB, 
and SCAQMD Source Test Manuals and Rules and Regulations. 

R1 414999 D-3 1. , /\/tUN 11 O~l 
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Chain-of-Custody: MAQS-SNA maintains chain-of-custody documentation on all data 
sheets and samples. Samples are stored in a locked area accessible only to MAQS 
source test personnel. Data sheets are kept in the custody of the originator, program 
manager, or in locked storage until return to MAQS-SNA office. Electronic field data is 
duplicated for backup on secure storage media. The orig inal data sheets are used for 
report preparation and any additions are initialed and dated. 

QA Reviews: Periodic field , laboratory, and report reviews are performed by the in-house 
QA coordinator. Periodically, test plans are reviewed to ensure proper test methods are 
selected and reports are reviewed to ensure that the methods were followed and any 
deviations from the methods are justified and documented. 

ASTM 07036-04 Required Information 

Uncertainty Statement 

"Both qualitative and quantitative factors contribute to field measurement uncertainty and 
should be taken into consideration when interpreting the results contained within this 
report. Whenever possible, Montrose Air Quality Services, LLC (MAQS) personnel 
reduce the impact of these uncertainty factors through the use of approved and validated 
test methods. In addition, MAQS personnel perform routine instrument and equipment 
calibrations and ensure that the calibration standards, instruments, and equipment used 
during test events meet, at a minimum, test method specifications as well as the 
specifications of our Quality Manual and ASTM D 7036-04. The limitations of the various 
methods, instruments, equipment, and materials utilized during this test have been 
reasonably considered, but the ultimate impact of the cumulative uncertainty of this 
project is not fully identified within the results of this report." 

Performance Data 

Performance data are available for review. 

Qualified Personnel 

A qualified individual (QI), defined by performance on a third party or internal test on the 
test methods, will be present on each test event. 

Plant Entry and Safety Requirements 

Plant Entry 

All test personnel are required to check in with the guard at the entrance gate or other 
designated area. Specific details are provided by the facility and project manager. 

R1414999 0-4 
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Safety Requirements 

All personnel shall have the following personal protective equipment (PPE) and wear 
them where designated: 

• Hard Hat 
• Safety Glasses 
• Steel Toe Boots 
• Hearing Protection 
• Gloves 
• High Temperature Gloves (if required) 

The following safety measures will be followed: 

• Good housekeeping 
• SOS for all on-site hazardous materials 
• Confine selves to necessary areas (stack platform, mobile laboratory, CEMS data 

acquisition system, control room, administrative areas) 
• Knowledge of evacuation procedures 

Each facility will provide plant specific safety training. 

R1414999 D-5 l v \ 1 .I\ 1.J N I I U ~ t 



Equipment 

Pumps 

Flow Meters 

Sampling Instruments 

Integrated sampling tanks 

Mobile van sampling system 

Sampling lines 

R1414999 
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TABLE 1 
EQUIPMENT MAINTENANCE SCHEDULE 

Acceptance Limits 

1. Absence of leaks 
2. Ability to draw 

manufacturers required 
vacuum and flow 

1. Free mechanical 
movement 

1. Absence of malfunction 
2. Proper response to zero, 

span gas 

1. Absence of leaks 

1. Absence of leaks 

Frequency of Service Methods of Service 

As recommended by 1. Visual inspection 
manufacturer 2. Clean 

3. Replace parts 
4. Leak check 

As recommended by 1. Visual inspection 
manufacturer 2. Clean 

3. Calibrate 

As recommended by As recommended 
manufacturer manufacturer 

Depends on nature of 1. Steam clean 
use 2. Leak check 

Depends on nature of 1. Change filters 
use 2. Change gas dryer 

3. Leak check 

by 

4. Check for system 
contamination 

1. Sample degradation less After each test series 
than 2% 

1. Blow dry, inert gas 
through line until 
dry. 

D-6 
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TABLE 2 
MAJOR SAMPLING EQUIPMENT CALIBRATION REQUIREMENTS 

Sampling Equipment Calibration Frequency Calibration Procedure Acceptable Calibration 
Criteria 

Continuous Analyzers Before and After Each 3-point calibration error 
< 2% of analyzer range 

Test Day test 

Continuous Analyzers Before and After Each 2-point sample system 
< 5% of analyzer range 

Test Run bias check 

Continuous Analyzers After Each Test Run 
2-point analyzer drift 

< 3% of analyzer range 
determination 

CEMS System Beginning of Each Day leak check 
< 1 in. Hg decrease in 5 

min. at> 20 in. Hg 

Continuous Analyzers Semi-Annually 3-point linearity < 1 % of analyzer range 

NO, Analyzer Daily 
N02 -> NO converter 

> 90% 
efficiency 

Differential Pressure Correction factor based 
Gauges (except for Semi-Annually on 5-point comparison to +/- 5% 

manometers) standard 

Differential Pressure 3-point comparison to 
Gauges (except for Bi-Monthly standard , no correction +/- 5% 

manometers) factor 

Adjusted to mercury-in-
Barometer Semi-Annually glass or National +/- 0.1 inches Hg 

Weather Service Station 

Calibration check at 4 
Dry Gas Meter Semi-Annually flow rates using a NIST +/- 2% 

traceable standard 

Calibration check at 2 +/- 2% of semi-annual 
Ory Gas Meter Bi-Monthly flow rates using a NIST 

factor 
traceable standard 

Ory Gas Meter Orifice Annually 
4-point calibration for 

D.H@ 

Temperature Sensors Semi-Annually 
3-point calibration vs. 

+/- 1.5% 
NIST traceable standard 

Note : Calibration requirements will be used that meet applicable regulatory agency requirements. 

R1414999 0-7 
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Appendix D.2 CARS, SCAQMD, and STAC Certifications 
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State of California 

Air Resources Board 
Approved Independent Contractor 

,,,.. 
/ 

Montrose Air Quality'ServiCes (MA.QS:S~A, Delta, SCEC) 

This is to certify that the company listed ·above has been approved 
by the Air Resources Board ,to conduct compliance testing 

pursuant to California Code otRegulatlons, title 1.7, section 91207, 
until June 30,'"2018, for tbose test' methods listed below: 

\~.i ~ >'~/ 
\ '·" ARB Source Test Methods: " 1jj / 

~-2,3 • .t, 5, 6, 8~ 17, 40, SOI 

~
CO, COz, i\O.x~ 02~02, THC) 

,. .--v'~ , ,~~ .. ~CJ , 
~ -- .._.- -r . " 1 -//\-.._....._......_., 

De Michael T. Benjamin, Ch'ief 
Monitoring and laboratory Division 
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0) ..... 
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State of California 

Air Resources Board 
Approved Independent Contractor 

~ 
~ ' 

Montrose Air Qu,ality Servk!es (MAQS-~A, Delta, SCEC) 

This is to certify that the'eompany listed above has been approved 
by the Air Resources Beard to conduct compi'iance testing 

pursuant to California Code of-Regulations, title 17, section 91207, 
until June 3o, 2018, for those test meth.ods listed below: 

\ 'X &. ~ :'11~' .'£!~~ "::...~!1 I 

U.S. ~p A Source Test !'1etllosls 20,1A.202 ~nd 205 
. Visible Emissions E'l•aluation 

1k~ 
Dr.~hief 

Monitoring and Laboratory Division 

~ 
co 
co 
<:;; 
<D 
"-> 



South Coast 
Air Quality Management District 
218(1':> C.opley Drive. Diamond Bar. CA 91 765-4178 
(909, 390-2000 · \\ ,,..,w.aqmci gov 

,\Ir. Jame-; Ritchc) 
\lontnhc Air Qua lit) Services. I LC (M i\Q~-S 'A. Delta. SCEC) 
1631 L Saint Andrew Place 
Santa r\ na. CA 92705 

Sub1cct: LAP Appro\al Notice 
Ref1.;rcncc II 96LA 1220 

Dear \d r. Ritchc): 

October 28. 20 16 

We ha1 e 1·evic11ed your application to changt: )0llr company name to Montrose Air Quality Sen ices. 

489/592 

I I .C (MAQS-S"IA. Delta. SCl-:C) under the South Coast Air Quality Management District's I .<1boratory 
,\ppn1\al Program ('-;C/\QMD L:\P). \l.,'c :irt: pleased to inform you that }Our Jinn is appro1ed for the 
period beginning Octoncr 28. 2016. and ending September 30, 2017 for the following methods. subject to 
the rcquircmrnl> in the f,;\P Conditi0ns For .'\pprornl Agreement and conditions listed in the attachment 
t<1 thi~ k iter: 

SC\QMD ~kthods 1-4 ~C1\Qv1D Methods 5.1. 5.2. 5.3, 6.1 (Sampling) 
SCAQMD Methods 10.1and100.1 SCAQ:'v!D Methods 25.1and25.J (Sampli ng) 
USEPA Cl M-030 and ASTM 06522-00 Sl.M)MD Ruic 1121/ 1146.2 Protocol 
SCA QM[) Rule 1-1:10/1-120.1/ 1420.2 - (I.cad) Source Sampling 

Your I .1\ 11 apprnval to per form nitrogen 0> .. id..: emission::. compliance ksting for SCAQMD Ruic I 121 / 
1146.2 Protocols inc lud..:s satellite facilitie~ it1eatcd at. 

McKcnna Boiler 
1510 '\Joni! ~pring Street 
Lth :\nge lc~. C,\ 90012 

'\,>ril/ /\mcri<.:a Corp. 
I I 160 Grace A\ enue 
Fou11tain Valk~ . CA 92708 

Ajax l3oiler, Inc. 
270 1 S. llarbor Bl\'d. 
S;111ta Ana, CA 9270-1 

I han" )<Ht for pnrticipati ng in the SCAQMD LAP. Your cooperation help~ u~ to achieve the goal of the 
1 . .-\P to 111ni11ta i11 high sta11dards ofqualll) in the ,,ampling and analys is of' source e111i~sio11 ~. You nm} 
d ircct an) q \tC~tio!ls or information to I .t\ P Coordinattir. (lft:r:n Ka~ai. I le ma) be reached hy tl'icpho1i-· 
at (<)(l9) 196-2271 . or >ia e-mail at gf...asair11~aq111d .gm . 

II .GI-.. gl.. 
\ll<u;i1111.:1ll 

R1414999 

Jason I O\I, Ph.D. 
Assistant Deputy F.'\ccutivc Orticer 
Monitoring & Analysis 
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STAe A merica n Assoc iation for La bora torv Accre d itation 
~1·V~ ·· itSi lN<.; A·:(f<fl)flAllON (01.;N'>..ll 

Accredited Air Emission Testing Body 
A2LA has accredi ted 

MONTROSE AIR QUALITY SERVICES 

~ .... 

In recognition of the successful completion of the joint A2LA and Stack Testing Accreditation Council (STAC) 
evaluation process, this orga nization is accredited to perform testing a ctivities in complianc e with 

ASTM 07036 - Standard Practice for Competence of Air Emission Testing Bodies. 

'I I I 

-

'1 
/ 
/ 
/ 
/ 
/ 

,.... ....: ,,,.. . ~ 

"""'1 1 11 /.f" 

Presented this 2rr.1 day of February 2016 

./"" 

~- ( 
2 ._{__) , __ ; -=:;---

Senior Director of Quality and Communic ations 

C ertificate Number 3925.0 1 
Valid l o February 28, 20 18 

This accreditation progra.m is not inclnded under the A2LA !LAC Mutual Recognition .lirra.ngement. ~ 
«> 
0 
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Appendix D.3 Individual QI Certifications 
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Date 
Client 
Location 
Unit 

3/28/2017 
Desert View Power 
Mecca, CA 
Units 1 and 2 

QI and AETB Info. 
QI Last Name Wonderly 
QI First Name Dave 
QI Middle Initial A 
AETB Name Delta Air Qualitv Services, Inc. 
AETB Phone Number 714-279-6777 
AETB Email dwonderlv® montrose-env. com 
Exam Date 11/9/2013 
Exam Provider Name Source Evaluation Societv 
Exam Provider Email I qstiproq ram@amail .com 
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CERTIFICATE OF COMPLETION 

Dave Wonderly 

This document certifies that this individual has passed a comprehensive examination and is now a Qualified 

Individual (QI) as defined in Section 8.3 of ASTM D7036-04 for the following method(s): 

SCAQMD Methods 25.1, 25.3 & 307-91 

Certificate Number: 002-2016-32 

~,4..t:.--U DATE OF ISSUE: 

Tate Strickler, Accreditation Director DATE OF 
EXPIRATION: 

1..2/q/1..~ 

1..2/q/21.. 

FNVIRC)NMEN-rAL 
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APPENDIX E TEST PLAN 
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TEST PLAN FOR EMISSIONS 
PERFORMANCE TESTING AT THE 
DESERT VIEW POWER PLANT 

PREPARED FOR: 

DESERT VIEW POWER 
62-300 GENE WELMAS DR. 
MECCA, CA. 92254-0758 

FOR SUBMITIAL TO: 

SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT 
21865 COPLEY DRIVE 
DIAMOND BAR, CALIFORNIA 91765-4178 

PREPARED BY: 

DEL TA AIR QUALITY SERVICES, INC. 
AN AFFILIATE OF MONTROSE AIR QUALITY SERVICES, LLC 
1631 E. ST. ANDREW PL. 
SANTA ANA, CALIFORNIA 92705 
(714) 279-6777 

DAVE WONDERLY 
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CONFIDENTIALITY STATEMENT 

Except as otherwise required by law or regulation, this information 
contained in this communication is intended exclusively for the individual or entity 
to which it is addressed. This communication may contain information that is 
proprietary, privileged or confidential or otherwise legally exempt from disclosure. 
If you are not the named addressee, you are not authorized to read, print, retain, 
copy, or disseminate this message or any part of it. 
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1.0 INTRODUCTION 

Delta Air Quality Services, Incorporated (Delta) , an affiliate of Montrose Air 
Quality Services, LLC (MAQS), has been contracted by Desert View Power to conduct 
annual emissions compliance testing on two Fluid Bed Boilers, and a relative accuracy 
test audit (RATA) of the continuous emissions monitoring system (CEMS) at the Desert 
View Power Plant located in Mecca, California. Delta will conduct testing to comply with 
U.S. Environmental Protection Agency Operating Permit NSR 4-4-11 ;SE 87-01 including 
amendments through August 14, 2003: 7th Amendment Title V permit to operate CB-OP 
99-01 dated 8/1/2000 and 40 CFR 60, Appendix F. This test plan presents the testing 
procedures, a description of the sample locations and a summary of quality assurance 
procedures. 

Emissions tests will be performed on each Biomass fired boiler as specified in the 
permit for: 

• Particulate 

• NOx, CO and S02 

• Hydrocarbons 
• Hydrogen Chloride (HCI) 

• Method 19 F-Factor Using ASTM D6323 and ASTM E711 for Fuel BTU/lb 

• Volumetric Flow Rate 

• Oxygen and Carbon Dioxide concentration 

• Flue gas moisture content 

A relative accuracy test audit will be performed to satisfy the requirements of 40 
CFR 60, Appendix F, as part of the quarterly CEMS testing. The Continuous Emissions 
Monitoring System (CEMS) Relative Accuracy Test Audit includes NOx, CO and 802. 
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2.0 UNIT DESCRIPTION 

The Desert View Power Plant consists of two 297 MMBtu/hour, circulating bed, 
biomass-fired boilers, and combined unit are designed to produce 47 MW of net 
electrical output. Each unit is equipped with the following pollution control systems: 

1. An ammonia injection system for control of NOx emissions; 

2. Cyclonic mixing of injected ammonia with flue gas to provide for a 
minimum amount of ammonia slip (emission); 

3. A limestone injection system to limit emissions of S02; 

4. A hydrated lime injection system to limit emissions of HCL; 

5. A reverse air baghouse to restrict opacity and emissions of sulfates and 
particulate to very low levels. 

The plant CEM system for each unit includes measurements of NOx, CO, 02, 02 
wet, S02, C02, flow and opacity. It is an extractive system with a heated line extending 
from the probe to the CEM unit. Table 2-1 presents the current CEMS configuration. 

TABLE 2-1 
CONTINUOUS EMISSION MONITOR SYSTEM 

DESERT VIEW POWER PLANT 

Species Manufacturer Model Range 

NOx CAI ZRE-5 Multi Component Analyzer 100 and 500 ppm 

co CAI ZRE-5 Multi Component Analyzer 100 and 500 ppm 

02Dry CAI ZRE-5 Multi Component Analyzer 25% 

S02 CAI ZRE-5 Multi Component Analyzer 50 and 500 ppm 

C02 CAI ZRE-5 Multi Component Analyzer 20% 

0 2Wet AMETEK Thermox 2000 25% 

Flow DietGreg Standard Msdcfh 

Opacity Monitor Labs Lighthawk 560 100% 
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2.1 SAMPLE LOCATIONS 

Samples will be collected from the transition ducts to the stack. Carnot Technical 
Services, Inc. conducted three dimensional flow testing and stratification testing on the 
transition exhaust ducts on each unit. This testing was conducted in accordance to 
SCAQMD chapter X section 1 and 13 and will be presented in the report titled "Stack 
Gas Stratification and Absence of Flow Disturbance Testing at Desert View Power 
Mecca Project" (R106E622.T) submitted to SCAQMD in October of 1994. The sample 
locations met all the requirements. Copies of the results from that report can be found in 
Appendix B .All testing for both Unit 1 and 2 will be done at the sample location 
presented in Figure 2-1. 
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Stack 

0 A A 0 
0 B B 0 

Unit 2 
0 c c 0 
0 D D 0 

Unit 1 
0 E E 0 
0 F F 

Facing South 

Figure 2-1 Desert View Power Sample Location 
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2.2 UNIT OPERATION 

The tests will be conducted at or near maximum steady state unit load conditions. 
Limestone injection rate , fuel combustion rate, ammonia injection rate, ash handling 
operations, excess air level, combustion air distribution, and combustion temperature will 
all be set to maintain stable unit operation. Pertinent operating conditions will be 
recorded by Desert View Power personnel during the tests. Full load will be defined as 
greater than 267 MM Btu/hr of total (biomass and natural gas) heat input to the boiler. 
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3.0 TEST PROCEDURES 

The test procedures to be used are listed in Table 3-1 . Part of the gaseous plant 
emiss ions performance testing data will be used for CEMS RATA determinations. A 
minimum of nine reference method tests are requ ired for all gaseous species relative 
accuracy (RA) determinations. 

TABLE 3-1 
PROPOSED TEST MATRIX PER UNIT 

FOR DESERT VIEW POWER MECCA PROJECT 

Parameter 
No. of 

Measurement Principle Reference Method Duration per Test 
Tests 

NOx 9 11) Chemiluminescence EPA 7E 60/30 minutes 

co 9 (1) Non-Dispersive Infrared EPA 10 60/30 minutes 

0 2/C02 9 (1) Non-Dispersive Infrared EPA3A 60/30 minutes 

PM 3 Gravimetric EPA5 90 minutes 

S02 9 (1) Barium Thorin Titration EPA6 60/30 minutes 

Hydrocarbons 2 GC/FID SCAQMD 25.3 60 minute composite 

HCL 3 ion chromatography EPA 26A 120 minutes, minimum of 2 
DSCM of sample volume 

Fuel Sampling Daily ASTM D6323 Composite hourly samples 

Fuel BTU/lb Daily ASTM E711 Composite hourly samples 

Fuel Moisture Daily ASTM D31 73 Composite hourly samples 

Fuel Chlorine Daily ASTM E776 Composite hourly samples 

Stack Gas Flow Rate S-Type Pitot Traverse EPA2 

Moisture Condensation/Gravimetric EPA4 

(1) Includes compliance and RATA test runs. 

3.1 CONTINUOUS GASEOUS MEASUREMENTS 

NOx, 0 2, C02 and CO will be measured according to EPA reference methods 
using Delta's continuous emissions monitoring system (CEM). NOx, 0 2, C02 and CO 
concentrations wi ll be determined using Delta's mobile emission measurement 
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laboratory. The laboratory is housed in an 18 foot trailer outfitted to provide a clean, 
quiet, environmentally controlled base for the testing operations. The laboratory has 
lighting, electrical distribution, air conditioning and heating to support the test instruments 
and provide for optimal test performance. 

Concentrations of these gaseous species are measured using an extractive 
sampling system consisting of a heated stainless steel probe to minimize reactions, a 
heat traced Teflon sample line connected to a thermo-electrically cooled sample dryer. 
Following the dryer, the sample is drawn into a Teflon lined pump where it is pressurized 
and then filtered for delivery to the gas analysis portion of the system. Gaseous samples 
will be collected at a single point. Three minimum 60-minute compliance tests will be 
performed. 

NOx concentration is determined using a California Analytical Instruments (CAI) 
chemiluminescence analyzer (model 600 Series). The analyzer has full scale ranges 
from 2.5 to 10,000 ppm. The analyzer is equipped with a vitreous carbon N02 - NO 
converter for the determination of total nitrogen oxides without interference from other 
nitrogen containing compounds. 

Oxygen concentration is determined using a AMI electro-chemical cell analyzer 
(model # 201 ). The analyzer has three full scale ranges; 0-5%, 10%, and 25%. The cell 
contains an electrolytic fluid that reacts with oxygen to generate an electrical signal 
proportional to the concentration . 

C02 is measured using a non-dispersive infrared analyzer manufactured by CAI 
(model# 100 Series). The analyzer has full scale ranges of 0-5%, 10%, 20% and 40%. 

CO is measured using a non-dispersive infrared/gas filter correlation analyzer 
manufactured by TECO (model # 48i) . The analyzer has user definable full scale ranges 
from of 0-1 Oto 0-10,000 ppm. 

The analyzers and sampling system are subjected to a variety of calibration and 
quality assurance procedures including leak checks, linearity and calibration error 
determinations before sampling , and system bias and drift determinations as part of each 
test run. Data are corrected for any observed bias or drift in accordance with the 
reference methods. 
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3.2 PARTICULATE MEASUREMENTS 

EPA method 5 sampling system will be used to measure the particulate emissions 
from both Desert View Power units. The sampling system cons ists of a nozzle, glass 
probe, 250°F heated filter, two impingers containing DI water, a third empty impinger and 
a fourth impinger containing silica gel. 

The analysis for particulate is summarized in Table 3-2. Gravimetric Analysis will 
be performed on the probe/nozzle wash and filter. 

TABLE 3-2 
EPA METHOD 5 ANALYSES 

Sample Component Analysis Procedure 

1. Probe and Nozzle (Front 1/2) Evaporation/gravimetric 

2. Heated Filter (83 mm) Bake/gravimetric 

3.3 SULFUR DIOXIDE 

Sulfur dioxide will be measured according to EPA Method 6. The first three runs 
will be 60 minutes and will be used to demonstrate compliance and as RATA runs. 
Subsequent RAT A runs will consist of 30 minute tests per the Methods. A barium thorin 
titration of the hydrogen peroxide impinger samples will yield S02 concentrations for nine 
relative accuracy test runs. The sample system will cons ist of a heated glass probe 
connected to the impinger train with an un-heated Teflon sample line. All the unheated 
portion of the sample train will be recovered and analyzed. Prior to the titrimetric analysis, 
all SOx samples will pass through an ion exchange resin. This removes interference 
associated with ammonium (NH4+). The Method 6 train will not include the IPA impinger, 
which is provided in the method as an option. The H20 2 will absorb both S02 and S03 (if 
any). S03 will be counted as S02. 

3.4 HYDROCARBON 

Samples for hydrocarbon analysis will be collected in clean 6-L Summa Canister 
and mini water impingers and analyzed according to SCAQMD 25.3. The samples will be 
analyzed by AtmAA inc. in Calabasas, CA using TCA/FID. Results will be reported as 
total non-methane hydrocarbons as carbon. 
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3.5 HYDROGEN CHLORIDE MEASUREMENTS 

Triplicate hydrogen chloride (HCI), samples will be collected using EPA Method 
26A. Sampling and analysis for HF and Cl2 which is included in EPA Method 26A will not 
be performed. 

The sampling train consists of: 

• A glass nozzle and heated glass probe heated to between 248°F and 273°F 

• A Teflon Mat or quartz out-of-stack filter in a glass fi lter holder heated to 248°F 
± 25°F 

• Two impingers containing 100 ml of 0.1 N H2S04 for collection of HCI 

• One empty impinger 

• An impinger containing silica gel 

Samples are withdrawn isokinetically from the stack. The Teflon Mat or quartz
fiber filter collects particulate matter. The acidic absorbing solution collect gaseous HCI 
and is analyzed for HCI by ion chromatography. 

The samples are recovered in the following sample fractions : 

1) Back half of filter holder, H2S04 lmpinger Catch - Weighed for moisture 
content and recovered with DI water into pre-cleaned HOPE bottle. 

2) The filter and probe wash will not be recovered for this test program. 

Quality assurance samples collected in the field are: 

o A field blank 

o A reagent blank: 200 ml of 0.1 N H2S04 

o A reagent blank: 200 ml of DI water 

The samples will be analyzed by ion chromatography by AAC in Ventura. 

3.6 VELOCITY AND MOISTURE 

Stack gas velocity and moisture content will be determined by EPA Methods 2 
and 4 during the particulate test. Velocity traverses will be performed during each set of 
compliance tests (NOx, CO, S02 and hydrocarbons) and for each RATA run. 
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3.7 FUEL ANALYSIS 

Daily fuel samples will be collected by Desert View Power personnel. Hourly 
samples will be taken and composited by the lab prior to analysis. Sampling will be 
consistent with ASTM D6323 sample collection methodology. Delta Air Quality Services 
will send the samples out to be analyzed for higher heating value for heat rate 
calculations, for BTU/lb for calculating the HCL emissions in lb/MMBtu using ASTM 
E? 11 , for moisture content using ASTM D3173 and for ch lorine content using ASTM 
E776. Copies of the analysis will be included with the final report. 

3.8 RELATIVE ACCURACY TEST AUDIT 

Relative Accuracy tests will be performed for NOx, S02, CO and 0 2 on sub 
systems of each unit's CEMS. Relative accuracy is determined by comparing the CEMS 
data to the corresponding reference method (RM) data over nine to twelve test runs. 
Nine 30-minute minimum tests will be performed for the NOx, S02, CO, and 0 2 relative 
accuracy. Relative accuracy is expressed in terms of the absolute value of the mean of 
the difference between the monitor value and the reference method value. It is reported 
in terms of a percentage of the mean reference method value. The computational 
procedure is summarized by the following equations: 

11 

d = Id, 
i = I 

I 

(t d,)1 2 

fc1,2_ ~ 
S - 1=1 11 
d-

n- 1 

CC = l o.975 ~ 1 

-
RA = ldl+ lccl xJOO 

RM 

The RA will be determined for the monitoring systems in parts per million dry 
(ppm) and lb/hr. 
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3.9 TEST SCHEDULE 

The scheduled test dates have been set for February 27 - March 3, 2017 for 
compliance and RAT A testing. A proposed test schedule for on-site testing activities is 
shown in Table 3-3. This schedule is based on the number of tests and the required 
sample times. 

Date Unit No. 

3/27/2017 

2/28/2017 

3/29/2017 

3/30/2017 2 

3/31/2017 2 

R1414540 

TABLE 3-3 
ON-SITE TEST SCHEDULE 

DESERT VIEW POWER 

Test No. 

Set-up 

Type of Test 

1-3 PM, 1-3 HCL Particulate Tests 1-3, HCL Tests 1-3 CEMS RATA and 
1-3 Comp RATA testing Compliance NOx, S02, CO &VOC Tests 1-3 Fuel Samples 

RATA testing Continued CEMS RATA 

1-3 PM, 1-3 HCL Particulate Tests 1-3, HCL Tests 1-3 CEMS RATA and 
1-3 Comp RATA testing Compliance NOx, S02, CO &VOC Tests 1-3 Fuel Samples 

RATA testing Continued CEMS RATA 
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4.0 REPORTING 

Delta will prepare a comprehensive emissions report that includes all raw data 
and calculations for the test program. The test format is presented in Table 4-1. The 
test report will be submitted within 45 days from completion of testing. 

R1414540 

Title page 
Report Title 
Prepared For 
For Submittal To: 
Author and reviewer names 

TABLE 4-1 
REPORT FORMAT 

Test Dates and Report Issue Date 
Report Number 

Review Page 
Signatures of person who prepared the report and signature of person who reviewed the report 

Table of Contents 

Introduction and Summary 
Identifies the client, source. reason for the test, test date(s), test personnel, clienUsource personnel, 
regu latory observers 
Summarizes the results of the test, indicates applicable rules and pass/fail criteria and makes a 
statement regarding the test results 
Outlines the organization of remainder of the report. 
Table of analysis results 

Unit Description 
Describes the process wh ich was tested 
Describes any applicable control equipment 
Test conditions 

Test Description 
Test methods, replicates, duration, calculations 
Test locations 
Test critique 

Results 
Re-states the results of the test and makes a statement regarding compliance with applicable 
regulations 
Results tables with more detail on individual test runs and supporting data 

Appendices 
A. Measurement Procedures 
B. Quality Assurance Data 

1. Certification 
2. Equipment Calibration 
3. Calibration Gas Certificate 

C. Process Operating Data 
D. Test and Laboratory Data 

1. Test Location 
2. Test Data (by type) 

E. Calculations 
F. Chain of Custody 
G. Instrument Strip Charts 
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APPENDIX A QUALITY ASSURANCE AND CERTIFICATIONS 
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QUALITY ASSURANCE PROGRAM 

Delta's operations include four major areas of focus which include sampling, 
sample analysis, equipment maintenance, calibration, data reduction, and reporting. 
Procedures are in place to ensure that work performed in each one of these areas is 
performed in a manner consistent with providing emissions test data that is of known 
quality and is legally defensible. This section provides details on the procedures that are 
followed to accomplish this assurance of data quality. 

QUALITY ASSURANCE OBJECTIVES FOR MEASUREMENT DATA 

Standard methods of assessing data quality such as precision, accuracy and 
completeness are used. Criteria for acceptable data are generally contained in the 
reference methods, however, for some projects other criteria are defined. Standard 
statistical techniques can be applied to assess the data as requested for specific 
programs. Statistical analysis is not generally included when reporting source test data 
unless the number of samples and sampling conditions are planned to provide 
meaningful statistical results. 

Delta 's quality assurance objectives for precision and accuracy are based on the 
Reference Methods or publ ished precision and accuracy data. 

Completeness is defined as the percentage of measurements which are judged to 
be valid as compared to the total number of measurements made. Delta's objective is to 
generate only valid data. For compliance tests, Delta's completeness goal is 100%. For 
this initial copy of the OAP, the methods which are listed in Delta's capabilities provide 
results which are available while still on the job site. It is expected that if all quality 
assurance requirements for a test are not satisfied, the test will be invalidated and 
repeated and the test program will remain 100% complete. 

REPRESENTATIVENESS AND COM PARA Bl LITY 

The usefulness and validity of all data is contingent upon 1) the results being 
representative of the source being tested and 2) comparable with other results generated 
by Delta or another organization. Delta has adopted the objective is that all 
measurements be representative and comparable. These objectives will be met by 
performing tests while the process is operating under known and documented conditions, 
following published reference methods, using standard data reduction techniques and 
reporting formats , and proper training of personnel. 

TRAINING 

Training is an on-going process for all Delta personnel. Personnel completing 
any task will be properly trained before undertaking any task or be under the direct 
observation and supervision of someone properly trained . There are certain skills which 
all technical personnel are expected to acquire. 

All source test personnel must review the applicable portions of the following 
technical documents before being involved in any capacity in any test program. 
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a) 40 CFR Part 60 

b) SCAQMD Source Test Manual 

c) Delta Quality Assurance Plan 

d) EPA Quality Assurance Handbook for Air Pollution Measurement Systems, Volume Ill. 

PROCEDURE SPECIFIC TRAINING 

In addition to the general awareness training discussed previously, each person 
responsible for the performance of a test procedure is required to demonstrate 
proficiency in the method involved. This demonstration will be accomplished through 1) 
reading of the method, 2) reading of the manuals for the equipment being used, and 3) 
satisfactorily completing an oral or written exam regarding the above material. 
Information related to training for specific methods is provided below. 

Continuous Monitoring of Emissions: EPA Methods 3A, 6C, 7E, 10, 20, SCAQMD 
Method 100.1 
Understanding of the CEMS schematic drawing 
Understanding of the sampling system 
Leak check 
Analyzer calibrations and adjustments 
Sample system bias calibration check 
Strip chart recorder operation and documentation 
Stratification check 
Corrections for sample system bias and analyzer drift 

Sample Locations: EPA Method 1, SCAQMD Method 1.1 
Identify sample locations 
Determination of upstream and downstream diameters 
Stack area calculations 
Determine number and location of sample points 
Perform cyclonic flow check and determine sample location acceptability. 

Stack Gas Velocity and Volumetric Flow Rate: EPA Method 2, SCAQMD Method 2.1 

Assemble pitot tube/thermocouple 
Perform leak check 
Record differential pressure 
Record stack temperature 
Record static pressure 
Record barometric pressure 
Calculate stack gas velocity and volumetric flow rate 

Stack Gas Moisture Content: EPA Method 4, SCAQMD Method 4.1 

Assemble sample train (probe, sample line, impingers, U-tube, gooseneck, vacuum line, 
meter, pump, etc.) 
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Record preliminc~ry data: barometric pressure, reference temperature, ambient 
temperature. 
Pre- and post-test leak check: < 0.02 cfm 
Read and record: sample volume, delta H, meter temperatures (in/out) , vacuum, 
impinger outlet temperature 
Weigh impingers 
Calculate % moisture 

SAMPLING PROCEDURES 

Delta maintains complete copies of federal , state, and local regulatory agency 
source test methods which serve as the final authority on sampling procedures. This 
Quality Assurance Plan does not attempt to re-state the source test methods which are 
available. Delta strives to follow the appropriate source test methods whenever possible. 
Source test methods are listed in all test plans for review by both clients and regulatory 
agencies. 

The following steps are taken to ensure that the sampling procedures of the 
source test methods are followed: 

Training of personnel , as discussed in Section 5, 
Copies of reference methods are available to all personnel and are taken to every job 
site, 
Appropriate selection of project managers 
Quality assurance reviews of test programs 

Occasionally, due to the sample location limitations or other factors , variations 
from the standard methods will be necessary. Any variations from the methods will be 
assessed to determine the effect which the variation will have on data quality. Whenever 
possible, variations will be included in the test plan and receive approval prior to 
implementation of the program. Any variations will be clearly documented in the source 
test report. 

CHAIN-OF-CUSTODY PROCEDURES 

DATA SHEET CHAIN-OF-CUSTODY 

The program manager for each program is responsible for collection of data 
sheets from sampling personnel as they are completed. The program manager 
maintains possession of the data sheets or keeps them in locked storage. Upon return 
to the office, a copy of all field data sheets is made and placed in a locked file . The 
original field data sheets are used for report preparation and are kept with the final 
report. Data sheets, test plans, and reports are kept in files, organized by client and 
project. 

A chain-of-custody form is kept at the project fi le location to log check-out and 
return of any data sheets or files . 
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Sample and Reagent Chain of Custody 

Chain of Custody procedures begin prior to testing with the preparation of 
reagents and filters to be used in field testing. Delta personnel who have prepared the 
filters and reagents complete and sign a reagent chain of custody form which is 
transferred with the reagents to the field testing team. The field team member receiving 
the reagents records the transfer on this form. The reagent chain of custody form is 
included in the final source test report. 

At the test site all samples collected are recorded on a cha in of custody form as 
they are taken. This chain of custody form also includes the date, time, test number and 
a description of the samples and sample fractions. This form is signed by the field team 
member serving as the sample custodian. This form is left with the sample at all times; it 
is used to record transfer of the samples to Delta's in-house laboratory or to outs ide 
laboratories. Intermediate transfers to shipping agents are also recorded here. 
Transfers of test equipment between field team members are recorded on the sampling 
train data sheet. 

CALIBRATION PROCEDURES AND FREQUENCY 

All of Delta's major equipment components are ca librated according to the 
procedures established by EPA, CARB, and SCAQMD. When regulations differ, the 
stricter of the regulations will be followed. Table 9 summarizes the calibration 
procedures and intervals for the major equipment components. 

DATA REDUCTION, VALIDATION, AND REPORTING 

DATA REDUCTION 

Data reduction generally occurs in two phases: First, preliminary data reduction 
occurs on the job site. On-site data reduction may be performed by sampling technicians 
or the project manager. Preliminary calculations may include velocity, moisture, stack 
flow, and continuous gaseous measurements. Draft test results are normally available 
prior to leaving the job site. Calculations are performed manually, with a calculator, or 
with a portable computer. Whenever possible, standard spreadsheets are used to 
reduce the data. 

The second phase of data reduction occurs after the test team has left the job 
site. Final results are generated after the project manager has reviewed the data entry, 
calculations, and reporting units. 

The standard calculations are available in the test methods 
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TABLE 1 
MAJOR SAMPLING EQUIPMENT CALIBRATION REQUIREMENTS 

Sampling Equipment Calibration Frequency Calibration Procedure 
Acceptable Calibration 

Criteria 

Continuous Analyzers 
Before and After Each 3-point calibration error 

< 2% of analyzer range 
Test Day test 

Continuous Analyzers 
Before and After Each 2-point sample system 

< 5% of analyzer range 
Test Run bias check 

Continuous Analyzers After Each Test Run 
2-point analyzer drift 

< 3% of analyzer range 
determination 

GEMS System Beginning of Each Day leak check 
< 1 in. Hg decrease in 5 

min. at > 20 in. Hg 

Continuous Analyzers Semi-Annually 3-point linearity < 1 % of analyzer range 

NO. Analyzer Daily 
N02 -> NO converter 

> 90% 
efficiency 

Differential Pressure Correction factor based 
Gauges (except for Semi-Annually on 5-point comparison to +/- 5% 

manometers) standard 

Differential Pressure 3-point comparison to 
Gauges (except for Bi-Monthly standard, no correction +/- 5% 

manometers) factor 

Adjusted to mercury-in-
Barometer Semi-Annually glass or National +/- 0.1 inches Hg 

Weather Service Station 

Calibration check at 4 
Dry Gas Meter Semi-Annually flow rates using a NIST +/- 2% 

traceable standard 

Calibration check at 2 
+/- 2% of semi-annual 

Dry Gas Meter Bi-Monthly flow rates using a NIST 
factor 

traceable standard 

Dry Gas Meter Orifice Annually 
4-point calibration for 

t.H@ 

Temperature Sensors Semi-Annually 
3-point calibration vs. 

+/- 1.5% 
NIST traceable standard 
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DATA VALIDATION 

All data, data entry, and calculations are double-checked by the originator and 
reviewed by a second person. Reviews can include re-calculation of results , data entry 
checks, and calculation of known and accepted data sets using the existing spreadsheet. 

REPORTING 

Delta promotes the use of a standard reporting format , when possible. 

INTERNAL QUALITY ASSESSMENTS 

INTEGRATED WET CHEMICAL SAMPLING EQUIPMENT QUALITY CONTROL 

Major equipment maintenance schedules are provided. Additional quality control 
measures are performed on sampling equipment which includes: 

wind-tunnel calibration of pitot tubes 
3-point thermocouple/readout calibrations 
bi-monthly meter calibration checks 
pre- and post-test leak checks of sample systems 

CONTINUOUS EMISSION MONITORING SYSTEM (CEMS) EQUIPMENT QUALITY 
CONTROL 

Delta uses EPA Protocol gases to perform all QA/QC checks of the analyzers 
when available. On-site checks include 3-point calibration error (+/- 2% of span), 2-point 
sample system bias (+/- 5% of span), analyzer drift (+/- 3% of span). Semi-annual 
checks include analyzer linearity (+/- 1 % of span) and N02 converter efficiency (> 90%). 

PERFORMANCE AND SYSTEM AUDITS 

The appropriate regulatory agency is notified of all Delta compliance tests. The 
regulatory agency is allowed the opportunity to perform side-by-side tests and/or observe 
the Delta setup and sampling. Delta cooperates fully in any pre-arranged regulatory 
agency audit. 

Delta 's approval under the South Coast Air Quality Management District 
(SCAQMD) Laboratory Approval Program (LAP) includes a review of quality assurance 
procedures, equipment type, maintenance, responsibilities, a laboratory audit, and an 
external audit of the sampling system which involves analysis and reporting of unknown 
samples. 

R1414540 A-7 
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EQUIPMENT MAINTENANCE 

Delta performs routine and preventative maintenance on all major sampling 
equipment. These procedures are in addition to method specific requirements which are 
summarized earlier in this QAP. Table 2 summarizes the equipment maintenance 
schedule. This preventative maintenance schedule should minimize equipment failures 
and downtime in the field . On the occasion where equipment does break down in the 
field, Delta personnel have the necessary experience to perform on-site repairs of most 
problems. 

Equipment 

Pumps 

Flow Meters 

Sampling Instruments 

Integrated sampling tanks 

Mobile van sampling system 

Sampling lines 

R1414540 

TABLE 2 
EQUIPMENT MAINTENANCE SCHEDULE 

Acceptance Limits Frequency of Service 

1. Absence of leaks Every 500 hours of 
2. Ability to draw operation or 6 months, 

manufacturers required whichever is less 
vacuum and flow 

1. Free mechanical 
movement 

Every 500 hours of 
operation or 6 months, 
whichever is less 

Methods of Service 

1. Visual inspection 
2. Clean 
3. Replace parts 
4. Leak check 

1. Visual inspection 
2. Clean 
3. Calibrate 

1. Absence of malfunction As recommended by As recommended by 
2. Proper response to zero, manufacturer manufacturer 

span gas 

1. Absence of leaks 

1. Absence of leaks 

Depends on nature of 1. Steam clean 
use 2. Leak check 

Depends on nature of 1. Change filters 
use 2. Change gas dryer 

3. Leak check 
4. Check for system 

contamination 

1. Sample degradation less After each test series 
than 2% 

1. Blow dry, inert gas 
through line until 
dry. 
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SPECIFIC PROCEDURES TO ASSESS DATA PRECISION, ACCURACY, AND 
COMPLETENESS 

The QA/QC procedures outlined in the previous sections of this document are 
provided to ensure data precision , accuracy, and completeness. It is the responsibility of 
each project team member to 1) complete all pertinent sections of the data sheets, 2) 
make comments, where appropriate, 3) notify project managers of sampling difficulties 
which may lead to invalid data, and 4) follow chain-of-custody procedures for all samples, 
data sheets, and documents. 

Each test report is reviewed before release by one of Delta's designated Quality 
Assurance team members. Procedures, results, and data are reviewed to verify 
adherence to method requirements , that proper recording procedures are followed, and 
that calculations are performed properly. These reviews are conducted independently 
from any project related data reduction and reporting activities. 

QUALITY ASSURANCE REPORTS TO MANAGEMENT AND CORRECTIVE ACTIONS 

A "Quality Assurance Incident Report" is completed when an incident occurs 
which may result in the generation of invalid data. The report originator will provide the 
report to the program manager upon completion to allow for immediate corrective action 
to maintain program completion. Following completion of the on-site portion of the 
program, the form is routed to the Quality Assurance Officer for review. Appropriate 
action to be taken may include, discussions with test personnel , modifications of QA/QC 
procedures, or additional training . Incidents reports are then filed in the client file and 
included with the source test report, if appropriate. 

Original Quality Assurance records are maintained on-file. Periodic reviews are 
performed by the QA Officer to ensure that the records are up-to-date, complete, and 
maintained. 

R1414540 A-9 
" , MUN r 1..i • .>'1 



South Coast 
Air Quality Management District 
21865 Copley Drive. Di.m1onct B<1r. CA 91165-4 I 78 
(909' 390-2000 . WWW dqll1cl.gov 

\Ir. Jame~ Ritche~ 
\1ontrn'>c 1\ir Qua li t) Servi1.:e~. f LC (lv!/\QS-SN/\. lJclta, SCEC) 
163 I l . Saint Andrew Place 
Santa r\na. Cl\ 92 705 

Subjeet: LAP Appro\al Notice 
Rctl:ren1.:e Ii 961./\ 1220 

Dear \.ir. Ritchey: 

October 28. 2016 

We h il\ c rcvi..:,,cd your applicat ion to change your company name to Montrose /\ ir C)ual ity Sci'\ ice~, 
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I l.C (M/\QS-S\J/\. Delta. SCF() under the South Coa~t Air Quality Management District's f abora tory 
,\pprmal Program (SC,\Ql\11) L1\P). \\'care pleased t0 inform you that )Our lirm is approved for the 
p.:ri()(f beginning October 28. 2016. and ending Scpwmber 30, ::o 17 J'or the fol lo\\ ing methods. subject to 

thc rcquirc111c11t~ in the LAP Cond itions For Approval Agreement rind conditions listen in the attachment 
lo this ktter: 

SC\Ql\lf) tvkthrn.b 1--1 SC/\Q:vlD Methods 5.1. 5.2, 5.3. 6.1 (Sampling) 
SC'M..)MD Methods I 0.1 and I 00.1 SC/\Q:VID Methods 25. 1 and 25.3 (Sampling) 
USEPJ\ CTM-030 and AS I M D6522-00 SCAQMD Ruic I 121 / l 146.2 Protocol 
SC/\Q\1 () Rule 1-12011-120. 1 /1420.2 - ( I.cad) .'>ourcc 'iampling 

Your I .. \P appnwal to per limn nitrogen o:-.idc cm1~,io11~ cornplrancc testing for l)CAQMO Ruic 1121/ 
11-16.2 Protocols includc<; sa1cllite facilitit:s l<'Catcd at : 

tvlcKcnna Boiler 
15 I 0 '\orth ~pring Street 
1.ns 1\ngclc•-. Cl\ 900 I 2 

'\,>ril/ ,\mcrica Corp. 
I I 160 Grace !\ \ cnuc 
Founta in Valle). CA 92708 

Ajax l3oilcr. Inc. 
270 I S. I !arbor Blvd. 
Sarrla Ana, CA 92704 

I hanh )till for participating in the SCAQMD LAP. Your cooperation helps us t(l achieve tht: goal of the 
I .!\I' to rnaimain high standards of qua lit) in the ~alllpling and analysis of ~ourcc emission~. Y 011 lllay 
din:ct an) q'.rcstions or 111formalion to I / \P Coordinatnr. Cllt:nn "a~ai. I le nia) he reached h,\ tclephon,· 
al {lJO<J) 196-2271. or\ ia c-rnail at gkasai '1i'aqrud.gm. 

11 .. <IK g l. 
1\11.1dtllll' lll 
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Jason LOI\. Ph .D. 
Assistant Deputy E:-.ccut i\'e Orticer 
Monitoring & .l\na lysis 
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APPENDIX B SAMPLE LOCATION VERIFICATION DATA 

R1414540 B-1 



! 140985/R l06 E622T 

STACK GAS STRATIFICATION AND 
ABSENCE OF FLOW DISTURBANCE 

TESTINGATCOIMACMECCAPROJECT 

Prepared For: 

UC Operating Service 
Mecca, California 

For Submittal To: 

SOUTH COAST A.IR QUALITY MANAGEMENT DISTRJCT 
Diamond Bar, California 

Prepared By: 

Edward J. Filadel.fia 

CARNOT 
Tustin, California 

JULY 1994 

523/592 



524/592 

REVIEW AND CERTIFICATION 

AlJ work, calculations, and other activities and tasks perfonned and documented in this 
report were carried out under my direction and supervision. 

Edward J. Filadelfia 
Senior Engineer 

t 0 (I f(rc(L 

I have reviewed, technically and editorially, details, calculations, results, conclusions and 
other appropriate written material contained herein, and hereby certify that the presented material 
is authentic and accurate. 

Edward J. Filadelfia 
Senior Engineer 
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SECTION 1.0 

INTRODUCTION 

Carnot was contracted by UC Operating Service (UCOS) to determine the sujtability of 
the alternate sample location accessible from the stack inlet duct. Tests were conducted to 
detenuine the level of stack gas stratification and flow disturbance. The tests were performed 
at this location to satisfy the requirements of alternate sample location CFR 40 Appendix A 
Method 1. The tests were performed using the standard methods in Chapter X of the 
SCAQN!D's Source Test ManuaL 

The flow disturbance and gaseous stratification tests were performed on June 27-28, 
1994. The test program was coordinated by Greg Deedon of UCOS and &Jw_ard Filadelfia of 
Carnot. The Carnot test team consisted of Edward Filadel.iia, Dave Wonderly, and Chris Hone. 
Unit operation was established and maintained by UCOS personnel. 

The results of the tests are summarized in Tables 1-1and1-2. These results show that 
the sample location meets the requirements of the SCAQMD and EPA by demonstrating that the 
stack gas stratification is less than 10 % and the average resultant flow angle is less than 
20 degrees with a standard deviation of less than 10 degrees. 

A description of the urut is presented in Section 2.0. Test procedures and locations are 
presented in Section 3 .0. Test results are presented in Section 4.0. Tests procedure 
descriptions, field data sheets, caJculations, and control room data are included in the 
Appendices. 

1140985/R l06E622.T 
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TABLE 1-1 
SUMMARY OF GASEOUS STRA TIF1CA TION 

COUv1AC ENERGY PROJECT 
JULY 1994 

527/592 

SECTfON l O 

Unit 1 
Parameter % Stratification 

Urtit 2 
% Stratification 

SCAQMD Limit, 
% 

0.4% 1.0% 

TABLE 1-2 
SUMMARY OF FLOW DISTURBANCE MEABUREMENTS 

COIMAC ENERGY PROJECT 
JULY 1994 

Unit 1 Unit 2 SCAQMD 
Parameter Measured Measured Limit, % 

Average Resultant Angle, Degrees 5.6° 5.9° ::; 20 

Standard Deviation, Degrees 3 .3 ° 4.0° ::; 10 

I ! 409B5fR106E622 T 

::; 10 

EPA Limit, 
% 

::; 20 
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SECTION 2.0 

UNIT DESCRIPTION 

TI1e Colma~ Energy Plant consists of two 297 M:MBtu/hour, circulating bed boilers, the 
combined uo..its are designed to produce 47 MW of net electrical output. Each unit is equipped 
with tbe following pollution control systems: 

J. An ammonia injection system for control of NO, emissions. 

2. Cyclonic mixing of injected ammonia with flue gas to provide for a minimum 
amount of ammonia slip (emission). 

3. A limestone injection system to limit emissions of S02• 

4. A reverse air bagbou se to restrict opacity and emissions of sulfates and particulate 
to very low levels. 

l1 409851Rl06E622.T 
Rc.v . co~rc, 14. l lf0.41 
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SECTION 3.0 

TEST DESCRlPTION 

3.1 TEST CONDITIONS 

All tests were perfonned with the unit operating at full load. Tests were conducted while 
the unit was firing bio mass and operating under nonnal conditions. Unit operations were 
established by UCOS operators. 

3.2 SAMPLE LOCATION 

Measurements were made from Units I and 2 inlet ducts to the stack. A schematic of 
the Sample location is shown in Figure 3- J . Chapter X sampling consisted of 40 point traverse 
for stratification, and a 42 point traverse for flow disturbances. 

3.3 TEST PROCEDURES 

Tests were performed using methods from the SCAQMD's Source Test Manual. These 
methods are contained in Chapter X - Section I for disturbed flow and Section 13 for gaseous 
stratification. Table 3- 1 presents the test methods used in this program. 0 2 concentrations were 
measured using Carnot's mobiJe emission monitoring system. Flow angles were measured using 
a United Sensor JD probe. A description of the Carnot's Continuous Emissions Monitoring 
System and the standard measurement procedures are presented in Appendix A. A summary of 
the procedures used for gaseous stratification and disturbed flow are presented below. 

3. 3. I Gaseous Stratification 

Chapter X (Non-Standard Methods and Techniques), Chapter I 3 of the SCAQMD Source 
Test Manual defines gaseous stratification as the presence of a difference, in excess of 
l 0 percent, between any two points in the same cross sectional plane. Stratification can be 
derennined for either pollutant gases (e.g., NO~) or diluent gases (e.g., 0 2, C02) in units· of"_ 

·concentration. For this test program, the 0 2 concentration was used to measure the level of 
stack gas stratification. 

J 14()985/JU06E622. T 
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TEST DESCRJPTION SECTION 3.0 

Due to variations in process 0 1 concentrations, two 0 2 analyzers were used. 1l1e fost 
0 2 analyzer was used as a reference point and located at the center of the duct. The second was 
located at 40 traverse points during the test. · Gases were monitored for three minutes at each 
traverse point. 

Para.meter Un.its 

o,· 3 

Flow Degrees 
Angle 

I l4098S/RIOoE622.T 
Rev. (Oc\1\\-c.1 14. 1904) 

TABLE 3-1 
TEST PROCEDURES 

COLMAC ENERGY PROJECT 
JULY 1994 

Measurement Reference 
Principle Method Comments 

Electrocbem.lcal EPA 3A 40 point traverse for gaseous 
Call stratification according to 

Chapter X, Section 13 

3D probe for 1.1 42 po.int traverse for 
pitch and yaw disturbed flow according to 

Chapter X, Section 1 
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SECTION 4.0 

RESULTS 

4.1 GASEOUS STRATIFICATION 

The results of the gaseous stratification tests are summarized in Table 4-1. The results 
sbow that the 0 2 concentration stratification levels for both sample locations were below the limit 
of 10%. 

TABLE 4-1 
GASEOUS STRATIFICATION 
COLMAC ENERGY PROJECT 

JULY 1994 

Parameter Percent Stratification 

Un.it I 0 2, % 

Unit 2 0 1 , % 

4 .2 FLOW DISTURBANCE 

0.4 % 
l.0% 

The results of the flow disturbance measuremeots made with the 3-dimensionaJ velocity 
probe are presented in Table 4-2. The results of these tests show that the average resultant flow 
angle was below the limit of 20 degrees with a standard deviation of less than l 0 degrees for 
both sample locations. 

TABLE 4-2 
FLOW DISTURBANCE RESULTS 

COL1\1AC ENERGY PROJECT 
JULY 1994 

Parameter 

Avg. Yaw Ang le, degrees 

Avg . Pitch Angle, degrees 

Avg. Resultant Angle, degrees 

Standard Deviation, degrees 

l J 4098SfR I 06E622. T 
5U". (Ocwbcr ) 4, \994) 

Unit I 3D Probe 

2.0 

-0.4 
5.6 

3.3 

Una 2 3D Probe 

4.4 

-1. 0 
5.9 

4.0 
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APPENDIX A 

MEASUREMENT PROCEDURES 

Continuous Emissions Monitoring System 

Oxygen (OJ by Continuous Analyzer 

Three-Dimensional Velocity Testing 

533/592 
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Continuous Emissions Monitoring System 

Oi. CO, C02 , NO, NO, and S02 are measured using an extractive continuous errussions 
monitoring (CEM) package, showo in the following figure. This package is comprised of three basic 
subsystems. They are: (1) the sample acquisition and conditioning system, (2) the calibration gas 
system, and (3) the analyzers themselves . This section presents a description of the sampling and 
calibration systems. Descriptions of the analyzers used in th is program and the corresponding reference 
test methods follow . Information regarding quality assurance information on the system, including 
calibration routines and system performance data follows. 

The sample acquisition and conditioning system contains components to extract a representative 
sample from the stack or flue, transport the sample to the analyzers, and remove moisture and particulate 
material from the sample. In addition to performing the tasks above, the system must preserve the 
measured species and deliver the sample for analysis intact. The sample acquisition system extracts the 
sample through a stain.less steel probe. The probe is insulated or heated as necessary to avoid 
condensat ion. If the particulate loading in the stack is high, a sintered stainless steel filter is used on the 
end of the probe. 

Where water soluble NOJ and/or S02 are to be measured, the sample is drawn from the probe 
through a heated teflon sample line into an on-stack woled (approximately 35.-40°F) water removal trap. 
The trap consists of stain.less st.eel flasks in a bath of ice and water. This design removes the water vapor 
by condensation. The cont.act between the sample and liquid water is mi nimired and the soluble N02 and. 
S02 are conserved. This system meets the requirements of EPA Method 20. The sample is theu drawn 
through a teflon transport line, particulate filter, secondary water rem.oval and into the sample pump. 
The pump is a dual bead, diaphrliocrm pump. All sample-wetted components of the pump are stainJess 
steel or teflon. The pressurized sample le.av ing the pump flows through a third condensate trap in a 
refrigerated water bath (=38°F) for final moisture removal . A drain line and valve are provided to 
constantly expel any wndensed moisture from the dryer at this point. After the dryer, the sample is 
di.Jected into a distribution manifold. Excess sample is vented through a back-pressure regulator, 
maintaining a constant pressure of 5-6 psig to the analyzer rotameters. 

The calib ration system is CDmprised of two parts: the analyzer calib ration, and the system bias 
cbeck (dynamic Calibration). The analyzer calibration eguipment includes pressurized cylinders of 
certified span gas . The gases used are, as a minimum, certified to 1 % by tbe manufacturer. Where 
necessary to comply with reference method requirements EPA Protocol l gases are used. The cylinders 
are equipped with pressure regulators which supply the calibration gas to the analyzers at the same 
pressure and flow rate as the sample. The selection of zero, span, or sample gas directed to each 
analyzer is accomplished by"operation of the sample/calibration selector fittings. 

The system bias check is aCC-Ompl isbed by transporting the same gases used to zero and span the 
analyzers to the sample system as close as practical to the probe inlet. This is done either by attaching 
the calibration gas supply line to the probe top with flexible tubing or by actuation of a solenoid valve 
located at the sample conditioner inJet (probe eiUt). The span gas is exposed to the same elements as the .. 

. sample and the system response is documented. The analyzer indications for the system calibration check 
must agree within 5 % of the analyzer calibration. Values are adjusted and changes/repairs are made to 
the system to compensate for any difference in analyzer readings .. Specific information on the analytical 
equipment and test methods u~ed is provided in the following pages. 

UOP?B· l J409/R l06E622.T A-2 
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Method: 

Applicable Reference 
Methods: 

Principle: 

Analyzer: 

Measurement Principle: 

Ranges: 

Accuracy: 

Output: 

Interferences: 

Response Time: 

Sampling Procedure: 

Analytical Procedure: 

Special Calibration 
Proce<lure: 

UOP7B-l !4-09/Rl06E.6:22.T 
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Oxygen (0,) by Continuous Analyrer 

EPA 3A, EPA 20, ARB 100, BA ST-14, SCAQMD 100. l 

A sample is continuously drawn from the flue gas stream, conditioned, 
and conveye<l to the instrument for direct readout of 0 1 concenrration. 

Tele<lyne Model 326A 

Elecrrocbemic?J cell 

0-5, 0-10, 0-25 % 02 

I % of full scale 

0-100 mV, linear 

Halogens and balogenated compounds wiJJ cause a positive interference. 
Acid gases will consume the fuel cell and cause a slow calibration drift. 

90% <7 se.conds 

A representative flue gas sample is collected and conditioned using the 
CEM system describe<l previously. If Method 20 is use<l, tbat method's 
specific procedures for selecting sample points are used. Otherwise, 
stratification checks are performed at tbe start of a test program to select 
single or multiple-point sample locations . 

An electrochemical cell is used to measure 0 2 concentration. Oxygen in 
the flue gas diffuses thJougb a Teflon membrane and is re<luced on the 
surface of the cathode. A corresponding oxidation occurs at the anode 
internally, and an electric current is produced that is proportional to the 
concentration of oxygen. This current is measured and conditioned by 
the instrument's electronic circuitry to give an output in percent 0 1 by 
volume. 

The measurement cells used with tbe Oi instrument have to be replaced 
on a regular basis . After extended use, tbe cell tend to produce a 
oonl in ear response. Therefore, a three-point calibration is perfonned at 
the start of each test day to check for linearity. If the response is not 
linear(..±. 23 of scale), tbe cell is replaced. 

A-4 
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Method: 

Applicable 
Ref. Method: 

Applicability 
of Method: 

Principle: 

Analyzer: 

Sampling Procedure: 

UOVIB-1I 409fR J06E622.T 
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Three-Dimensional Velocity Testing 

EPA Method l, ANSI ASME PTC 11 - 1984 

When a sample location to be used for velocity or particulate tests does 
not meet the traditionaJ Method 1 criteria of being at least two duct 
diameters downstream and one-half diameter upstream of any flow 
disturbance, this alternate method is used to evaluate the suitability of the 
location. 

A three-dimensional velocity probe is used to measure pitch and yaw 
angle at a minimum of 40 traverse points for round ducts and 42 points 
for recungular ducts. If the average resultant angle is less than 20° and 
the standard deviation is less than 10°, the sample location is deemed 
acceptable. Velocity and particulate traverses are then performed at the 
same traverse points using standard Method 2 and 5 equipment and 
procedures. 

The instrument measures yaw and pitch angles of fluid flow, as well as 
tot.al and static pressures. 

United Sensor Three-Dimensional Directional Probe 

Each probe bas five measuring holes in its tip. A centrally located 
pressure hole measures pressure Pl, while two lateral pressure holes 
measure pressures P2 and P3. If the probe is rotated manuaJly untiJ P2 
and P3 are identical as a readout on the manometer, the yaw angle of 
flow is then indicated by tbe number of degrees rotated. 

When tbe yaw angle has been deterrnine<l, an additional differential 
pressure P4 - PS is measured by pressure boles located above and below 
tbe total pressure (PI) hole. Pitch angle is determined by calculating 
(P4 - P 5)/(P 1 - P2) and using the calibration data for the individual probe 
and interpolating between the bracketing data. At any particular pitch 
angle, tbe velocity pressure coefficient (Pt - Ps)/(Pl -P2) can also be 
interpolated from tbe caJibration data and Pt - Ps and Ps calculated. 

Note that this probe also allows for very accurate gas flow 
measurements, in addition to the EPA Method I procedures that allow 
it to be used for determination of flow angle. 

A-5 



Definition.s: 
P1 = Total Pressure 
P2 = Static Pressure 
P3 Static Pressure 
P. = Pitch Pressure 
Ps = Pitch Pressure 

P1 - P2 = Velocity Head Pressure 

p" Ps 
pl - p2 

= Pitch angle calculated on calibration curve 

Calculations: 

Velocity (fps) in direction of flow 

vs= 2.90 c~ ( 
29.92) ( 28.95 l 

Ps MW..,~ 

where: 
Cp = Pitot Calibration factor 

AP = Average velocity, bead, iwg (/t..P)2 

Ts = Stack Temperature, 0 R 
P s = Stack Pressure (iwg) 
MW_, = Molecular weight, wet 

Resultant angle: 

R = I cos _, (cos<f>r.R cosQ>P..R)I 
0.0175 

where: 
<Pv.R = Yaw Angle in Radians 
<PP.R. = Pitch Angle in Radians 
R = Resultant Angle in Degrees 

P1tot coefficient curve fit equation (used to calculate corrected axial velocities) 

~-~ 3 4 
= B1 + B2 ¢ p + B3 + <t>p + 8 4 ¢1' + B5 ¢p 

P1 - P2 

UOP78-J J409fRl06£622.T A-6 
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Probe 

A1 

Ai 

A3 

~ 

As 

~ 

B1 

B2 
·- -· -. 

B3 

B4 

Bs 

B6 

~ 

UOP?B· l l 409/R l 06£622.T 

3-DIMENSIONAL VELOCITY PROBE 
CALIBRATION FACTORS 

B-2455 

63.09 

23.69 

24.505 

33 .312 

7.5203 

11.669 

0.997 

7 x 10·3 

3 x 10·5 

s x io·1 

1 x 10·9 

3 x 10·10 

3 x i 0·2 
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Appendix B.l 

Quality Assurance Program Summary 
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QUALTTY ASSURANCE PROGRAM SUMMARY AND ARB CERTlFICATlON 

Carnot ensures the quality and validity of its emission measurement and reporting proce<lures 
through a rigorous quality assurance (QA) program . The program is developed and administered by an 
internal QA Officer and encompasses seven major areas: 

I. Development and use of an internal QA manual. 
2. QA reviews of reports, laboratory work, and field testing . 
3. Equipment calibration ;rnd maintenance. 
4. Chain of custody. 
5. Training. 
6. Knowledge of current test methods. 
7. Agency certification. 

Each of tbese areas is discussed individually below. 

Quality Assurance Manual . Carnot has prepared a QA Manual according to EPA guidelines. 
The manual serves to document and formalize all of Carnot's QA efforts. The manual is constantly 
updated, and each member of the Source Test Division is required to read and understand its contents. 
The manual includes details on tbe other six QA areas discussed below. 

QA Reviews. Carnot's review procedure includes review of each source test report by the QA 
Officer, and spot check reviews of 1 aboratory and field work. 

TI1e most important review is tbe one that takes place before a test program begins. The QA 
Officer works closely with Source Test Division personnel to prepare and review test protocols. Test 
protocol review includes selection of app,ropriate test procedures, evaluation of any interferences or other 
restrictions that might preclude use of standard test procedures, and evaluation and/or development of 
alternate procedures . 

Equipment Calibration and Maintenance. The equipment used to conduct the emJssions 
measurements is maintained according to the manufacturer's instructions to ensure proper operation. In 
addition to the maintenance program, calibrations are carried out on each measurement device according 
to the schedule outlined by the California Air Resources Board (CA.RB). The schedule for maintenance 
and calibrations are given in Tables B-1 and B-2. Quality control checks are also conducted in the field 
for each test program . The following is a partial list of checks made as part of each CEM system test 
series. 

• Sample acquisition and conditioning system lea.le check. 

• 2-point analyz.er calibrations (all analyzers) 

• 3-point analyzer calibrations (analyzers with potential for linearity errors). 

• Complete system calibration check ("dynamic caJibration" through entire sample 
. system). 

UOP7B· l 1409/Ri06E622 T B-3 
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• Periodic analyzer calibration checks (once per hour) are conducted at the start 
and end of each test run. Any change .between pre- and post-test readings are 
recorded. 

• All calibrations are conducted using gases certified by the manufacturer to be+ 
l % of label value (NBS traceable). 

Calibration and CEM performance data are fully documented, and are included in each source 
test report. 

Chain of Custody. Carnot maintains full chain of custody documentation on all samples and data 
sheets. In addition to nonnal documentation of changes between field sample custodians, laboratory 
personnel, and field test personnel, Carnot documents every individual who handles any test component 
in the field (e.g., probe wash, impinger loading and recovery, fi.Jter loading and recovery, etc .) . 

Samples are stored in a locked area to which only Source Test Division personnel have access. 
Neither other Carnot employees nor cleaning crews have keys to this area. 

Data sheets are copied immediately upon return from the field, and this first generation copy is 
placed in locked storage. Any notes made on origina.J sheets are initialed and dated. 

Training. Personnel training is essemia.J to ensure qua.Jity testing. Carnot bas formal and informal 
training programs which include: 

I. Attendance at EPA-sponsored training courses. 
2. Enrollment in EPA correspondence courses. 
3. A requirement for al l technicians to read and understand Carnot's QA Manual . 
4. In-house training and QA meetings on a regular basis. 
5. Maintenance of training records. 

Knowledge of Current Test Methods . With the constant updating of standard test methods and 
the wide variety of emerging test methods, it is essentia.J that any qua.lifted source tester keep abreast of 
new developments. Carnot subscribes to services which provide updates on EPA and CARB reference 
methods, and on EPA, CARB and SCAQMD rules and regulations. Additjonally, source test personnel 
regularly attend and present paper s at testing and emission-related seminars and conferences. Carnot 
personnel maintain membership in the Air and Waste Management Association, the Source Evaluation 
Society, and the ASME EovironmeotaJ Control Division. 

AGENCY CERTIFICATION 

Carnot is certified by the CA.RB as an independent sou rce test contractor for gaseous and 
particulate measurements . Carnot is certified by the SCAQMD as an independent source test contractor. 
for ga<;eous and particulate measurements using SCAQMD Methods 1, 2, 3, 4, 5, 6, 7 and 100.l. 
Carnot also participates in EPA QA audit programs for Methods 5, 6 and 7. 

UOP7B· l l409/Rl06E622 .T B-4 
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TABLE B-1 
SAMPLING INSTRUMENTS AND EQUIPMENT CALIBRATION SCHEDlJLE 

As Specified by the CARB 

1nstrurnent Frequency of Standard of Comparison or 
Type Calibration Method of Calibration Acceptance Limits 

Orifice Meter 12 months Calibrated dry test meter ± 2 3 of volume measured 
Qarge) 

Dry Gas Meter 12 months or CaJibrated dry test meter ± 2 3 of volume measured 
when repaired 

S-Type Pitot 6 months EPA Method 2 Cp constant ( + 5 % ) over 
(for use with working range; difference 

EPA-type between average Cp for each 
sampling train leg inust be less than 2 3 

Vacuum 6 months Manometer ± 3% 
Gauges .~ . 

Pressure 
Gauges 

- Field Barometer 6 months Mercury barometer ± 0.2" Hg -· 

Temperature 6 months NBS mercury thermometer ± 4°F for <400°E 
Measurement or NBS cal ibrate<l ± 1.5% for > 400°F 

platinum RTD 

Temperature 6 months Precision potentiometer ± 2 % full scale reading 
Readout 
Devices 

Analytical 12 months Should be performed by ± 0.3 mg of stated weight 
Balance (cbeck prior to manufacturer or qualified 

each use) laboratory 

Probe Nozzles 12 Months Nozzle diameter check Range < ± 0.10 mm for three 
micrometer measurements 

Continuous Depends upon As specified by Satisfy all limits specified in 
Analyzers use, frequency manufacturers operating operating specifications 

and manuaJs, EPA NBS gases 
perfonnance and/or reference methods 

UOP7B· I I 409/R J06E622 .T B-5 
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TABLE B~2 
EQlJil>MENT MAINTENANCE SCHEDULE 

Based on M'..anufacturer's Specifications and Carnot Experience 

Performance 
Equipment Requirement Maintenance Interval Corrective Action 

Pumps l. Absence of leaks Every 500 hours of 1. Visual inspection 
2. Abilicy to draw operation or 6 months, 2. Clean 

manufacturer whichever is Jess 3. Rep! ace wom parts 
required vacuum and 4. Leak ch eek 
flow 

Flow 1. Free mechanical Every 500 hours of l. Visual inspection 
Measuring movement operation or 6 months, 2. Clean 

Device 2. Absence of whichever is less 3. Calibrate 
malfunction 

After each test, if used in 
H2S. sampling or otber 
corrosive atmospheres 

Sampling J. Absence of As required by the As recommended by 
Instruments malfunction manufacturer rnanufactu rer 

2. Proper response to 
zero, span gas 

Integrated Absence of leak..s Depends on nature of use 1. Steam clean 
Sampling 2. Leak check 

Tanks 

Mobile Van Absence of leaks Depends on nature of use I. Change filters 
Sampling 2. Change gas dryer 
Systems 3. Leak check 

4. Check for system 
contamination 

Sampling Sample degradation less After each test or test series Blow filtered air 
Lines than 2 % through line until dry 

UOP7B· I l 409/R I 06£622T B-6 
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State of Ca_l iforni a 
AIR RESOURCES BOARD 

Executive Order G-94-028 

Approval to Carnot 
To Conduct Testing as an Independent Contractor 

548/592 

WHEREAS, the Air Resources Board (ARB), pursuant to Section 41512 of the 
California Health and Safety Code, has established the procedures contained 
in Section 91200-91220, Title J7, California Code of Regulations, to allow 
the use of independent testers for compliance tests required by the ARB; and 

WHEREAS, pursuant to Sections 91200-91220, Title 17, California Code of 
Regulations, the Executive Officer has determined - that Carnot meets the 
requirements of the ARB for conducting ABB Test Methods 1, 2, 3, 4, 5, 6, 8, 
10; and. 100 (NOx, 02} when the following conditions are met: 

1. Carnot conducts ARB Test Method 100 for 02 u;ing a Teledyne 326 analyzer 
with either a AS or a Bl sensor, or a paramagnetic analyzer: . 

NOW; THEREFORE, BE. IT ORDERED that Carnot is granted an approval, from the 
date of execution of this order, until June 30, 1995 to ·condu~t the tests 
listed above, subject to compliance with Section 91200-91220, Title 17, 
California Code of Regulations . 

BE IT FURTHER ORDERED that during the approved period the Executive Officer 
or his or her authorized representative may field audit one or more tests 
conducted pursuant to this order for each type of testing li sted above. 

. ' . /7_,/ 
Executed thi s2 2 day of 
California. · 

__ :JV _ _ ~--~-'7--____ 1994, at Sacramento, 

James J. Morgester, Chief 
Compliance Division 
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S1ATE OF CALJFORNJA PE1E VILSON, Govonior 

AlR RESOURCES BOARD 
2020 L STRECT JUL 13 ~ 

CA fl NOT 
P 0. BOX 2815 
SACRAKENTO, CA 95812 

Mr. Michael L. Schmitt 
Carnot 
15991 Red Hill Avenue, Suite JlO 
Tustin, California 92680 

Dear Mr. Schmitt: 

July 8, 1994 

Testinq Aonroval 

We are pleased to info rm you that we have renewed your approval to 
conduct the types of testing listed in the enclosed Executive Order. This 
approval is valid until June 30, 1~95 during which -time a field audit of 
your company's testing ability may be conducted. We have also enclosed a 
certi.ficate of approval. 

Should you have any questions or need further assistance, please 
contact Ms. Kathryn Gugeler at (916) 327-1521 or Mr. David Tribble at 
(916) 323-2217. All correspondence shou1d be addressed to me at the post 
office box above. 

Enclosures 

cc: Mr. Ed Jeung 

James J . Morgester, Chief 
Compliance Division 

Department of Health Services 
Air and Industrial Hygiene Laboratory 
2151 Berkeley Way 
Berkeley, California S4704 

';;:;. 
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SPAN GAS .RECORD 
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DA TE: __ {._! >-_7_/_t;._f!-_7 
__ _ 

BY: ___ C-_l_c_, ___ ~-

SPAN CYLINDER AUX. SPAN CYLINDER 
GAS 

CYLJNDER NO. CONCENTRATION CYLINDER NO. CONCE.NTRA T10N 

ZERO 1?.'<Cr<J~ 

NOx - - ,q Al 3 5 J ::1 . g f', r:;q (J m_ /')-q.o 0 

02 iQ~·o4-5'id 7 («f 71 A L~o\- 7"3 i 

co . 

' 
.C02 

A<-;<-1 ot{c-:;e,:i. 7 
2-:i.<1~ j,O.(_lt-10 5" 7 >; 

so1 ; 

CAR NO! 
INSTRUMENT LINEARITY 

.. 

o, 

ANAL VZER RANGE 0 -') s-
SET TO HIGH STD 

?-o-/ (80-90% OF RANGE) 

ACTIJAL VALUE OF 
1~ '4<; LOW STD 

AS-FOUND LOW STD 
ld..s"; (50-60% OF RANGE) 

DIFFERENCE IN.% o .<; OF FULL SCALE 

· .% ER.ROR CALCULATION: 
(AS FOUND· ACTUAL VALUE OF SPAN) 

RANGE 

ANALyzER 

co, co NOx 

- .·- C) -((;)u 
; -

- S? . ~ ,,--
-

·---- - ~7.7 1 

- - 4~ . 1 

-- - -Tl. 3 

x 100 

47. 5( 

/1.4') 

!)./(,., 

so, 

-

-

-

-

-
' 

ALLOWABLE DEV/A TION IS 2% OF FULL SCALE (2 SQUARES ON STRIP CHART). 

m:m:::z::m:zzzm::m:ii~=::::c::::::!~::::s:z:;;ac:::=:c~~~ r A n rS~T ~'! 
PMF--009 ~ "(\J l 

-

) 
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CARNOT 
SPAN GAS RECORD 
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u cos Co( ~~c.._ ./' '- ~ 9 ° 
CLIENT/LOCATION:--------------- DATE: __ 0 _· __ 

0
_-__ 

1 __ 

BY: __ 7J..:;___,_V_. ___ _ 

SPAN CYLINDER AUX. SPAN CYLINDER 
GAS 

CYLINDER NO. CONCENTRA TJON CYUNDERNO. CONCENTRA noN 

ZERO 

NOx AP.L > )~) 'B'f· >y A A t.t'1 "t 0 0 

01 A'~- ()4r'rz~ .. p . ., J.., AL~1l-, 

co 

co2 

so
1 

CARNOT 
INSTRUMENT LINEARITY 

o. 

ANAL YlER RANGE o---z. ~ 
SET TO HJGH sm 

20. 7t.r (B0-90% OF RANGE) 

ACTUAL VALUE OF 

I '2... '-< S'" LOW STD 

AS-FOUND LOW sm 
/ 'l· )'? {50-60% OF RANGE) 

DIFFERENCE IN % 
OF FULL SCALE . r- % 

%. ERROR CALCULATION: 
(AS FOUND· ACWAL VALUE OF SPAN) 

RANGE 

ANALrzER 

co, co NOx 

Q-1 o~ 

J? 8" c;--

I./ ..,_ r- l 

,, 7. (,) () 

. s-% 

x 100 

ALLOWABLE DEVIATION IS 2% OF FULL SCALE (2 SOUARES ON STRIP CHART). 

'-tl.S-1 

("2.~{' 

so, 

C::PMF::;;-00= ; ========::::t:::::S::::;:sz:=:::::r:::::J::::!rillilll8• cmtor Clii •Ill, lmD" 

-

,' 

1,.... . 
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CARNOT 
CEM PERFORMANCE DATA 

CLIENT/LOCATION: _U.=___c_G_~_-_eu-=-J_l-t.c..~(------- DA TE: _C_(_:>_8/_'Z_I-___ _ 

BY: ___.__4 --1-+--
SYSTEM CONFIGURATION FC.<1 U 

ANALVZERS: NOx 

MODEL: /0 s 
SERIAL NO.; 

LENGTH: 6 / CONDENSER·VACUUMSIDE (CHECK FLOW): t./ 
LINER MATERlAL: S5 CONDENSER-PRES:SURE SIDE (CHECK_FLQW): V 

HEATED PROBE (YIN): CONDENSER TEMPERA1URE: 40 
HEATED LINE (YIN): .. FIL TEA CONDIT.ION (COND. OR DA TE LAST:;-~ 

CHANGED}: 5 /::l {f-(9 (--

LENGTH: PRE· TEST (cih): o.o o. 0 .. 

LINER MATERIAl--: . POST-TEST (cfh}: 

SYSTEM BIAS LINE: LEAK RATE("!.) c 

.. : POST· TEST (cfh) _ 
SYSTEM FLOW RATE (cim) x 60 .X 1 DO - ___ % 

rR&~imD-«t~~;~;t;#~;.~ s,~~~-~t:~tt·~~~:%. fl!f•~•~!1~;::{t~~Jt.\,;;~i:~~l:~,r,,;;;.:~tfr1i . . 
IN SERVICE (YIN): '/<..O HIGHCALNOx 

KNOCK-OUT CONDITION (CHECK FlbW): . \/ HIGH CAL NO (AS FOUND) I 

COOLANT: ""J:-C. c LOW CAL NOx 

LOW CAL NO (AS FOUND) I 

SAMPLE PRESSURE: SYSTEM RESPONSE TIME CHECK 

SAMPLE VACUUM: UPS CAL.£ sec. 

NOxVACUUM: DOWNSCALE: sec. 

-' 



555/592 

Ill Scott Specialty Gases, Inc. 
2&Xl CAJON BOULEVARD, SAN BERNARDINO, CA 92<11 (s::B) et7-2571 FAX (909) e97-0S<l9 

CERTIFICATE OF ANALYSIS: EPA PROTOCOL GAS 

Customer 
CARNOT 
RJCK MADRJGAL 
15991 RED IITLL A VE 
TUSTW, CA 92680 

Auay LJibonito~· 
Seen Specialty Ga.<:<:s 
2600 C ejon Doule1•a.rd 
San Bcmardino, CA 924 11 

J>urch11se Order 
Project # 

nus ~nifiQition was paformed occording to IPA Tra=bility Protocol r:or Assay llild Certification of Ga.scou.~ Calibration 
St.andards; Procedure G J; SepltiDha 199~ . 

Cylinder Number ALM0-15739 Certification Date 03-15-94 EI.p. Date OJ-15-97 
Cyli.Dd~r PreHure+ 2000 PSJG 

ANALYZED CYLIJ'\'DER 
Components 
(CARBON DIOXIDE) 
(OXYGEN) 

(Nitrogen) 

~°"""' "''" "1:c:n ry\in<b;=:«Ur:;, l>d"" l!>O~ 

Certified Concentration 
15.16% 
12A5% 

An11h'fiCBI Unc:eruint) .. 
:*: 1 % 1'1ST T raceable 

• ~'tioil UOCotllinty is roclwi-.T o(~ bl<n«n error "1Jl'<a "'!\id:> ll I= i.n::lodo :-d°ccntt :;-..m:l;ud = .!o pr.ruioo afth< m=urt:monl pr=. 

REFERENCE STANDARD 
T,peJSa.mplc NO: 
GMIS 
GMIS 

E:tpiration Date 
06-94 

Cvlinder Number 
A0l8082 

06-94 A6513 

INSTRUMENTATION 
lnstrument/MOdeUScrial # 
C02:Hon'ba I OPE-135C I 56553901 
02:Horiba I OPE-335 I 850557042 

Last lnte Calibrated 
02-22-94 
02-25-94 

Components First Triad Allal)Jis Second Triad AllaJysis 

0..1.<:: 03-15 -!'4 RMpoDN U..it..: m>' Da1.c ~ Unit&: "'" 
O• 0.00 R.lc 97.0 TI• 55.9 ZJ.K Rl• n· 
Rl• 97.o I:!· o.oa n- s~ .s Rl~ n- n-
I.Jc 0,00 r; .. 8~ . 8 ru~ 97.0 v" T.l = JU-"' 

... VJ. ~.<JflC, Qft_.1.1'!\ 0.1. l~.ll) ~ A"t· Oioc, ~f C~ 0.-\ 

Pai£: 03-l~~ R.,.pc>ON Un.It&: mv Dau: ~u..;u:..,.. 

ZJ.• 0.00 Rl• 94 l TI• 49.l :Oc file n-
Rl- 9-1. l 2:1• 0.00 TI• 49.S Rl• n- n-
:o~ ooo n - 4.9 s RJ· 9'4.l ZJ• n- RJ-

A"!Z· Con<. of Cust ~ AVJ. Cone. orCust Cy!. 

IU• 

"''l'.· Cone. er Curt C)t 

A."ALYST 

Conc.eurration 
I &.97 % C02 IN N2 
12.45 % 02 IN N2 

An aMic.a I Prill ci pJe 
NDIR 
Magnetopneumaric 

Cal.ibntioll Curve 

C-tn

A~.oooooms 

B --0 00020G2 
C"().\000 

D-O.oo>im 

+ ~+D 

C~llooo= ~.; B 

A'"(l.~00 

B -OOOl5G6 
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lllJ Scott Specialty Gases, Inc. 

r'. • • 

-=;;_--.. ·~ •.• 
··."'1 

:. 

:;:: . 

.. 
'.. \. 

26'Xl CAJON BOULEVARD. SAN BERNARDINO, CA 92411 

CERTIFICATE OF ANALYSIS: EPA PROTOC.OL GAS 

Customer 
CARNOT 
RJCK MAJJRJGAL 
I 5991 .RED HILL A\'[ 
SUITE l JO 
TIJSIDI, CA 9261\CJ 

ANALYTICAL INFORMA TfON 

Au ey Laboratory 
Scot1 Specialty Ge.<oes 
2600 Clijon 8oule\'lud 
San Bernardino, CA 924 1 I 

P12rcbasc Order 
Pn>jec1 II 

1914 
>()(.67 (109 

This c;:n.i(jca1ion was Jdonne,:J :;ccording to EPA Tl"llUllhiJiry Protocol For Assay and Cenificauon ofGa.<;COUS Ca1ibt8tion 
Slmdards", Procedure G 1; Seplcmher J 993. 

Cvlinder Number ALM045Sl27 CertffiCttioo. Date 03-30-94 fap. Dii~ 03-~0-97 
~fuder Preuurc+ J 900 PSJG 

ANALYZED CYLINDER 
c Oln )?O!!ClttS 

(CARBON DIOXIDE) 
(OXYGEN) 

•Do -m<..t.:nc:-:liDcloJ~ i>bcl.:>o<• 1"11""s-

Certified Concentration 
22A3 •f. . 
8..937 •,<, 

Aruttmcal Oncert:aintv • 
±I •1. NIST Tracuble 

• Ax>Al:>-.icol ~- ;, U.Clu.-ivt a{ un..J ~ = VJU!'OC> ...web al )l:>:.\I includoo rcfcn=c mrzbnl cm:r l:. pr=ia<:r> of th<~~ 

REFERENCE STANDARD 
T'pe'Sa.mple No. 
CRMl675 
GMIS 

E:i:pi.rl!tion Dxte 
()6.~ 

06-94 

INS1RUMENTATION 
Inrtrumeot!Modcl!Si'ri al # 
C02 :PIR.2000-ACU"BLEND 
02:Honba I OPE-335 I S50557o.42 

C\iinder Number 
ALMOOJ H6 
AJ086& 

Uist Date Calibr-t.ed 
03-24-~ 
03-30-~ 

First Triad Alldysi• Second Triad Analysk 

U• C.00 Rlm 71.9 TI- 92.l 

Rl= 72.9 z.i.- 0.00 n- 92.2 

~· 03.;o.~ Rapona< Onlu:""' 
2l = (o(Y.) RI~ 95.3 Tl• 89,.C 

R1" 95.3 ZJc 000 n~ E9-1 

2:3- 0.00 n~ g9.3 :R3- 951 
!.937 .,., 

~U~mv 

Rl.. n-
D - n-

DM: ~Gioil.::-

LI- Rl- n-
JU- Z:J• ~ 

~ n- RJK 
A'1!-C-...o!Cast~ 

Dn.c fU:apoi'OoC tNu: -
n- RJa nc 
~" D• nx 
n- n- IQ>< 

Analyst 

Cooc.eotnt ion 
14.0& % C02/N2 
9 .520 % 02/N2 

AnaJvrlaJ Prind pk 
NDlR 
Megne.'lopneomatic 

~ 

A -0.00000019'2 

B t..-0.oo:xmm 
C c()OOl ~&"l 

D =0Clt5l5 

E -O<Xn!l42 

~ 

A <-0.09999 

B -0.00047~ 

. ~ .. 

Ax~ B 

\ 
"·°..:7' 

..ox 
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CARNOT 
3-DIMENSIONAL VELOCITY PRODE CALIBRATION 

PITCH ANGLE vs. Fl 
PROBE ID: D-2455 

Pl -(l'4-r:5}'(1'1 -l'l) 

Pilch Angle= 63.09X + 23.6sx•2. 24.sosx•J. 33.J12x•4 + 1.s203x•s + 11 .669X•o 
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I. 00 

Performed Dy: MJNRM 
n.,,,... '\11:tJQ l1 
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CARNOT 
3-DIMENSIONAL VELOCITY PROBE CALIBRATION 

F2 vs. PITCH ANGLE 
PRODE ID: D-2455 

1.l.lO 

· l O 10 

FZ'~·6~9Q7 ·- 0.0007X + 3E·5X' + 8E-7X3 + 1 F-PX~ - :'IF.10~ + '.'IF.1 ?~ 

558/592 

.. 

60 

Performed 13;·: MM/JUY! 

Dale: 511 Rl9·l 
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CARNOT 
SAMPLING POINT LOCATION DATA - EPA METHOD 1 

uc.e..;;;; - 0/~c (_ 
PL.ANT: _______________ ~ ?(-DATA BY: ___ J~ 

DATE· ____ ,_f_.:2_7_/_<7_? ___ _____ _ 

TEST LOCATION: __ u_ ·,..._, ·_+ __ 2. ___ ~_u_<-_r __ _ 

t )~cL 
I 

f 17 
( 17 

_) ) 0 14 
u ~ 

F'flr 
D c: 
o D 

( oe 
0 (7 " 

) 

Diagram of Sampling Location 

SAMPLE %OF 
POINT D1Al\1ETER 

- UPSTREAM DIST./DIA.: _·_I _7_/ ___ _ 
DOWNSTREAM OIST./DIA.: _'J_l_--,-__ 

Q~ 
COUPLING LENGTH:~--!l~---

NO. OF SAMPLING PTS.: {j- L_ · 

A7 ~'I. \ 19 ~ 
STACK DIMENSION: _4--' ___ ,_\ __ 

ST ACK AREA, FP: --~-8_, _8 __ _ 

•JNCHES FROM WALL PLUS 
COUPLING LEN,GTH 

I 

2-

' .. . 
. . 'f-

c; . . .. 

? .. 

I 

IN. FROM 
NEAR WALL 

7. Cf-

(0. 3 
17 (t/-

)_ f-. 
10. <(,L 

~7. ) 

~r0 

561/592 

IN. FROM 
NOZZLE' 

JI. 1-?.. 
('/.-; 
?-- 5, I I <t.. 
)J 

~J'. . '?'' 

q..9, 7( 

7 ;..,5 ) 

.. 

·' 
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CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

CLIENT : ~( J~(_u~)--_-_Co __ }/vtA<_ri..,_-<--____ _ Alv\BIENT TEMP .. DBMIB: r--- 1 ' r 
DATE . --~--'-(~_~_Y_fl-____,___,,. ___ _ 

. -c- !!:-<~ 
OPERATOR: ___________ _ 

BAROMETRIC PRESSURE: :;;t._ tJ • rf c) 

DUCT STATIC PRESSURE: - 0/ I 
TEST LOCATION: _U_u_t_-f_f __ L)V_I}_~----- FUEL: __ ~--·~---'--------
TEST NUMBERS: 

SAMPLE Q&F--DRY, UNCORRECTED 
CORRECTED TO 

TEST SAMPLE POINT/ _%__,DRY 
NO. TIME CONDITION o, 82 co NOx NO N0

2 so
2 

co NOx so2 

A~ x 2- % -

/-/ ~ . A 5 b, 7 C, I 

'~~ JCi 4- 7( )._ 7, ( 

~ /4) &./ l,~ 
' ) 

~ · 1o 'tl/L_ ID 
' 

7, 2-

~ ,'J ·ft I ·/ ,) ?.10 

~ ..,, (bS- C.) l.~ 

~ ~ [J 4-- 01 t,, 7 
~ ~ - 0.76- ~1? b,l 

~ ()L- C.,3 b.L_ 

\~ ?-){ 01 6,~ '-G. c;~ 

.. 

... 
COMMENTS: 

-

) 



\ 
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CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

CLIENT: _U=--W__;::___,)..__Cu __ )_1~ _____ _ 

DATE · --~-+(--'-)----'J'=:.....<6~*----
£5:' p-

OPERATOR: ____ c.....--________ _ 

TEST LOCATION: __ U_!U_(_-f-_ _ / ____ _ 

TEST NUMBERS: __ _._/_~~f_-_5~~-~_7_1 __ _ 

AMBIENT TEMP., OBANB: _______ _ 

BAROMETRIC PRE SSURE: _______ _ 

DUCT STATIC PRESSURE:--------

FUEL: ~/w Av· ----------''----'--------

·, SAMPLE f)..cr= DRY, UNCORRECTED 
CORRECTED TO 

TEST SAMPLE POINT/ _ _ % ---J DRY 
nME NO. CONDITION 

02 :o, co NOx NO No
2

· so
2 

co NOx so, 

~ 7 s-r; 6,~ ~s -

~· 
".3...,0 c tt- b,3 ']_ 
~ cs l,r(---C/4- i--

CL-
. ; ~ b 6/J '·'I 

~. ·. 

~ { ' ! 6~1 "7 
I~ -. p~ C,7 t ;~ 

~~ Df:- ·Cr r C,t 
~ D'?7 C:..! (. 7 

~ ·1- DJ--
-6,Ei b. '5 

) "'?. If ./ 

~1 n1 l,7 {.. ' ) 
I , 

.. 
I 

COMMENTS: 

.} 
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l_i) 

CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

CLIENT: __ U<_cu_'__,)f--:.-_c._o_J,y__,_L _ __ _ AMBIEl\'T TEMP., DBNVB: --------

DATE: ------=G,=-4~-"2.~Q_.,l....:....Cf._._:f== ___ _ 

OPERATOR: ___ :Z~,.~~------
BAROMETRIC PRESSURE: ______ _ 

DUCT STATIC PRESSURE:-------

TEST LOCATION: U,v l + -:L Ou r )J- FUEL: ------------
TEST NUMBERS: . { -f - 51~ 

SAMPLE f2,/;-- DRY, UNCORRECTED 
CORRECTED TO 

TEST SAMPLE POINT/ _%___,DRY 
NO. TIME CONDfTION Nb

2 02 '· 02 co NOx NO so2 
co NOx so

1 

/--'( ~ c -c;- 7 ,o 6,1 -- . . 1z . ~~1- -~~ {,,Jo 
,..,_.,: . . --

1% (3~3 . 6'1l b.6 >3. ~"'"·" . 

r·.:. ,.,. , ~ I cJ, .. E-2--6ti b,g 
·~ . -

~ e --r ' ·/; 6,l , <f~ , .... 
" ' 

··~ F-r-; . C,/; le;-

~L !_P bf- (,2 
' <b.)-

'% . 11- F,,_ ~ &j' 6.J 
.. -~ F--J__ 6.'t b,~ 

~ }- -( r;,~ ~. <( 

~ ~ -( .0.-t:t; _C,) 

)'(S ~ %1 Jr{; I 
I --

' 

COMMENTS: 

-

./ 

:~ 
~ · 
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CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

CLIENT. L)cas- {0 1~- AMBIENT TEMP .. DBM'B: --------

DATE: ------~~(~if~K/_7~f-_ ____ _ BAROMETRIC PRESSURE: _______ _ 

!/ p-
OPERATOR: ----=t:.-'----------- DUCT STATIC PRESSURE: - - ------

TEST LOCATION: __ '1-_-_)-_---_(_E_~---- FUEL: -------------
TEST NUMBERS: 

SAMPLE DRY, UNCORRECTED CORRECTED TO 
TEST SAtJiPLE POINT/ (1fF _ofo_ .DRY 
NO. TIME CONDITION 

02 o~ co NOx NO NOZ so2 co NOx so2 

7ys ~ ;$ ?- ')fu I ~q- -

~ 
/ 

6 ~ f; 7.o ·7,0 

~ 1 1-4- c,,4- b,J 

~ ~ 4' ..- f} 7, ?;i 7,4-
' " 

~ F 2- ~.c 7 / u 
\'·· 

~ ·Ff &.J l,.7 

~ [Os-
_. 

·LJ_ b , ~ t.') 
'7)(_ 
~-:-o e;_·r;. ,:1 (,, ~ 

~ ( 
6-3 /,/ 7. { 

~ E -2 b,/ 7,0 

. I~ -ioofo e-; b.I · G..S 

.. 

~. 

COMMENTS: 
: 

.... 

.: 
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CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

cuENT: __ U_eo_· _· '_S-_-_C_o_/ ;._.,,__c;~c ____ _ AMBIENT TEMP .. DBM'B: --------

DATE: ___ C_/i_?-_?f---i/_Cf_<I-____ _ BAROMETRIC PRESSURE: _______ _ 

OPERATOR: ___ e_L-_______ _ DUCT STATIC PRESSURE: - -------

TEST LOCATION: __________ _ FUEL: -------------
TEST NUMBERS: -----------

SAMPLE ~DRY, UNCORRECTED 
CORRECTED TO 

TES'T SAMPLE POINT/ _o/o _. DRY 
NO. TIME CONDITION 

02 co NO N0
2 so

2 
;02 NOX co NO.x so, 

y) 
., . /0?al1 

~ DI:> D-<).' 0.1 /,C -

~- p -<f- ~-.r; 64- .·,.,.....: .. 

~ D--~ 7r1- 7,,-;,, - ·'· 

' ! ~ D~ )_ 1,1 l .-1 
• • • :;.i •• . -

~ 
-

-/(] ~4- P-( 7 u ?c ) , /' .. . , "' 

I~ - 10' t. .c ~ :;-- ,,...-

(:, ,':; ~(~ 

~· ~ 
. C- <L 'l l ,i 

~ I 
L-} {) { L-

~~ (_ - '), b/f-- c,q-
~ of';>{ C-( /.4- /,S-

,. 

COMMENTS: 

-

) 
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CARNOT 
CONTINUOUS EMISSIONS MEASUREMENTS 

CLIENT: _v_c_u_S_-_Cu----="--) M._"'=>-----=----- -

DATE: _ __ G_( _'()_J'f_'?_{-_____ _ 

OPERATOR: _ __ ?r_-0-_______ _ 
TE ST LOCATION: __ ~_-J-_~_e _-f-_/:f_~-----

TEST NUMBERS: d._ ~ J-- ST 
-----------

AMBIEl'fT TEMP., DB!WB: _ __.(_O_c;-~---
::;:L<7' c., "l._ BAROMETRIC PRESSURE: _____ , __ _ 

DUCT STATIC PRESSURE: --------
FUEL: ~~ 

--=--------~------

SAMPLE ri.-{- DRY, UNCORRECTED 
CORRECTED TO 

TEST SAMPLE POINT/ _ %__,DRY I 
TIME NO. CONDITION 

~~ 5 )j--c::;-

~ ·7 &-<!-

~ o-0 !)- ~ 

~ >"'1., 
f::vJ., 

~ ,, (':; / ( 

~ I -' /4-5" 
-~ u< A- -C/-

~ jf./, 
{fl-? 

1%1 tL1 - )_ 

~ /,,. - /4 - ( 

<1r~ ~ 
I I 

-
COMMENTS: 

02 :>2 

(71riJ {_, ( 

C, ,2 {, -~ 

l ,') {;, (.. 

'7.7 Cry 
C:." &· 7 
, l 7,3 

&.! G,) 

7,f- 1 / <),__ 

C:J (,.~ 

b1q- b, C:, 

-~ 
l. % _.,,. 

I 

co NOx NO N0
2 so2 co 

-

NOx 

~ 

'. 
:~ 

so
1 

I 

' 

, • 
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CARNOT 
J- DIM ENSJONA.L VELOCITY DA TA 

C!icnt/Loc;ilion 1) C U 'S 

S3mplc Location: ULA. l -\-

Unit :-Vo: ___________ _ 

Te~ ~o: 1- > - ~ 'T) '--.{Ar-~ I')~ Pitot 10. No.: ___ ________ _ 

Barometric Pressure (in Hg): _____ _ 

St.atic Pressure in Stack (i"·g):. _____ _ 

Y:m Angle 

Time Port Point (Degrees) 

1) 7 - ( (J 

( ~ t 
) - <) 

/2/ <) (( 0 

1 - I 

7. a 
( 0 

I 

ij-c 7 . -rPJ 
1-t' C- 6 ..... ( cJ 

:;-: - s~ 

y a 
1 -+ ) 
( +- 8 

( -1- ( 0 

fj . 7 ..__ "-) 
--· 

('' --- Io •.. 

-~ ..... b 
7 ~ 8 
.7. 0 

~ t-1 

r - r .. .-+ 6 

Pre-Test Leak Check 6 
· 4. 

---------~ 

Post· Test Leak Chcck: ___ tJ_, _«...::...._ ___ _ 

Velocity Pitch 

(Pl-P2) tP~-P5) 

' <rs-- 0 
e Lj) (> 

"'Lf) -1. 0 l 

. '-( () -I- . c l 
-) 4 . +.-.of 

. ')-=¥ +-a . 
.) I .+ .0 I 
~ L( ~ .&·y 
·)) - - 0'2. 

c) 7 -Q'O 

~ 7) 0 
t..; I -f . u 

• L; .L.C)(_ 

.f) + ( 0] 

: ~ (;· 0 

. '>I G 

.· [/ g- 0 
-

· 1 (( . 0(._ 

1,_·-2 . 6 .J.. oz 
'. 'l... 6 -1-. 07 

'2 8 _f- . G 

. . 

( 

I 

Temperature 

(F) 

l./ ( > 
<-; ( s 

CJ ( l..( 

Lf I L( 

LI ( b 
'-{ ( ( 

L( I <).' 

L/1) 
L( ( b 

/.;I!"· 
~ 

t; It . 
L(r I 

L/ / 7 
<-( // 

c..; I 0 

Lt(; I 
I 

L/ ( 7 
Lj r I 
l/ I 7 . 
'-// 7 
Lj / 7 ( 

~D_DATA.XLS 

;2/J-l/9-1 

8:03 pJ,~ 
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CARNOT 
J-D1MENS10l\'AL VELOCITY DATA 

Clicnl.ILOC2rion 

Sample Location: 

Un.it No: __ / _ _____ ~ _ _ _ 

TeS1 No: I - ) - ) D ~ --\. ~ c .... -€' ---r ~ 
Test Description: > - P 

·------~----
Pitot 1 D. No.: ___________ _ 

4- r r~ r)' 

Barometric Pressure (in Hg)· "1-- q · ~ 0 Pre-Test Leak Check ________ _ 

Static Pressure in Stack (iwg): _____ _ Post -Tes1 Leak Check: ________ _ 
. ·: ·~ 

~.... .. . . . . ' 

. 

I Y3w Angle Velocir_r Pitch T empcr.i1 ure 

Time Port Poil'.t (Degrees) (Pl-P2) lP~ -P:\) (f) 

A 7 - I 0 c:::-7 ~ 
, 0 ) L( I )" 

t ~ g . L; g- --.-O J L/ I 6 
~ 6 .L/~ - OJ l.// y I - . 

o· ~ 
- 0 s- .• 

Y l g C/ . 
' 

> ~~ ... ,..._,!'" -::;-'I ..... rC. (I L.J I c; 
-z... () ,;··t ....... . ti s l/ ( 7 
( 6 . .b" - 'O ) ~I 17· 

. . 
... .-:, 

II 
·-'£ 7 ~ s ) e> L// q '\;.: . . 

~~~~'{ .. . 1'~· G q . r;-.> D tr 2- <5 ..,= ' -
""';t ~ .r &' ) ~ -6 C) (("2-0 ~ :·.; .... .. \. 0 :;,~ . ,,. 
.·:; . '.(1 

Lr <2) ,. 6 6 Lf-L...o · ; 

. . , .-~,,,,,.;t. ' 
---~ l(2 '1j .. ~!f.<-· ·· ) . -==;- 8 G . ~:"'.. . ..,,: ... ~ ···.~~.:'I':~ -·: . . 

2 ,,_ '2 h ~ ) L-f '0() 
" - L.. ~~ 

-.. 0 '"2- <.._( l, 0 ... .. I ' 

' __(' 7 - l/ ' ~ ·- ,o I .L{ 1 tf 
... 

b ,r:; _l.,/ ( 1 . ' /) .:> ~) ·- ... . "','; ·.: 

~ ~· + <)_. 
.,/ oy '1 r Cf ~ "':) s ~ 

.; -
' Lt 4)0 . c;--z.. ":' .> 0 y er ( 1 .. 

~ 0 .,(~ c.r ( 1 -·. " ' 6 41 
. . '- 0 -' Cc - ' 

0-Y' L(( <; 
' . ~ . ..-., I 0 _ _ (c; -"' .. (i) ~ r1 ~;-..-:~-~--ft': . , · 

N_ote: Clod.1\ise rotation of the probe corresponds to a positi,·e ya\\' angle: > 0 or> 90 degrees. 
·. ' !'7 

: ~\ 

.,_ 
.:m_J?ATAXLS 

211~m 

8:03 PM 

. ·: .. 
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CARNOT 
3-DJM£NSJONAL VELOCJTY DA TA 

ClicnVLocJ1ion_ · _______ --

Samplc Location: __ v_"-_< _-l-_-Z.._c_~_t-_·~_-_T 
D:ne : £- 2 8 _. 7 ;/ 
Data Taken B~·: l1J. V 

Un.it No: 2-- Test Dcscriplion :~""J_-_T)~--------
Test No: ~ - ~- '°S V Pitot l.D. No.: ___________ _ 

Baromctnc Pressure (in Hg): _ _ __ --=--

Static Pressure in SLl!ck (i1Yg): - ( ) t L 5 -
Pre-Tes! Leak Check _________ _ 

Posl-Tcs! Leak Check: _ ________ _ 

Ya\\· Angle Velocity I Pi1ch Temperature 

Time Port Point (Degrees) (Pl ·P2) lP-l-P5) (F) 

!O)f 4 7 - 6 ->S- ~ . (!!) r <1; 1 
(' 

--- 7. .ye;- - .. =s- YJ i 
~ ,. '.. . <; ·- /(_ YS- - () :;--- ~~/·. ~ :.: ~·- ·~. . 
.- -: u; - ·s- y J~.c; . - .""] . I~ . c 

., 
- ',...; 1 - 'l ,6 ,- .o (/ C( > Cf.7 
. ,: , 

7 -.<6 t . "'r <17 ... _i .. .. ~ 

I .... 3 -).) ~ . 0 (..; l(f;,,,_,o 

T? 
I 

/ ,+ s-- .:-./ ~.o o LfJ. ~i 
6 ~ ) ~ 6 r 0 t.n 4 
~ a . S-) C> L,t~q 
c,.; ~· ( ~Y~ 0 Cf]~ I 

' <: ~I_ . )L- 0 4"7 l 
" -z -) ,'L_ s- 08 , o> 

I - (~ . 77 - . C) "7_. ~3 8 
c '/ () . t./I '- . 1b I V?.7 

( () l /"'2.__ . - - 6 L L(j c . 
s- () . -z,,1 - • ('j ( L; ) 7 
c1 - L. "l7 ~-U' '-(-S 7 

7 - i ·,?C -l. . G ~ L/37 
.2- - ) " l( 4-. o'L (./7 7 

I - 1 '?' ~- 07._ l-; 17 l ~ l v 
Nole: C'loc~•,ise roL>l.lon of the rohe corre nds to a si ti1·c n11· an le: 0 or> 90 de recs. p spo po g g 

3D_DATA.XLS 
2/l ~/94 

8:03 PM 
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CARNOT 
3-D.i MENS IOl\'AL VELOCJTY DATA 

I 

I 

(licnl/Loc;i1ion l/Co S (o{ vvu:;_z 

S;implc Location: ~u t--) e... f-
Unit No : ·, ~ 

Test No:'l--2.:- 7 D- ve..( 

Barometric Pressure (in Hg): _ _ ~_c-_7 _· J_2. __ 

SCat.ic Pressure in Stack (i\\gl: ____ _ 

Y;iw An gle 

Time Por1 Point (Degrees) 

~ I - 7 c/ 

£ I - 7 t7 

5 -- ( 6 

y - 6"' 

~ -· ( 
z . Qi 
( ... ( {) 

£ 7 - I 0 

.t (0 -~ 

.. 
) h;I . . · -

l.( ~7 ~ 
I.· 'J - (a I .. . 

I 9.. . ..... 9 '7 

I ~ ( t) 
J 

v 7 0 

I b -+ ( 
1 ~ -L_ 

LI _,-) 

J 0 
- 'Z. -5 8 

( _j '-

D31e: or --z / -C/' { ( 
Dala Taken B.' · Yc:.<...<..e Wo~J--~,,.-~ 
Tes! Descrip1ion · ? - /) 

--"--~--------
Pi t o t LD. No : _ _ _______ _ _ _ 

Pre-Test Leak Chcck _ _,U==-·-· _k_ ..... _. _____ _ 
Post-Test Leak Check :---=O=---_k ______ _ 

Velocity 

1 
Pi1ch Tempcr.llure 

(Pl - P2) (P~-PS) (F) 

.. ~s- --- . 0 s -
. S-7 - . 0 {.! l.( L( 6 

~ c:,-v ~ 

. d G' 141 
, ")'l - •tf 5 l/l-/ ") 

.?.l - . 0 ~ l( l( { 

~ tfD ---- 0 l( 4 -z 
, ) '.2- ~ , 07 Y' '-I 5 
.,. -s- (_ (j .f-f '{ ( 
. )l._ +:.701 Lt '-r --Z. 
. r '1 ,j- - ..; {_ l/ <; '2. 

. ~~ C> l( t.{ 2 
r ') ) 6 L/ L( I 

~~> cJ L( L/ I 
, 5 5' -+ v2 <{ L(Ci 

. L/( 0 ~Lj 0 

~ !.( <;" =r·~ .cf2_ Y)~ 

- L/(_ .!-- , 0 "\.. cl) 7 
-~I ~ · o I Y> 7 
-,...-,; c 0 ... '-1?7 .· 
. -'CJ .- .o( /-/ 1.-·~~- : 

. ' . 

r '2- J 0 
... 

Cf ~ 7· 
Note: Clock\,is.e rot.al.ion of the pro~ corresponds 10 a positi' e ~ -a~,. angle:·> 0 or> 90 degrees. 

. t.:~ 

3D_DATA.XLS 
2/J~/9 4 

8:03 PM 
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S•mple 

Point 

A 7 
A 6 
A 5 
A 4 
A 3 
A 2 
A 
E 7 
E 6 
E 5 
E 4 
E 3 
E 2 
E 1 
F 7 
F 6 
F 5 
F 4 
F 3 
F 2 
F I 
D 7 
D 6 
D 5 
D 4 

D 3 
D 2 
D 
c 7 
c 6 
c 5 
c 4 

c 3 
c 2 
c 
B 7 
B 6 
B 5 
B 4 
B 3 
B 2 
B I 

40985 Xl..511 · I 3d 

CllCJ>(; 

Unit: 

Sunplt LoatJon: 

Test N<>.: 

Probe ID Na: 

Unlt.Lo1d: 

TeslD•k: 

Tim• (S'..o.rt/Stop). 

Yow 
Angle 
deg. 

·10 

~ 

~ 

0 
0 

0 

0 

·5 
.g 

0 

0 
.3 

·2 

·2 
-< 
0 

2 

0 

0 

0 

0 
. JO 

~ 

.5 

0 

I 

0 
0 

·10 

·10 
.5 

0 

f 

10 
.9 

·10 

-6 

·8 

0 

Pitch 

P4-P5 
JnWG 

--0.03 

..0.03 

--0.03 

--0.05 

--0.04 

--0.05 

--003 

0.00 

0.00 

0 .00 

0.00 

0.00 

0.03 

0.02 

--0.01 

..0.03 

--0.c>< 

..0:04 

--0.04 

..0.04 

--0.03 

0.00 
O.Ol 

0.01 

0 .01 

O.QI 

0.00 
0.01 

--0.04 

..0.02 

0 .00 

0 .00 

0.01 

0 .02 

0.03 

<l.00 

0.00 

0.00 
0.02 

0.03 

0.03 
0.01 

Y swA.nglc: 

Pltcb Angle: 

Rc'.." ll.ant Angle: 

Suindard Dc'l'iaUon: 

575/592 

3D VELOCITY-DATA AND WORKSHEET 

UCOSCOLMAC 
Ii I 

Ovtla duel 

l · 1·3d 

8·2131 

612S/94 
095(l1) ) 4 5 

To1..1l 

Pl ·P2 
tnWG 

O . ~ I 

0.<8 
0 .48 

0.50 

0.57 

0.60 

0.60 

0 .53 

0.H 

0.56 

0.60 

0 .58 

0.60 

O.Si 

0.50 

0.60 

0.55 
o.n 
0.62 

0.62 

0.60 

0.0 
0 47 

0.43 

0.40 

0 .39 

034 

0 .31 

0 , 0 

0.35 

0 .37 

0.3S 

0 .41 

0 40 

033 

0.58 
0.57 

0.48 

().34 

0 .26 

0 26 
0.2& 

SU cl< 

Temp. 
F 

415 

4 16 

4li 

418 

4l9 

419 

419 

4l9 

420 

420 

no 
420 
420 

420 

418 

418 

419 

419 

419 

4 l9 

419 

41 3 

H3 
4 )4 

41 4 

416 

416 

4D 

415 

416 

416 
41' 
4]7 

417 

417 

41 6 

417 

417 

4 l 7 

07 
417 

4J7 

2 0 dcgroca 

..0.4 dci;r= 

5 6 d~a 

3 .3 dce;rcct 

p4 .p51 

Pl ·Pl 
lnWG 

Pi ten 
An~I • 
deg. 

--0.05 ·3.2 
--0.06 ·3.8 

--0.06 ·3.8 

--0. 10 ~- 1 

--0.07 -4.3 

--0.0i ·5.1 

--0.05 -3. I 

0.00 0.0 

0.00 0.0 

0.00 0.0 

0.00 0.0 

0 .00 0.0 

0.05 3.2 
0.03 2.2 
--0.02 -l.3 

--0.05 ·3. 1 

--0.07 -4.~ 

--0.08 -4.7 

--0.06 -4.0 

--0 06 -4.0 

--0.05 ·3.1 

0.00 0.0 

0 .02 H 

0 .02 1.5 

0 .03 J.6 

0.03 l.6 

000 0 0 

0 .03 2.1 

--0.10 -{).! 

--0.06 ·3 .5 

0.00 0.0 

0.00 0.0 

0.02 1.6 

0.05 3.2 

0.09 5.9 

0.00 0.0 

0.00 0.0 

0.00 0.0 

0.06 3.8 

0.12 7.6 

0.12 7.6 
0 ()4 :Ll 

RI:SULTS 

p1.p.i 

Pl -Pl 
JnWG 

1.00 

1.00 

l.00 

l.00 

1.00 

1.00 

1.00 
1.00 

1.00 

1.00 

1.00 

1.00 

1.00 

1.00 

1.00 

1.00 

1.00 

J.00 

1.00 

l.00 

l.00 

1.00 

1.00 

l.00 

1.00 

1.00 

1.00 

1.00 

l.00 

J.00 

1.00 

1.00 

J.00 

1.00 

0 . .99 
l.00 

l.00 

1.00 

0 . .99 
0 . .99 
0.99 

1.00 

0 4i 

Stael< Tornpe~lur~: 

Velocity": 

A.Dal Vcloclt): 

Dale; 

Dou B): 

B~ Preuurt., In Hf.: 
SUUc Preuun.. ID WC: 

Ab1. Pressure, Jn Hg : 

Avrr·'ll?e Ol, % di')~ 

A"•tllt1• COl, % di'): 

M ois!urt Conuni. %: 

EF 
29.90 

--0. 78 

29.K4 

6.70 

12.00 

Jl.00 
Molecular Weicht. wet: 21.36 

Velocity 

Pt.p, 
In WG 

uneorr. • ADol 

0 . 58 10 s 
o . ~a 8.9 

0 .48 7.1 

o.~ 6 1 

0 .57 4.3 

0 .60 S.I 
0 .60 3 I 

0.53 5.0 

0 .5S 8.0 

0.56 0.0 

0 .60 - 0.0 

0 .58 3.0 

0 .60 3.8 

0.58 3 .0 

o.~ 4.2 

0 .60 3.1 
0 .5S 4.9 

0 .52 4.7 

0.62 4.0 

0 .62 4.0 

0.60 3.1 

0.45 10.0 

0 .41 6.2 

0.43 5.2 

0 .40 l 6 

0-19 1.9 

034 0.0 

0.31 2.1 

0.40 11.7 

0.3S l o.6 

0 37 s.o 
0.35 0.0 

0.41 5.2 

0.40 Z.6 
0.33 11.6 

0.58 9.0 

Q57 10.0 

0 4£ 6 0 

0.34 u 
0.26 7.6 

0.26 10.3 
0.28 8.3 

417 f 
59.4 S fp< (feel p.:r <e<:.) 

59.01 fp• 

fps fps 

66.1 
60.2 

60.2 

61.5 

65.7 

67.4 

67.4 

63.2 

6·¢.4 

65.0 

61.3 

66.2 
67.2 

66.1 
61.4 

61.3 

6-4.5 

62.8 

68.5 

68.5 
67.4 

H . l 

59.3 
56.8 

54.7 

SU 

S0.6 

48.2 

54.9 

51.4 

52. 7 

Sl.3 

55.S 

SU 
49.8 

66.0 

65.5 

60.l 

S0 .5 

44 .2 

~ .2 

45.9 

6$.0 

S9.4 

59.1 

61.l 

65.5 

6 7.2 

67.3 

63.0 

63.8 

65.0 

673 

66.1 

67.1 

66.0 

61.2 

67.2 
60 
o.u 
68..3 

68.3 

67.3 

57.2 

S9.0 

56.S 

54.1 

~- 1 

50.6 

48.2 

53.8 

50.5 

52.S 

51..3 

55..3 
54.2 

H .7 

65.2 

64.5 
$9.1 

49.9 

0 .8 

43.S 

4S.4 

• velocity in the direction o f flow 

CARNOT 
i 5991 Red H.ill An~., SuHc l J 0 

714- 259-9520 
FAX 714-259-0372 



STRATIFICATION CHECK 

Client UCOS COLMAC 
Project#: 1409-40950 

Un.it No: 1.0 
Date: 6/28/94 
Point Chpt 

A5 6.9 
A4 7.2 
A3 6.7 
A1 7.0 
Al 6.5 
B5 6.5 
B4 6.7 
B3 6.7 
B2 6.3 
Bl 6.5 
C5 6 .6 
C4 6.3 
C3 6.4 

C2 6.9 
Cl 6.7 

02 Stratification= 

4098.5XLS/l - l-Stnl 

Ref(h %Di.ff Point 

6.9 0.0% D5 
7.1 ·1.4% D4 
6 .7 0.0% D3 
7.2 2.8% D2 
6.5 0.0% DI 
6.5 0.0% E5 
6.7 0.0% E4 
6.6 -1.5% E3 
6.2 -1.6% E2 
6.5 0.0% El 
6.5 ·l.5% F5 
6.2 -l.6% F4 
6.4 0.0% F3 
6.8 -1.5% F2 
6.7 0.0% Fl 

-0.4% 

CARNOT 
15991 R.erl Rill Ave. Suite 110 

Tustin, California 92680 
714-259-9520 

FAX 714-259--0372 

Chpt 

6.5 
6.6 
6.7 
6.6 
6.7 
7.0 
6.6 
6.6 
6.9 
6.7 
6.5 
6.2 
6.8 
6.8 
6.8 

576/592 

Ref Ch %Di.ff 

6.4 -l.6% 
6 .6 0.0% 
6.7 0.0% 
6.6 0.0% 
6.7 0.0% 
6.9 -1.4% 
6 .6 0.0% 
6.6 0.0% 
6 .8 ·1.5% 
6.6 -1.5% 
6.5 0.0% 
6.2 0.0% 
6.8 0.0% 
6.8 0.0% 
6 .8 0.0% 



SJ.IT\ pie 

Point 

A 7 
A 6 
A 5 
A 4 

A 3 
A 2 
A l 
B 7 
B 6 
B 5 
B 4 
B 3 
B 2 
B I 
c 7 
c 6 
c 5 
c 4 
c 3 

c 2 
C I 
F 7 
F 6 
F 5 
F 4 
F 3 

F 2 
F I 
E 7 
E 6 
E 5 
E 4 

E 3 
E 2 
E 
D 7 
D 6 
D 5 
D 4 
D 3 
D 2 
D 

Client! 

Unit 

Sample Loc:otion: 

T...tNo.: 

Probe ID N<>.: 

Unit Load: 

Te.st Date: 

Tlme (SWVS'U>p): 

Ya-.. 

Anele 
dtg. 

-6 
.9 

·12 
.3 
.9 
.g 

.g 

5 

.3 
0 

·I 

·2 
.3 

·l S 
0 
0 

0 

·2 
-6 

-3 

.9 

.7 

.3 

-6 

· I 

·8 

·1 0 
.9 

·lO 

.5 

.7 

·3 
.9 

·lO 

0 

l 

·2 

0 

0 
.3 

Pltd1 

P4-PS 
loWG 

-0.0S 

-0.05 

-0.05 

-0.05 

--0.04 

.Q.05 

0.00 

0.00 

0.00 

0.00 

0.00 

o.oo 
0.00 
.Q.02 

--0.01 

-0.02 
-0.02 

--0.01 

0.02 

0.02 

0.02 

-0.05 
-0.0.: 

--0.06 

-0.03 

--0.03 

0.00 

0.07 

0.0o 

0.01 

o.oi 
0.00 

o.oo 
0.00 

0.02 

0.00 

0.02 

0.02 

0.01 

0.00 

--0.01 

0.00 

Yaw Angle: 

P ilch Angle.: 

Rcsullull Anglo: 

Sundud Dev1•Uon: 

3D VELOCITY. DATA AND WORKSREET 

ucos cou,v,c 
II 2 

Ou!lcl du~ 

2 -2-3d 

B·213l 

612&194 
09501114 s 

Dale: 

011> Dy: 

Bora. Pr=u~ Jo H<I-: 
SLaOc Preuur<. In WG: 

Abs. Pr=urt, In H<i-: 
A "trage 02, % dry. 

Ave~e COJ, % dry. 

Mol<turt Conlen~ O/,; 

Molecular Wright, wit: 

577/592 

EF 
29.90 

-0.78 

29.R4 
6. 70 

12.00 

1 s.oa 
28.36 

Vtlodt.)' Tol..ol 

Pl-Pl 
tnWG 

St.a cl< 

Temp. 
y 

P4-P51 

Pl-Pl 
lcWG 

Pitch 

Angle 

deg. 

Pt-Pl/ 

Pl·Pl 
11\WG 

Pl-Pa 
lnWG 

uncon-. • A.rlaJ 

o.ss 
0.45 
0.45 

0.50 

0.60 

0.60 

0.55 
0.70 

0.65 

0.57 

0.48 

0.32 

0.25 

0.27 

0.4 I 

042 

0.37 

0.37 

0.36 

0 .40 

0.36 

0. 55 

0.53 

0.50 

0.59 

0.66 

0.60 

0.52 

0.52 

0.52 

0.54 

0.55 

0.53 

0.53 

O.H 
0.49 

0.4 5 

0.42 

0.39 

0.36 

0.30 
0.25 

09 
439 

439 

439 

09 
439 

4-40 

439 

439 

439 

439 

439 

08 

438 

437 

436 
437 

437 

437 

437 

437 

4-40 

440 
44) 

443 

4-41 

442 

4~ 5 

44 l 

4-42 

442 

441 

44l 

44] 

440 

440 

438 

437 

43 7 

437 

437 

437 

4.4 degree< 

. I. 0 dogrees 

5.9 degrcea 

4.0 dcgru;g 

-0.09 

-0.l l 

--0.ll 

--0.lO 

-0.07 

-0.0E 

0.00 

0.00 

0.00 

0.00 

0.00 
0.00 

0.00 
--0.07 

-0.02 

-0.05 

-0.05 
-0.03 

0.06 

0.05 

0.06 

-0.09 

-5.5 

-6. 7 

-6. 7 

-6.l 

-U 

·5.l 
o.o 
0.0 

0.0 

0.0 

0.0 
0 ,0 

0.0 

-4.5 

·l.5 

·2-9 
.33 
.J.7 

3.6 

3.2 

3.6 

.s.s 
-0.08 ~-6 

-0.12 · 7.2 

--0.0S ·3. J 

--0.05 ·28 

0.00 0.0 

O.l3 8.9 

0.00 0.0 

0.02 1..2 

0.04 2.4 

0.00 0.0 

0.00 0.0 

0.00 0.0 

O.Cl4 2.3 

0.00 0.0 

0.04 2. 8 

0.05 3.1 

0.03 l .6 

0.00 0.0 
.Q.Q3 ·2.1 

0.00 0.0 

RESULTS 

).()() 

l.00 

l.00 

1.00 
l.00 

1.00 

1.00 

l.00 

l.00 

J.00 

1.00 

J.00 

l.00 
1.00 

1.00 

l.00 

l.00 
1.00 
0.99 

LOO 

0.99 

l.00 

1.00 

l.00 

I.DO 

J.00 

1.00 

0.99 

1.00 

LOO 

1.00 
1.()0 

1.00 

1.00 

1.00 

l.00 

l.00 

1.00 

l.00 

l.00 
l.00 
1.00 

Sud; Tc.mporalun:: 

Velodty": 

A.tl.U Vel<><:lty. 

0.55 

0.45 

0.45 

0.50 

0.60 

0.60 

0.55 

0.70 

0.65 

0.57 

0.48 

0.32 

0.25 

0.27 

0.41 

0.42 

0.37 

0.37 

0.36 

o.•o· 
0.36 

0.55 

0.53 
0.$0 

0.59 

0.66 

0.60 

0.52 

0.52 

0.52 

0.54 

0. 55 

0 .53 

O.SJ 

o. s~ 
0.49 

0. 4 5 

0.42 

0.39 

0.36 

0.30 

0.25 

439 F 

8.1 

l J.2 
13.7 

6.8 

9.9 

9.5 
8.0 

5.0 

3.0 

o.o 
l.0 

2.0 

3.0 

15.7 
u 
2. 9 

3.3 

2.6 

7.0 

4 ,4 

9.7 
8.9 

5.5 
9 .4 

3.3 

8.5 

10.0 

l 2.6 

10.0 

5.1 

7.4 
3.0 

9.0 

10.0 

l..J 

J.0 

3. 5 

3.1 

1.6 

0.0 

3.6 
2.0 

6-0. 18 fps (fc:c1 r =nc.c.) 

59.ll f-p. 

• velocity io tbe dirution of flow 

CARNOT 
1599 l Red Hill Ave., Suilc 110 

Turtln, Callfoml.a 92680 
714-259-9520 

FAX 71 4-2 59--0371 

rps rps 

65.3 

59.1 

59.l 

62.3 

6U 

61.2 

65.2 

73.S 
70.8 

66.3 

60.9 

49. 7 

43.9 

45. 7 

56.2 

56.9 

53.4 

53.4 

52.6 

55.4 

52.6 

65.3 

6U 
62.4 

67.7 

71.S 

68.l 

63 .4 

63.4 

63.4 

64.6 

65.2 

6.4.0 

64.0 

65.1 

61.5 

SU 
56. 8 

54. 8 

52.6 

48 .J 
0.9 

64.6 

58.0 

57A 

61.8 

67.l 

67.3 

64.5 

73.2 

70.7 

60 
60.8 

49.7 

43.8 

4-4.0 

56.2 

56.8 

53.3 
53.) 

52.2 

55.3 
51.8 

64.5 

63.8 

61.5 

67.6 

70.7 

67.l 

61.9. 

624 
63.2 

64.l 

65.1 

63.2 

63.0 

65.1 

61.5 

58.7 

56.7 

54.7 

52.6 

4 E.O 
43.8 



STRATIFICATION CHECK 

Client: UCOS COLMAC 
Project#: 1409-40985 

Unit No: 2 

Date: 6/28/94 

Point 01pt 

F5 7.0 
F4 6.4 

F3 7.3 
F2 7.0 

Fl 6.7 
E5 6.5 
E4 6.7 
E3 7.1 
E2 6.9 
El 6.7 
D5 6.9 
D4 6 . ) 

D3 7.2 
D2 7.7 

Dl 7 .0 

02 Stratification= 

409E5.xLS/2-2-Slr:ll 

RefOi %Ditf Poi.of 

7.0 0.0% C5 
6.5 l.5% C4 
7.4 l.4% C3 
7.0 0.0% C2 
6.7 0.0% Cl 
6.5 0.0% B5 
6 .8 l.5% B4 
7.1 0.0% 83 
7.0 14% B2 
6.8 l.5% Bl 
7.0 1.4% A5 
6.4 1.6% M 
7.2 0.0% A3 
7.7 0.0% A2 
7.0 0.0% Al 

1.0% 

CARNOT 
15991 Red Hill Ave. Suite 110 

Tustin, California 92680 

714-259·9520 
FAX 714-259--0372 

OJ pt 

6.5 
6.6 
6.5 
6.4 
7.4 
6.0 
6.2 
6.5 
6.7 
6.6 
7. l 
6.7 

7.4 
6.7 

6.4 

578/592 

Ref02 %Diff 

6 .4 ·1.6% 
6.6 0.0% 
6 .6 l.5% 
6.4 0.0% 
7.5 l.3% 
6. l l.6% 
6.3 1.6% 
6 .6 1.5% 
6.8 l.5% 
6.7 1.5% 
7.3 2.7% 
6.9 1.9% 
7.5 1.3% 
6.8 l.5% 
6.6 3.0% 



UOP7B-l 1409/R !06E622.T 

A.PPENDfX E 

STRIP CHARTS 
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APPENDIX F 

R1414999 
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1994 CARNOT SAMPLE LOCATION CERTIFICATION 
REPORT 

This information is located in the Test Plan in Appendix E 

F-1 
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